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x P~tgootlng/lneuhtlrn - - No water dmmga Aann~tlcal plamter - Hot a c c e ~ l b l e  - , Minor water dmaga 

-r I 
- Rarely aammrlbl. See Sample Summary Sheet - - Wsjor watet dmaga - x Aaasrlblr 

\ ! Plpa or Boiler lnmlrtlar Actlvlty and Wvswnt - Not ptermt M 1- 
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2. Q I E X  -TI- FUR QILIRBICIIM kCnM: ; , 
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6 : ( ' 6 .  
a . .  

Halnte~nce & cparatlon Vloual Inepaotlon nb A f t  Hmltotlng 
, spcclal aalntenance - Hanthly - Specla1 clean1 Quarterly - 

xcontrolr not needed - 
 other a d a t e  a s  needed I 

Crnaanb - 
Pipes  mainly f i b e r g l a s s  wi th  some 
elbow mud. P ipes  and equipment 
being pa in ted  a t  t h e  t ime of t h e  
assessment. A l l  samples c o l l e c t e d  
showed no a sbes tos  (Sample B66 
below r e s o l u t i o n  l e v e l  f o r  t h e  
a n a l y s i s  method). 
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P l a s t e r  t y p e  i n s u l a t i o n  
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Same a s  B67 

Same l o c a t i o n ,  elbow mud 
on p i p e  P-4-3 

Same a s  B70  

Same as B70 

RESULTS 
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Bmm1110 W e t  New Executive O f f  i c e  ' ~ u i l d i n ~  , . ,! , . . 1 1 4 . 1 s , . ;  , ! tan 01 tumssmmt 31 Y86 

ntntnlm e, 726 Jackson Place N .W. 
* 

8I~~fD1110 -I DC0105ZZ . : a  . . . , , . , , -Approx ima te ly  375 . . 
1u;hnoS IN bmtDmt Sub-Basement , Exerc i se  ~ o o m  

, ~ ~ U O l b  2 0 

Wpe of Cbterlrl Wter Darnsg. 
x PlrepcaoClnp/lnrrulatlm No water darsg. 
- Aawtial plaste 3t wtet  

X-C, suspended Ce i l i ng  -- Ma,or mter dug. - 
T i l e  - 

Accs~lbl l l ty  - Nat rccaMible - Rarely accemmlblo a Accesrlble ---- 
r \ P l p  or Boller fnwlrtlm Aatlvlty Md Hovawnt 

~ o t  present g PrldJl. # '  - Han or low eotlvity - Present hut not dmaged - & Haletate rcttvity 
Pcement 8nd damaged - High ratlvlty 

lkumga ar Dhterloratlon Brposed Burtaw Area Alr Plenun . . - No a deterlocatlm - Material not e x p d  No plenua or dlrect eitrtier# - x bderate Qlr)e or deterlocrt!m l e t  a lem orpored . A P l e ~  ot dlreet alrmttem present - - w e r e  or deterioratlan >10t erpmed (T i l e s )  

Halntenana & cpratlon VIatal Inepeatla, md Alr h i t o r i n g  - Specla1 ralntenanw - Hanth1 y - Special clemlng - Quartttly - Spciat aIteratIon L ~ l l t l o n  A Annually x Cmtrolr not ntded - 1 : .  - 
a T'ndate a s  needed I . .  

of mterl.1 .rplcdt 
P ipe  i n s u l a t i o n  and c e i l i n g  t i l e  

8arple Nrrnkr - Result 

NEOBDC-3-4-B22-27 NAD 

NAD = No Asbestos  Detected 

I 

Samples B22-24 from p ipes  above t h e  
suspended c e i l i n g .  
Samples B25-27 from c e i l i n g  t i l e .  



svrmItU w t  New Executive O f f  i c e  ' ~ u i l d i n ~  . . ,! , 
, . 1 i,qi. ... i , mm a ~ s s ~ s w e r r t  3 / 4 / 8 6  

B U I ~ I ~  -3,726 Jackson Place N .W. 
- 

BUILJNW W G R :  DC0105ZZ .- : . ., . ; I  ; ., . A ~ ~ r o x i m a t e l y  37,000 

=TIO) I N  IWIU,ltX?r 1st basement, carpentry shop 6 loading dock ! . ~ C X m P A N E g  

ot Hbterl~l mtmr mmgo 
Plrgwtlng/lnmbtlon Wo wskr t h w p  

- Acmatlcal p1aat.r -tar - Wnr : I - Mjor water &mga 
~r lebl l l t  r t ~ l p .  or lbllrc xnwlatlon Aotlvlty &la Wovcnant 

1 - HD-lr~.bl. t - Not prerent - None ot low actlofty 
x ~rlable - 1 kement but not d m q d  *rate actlvlty . - , Remmt md damaged A High autlvlty - 

oc mterloretla, Expomed Wrrtaca Area hlr Pl- . . 
- No or deterloratlon - )bteclal not aspmad No plenu or dlrect rlrrkc'en 

Werate dsllbge oc detarlorrt!on 1It or lam erpored 2 Plenr or direct rltmtrew pmemant 
Bavero damage or daterloration 2 >let eIpo.ad 

'IWa of Action 
x ltemval - 
x bcapsulatlon - 

~ C ~ M U C O  
1 - - Abatcnent not needed 

mn ~ e a m m ~ ' '  . ' 
.- Durlng planned rltrrrtlon, 

or 
htunent  ~ t l o n  needed w#cwr 

0 

Halntenanco & ($eration vinul l rupo t l a  nd ~ l r  ~ a l t o t l q  Bpeclal lalntenancs - h t h l  y 
X, Gpeclal clean1 x Owrterly - 
;L ~pectal a1tera3m ' -lition - k n ~ l l y  CmtrO'fi$$~% needed I : ,  F W r r  

Result - 

Qmncnb  
*Extends throughout e n t i r e  f l o o r .  On - - 
c e i l i n g ,  beams, with overspray. Highly 
f r i a b l e .  Enclosed by suspended c e i l i n g  
and p l a s t e r  c e i l i n g  along dock. I n  ; 
carpentry shop, t i les  open, i n s u l a t i o n  
p ieces  a l l  over. Pipes present  a r e  
f i b e r g l a s s  insu la ted  wi th  mud. 



I::? ,..,r, .. is '::I::: 
- .... .. .... ... 0 .... ! (1, 3 / 12 [I\ /:' 9 ,f, 

Clc:(:::UviSsr I: [:!P,lfiL. !?ED I CfiL CENTER 
I...RB(:IRRTC3RY 

F'' r::! 'I. :i~ r :i. z a !:.I I..- :i. q I-) .t 1'1 i. (1:: r c! s e r_? p y A rl a I. y s j. s 

r", ... .. , ,r .. .I. ,. r:, m f.:: 1 -  :: P.11 bj E_: S ltfl, i:: 1.J "1- :[ '\,.! [fl. !_1!::: 1::: T !::: E. F I... I] & 
.. ,-, (\ r. I I I f.. ,: .! ,:.i *::; : ,.. "! ,.! (J !::: I, ', r': [::I P 1 1:::'I .... ,, I ..I ,, \J ,, 

psn :: 1-1 :[ 1 . ~ 1  c j  PJ rj c:: 
I:: (::I ~1 L G), !::: i. : (. F,.: -r C: ,... r.! . . . F~ . . '1' . c:; .. . 

+: t 1,- !::'!:; <\ .'V 1 i:1 P\I '.+ $ 

rt f't F? F::' EZ PI T' F? "7' C? 1-1 C? F:' PI El. fl R I... C:! A I:! I: P.1 G I:? C? I:: 1::: A L. ! .- CJ V E R C E! I L. I N G ( -I- OF' F I C E ! 
I 

1 1' i 1:; i ( 1:: [ fi l\l fi I,,,. v :!; T !:: : l -n fa l  F'er-<:;pllt, :::: "" ,.. .-, ...- :?; i:! 

(:::I..\ f-. ,; 5;; i::) . I  i. 1. e I:: 9i CIS ( O H )  :I "7"' -. ?; (;I ;( 
,a:.. ..! 

:+ C') ?.:: 1;) r:.;: ::; I ; .  /::) F.i .f (:,I.. fr, 

CJMC Anal y s t :  (::ti 



t..l!., ! il? k:! !;! I,- <::I + fi ! \  .;;3, 1, 'b * .:;;, :i. 5:; I::." .... ! I 
,.:! r,:! I:? 1 !I ,, : b1E f? E?!?C (1) I. 
! ,.., 3 1:; I . ,: : N E: !:I E D C !I! 1 !.! :5 ..-.!I1 11. ..... F 4. . 1 . 

f - 7 '  ,,, (1 5 ?; :; ('\ tq I,.- [:: {?,[::I E;:: (2, F <  6) p.1 f: E; $ 

'Tl.1~; n;atn)::ll.e i r ;  C..lotnoqer.\e!3!-~~ F ,  F ' r iab le  
C: 1:) 1. c I,- :: I,J 1.I :I: "I" F.:!: 

Iv1 1' 1:; 1:' C! (11; [:I i:] [:I3 J [:l AN A I-.. Y S 1: cj : T t a 1. F' p r- !:: e n t:. =:: 2 7 ..... :: c::! ;< 
[:: 1 )  \,, :;: r j  .I:, j. :I. :;! I: M!iJ:s S i x  [la ( ( ] I - { ) 4  1 -3 A:.. c L.! ... .::: 0 n.< 

't (!) C? I:,! !{:! c; .I, [,? r;; -f: !::I 1 fl\ 

'1- !...I % r::' ,.... I::, , . E;: '1 . . i:; . . . , !\r 1'1 .. . p.,~ . ..... 1: I 13 1::: !:I !,,! !;;i ;:, '7- E I:::; I fi I,,- p vi E 5; E h1.1- Tat.31 F = ' p r - c ~ r ? t :  ::35',/. ..... 4(1!x 
C7 .. f.3 r: h* . .. I") ... . p.13 "! ' [f:: !;;; 
!;I,,.. (>:;I: :; 
5; J' I.., 1: c:: (.) -1" [;:: I;;;, 
'J fi F? :I: (11 I,.! c j  [::I "1 1.. E: Fi PI n.1 E: l:< I A L,, S 

UMC A n a l y s t :  CP 



........ 1::' :,.I ,;1 + .... ..:' / 1;l.:;; ; 2;; ; g !> 
c"' .." 

t.., I..! 1"' 0 "l' 1: U t\l {,A I.." P1 E: 1) 1: rl (,I l... C E: hl T E: F? .... 

I...AE!::!RRTURY 
t:' (::I 1. at-. i, z P (::I I... j. !:j t.\ ?I. 11 j. r: r (3 .:. c: o p y At7 a 1 y s i .j 

natc. R e c e i v ~ d : :  t:)::V/C!4./f:3& 
Date R r ~ a l .  y z e d :  i:);;!C!7/86 
Ilate Repot - t .ed :  t:!::T/18/86 
phone: 395-...:~&-'75 .. -2 ...... 
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BUTUIIHI m e t  New Executive Off i c e  ' ~ u i l d i n ~  . . .: , . . { " . , . . . i  , i a m z 8 o F ~ ~  31 W86 ' 

D U T ~ I ~  -9,726 Jackson Place N.W. 

tCBT Approximately 30,000 
! m T I m  M BUIIDlt?3r F i r s t  Basement, West Wing . n m u . k ~ ~ 1 8  100 

i i m follwirg C.P~MU th. k m t  01 tha - at &' LLI ot th r t .  

I 1. arm atoclr  nu^ BEST IIESCJU~ES ermrras: . ! 

?ype ol Hateclal Water Dmga x PlreproaLlng/lneulatlon No wstat  &mge 
- A a ~ ~ ~ t t c r l  plarter H i n o t  water &nage 

other 8 
- 

I - - k j o r  mter  

I 

I \ Plpo ot Boller fnrulatlon Aotlvlty and Hovancnt - - Not p e m t  - Nonr or low autlvlty 
X Friable - ! '  Pr.crant but not 6mtgetl x )bdsrrtr rctlvlty Zf Proment ud dam@ - - Hlgh wtlvl ty  

bmge or oeterloratlon h p e d  Burtaw Atw Alr Plonu . . - No damego or detecloratlon - Habtlal not axpeed No plenu or dlrect a l tmt iea  - W r a t e  & w e  or &terlorat!a\ let a lam erporcd . 2 Plenn or dltect a l r r t t m  prarant 
38cvece damage or daterlormtlcm 2 >let erpobad 

- 
Fnclonure 

I - - Abatanent not needed 

. ,  
rJhan -mended'' .. - Dutlng plamed r lb ra t i a r ,  

O t  

. . 
4 .  . . 8. Precsutlonary Controla , : 6 ' 6 .  t . ,  . 

Halntenem & cpcratlon Vlsual Inspaotlon and Mr Haritoting 
x Special mlntenonce - Han thl y 3 @eclal cleaning x (luartetly - xSpcla l  alteration 6 daaolltlm - - krmally 

needed I .  -other p a - I 

Spray on insula t ion (ce i l ing ,  beams) 

NEOBDC- 3-4-B4 6 
-B47-5 1 

Caamnte 
=es B46-B48 from transformer vault 

room B112. Samples B49 t o  B51 from 
pipe  access door under water founta in  

. , at  Stairway #2 .  With t h e  exception t o  
transformer vau l t  rooms, spray on 
insu la t ion  i s  enclosed i n  a f a l s e  
c e i l i ng  with l imited access through 
small doors i n  ce i l ing .  Respirator 
protect ion recommended when enter ing 
these  doors, . , 
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SAMPLE SUMMARY SHEET 

SAMPLE NUMBER DESCRIPTION 

Spray on, on ceiling & 
beams (with overspray) 

Same as B31 

Same as B31 

Back wall, elbow mud from 
overhead sewer line 

Same as B34 

Same as B34 

Near air intake vents, CW 
valve overhead 

Same as B37 

Same as B37 

RESULTS 

30-35% C 

20-25% C 

NAD 

N AD 

NAD 

1-3% Amosite 

1-3% Amosite 

25-302 Chrysotile 



P a g e  25 (>3/2(:~/86 
OCCUPATIONAL M E D I C A L  CENTER 

LABORFITORY 

-- 
P o l  a r i s e d  L ight  M i c r o s c o p y  ana lys is  

C ~ c s t o m e r :  NEW E X E C U T I V E  O F F I C E  ELDG 
A d d r e s s :  726 JfiCKSON PL. N.W. 

WASHINGTON DC 
C o n t a c t : ,  J E T E R  MORRIS 

D a t a  R e c e i v e d :  03/04/86 
Date A n a l  y z e d r  03/07/06 
D a t e  R e p o r t e d :  03/18/96 
Phone: 393-3675 

t t  L O C A T I O N  t t  
1 S T  BASEMENT GARAGE ON C E I L I N G  (1/2 GAR,) AND BEhMS 

N u m b e r  o f  A n a l y s i s  = 51 
Job 1. D. ! NEOEDC01 
Lab I. D. : NEOEDCOL-03-04-B31 

GROSS SAMPLE APPEARANCE: 
T h e  s a m p l e  is H o m o g e n e o u s  Fibrous F r i a b l e  , 
C o l o r :  GRAY 

A s b e s t o s  present i s  g rea te r  than i% . 

M ICROSCOFIC  O N A L Y S I S :  T o t a l  Percent = 35 - 40% 
- C h r y s o t i  1 e 

* A s b e s t o s  f o r m  

F IBROUS,  NON-ASBESTOS M A T E R I A L  PRESENT 
ORGANIC F I B E R  < 1% , 
M I  N E R f i L  W O ~ L  ' , 35% - 40% d 1 



P a g e  26 0.3 / 2(:r/86 
OCCUPOTIONOL MEDICAL  CENTER 

LflBORCITORY 
P o l  a r i  zed L igh t  Mi e r a s c o p y  A n a l y s i s  

C u s t o m e r :  NEW EXECUTIVE O F F I C E  BLDG D a t e  R e c e i v e d :  0 3 / 0 4 / 8 4  
flddress: 726 JOCKSON PL.  N. W. D a t e  A n a l y z e d :  03/07/86 

WflSHINGTON DC D a t e  R e p o r t e d :  03/ 18/84 
C o n t a c t : '  JETER MORRIS Phone: 395-3675 

$ *  LOCATION j t  
SAME AS 031 

N u m b e r  of analys is  = 51 
Job I.D.1 NEOEDCOI 
Lab 1. D. : NEORDCO I -03-04-E32 

GROSS SAMPLE OPPEhRANCE: 
The sample is H o m o g e n e o u s  Fibrous F r i a b l e  
C o l o r :  GRAY . . 

A s b e s t o s  present i s  g rea te r  than 1% 

MICROSCOPIC ANALYSIS:  T o t a l  P e r c e n t  = 30 - 35% 
C h r y s b t  i 1 e C Mgs S i n  Oa (OH)4 3 3 - 35% 

* A s b e s t o s  f o r m  

FIBROUS, NON-ASFESTOS MATERIQL PRESENT 
ORGAN I C  F I-kER < 1% 
~INEROL WOOL : . 135% - 40% . . ( : 4 

. , ...'. r. , ,  . ., . ;1 . : ; : . ,  ' .  . ' ,  . . . . .  .. .., . ...... r . . ; . 4 .  
: ! , t ,  .. . 

. .;. 
'THERE IS NON~F I BROUS MATER I AL' PRESENT 

( .  " , . :I , .  , . : .  . , ,  8 . ;  , 

I' 3'  " . , >  . . . .  

. 

' ; . . . 
, . .  . ,.. .., . . 

. . . . . n .  . . . ' .  I , , 



(33 / 20 / 86 
OCCUFATIONAL M E D I C A L  CENTER 

LABORATORY 
P o l a r i z e d  L igh t  M i c r o s c o p y  ana lys is  

C u s t o m e r :  NEW EXECUTIVE O F F I C E  ELDG 
O d d r e s s :  726 JACKSON F'L. N. W. 

WASHINGTON DC 
C o n t a c t : '  JETER MORRIS 

D a t e  R e c e i v e d :  0 3 / 0 4 / 5 6  
D a t e  final y z e d :  03/07/86 
D a t e  R e p o r t e d :  03/18/96 
Phonei 395-3675 

t* L O C A T I O N  t t  
SOME AS E 3 1  

N u m b e r  of A n a l y s i s  = 51 
Job I. D. 1 NEOBDCOl 
Lab I. D. : NEOEDC01-03-04-E33 

GROSS SFSMF'LE AFFEARflNCE: 
T h e  s a m p l e  is H o m o g e n e o u s  Fibrous Friable 
C o l o r :  GRAY 

A s b e s t o s  prasent  i s  g r e a t e r  than i %  

MICROSCOPIC A N W Y S I S :  T o t a l  Percent = 20 - 25% 
C h r y s o t  i 1 e C Mgs S i a  0s ( O H ) 4  3 20 - 25% 

* A s b e s t o s  f o r m  

FIBROUS, NON-fiSEESTOS MATERIAL PRESENT 
ORGAN I C F IEER < 1% 
MINERAL WOOL . ,45% - 50% 

, ,  . 
. s .  

THERE I S  NON-FIBROUS MATERIAL  PRESENT .iotai "percent " 23% - 30% 
% CARBONATES it .:.J.:> . ,  

:VARIOUS OTHER MATERIALS 
I I 

n ,  

.*; GLASS , : , ,  : . 
' I '  . .  ..; . . .  , . . .;, . 

. . .,. . . . . 

, ( , .  . 
I 

, . 
. , 

, ,  .. - 'J 
8 . '  I .  . . . , 
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BtJIII)IHI -I New Executive Off i c e  ' ~ u i l d i n ~  , , . , , 
. . . 1.. .. .; 

I :  
='BmAt%mWmrt 3 / 6 / 8 6  

evrtaxm -, 726 Jackson Place N.W. 

~ ~ ~ I m  -1 DC0105ZZ 
- .. : 1 - : . :I 7 .. . m Approximately 200 

tDCAfI(H IN BUItbm, Ground Floor,  Mechanical I&. GI17 . --- L 5 

- spray-on insulat-ion, pipe insula t ion,  
1- a- mar i=m o w t m a  BI~UATIOS~ _ . I .  and duct insula t ion.  

l ~ p a  ot Haterla1 Water hmaga ~ l b t l l t y  -la Hukr - Re~ul t 
x Plreprooflng/lnwlatlm - No water dmege 

A-tl-l planter , )Rt rccsulble - - Wnor water damgo Rarely ~ m i b l e  See Sample Summary Sheet 
Mhcr 1 - - - )bjor water thage x Acce~mlble - 

~ c l a b l l l t  t 1 Plpe or Boiler Xrmlatlon 
WOhfrI*lla Aotlvlty nd kvment 
Qrlabla Hot pte.mt 

fi ( 
, Wonr oc. low .otlvlty - - Preeent but net dmagd x nxkrate actlvlty 

kement .nd dmaged - - - llgh wtivl ty  
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l h n  Reamended - ~ u r  Ing plamed altetatlm, .. or 
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' . I .  . . 8. Precautionary Control8 ' 
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SAMPLE SUMMARY SHEET 

SAMPLE NUMBER 

NEOBDC-3-6-B22 

DESCRIPTION 

Spray on insulation (ceiling, 
beams, overspray) 

Same as B22 

Same as B22 

Chilled water pipe to AHU 
A-11-13 (Elbow Mud) 

Same as B25 

Same as B25 

Large square duct, right 
corner of room 

Same as B28 

Same as B28 

Large round duct, same trend 
as B28 

Same as B31 

Same as B31 

Small square duct to A-11-13 

Same as B34 

Same as B34 

RESULTS 

30-35% Chrysotile 

30-352 Chrysotile 

35-40% Chrysotile 

NAD 

NAD 

N AD 

1-3% Chrysotile 

1-3% Chrysotile 

25-30% Chrysotile 

NAD 

20-252 Chrysotile 

20-25% Chrysotile 

20-25% Chrysotile 

20-25% Chrysotile 

1-5% Chrysotile 

NAD = No Asbestos Detected 
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- 

" : ' : . i;.. . Approximately 250 
I UCATIQS M WIKtl?@3: Ground F l o o r ,  Rm. 621 1 . =OOQRCYrm L 5  

EPA 81Te RANRltGt - RANK 1 - M 2  
- - 3  
2 - 4  

Spray on i n s u l a t i o n  

lype of Cbterlal Water omgo Banplr Huabtt 
3 Flrwooflng/lneulat1on a mtet Ay(M , Accrseelblllty Hot ~ l b l e  NEOBDC-~-~-B~ 

A ~ t l c r l  plaster - - llnor water dmaga 
other I brely nxmsible - - Wshr later dqlnlqe. - ?T Acceeelble -B2 

I -B3 
Frlablllt t \ Plpa or Ibller Inrulrtion 

I - I b n - t r L a  , ~ o t  p t e m t  X ~ a r n  or low ro t~vl ty  Aotlvlty nd )kvawnt 

x trlable 1 8  x Dt-nt but not damaged - - , hderrte mctlvlty 
, Pt.Mnt md drrsgad - Hlgh mtlvlty 

. . bmage or Daterloratlon 8 bpoocd Burface Acaa Alr Plemn - No dmaga or deterlorrtla, , 101 not rtpored No plenum or dltect rlrrtt'em 
- W r a t e  h m g e  or deterloratlon lrc leas arpb,d p l u m  or dlrect e l r a t r u  pmt 
JT Bavere damgo or &terloratld >1Bt expoad 

Spray on app l i ed  t o  c e i l i n g ,  beams and 
w i t h  overspray.  P i e c e s  found on f l o o r .  



1:::- <I, p - :I. (1) ':, ,' :?(;:! " f;? ,!) 
Cl C:I C:: I..! f::' 0 'I' T C:! hi 0 I.. PIE: I:) I t:: C c j  1.- C: E-1 N'T'E R 

. I.... A B (:I R R "'1- !I R Y 
F'c!l;:~r-j.:.:ec::I l..-igl.7.k I4ic:roscapy A r i a l y s i s  

- 

Date Rece ivec l :  C!3iC)b/E36 
Ilatr A n a l y z e d :  0;3/11:)/E?b 
Ilate Report.ed: 0:3 /17 /86  
F'tionp : 3915-.;5h75 

- :* * I-.. [:]!::A "I- :[ !:mI 3 * 
GROL.IND F'l...!::IC)F?. R t l  !3211. !EL..Ef37'. CZI ... L7SEl') C3N C E I L - I N G  FEAtlS PIECES CIM F1.-CIUF? 

GRCISS E3AMF:'l EK f7F::'F'E:ARANCE :: 
.1-1.~4? s a m p  1. e i s t-iomc,gerreot.t5 F i  b r n u s  F r  i a h 1  e 
.. ..\ I. o t-. : E I..! F F C''(  

- "1' 1 ../I.: 1';: 1:: :[ C; l\l(::)l\l ...- 1:: :[ I;{ 1:: [][,,\ CJ PI,') "1" 1;;rI:T 1 (\I,,,, 1::s I?[;;: ::;I;;;: l\J '1" , .  .... 'Total. F"'rr.cant: rlC:)%, .-.. 4 5 %  
(:; ()Fi E<obI fi"I.'f;;: c;; 
(5 I,.., /.\ (;:; ::;; 

- c:: >.I 1: I .... . I' . c" ..., p, 'I' r:.- .. . 5:; 

V OF:;: 1 (1) [.,I Yj  (:I] "I' l.-l ti!: [:;I 14 fi "I' Ec F i  1 0 1- S 

CJMC Anal  y s t :  C::E 



, _, ... .. .. :-.)I .l.!:ll..IAl.... P1Eii:I:!lKnL C:E:N"I'ER 
I.... (7 I3 !:3 R R 'l" C3 T'i Y 

F::' !:::dar:i.rs!::! f .... i.gt.lt:. 1'41.cror.r:r7py f?nal.y~;icj 

D a t e  R e ~ e i ~ p d : :  !:!:z;/C!.5r/E36 
Bate Ana1,yzecl: r:)?;/l.OiQh 
I l a t e ?  R~epc>rted : I:):?/ 1?/E36 
Phurle: zL:5-.-3,75 

' 1  1.4 I::: ..-, r.:, F: .. T .. c:' ..D b.Ii:II\.I-.-F: I FF:;'!.?i..JS I'IA'TET:: I A l  F:'F:E::?;EN'l" Total P e r c e n t :  4.C!% .-- 4 5 %  

f': fi F: p !;:I fi - 1  El.: E; 
!:,:j I... 0 s 
5 1: I,.,, :!: [.; ;? ''1- 1;;: :;; 
Vfi F;: :I: [::I I,,! 4; (:) "1' 1. ..I F i  r l f l  "I" [ii: F;: 1: ()[,,, S 



C3C::f:" . !F::fi"T'II:?NAl .... ME:DIE:OL. CENTER 
I.... 01 B (:I F:: A 'T I3 F'I Y 

F:' r-; '1 ::, ,.-. .; ..y r, ,- ,.,......... I I i.gl-l~l- Mi c:rc?scopy Ana1ysi.s . . . . . .  .... 

Ilate Re~:ei:~~~e~l:: !:!.;;/t:~b,'!ijh 
]late Ana1yzec:l: f:)?/1.!:)/8/, 
Date H p p a r t e d :  (:>:3/j.4/t:?& 
F:'hone: 375-7675 

. 4  y ! ,, 1::) i,,' ;.\ ''r '!' !::' I.,! yi  !# 
C: 4 1.1 C::' p, C:; B :I, ... .i . i... 

OMC A n a l  y s t  : C:B 



B U I ~ ~ I H J  -1 New Executive Off i c e  ' ~ u i l d i n g  . . , , , ,,,is,, a ;  

. . ' rmTBarnmwRmm, 3/6/86 ' EPA S I R  RANKING: 
BVrmIm mr 726 Jackson Place NOW. - lwI 1 

PmNK2 - 
B V ~ ~ I N O  H R B ~ R ~  ~ ~ 0 1 0 5 ~ ~  . ' I  . , I  1 MZNIl! lger ~ p p r o x i m a t e l ~  275 

I UfihTlCN EN B U ~ t b m c  Ground f l o o r ,  Rm. G236 squad room lounge mmocum~m 1 50 

r ;  . I 

IIm following reprewnta tha beat judgrant of the - rt the the of ttm uwrmt. 
I J 
I 

1 O I m  etocr SIAT eEsr DesaRteea s I ~ r r ~ r  
Spray on i n s u l a t i o n  & suspended c e i l r -  ' - .  

W of k t e r l a l  Wtet  nmnge A c a r l b l l l t y  Eii@&!& Result - 
i X Plrcpoof l n g / ~ l a t l a r  _pHo w t e r  dmaga - Not . c a u l b l a  

k o ~ t l u l  plaster - - Hinor water brug. - Icluely .cauible NEOBDC-3-6-B7-12 NAD Other I 
I - - Wjor water dmega Ac#s81ble 

~ r l a b l l l t  \ \ p i p  or Boiler Xnwlation Activity .nd Hovamt 
1 Nm-hI*l. Not p e m t  x None or la, wtivi ty  

P r l a l e  t )  x k e m t  but not &swaged - - - - )bdarate activity - k e m t  md &magad - High aetivlty 

L~mage or Dsterlocatlon Expoed Burtwr Area Air Plemn . . - Ha &amgo or &terioratlon Hmterlal not expoaad No plemn or dltect oirrtiic# - -rate d m g e  oc &teriorat!an lmt a Irm exposed 2 Planw or dlrect rltrtream pement 
x, Elevere &taugo or daterloratla, 2 >lot expeed 

A, Abatement CIctlaur 

m of Actian - raenWal - Fncepeulation 
bclomre 

t - X Abatement not needed 

8 .  Preceutionary ccmtrolr . . 8 ;  . . 
, < '.. 

I ,  

Halntenem & cpcratla, 
6pcla l  aalntensncr, 

V i 6 u a l  1~peatlon uml Air h i t o r i n g  - h t h l y  
Gpeclal cleaning 5; oMcterly - - Specla1 alteration c dcllP1itlm huall y 

- c o n t t O r ~ ~ $ ~  e x t e n t  of s z a r  on t y p e  5 o h r  t . . 
Assessor c ,pU&Miller 

Samples B7-9 from spray on i n s u l a t i o n  
above suspended c e i l i n g .  
Samples B10-12 from suspended c e i l i n g  
t i l e  . 
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I l l  (\ !: 1-1 :[ f:; 'r !::) p.! 1:) 1) 3 E? 1::: E? 11 (13 r- t, e (:j : il.3 ,I 1. ? ,' :;$ ,5 
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. . ,.:- ..; ,:. . !:j b.!i::!I..(.....F I EROI..!S MA'!-E:F:; I A! .... F:'I:::E: SEN'T T o t a l  FZ 'eu -cent :  25% 30% 

[ZfiF::F[:!t.Jfi'rEC: 
(3 I..- (4 :; ?< 
Et I !... 1: [:I A -r' 5 55 
V f:! :[ C! !:I! f' 1-1 [r.!:::: I'? f?! T !if F:; I f?) L Ej 

r:) f.7 .I;;. h c;. !-\ \ :  1.:; c r,- e .:?, :n e r.. OMC Analyst: CB 
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CfiF:i:B!:'jp..lA'TE5 
fi I.... 6 S 
=, . ;., I I..- T C'; R '1" E S 
VAP:f[:]!,l?. i'J'T''..!E;:F;: Mfi''!"ERI'fiL,-S 

(.'\ rl h c r.1 i, b! ,, I::: y- e afn e r.. OMC A n a l  yste CE 
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-- Id 0 '.!i; l..4 1 N G '1" [::I p.1 p C: 
r-: r> r, 4.. -. .-.I r" , : - ., . .. . . . . -. . .,.. '1 ['"'I t F? pj(", [? 1::: 1: S 2. ... L.. 

r.:, 1:) r) $1:; i::; C; (-!, 1.1 I::, !,." f;; ,.'j [: F:, 1: (\ r:; gj /\A i:; E; : .... , -- 
"I !. i E? is .i rn I: j 1. s .I. :i:. 1.4 I::) ~ T I  r:! ti! F? 1-1 c:! f::~ I..!, !;;: f:: :i. I::) r (:I L.\ :; F= r" i. a 1:) I. c? 
(1:; <::> 1 <:I r : (3 E fi Y !.I+! 1-1 :[ 'r E: 

Ilate Rec:~.ivc;-?!:!c !:'!:Sii?(:,'E36 
I? a t_ e A n  a I. :,, z s !:! : c::, ?' / J, !:I :; $2 C:, 
Date Repot-!-.el:j: i!::Si.':L!:J,/",!, 
f"'hor\e: 3?5--.2675 

7: .l:. I !  Q r.1, , P.1 ,. i::j r- e .&\, fn Q v.. >' 
... 

1,- ,..:I I.:! ?I..!, r:) pr ./ j. :;.::lr... 



F:' ~ 9 ,  CJ p 2 !;I ::!; 1 2 (:l / E3 6 
C:!CICI.!.!F'AT' I C:!NAL. MEDICAL.. [:ENTER 

!...flEOFPQTClI:?Y 
Ff!::!I.ar..j.z~(:$ L...icjht tlj.c:roscapy Ana1.y~jj.s 

Date Rec~?ivecl::  !:!':J./r:!{:,,![3(3 
12a.b.e R r . l a l . y ~ e c 1 :  Cl"il:/l.f:!/r!r.! 
!?ate Reporter:$:: !:!'?/1.c?\8b 
f:'h (7 r', e : 7; C? z; ..... "- (.. 'y7 y . . . . . . .  

1. 1. {r:: . . . . . . .  r:,1::: '[ . . \ . . I  c:: l<I(")pl .... p: 1.5 pl,:,'l" 1f;I:; :[ fil,.,, F::vl:;tF-<:2 Fp>l'l- . . . . . . . . .  , ..-;., ..- To ta l  F'err:ent: 30% .-- 35% 
C: f7f7 E 1:) PJfi - 1  Kt: :;:; 
F: I.... {) yi :; 
F' !::!A I..! 
tv!fiF=; :[ [:]l..Jr-: [j"/" /-if::F:: " r  I (Jl,,-:s 
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Ol lC A n a l  ystr : !:B 



I (1 I LJ. 

Cl!:::.C:::!.!~~:~A'r'ICII.IAL ... MEDICAL. CENTER 
I... fiEI:3FtOTORY 

F'' (:.I l ?I r.. i. :: f.3 r:l I.... :i. g h t M i (1:: r c) s c CJ p y C.1 n a l y 5 i s 

... $ ; 3 , ...... ::, " ::ltnp 1.- r I\.! lil.r\!J E: X !I:.: !I .I- I :I[;: [:?I::F I I::] E E I,,. DG 
-." . A i::l i;$ 5. ti? .::: I: : ;.I. ?: :If [:: 1.::: c!! r:) P.1 f::' 1 .... ,, ? 1 \d ,, 
Id AS 1-4 I I'.! 5 1- C! N I! C: 

C c: r14:. ::a:: t :: ,I E! -I' E: I:::: 14 C3 F:;: Fi J 

Date Receitb;ed: !1!3/!:>&/8(, 
Date final yrerl: C!?/ I.{:>./'!!& 
Date F:rpor-!red: (:!:3/ 1.9i'8b 
Fz'hone: 2;95--.3675 

OMC Analvst: CE 



fNJumfa N m t  New Executive Off ice ' ~ u i l d i n ~  . , . , , ,,,* .; , : . 
Ol -, . . 3/6/86 . . 

emtom -8,726 Jackson Place  N.W. 

8umlr.a M J ~ ~ I  DCOlO5ZZ 
- .. : I ' . t  I . .  . 

WTIQS M m m ~ I  Ground f l o o r ,  Rn .  G201 & s h a f t  ii back 
m ' a r o x i m a t e l y  1500 

. 'IOIM,OOaRAHls L' 10 

P ipe  i n s u l a t i o n  1. alEClt WMT BEST OegOUBGB BImTIQIt : I  

7Ype of Hsterlal 
-XPlrcprootlng/Jnalatlm - Auxmtlcal planter - other 1 

~r l ab l l l t  I - WohfrI.bl. 
x Prlable - I '  

- m mter dalnage 
x I n o r  mtet  - - Wa)or water drraga 

kcerrlbll l ty - Not acceealbla - Ibtely rconrlbla 
x Accanslble - 

\ P l p  or Bollet lnrulatlm Actlvlty md Movement 
Rot p t e m t  Haw or la, aotlvlty 

ZRwent but not drsgad k: Werate activity 
R-t ud b q e d  - - - nigh ~ t t v l t y  

Rpeed  Burtaw Area AIr Plenun . . - # b r l r l  not expmed - No plemn or dltrct a1rati.n 
x I#( or l e u  8 q ~ m d  . Plenm or dlrect a l r m t t u  p r e m t  - 

>lot expeed - 

'iLps of Action w- - 1  i 
*x kmval - - During planned rlteratlon, *& ~ p e u l a t l o n  a 

thcloaure * XAbat#nt Mtlon needed roonrr 
Abatement not needed - 

1 : ( ' a .  

Halntenancs 8 cpcatlon Vlaaal I ~ t l a ,  wd Mr Hanltorlng Specla1 mintenam h u l l  y 
, Specla1 clean1 *x Ouarterly 

- 1 ~  Canttola not me&d . .  , - Other 

1\99eSsor I -pU&Miller 

NEOB- 1 8  

Reeol t - 
NAD 

Pipes  i n  s h a f t  rooms, and extend 
above suspended c e i l i n g  of Rm. G201. 
Spray on in su la t ion*  observed above ,  
Rm. G201, absent  from s h a f t  rooms 
and ad jacen t  rest room. 
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NEOB- 

BUILDIN3 MI New Executive Off ice ' ~ u i l d i n ~  , . 
. . .! I 1 I, . , . , . . ;  , a DAl8WABfmemmt 

3/ /86 '. 
EPA B I R  RANKIllOa 

~mmlm -, 726 Jackson Place N.W. - RAlm 1 
R N I  2 - 

WXmtNQ W E R I  DCOl05ZZ 
- 

. ,  : I . , ., . #EUIII Approximately 10 - mar 3 - m m  4 
1 m T I M  n WIm!tUr Ground floor, corridor outside Rm. 6236 , mrrulcxlamnm L 5 

Yype or natrrlal 
_~Plrcprwtlng/ lnula t lm y t e r  l-w@ - bk water dmaga - Acowtlorl plaater - Minor water dmaga - Other 8 - Major water dmsge 

Insulation mat above ceiling. 

Ba~ple Wnkr  
Acceulblllty 
L- Not ~ c a r a l b l e  - Rarely .#a#lble NEOBDC-~-~-B~-~ 

kumrlble 

I \ Plp. or Boller fnrulatlon hctlvity and wvment - - Not pcerent X prlable - tJom or lac .othlty - ! '  - x k e w n t  but not dasg.d x )Msrate activity 
Prerent and &naged - - - High crotivity 

~ m a g e  ar mterloratlon hpoclcb Burtam Area CIlr Plmnn . . 
X Nb dawga a deterloration - - Material not expod No plenu or dlrect a i t r t r i n  - )bdsrnte damage a &teclaat!cm let a Iem expored 2 Dl- or direct alrr teem pr-t - W e r e  &mge or deterioration 2 > l b t  exporred 

- Ourlng planned rltarrtlon, 
Q I  

II- 
Abatamnt ~ t l o n  needed roa#t 

. . .  
' 8 ,  . . 
+ ; d l , .  I . . ,  , 

Reaul t - 
NAD 

Mat found above suspended ceiling. 
Spray on insulation present. Fiber- 
glass insulated pipe present. . . 

Hslntenam & cpbratlon Vlwal rnspaotiar md Mr h i t w i n g  
, Gpeclal aalntmanes - Harthly 
, Specla1 cleanlng Cmarterly - Spclal  alteration & dcrolltion - Annually 5 Conttola not ncdcd I .  

ottaer r ~ n d a + e  as needed I . . 
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~ u r l ~ I H 3  ~ h m c  New Executive Off i c e  ' ~ u i l d i n ~  . . 
. . ':' ~ ~ ~ . i ~ . . . ;  , ;  'Cml8C?AwSmm?r1 - - 

317 /86 FPA 81m nAt$KIffit 
B~~~~ -8; 726 Jackson place N . W .  - WRI 1 

- m 2  - 
BUILDIN0 HneER: DC0105ZZ 

- 
.. : I  - . . .  . I  I . .  . Approximately 800 RA)M 3 

l M T f O I  IN mmmtSecond floor,  cafeteria kitchen 
*xwK 4 

'IOIU,oa!ln'AHls L 50 

lype of Hsterlsl Water Dautago 
- Plrcprootlng/lnc~lat1on xNo water a-.rsln - Acwstlcal pls~ter . . = Hlnor water dmaga 
&*r: c ~ l l u ~ g  Tile - Hsjor uater dauqo 

Suspended Ceiling Ti le  

~rlablllt r 8 Pipe or Bolbr Inmlatlon Actlvlty and Hovcnant 
Drrlr~al. Not pre~ent - t h e  or la, aotlvlty * rrlable - I )  7 Y  ~ r e w n t  hut not daaged - -rate actlrlty - Present m d  dmngd - 3 Hlgh ~tlvlty 

I . . t m q e  oc ~sterlorstlon Rposed Surface Ares Alr Plemn 
No damngo or deterlorstlon - Haterlsl not ex@ Ho plomn or dlrect alrrttim - Werste darrsge or deteriart!on 186 a bm erpored ; P l o w  or dlreat alrrttrm prermt - Bavere &mago or daterlorstlon 2 >106 expeed . . 

Wpe ot Action - raerrovsl 
DK#ps\llatlon 

*x hcloautr 
1 - Abatement m t  net&d 

8 .  . . 8. Precautlonsry Canttola ' 

4 ! 1 3 s .  I . . .  , I 

Haintensnee & cparstlon Vluual Inspsotlon nd Air Honltorlng 
*X 6pcclal ralntenance Honthly 5 Special clean1 _2L f~arterly 
bx ~ p c l s ~  a~tets;lm -litla - AItnually - Controls not needed I .  
x_ Wwr IJ~date as needed I 

Assessor c ,-Miller 

Res111 t -- 

NAD 

Spray on insulation above suspended 
cei l ing,  some t i - les  missing.* Freezer 
lockers contained textured plaster : 
cei l ing,  similar i n  appearance to 
that in  the elevator lobbies. 
Material was undamaged and painted 
over. 
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BVILDIW t a l e r  New Executive Off i c e  ' ~ u i l d i n ~  . 
. . a! L 1 1 i - i  .... ; , i ' mI'6 Q -0 

3/7/86 

B U [ ~ I ~  726 Jackson Place N.W. - 
~ ~ I N Q  HmwAa DC0105ZZ . : I  . . , . . - Approximately 150 

I 

I UlXTIaJ M W t t b ~ ~  3rd f l oo r ,  Rm. 3113 copier room mmtoamanIs L 5 

NEOB- 21 

W P  of matetlrl rmplcdt 
Wall: acoust ical  t i l e ,  spray on 
insulation* & suspended ce i l i ng  tile. 

W e  of Hater181 Wabr - Plrg-f  hg/inulatlm NO ~ t e t  thego 
- -t'qa~!f'%%e, ce i l ing  - n l m  Wter 6up. 
x 0 t h ~  r 

I - 
tile - )(ajar later &mago 

~ r l a b l l l t  t \ ~ l p e  or Ballet Iruulrtlon 
I -frl*le 

Actlvlty Md lbvcnant 
Not p a m t  . 

A?riabla - OK I- aot1~1ty - 1 '  - 7 Present but not dmqad - hderrte actlvlty 
Prennt .nd dmnged - - , Hlgh mtlvlty 

NAD 
20-25% C 
30-35% C 
NAD 

~snage or DeterIorstlon Expo~ed ~ u r f 8 a  ~ r e a  . . NAD ..'NO Asbestos Detected A l t  P larn , No damego or deterloration - Hater Ll not a x p o d  No plemn or dlcect a l t r t r ' a ~  
)loderate dslsge or deterlorrt!m let a lam orpored ; Plenm or direct rlrrttesn prermt *z Bevote daMge or daterlocatlon Zf >I08 exped . . 

. . 
A, Abatutent Actions 

W ol CIctlon ~eammmied ' 
x Ramval - m l n p  plamed alteratton, 

Canamb - 
x Drcspeulrtlon - - or 

a\clomre Abatement rotlon needed Samples B1-3, wall  acoust ical  t i l e -  
I - Abatement not needed - - Samples B4-6, spray on insu la t ion  . . 

, .  . . above suspended ce i l ing .  
8. Pr~zwtl#lsry canttola . , 

4 : 4 ',. 
% * a  

Samples ~ 7 - 9 ,  suspended ce i l i ng  

*lntensnce & cpcratlon V l w l  Inspeotla, and Alr ~ a n l t o t l ~  t i l e  . 
s @ e c l a l  rahtenancs - h t h l y  ~ 6 p c l a l  clean1 - -X mat tet ly  

xspclal  alteranan h l l t l a  - - 
Conttolr not needed 

kmrslly - 1 .  - Mhar t 
I I 

k33es~r8 ,Puggaa/Miller 
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:3 j' 2 !I) ,.! E j  6 
c:! c I::' s.! r::' fi "r I: (::I t\i n I... PI ez I:, I: c n I-. r3 E N T' E: R 

I..-AE[:1FiA"I-ORY 
I-' c? 1. .:). r i :r 5. !::I I .... :i. g I-, 1: I'd j. !:: r c! s c:: c2 p y An a 1 y s j. :; 

Date F:ecei.;..p[:j:: !?::Si/r:,7,/E!b 
Ilate fir.~al:,~z~~!:j: r:)Z/j.r:!/:e,'?.L:, 
11 a tz e Rep c:, r- t:. rt. !:! : r:! '3 .t 1. CJ /' 8 !, 
f:'hnne: 3C>5--.:-:;,57r"; 

OMC A r l a l u s t :  Ilfll-i 



BUIloIW3 New Executive Off ice ' ~ u i l d i n ~  . . ,! , . . 1 I , , , . > . ;  I !, ' ~ O F ~ t  
3/7/86 EPA arm ItnmItG~ir 

B U I ~ I W  mr 726 Jackson Place N.W. - R N I  1 - RNtK 2 - 
BUIfDINO D C 0 1 0 5 Z Z  .. : I  . . . ,  . . . . m~nprox ima te ly  150 X W u ~ 4  

mJum3 
- 

~ 3 x 1 ~ 4  nr a n r n n s o l ~ 0 0 4  . ~ ~ u m r  L 5 

\i . I 

I(w t o ~ ~ ~ ~ g  repremint8 thr bart jtdgment of the a88ma~ 8t t)# tiu 0t tJw u#rmt* ?ypa ot clat6tirl rcnplcbl 
b 

Spray on i n s u l a t i o n  
1. OIECR BU# nw e ~ s r  IIESCYU~ arm~rast - .  

lLpa of )btarlal 
Smple )h.nbcr 

y t a r  - Reault 
hcautb l l i ty  - 

1~ FLtcpmf lng/Lmuhtla, - No water - aoca~ tb l e  - Aarurtlal planter - Wlnot water darge - Rarely wcerriblr NEOBDC-~-~-B~O 20-25% C - other I - M o r  water d a q e  - x ~ r l b l ~  -Bll&lZ 25-302 C  
~ t l s b l l l t  r \ Plpe or ~ o L b r  mmulrtlon Aotlvlty ud Hovunent - Ibctr l*h tbt ptenent x ~ a w  or la, rotivlty 
x Friabh I '  x keoent krt nat dabg.d - - - )bderrte aotlvlty - P r e ~ n t  ud ahaged - - High ratlvity 

~anrsge oc ~sterloratlon mped Buttaw Area Alr Plenun . a 

No damage or &tecloratlon - Hatarlal not rxpwed No plenm or dlrect rlrrtream - - )bderatr daaqe or deteclorrt!on - I I t  a bas eqoaed . P b n u  or dlract r l r r t tem p r e m t  
x &were dmage or &terLoratlon - x >JOB expeed - 

l h n  ~eaamanbed-' 
i 

?&a or Action 
x RerPval - - Dur lng plamed r l t r r r t lm,  
X fncspwlatlon - or 

b-iclawre 
4 - x Abatement Mtlon needed # o n r e  

Abatanent not nnded 
-.. - . . . , .  

' I .  . . 
8. Prccwtlonary Carttolo ' , i ".. , . . ,  , , 

Hslntenam & wrat lon  V h u l  xncrpsotlar md Air Honitorlng 
x 6peclal mlntenanca - Harthl y -XSpecial - clean1 x Quarterly - x ~ = l a l  r ~ t n a ; l a  i temli t in  - - Annually 

- j X ~ ~ l n u $ a ~ s  needed 
I :  . 

- I . . 



1:: 3 , 3 .. . .. .... ("I ':! ,/ -% ,-. .. ... 8 i ..: --! /'E35 
!:!!::I C:: I..! F::' A "l" I: f3 1.d (> I.... ME D I CZ 13 1.. C: E N T E F: 

I...RF3[:5FA'l-ORY 
F"!::tla~-:iz~c:I L...ight Plicrrascopy Anal.ysis 

:$ d' 1,- !:1[::: i" "l" ;[ !I:, p.' Q * 
f-. y1 - . ... .!..'Ci"l tMEii:T:l.-!,, BF'AT:::E, T2b.l (::E:IL..ING, PEAMS I J i  OVERSPRAY 
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...' r:. " 

.,::. ,.-I L 
f:::F.,r...;,i:;at j. 1, e I: big:, SiZ2 C3y,5 1 ~ ( 1 ,  'rn m/ ..:..>.I /. 

S C\ :r; I:, .. 5; t (2 :; .f !:I I... ,I1 

TI-1EI:iE I S hII:lhl-.F I EI:IT3!.JS MA'1"ER I fll..- F'REESEN'l- Toi:al Percent: 15% -- 20% 
GI.." AS E; 
VCSR T C:IlJB C3'T't-IER l1R"I'E:R I A1 ...3 
(:j F"'0 I..! E_ s 

OMC Analyst:  DAH 



...y I::., t:q C.? ,,::, (1) ? / 2 / $3 (3 
C'IC::C::\.JF'R'I' I CINAL. ME:I:? I C A L  CENI'EiR 

I.... fl ECI~~'CIT(:JF?Y 
fr::>l at-i. recl L..ight I*licrosc::opy h a 1  ysis 

.- 

(::; I.. 1 ::;i .!: I::! ( ~ 1  G! I -  : I\/ 1::;: [AJ 1;: E:!: f::; I.,! '1" 1 \)I!:: [::I Iz7F- :[ (z  fz{ I..- I] 
n!::l (:I r.. p ::; :=, : ',*'i?C: (J (j[:I.:::CjC'!I..I F::'!... . p.1 . I.IJ . 

(.$ c!i I,-l :I' hl(3 '1" (:I I\] 1:) 1:; 
(1; ( . . I ,  , 1.. .-)I... ).. . . . .. I::. ... ... " ,:I f;; "r 1::; 1.q 1::) v; :I: c:; 

Date Received: ( : ) : T / C ) 7 / ! ! 3 6  
I l a t e  f l n a l y z e d :  r:):9/10/E36 
Date Rep!:~r-ted: 03/19/E36 
phone: ~:C~5..-.'~:,L.~?~~ ,.I 

UMC fins l ys t : I!flI-.I 
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~uxrnIHJ MI New Executive Off i ce  ' ~ u i l d i n ~  . . .! , I ! !  ,. .; , . ' mm OP NBeBBmml 
3/7/86 

B U [ ~ I ~  m, 726 Jackson Place N.W. - 
euItb1No HIWmt DcOlOSzz ., ; a . . , . . - - Approximately 150 

' 1  . 

UXXTIU4 I?4 evrmnxi, 4th floor,  mechanical rm. 4004. nmtoocoPhNl0 L 5  

- ( i . .  . ,  
'Ihc followfng reprucnb the beat 4-t of the urearor at the tk oL h a  beeamnt. 

' 

4 

1. ~ f l ) ~ l t  nu?  BE^ O E S Q R ~ ~ ~ S  B I ~ T I < H ~  :.. , . :: . - .  spray on iasulation 

7ype ot Wsterial Water bsMg. 
x Pirepcaoflng/ln.uiatlm - - X No water dmmga - Amwtlcal plartar - Wlnor water dmage - Other 8 - Hsjor water dacimge' 

- Not acceeilble - Rarely acwrrlble 
x Accoerlble - 

hlebl l l t  r \ ~ l p a  or Bollor Inrulatlon Aotlvlty and W o v m t  - WohtrI.bl. - Not pleaent x Harr or low aettvlty 
7~ Friable 1 1  , Preaent but not dmaged - Ridetat. activity 

PteBent d damaged 
- - - High ~ t l v l t y  

I . . Damage or mterloratlon h p e d  B u r t a n  Arma Alr Plaun - No &mbga or daterioratlon - Hsbrlal not arpo#6 No @ e m  or dlrect a l r r t r i n  - )bdsrate damage or &terlorat!on - l e t  a leeu axporcb . Pl- or dlrect a l r r t ren  p e m t  
z 6evete rhnsge or deterloration >let eaporrad . . 

Yz2t10n 
ff mcapeulatlar 

mclosurr 
I - - Abatement not needed 

R ~ I  - Dur lng plamcd rlteratlon, 
OK 
h b B t ~ k  ~ t l 0 n  nO8dd BOOnOt - . . 

1 .  . . 
8. Precautlo~ry Controlr 

1 : ( l o .  L v .  

Halntenenca & cperatlon Vloual Incrpsotlan urb Air Monitoring 
X Gpeclal aalntennncs Monthly 

Gpeclal cleanlng 2 w r t e r l y  
x Special aiteratlon L demlltlon - - Annually ContcOi%@am needed I .  . 

Other t . .  

Reeul t - 
30-35% C 
35-402 C 

Assessor I ,m&Miller 
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C.. (.? r i 1.. a c:: .!:. : , . 7 . 1:: ... . 'T' F::' . . .. FE' 1.1 . !:-J F:;: p i  1 . c;; . 

Date Rec~?i;fptj: (:?:3/!:1'7/[;36 
Date A n a l . y z e c l :  C!T/I.C?,.:'86 
Date  Fieported :: f:!3/ 1. ?,!'!35 
F:'hc-r,e: -3C~5. . - .?: ( -~~~;  ... ..! / . ... 
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NEOB- 24 

I I U I ~ I H )  HI New Executive Off i c e  ' ~ u i l d i n ~  . . ,! , , ,,,,*,. ; , 
. . ' O R m a F ~ l  

3/7/86 
EPA BIIZ RANKING8 

B ~ ~ I H )  -9,726 Jackson Place N.W. - RAIM l 
RNlK 2 . 

BatDIN3 HlretRt DCOlO5ZZ :: . ;' 1 .. . m-roximately 150 
~~ATIcN m ~ ~ f l b w :  Fi f th  Floor,  Mechanical Rm. 5209 'EOIU,OOCWAHRl L 5 

'Wpe of Hsbrlal Watat Dsnsg, 
x Plrgoof  lng/lneulatlon - x Ho water dmmgo 

Acowt1f.l plaster - - - W l m K  -tar dmage - other a - Hsjor Water d m '  

Accemlblllty - Not lccasrlble - Rarely ~ x s n i b l e  
x Accesriblr - 

~r l ab l l l t  I \ Plpa or Boiler lnrulatlon Aotlvlty 8w.l Hovancnt - - t r t l .  Not present x Mono or la, wtivity 
-X Friable 8 '  -X Present but not &naged - - - bderate activity - Premnt and bnegd  - Hlgh aotivlty 
bslaago or ~sterloratlon Expwed Burtan Area Air P l n u r  . . - NO dmga or deterlorcltlon - )bbrlal  not expwed No plenum or dlrect ml t~ t iem - kxbrate &mqo or deteriotat!on - IIt a lam expoad ; 2 Plenn or dlrect alrattem present 
1~ h e r e  daaage or daterloratlon _X >let expoad 

V p  of Action 
x Remval - , thcspmlatlon 

hcjooure 
4 - - Abatavnt not needed 

1 ,  . .  8.  Precautionary Cantto111 . 
+ ! t . 0 .  L , I  

Hslntensnce & cpcratlon V l r w l  lnepaotlar uul Air Honltoring 
Epeclal nlntenance - - m t h l y  

x Special cleanlng x O~arterly - ~ s p e c l a l  alteration r daDlitlon - krmally - Controla rot needed I '  . 
x Mhcr Uodate as needed - I 

I * 

'Ilrpa of aabrial  rcapledt 

Spray on insula t ion 

8iwle Hunkt Reeul t - 
NEOBDC-3-7-Bl9 30-35% c 



Page 1 03/31 186 
OC:C!!PPT I OPJAL. rlEn I CnL CENTER 

1.nRORnTDPY 
Po!ar~zcd L. ight  M i c r o s c o p y  A n a l y s i s  

','L?c t r m c r  : P!FW EXE.C'L.JT I  LIE VFF' I CE: RLDG 
Pddrsss: ??5 JPCKSYI PL , P I .  W . 

W ~ S H  I ~ J G T O ~ $ J  nc: 
C o n t a c t  : JE'TEI? PIERRIS 

Date Received : 03./@.7' it36 
Date A n a l y z e d :  03,'10/05 
Date R e p o r t e d :  03/19!E?5 
P h o n e  : 395-3575 

** LOCnTION ** 
RM 5209 ELEC. CLOSET, ON CEILING, BEAMS, W/SPRAY ON 

J 3 b  I . D . : N E O E D C O 1  
Lab 1 . 0 . :  hlEOBDC01-03-07-B19 

EP25S SAr1PL.E APPEAPANCE : 
T h e  sarnpls is Homogeneaus  F i b r o u s  F r i a b l e  
C:nl.nr : G R A Y  

Ashestas p r e s e n t  is greater t h a n  I*: 

llICRnSllOPIC ANALYSIS: To ta l  P e r c e n t  - 30 - 3 5 %  
C h r y s o t i l e  C Mg3 S i 2  05 COH19 I 30 - 35': 

* n s b e s t o s  Form 

F I E P O U 5  , I '~OPJ-~'ISBEST~S IlQTFF Inl- PRESENT 
CIRGRr\! J T: F'! BFP 3 % -  5": 
M I F I E P ~ L  won!_ 2s:: - 30"- 

TIrFPF' I S b!Db,!- T . ' T  RRTJ!JS !ln?EF T nL. PRESENT Tota l  P e r c e n t :  75." - F?O% 
Cf?RB@hlnTES 
UAPI OUS OTHEP t1ATERIALS 
GLASS 
S I  L. I  CATES 

A n t h o n y  W .  C r e a m e r  

Lab S u p e r v i s o r  

OMC A n a l y s t :  EJK 
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SAMPLE SUMMARY SHEET 
- 

SAMPLE NUMBER 

- 

NEOBDC-3-3-B31 

DESCRIPTION RESULTS 

Supply air duct to AHU 50-55% Chryso- 
A-11-3 tile 

Same as B31 60-652 Chryso- 
tile 

Same as B31 40-45% Chryso- 
tile 

Acoustical tile on all NAD 
walls 

Same as B34 NAD 

Same as B34 NAD 

Right side of room Air 65-70% Chryso- 
Sep Tank F.T. tile 

Same as B37 70-75% Chryso- 
tile 

Same as B37 70-75% Chryso- 
tile 

Same area C.W. Sup, elbow NAD 
mud 

Same as B40 NAD 

Same as B40 NAD 

Fresh Air supply Rm. NAD 
F-29-3, damaged elbow mud 

Same as B43 N AD 

Same as B43 NAD 

Fresh air supply, Rm. NAD 
F-29-2, damaged elbow mud 

- NEOBDC-3-3-B47 

NEOBDC-3-3-B48 

NAD = No Asbestos Detected 

Same as B46 NAD 

Same as B46 NAD 



Vertical C.W. pipe @ 
AHU A - 1 1 - 2  

Same as B 4 9  

Same as B 4 9  

NAD 

N A D  

N A D  



:: , , < "i C: .... -- . . .  ... .... ,,... ..! 1-.\ '.:? %,< / -7 .,...... <-, / ;::\ '-3 f 

CJT:;!::!.!F::+R 'I' I: C1 ttItJ1 .... I I E i  D I C A L  CZENT'EF: 
I.... I? I3 C! Fl A "1-Cl FiY 

[''(-.! '1 .; ,,.. ,,, .. .: L..) .I I -i q l:: M i, c r n 1:: s c;:, I:! y 0 r.1 a 1, y :s :i. .i; .. .. 
- 

1 . 1 4 ,  . O.!I,.. .;:c 1. r.! .! f.!'.! 71 ?, '! .,,.;;: i :; :::: '-7 '1 
- 1 C.' I-... I..: ..... 1: , C .  : kIEf:f!E'I?C:~:'f. 

! ,....... ,:> I.. ,,. ' 1 * f> " ; p.!E;!:ls r)(:;?;! 1- .--(I !:::...-<:3';-:.--E:::, 1 

f ; i l l  N[:!t;l--.fi&'; BE: $; 'I'f")S p!fi"r'E;F;' 1: fil,... F::-F:;;[; SE:NT' 

63 !:: :[ [::;\..I !.. , (;I [? i:] I::, {I [.) I,.) 11: :; ( ! I  61 (3 pJ F: T 1 '1" E: j 3% .-.. 5% 

'T'\..\ L 7  , F:;' r:: 'I' c:; t...l(' '. 1 c"' 1: p R [:! !,! 5; cq 6 " 1  E: 1::;: :I 3 t- 1:: R C-' " F"' NT' . . . . . . . . . . . . . . . . .  . , ,  I.._ &_. _.. To.tal  ~2p;c:ent: 4.f:!:.< .11.5% 
- r-: {?\ r:; E: $-I '-r 1;: 5:; 

1 % )  c:, F;! '7' .t. r: I I r: ('"1 "[' l.,.lF:Y !I:? 1 /\ i l  1 r:: r:> 1 6) I,.- 5; . . . . . . . . . . . . . . . . . . . .  
r'i 1::s f l  r,') I I I::.- c: -- .,, ..... ".. 

OMC Pnal.yr;t:: C:!? 



1::) (1; 1:: I,..! l'::, :.) . I . 'r t"! l', If3 I..., PI K 1:: T C 67 I..,. C z  E td T E Pi' 
I... nPcnF::A "I' C!F?Y 

1:;) I, ;I r i. ,: r ,? 1,: I I,. . j, I t ,I.. lvl :I, f::: r, c:! !::; t::: c:) ~1 y (,j rt c\ 1. y c; i. !::: 

\>I :[ c:: F:: (1:) 5; !::: 1:' :[ r:: 0 k.1 fi I..- y $; :[ :; : Total Per-cerii::, :-.. J ,>!.? ., 4:! I.? 'Z 
C: 1.1 r. !i ni (-2 t .i. I e 1: 1 % ~  !!jj., US (Clti)4 I b 0 65% 

'+ 4 !> p .;;; t I::! E j  .f (-J 1 m 



- f:' .a !:I e 2 7 (:> :: ,l :?{:I : g (, 
T.lCC::l.!F'RT I C I N n l .  M E D I C A L  C:EN'rEK' 

l...f7PI:JRPTORY 
F'ol a r . i z ~ c : l  l...i. q h t  M i  c rnscopy A n a l y m i s  

- 

C~.!.rt;?zatnr.r NII:LE) EXEC:!.J'I"IVE El!--FIC:E FLDG Date R e c r e i  v e d  :: (:!:3/(:!:3/E3h 
A {::I r.1 r- F? 5 .ti:: 7' 2 b ,:! A CZ 1::: S C:! N F::'L ... . N . !A . I!ate A n a l  yznd: C!3/0r";/E36 

- !1JASI..I I NGT!:lI..I PC: Date R e p o r t e d :  (3::5/1?//86 
I;c!n?:. GC: t : 2 E "T'E R M C7 RF? 3: S F:'hnne: 395-.-96'75 

-- 0 f;: I::! c? ci j  t f::! 5:: I:! l;.. 5: 5; p n 't: i, -; g P. pa .k p u. i h .3 n j. ";;. 

11: !::F:QS[z!:jp I C: flN(.)/,,.Y!j IS:  T o t a l  F'err:eri l :  :=: 4.0 .1.5:< 
- C:hv..ys;:?.t i 1. e [: f i l<~z ! S i 2  CJG :I 4.0 --. 7:: 

*fi?st:,..si.;!::!%; f.r:)y..fl\ 

1. I...! F ..-, F> . F::' .... T .. c . .... !\..lr::; p 1 --. F: T .. F:*F? f:l I,,! (;; fi '7 E: F:;: T fi I-. 1:::'F:;r E 5 €1 "r 'rgtal p e b . c e ~ t :  ~::5:/. .-. &(:I% 

!.:AI::: p [:I I\./ A '1- E :; 
!) fib:;; f" !,I:; (1 -r' I...! E: F:. y {?, "I' E! R T: A [,., S 
("1 I:::, ,:, r.11 I c:: c; ... .., .,. t... 



... ... 1:. .. ./ . _  
8.  

, ... 1 ,',':;": ,:: -? ,', ;, r. ....... . . .  . . . . .  ,:.:l !> 
(-!('.'i" ,,,,,'. "' 

., , . , .i I !:'Pi fii,... P! F!: 12 X f::: I.... I:: E bl-I" F:? 
1.. , :) [? (1) K:; C! ''!-[:I r:; 'q 

F' !.:! 1. .?. I .. i. ;:: ,<? (.:! !. .. i tin F.1 .lz r.1 j. !::: r c,s c: o 1:) i / Rrr a l y s; .i. r:; 

i'., I :::, ).. ,..-,i,,r2 ?- ,, t.,IC::'[!J F: Y I::i''I 1.1- '1. !%!I::" i i ! : : l  1: (."K: .... .... . . . . . . . . . . . . . . . .  3 ,..,. a - . . > \ t  ....... : ., 8 .., ... 0 .... Ei I... D '5 
-. 

(.'[ #I:! k-. K.7 2;; .:;: 2 :.: ,,,,; 6: ;: (.!,f 1 1 :: 8:T r:! p. 1 ::> ! .,,, p j " 1.4 ,, 
!.:.I{:? .r; !-..! :[ l..![!; 'T !::I I;! Y! y 

( ' - . r . . , , i { . .  ..:... I.. . 
I .  .. .'.... .... I.i '1 F7.f . . . . . .  F' F:;; ?.:,I , r') . . . . . . .  P r: '[ '3 



1:.  . >  ..I " I ' ' I  ". ' ' .', ; ' : C;! 
" . . . . . . . .  

r 2  <:: r.:. !.I I:::' ;? "1 1: 1::: l..l{:\ I.,,, 1.4 E: 1:) 1 [' ,?, L- r" E: p.1 'T E: F:; 
I.... fi B!:! F: A '1-C3 I:? Y 

I:" :.:: I. a r i ;:: F :::I ! .... i .  g PI t M i. c:: r r:! s c: r:! p y fl 1-1 a 1. y :< j. 5 



1 ;;.I c:.! ;,' i;i ':: / 1: 1; : )  / 4, 
!:IC:E:I..IF'ATS!::!P~IAI.- MED1:C:AI- CEI\sITEFi 

I.... n EI !:I ~i n 'r (:I r:i Y 
F ' c ? l a r i . r e c l  l...i.gh.t I'lj.crrcxscopy A n a l y s i s  

!::!.rstomer: NIZW EXE:C!.!l"I?JE_ OF:'F'II::E EL-DG D a t e  Recej. vpd: !:!3/(:1:3/85 
hclcSr"e5;s: i 7 Z b  JACF:::5C:?N f::'L .... I ' l .W. Ilate Anal  ?/zed: C!T/C14/86 

14~SEi :~NI~TOP. l  DC: Date R e p o r t e d :  0 : 3 /  17/86 
Cc>n-k ac: t I ,IETER IT:)F?F? I 5 phone: S$s-.3&75 

:+ * l"-c~r:;>.i- :[ !:IPS 
Sf7ME 1.-I.:lC:AT'I ON f"G I: NSl.fl .... . C:!N ClJ ST'RA 1 GI-4T' SE:CT I TJNS 

t\l !..I i s \  t:! c-. t- Q f $3 n .r l 5 i 5; := '7 1. 
,lot.! I. I?. : t'4E1:!lEI:!CC!I. 
I.... 1. I:.? :[ , D . :: tq E fj J.3 D [:!:I 1 .-- r:! :3 !:! :5 P 1 !:! 

,.l,,,l::"r' "" ' 
,:, , .( 1 .:. r ?;; r\.l[:]~l-.., F.- 1 p f;: r l  I,,J!;; ~ ' 1 ~ 1  '1" K: r? :I' (7 I. .. f:, l::,:~: :;; E: ~ . l  T o t a l  F"'ercent: 1.<?% .-- 15% 

!:; 0 p: F ('1 14 ,!-) -1.. Ff: ( ,  

,?,I:) 1. jEE T.:: 1' ',IF: 

onr:;' 1: [:I! ...IS I:IT' t..~~it:~: I'IAT'EF~ T 01-s 1 

(jr?i:l.:r.?r~y [I!,, f::yeafner 113MC: Anal yst :: !:::I3 



f" I ,  ! !:; " ,I m f r.. : p.1 I.*-- . . . . .  W 1.7 Y ,..,.- K c": . . . . . . . .  ! ! 'r 'r I.. , !I::: ... f"}::: 1:: 1 C:; F{ E I-. 1:) fi 
0f.j <.:I 1,. s.!::; ::: : .:y',? +> .:I (.j !::-t:.'!;f::-pl r::,l,.,, " !\.I : Lq " 

CJ A S 1.4 I P.! C5 'T C! I'.! D f :: 
r: c::> fl t:. ?I, c:: !:, : ,:J [;;: -r [;: F:? p1 [;I r::; f:? :I: 5; 

;,.; :i, m e r.' I,..l I .I. 1 1  (1.) r.1 y I!! ,, 1- rl . > CIMC: A n a l  y 3 . k :  C:B 



f:! ,! :,: l:! / !;j t2 
!:'IC::r::I. ..!F::'AT' I C!P,lnL ME!? I CAL. C:ENT'EA 

I...CiEClROTUFiY 
F' r:! l a r-  :i. z e r:l I". j q 1.1 t t l  i c:: r o s c up y 0 rl a 1. y .; j. ri; 

a d: I... . I:! r: 6 '1- I I::! hi $ t 
' 2  i':, pi E::' 4 "< F f I", . . - . . . . .  ." . . .  

F:: i3 fi p.1 :r i: I: 1: F? r;: !=: 
f-' 1. J3 Et: F: I ,  I,,,, .j: Flj Ei: ..... 

I? t e 17 r-. !::. c. j, p !j : (::I :Z / r:! ':; ,/ :3 
I) a t c? 0r.l 3 1 z ?+?!::I : f:\ 'T ,/ I::! (1. ./ E3 (: 
13 3. t e R e  1:) !:) p.. 4;;. cr. p' g !::? ':: /' 1. c,? i fi3 !: 
F:'flone: -7;?5--.:";/,77 .- .... 



1::: , : 1:::' . . .  .-.! I-! .... '7 ! 7.; .,... (-1 . . .  ./ c3 ... ?c3 f 

C~!:::C;!..!I:-':::I-I~ CINAI ... MEI?ICfiL. C:EN-I'EA 
!.... 0 8 r3 F': n 'I- O Fi'Y 

1:' 1 ... j, , , ,.. !::!. , ~ u .  ... t ..... l !..i. g l -~ t  t.11. croscopy final. ysi. s 

I; ' 1  ': ............... 1 I I :'.If"! p 1 -...A :;; P E: ST' C:! C; !'.!A "I E F': I fi I,,,, L::' F::'!:: C: f::' l,,~ "I 7 ... . .  ,.." 
(,,:- ..- ;-. -- , , .: p.! ::: c::: :: 1 r.:! I:;: 1::: 

1: p !:;: r:;: 1 ..,, !.,.I f":t c'; ! .,,, 

-- 
1 ,.,,;.I, !.:> f;:<,,,), I::! :> ..,/ ,,, K;. f::, y- 



,,k :! I,,,, 1-I c: 71 ;! [:? 1. I * $ 
C: /,'i I.! L:: II?) !::: p 1 'I' 
> - I  - 

.y I.../ 1.:: . 1:: .... ., 'r c: ..., j..li::!w.-..FXEI:iC]!.!S !"![.t'l-lF:f:'Ifil.... I:"[:::f;SEN'1- .-, - " Total Per-cent: 65% ~ o . 4  
CAEFI:!!\I&-I[::S 

I.... fi 2 
:: 1: I,.,, 1: cj {.I " I  !;: 3 
{.'fi F:;: :I: ('1 (::!-I l...If; F::: fl(?, -r EL fi 1 fi L,,, 

,?! rl .I::, k) c::l f-1 L: b! ,, [:'I.- c:! 3 fn p I.- OMC Anal  y 3 t :  CE 



t.1. I.. ! ln . .  t.. ., <;., ... t ... ,..., .r. ,- {:; r.1 .e?, 1 .; :; .:;:. :::: '7 ;'[ 

,'J 1 :!I::! 1 ,, 1:;) ,, : 1. IF!:: !:! F [:?[I f )  1. 
1 ...-:,I.:; !: . I: . ; !\.IE!QB~)~:c! 1, !:>: ,.....c 1:: .-..P 1 5 

"1- I.../ I::: ......... I:::, v: 1 ';; p.1 i::! t5i ..... 1:: 1 1:;; i! !,,I cs p.1 ,?! .y 1:: F::: :r ,:, 1 .... 1:: f:; E; 5; r-. p,~ .y 'Tr3t:al Per-cent : 65:'. .-, . ,, i:! ;< 
C: fl F:i F [:I N fi '1. [il: 7; 
!3 I..., fl::; 5; 
:; 1 I... 1: (:I fi -r' 1;: !Iff 
VflF?]:(7!.IS !:3"!"1-.\E':;: "IA'rEF:;:I.!\.\LS 

6 r.1 . I  t i  9 r.1 \ a  1!..1 . ( ,;.- (T. ,:? OMC Ana lys t :  GB 



('"1 . , <:.. .!- .............. o IT) t? r-. :: ?.I I!!!: 1t.I I"!: X !I! !: I.! '!" :[ '+!I.:! C] 1:- F I !:: E E I... D 5 
-. A<:! <::I v- er; s : :T :,? !:, ,.:I fif:::!.::: F;(':'(-J !:::,I ,,., ,, !iJ " 

WASI-4:Clil!;'?-f)l'.l 
[z (11 r.1 .I:, F?. (::: .I:. : E;: -r E: 1:: pj !''I f:? F:; '1: :;;, 

' . . . . .  t : .  I .: 1 ....... : q 1-, I TI (- Y I ..... : .> c:: 1::: ~1;: E '.r !"I!::; 1 q f i  -1.. E;: v;: 1: F, L.,, p f:;: E;: :j F: F. 1-1 ... ....... .... -. . 
('7 1:::s f;:, p, 1 , ' 

-' 1:: .r J:: ) 1"" ...... r-, ........ '!.I!.: ....:.... 

1' . . . . . . . . . .  1.11::: 1:) {>, 1 !:.I r::~ c! 1, ,, 



.. 1 :  : . , c;, ......... (.., ...!, ,: ,., 
.... , .s;;. C*).:! $3 !3 

[:!f:j f:j !.IF: "r 1: [:!t:l (i l... T/1 I::! 1: ['A[- [:E: t\J -rE F; 

I-..AE3ORRTClFIY 
Fz' !::! 1. a r . :i. ;r .::!!:.I I,.- j. g P i  t I1 3. c:: r- o.5 c c3 p y A n  a I. y i 5; 

(::, . f::. r.1 ,, r, , r- ;:: 5 ("1 PIC:: I-,, E A F:' F::' El: fi f? fi b;[ c: Ec z 
'T'I.!? ini:..r!ipl.e i .s F..lf::rtno$enei::i!.!.ns F-' ibr~~!.~.s Frii,bl.e 
f" .... P., i 1 <:: m i';F !?, y ..... i ..> 

Date Receivil.~!:: 0:3;<:>:Z;,iE36 
Date Ar,al\i:.:c"d: (::!3/!:).(.1.,i~3/,$,/$3(> 

Date F?epc~t-i:.~.d:: C3'T/I.9/1;36, 
f:q-,one: - y q r  "-1-TF.. .- . 2--. ..:-L? . ,..! 

i \ r . )  .k !-I !::! 1 ,I y bj . (:': p .;), rn e y- UMC: A n a l .  ysk : C:R 



I::,. !:?. <: .. :I. C! f-) ::: ,' -,:, f-1 .J c3,4- 
" .. A,. >-' ; ..-8 -2 

CJCC;!. .. !F'F\!"ICIP.iAl .... I'.lEI~Icfll.- C:EN'TER 
I.... lri B f3 R A '1" C.3 F? Y 

F'c?!.ar.i.zec:! I..-i.,::rl..~t tlir-t-.c!scopy R n a l .  y5j.c; 

I-: r:: !-I r2 c; (2 f.:\ pq F: I ,,,, K: (7 I:> F: r": :::! F: <;! 1.1 (':; E;: r... i . .... -.? ;... .... 
'7" , I.? e 5; ;A. .in I:! 1 E: i .::; 1-1 m .:::I ~1 p r..l~?:2 b.!. E F i !:? r. r~ L! 5 F' r i 3 b f e 
[:: c:! 1 5. r- : !:; F;: 9 '\/ 

'1- 1.4 1." F-' ,%v.. F' 1 5; P.l P.! .-- 1: I 9 1:s: c j  !..I g j  fl fi T E R 1 A I.... R E: E pl 'T Tl::3t31 F'eyceni::: &!:!'/. 65% 
!:;fiF.'pr:)pIA-lc;;::; 
6 I.... n c'; S 
53 .I: 1.. . 1: 1::: 6 I E: C;' 
I? fi (.::: J !::!I,,! 5 (2 I" I...! [I:: F:;: PI fi .[ F;;: I I-., 5; 

fi : - 1.1 , w , y- p a fn e p- CIMC Anal : !::R 



mmna ~ l ~ t  New Executive Off i c e  ' ~ u i l d i n ~  . . ,! , , ,,., , . mm -, 3/3/86 ' 
. . EPA E l m  RANKItGt 

-9,726 Jackson Place  N.W. - WIlI 1 - - wII[ 2 

BMlDlNO H n e w a  DC0105ZZ .* : I .  . . . . I . . .  . m . ~ ~ ~ r o x i m a t e l y  4500 - x  RN?K 3 - RNrK 4 
I UKXTION M BUILbmt P e n r h o u s e , l  room , 'IOIAtaactRurm < 5 

of Mnterlrl Water Dmago 
Tlrwooflng/a/fnwlatia,  - 

Amwtlc 
No water - 

x Other, A c o u s t ~ c a l  
I 

- 

of Mnterlrl Water Dmago 
Tlrwooflng/a/fnwlatia,  - No water damga 

A m w t l ~ ~ l  plaster - - Minor water dmege 
X other, ~ c o u s t i c a l  t i l e  -hjor -. 

I 
- - 

P i p e  & d u c t  i n s u l a t i o n ,  w a l l  ::i: 
t i l e  

Aoarrlblll ty 
Sawla Huabcr Rent11 t 

7-- - 
- Not aas~.lble - Ibraly acceulbl. 
3~ )LCC"#mibla 

S e e  S a m p l e  Summary S h e e t  

frlabliit r t Plpa or Boiler I lwlr t lm 
I Yarhf.bl. 

Aotlvlty wd Wovacnt - - Hot ptercmt 
8 '  

x  Naw ol lar activity 
x Friable Preutnt but not dmmged - - - - tbbrate activity 

A Pte-t mb &magad - High rotlvity 
Ozwqe or Deterioration B t p e d  8t1rt.cn Area Air Plenn . . - No dacllaga or deterioration - Haterla1 not expod No plenuo or dlrect a l r s t i e a  
,2L)bderate dsllaga oc &tetlorrt!a, Ibt a lama expmed xP1emu or direct alerttam peMnt - Bcvcre &mag@ or daterloratlon - >Ut expeed 

V p a  ot Actlon i 
me--' 

x kmval - m t w  plrmad rlterrtlon, 
Camanb - 

x Faceplatla,  (L - or 
Ehclo#ure *Abst-t a a t h  needed mmer M i n o r  damage  t o  d u c t  i n s u l a t i o n  

I - Abatement rot needed - - . . w h i c h  c o n t a i n s  a s b e s t o s .  
6 .  . . 6. Precwtlo~ry Control6 

4 : 1 1 , .  I . .  , 
~ l n t e n s m  & cpcratlon 
x Gpdal  malntenancs 

V l m l  Snmotlm nd Air h l t o r l n g  - Monthly 2 Gpclai clean1 x Ouartcrly 
x swcial .itera% h l ~ t l m  1 -lly - - Control6 not ncnted I - other t 

I *  

Asseamrl - P u w M i l l e r  
4 



SAMPLE SUMMARY SHEET 

SAMPLE NUMBER 
- 

NEOBDC-3-3-B1 

DESCRIPTION 

Return duct, F-2, 
overhead 

Same as B1 

Same as B1 

Chilled water pipe elbows 
along floor at A-11-1 

Same as B4 

Same as B4 

Acoustical tile covering 
walls 

Same as B7 

Same as B7 

Chilled water pipe, 
straight section insula* 
tion 

Same as B10 

Same as B10 

Fresh air supply room 
A-11-1, pipe elbow 

Same as B13 

Same as B13 

Fresh air supply room 
A-11-4, pipe elbow 

Same as B16 

Same as B16 

RESULTS 

70-75% Chryso- 
tile 

65-70% Chryso- 
tile 

65-70% Chryso- 
tile 

NAD 

N AD 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD 

N AD 

NAD 

NAD 

NAD 

NAD 

NAD 

NAD = No Asbestos Detected 
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Daf e FPecei \i.e(j: (3:3/(:?'3/E36 
Date analyzed: C ) 3 / 0 4 / 8 6  
Date Repor-ted: (:)3/lf?/E3b 
Phone: 395--36'75 

I.. i!:t 1::) 5 L!. I::! P r- v i <ii C? r- 
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NEOB- 30  

BUIlDrtU N&m: ~ e w  Executive Off i c e  : ~ u i l d i n ~  , . 
. . *! ' 4 1 4 . i : .  .i tYST8 Q -8 3/3/86 ' 

B U I ~ I N Q  -, 726 Jackson P lace  N.W. 
- 

B U I ~ l ~  -HI) DCO 10522 
- 

i .  : I  1 .. 6aRRE - A p p r o x i m a t e l y  6 5 0  
-TIM IN m m m .  P e n t h o u s e ,  M e c h a n i c a l  Rm. i 2  ' '  

. 

YYpe ot Haterlrl 
2 F~rcptcmflng/lneulatlar - Acburtlccrl plaster - Other 1 

Frlsblllt I 
- f r L e  

- A Fr iablo - ! '  

Water Dmqe 
No water dmmp 

*y - Winor water dmaga - Hajot water damage 

h ~ 1 b l l I t y  - Not ncce~lb lo  - Rarely accorolble 
Accarrlble 

\ Plpe or Boller Imlr t lon Aotlvlty ud Hbvswnt - Not pterent x Nan or low actlvlty 
k e n n t  but not dfmqd - - )bbetrte rctlrity 

JCX - ~te ren t  - High wtlvlty 
Bposed Burt- Area Alr Plenn . . 
, H a b ~ l r l  not e~pwed No plemn or dlrect a l t r t r i n  
3 l e t  a l e u  expoad ; x Plenu or dlreet r l r e t u  pnnt - >let expolled 

2. a1031. -TIM lg( m V .  Kn(ll: 
; ,  ,. 

A. Abatement I(cflona 

'ILPe ot Action 
X fbmval 

Fncspeulrtlon 
Ehclorure 

I - - Abatement mt  neeckd 

8. Pccccrutlonary Cantrole 
4 1 ('.. , . , ,  I 

Halntenam 8 Cpcretlon Vlwal Inspaotion md A l t  Honl to t l~~~ 
2 6peclal lralntc~nca - Monthly Speclsl clean1 x msrterly 
2 Specla1 r~terr ; lpl  demlition z -1ly - Conttole not needed I .  . . - Other 

Asseasor : -pU&Miller 

P i p e  a n d  d u c t  i n s u l a t i o n  

Reaul t - 
NAD 
45-50% C 
65-70% C 
65-70% C 

* S a m p l e s  B19-21 f r o m  LP S t e a m  
( 1 0  P S I )  e l b o w  mud ( h i g h l y  
d a m a g e d ) .  
S a m p l e s  B22-24 f r o m  i n s u l a t i o n  
o n  s o u n d  t r a p  F-27-10 ( s u p p l y ) .  
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NEOB- 3 1 

BUliDINO -1 New Executive Of f i ce  ' ~ u i l d i n ~  . , 
, . ! ' 1 '6.'. ..; * :  ' t Y L T l l W m :  3/3/86 ' 

BUI~DIK) 726 Jackson Place  N.W. 
- 

~ J I ~ I N O  MMmt: DC0105ZZ 
- 

. : I  I ;  m ' o x i m a t e l y  400 
~ T I C N  m ~ ~ f t b ~ ~ P e n t h o u s e ,  M e c h n i c a l  Rm. t 3  ( ' p l u s  

Mech. Rm. t l  & GL-LYL X a c h i n e  R O O ~ P " ~ ~  
5 

" ii . . ,  
!he tollaln) repmatte the b a t  jdgmmt of tha u- at tha t& of the k t .  

1 

D U C ~  i n s u l a t i o n  1. ~~ errrclr nur BEST o~souees ermrxar: - . . .  
Type of Haterial 

XPlrgwflng/lnsulat1on - - ~ a ~ ~ t i c a l  plwtet 
- other 1 

fclablllt I - No-frl.bl. x Frlable - I t 

Water Damage 
x  No water 
, Hlnor water damgo 
- Water -' 

Acoarrlblllty - Not O a a ~ l b l e  - Rarely r c a u l b l e  
x Clccarrlble - 

\ Plpn or Boller Inm~lrtlon Actlvlty ud Hovawnt 
Not p e m t  x ~ a n  ot lac .otlolty 

r ~ r u a n t  butnotd~sgad - - - Hoderrte .ctlvlty - Prement ud brrrrped - High mtlvlty 

Fxpoaed BUrfaea Area Air Plemn . . 
, Haterial not a x p d  No p l m n  or dlrect r l r r t r e a  
x lot a lam expad  Plenr or dlrect alrrtrem prennt - 

>lot exposad - 

w p a  of Actlon 
Xlkmval 

Jr Ehcapatlatlon - 
x thcloarre 

I - - Abatcncnt not nee&d 

4 ( 1 , .  
, . I .  I ,  

Halntemtm & cpcratim Vlwal ~nspeotla, wid Alr Honltorlng 
X Speclrl ralntenanw h t h l y  

Gpeclrl cleanlng X_ ~uarter ly 
x Specla1 r l terat ln  & deml l t l a  k n u l l y  - 

contrO1~ w a ~ M  s n  e  e  d  e  d  - I :  . 
Okhmr 

M e c h a n i c a l  Rm. 111 c o n t a i n e d  n o  
o b s e r v a b l e  f r i a b l e  m a t e r i a l .  , 

E l e v a t o r  m a c h i n e  room c o n t a i n s  
o n e  o v e r h e a d  w e l l  e n c a p s u l a t e d  
p i p e  ( f e e l s  l i k e  f i b e r g l a s s ) .  : 
S a m p l e s  f r o m  d u c t  t o  AHU A-11-3 
i n  M e c h a n i c a l  Rm. #3. O v e r h e a d  
p i p e s ,  n o  damage  ' ( f i b e r g l a s s  , 

w i t h  e l b o w  mud v a r i e t y ) .  Room 
c o n n e c t e d  t o  Mech. R m .  # 2 .  

yltlet IndWtclal HyOlentst 
I 
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BWUIIM MI New Executive Off ice '~uildin~ . . .! , . . { \ , . t i  :.; , ; 
a ImTB a0 mSSmm!m: 3/3/86 EPA BIII! RCINI(ItGt 

BarnIra m, 726 Jackson Place N .W. mil( l 
>PAW2 . 

Bamxm HRBm: DCOlO5ZZ .. : I . . Approximately 5 0 0  

m T I m  I10 mII)m, Penthouse, Mechanical Km. ' !1'4~' 
. 

! mmLOOCUPNm L 5  

" ,: . . #  . . .  . 'It* following repcementa tbe k t  jrdgmt 02 thr ureuor  rt the t h  of tho .~rmemunt, lypa at aaterlrl m l c d r  

, .. 1. OlDCI1 BUXK tlUT BEST DESORUllg BXIUATXQS: -. . . . .  . . . 

ot Uterlal Water Dwsgc, 
Ylrepcoof lng/ iu la t1a  - 3 No water damage - Acourtlul plarter - Hlnor wter darcrgr - other, - &)or water dmaga 

I 

Bwph Hukr Rcmtl t 
Awulbl l l ty  -- - Not mmmrlblo N E O B D C - ~ - ~ - B ~ ~  65-70% C - braly acceamlble -B29 65 -70% C 
3 kcerrlble -B30 60-65% C 

\ Pljm or ~ o l l e r  lnrulrtlon Actlvlty aml Hovawnt 
x Hot pte.ent - XNonr or la, rotlvlty 

Prewnt but not &mag4 - - M r r t e  rctlvlty - Pr..ent ud cbmnged - - nigh aatlvlty 

YP ot Actla, - Remval 
X ~ p u l r t l o n  

C- 

Lhclomr. 
I - - Abatunent not nnded 

8. Precautionary Control. . 

Vertical duct insulation 

ommga or mterloratlon B~poscd Burtaco Arm Alr Piemn . . 
x no &amgo or deterlwatlar - - X b ter la l  not e x p o d  - No plenm or dlrect rlrmttem - )(oderate damage or &brlaat!on - let a lem expad  _ff Plenn or dlrect altmttem prerent 

&were rbnsge or deterlorcltlon - >19t erpomd - 

Hslnte~nco & cperation V l u l  ~mpaotlon and Air Ibnltoclng 
x Specla1 rralnte~nca - - Honthl y Specla1 cteanlng Wsrterly - f - -1.1 alteration 1 w l l t l o n  ~ h r r w l l y ,  

~ : O ' ~ ~ a ' L g d e % s  needed - I . . 
Assessor t ,pUwn /Miller 

Samples from only insulated 
mechanical equipment present. 
Room contains fan F-27-2. 
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Project No.: 6486-012 w -$ -4 .. . 4 -J . - -  
Serial No.: JG-94-125 
ACT No.: PO5554577 

November 22, 1994 

Tracor Technology Resources, lnc. 
1601 Research Boulevard 
Rockville, MD 20850-31 73 
301 251 -491 1 

Ms. Normajean Eleazer 
GSA, NCR, WPX, Room 2036 
7th and D Streets, SW 
Washington, DC 20407 

Subject: ASBESTOS MONITORING - NEW EXECUTIVE OFFICE BUILDING 

Dear Ms. Eleazer: 

This is a progress report on the asbestos abatement project that occurred in the New 
Executive Office Building on floors 4, 5, 6, 8, 9 and B1 on June 7-8, and June 14-15, 
1994. 

Personnel from Tracor Technology Resources, Inc. (TTR) monitored Retro 
Environmental, a licensed asbestos abatement contractor, removing approximately two 
hundred and seventy (270) square feet of asbestos containing deck insulation, utilizing 
mini containment procedures. 

The Industrial Hygiene Consultant's responsibilities include conducting inspections of 
the worksite, assessing work practices, and collecting air samples. A total of twenty 
nine (29) air samples were collected. This project consisted of two (2) start up, four 
(4) daily, and four (4) final inspection checklist reports. 

The l-I'R Industrial Hygienist conducted daily air monitoring to determine work area 
fiber concentrations, and fiber levels outside the work area. In addition, the Industrial 
Hygienist conducted final inspections and clearance air testing. All final clearance air 
samples were below the required EPA level of 0.01 fibers per cubic centimeter 
(0.01 f/cc). 

Air sample collection measurement and analysis followed the NIOSH 7400 Method A 
Rules. Air sampling pumps were calibrated both before and after collecting each 
sample set. Area samples were taken at 12.5 liters per minute, and all clearance 
samples were taken at 10.0 liters per minute. 

Please find enclosed air sampling data, daily and final checklists, and all daily log notes. 



Tracor Technology Resources, lnc. 
1601 Research Boulevard 
Rockville, MD 20850-31 73 
301 251-491 1 

Serial No.: JG-94-125 
Page 2 

If you should have any questions or need additional information, please call. W e ~ a n  r*r 

' 

be reached at (301) 251-4921. 5% 
C 
w 

Sincerely, 

TRACOR TECHNOLOGY RESOURCES, INC. 

1 
Prepared by: & . , L $/z :  he fl 

d i ~ o h n  ~olombiesh  I11 
Industrial Hygienist 

Technical Review: 

Enclosures 
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I Tracor T8chnokoy Resources Air sample Sheet I P r o j e c t " 6 1 ~ l ~ ~ d l q / ~ ~ l ~ ( l  I 
1601 Research Boulevard Flow 
Rockville. Maryland 20850 Calibration Liters/Min Time (Military) Count Data 

Total Fields Blank Net F~bers 
Sample # Pump ID Pre Post Mean On Off Total (Mln) Volume Count Counted Count Count Per cc 

Field Area: =785 ,00801 
(Check One) ,00754 ,00817 

,00724 

Filter Size -5 mm (385 sq mm) 
37 mm (855 sq mm) 

Calc :ulations YE," = .-. Total Time = Off-On Volume =Total Time x Mean Flow 

Net Count = (Fi',pA:'>,"'~kd x 100) - Blank Count Fibers Per cc = LNet Count/100) x Filter Area 
Field Area x Volume x 1000 

FIELD TECH. DATI! DATE 



I - - m  Air Sample Sheet ] RoiUX 161 ~ ~ I ~ ~ ~ , / I z ~  4 1 1 
1601 Research Boulevard 
Rockville. Maryland 20850 

Flow 
Calibration Liters/Min Time (Military) Count Data 

Filter Size 6 5  mm (385 sq mm) 
37 mm (855 sq mm) 

Net Count = (F~~~Ic",","~:d x 100) - Blank Count et Count/1001 x Filter Area 
~e ld  Area x Volume x 1000 

ANALYST DATE 



SI SI 
u, In 
mu, 
20, 
E E 
E E 



I Tmcor Tschnology R ~ S O U ~ S  Air Sample Sheet ] project# GI I I I ]  
' (446 - [zO( 

1601 Research Boulevard Flow 
Rockville, Maryland 20850 Callbration Liters/Min Time (Military) Count Data 

Total Fields Blank Net F~bers 
Log Sample # Pump ID Pre Post Mean On Off Total (Min) Volume Count Counted Count Count Per cc - 

I - 
A Notes: 

1 

B I I I I I I I I I I I I I 1 
B Notes: 

I I I 
Field Area: -785 .00801 Calculations: y r i  = --. Total Time = Off-On Volume =Total Time x Mean Flow 
(Check One) ,00754 .00817 

,00724 

C 

C 

D 

D 

Filter Sire b j 5 5  mm (385 sq mm) 
37 mm (855 sq mm) 

1 I I I I I I I I I I I I 
Notes: 

I I I I I 1 I I I I I I I 
Notes: 

Net Count = (Fi',p~~I~,","~bd x 100) - Blank Count Fibers Per cc = LNet Count/1001 x Filter Area 
Field Area x Volume x 1000 

* .  

6ci /cA(/r  k,-' 
FIELD TECH. DATE ANALYST DATE 



Page # 1 
LOG SHEET 

Date: 

Project Number: 7% - 6 c ~  - 
Industrial Hygienist: . 
Abatement Contractor/Supenrisor: / j q f i  &<n:,ec4 k, I 

w 

Time - 



Page + L 
LOG SHEET 

Date: ) 

.-C.'-qy 

Project Number: /-q& -c(; - 
Industrial Hygienist: &, c\ 1 c; k.3 k 
Abatement Contractor/Supervisor: R&,; / &.L&) 

t 

Time - 



W f t  B . . 
. . - .  

GSA ASaESTUS ABAT-XT MONITURLVG OfECiCtIST 

B U i r d i r 4 :  0 ~ 0 3  Project: 
&Li&-cII;L 

1 

tocat+on: (&- - 34 Data: 6- 7-9y 
R e m o v a l  Cantractor : 

kc& .  TI^ Starc&: 1 'id 

1, Work s i t s  a ,  TerLset- Barrf er 
Isolation 

b . C e c s n t ~ ~ a t i o n  
C'3rz3ir"S / 

c. G t 8 V E  BAG P40J 

d. Seals around ducts, 
wL?dcws and dcors 

e. "Nesative a i r  m a c ! . e a  
in use J 

Ne~atLve pressure 
> -03" 

Problem 
Z?C=IX~ZS=S~ 

-J . - -- - . . - . . . - 
0s-2A SIGN (ASBESTOS 1 

- --7 - -.- 
~ ~ s t & ,  duct=, &Gins 

-. 3, Work. . . a. Hammers, saws, etc. .-- a 

P r a ~ i c e s  NOT in use. 
- .  --- --- . ---. - --. - 

b.  Removed Xatarial 
Promptly Bagged. fib 

c. Cebrfs Stored in 
remava2 area, 



GSA ASaEST3S AEATEHE;?rr r5rCNZTORING CISECXLIST ( Back 1 

d.. HETk.VacJum. 
t? use* 

e* Maz8ridL Kept 
Y e c e d  Until  Ba~sed. ~ / 4  

i 

4. Warker ~roisctf an 
a. Disposable C l o t N n g  

U s e d  One Tiaxe. 

Showers 

Pzzper NIOSX 
respirators. 

-~ - ~ - m - c -  
Prcoer Cec3ntami nation - .  

Functioning? 
Soap and Towels? 
Used. Eac!! Cep-e? 

6,  Work Habits a. No Smok-g i/ 
In Work Area - 

b. NO Eati,?g/Dr-g A/" 

Problem 
Encaunt ered 

Fie ld  Sotas: 
*DescLbe any prsblems encauntered here* The above questLcrs 

are to b e  arswered eiz!!er "- " or "Problem Encounterecl- " 

Report-Prepared By:  Date: 



Exhibit B 

GSA ASZESTOS ABATEMEXT MONITORIXG C3EC:XLf ST 

~ u i ~ U n g  : Q E& ~mjatt: C;qf% -O(L 

Lecation : . .  - 3-L Data: i - 8 "iy 
2 

Removal Contractor: ' 2 ~ x - G -  ~ k e  Startad: ( c i =  

Monitoring Contraczar: x2 TFme Stopped: 

Within 
L i m i t s  

1. Work site a.  Perfaeter Barrier 
Isolatf on 

b .  Decsntaxilination 
CqJrtains JI 

Problem 
Er.csun=ozs< 

c. G t 3 V E  BAG P40J -414 I 

d.  Seals around ducts, 
wiadcws and doors 

a. "xegative air mac9ineW 
in use / 

. . 
f .  Negative pressure 

> .03" 

2. S ipage  a.  Caution Signs a t  
vestibule entry. 

- .- - --  - - 
b. 0S-a SIGN ( ASBESTOS / ---.-- - . a 

- ..- -.- - .  . - - .  ------ - .a 
c. Dumpmar, 

- - - - -  - and bags labelled 

. 3 w o k  . . a. Hammers, saws, -- 
Practices NOT in use. 

- .  - - -  - - -  . . . - ..--. 
b.  Removed Material 

Promptly Bagged. 
.M,h 

c. Debris Stored fn 
removal area. 



GSA ASaEST3S ABATEMENT XCNITORING CCEGCLIST (Back) 

d. .  HEPk.Vacuum. 
in use- 

4. Worker Protection 
a. Disposable Clothing 

Used One T i n e .  i /  

5 -  Showers 

Problem 
Encrruntered 

b. Pzoger NIOSX DisP 
respirators.  HETA I/ 

PMR- - 
m - c -  

c. Proper Cecsntamination , 

sequence Followed @ 

Functioning? 
Soap and Towels? 
Used. E a c !  

6 .  Work Habits a. No Smoking i/ 
In Work Area 

b. No Eating/Drinking /' 
Ff e l d  Natas: 

" D e s c i b e  anv uroblems encauntered here. The above questfons 
are to be ans;e;ed either or "Problem Encounter~dlm 

Report-Prepared By:  Data: b -8'2q 



T - ?  

3r.'IcfL?~ : fJ cc i) P m j e :  L94k-l: -cK 

t ~ c ~ ~ i c ~ :  ( J &I Cats: i-9-$4 
3- c~nt=;icz=: PET+ T- ~~~: Y U O  
WC" 4 ---a - . . ., ,,- ,-s Cznp-rtzr: ?m TLne Czmgletad: d /LO 

-- : ,YAt TXS?ZCZ:SN: T 3 e  fL?& izsgec=icn s-2 c=ra2s= a: a 
. , , a ~ ~ - ~ u  ---us-'- L-spec l cn  anduct& 9y =%a I3 c=zz~acz=r i:i. Xe x z y  
a= z 3 a s  be ac==mq&ed by L%e Czntrac=L2q Cf SI=arr s 
Reprssenz=C*~e c r  a &eslqmi~, a GSX S a Z e q  zrd %=-zl==rser.==A 
3a?agemenc rzpr.sor.e~r2~e. Lie 13 con-,?c ' s C a - ~ A Z i a d  Zzdss+s:aL 
3 ~ ~ s r . L ~ ~ .  a s  as&esms aba+rmmt c=n--aCs=, a sy=za sr lot=; 
,s=vezzzten= r=prasenca+Lve, %%a akazemenr CE==ZCZDI. I s :.11usz=~z1 
Sy5zenlsr, a ';ar.al: X~MEI Regres~n=a+1*~e, cz a,~c-i.ez i ~ z s ~ s s z s c  
ga;-1. 

C - - r . r m  *h C :  %..e cS:eczLve as ta assxzst L%af z!!e X;Y.,S has ;ear. 
rmcved cr &at& as aqtai=ed L? =?a CZNTEUC.  X l i  ga,-ties 
skcuLC fzmlLir-lzg =L:emsel- as wF%b the ;qFsisns $5 Lie czcsrzcz 
&YC t?.e "Astesz=s Bemc~I/.Abatemenz S c z ~ e  a? Zotfc." *%; ,.,,s 

--& izs;s=zicn - c!i-ocllLst is t3 sere as a p i C a  f c r  c!%e C ; *  

AC-4 ,, - 7, 4 "r , t= be- C,".,ackd 

L. 2esi&~al Dusz cn: 
/ 

(Selcn eye 
level 1 

( akcve 'eye 
level ) 



- -- --  - - -  - .-.. . - .. . . . 
GSA F Z X Z  ~PT~ECTIOH OF AJaEsTCS ABA- P R C j Z  (9XC<) - - 

- - -- - 
a r r  s m ~ ~ z z s :  

- .--- . .. _. _ _ . - - .. - 
;\s MY 2- +f?r rsmcval araa Fs LFkaly +3 b e  a s k a s t s s  
c=n=&-a=d, of -utgi a sna.L quanew af a x a t a c i  
may be sant +3 b d & g ~ a t S d  fdbarat3q f a t  ~ T S ~ S -  . . 

T *  
A, all. o=%= tarts ard sft~atiarzs agF- tm ba sa+Lsf~c=,-,--~, tke 
SJ - aLz t?sts w i l l  b a  taken. 

Flegort P r e p ~ d  By: &J GY. $P Sk Data: 
- . < .  ' . -- =CRT LPIIZZD BY: * OATS: 



ILVA; IVS2SCZCX: 5 L - A  L-aec=Ls? s h a l l  r;l?risr a5 a 
.d-<--- ---US.'- f - secz l sn  ~ u c Z &  =!a P C==C~CT:S= i:<. Xe 
.2= =drs be ac==spzrtt& 5y =%a Csnz=zczf,-g Cf ZL=h-'s 
I e ~ ~ e n z ~ ~ - z e  C= a desfgza,  a GSA S a Z a q  VA L:-T--YF~~I=~ 
ua~a~.m== rog=~s~z3c l7eV =9e L? c=a=zc ' s C&=f 5itd T,"-C.ar=: .- 2 ,  ~ % a  a s = % ~ - ~  ahazammo c=n-sc=s=, a ~ = = a  sz loczi  
, ~ t - t e , ~ s ~ z  z=g=~srrcazive, *a alzazmmc c=n?-~1tr ' s :z&s-z: 
Sv$=t,-tsz, a zz-aiz A c ~ e r ? ? ~  lepres&?za+in, c= h?c--le- izr rto-sz 

( faizd eye a. Flca-. - /' 
lsvel  ) 

b.  Zcr 'sat3 j  
SLT-~CSS 0 ; - 

( ecve 'eye 
level ) 



hi51 : RhG H 4 C K G R O C S D  
b 11 f. I \.AL C'LE.AR.AS( E ; \ I  R 
PER P k X b O \  AL 

i- (-1 (: .A {' i ( ) >. . - -- -- - 

I y s  * .  

13:s 
11s 
1 N s  
i N :5 
(3 C.' T 
OUT 
OUT 
OFT 
OUT 
I-JL;.l' 

C T 
13C1' 



Traoor Technology Resources, Inc. 
1601 Hesearch Boulevard 
W i l l e ,  MD 20850 
(301) 251-4911 

CHAIN-OF-CUSTODY FORM 

Type of Samples: A !? Project No.: < , :: - - - 2 1  . ,  

Total samples received by Lab: / 3 
Were samples collected from locked drop box? A!/ ) 

Was all necessary information included? .I( 5 

Comments: 

Laboratory 



I Tracor Technology Resources Air Sample Sheet I r o e c t  1 1 # ~ 0  I , 
1601 Research Boulevard 
Rockville. Maryland 20850 

Flow 
Calibration Liters/M~n Time (Military) Count Data 

Total F~elds Blank Net Flbers 
Sample # Pump ID Pre Post Mean On Off Total lM1n1 Volume Count Counted Count Count Per cc 

A Notes 

I I I 5 1 3 15 .*'5 

Fteld Area x 0 0 7 8 5  00801 Calculations YI","," - .- Total Tlme = Off On Volume = Total T~me x Mean Flow 
(Check One) 00754 0081 7 

00724 

Fllter Size Net Count = (F~~:I~,","~bd x 100) Blank Count Fibers Per cc = LNet Count/100) x F~lter Area 
37 mm (855 sq mm) F~eld Area x Volume x 1000 





-. 

I Tmcor Techndofly Resources Air Sample Sheet 1 project # 6 l4 @1(o,0~,17, I I I 
I I 

1601 Research Boulevard Flow 
Rockv~lle. Marvland 20850 Cal~brat~on L~ te rs /M~n  T~me IM~l~tarv)  Count Data 

Total F~elds Blank Net F~bers 
Sample # Pump ID Pre Post Mean On Off Total (Mln) Volume Count Counted Count Count Per cc 

Field Area: &.00785 ,00801 Calculations: ?I","," = Total T~me = Off-On Volume = Total T~me  x Mean Flow 
(Check One) 00754 ,00817 

,00724 

Filter Size x 2 5  mm (385 sq mm) Net Count = (FI',p~~ICC,","'~d x 100) - Blank Count Fibers Per cc = Net Count/lOO) x F~lter Area 
37 mm (855 sq mm) ield Area x Volume x 1000 





-= 
. 

Location: 

R e m a d .  C o r r m  . r: 

Problem 
Encsmtered 

I- W o t k  sfta a. P e r i i ~ n e t a r  B a z z 8 r  
' Isolation 

b. Decantaminatfun 
C u r c a f n s  

c. Seds around d u c t ,  
windows and doors 

d o  V e r t i c a l  and KO* 
zantal Openings- 

I . .  

e. "?4ic=ut"p" 
fn use 

I 
2. Signage a. Cautfan S i g n s  at 

vestLbule en-. 

c. D ,  d u c t s , ~ , $ &  
. - - - -  - and bags labelled' - .  

__I_. . . 



d. n A V a U I P  
Fn use. 

e, Matlarfal Kept 
watt& unti l  B-. 

4. Worker ProtBcCAon 
a. Dfspasable C T o W g  

Used.  .one .Tf3lo- 
I 

b- P m p e r  NIOSR Dim 
respirators. ?IRA- 

PAPR 

c. p r q e r  D ~ ~ 3 n - t i o n  
. . Sequenca Followad 

a. ' ~ & i a d ~ ?  
b. Soap and Tauads? 
c- Use0 Eat! D e p s r t u r e ?  

6. W o r k  Habits a- No SmokFng 
I n t J o r k A x e a  

b. No Eat2"g/Demg 

F l d d  Notes: 
* D e s a e  any pmblams encauntarad here. The above -eons 

to. be ansyered, e i t 2 ~ " Y ' S "  or "Pzublenr Encounrsrd. " 

+La pe-5 

GSA ASaESTOS ARA- rPNITORING -T 

Rep- prepared By: r :  ~ h I 9 ~  . 



1 . W o r k  s f  ta a. P e n e t a r  B-er 
' I so la t fon  - b. O~~3n tamina t ion  

curt- 

c. S e a s  around d u C s ,  
windows and doors 

e. " N i c u t = a p "  
in use 

Problem 
Enuunterec! 

1 .  

2. Signage a, CautLan Signs at 
t n e b a o a w .  (U~" -T . - - -  

- - .  . L.. -- .*_ 
b. OSXA SIGN (ASBESTOS) 

-. -..--.-..-_ _ _ - -... .. . 
/ I - -  - _ - .  . 

c. Dumpst=, ducts,-, . . * .  . : .---..--. - .  - . .  



a ASaESTQS A 8 A w  ST-- m T  (Hack 1 -.- - .  

e. M a t e - a l  mp-t 
W e t t e d  UnCL R a m .  

4. W o r k e r  P m t B c c z o n  
a, Dispasable CTotCrfng 

US& .am .T-. 
I 

b, P r g p e r  NIOSH 
respi.=atnrs. 

PAFR 
- a C I  

6. Wazk Habits a. No Smoking 
fnW0rkA;raa 

b. No E a t L z z g / D r . f . f g  'yw . 

P l d d  Notas: 
*0tasc=Ue a m  ~ r ~ b l a m ~  enauntoted here, The a h m  questions 
am& ta b e  &e;ed eftker "YES" or "Problear Eauuntsrad. " 

GSA ASattTOS ABATEMMT MONITORIWG 

Raport P r a g d  By: 



ErNbft B 
. . 

GSA ASaESTOS ABATEHEHT MONITURZNG CXECXLIST 

~ u i ~ d . f n g  : hrWR ~ r o l e c t r  W & - 0 1 2  
ucatian: ~lecAxe\ &J, 4,8.&,5 4(%%a: 

'** '',? 
6L4/4 J 

0-IY- 9~ 
Removal Contractor: 

1. Work s i t e  a.  Per-etar a a ~ f e t  
I solation 

b. DecsntamFnation 
Cmains 

c. GLOVE aAG TROJ 

d .  Seals around ducts, 
wL-dows and doors 

e. "NegatLve a i z  m a c u e  * 
in use 

f .  Ne~ative pressure 
> .03* 

2. Signage a.  Cautf on Signs a t  
vestibule entry. 

V .--- 

and bags label led . - 
3 -  Work a. Hammers, saws, etc. 

Practf cas NGT in use. 

b. Removed Material 
Prcmgtly Bagged. 

1 , . c. Debrfs Stored in 
removal area. 



Inspection 
Catego- 

GSA ASBESTOS AEA- MONITORING EiEGCLXST (Back 1 

d. .  HEPk.Vac~um. 
in we. 

W i t h i n  
W t s  

Problem 
Encauntertd 

e. 39atarla.l Kept 
Wettad U n t S  Sagsed. 

4. Worker Protactfan 
I 

a. Dispcsable ClocVnq 
Used One T-e. 

5. Showers 

b. Ptsper NIOSX 
respiratars . DL&? j 

E T A  
PAPR - 
r f P " C "  

c . ?==ger Cecsntami na-4 
Sequence FolLoned &-*- 

a .  Functf oning? 
b .  Soap and Towels? 
c.. . Used. S a c !  Deg-a? 

i 6 . Work Habits a.  No SmokLqg 
In Work Area 

V Field Notes: 
*Oesc*e any prsblems enauntered here. The above queszlcns 

are to  b e  answer& eic,ller "YES" or "Trablem Encaunterad." 

ON '3" sL+: 



Erfribit B 
. . 

GSA ASaESTOS ilBATEMEMl MONITQRI2fG QfECXLIST 

Building: Pruject: CP 

tccstion: Date: 

I w e c t i 0 n  
Cateqoq 

1. Work site 
I solatf on 

3 -  Work 
Practf cas 

c. GLOVE BAG PRCJ * 
d. Seals around ducts, 

wL-dows and doors 

a .  Cautf on S i g n s  a t  
vastfbula e n ~ y .  .. 00 

c. Dumpster, ducts,drums, 
and bags ia&elled $ 

a. Hammers, saws, etc. 
NGT in use. 

b. Removed ~ a t a r i a l  
Prcrnptly Bagged. 

c. Debris Stzred fn 
removal area. 



GSA ASaESTOS ABATZGXT MONITORING CIZCXLIST ( Back 1 

d.. EE?L.VacJurn. 
. 

fn we. 

8. Matsrial Kept 
Wettad UntU Bag~ed. f 

4. Worker Protaction 
a. Dis~csable ClotVng a , 

Used One T-e. W r v  

5.  Showers 

Prsgez Cecsntami na 
Sequence FolLowed 

a.  FunctLoning? 
b .  Saag and Towels? 
c. Used. Sac? Degar?&-e? 

6.  Work Habits a.  N o  SmokL?g 
m Work Area 

b. NO Eati,?g/DrWbg 

Field Notes: 
*Descae any prsblems enc~untered here. The above wes=lcns 

are t o  b e  answegad eic2er "-* or "Problem Encoun.ter&. " 

Report Prepa=ed 9y: Date: 
<- - .- . - : .. . 



--,.. - I 

:- .+A, TNS;Z=TZC:4: T > e  iL:tL i ,?s~ectl=n skal l  cczsls:: cf a . . iial:<z==o=usk i:sgecrLcr: c=n&d.;crsd 5:r :?a "2 c=z=rics=z 1.3. :P zzy 
h 2: z k e s  ,e ac==x;tn,l=d by C2e CzctrzczLzg C52ic2zrs 

?egr=se..,tz=l-:e c r  a desL,.;ee, a GSX Sa5=~z  azd Z=-r:z=.r,ler.z-.l 
"=cas=zec= rssras2ct3ti-Je, =2e 1.X c=nz=tcz's Car~zfisC I:6:s=zstl .- ~yslacisz, z.?e aszeszzs aka==aea= czn==zczzr, a sz2z2 cz L C = = ~  
* c=-ze,zzsez= rssr tsez=t t f  -:e . t,'..e &nat=?..&?~ c=,?=rtc:=r ' s :,',6:s=r~=L .* . - - ~vc:ecis=, a cszzzz X ~ e x z q  Xegrasentatf7e, c r  ~ ~ c t k e r  izttzrs:ze 
-z CYf. 

( : Aczl-:=~.- $= be Ckecked 

L. 3esiedaL tusz cn: 

( telzu eye 
l e v e l  ) 

(escve 'eye 
l e v e l  ) 

e . Hcrizznzal 
SL-f zcas . 



- 
GSX f2AL INS2ECZICN OF ASaESTCS AEAEl?ENT P R C Y Z C  (ZACX) 

-a aAL .+b -- ,,e= :2szs afid sf ts~atl=?s ap;e&- t z  5e sarislac=zr-7, t2e 
Zlzal a i z  casts wiLI be t a k a .  

- .  
: ,tl< Yctts : 

# 

*Zesc===e ac:t ;rzblms er.c=uzzozed he==. Tke ctcve ~ ~ e s z l z c s  

i?Z?CXT 3SJZZ$-a BY: DATE : 



3c-L;C S ; u W U P ~ ~  : 
- .  

A s  aw.7 <=so 5owd L? r e m o ~ i  azsa is L i k e *  ta be asbeszss 
c=zzzmisated, fa a e s  of disgute, a =all v a n + i ? ~  of mararial 
x.zy te ser.+ -3 a Ceslq=acsd l akc -nc r~  Tor ar.aLysls. 

- z  aLL '+b. -- ,.,ez tests =d ~ir=.latis?~ a ~ ~ e c  t= ke sarLs2zc==r~, cl'..e - .  z:zaL a:= caszs v i X  b e  taken. 

z ;  a? A - a,,, Yczts: 
xfsscr:Be u=y ?r=blsxs =c=&?tared hers. T2e zkcve q ~ e s z l s z s  
zr= c= 2e cr.sue=-L. e F * s  "YES * or  "Pr=blem E.zc=&zzer=d. " 

Zeso;, P=eg=& By: Date: 

SC=C3T .=J IZG-d BY: . -- DATE : 

T , . 



Page # 1 
LOG SHEET 

Date: 
l4 ?!! 

;TUNE &,RIR 1794 
Project Number: - 0 1 2 

Industrial Hygienist: M. %Zo~b-?,- 

Abatement Contractor/Supervisor: &&/ac$ 

Time - 



page # Z 
LOG SHEET 

Date: 

Project Number: 6YLb - 012 
Industrial Hygienist: A ~ L P ?  

Abatement Contractor/Supervisor: L3 /&Nmh 

Time - 
& 



Project No.: 123-328-29 
Serial No.: JG-92-9090 
ACT No.: P29046524 

March 13, 1992 

Ms. Normajean Eleazer 
GSA, NCR, WPX, Room 2036 
7th and D Streets, SW 
Washington, DC 20407 

Tracor Technology Resources, lnc 
1601 Research Boulevard 
Rockville, MD 20850-31 73 
301 251 -491 1 

Subject: ASBESTOS MONITORING - NEOB PENTHOUSE 

Dear Ms. Eleazer: 

This is the final report on the asbestos abatement project that occurred at NEOB 725 
17th Street, NW, Washington, DC on February 7-9, 14-16, 28,29 and March 1, 6 and 
7, 1992 in the East and West Penthouses. 

Personnel from Tracor Technology Resources, Inc. (Tl-'R) monitored Potomac 
Abatement, a licensed asbestos abatement contractor, removing asbestos containing 
pipe and duct insulation utilizing full containments and mini-enclosures. 

All air sampling pumps were calibrated both before and after taking each sample set. 
Area samples were taken at 22.5 liters per minute, and all clearance samples were 
taken at 10.0 liters per minute. A total of 111 samples were collected, and were 
analyzed on-site using Phase Contrast Microscopy (PCM), with the NIOSH 7400 
counting method "A" rules being used. 

This project consisted of seventeen (17) start up, twelve (12) daily, and eighteen (18) 
final inspection checklist reports. In addition to monitoring abatement activities, the 
TI33 Industrial Hygienist conducted daily air monitoring to determine work area fiber 
concentrations, and fiber levels outside the work area. The Industrial Hygienist also 
conducted final inspections and clearance air testing. All final clearance air samples 
were below the required EPA level of 0.01 fibers per cubic centimeter (0.01 f/cc). 

Please find enclosed air sampling data, daily and final checklists, and all daily notes. 
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If you should have any questions or need additional information, please feel free to call. 

Sincerely, 

TRACOR TECHNOLOGY RESOURCES, INC. 

Prepared by: 44 J~A~L&C 0 
-r John ~olombiesk I11 
f Industrial Hygienist 

Technical Review: 

JG:srp 

Enclosures 



TIt\CO R TECHNOLOGY RESOUR(IS. 
1601 RES3.RC3-i B O W A R D  

R O C K M L e  ,~~ m 
(301) 2S14911 

FIELD OPERATIONS 

Project Name: NU EU Project No.: 4?3-329--~"1' 
Job Address: POC: 715 

POC Phone: ma 15q J?i38~ 

Location/Floor: Start Date: 
f / 

CiientIAddress: Hours: 

Duration: 

be removed: 
26- d f  -' 

Special ~nstructions (Access/Directions): .I& 

IH Assigned Date 
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~~~Y~ Air Sample Sheet 1 p r o j e a # l  l a - p ,  $ I - , ~ ~ , * , I  A ; f~ i  \ j  

1 Research Boulevard Flow 
;kville. Maryland 20850 Calabratlon Laters/M~n T~me (M~l~tary) Count Data 

Total Faelds Blank Net F~bers 
Log # Sample # Pump ID Pre Post Mean On Off Total (Mln) Volume Count Counted Count Count Per cc 

i- I I - 
.\\< \ \ > " ---p---+--I c, I I I I 

Notes e-A! L) 'd 
-- I 

I - 
\ I -  , \ +  1 '... I I L? 1 I I I 

Notes. << ,- A I. \ 
I I I I I I I I I I I I I I 

Notes 

I i I I I I I I I i I I I I 
Notes a - 

Area. 786 00801 Cakulatlons ";":: = - Total Tame = Off-On Volume =Total TIM x Mean Flow 
k01@ k 7  0 0 0 8 1 7  

00724 

Filter She l3'di mm (385 sq mmJ Per ce = Net Count/1001 x Filler 
37 mm (866 sq mm) ield Area x Volume x 1 

. , C j..h,. , 4 . , I ,  f ,  , f ~&~" , * !  
CIELDTECH. J DATE f ANALYST 7 DATE' 
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Air Sample Sheet 1 P O  I I 2 1 2 I - I I 
1601 Research Boulevard Flow 
Rockv~lle, Maryland 20850 Cal~brat~on L~ters/M~n T~me (M~lttarv) Count Data 

Total F~elds Blank Net F~bers 
LW # Sample # Pump ID Pre Post Mean On OH Total (Mln) Volume Count Counted Count Count Per cc 

I I !  I 1.5, 2 L 1.2 l / , I - l /  Ix c. I Il I 
i 

A 4 1 J , ,  I - 
k - , '%;(( ,, 1 \by,'. - + \> ,.+\ 1 .I-'\.-' .) , i ,f , \ J \ ( t  A - \ \  - \ i  4 ~ 4  \ -  

B 1 \ 1 1  I I<) I 1 4  -, 19 \ I.>&- I;</;\ 7 I I !  I I I 1  I 

$. , i ,  , , r >  \ ? f ? I b Q  I ) /  I S ,  , , ' ~ k * , , , b r ~ - b + -  \ 
C \ * I ,  t J  I 'Y, 14 3 li),r l'/if/s>- ~ ~ ~ A 1 ~ f > ~ ~ l ) s , ~ ~ } / ~ ~ 7 \ ~  \ 

F~eld Area 00801 
(Check One) 8%;;: 00817 

00724 

F~lter S~ze Net Count = (m x 100) - Blank Count et Count/100) x F~lter Area 

37 mm (855 sq mm) leld Area x Volume x 1000 

/ ANALYST ,* D A ~ E  





[ l l b l w c h ~ i l # o v o ~  Air Sample Sheet I Prolea 1 \ a?  , 1:5 ,-.> I ,ca I 1 ' -  / J 
-- 

1801 Research Boulevard Flow 
Rockvllle. Maryland 20850 Cal~brat~on L~ters/M~n Tlme (M111tary) Count Data 

Total F~elds Blank Net Ftbers 
Log Sample # Pump ID Pre Post Mean On Off Total (Mln) Volume Count Counted Count Count Per cc 

\ \ + ,  , \ r  , i , c  \ , * i  , !  LA^,-?, \ ,L :,+- ! ( \ <  

C I I 1 ' 1  I ' I  I  I  
C Notes: - 
D I I I  I I I I 

1 D I Notes: 

Field Area: d 7 8 6  ,00801 Calculations: YI","," = v~ Total Time = Off-On Volume =Total Time x Mean Flow 
(Check One) ,00764 0 ,00817 

0 ,00724 

Filter Sire d k m  (386 w mm) 
37 mm (866 sq mm) 

i 
> j r f ? , , , t ,  ('[$?L\<* 

CIELDTECH. / DATE DATE 





Air Sample Sheet I r o e  -.) + I 5 2 \. I ,-;) 
., 

C( l<:jl 

1801 Research Boulevard Flow 
Rockville, Maryland 20850 Calibration Liters/Min Time (Military) Count Data 

Total Fields Blank Net Fibers 
L w  # Sample # Pump ID Pre Post Mean On Off Total (Minl Volume Count Counted Count Count Per cc 

- 
8 r + , . ,  r,) i j ,  l ; ~ : ;  . T- ,i- . \ f A ; ! , i t , s , -  :, i \  .! j 1 

Field Area: 0 .00801 
(Check One) % . m l 7  

Calculations: YF," = -. Total Time = Off-On Volume = Total Time x Mean Flow 

,00724 

Filter Size d m m  (385 sq mm) 
0 37 mm (865 q mm) 

Net Count = (m x 100) - Blank Count et Count/100) x Filter Area 
leld Area x Volume x 1000 

k %lhL/L.I)~ A 0 Jf1.A 
S ~ E  LD TECH.- ,,/ ANALYST , I 

DATE 
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[ ~ h w r ' l d r o l o g y ~  Air Sample Sheet I I+Q R I w. - n IL. . I 
1801 Research Boulevard Flow 
Rockville. Maryland 20850 Callbratton Ltters/Mtn Ttme (Mtlttary) Count Data 

Total Ftelds Blank Net Ftbers 
LW Sample # Pump ID Pre Post Mean On Ofi Total (Mtn) Volume Count Counted Count Count Per cc 

A 
?- / i  , !  ) 134 1 I T I - I: * -  h ~ ~ n > 5  I l-/,AT IloLI~l O! 

A Notes h A 2  'r \ 4 I L L  7 3 1  C fl S*w 
B , \ -I I L I (>  I I+ii; . ~ I ! M ~ s I  - 4  I 1 - 

C Notes 

D Notes 

Fteld Area 
(Checkone) 8 00 E: 

00724 

Filter Size Xi3 25 mm (385 sq mm) 
0 37 mm (865 sq mm) 

! , I 1  

1 ' ANALYST DATE 
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, I -- ( lhcw T8EbdONy ~ S O U W  ~ i r ~ i r n ~ l e  Sheet I ~ r o e c t  I I I I 
1601 Research Boulevard Flow 
Rockville. Maryland 20850 Calibration Liters/Min Time (Military) Count Data 

Total Fields Blank Net Fibers 
L w U  Samole U Pump ID Pre Post Mean On Off Total (Min) Volume Count Counted Count Count Per cc 

A 

8 

I C I Notes I I 

B 

C 
' 

f I Notes: 

I I I I 

Notes: 

I _I I 1~ 1 , . 
I I .  . I 

. '  ' , \  
, . 

' i  

. , 
, C 

FIELD TECH. DATE ANALYST DATE 

I , .  

- 

D 

D 

; 

- 1 .  I I 1 I i I I 1 1 
! ,  '_ ' 

Notes - 

I 

F~eld Area 0 00785 00801 Calculat~ons ';"I","," = Total T~rne = Off-On Volume =Total T~me x Mean Flow 
(Checkone) 0 00754 00817 

00724 

F~lter S~ze 0 25 mm (385 sq mm) Net Count = ( F ~ ~ ~ I C ~  x 100) - Blank Count Fibers Per cc = /Net Count/100) x F~lter Area 

37 mm (855 sq mm) F~eld Area x Volume x 1000 







( Tmor Technolouy i l r r w ~  Airsamplesheet I r o e c t  I I I I 
1601 Research Boulevard Flow 
Rockv~lle. Maryland 20850 Cal~bratlon L~ters /M~n T~me (M~l~tary) Count Data 

Total Flelds Blank Net F~bers 
LW Sample # Pump ID Pre Post Mean On Off Total (Mln) Volume Count Counted Count Count Per cc 

I i I I (  I I I I I I 0 1 1, I I I 1 I 
' 

I B I Notes I 

I D I Notes: I 

C 

C 

Field Area: b '.GO785 ,00801 Calculations: ?I",": = Total Time = Off-On Volume =Total Time x Mean Flow 
(Check One) ,00754 ,00817 

,00724 

1 ' )  I I I I I I I 1 ' / -, I I ' ,  
Notes I 

Filter Size 4 25 mm (385 sq mm) 
37 mm (855 sq mm) 

El 

Net Count = 

lel 

100) - Blank Count Fibers Per cc = Count/l00) x Filter Area 
Id Area x Volume x 1000 

m 

FIELD TECH. DATE ANALYST DATE 
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Air Sample Sheet I r o t  I I I 'I 
. , I M o r  Bchnoboy Resources 

-- 

1601 Research Boulevard 
Rockville. Maryland 20850 

Flow 
Calibration Liters/Min T~me (Military) Count Data 

Total F~elds Blank Net F~bers 
Log # Sample # Pump ID Pre Post Mean On Off Total (Mln) Volume Count Counted Count Count Per cc 

A $ 2  I /  I \ I  I I ,  1  I  I  I  1 1 )  I , a I I  I 

C Notes: I . , 

I ! C ;  , :  I I I - - . , .  
8 ~ .  

A 

B 

B 

c 

D Notes i , 4 { , *  I 
F~eld  Area 0.00785 q 00801 Calculat~ons = Total T ~ m e  = Off-On Volume =Total T~me  x Mean Flow 
(Check One) 00754 00817 

q 00724 

Notes 

. I  I I  I  I I I I I I - 4 ,  

Notes: . . \ :  t . %  , . .  1 ' I 

I -: I I I I I - I I - . -.- - /! . A, 1 - '  

Filter Size E l  2 6  mm (385 sq mm) 
37 mm (855 sq mml 

I .  

Net Count = (Fzitc",","$$ x 100) - Blank Count et Count/100) x Filter Area 
ield Area x Volume x 1000 

FIELD TECH. DATE ANALYST DATE 





I Tmor Technology R e 8 ~ r ~ 8 8  Air Sample Sheet ] ~ r o e c t  I I I I 
1601 Research Boulevard 
Rockville. Maryland 20850 

Flow 
Calibration Liters/Min Time (Military) Count Data 

Total F~elds Blank Net F~bers 
LW Sample # Pump ID Pre Post Mean On Off Total (Mln) Volume Count Counted Count Count Per cc 

I I 1 I I ,  I i i  I , I , /  A * ; I ; ; ,  ,' ( / .  1 I I 

A Notes \ I . t  c 

/ / I , /  I I I I I I I I I I I I I I 
B 

, c  

D Notes: I 
Field Area: a ,00785 ,00801 Calculations: :I","," = v- Total Time = Off-On Volume =Total Time x Mean Flow 
(Check One) ,00754 ,00817 

,00724 

Filter Size 25 mm (385 sq mm) x 100) - Blank Count Fibers Per cc = Net Count/100) x Filter Area 

37 mm (855 sq mm) ield Area x Volume x 1000 

Notes I i 

! / , - I  I I I I I I 1 I I I I I I 
C 

D 

FIELD TECH. DATE ANALYST DATE 

Notes: I 1 ' )  

I I I I I I I I 1 I I I I 1 
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: I Thwr Techmbgy Resources Air Sample Sheet ] P O  I -.. I I I I 
1601 Research Boulevard Flow 
Rockville. Maryland 20850 Calibration Liters/Min Time (Military) Count Data 

Total Fields Blank Net Fibers 
Post Mean On Off Total (Min) Volume Count Counted Count Count Per cc 

Field Area: .a ,00785 ,00801 Calculations: YI","," = Total Time = Off-On Volume =Total Time x Mean Flow 
(Check One) ,00754 ,0081 7 

00724 

Filter Size . b 25 mm (385 sq mml x 100) - Blank Count Fibers Per cc = Net Count/100) x Filter Area 
ield Area x Volume x 1000 37 mm (855 sq mm) 

, ,, <.,/ 
FIELD TECH. DATE ANALYST DATE 
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TRACOR Tracor Technology Resources, lnc 
1601 Research Boulevard 
Rockv~lle, MD 20850-31 73 
301 251 -491 1 

Project No.: 6486-034 
Serial No.: JG-94-086 ~ ~ G ' C O / O $ Z  a 

ACT No.: P29046511 ~AN~=/LE. p f d  82c5 
re\ 
0 

August 22, 1994 

Ms. Normajean Eleazer 
GSA, NCR, WPX, Room 2036 
7th and D Streets, SW 
Washington, DC 20407 

Subject: ASBESTOS MONITORING - NEW EXECUTIVE OFFICE BUILDING - 
ROOF PROJECT 

Dear Ms. Eleazer: 

This is the final report on the asbestos abatement project that occurred in the New 
Executive Office Building on the roof on May 28, 1994. 

Personnel from Tracor Technology Resources, Inc. ('ITR) monitored Potomac 
Abatement, a licensed asbestos abatement contractor, removing approximately 1900 
square feet of asbestos containing roof flashing, utilizing perimeter barriers procedures. 

The Industrial Hygiene Consultant's responsibilities include conducting inspections of 
the worksite, assessing work practices, and collecting air samples. A total of five (5) 
air samples were collected. This project consisted of one (1) daily inspection checklist 
report. 

The TI'R Industrial Hygienist conducted daily air monitoring to determine work area 
fiber concentrations, and fiber levels outside the work area. In addition, the Industrial 
Hygienist conducted final inspections and clearance air testing. All final clearance air 
samples were below the required EPA level of 0.01 fibers per cubic centimeter 
(0.01 f/cc). 

Air sample collection measurement and analysis followed the NIOSH 7400 Method A 
Rules. Air sampling pumps were calibrated both before and after collecting each 
sample set. Area samples were taken at 22.5 liters per minute. 

Please find enclosed air sampling data, daily and final checklists, and all daily log notes. 
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If you should have any questions or need additional information, please call. We can 
be reached at (301) 251-4921. 

Sincerely, 

TRACOR TECHNOLOGY RESOURCES, INC. 

Prepared by: , - 
&Gohn ~olombieski/111 

Lj 

Technical Review: 

JG:srp 

Enclosures 
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I T ~ c o t  lbchnology Resources Air Sample Sheet 1 r o c  4 , I , 
1601 Research Boulevard Flow 
Rockv~lle, Maryland 20850 Cal~brat~on L~ters /M~n T~me (M~l~tary)  Count Data 

Total F~elds Blank Net F~bers 
Log Sample # Pump ID Pre Post Mean On Off Total (Mln) Volume Count Counted Count Count Per cc 

A !~~.qqC\ I h\ Iab73s[a~i~e-fl~~~kl\~Ql3-:~ IRqs l ( ,  I loc~ I n 1 6 kL WL - 
A Notes b& '- NU L//- I v-~\&.<ai~rl 

I d t 5 q 4  I R L J > - \ \ & ~ ~ . T I ~ . , - ~ \ - ~ - ~ - ; I  \ t 3 8 I 630 8ild 

C Notes 5 y, h A *  

l ~ ~ ~ q  . 0 . 1 1 -  I O 1 (t)zsk,d&I 
D Notes C A W  \ b h\\- !LL 

i 1- \5- 
F~eld Area 00785 00801 Calculat~ons :I","/ - Total T~me = Off On Volume =Total T~me x Mean Flow 
(Check One) 00754 00817 

00724 

F~lter Size 25 mm (385 sq mm) Net Count = ( F ~ ~ ~ ' ~ ' ~ f e d  x 100) - Blank Count Net Count/1001 x F~lter Area Fibers Per cc = 
37 mm (855 sq mm) Area x Volume x 1000 



I Tracor Technolofly Resourerr Air Sample Sheet I project# bl 'ti$ b f I I 1 J 
I - - 

I 

1601 Research Boulevard Flow 
Rockville. Maryland 20850 Cal~brat~on L~ te rs /M~n  Time (M~l~tary l  Count Data 

Total Flelds Blank Net F~bers 
Log Sample # Pump ID Pre Post Mean On Off Total (Mln) Volume Count Counted Count Count Per cc 

A l b 7 ~ 4 4  Ih\.Iv\~~~~-~ \.Q I \ \ Q ~ Q ~ % ~ ~ \ U \ \ Q ~ S > L  Ikis'I 1 r-I 0 13 kt= 
A hotes .Q- k<"DaJ 

- - 
LY- i \0&\0 

0 I I I '  -- I I I I I I I I 

I 1  1 

Field Area: 00785 . ,00801 Calculat~ons: ";"?," = -- Total Time = Off-On Volume = Total Time x Mean Flow 
(Check One) ,00754 ,0081 7 

,00724 

B 

C 

C 

D 

D 

Filter Size 25 mm (385 sq mm) 
37 mm (855 sq mm) 

Notes 

I I I I I I I I I I I I I I 
Notes 

1 I I I I I I I I I I I I I 
Notes 

Net Count = (F~~~I~,"~'bd x 100) - Blank Count Fibers Per cc = [Net Count/1001 x F~lter Area 
Field Area x Volume x 1000 

ANALYST DATE FIELD TECH. DATE 



Exhibit B 

GSA ASaESTOS ABATEMENT MONITORING- CECiUIST 

Location: &, & Date : s \a%\?q 

Monitoring Contractor: 7&4ca0\ Tima Stopped: \m(J 

1. Work sit8 a. Perimeter Barrier 
I solation 

b. Decontamination 
CvJrtains 

-- 3-  Work - 
Practices 

c. GLOVE BAG PIIOJ 

d. Seals around ducts, 
windows and doors - F\% 

e. "Negative air macWe" 
in use b\4 

f. Negative pressure 
> -03" 

a. Caution S i p s  at .. . 
vestf bule entry. 

Problem 
Ezcaxqrertd 

/ 

- .. . -- ..-. - 
b. OSHA SIGN ( ASaESTOS ) a -  4 

----- - ..- 
s. Dumpster, du&,drumo, 

and bags Labelled 

a. Hammers, saws, etc. 
J- - -- 

NOT in use. 
--- - --. . 

b. Removed Matarfal 
Promptly Bagged. J 

c. Debris Stored fn 
removal area. J 



GSA ASBESTOS AEATEM,!Z MCNITORING CEGCLIST ( Jack 1 

d. .  HE?k.VbCUm. 
in we. 

4. Worker Protection 
a. Disposable Clot.lfng 

Used One T-e. J 
r e s p i r a t o r s .  

bhZi - c . ?raper Decantam* na*4 
Sequence Followed 

a. Functioning? 
b.  Soap and Towels? 
c... Used. E a c !  Departue? 

6 .  Work Habits a.  N o  Smoking 
In Work Area - 

b. N o  Eati,?g/DtWL?g 

F i e l d  N o t e s :  
*Descr2e any prcblems encountered here. The above questic~s 

are to  b e  answered ei=!er "-" or "Problem Encauntered," 

R e p o e -  Prepared By : 

- .  
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Industrial Hygienist: ~~~~~ 
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Time - Remark 
6\0= On 5G.. 
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Time - 
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Project No.: 6486-012 
Serial No.: JG-94-025 
ACT No.: PO5554438 

March 10, 1994 

Ms. Normajean Eleazer 
GSA, NCR, WPX, Room 2036 
7th and D Streets, SW 
Washington, DC 20407 

Tracor Technology Resources, Inc 
1601 Research Boulevard 
Rockville, MD 20850-31 73 
301 251 -491 1 

AeumLc L / H ~ ~ L  d 

Subject: PROGRESS REPORT X - NEW EXECUTIVE OFFICE BUILDING 

Dear Ms. Eleazer: 

This is a progress report on the asbestos abatement project that occurred in the New 
Executive Office Building on the 4th and 5th floors on January 28-30, February 4-6, 18- 
20, 25-27 and March 4-6, 1994. 

Personnel from Tracor Technology Resources, Inc. (TTR) monitored Retro 
Environmental, a licensed asbestos abatement contractor, removing approximately fifty 
(50) square inches of asbestos containing deck insulation, utilizing full containment 
procedures. 

The Industrial Hygiene Consultant's responsibilities include conducting inspections of 
the worksite, assessing work practices, and collecting air samples. A total of ninety-two 
(92) air samples were collected. This project consisted of four (4) start up, fifteen (15) 
daily, four (4) CIH and five (5) final inspection checklist reports. 

The TI'R Industrial Hygienist conducted daily air monitoring to determine work area 
fiber concentrations, and fiber levels outside the work area. In addition, the Industrial 
Hygienist conducted final inspections and clearance air testing. All final clearance air 
samples were below the required EPA level of 0.01 fibers per cubic centimeter 
(0.01 f/cc). 

Air sample collection measurement and analysis followed the NIOSH 7400 Method A 
Rules. Air sampling pumps were calibrated both before and after collecting each 
sample set. Area samples were taken at 22.5 liters per minute, and all clearance 
samples were taken at 10.0 liters per minute. 

On the weekend of March 4-6, 1994, sample #s 2 and 4 were voided due to pump 
failure and sample #7 had an elevated fiber count due to a low volume achieved. 
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Please find enclosed air sampling data, daily and final checklists, and all daily log notes. 

If you should have any questions or need additional information, please call. We can 
be reached at (301) 251-4921. 

Sincerely, 

TRACOR TECHNOLOGY RESOURCES, INC. 

Prepared by: 

Industrial Hygienist 

Technical Review: 
Unhee Kim, CIH 

Enclosures 



TRACOR TECHNOLOGY RESOURCES, INC. 
ROCKVILLE, MARYLAND 20850 

PROJECT & LOG I# 

SUMMARY REPORT 

DATE 
SAMPLE # COLLECTED LOCAT ION F/CC 

KEl- : BKG BACKGROUND 
FIN FINAL CLEARANCE AIR 
PER PERSONAL 

Om' 
IXS 
o m  
OL'T 
OLT 
BL.4 
BL.4 
OUT 
INS 
OUT 
OL'T 
0C.r 
0c.r 
BL.\ 
BLA 
F I X  
F I N  
F I X  
BLX 
BLA 

APPROVED 

GVB OUTSIDE ARE.4 SAMPLE DURING GLOL-E BAG REMOVAL 
INS INSIDE CONTAINMENT 
OUT OUTSIDE COXTAINMENT 



TRACOR TECHNOLOGY RESOURCES, INC. 
ROCKVILLE, MARYLAND 20850 

PROJECT # 

SUMMARY REPORT 

DATE 
LOG # SAMPLE # COLLECTED LOCAT I ON F /CC 

INS 
OL'T 
OUT 
OUT 
OUT 
OUT 
BLA 
BL A 
OCT 
IIiS 
OUT 
OCT 
ObT 
OUT 
OL'T 
BL.4 
BL A 
FIX 
FIN 
FIN 
F I X  
FIN 

KEY: BKG BACKGROUND APPROVED 
FIN FINAL CLEARANCE AIR 
PER PERSONAL 
GVB OUTSIDE AREA SAMPLE DURING GLOVE B.AG REMOVAL 
INS INSIDE CONTAINMENT 
OUT OUTSIDE COKTAINMENT 



TRACOR TECHKOLOGY RESOURCES, INC. 
ROCKVILLE, MARYLAND 20850 

PROJECT # 

SUMMARY REPORT 

DATE 
LOG # SAMPLE # COLLECTED LOCAT ION 

IYS 
OUT 
OVT 
OCT 
OCT 
OCT 
OCT 
OL'?' 
IXS 
or?' 
OCT 
0c.r 
OL'T 
OCT 
OVT 
0L-r 

FIN 
FIX 
FIX 

C 

KEY: BKG BACKGROUND APPROVED BY 
FIN FINAL CLEARANCE AIR 
PER PERSONAL 
GVB OUTSIDE AREA SAMPLE DURING GLOVE BAG REMOVAL 
INS INSIDE CONTAINMENT 
OUT OUTSIDE CONTAINMEKT 



TRACOR TECHNOLOGY RESOURCES. INC. 
ROCKVILLE, MARYLAND 20850 

SUMMARY REPORT 

DATE 
PROJECT # LOG # SAMPLE If COLLECTED LOCATION F / C C  

KEY: BKG BACKGROUND 
FIN FINAL CLEARANCE AIR 
PER PERSONAL 

OUT < 0.005 
INS i j . 0 1 !  
INS CI .O!L 
INS (2  . 0 0 3 
OUT < O . d d 5  
OUT ELANi\;= \ ) .  O l i  
OUT B L A N K =  d .  0 8 . ;  
OUT < t ) . G ( i T  
13s ' j . O l ! ,  
13s i) . (j 1 , ~  
INS  13.0' 1 
OUT < i.j. 

FIX < 0.00- 
FIN C 8.tJI j4 
FIN G . O O i  
FIN < i).i)(j+ 

FIX c ( j . o ~ *  

APPROVED 

GVB OUTSIDE AREA SAMPLE DURING GLOVE BAG REMOVAL 
INS INSIDE CONTAINMENT 
OUT OUTS IDE CONTAINMENT 



TRACOR TECHNOLOGY RESOURCES, INC. 
ROCKVILLE, MARYLAND 20850 

SUMMARY REPORT 

DATE 
PROJECT # LOG # SAMPLE # COLLECTED LOCAT ION 

OUT 
0 UT 
OCT 
OCT 
OCT 
INS 
OUT 
OCT 
OUT 
F I N  
FIN 
F i x  
F 11 

< 0 . 0 0 ;  
VOIDED 

u . 0 0 5  
G'O i DED 

< : j . o o i  
OC'EgLOADEi i  

< 0 . 0 2 :  
BL.ANK.;= i . Oi: 
BL-AXL= 1 . Gi.! 

~1 . 0 \J * 

< a .  00 -  
< 5.i,i)~)+ 

< ,j.JO-: 

KEY: BKG BACKGROUND APPROVED 
FIN FIKAL CLEARANCE AIR 
PER PERSONAL 
GVB OUTSIDE AREA SAMPLE DURIKG GLOVE BAG REMOVAL 
INS INSIDE CONTAINMENT 
OUT OUTSIDE COKTAINMENT 



mu, 
mu, 2s 
E E 
E E 





\, I ihca Twhnohuy Resources 
4 

Air Sample Sheet I pro,ect - .utc ,v/ 1 
1601 Research Boulevard 
Rockville, Maryland 20850 

Flow 
Callbration Liters/Min Time (Military) Count Data 

Total Fields BI 

,00724 

Filter Size 25 mm (385 sq mm) Net Count = ( F ~ ~ ~ ' ~ , " , ~ : d  x 100) - Blank Count Fibers Per cc = (Net Count/lOOJ x Filter Area 
37  mm (855 sq mm) Field Area x Volume x 1000 

&9y 
DATE ANALYST 

/- ,;7 - ?I;/ 
DAT 





. 
I Tmw BchnoIooy ~ S O U ~ C ~ S  Air Sample Sheet I ~~~i~~~ . I ?????I I 

1601 Research Boulevard Flow 
Rockville. Maryland 20850 Calibrat~on L~ters /M~n Time (Military) Count Data 

Total F~elds Blank Net Fibers 
Sample # Pump ID Pre Post Mean On Off Total (Min) Volume Count Counted Count Count Per CC 

.- 
B Notes: / - lM&d ., d4*flody NbV 
C ~ p ( 9  Y I / y  I w e I  10 I / o  I ~b I I /aml a l / m l  u I 

;k,e.J I+ -0 
#5A 

a 4h0& 
C Notes: Y A W  

I 1 

aL19Y 1 19 1- Y I I -- I I 
I I I I I I 0 Iiml 

D Notes: 

Fleld Area: 4 0 0 7 8 5  .00801 Calculations: y r i  : --, Total Tlme = Off-On Volume : Total T~me x Mean Flow 
(Check One) 00754 ,00817 

,00724 

Filter Size a 2 5  mm (385 sq mm) Net Count = (Fz:z'c",","$bd x 100) - Blank Count et Count/100) x Filter Area 
37 mm (855 sq mm) ield Area x Volume x 1000 

FIELD TECH. - DATE ANALYST DIATE I 



I W a r  lbchndopy Res@urces Air Sample Sheet I 
1601 Research Boulevard 
Rockv~lle. Maryland 20850 

Flow 
Calibration L~ters/Min Time (Military) Count Data 

Total F~elds Blank Net Fibers 
Log Sample # Pump ID Pre Post Mean On Off Total (Min) Volume Count Counted Count Count Per cc 

1 I 

I 
I I I I I I 

A Notes: 

B I 1 I 
C 

C 

Field Area: 
(Check One) &.%% '%:?$ Calculations: ye,.," = Total Tlme = Off-On Volume = Total Time x Mean Flow 

,00724 

Filter Size 8 2 5  mm (385 sq mm) Net Count = (FI',p~~'~,","~kd x 100) - Blank Count Fibers Per cc = Net Count/100) x Filter Area 
37 mm (855 sq mm) leld Area x Volume x 1000 

I I I I I I I I 1 I I I 1 I 
Notes: 

D 

D 

/--) g- fg /, - -%;J /?# z> , ,' 
FIELDTECH D&E ANALYST DATE 

B Notes: 

1 1 I I I I I I I 

I 
Notes: 

I I I I I I I I I 1 



GSA ASBESTOS m- START-UP -T 

c. S e a l s  around ducts, 
wiadows and doors 

-$Z" 
d .  V e r t f d  and Horf- 

zantal Openings- 

e. "NLc=ut=apw 
45- 

in use -+= 
f. Negative pressure 

> .02" -J, @.+ - . ' 

a. Caution Signs at 
v8st3Juleen+rir* -a. .. 

c. D u m p s t = ,  ducts,-, 
and bags LabUed: 



GSA ASBESTOS AEA- START-UP CliECXZSST (Back) 

Problem 

.- Encsuntered 

d, HEPA vacuum . --. 

fn use. #== 
e. Mataria1 Kept 

Wetted Untfl Bagged. +5- 
4. W a e t  Protac%fon 

a. Disposable CLot.!!g 
Use& . O n e  .Tf;ne. 

b- Ptoper NIOSH 
respirators. 

m m c m  
c. Proger Decantamfnatfon 

Sequenca Followed + 
5. Showers S. showers a. ~unctio&q? 

b. Soap and ToweLs? 
c. Used E a c i  Departure? 

6.  Work Habits a. No Smoking 
m work 

b. No EatL?g/Drmg 
fF- + 

Field N o t e s :  
* D e s a % b e  any problems encountared here. The above questions 
0 to be -answered either "YES " or "Problem Eru=ountered. " 

GSA XSaESTOS 

Regort Prepzed By: Oat8 : 



1. Work s f  ta a. Psriaetar aarrFer 
fsalation 

3- Work 
P f a c t i c -  

a. Caution S i g n s  at 
v e s z l e  en-. 2M 

and bags Laballed <Ab... - 
Hammers, saws, 8tf. 
NaT in use. 

. e- - .. 
RemCVBd XatarfaL 
PrsmqtLy Bagged. 

?+ 
c. Sebris S t=red t? 

removal area. 



4. Worker Pzateun 
a. Dispcsabla Uot.%?~ 

U s a d  Ono Time. xr;e, 

5.  S2znwers a. Funrzcnfng? 
b. Soap acd Tow&? 
c-. U s e d -  Eac3 Oep-a? 

6 .  Wark Habits a. No Smak3g 
InWorkma 

,+pL : 

-. * 

b. Na Ea%L?g/DrLakL?g p,d 
7 

Fie ld  Notas: 
wDesahe any przblenu enc=runtarad hers. Tne &ova quesr2cr.s 

n . - 
&A Regam Pteparad By:  ate: / 2 9  - . - T-+. 

r, 



&h ib i t  B - .. . . - ..'7c'. 

GSA ASE- AMTEMEMT -- 
1. Waik sita a. Pgr-tar aaz=ier /- 
I fsolatfon 

b . Cecf ntvainaticn 
C ! t - j f h s  1 

d .  S e a l s  amwed d u C a ,  
w 4 - a s  and dCoxS - 

a. Caution S i p s  at 
vesti!xLe en-. " / 

--.-- - 
c. Dttmpstat, d-,drurm, 

and bags Labdlud J - 
- 3- W o r k  a. H a n m r u s ,  saws, etc- J-. - 

Praczc8s NOT in use. 
- -. - 

b. Remcved Xat8ria.L 
Pzcmqtly Bagged. &k 

,,s 5 t==3d t? c. caw;  
removal area. / 



- .- .. -- . - d- EfEPh.VacuUlll. . 
in use. 

4. Worker Pro-an 
a, D i s c s a b l e  sat-4 

Used One Time- - I/ 

Soap and Towels? __IL 
usmi- ~ e p - ~ a ?  7 

7 
6 .  W a r k  H a b i t s  a- No SmokLz J 

In Work -a -. - 
b . NO ~ a t ~ ~ g / ~ t t * ~ . q  / .  

F i e l d  N a t a s :  
*13esede any urcblams exzc3untara0 h e r s .  The a b m  guaszicns 

ara to be a&& ei=!zer "FS" or "Probleat Enc=unrer?d-* - 

- .  
, - --e. 
I.. . - 



B u f l d L w :  6 Project: d y//0 - oZf-0/ 
tccatfon: C;2?F'tmh - Data: , - ?yFTd/ 

1. Work s i t a  a. Tsr2e tsz  ?a,-rlet d 
i sc la t lcn  

5 .  2ec=~t3nizaticn 
c ~ 2 i ~ s  J 

e . " N e ~ s z i - y e  a i z  mariLze * 
4" ,. use 

- .- - - - .  -. - .- - . ---- - -- 
c. Dmgst=, &~czs,&~yas, 

---- - ar-d bags Idcelled - - 

-- 3-  Work . - . a. Hammers, saws, etz. /-. - 
Practices NCT t q  use. 

b. 3emcved Xatuia.1 
Pzsmptly Bagged. 

c. Cebris Stsred fn 
remcval area. J 



d.. H E ? k . V a C A W .  
t3 use. 

e. Mataria1 Kept 
Wettad UntFl Bagsed. 

- 

use;! One Time. I/ - 
b. Pzz~er NIGSX D f W  

respirators. iE?A - 
TAP!? 
-"cN - 

c. ?==per Cecsntzmfna=ion 
Sscper.ca Followed 

5. ~kowers a. Functf cnf ng? I/ 

b. Scap and Towels? w 
c .. Used. S a c !  D e p e = o ?  

L? Work Area 
b. Na Lazlzg/DrinkLag 

FieLC Notas: 
*Desc==3e any przblexus cncom+arsd ker~. The atcve queszic~s 

are ts be arswered eL=!,er "YS* or "Pz~blem Encsuncerad. * 
. . 

- - -  - - 

I 

Regart-Prepared By: Date : 1 

. , 



k o K S a  uU&& r U /r .yu v / v  - ---- I - ,  - -  - - 

d -  SeaLs ar=ur.d d u c t s ,  
wL:Cows and &om 

a. Caution Sig?s a t  
vest3uLe en-. *:A'& 

b. C S i U  SIGN ( ASaESTCS) 

C. D u z ~ s t a r ,  du-,&-um~, 
and bags L a b e l l e d  

- 3, W o r k  . a. H a m u s ,  saws, at=. .- 
Prac%f css NOT in use- 

- *::.. - 
b. R e m c v e d  Matarid. 

Pz=mgt.Ly Bagged. 4= 
c. C a r i s  S t=rtd t% 

remcvaL area. 



- .. *. -- . - d-  mh-vacutm. , 
fa use. .- -. .. 

-.. - 
a- Hate-aL K e g r  . ... . . . .  . . 

Wercad Un- Bagged.<& 

4. W01kot mtlPc=za 
a. Dispasabla Uotrizfng /"+ Used OM The. 

Y .  

5 .  SZ?coweus a. FuneLonfng? 
b. Saag and Towels? 
c-. Used- Eat! 

u .  
F f e l O  Natas: 
wl)esclbe any p n b l a m s  mcsuntarad here. Th. above quesctcns 

ara ts be armware0 &=?ex *= ' or 'Prublent e n c l u n ~ ~ a d -  " 

- . ... --- 
L.. . 



- - -- .---. - -- -.-.a . .. 
.. - 1 - - . .. 

pINAL ~ ~ ~ C T I O N  AS8Pfmc ~ ~ ~ J D ~ Z ~ ' C B A ~ )  - 
. - .  - - --- 

RUtiC SAMPtES: 
- --- . . .  -. - -. . - .- ... . . 

AS MY dru t  found in em ~ W V Z L L  area LS ~ r ~ p  m ~ b u t o s .  
cantam&aatad, fz% csus o f  disgu+oi a a ~uan.rtp.. o f  i s a d  
may be sari+ to a d e s i ~ l ~ a t 8 d  laborator;+ far  d p 3 i s -  .. - 

1,' all oz2er tocts and situatians amear ta b r  satLsZactoxy, t2e 
Czal  &- tests w i l l  be. taknn- 

SerLaL Nurnbu: 
/ 

L c n t f  on: 

F l e l d  Xozes: 
* C e s c Z e  any prcblems antluntemad here, a b c m  quesZLcrs 

t3 be answual.ei=.. "YES* or "Pzoblem Gacsuntered." 

R e p o n  Prepared By: 

.- - 
-0RT RNIZclEO BY: a OATE: 



Page # ( 
LOG SHEET 

Date: !--.PF~@ 

Project Number: 

Industrial Hygienist: 

Abatement Contractor/Supemisor: 

Time 

m 
&=-- 
4dkZL 
A L 4 2 L  

22.A5L 
4 3bt/ 



Page # 
LOG SHEET 

Date: 

Project Number: 64 10 - 079 
, 

Industrial Hygienist: 

Abatement Contractor/Supervisor: Kc-ieo 

Time - 



Page # 1 
LOG SHEET 

Date: - 
Project Number: 

Industrial Hygienist: 

Abatement Contractor/Supervisor: 

Time - 



I Tracor Twhnobgy Resources Air Sample Sheet 1 r o t  I b 8 I fi 1 I 1 
1601 Research Boulevard Flow 
Rockv~lle, Maryland 20850 Calibration L~ters /M~n T~me (Military) Count Data 

Total Flelds Blank Net Fibers 
Log # Sample # Pump ID Pre Post Mean On Off Total (Mln) Volume Count Counted Count Count Per cc 

Filter Size h 5  mrn (385 sq mm) 
37 mm (855 sq mm) 

8 

c 

C 

D 

D 

Net Count = (FI',p::'c",","::d x 100) - Blank Count ield et Counl/l00) Area x Volume x Filter x 1000 Area 

AT 0-d @ FtnlLt.91 
3vgq.y [YL-zpl 25-1 2 ,- 1 z .  ,+ Ib5PLf I  I . . OFI+Z 3 1i6?>I 4,< I /OD I 8 I q,< 1 " ~ ~ ~ .  
Notes: flttr+e~a VOY's O ~ C -  W. 
?a&sv lpbit r) tz3i~.f lz~~lz.~' low$l/w61' / /8 l /ous I  G I l ( L 3 I  O 16 P c c o 5 -  
Notes: bd-ctA G\omcs ~ & r w  @&I. W Q ~  C Z- 

FIELD TECH I D P ~ E  ANALYST DATE 

Field Area: P O 0 7 8 5  .00801 Calculations: yz," = --- Total Time = Off-On Volume = Total T~me x Mean Flow 
(Check One) .XI754 ,0081 7 

,00724 



I Tncor Technoh@y Resources Air Sample Sheet I project , I 
CI..... 

c,u,ab,-,p, 114 I , 
1601 Research Boulevard 
Rockville. Maryland 20850 

r l Y W  

Calibration L~ters /M~n Time (Military) Count Data 

Total Flelds Blank Net Flbers 
Log # Sample # Pump ID Pre Post Mean On Off Total (Mln) Volume Count Counted Count Count Per cc 

A m 3 m 4 1 b T  157i211zt)c 1 7 4  405 1 IOIA, 3' 
A Notes * 

"36874 0 ,mH 

1. I I I I I 
I 

C Notes L 3 m M  
00 I I I I I I I I 

I 
- 

Fleld Area L 
(Check One) m;:: : gi?; Flow 2 

Calculations Mean - ' Post Total Tlme = Off On Volume = Total Tlme x Mean Flow 

00724 

Sample # Pump ID Pre 
Total Flelds Blank Net Flbers 

Log # Post Mean On Off Total (Mln) Volume Count Counted Count Count Per cc 

A m 3 m 4 1 b T  15?/211zt)c 1 7 4  
A Notes 

405 1 IOIA, 3' 
* 

"36874 0 ,mH 

1. I I I I I 
I 

C Notes AtY3Nd 
00 I I I I I I I I 

I 
- 

Field Area: 
(Check One) m;:: : 'gi?; Calculations: Mean = ' Post Total Tlme = Off-On Volume = Total Tlme x Mean Flow 

Flow 2 
,00724 

Fllter Size mm (385 sq mm) Net Count = (FI',pi:'c",","~:d x 100) - Blank Count Fibers Per cc = LNet Count/ lW) x Fllter Area 
Fleld Area x Volume x 1OOO 





I Th#r Pchnolo#y Resources Air Sample Sheet I P r o j e c t  6 4 1  1 1 1  ( I 
1601 Research Boulevard 
Rockville. Maryland 20850 

Flow 
Callbration Liters/Min Time (Military) Count Data 

Filter Size 5 mm (385 sq mm) Net Count = (F i ' ,p~~I~ ," ,"~~d x 100) - Blank Count Fibers Per cc = [Net Field Count/100) Area x Volume x Fllter x 1000 Area 

,7 - :--;=I -- r' ' i4f  
FIELD TECH D TE ANALYST D A ~  E 

/ 



I Tracor Technology Resources Air Sample Sheet ] project 16 4,8 I hI  -, A I 1 
1601 Research Boulevard 
Rockv~lle, Maryland 20850 Cal~brat~on Flow L~ters /M~n T ~ m e  (M~l~tary) Count Data 

Filter Size Q 2 5  mm (385 sq mm) 
37 mm (855 sq mm) 

Net Count = (- x 100) - Blank Count 
et Count/100) x Filter Area 
ield Area x Volume x 1OOO 

Tc&*md - 
FIELD TECH D A ~ E  ANALYST 



I Tracor T8chnobpy re sou me^ Air Sample Sheet I Project, I , y 1  ~ I L  , - ,g. r , 
1601 Research Boulevard 
Rockv~lle. Maryland 20850 Flow Cal~bratlon L~ters /M~n Tlme (M~l~tary)  Count Data 

Log U Sample U Pump ID Pre Post Mean On Total Flelds Blank Net ~~b~~~ 
Off Total (Min) Volume Count ronnnt-d - -  - - - 

I . I .. - - n .  A I 

Filter Size 

P ,; J 

FIELD TECH / / DATE 

I .. I 10  rdSt , = 7 Total Tlme = Off-On Volume = Total Tlme x Mean Flow 

Net Count = ( # ~ ~ ~ ~ ~ d  lm) - wan* count F~ber 

'i S C ~ ~ I  ))dlh - 
ANALYST DATE 

s Per cc el Coun1/100) x F~lter Area 
ield Area x Volume x 1000 



Exhibit B 
. . .-. 

GSA ASBESTOS ABATEMEW MONITORING. CXECXLIST 

tccation : -/EC d Y p  ~a+a: 2 1' d?4/ 

Mcnftoring Contraczar: -77%- Time S t o g ~ e d :  @6 3@ 

Within 
Lfmits 

L. Work s i t o  a. Ierimezer 3 a z i e r  , / 
I Isolation 

c. GLOVE BAG ? 3 O J  F.'l/l 
d .  SaaLs a z 3 ~ ~ l d  ducts, - J 

w~,?~?ows and doors - . 

e. "Negative a i z  mar5ine" 
in use J 

f .  NegatLve prassurs  
> .a- 3 O . C Z - ~  J 

a. Caution Slws a t  
. J v e s t i b u l e  entzl.  

J -.- 

b. CS'XA SfGN ( ASaESTOS ) 
'I 

Problem 
Enczuntarod 

J --- . - 
C* Dunustar, Cucts, drums, 

and bags l a k e l l e d  -. 

- 3- Work a. Hammers, s a w s ,  ezc. 
Practices NGT in use .  J - 

c. Cebris Stared in 
removal area. J 



GSA ASBESTOS AHAT- MONZ TURING CHECXLIST ( Rack ) 

Activity to 
be Clacked , 

- .  . -- . - d ,.. HEFk.Vacuum. 
in use. 

W i t h i n  Problem -= - Enauntered - .- 

a. Matarid Kept 
W e r t o d  U n t i L  Baggad. VJ /& 

4. Worker Protaction 
a. Disposable CloWng 

Used One Time. L /  

5. Showers 

Proper NIOSX 
respirators . 

. - 

m n C  - 
Proper Ceczntamt nation. , 
Setper-ca Followed / 

Used. Each ~ e p a r t u r e ? . 7  

6.  Work Habits a. No Smoking 
In Work Axaa 

Field Notes: 
*Oesc ibe  any prcblems encauntered hers, The above questicns 
are to be answered either "YSS* or "Problem Enccunrered," 

Report Prepared By: stl #bdd 
- 



esubft B 
. , 

GSX ASaESTCS AEATEHNT MNITURING C3EOCIST 

~ u i ~ d i n ~ :  0 ~ 0 8  pmject: L Y & - & / ~  

recation: L / g ~  / &/~/7 Data: 25--9fy 
I 

Removal  C m t r a c t z r :  %-PJ Ti;ne St-&: a39 

xcnitcriag C=nr=ce=r: -m- ~ l n e  stooped: hm--- 

L. Work sits a .  ?srisete= S a - ~ f e r  -.L 
Isolation 

5 .  C e c = n t ~ ~ a r i c n  

c. GLCVZ BAG ?3CJ  /.!. 
d .  SsaLs kc=w.d duCts, 

u i ~ d c u s  ar.d dcors - . /  

a. Caution S i ~ s  a t  
vesz2uLe e n t r ~  . - -  / 

--. 
c. Cumgster, ducts,-, 

/- and bags labelled 

a. Hammers, saws, etc. 
NCT in use. / 

b. 2emcved Xatszial 
Prcmptly 9agged. 

/- 

c. Cebr=s S t s r e d  in / 
remcval area. 



GSA ASBESTCS ABA- MONITORIXG CSCXUST (Jack 1 
, . 

d , .  H E T k . V a c ~ u m  
fn use. 

e. Mat8riaf. Xegt 
Wet=& U n t i l  Hags&. / 

Problem 

4 .  Wcrker Pzazacticn 
a. Of sposable C l o t ' l f , q  J Used On8 The. 

5. Showers a. Funcsf o n i q ?  
b .  Soap and T o w e l s ?  

6 .  Wcrk H a b i t s  a .  N o  SmckL~g 
In Work Area 

F i e l d  ?totes: 
* 0 e s c 2 e  any przblems exzczuntered here. The akove quesriccs 

are t3 be ar~uered eizkez "m" or "?rsblem &qc=unterad. " 
. . 

Report: Prepared 9y:  (2, 6,5;5k; D a t e :  2-5-7f/ 



tf .isw R e m o v a l  Contraczar : T ~ B  S t a r t e d :  / B 3 @  

Mcnie~ring Contzac+or : frL Time Stopped: 

Inspection 
Cataqoq  

Activity t O  
b e  CYec!<ed 

1. Work s i t a  a. ?erimetEr aarrier J 
i Isolation 

b .  Decsntamizlation 
Crr=ains J 

c. GLOVE BAG PRO; 

d .  Seals around ducts, / 
vL?Cows and doors - . 

e. "NegatLve air mac'lfne* / 
in use 

f .  Negative gressure 
> . B y  ,'0.82" J 

a.  Caution Signs at 
vestfbule entry. 

. J 

b. CSXA SiGX ( ASaESTOS) 
- - - -  

c . Dumpster, ducts , drums ,/ 
and bags labelled . . 

3, Work a .  Hammers, saws, etc .  
Practices NOT in use. / - 

b .  Removed Xaterial / 
Promgtly Bagged. / 

c. Cebris Stared in 
removal area. 



GSA ASBESTOS ABATEMENT ,WNf TORIXG CeGCIST ( Back ) 

Activity to 
be Checked 

d ... HEPk.VbCUum 
in we. 

W i t h i n  Ptoblem 
L i m i t s  , - ... .- Encountered 

e. Matatid Kept 
wetzed untL1 ~agged.  

4. Worker Prutactfon 
a. Disposable ClotrUng 

2 Used One Time. 

b .  Proper NIOSX 
resgirators. 

. .. 

m a r  - 
c. P r c p e r  Cecantamf natian. 

Sequence Followed ,/ 

5 .  Showers a.  Functioning? 
b .  Soap and Towels? 
c... Used Each D e p m  * 

6.  Work Habits a.  No Smoking 
In Work AIea 

Field Notes: 
*Descfbe any problems encountered here. The above westicns 

are to be u s w e r e d  eitSer " E S w  c a t  "Prcblem ~ncauntered- '* 

Report Prepared B y :  



GSA kfLXAL INSPECTION OB'ASBfCTOS ABA- PROJECP 

606 Roj.c+: S P W W E R ~  

L Q ~ ~ L M :  ~ E C  -f YEP ~ a t a :  cpa/ab/9-I 

FWL INSIECION: ~ h .  t~ *-ion 'QNLS~ of a 
. walkthrough Fnsgenfon canductad by Lhe IS canoactor IH. He may 

at  tm b e  act=mpanfed by the Contracting O f  ficar ' s 
Reprasentative or a desfgnem, a GSA.Safetp and Envizcnmental 
Management representative, the I H cont=aCt ' s C-f ied '  Industria!, 
HygLenist, tile asbestos abatement concamr, a stata or Local 
,goverrment representative, t!m abatement untractor 's  fndustriai 
Hygienist, a tenant Agency Represantatfve, or another Fataresrad 
pa.rry.- 

OB,TCTIVE: q5e objectfve is to assure t?at Lie ASaESTCS has Seen 
removed or abated as tequired in the CONTRACT. All g=fes 
should familiar=ze themselves with the provisions of Lie contrtcz 
ar.d tie "Asbestos Rern~vaI/.Abatment Sage of Work. " This 
c!ecklfst  is to  serve as a gufde  for the f- inspection. 

Actfvi?~ te b e  Oledeed 

1. Resfdual Dust on: 

( balow eye 
leveI ) 

(above 'eye 
level ) 

a. Floor. 

b. Horizontal 
Surfacas. 

c. P i p e s .  

d .  Ventilation 
Equipment. 

e . Horizontal 
awrfacas. 

f .  P i p e s .  

Wit!! Problem 
Units Encaunterzd 

h. R e g i s t e r s  & 
i. Lights- "Ik 

III-J-5 



- -.-----. - -. . r r .  \ . - .. + . . 
GSA m p ~ f  ON OF A S B m S  A 8 A m  m- ( 8 A a  ) 

- - 
- .  - - -- - 

B U t K  sAMP+-Pt: - - -  . .._. _ _  . -.--. . 

AI my 2- in ttm rrorrr~ ~1 i s  &p m b c  a s b u m s  
cantamfaatod, in cau?r o f  bisgutm-, a smaLL o f  m c r t 8 r f a l  
may be sarrt w ac dmsAgnaWd Labotawrp f o r  dm- 
FIZIAL AIR SAMPfJNG: 

If a l l  oc5er tasts and sitzxaUons appaar w be sa-factory, the  
f LnaL al= testo w i l l  br. taken. 

S e r i a f .  Numb-: ?S% fix- ' 4 e. - 
I 

tocation: - I w&b ~zl r : fZ r YLc+-4E?-> 

Volume ( Lftm) : /2@@ /zO@ -- IZgq (2430 

- - 
ANALYST ANAtYZLVG SiWPtES: <(!-B~&dh/ DATE: ~ 0 2 1 @ 6 / p ~  

L ' 

Field Notes: 
" D e s c r z b e  anp problems emzauntared here, Thu a b m  westicns 

are to be an*. eittut. .  "YES* or "Probleat Encountered. " 

R e p o n  Prep- BY:  ate: mahb/lr./ 
- 

RETORT REVIF!ZD BY: . -- - BATE: 



Page # I 
LOG SHEET 

Date: f- 5 F ~ A  /??4 
Project Number: bct86 - 012- 

Industrial Hygienist: Shr ~ J I J ~  / & 6 ~ ~ ~ ~ ~ ~  
Abatement Contractor/Supenrisor: ~ T E O  /&/3 thmxr- 

Time - Remarks 
k € 5  O d  6 &!&j c d n t t  S&3-215i- SUzi/c~ 

70 ~%CORT&~ ?B F L ~ <  (YCC arc/ Y E D )  



Page # 2 
LOG SHEET 

,y-.=y-?Y Date: 

Project Number: (,~4(36 - 0 ' 2  

Industrial Hygienist: c; L t S ~ s . d r  
Abatement Contractor/Supervisor: -&Ted 7 S& (, 4 4 0 ~ ~  

Time - 



Page # 
LOG SHEET 

Date: 

Project Number: by96 - fl/L 

Industrial Hygienist: 5 c c r c ~ u d r /  

Abatement Contractor/Supervisor: A7720 / b g &  CW-WL-? 

Time - 









Sample # Pump ID Pre Post Mean On Total F~elds Blank Net 

- - I I I I I -- 
I . . '  - ' I  

Filter Size 8 25 mm (385 sq mm) Net Count = 
37 mm (855 sq mm) ( p ~ ~ ~ ' $ ~ ~ ~ d  x 100 )  - Blank Count ribers per cc = v e t  Count/lOOJ x Filter Area 

ield Area x Volume x 100o 

S d . b N , d  
FIELD TECH. 



/ , fq ;g ,  1 ,  ( Tracor Technolo~y Resources Air Sample Sheet ] Project, qj Z , O ~ /  , I 
1601 Research Boulevard 
Rockville. Maryland 20850 

Flow 
Calibration Ltters/Min Ttme (Military) Count Data 

LW Sample # Pump ID Pre Post Mean On Off Total Fibers 
Total Fields Blank Net 

(Min) Volume Count Counted Count Count Per cc 

A i ,  . I  lo I 10 I o < ~ $ l , > ~ ~ j l  120 I / w  I eq I 1.3 I b 1 ~ ~ l ~ t o a ~  
A Notes: r 

I }? I ~ ~ o Y s - ~ ~  ID I / 1 /d 1 d I / p,oai 
B Notes: fL,J 2 , . 6a4, k WL.- -f /5&/ 

ID I /" Io~-~Kwssl /20 I/ao 1 2 1 /..) 1 o  id^^ F ,~y 
C Notes: fh ,-- $2 ,4 h I-- " f 

8594 I t D I(, I lo ( O Z S ~ ~ Y ~ - . . S ~  
D Notes: 

L 

Field Area: 00801 Calculations: = - 
(Check One) ,0081 7 Total Tirne = Off-On Volume =Total Time x Mean Flow 

0 9 7 2 4  

Filter Size 
Net Count = (FI',p~~Ic",","~:d x 1 0 0 )  - Blank Count Fibers Per cc = /Net Count/100) x Filter Area 

Field Area x Volume x 1 OOO 

FIELD TECH. DATE ANALYST 



Page # l 
LOG SHEET 

Date: 2 -2.5-?L/ / z-26 -w 
Project Number: -0/2 
Industrial Hygienist: 6&46/; 12%- 
Abatement Contractor/Supervisor: 

/ 

Time - 



Page # 2 
LOG SHEET 

Date: a lac 1q.l 

Project Number: b486-  0/Z- 

Industrial Hygienist: 3 ~ / N # / ~ ~ L o w ~ L E ~ I ( ~  

Abatement Contrac&or/Supervisor: R ~ T K O  /fo~17-0 

Time - 
-Q&z?L 



Page # ,3 
LOG SHEET 

Date: 

Project Number: 

Industrial Hygienist: -lo-$ ts k h  

Abatement Contractor/Supemkor: -2 --e. i-w ZS- Z 4 b  

Time - 
z o o  
2 330 



GSA ASZESTOS AEA- START-UP CIfEULIST 

R- COO-==: Ed TZae -8ctad: 0510 

Monit=rLag Csnlact=r: ///C ~iar work star ted :  OSC/S' 

1. Work site a. ?erisetEZ B m f  er 
I Ssolatfon 

J 
b . Cec=ntau!2?atf cn 

CztcaA?s ?/' 

c. Seals bF3und d u G s ,  
VL-ACWS and ~ C O ~ S  J' 

0.  V e z ~ i ~ 3 1  and H o r i -  
zantaL OpenLngs. -/" 

e. "?4ic=3trapn 
in use 

a. C a u t i c n  S i p  at 
vestfSule en-. 

b. CS'XA SIGN ( ASaESTOS ) --#' 
c. Dumpsterr, ducts ,  &-yns, 

and bags Iakelled - - -.. - 
- .- - 



=A ASaESTOS AEATEMENT START-UP --ST (Ea~k 1 .- - .  

d. =A Vaccrum 
is use. 

W i t h i n  
r,imiu - 

e. Matarial Kept 
Wetted Untf l Based. 

/ 

Problem 
-. Enuunteree 

4. Worker Prate-f cn 
a. Di-csable Cht!%,?g 

Used . O n e  T f m e .  / 
I 

- - - -- - - - - - - - - 
b. soap T&~ZS? - / 
c. Used Ear9  Deoarz~-e? / 

6 .  Wark Habits a. No S m o U ~ g  
In Work Area 

field Nates: 
*Dese?e any prsblems er.c3untkz here. The above queszichs - to be answered eLt2ez "YES"' or "?roblenr D.yuntsred. " 

GSX ASaESTCS ABA- MONITORING C3ECXLIST 
/ 

Report Prepazed BY: - 6 /  00. LsL oat*: 7-26-9Y 



B U ~ L U ~ :  B F o  i3 project: LY&- OzQ 

~ccatfon:  qP %A Data : J-ZGW,/+Z& - 79 
T e b   emo oval Contrac=sr: ~ i m e  ~tar+aci: / 5 r ~  

Mcnitcring Conrrzct=r : -m-- Time Stsgped: OW 

L. Work sita a .  ?erimet= = a - ~ f e r  - k L  
Isolation 

5. Cecsntjmlaaticn c..- ,, ,aizs J 
/ 

c. GLOVE BAG ?RCZ 

C. Seals ==w.d ducts, 
vL~dows a d  dears . . / 

e. "Negative a i z  m a c -  . 
LT use h 4 r e w  J 

a. Cautf on Siws at 
vestiSuLe entrj. / 

c. C u a p s t e ~ ,  ducts,  drams, /' 

zmd- bags labelled 1 

3.  Work a.  Hammers, saws, etc. 
Practf ces YCT in use. / 

5. 4eaoved Xaterial 
Prcmgtly Bagged. / 

/ 
c. Cebrfs Stzred in 

temcval area. 
/ 



GSA ASaESTCS ABATEMENT MONI TORIXG C=IECXLxST ( Sack 

d. .  HE?A..VaC?! 
Fn use. 

Problem 
Encauntered 

4, Wcrker Protection 
a- Dis~csakle Clothfng 

/" Used One T i m e .  

5.  Showers a. FlmcsLoning? 
b. Scap and Towels? 
c. U s e d .  Ear5  Depart&-=? ,, 

6 .  Work Habits a. No Smakag 
In Work Xrea 

/" 

9. NO Ea+iz~/Dr*zag / 
F i e l d  Notes: 
'Desc=e m y  pr=blems  er.csunters0 here. The akove questicrs 

are t o  b e  ar.swered eic5er "YESm or "Pr=blem Encsuntered." 



Exhibit B 
. , 

GSA ASBESTOS AEAT34El"iT MONITORING CiECXLIST 

guilwng: ~ e u i  fimnvc 3& &['lolU; Pro j ect : 6VBIp- 012 

Lacation: 6 E f j  Data: g k b / ? q  
3emavd contraczar : R EW ~ i m e   tarz zed: @?@a 
M~nltoring Contractar: 7-m Time StappeC: 

1. Work sits a .  ?erfmeter 3arcier d 
Isolatf on 

b .  Dec=ntminaticn 
Cartaizs J 

c. GLOVE BAG ?%CJ & 
d. Seals =smd ducts, 

wfadows ar.d doors . J 
e .  "Negazive a i z  machinew J 

in use 

f .  Nesative pressure 
> .m* 0'02-" J 

a .  Caution S i p s  a t  
vestibule e n t r - .  J 

/ 
b. OSHA SIGX (ASBESTOS ) J 

C. Dumpster, ducts, drums, 
and bags label led  /" 

3 .  Work - a. Hammers, saws, etc. 
Practices NOT i n  use. J 

b.  Removed Material 
Promptly Bagged. J 

c. Cebris Stzred in  
removal area. 



Inspection 
C a t w o q .  

GSA ASaESTSS ASAT- MONITORING CIECXLIST (Sack 1 

d . . HEPA. .VacJum 
fn use. 

W i t h i n  
Limits 

e. Mat=ial Kept 
Wetzed Until Bagged. $14 

4.  Worker Protection 
a. Disposable Clothing 

Used One Time. /' 

Problem 
Encauntered 

b. Prcper NIOSH Dfsp / 
respiratsrs .  HETA ,/ 

PAP2 - 
m m c "  

c .  Prsper Cecsntaminatfon 
Sewencs Followed J 

5 .  Showers a.  Funcsioning? J 
b .  Soap and ?;web? 7 
c-.. Used. E a r 3  Depart.--e? 4 

6 .  Work Habits a .  N o  Smokag 
In Work Area 

f i e l d  Notes: 
*Cesc fSe  any prsblems enc~untered here. The above questlcns 

are t o  b e  ar-swered e i ther  "YES" or "Problem Enc3untered." 

Repor+ Prepzed 3y:  % 0 i 7 ~ 1 ~ d d  Date: 2 / 2 b / 9 ~  



Exhibit B 

GSA ASBESTCS ABATEME!'!' 

Building: 0 
Ch 

Locati on: f 1'20 &- 

CEl-cb 3emoval Csntractor: 

Ucnftoring Contractor: Tv-- 

MONITORING CiIECXLIST 

Pro j ec+ : 6~136 - O(L 

Date : </a 6 k g  
T-. ~ t a r + ~ d :  Jba P f l  
. Time Stopped: 

1. Work site a .  lorimetsr 3azzier 
i so la t ion  

c. GLOVE SAG ?9OZ n/ /4 
d. Seals armnd ducts, 

rLzdows ar.d doors f l  
e. "Negazive ciz machine" 

i n  use F 
2 .  Negative pressure 

> .03" c.cL' 
a .  Caution S i ~ s  a t  . . 

b. OSHA S i N  (ASaESZCS) g, 
c . Dumpster, ducts, drums 4 

and bags lzbelled 

3 .  Work. a. Hammers, saws, etc. 
Practices NGT in  use. 

b .  Removed Xaterial 
Promptly Bagged. 

c. Debris Stsred in  
removal area. 



GSA ASaESTCS ABATEPINT MONITORING C3ECXLIST (52ck) 

d . . HE?& .VacJum 
fn we. 

e. Material Kept 
Wexed UntLl Sagged. k' 

4. Wcrker Protacticn 
a. Dls~csable Clot3ing 

Used One Time. 

Problem 
Encaunterld 

b .  Prcper NIOSX D i s P  
respiratsrs. H E ? A ' ~  

PAPR - Wacn  - 
c. ?==per Cecsntam+nation 

Sequence Followed + 
5. Showers a. Functioning? 

b. Soap and Towels? 2 
c .. Used. Sac3  DeparzW&-a? 

6. Wcrk Habits a. No Smoking 
I,? Work Area 

b . No Eatf ng/Drf,?kf ag ft 
Field Notes: V 

* D e s c 9 e  acy prsblems encantered here. The above q u e s t f c ~ s  
are to be ar.swered either *YESn o r  "?roblem &?cauntere6." 

Report: Prepared 9y:  Date : 2/2 6\74 
J 



Exhibit B 

GSA WaES5CS ABAT- MONITURLVG CREO(;IST 

~ufldfng: dg06 pmjee: 6 2 ( 2 6  

L c c a t f  on: 9- F\w- Data: z-z~/z?- - tY  

.Yw Xemoval Contract=r: Time S t ~ e d :  /?do 

W i t ! !  
Limits - 

I. Work sit2 a .  ?srimet= = a - ~ i e r  / 
Isolation 

5 .  CecsntWaaticn 
Czzzaizs 

3 ,  Work. 
Practices 

d. Seals &-sw.d ducts, 
uL~Ccws ar.d doors - 

e, "?lesat=ve a i r  macclfne" 
L-: use /' 

a.  Caution S i p  a t  / 
- -  , vestibule entr j .  
7 

--. 
C. Duqster, Cucts,&-ums, 

and bags labelled /'- 

a. Hammers, saws, etc.  
NCT in use. 

b .  Remcved Naterial 
Premptly Bagged. /- 

c. Cebrfs Stsred in 
remcval area. 

/" 



GSA ASaESTSS ABATSXEXT MONITORING C=iZ:CXLZST ( 3zck ) 

d..  E i R k . V a c * u m  
in we. 

Wit!! 
units 

Problem 
Enc3untersd 

e. Matarid Kept 
Weeed U n t i l  Bag~ed. r 

4. Wcrker Pr3taction 
a. Dis~csakle ClocVng 

U s e d  One T-e. 

5 .  Showers 
b. Soap and ~ o w e l s ?  7 - 
c. Used. Eac5 Depm--s? ,/ 

6. Wcrk Habits a. No Srnok5g 
In Work Uea 

L 
5 .  NO Eatfzg/DrLnkL?g /' 

F i e l d  N o t e s :  
*Sescike m.y pr=5lems ezzc=untered here. The above quesz lc~s  

are t o  be =.suered ei=%e= "ES" or "?r=blem E?c3unrereC." 

Report P t e p = a O  9y: (,,bW~lt&i D a t e :  7 ~ h 7 - ? f  



ExMbft C 

GSA FINAL INSPECTION OF'ASBCfTOS AHA- PROJECT 

~ u f ~ i n g :  mje: &$6 -012 

Location: Data: ~%7?-77' 

FIYAL INSPECTION: The f- i n s p c t i o n  shall -&nsist of a 
. wdkthruugtr fnspection d u c t a d  by t!!% III can t rac tor  IH. He may 
a t  times be accnmpanfed by the Contracting O f  ficar ' s 
Representative o r  a designee, a GSA.Safeep and Environmental 
Management representative. t h m  IH contracz's Cart i f fed  IndusrrLal 
H ~ i d s t ,  %!a asbestos abatement wncacclor ,  a state o r  local 
goverrunent representat ive,  Lfu abatement c a n e a c t o r ' s  Industria?. 
Hygfenist, a tenant  Agency Regnsenta t ive ,  o r  another i n t e r e s t ed  
p k Z ,  

OB,'ECTfVE: q3e objective is t o  assure Llat %le ASaESTOS has Seen 
remcved o r  abated as required ln  the CONTRACT. All pm f es 
should famil iar=ze tlemselves with the provisions of tlle cantracz 
ar.d tle "Asbestos Removal/.Abatement Scope of Work." This 
ccledclfst is t o  serva a s  a guide f o r  tile fFnal inspection. 

~ c t i v i t y  to b e  C3ecked 

L. Residual Dust on: 

(below eye 
l eve l  ) 

( above 'eye 
l eve l  ) 

a. Floor. 

b. Horizontal 

c. Pipes. L 
d . Ventilation 

Equipment. 

e. Horizontal 
surfaces. 

f. Pipes. J 

g.  Ductwork. 

h. Registers + 
It. Lights. 1 

Problem 
Encauntergd 



- * 
- - ---  

BUtEC SAMPLES: - - - - -  . .._. _ _  . - .- -. - 
AS any d u s t  found in +lu removal areu fs Ukdp tu bc arbestcq. 
cantaminatad, in cases o f  bisgute, a sma.LL o f  mat- 
may be sent to a druLp+rd labontorp f o r  &psis- .. . 

FINAL AIR SAMPLING: 

If all other  tests and situations app- .to be satisfactory, the 
fLaal air tasu w i  lL br takan. 

Serial N u m b u :  
I 

Lacatf on: 

FLOW tats: - A! d D O  /O 0 h. 0 
( Liters/Mfnute) 

F i e l d  Notes: 
= D e s c i b e  any problems encsuntered  hexe. ' The above questicns 

=e t o  be answeral.eitber.. "YES" or "Problem Encauntered. " 

Report Prepared By:  Date : 

RETORT R N I C ,  BY: . -- - DATE: 





-- 

[ Tmor Technology Resources Air dample Sheet ] p r o , e t  I I , I , I 
1601 Research Boulevard Flow 
Rockville. Maryland 20850 Calibrat~on L~ters /M~n T~me (Military) Count Data 

Total F~elds Blank Net 
Log # 

Fibers 
Sample # Pump ID Pre Post Mean On Off Total 1M1nl Volume Count Counted Count Count Per cc 

- 

A Notes: -x, ,L 
JL w.\w-bv4*4 9 r ~ \ ? ~ q  - Q,aa>- <* 

SZI?~ \\ I - I - \ - - - .- - 16 I , O O  1 0  I 
B Notes: $\+c \ 0 1 o c B W L  

ow- 
srz9y c V 1911-  1 - - 4 - - - - I Q 1 0 10 I 0 : r 8 ~ w c  

C Notes: e\-L 2 u ~ Q  A 
52347' - D 

D Notes: s LW* %T- \&bh - 
Field Area: ,00785 .00801 Calculations. yly: = - Total #me = Off-On Volume = Total Time x Mean Flow 
(Check One) ,00754 .0081 7 

00724 

Filter Size 25 mm (385 sq rnm) 
37 mm (855 sq mm) 

Net Count = nt 
(Fields lo,"n%ed lw) - 'lank Count Per cc = Net Coun1/100) x F~lter Area 

ield Area x Volume x 1000 

ANALYST DATE 





I Tracor Technology Resources Air aample Sheet I r o e  4 8 I 0, I , I , I 
1601 Research Boulevard 
Rockville, Maryland 20850 Flow Cal~bratton Liters/Min Time (M~litary) Count Data 

Log # 
Total F~elds Blank Net 

Sample # Pump ID Pre Post Mean On Off Total (Mln) Volume Count Counted Count Count Per Fibers cc 

A 

A Notes: 

B - 
~ o t e s :  

c .>:W? Y I 16 IHO f4 I Jo.0 I 1 0, I&. 0 I 1 2 ~ 0  IA 10 I ( IC~OO 1 7 
C Notes: / 

D Notes: 

Field Area: 
(Check One) %:: i %:?$ Calculations- TI","," = Total T~me = Off-On Volume = Total T~me x Mean Flow 2 

,00724 

Filter Size Net Count = (Fn:'E:;id x 100) - Blank Count F~bers Per c r  . yet counl / lW)  Filler Area 
~e ld  Area x Volume x 1000 

FIELD TECH. 



I lhcor Technology Resources Air dample Sheet I Project, 

1601 Research Boulevard 
Rockv~lle. Maryland 20850 

Flow 
Cal~brat~on L~ters /M~n T~me (M~l~tary) Count Data 

Total F~elds Blank 
Log # Sample # Pump ID Pre On Off Total (Mln) Volume Count Counted Count Count Per cc 

Net 
Post Mean 

F~bers 

* 
Field Area: 

I 
00785 .00801 Calculations. Tr," = Total Time = Off-On Volume =Total T~me x Mean Flow 

(Check One) ,00754 ,0081 7 2 
00724 

A 

A 

B 

B 

C 

C 

D 

D 

Filter Size 25 rnm (385 sq rnm) 
37 rnrn (855 sq mrn) 

5329Y 117 I l o a l / o o  ll0.6 I I Z : I O ~ ~ I O  I i ~ o  1- 14Vz I IOO 1 o ldtaq 
Notes /&s-I 0s 

I I I 1 I I I I I 
Notes 

I I I 1 I I I 1 I I I I I I 

Notes 

I I I I I I I I 
Notes. 

Net Count = ( F I ~ ~ S  la' c","Lnted In loo) - 'lank Count Fibers Per cc = /Net F~eld Count/lOO) Area x Volume x F~lter x 1OOO Area 



Erirfbft A 

GSA ASafCTOS AEA- START-UP OCEGCLIST 

B u u & n g =  N W  - . .  . ' 'L Y f6 blt 

Location: Vrkc & H ~ T  S ~ Q  8 pats: 2-19- 9~ 
~ e m a v a ~  con-ctcr: R E ~ ~ o  ~ i m r  -&peed:  q,* C / ~ I  m4 - 

Monftoring Canr=ac+=r: Tim- ~ ~ m r  ~ ~ r k  s t ~ e d :  5 ; / 5  

1. Work site a. Perimeter Banfar 4 
I Isolation 

b . Cecantamination 
C.Jrt&- / '  

c. Seals around ducts, 
windows and doors 4 

d .  V-ical and H o r i -  
zonzd Openings. r;/ 

e. "Xirzatrap* 
in use 

f .  Ne~ative pressure 
> .02" .r 4- oq 

a. Caution Signs at 
vestibule en=. / 

Problem 

c. Dumpster, ducts,drums, 
and bags labelled -/. - 

- *- - 



GSA ASBESTOS 

frrsOIctfon . . Act iv i ty  to 
C a t a q o w  - b e  C3ecked 

W i t h f n  P r o b l e m  
t,lmits 

-. -. 
m u n t e r e d  

d .  HEPA Vacuum 
in use- 

e. Matarfd Kept /. 

Wetted U n t i l  Bagsed. 

4. Worker P x u t a c t i c n  
a. Disposable Clot,5iziq / 

U s e d  . O n e  T f s e .  

Pzoper NIOSB 
respirators. 

Disg 
/ 

p m -  - 
m * c w  

Proper 
~e&enca Followed / 

5. Showers 
- .  

a. F u n c t i c n i n g ?  0 

b. Soap and ToveLs? f 
c. U s e d  Eac9 0 e o m ~ r e ? 7  

6 .  Work Habits a. No Smoking 
In Work Area 

Field Notes: 
*Desczibe any problems encountered h e r e .  The above westions 

MONITORING OIECKLIST 

Report Prepared B y :  D a t e :  ? =/T-f y 



wit B 

GSA ASBESTOS ABATEMENT MONITORING CIECXLZST 

auila~np: I.\tibD ~r0jec-t: CY$G*/t 
Lccatf on: c@ FL- 8C)j7 St06 Date: 3-18-94. 

Removal Contractar: R-LO Timestartad: ' t : boP# l  

Monitoring Contraczar: ~ R A  taz, Time Stopped: 6;60*/2A 

Inspection Activi?~ to WiLfn Prob lem 
Categoq be C5ecked . Lf mf ts Enczunterzd 

I .  Work s f  te a .  PerLnetsr aa-~ier 4' 

I solation 
b. Dec~ntjminaticn 

2. Signage 

c. GLOVE BAG PRO; u I Y )  

d .  Seals around ducts, 
wiadcws and dcors  . \/ 

e. "Negative air mac'line" 
in use i/ 

f. Negative pressure 
> .03* d 

a. Caution S i ~ s  at 
vestibule entzj. J 

--. 
c . Dumpster, d u c t s ,  d ~ y n s ,  

and bags lahelled / 

3 - Work a. Hammers, saws, etc. 
Practf ces NOT in use. / 

b. Removed Matarial 
Prcmgtly Bagged. / 

c. Debris Stared fn 
remcval area. / 



GSA ASaESTCS A R A T m  MONITORING CiECKLIST ( 3ack ! 

d . . HE,dk. Vac~um 
fn use. 

e. Matarial Kept 
Weead Until sagged. 

4' 

4 .  Wcrkez Prgzsctign 
a.  Disgcsabie CLotAfng 

Used Cne T f i n e .  / 

5 .  Showers 

Problem 
&zc=utersd. 

a. iuncticniag? / 
b .  Soap and Towels? / 
c- Used. E a r !  Deparm?e? 0 

6 .  Wcrk Habits a .  No Smckfag / 
Ia Work Area 

b. No Eatfag/Drfnking / 

F i e l d  Notes: 
=DescrlSe ar.y prsblerns eccountered hers. The akcve c u e s T i c R s  

are to be answered eit3er "YESm or "?rcblem Enc=u?teraC." 

Regorz Prepared 3 y :  Date: ;?*/$7Y 



Exhibit B 

Lccstion : '4- \>- %& s\L Data: a -\\-w 
Removal Contractor : &C%O T i m e  Star ted:  0 b O Q  - 
Monitoring Contraczar: \ C ~ w . f  T i n e  Stopced: \80Q 

Inspe~tiOn ActiT?iFl t o  W f  t.V.? Pz3biem 
Category be CZecked =?= EzczuntarsC 

1. Work site a. ?erLmeter 3arrfer Ll 
Isolation 

C. G L W E  BAG PROJ - 
d. Seals ar0ur.d ducts, 

wiadcws and doors . 1 
e. "Negative a i z  machine* 

in use / 
f .  Negative pressure 

> -03" 1 
a. Caution Signs at 

vest ibule  e n t r j .  

c. Dumpster, 
ar.d bags labelled 

3 ,  Work a. Hammers, saws, etc. 
~ r a c t i c e s  NCT in use. J 

b. Removed Matarial 
Promptly Bagged. 

c. Cebris Stored in 
remcval area. J 



GSA ASBESTSS AEATEFENT MCNZTORIXG CiECALTST , . ( 3ac!< ! 

, d . . HEPA.. VacJum 
in use. 

e. Hataria1 Kept 
Wettad Until Basged. d 

4. Worker P=stactfsn 
a. Dispcsabla CloLilng 

Used One Time. 2L 

5 .  S h o w e r s  

~e&eecs F o l l o w e d  f 
a. Fur.cticnf ng? 
b. Scap =d T o w e l s ?  
C .  Used. Each ~ e ~ a x s a ? . ?  

6. Wcrk Habits a. No Smckicg 
In Work Area 

L 
b. No Eatfzg/Drfnking / 

Problem 
Ezcsur.ter?d 

FielC Yotes: 
XDescrlSe ar,y prsblems encauntered hers. The akove questicns 

are to be a r . s w e r e d  either "YES" or "?rsblem Encsunterad." 

Repor= Prepared ay: Date: 

Iif -1-4 



GSA ASBESTOS ABATEMENT MONITORING CHECXLIST 

Building : N L ~  i3 project: b4Rb - - 
~ocation: Y* Flm oat.: 2//4 194 
~ a m o v d  contractor : %=We ~ime started: 6:- 9% - 
Monitoring Contractor: I Pficu-C Time Stopped: &!-A- 

I nsgection Activity to Within Problem 
Cateqory be Caecked . Lfmits Encountersd 

1. Work site a. Perfmeter Barrier 
Isolation 

4 
b. Decontamfnation 

Curtains / 
c. GLOVE BAG PROJ A M  

d. Seals around ducts, 
windows and doors - / 

e. "Negative air machinew 
in use 18 

2. Signage 

.- 

f. Negative pressure 
> .03* "0.023 

a. Caution Signs at 
vestibule entry. . /  

b. OSHA SIGN (ASBESTOS ) 4 
-- . 

c. Dumpster, ducts,drums, 
and bags labelled - 

3 ,  Work a. Hammers, saws, etc. 
Practices NOT in use. L 

b. Removed Material 
Promptly Bagged. f l  

c. Debris Stored in 
removal area. 4 



Inspection 
Category 

GSA ASBESTOS ABATEMENT MONITORING CXECKLIST (Back) 

Activity to 
be Checked 

d-  . HEPk .Vacuum 
in use. 

W i t h i n  
L i m f t S  

e. Material Kept 
Wetted Until Bagged. / 

4. Worker Protection 
a. Disposable Clothfng 

Used One T i m e -  4 

Proper NIOSH 
respirators. 

Proper Decantad 

Disg 

m m c n  
nation 

Problem 
Encountered 

Sequence Followed / 

5. Showers a. Functi ani ng? 
b. Soap and Towels? 
c.. . Used. E a c l  Deparmre? 

6. Work Habits a. No Smoking 
In Work Area 

L 
b. No Eating/Drinkfng / 

Field Notes: 
*DescrfSe any problems encountered here. The above questions 

are to be answered either "YES" or "Problem Encountered." 

Report Prepared By: L- 3 && Date: 2 - /Pp9y 



EYfribit B 
. . 

GSA ASBESTOS ABATEMENT MONITORING CHECXLIST 

~uilding: N G o 1 3  Project : 

~ocation: oar.: a/ /  ?/9 r~ 
Removal Contractor: T i m e  Started: /O : 00 Pm 

Monitoring Contractor: T h e  Stopped: / o :  Zo flJ 

Inspection 
Category 

Activity to 
be Checked . 

Within Problem 

I. Work site a. Perimeter Barrier 
Isolation 

b. Decontamination 
Curtains 

c. GLOVE BAG PROJ --u-ca 
d .  Seals around ducts, 

windows and doors . $ /A 

e. "Negative air machinew 
in use 

f. Negative pressure 
> .03" 

a. Caution Signs at 
vestibule entry. 

b. OSHA SIGN (ASBESTOS) 4- - - 
c . Dumpster, ducts, drums, 

and bags labelled Y 
3 Work - a. Hammers, saws, etc. 

Practices NOT in use. 
. . . . 

b. Removed Material 
-3- 

Promptly Bagged. 

c. Debris Stored in 
removal area. 



Inspection 
Cateqory. 

GSA ASBESTOS ABATEMENT MONITORING CHECXLIST (Back) 

Activity to 
be Checked 

d.. HEPk.Vacuum. 
in use. 

W i t h i n  
Limits 

e. Material Kept 
Wetted Until Bagged. 

I 

4. Worker Protection 
a. Disposable Clothing 

Used One Time. 

5. Showers 

Problem 
Encountered 

b. Proper NIOSH 
respirators. =%,&? 

PAPR - - 

mmC" 
c. Proper Decontamination 

Sequence Followed 

a. Functi oning? 
b. Soap and Towels? 
c.. Used. Each Departure? 

6. Work Habits a. No Smoking 
In Work Area 

I Field Notes: 
*Describe any problems encountered here, The above questions 
are to be answered either "YES" or "Problem Encountered." 

. . 
Report- Prepared By : 

\ - 
Date: ? / / P / ~ ( L  
C .  

- - -,: -: - - 



E,*ibi:: C - 
GSX PIXAL INSTECTION OF'ASZESTCS iUATfU!VT ?=CZECT 

- 
a t  t13es k e  ac=ca;trieC by tke Czczrzczlzg OfSice-r 's  
?esr?sec==zLTre c r  a desipee, a GSX SaZecz and Zzv,-:z=r,-,ezzal 
!+?=czpnecz resrssectazl*ze,  the I J  csn:r?ct's Czztrfiod :zC-s-= . - z:~cienisz, tke ES=~S==S abatzqenc cczzr=c=r ,  a stzzs z r  L=czL 
s=ve,zz?tecz tzsreseczszf  -;e, the a k a z z ~ e c t  cci?zr=c-=r ' s :-dzs=r: . - .zyc~=nls=, 2 ~ t c a n z  Age~cz 3esresenzazi.~e,  s r  L---- a- b.-sz iz==z?s: 

- ----T.-- mba C3:ec-4 v;e is == ~ s s - - - =  '- c----P ;=- ..==- CC,G,,,~=.: ..-- - -- ,, , ,,.at: =he X,=Z~,,S ..-a L ,-.. - 1 r=xcveC cr aga:=d a s  rsq?.Lrs~ in  tke CZNT?ACT. X,, ;azzlls 
skccld fz?tiliz=:zs themselves wi:h tzs ;r=v=sic~s cl tfis cs.zrs=: . . . .*-s ace CL.~ "Xs=esz=s 3encval/Akaz?mect Sc=;e c f  NCZ!<.' '  *& -  

,, s e n e  as a ~ A d e  fsr z2e 2lzzL L ~ s g e c z ~ z r = .  ckecklist  Is *- 

XC" be - - ,, be Checked 

1 .  2eslZ:al Ccsz cn: 

(kelcw eye a .  r'lccr. 
l a v e l )  

5 .  5c=i=cntal 
Scf acss . 

( akcve 'eye 
level ) 

C. Ventflaticn 
Equipment. 

e. HorL==nZal 
surfaces. 



GSX FLVAL INSTECTION OF ASaE!5TCS AEATEMEXT P R C V Z C  ( axe:<) 

B L U  SWISZS: 

A s  any dust fawd L= tfe removal &-a is Ifkely +a he a s b e s t = s  
csatdnated ,  LZ cases of dispute, a s m a l l  c;uan*Lr~ of matarial 
mzy be sent ta a Cesf-atod lakcra t=r~ f o r  anal-fsis. 

Ii a l l  czZe= t e s t s  ar.d sit.~atAcrs apFeaz ta be sarfs2zczsr~, tke 
PizaL a i z  taszs will ke taken. 

- .  : :sLd Nctzs: 
*3escrr=e ary  prcblems A=J ,=tared hera.  T5e akcve c;~est l=zs 

ara  ts f=e msxer-&. el=%=. "YES" or "Problem Encctz?zer=C. " 



Page # 
LOG SHEET 

Date: 2-/$ -94 
Project Number: k Y 8 ~  06/75 

Industrial Hygienist: ? k & ~  &dM 42 
Abatement Contractor/SupeNisor: k!k7~0 - BOP 6 ~ a z r c l /  

/ 

Time - 



Page # \ 
LOG SHEET 

a - \ Y - = w  Date: 

Project Number: \oL\%\o - \Z 

Industrial Hygienist : %L-% 3 - h e - b r  

k < ~ * a  '. %b <ye Abatement Contractor/Supervisor: <st\ a 

Time - 
T%T 
f.'SS- 



Page # 
LOG SHEET 

2-19- qLl Date: 

Project Number: 64f36 -012 

Industrial Hygienist: &CCLLL~ 

Abatement ~ontractor/Su~eNiso~ TMYLO /go B 

Time - 
b : ~ p n  





W "W .IUl 

3 3 
3 3 -- m w 
Ulm Ul Vl 



D I I I I I I I I I I I I I I 
D Notes: 

I Tracor Technolo~y Resources Air Sample Sheet I P O , ~ ~  1 ,  I o , I  I 1 
1601 Research Boulevard Flow 
Rockville, Maryland 20850 Calibration Liters/Min Time (Military) Count Data 

Total Fields Blank Net 
Sample # Pump ID Pre 

Fibers 
Log # Post Mean On Off Total (Min) Volume Count Counted Count Count Per cc 

I ' I 
Field Area: Calculations: TI","," = v- Total Time = Off-On Volume = Total Time x Mean Flow 
(Check One) 

,30724 

A 

B 

C 

C 

Filter Size &5 mm (385 sq mm) 
37 mm (855 sq mm) 

Y 108 ; I I I 

I I I I I I I I 
Notes: 

I l a  I 
K k r  

5 / / 9 C /  109 4 1 I I 1 I 
I I I I I I I I ! I I 

Notes: 

I r 001 
Zhw 

I I I I I I I I I 1 I I 
Notes: 

Net Count = (FI',p~~lc","'~~d x 100) - Blank Count Fibers Per cc = Net Count/100) x Filter Area 
ield Area x Volume x 1OOO 



I Tracor Technology Resources Air Sample Sheet I e c t ~  I I 
1601 Research Boulevard Flow 
Rockville, Maryland 20850 Calibrat~on Lilers/Min Time (M~litary) Count Data 

Total Fields Blank Net Fibers 
Log # Sample # Pump ID Pre Post Mean On Off Total (Minl Volume Count Counted Count Count Per cc 

- 
A Notes: +-I ~WL b 

, 5/39f 4 11 I /O 1 10.0 1 10.0 I PO 12130 P ~ B  I /LO IIZC~> 1 9 13 k , d  , 
0 Notes: 4-r M&L fh& 

C Notes: . 
S/$YY I I? 110 I0.d I1a.O 1/00 12130123iDIr?c) I Q Q ) ~ ( ~ . s I / ~ o ~  I 

D Notes: Gr~ht  
Field Area. %.00785 00801 Calculations. ":I","," = Total Time = Off-On Volume =Total Time x Mean Flow 
(Check One) O 00754 ,0081 7 

,00724 

Filter Size &5 mm (385 sq mm) Net Count = ( F ~ ~ ~ l ~ , " , " ~ ~ d  x 100) - Blank Count Fibers Per cc = (Net Count/100) x Filter Area 
37 mm (855 sq mm) Field Area x Volume x 1000 



GSA XSaESTOS XBA!R4EBT START-UP -ST 

L. Work s i t 8  a. Osr-iseta 3 b z i e r  
Isolation 

b . Cecznt&=aticn 
C L T & ~ ~  

c. Seals =ound ducts, 
wLzdcws and Ccors 

e. "Xic3Z=apW 
L? use 

a. Cauticn S i p  at 
veszLbuZe e n ~ 7 .  h.t3 

C. D u n s t = ,  duCts,&yns, 
ar.d bags lakelled F--- 



d. KE?A Vat? 
L? use. 

W i t !  
Lhica - 

e, ~ a t a r l d  K e n t  - - - 
Wetted U n t i l  

5. S P m e r s  a. F l ~ ~ c t i c r ~ z g ?  
- .  b. Soag a& T c w d s ?  

c. Used, Zac9 D e p W ~ - e ?  

6 .  W c r k  Habits a. Na Smcking 
In Work Area 

b. Nc iatL7g/DrLntfng 

F i e l a  Nates: . - 
*DeseAe any pr3bl-s =csuntar& hers. me above westLsr,s 

to be answered eLz?~- "=* or "3rcblenr Enuunrsrec!." 

cRIXG7wST . 

Regart Pregared By: Date : 



GSA ASBESTOS ABATEMENT MONITORING CHECXLXST 

Building : )'JEW project : 6Yfb - 0 1  Z 
/ 

Location: 41tL F&E Date: - 
Removal Contractor: z m  T i m e  S t L e d :  /9& 

/ 

Monitoring Contractor: T i m e  Stopped: 

Inspection Activity to Within Problem 
Category be Checked Limits Enczuntered 

I. Work site a. Perimeter Barrier 
Isolation 

b. Decontamination 
Curtains 

2. Signage 

3 .  Work 
Practices 

c. GLOVE BAG PROJ 

d. Seals around ducts, 
windows and doors 

+- 
in use 

-F 
e. "Negative air machine" 

f. Negative pressure 
F - coz* 

a. Caution Signs at 
&= 

vestibule entry. 

b. OSHA SIGN (ASBESTOS) + 
V -- - 

c . s t  , ducts, dsumpd 
and bags labelled 

" 
a. Hammers, saws, etc. 

NOT in use. 

b. Removed Material 
Promptly Bagged. 

u 
c. Debris Stored in 

removal area. 



Inspection 
Category 

GSA ASBESTOS ABATEMENT MONITORING GiECXLfST ( B a c k )  

Activity t o  W i t h i n  Problem 
be C!ecked Limf ts Encountered 

d . . HEPk .Vacuum 
In use. 

e. Material Kept 
Wettad Until  Bagged. 

ti@- +- 
4 .  Worker Protac+ion 

- 
a .  Disposable Clothing 

tfB02- Used One T i m e .  

b .  Proper NIOSH Dim 
respirators.  HEPA* 

PAPR 
m " C "  

c. Proper Decsntami nation 
Sequence Followed * 

5 .  Showers a .  Functioning? 
b. Soap and Towels? 
c. Used. E a c i  Departure? 

6 .  Work Habits a .  N o  Smoking 
In Work Area 

b . N o  Eatfng/Drinking 

Field Notes: 
*Describe any prcblems encountered here. The above questicns 

are t o  b e  answered e i ther  "YES" or "Problem Encountered. " 

- 

Report Prepared 9y:  Date: 
/ / , 



GSA ASBESTOS ABATEMENT MONITORING CHECXLIST 

Project: 

Removal Contractor : ~ & e  Star ted:  \0q5- - 
Monitoring Contract3r : @LTC%,C Q / Time Stopped: 

Inspection Ac t iv i ty  t o  W i t h i n  Problem 
Catego- be Caecked L i n t i t s  Er,c=untersc! 

1. Work site a.  Perfmetar Barr ie r  w 

I s o l a t i o n  
b. Decontsmination v' 

Crrrtains 

c. GLOVE BAG PROJ 

d. Seals around ducts,  
windows and doors - I/ 

e. "Negatfve air mac!fnew 
i n  use / 

f .  Negative pressure 
> .03" 0 -032 

a. Caution S i p s  a t  
ves t ibu le  ent-y. .. v 

c. Dumpster, ducts ,  drums, 
and bags labelled d lh  

3 -  Work. a. Hammers,  s a w s ,  etc. 
P rac t i  ces NOT i n  use. 

b. Removed Material  ,U '-P c - h d  
Promptly Bagged. 

c. Debris Stored in 
removal area.  dl* 



Inspection 
Catacroq 

GSA ASBESTOS AEA- MONITORING CIECXLIST (Back 

Activity to 
be C!ecked 

d . .  HEFk.VbCaum 
fn we. 

e. Mataria Kept 
Wenad UntLl Ba~ged. fly- 

4 .  Worker Protactfan 
a. Df sgosable Clotlhfng 

2 Used One T i m e .  

5. S h o w e r s  

Pr=per NIOSX 
respirators. 

n a t i  

Dfsp ""+ PAPR - 
m n c m  - 

~e&enca Followed i /  

b .  Scag and ~owels? J 

c. U s e d .  E a r 5  Depa==e? V 

6 .  Work Habits a.  N o  Smoking 
In Work U e a  

Field N o t e s :  
*Descr*e any prsblems  encauntered here. The above cpeszicns 

are to be answered either "YES" or "Problem Encounter&. " 

Report Prepared By: 
/ 



wit B 
. . 

GSA ASBESTOS AaATEMENT MONITORING CHECXtIST 

Buildfng: N U 0  ~mjact:  LL~BL-o\L 
Location: q'- ~ \ P H  Date: 3- 5-9~\ 

Removal Contractor: R%'CJO ~ & e  S t a r t e d :  0800 
- 

Monitoring Contractar: ~d The Stopped: 1800 

I-ect ion Act2vFF.l to  
C a t e q o r  b e  Checked 

Within Problem 
Utlits Er,czuntersd 

1. work site a .  Terimetar aarrier d 
Isolation 

b. Deccntanation 
CSartains L 

c. GLOVE BAG PROJ - 
d. Seals around ducts, 

wL?dows and doors - J 
e.  "Negatf ve air macbine" 

in use 4 
f .  Negative pressure 

> .03" J 
a. Caution Signs a t  

vestibule en-. '. 

--- 
c. Dumpster, ducts,drums, 

and bags labelled - 
3.  Work a. Hammers, saws, etc.  

Practices NOT in use. J' 
b.  Removed Material 

Promptly Bagged. 4 

c. Debris Stored in 
removal area. J 



GSA ASaESTOS ABATEMENT MONITORTNG CXECKLIST ( Back 

d. .  mzPk.Vscuum 
fn we. 

8. M a f a r i a l  Kept 
Wenad Until Bagged. J 

4. Worker Protactf on 
a. Disposable ClotUng 

Used One T-a. tJ 

5. Showers 

Problem 
Exaunterld 

b . Proper NIOSX Dl- 
resgirators. H E T A - ~  

PAPR- - 
mat- - 

c. ?=ope= Deczntarafnation 
Sequence Foliowed J 

a. Functioning? 
b. Soap and Towels? --"s 
C .  used. g a d  ~e~artura? J 

6. Work Habits a. No Smoking / 
In Work Area 

b. No Eatfng/Drinking 

Field Notes: 
*Descf5e any prcblems enc~untered here. The above questlcns 

are  answered either "Problem 



Exhibit B 
. . 

GSA ASBESTOS ABATEMENT MONITORING CHECXLIST 

tocation: @  am^ 
/ f 

Removal Conraczor: lerl?o ~ & a S t a r c e d :  /m , ,  
Monitoring CContrac2ir: T z ~ c o ~ ~  T i m e  Stopped: 

Irnect ion  Activity to  W i t h i n  Pzoblem 
Category b e  Checked Liai ts Enc=unterad 

I .  Work site a.  Perimetar Barrier 
I solation 

b .  Decontamination v 

c. GLOVE BAG PROS -w 
I d. Seals around ducts, 

wLldows and doors - .,v 
u e . "Negatf ve air machfne * 

L? use 

V 
f .  Nesative pressure 

a. Caution Signs a t  
vestibule entry. NO 

b. OSXA SIGN (ASBESTOS ) 
. *  v .--- 

c. "ster, d u c t s , " " r , p  
and bags labelled 

3 - Work a. Hammers, saws, etc. V 
Practices NCT in use. 

b.  Removed Haterial 
~rcmptly Bagged. -+I@- 

c. Debris Stcred fn 
removal area. 



Inspection 
Cateqory 

GSA ASBESTOS ABATEMENT MONITORING CIIECKLIST (Back) 

d. .  HEPk.VdCuum. 
in use. 

W i t h i n  
LmZts 

e. Mat8Zid Kept 
Wet-tsd Until Bagged. 

Problem 
Encatantered 

4. Worker ProtactLon 
a. Disposable Clothing 

Used One T i m e .  

b .  Proper NIOSX DL- 
resqirators . =?AS 

PAPR - 
m a c m  

c. ?raper 
Sequence FolLowed 

5 .  Showers a. Functioning? 
b .  Soap and Towels? 
c. Used. E a c h  Departuze? 

6 .  Work Habits a. No Smoking 
In Work Area 

b . No Eatf ng/Drinking 

Field Notes: 
*Describe any prsblems encauntered here. The above qcestfcns 

are to be answered eitker "FS" or "Prcblem Encountered." 



s u i l d i . ? ~  : k a  
iccarisn : p C L  St& Data: 

. - . .. --F.w-p X Y X L  I ? I S ~ Z , . , ~ N :  T>e f ~ ? a ~  I -?sgett icn sl?a-- cszsisz c5 s . - 
, sral:<=,",-su~i~ -?zs~ectizn ccr.duc=& ky tie 2:- csntracz=r I:-:. ~e z z : ~  

a= zizes 2e ac=cs~;so.iad Sy tke Csatrtczizg Cf fFczzr s 
?esrosezzazl-re cr a  desir-ee,  a  GSA Safai-f acd Sn*ri=zrse~z21 - - Wacqe?ecr t q r s s e z z 3 z i v e ,  rke 13 c s n ~ r ~ c = ' s  CarzifieC ,.c-s:r::L - - ~yc$anist, the zsZes:=s akatenent ccz==act=r, a sz2z2 c r  lccal 
S=*Je-y-?ez= z ~ $ z = s e z t a z i T ~ e ,  Eke akat=mz= c = ~ ~ = ~ c z ~ z  ' s :Z<;S=ZLZ: . - -:r~recls:, t t~zazz XgeEcZ ~ e g r 2 s e n = a z i - ~ e ,  c r  ~ ~ c z k e r  i-=tr=r:t.= 
sar:L-. 
p-  -c."rr-.- rn L * c - - - - m  
b = u ~ ~ .  , 4 2 :  .., e c3:ec:iT;e I s  2 a s s ~ r t  =?at tke n,=zs,,S h a  s s s z  
z t ~ c v e d  c r  akazsd as r e q x l r 2 C  iz tke CSNT?ACT. X I 1  carriss 
SSr  , 1 ;  z**: 1 i 5 - v  -.a -i ,-L,, ,,.. ,------- ,..emselves uzt? the ;r=v-lsic~s zf tho, C=.'I:TZCS 

ez6 ='e "Xs~es:=s ?encva1/Aktzsect Scz;e $ 5  X c r l c .  " a . .- a - 
cketk l i sz  I s  t= serJe  as  a cplde f = r  :As flzai I zs~ecz~z?. .  

.Ac-: .*; h. -- ,, . , ,.. ,, be Ckeclced 

1. Zesidzal  Cusz cn: 

(5elcw eye 
l e v e l  ) 

(akcve 'eye 
level ) 

i. Lights. 



. . , - - 
GSA FLVAL IXSPSCTION OF ASa'fTUS AEATEMENT P R O X C Z  (z,AC:<) 

3UI.X S;ui,PSES : 

A s  dusr: found L? f2e removai area is 1Uely to be astes:=s 
c=ntanizat2d, Lr cases of dispute, a sixall quantLtl of m z t e r l t l  
may be ser.t += a Cesi~.atod lakcratar'y f o r  anal?sis. 

- z ,, a i l  c=>g,r t a s t s  sit..atl,-ns agpeaz t a  ke satisr'sct=ry, =k= - .  
,J,L 2e taken. zszal  a i z  taszs ' ' ' l 

ANALYST ;LVXL?ZI,UG SAuPTLES : DATE : 

Regart P = e ~ = e d  By: Date : 

RE3CRT KfVIZA'& BY: DATE : 



Page R _L 
LOG SHEET 

74 
Date: Q Q L ~  4= ks 
Project Number: HR6 - bR 
Industrial Hygienist: 

Abatement Contractor/Supervisor: 
/ 

Time - 



Page # 2 .  
U)G SHEET 

Date: 

Project Number: b-b(,, - o h - o \  

Industrial Hygienist: %&\e~/'13@2.& 
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Time - 



Project No.: 6486-012A 
Serial No.: JG-94-106 
ACT No.: 05554577 

October 13, 1994 

Ms. Normajean Eleazer 
GSA, NCR, WPX, Room 2036 
7th and D Streets, SW 
Washington, DC 20407 

Tracor Technology Resources, lnc 
1601 Research Boulevard 
Rockville, MD 20850-31 73 
301 251 -491 1 

Subject: PROGRESS REPORT XIV - NEW EXECUTIVE OFFICE BUILDING 

Dear Ms. Eleazer: 

This is a progress report on the asbestos abatement project that occurred at the New 
Executive Office Building on the 2nd and 3rd floors on August 5-7, 12-14, 26-28, 
September 23-24, and October 7-9, 1994. 

Personnel from Tracor Technology Resources, Inc. (TTR) monitored Retro 
Environmental, a licensed asbestos abatement contractor, removing approximately three 
hundred and sixty (360) square inches of asbestos containing deck insulation, utilizing 
full containment procedures. 

The Industrial Hygiene Consultant's responsibilities include conducting inspections of 
the worksite, assessing work practices, and collecting air samples. A total of seventy- 
two (72) air samples were collected. This project consisted of one (1) start up, fifteen 
(15) daily, six (6) final and four (4) CIH inspection checklist reports. 

The TTR Industrial Hygienist conducted daily air monitoring to determine work area 
fiber concentrations, and fiber levels outside the work area. In addition, the Industrial 
Hygienist conducted final inspections and clearance air testing. All final clearance air 
samples were below the required EPA level of 0.01 fibers per cubic centimeter 
(0.01 f/cc). 

Air sample collection measurement and analysis followed the NIOSH 7400 Method A 
Rules. Air sampling pumps were calibrated both before and after collecting each 
sample set. Area samples were taken at 12.5 liters per minute, and all clearance 
samples were taken at 10.0 liters per minute. 

On September 24, 1994, sample numbers 1 and 7 were elevated due to unnecessary 
debris caused by the sprinkler fitters. These areas were fine cleaned by a wet-vac 
method. 



Serial No.: JG-94-106 
Page 2 

Please find enclosed air sampling data, daily and final checklists, and all daily log notes. 

If you should have any questions or need additional information, please call. We can 
be reached at (301) 251-4921. 

Sincerely, 

TRACOR TECHNOLOGY RESOURCES, INC. 

Prepared by: 
Uohn  ~olombiesg III 

Industrial Hygienist 

Technical Review: 
~ i c h h f  J. M e n ,  CIH 

JG:srp 

Enclosures 



TRACOR TECHXOLOGY RESOURCES,  I N C .  
ROCKVILLL,  MARYLAND 2 0 8 5 0  

P R O J E C T  t" 
DATE 

LOG + SAMPLE ;t - COLLECTEO LOCAT 103 F / C C  --- 

OUT 
INS 
0L.T 
OUT 
c>i'T 
iJLT 

T 
: JUT  
Fix 
i. i?. 
i l l  
F 1:; 
OUT 
T 

KEY: BKG BACKGROLND 
F I N  F I N A L  CLE.4R-INCE .AI R 
PER PERSON.4i 
GVB O U T S I D E  ARE.4 S A ! v t P L 5 D U R i ? ; ( ;  OLUIiE  B.4G REMOVAL 
i X S  I N S I D E  C'OST.4INMENT 
OUT OUTS I DE CONTAINMENT 





Air Sample Sheet I Project 'flfi~G1- lo I / - / 
1601 Research Boulevard Flow N806 
Rockville, Maryland 20850 ~ahb;ation Liters/Min Time (Military) Count Data 

Total Fields Blank Net Fibers 
Sample # Pump ID Pre Post Mean On 011 Total (Mln) Votume Count Counted Count Count Per cc 

(Check One) ,00754 
. m p  

Filter Size d m m  (385 sq mm) 
37 mm (855 sq mm) 

Net Count = tal o n 
( F g d s  ku"nt:d lm) - 'lank Fibers Per cc = Net Count/100) x F~lter Area 

ield Area x Volume x 1OOO 3 
rn 



I Z~W~W~@~UY- Air Sample Sheet I ~ r o j e c t t t l b t Y t P ~ Q t - ~ ' ~  / lz~CP/ 
1601 Research Boulevard 
Rockville. Maryland 20850 

Flow 
Calibration L~ters/Min Time (Mil~tary) Count Data 3 

Total Fields Blank Net F~bers 
Log # Sample # Pump ID Pre Post Mean On Off Total (Mln) Volume Count Counted Count Count Per cc 

Filter S~ze g 5  mm (385 sq mm) 
37 mm (855 sq mm) 

7 

Y 
fog 

I 

F I E L D ~ C H .  

. A  
A 

a 

C 

D 

D 

v 
DATE 

2oCbCIq 9 160 I / A ~ I c ~ ~ ~ / ~ ~ I / ~ ~  Iflo I B ~ I  9 I /@ 10 I '/ IC,@c[ 
Notes: F/N*L AIR S u m  ?RDFLR N.U. p o n ~ t e ~  
L ~ ~ S J  ' 110 1% I@.o V4D Ydtd Yl3u P:B 1/20 p a  1 3 I t -  I a 1 4 1 c.a;r 

Notes: h a  E c ~ w  3 p e  ~ L R  f14 Y C ~ ~ A . P -  
7 9 & 0 ? V  I I I  w ~ ~ - C / I / o . ~  1/40 Yo,& C/:F3V8'3d Irs I/W I 3 I f -  I 0 I 3  lL.occ/ 
Notes. F / F . ' ~ L  NIL # t ~  ~RP/GUN~L)~/~/~~A,)LIG-- 
z o ~ l 4  I /z I ~ - z L ~ o  hi, I/P,d 14% rj?d 1/20 lndJ 1 3 I / *  I U 1 3 [ 

Notes: , Kncg~ / V S ~ I /  3 1 1 0 / ' &  CC/P@E 

Net Count = Fibers 

Field Area: 6600785  .00801 Calculations: y r i  = -- Total Time = Off-On Volume =Total Time x Mean Flow 
(Check One) ,00754 ,00817 

,00224 

Per cc = el  Count/l OD1 x Filter Area 
ield Area x Volume x 1000 

El 
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Date: b 516 \994 
Project Number: 6 y a e  012-O/ 

Industrial Hygienist: ~ H ~ , o L <  (z 1_)\~6 

Abatement Contractor/Supervisor: f?erp4 - 8 0s G VRGCU?, 
ROM T L ~ ~ ~ F 3 A ~ ~ R  

Time Remarks 



LOG SHEET 

Date: 8 1 ~ \ 4 0 \  
I 

Project Number: Lu,% Q\L 

Industrial Hygienist: - 
Abatement Contractor/Supervisor: b t r o  /h 

J 

Time - 



Page # 
LOG SHEET 

Date: 

Project Number: b Y f 6 -  oi2 -O/ 

IndustriaI Hygienist: &XM wrv~ Ck 
Abatxnent Contractor/Supexvisor: l)c@ - &W %OW 

Time - 
Z'm 
B; eo 
6 Sd 

Remarks 



gxhiblt A 

GSA ASBESTOS ABATMENT START-UP CHECXLZST 

rocation: 3e0% N4W GMU- oat.: B-6 yc/ 
~ m v . 1  contractor : g 6 7 ~  Tina Inspectad: 3'6 & 

Monitoring Contractor: 7 k m  Tima Work Started: Y/'L/oflM 
Inspection 
Ca tesory 

Activity to 
b e  Checked 

W i  thin 
L i m i t s  

/ 

1. Work site a.  Perimeter Barrier J 
Isolation 

b .  Decontamfnatfon 
Curtains r /  

c. Seals around ducts, / 
windows and doors 

d. Vertical and Hori- 
zontal Openings / 

e. "Microtrap" 
i n  us0 

to Negativm pressure 
> .O2" o Z Y - U ~ O ~ ~  / 

a. Caution Signs a t  
vastibula entry. J- 

b. OSHA SIGN (ASBESTOS 1 / 

Problem 
Encauntercd 

c .  Cumpster, ducts,drums 
and bags labelled f 



GSA ASBESTOS ABATEMENT START-UP C3ICXLIST (Back) 

A c t i v i t y  to 
br Chocked 

d. HEPA Vacuum 
in use. 

within 
L i m f t r  

e. Material Kept 
Wetted Until Bagged. 

J 
4. Work- Protection 

a. Disposable Clothing 
Used One Time. J 

, 

5 .  Showers 

Problem 
Encountered 

b. Proper NIOSH D f  sp J 
respirators. HEPA- 

PUR- 
T Y P n r  

c. Proper Decontamination 
Sequence Followed /' 

a. Functioni ng? 
b. Soap and Towels? 
c. Used Each Departure?- 

6. Work Habits a. No Smoking 
In Work Area 

b. No Eating/Drinking 

Field Notes: 
*Describe anv urablems encountered here. The above questisns - - - -  

are to be ans;e;ed either "YES" or "Problem Encountsred. " 

CHECKLIST 

Report Prepared By:  ate: B4+7 



tccazfun: 31t 0 FLP M*b~+ubcol ~arr :  8 -6- '7 -7V 

d .  Seds around ducts, ,/ 
WXZ&WS and doors - 

a. Cauticm Signs at 
ves-aule &-. .- / 

-. .- --- - - I-- -. -- 
b. CS'XA SIGS (m) , 

- ----- --- - - -- 
c. ~ ~ s t ~ ,  duet,&, 

---_ - and bags ~ a i ~ ~ e d  /' .. - - 
- 3 - work. -- - a. ~ammsrs, saws, eu, -4- - 

P ~ c f c e s  NCT Fn we. 

r-movzil area. 



4. ' rSor .hu  P-zac=fcn 
a. gisqcsable ~ ~ o t 3 ~ n . g  /' 

Used Cna T-e. 

5 .  ?=er NICSX 0-P 
/ 

==~i-sarzzs . -A- 
p m -  
TYF"CW 

c . ?rsgez CecsaZarai r,a=Acn 
Sequenca FolLowed I 

5. S h c w b ~ !  a. t-c&-.g? / 
b. Scap and T e w e l s ?  7 
c-.. Used. zac! Cegart.!.=? / 

FFelB Notas: 
he MY przbiema w.cmntzrlC hero* Tke above queszlcns 

'"== are to b s  arswazzC ei=?er "YS.Sw or  "?r=nlm Encaunt~sd." 



GSA ASZESTUS ABATEMENT MONITORING C4ECXLIST 

Lacstfcn: p y & n i i  Date : 

Ltsa Removal Contractor: 
- .  

Monitoring Contract3r: \ a ~ m R  Time Stopped: )?a0 
Within 
L f m i t s  

1. Walk s i t e  a.  Perixxetar 3arrier / /  
I solation 

b .  Oecsntsmffiation 
C ~ i z a i n s  / 

c. GLCVE SAG TROJ 

d. Seals araur.d ducts, 
wf,?dows ar,d doors - 

e . "Negatf ve air machfne" 
in use 1/ 

f .  Negative pressurs 
> .03" / 

a. Caution S i p s  a t  
vestibule entry. .. 1/ 

c. Dumpster, duns,&=ums, 
and bags labelled i/ 

3 .  Work. a. Hammers, saws, etc.  
Practices XGT in use. / 

b .  4emoved Material 
Pramgtly Bagged. 

c. Oebrfs Stcred in \ 

removal area. -+- 



GSA ASBESTOS ABATEMENT MONITORING CXECXLIST ( Back ) 

Inspection 
Categoq. 

d . .  HEPk.VaCUUm. 
in we. 

e. Material Kept 
Wenad Until  eaggsd. J ) 4  

I 

4 .  Worker Protection 
a. Disposable CloL%ng 

Used One T i m e .  v 
b .  Prcper NIOSH DL- 

respirators. HEFAT 
PMR- - 
m M I . C H  

5. Showers 

A i C  b 

c. Prsper Cecantarai nation 
Sequence Fallowed ,/ 

a.  Functioning? 
b .  Scap and Towels? u 
c. Used. Eac5 Departure? . , 

6 .  Work Habf ts a .  No Smoking 
In Work Area 

Problem 
Encountersd 

Field Notes: 
*Describe any groblems encountered here. The above questions 
are to be ans;e;ed either "YES" or  "Problem Encountered. " 

Report Prepared B y :  - I Date: 



GSA ASBESTOS ABATEMENT MONITORING C3ECXLIST 

d LQPI C s 
Building : p m j e :  L%%ak 
tccstian: . M o o r  Data: d\ I L\%'+ v 

~ Y J %  Removal Contraczar: T G ~  S t a r t e d :  \OW? - 
Mcnitorfng Contraczar: \ Y L L ~ F  Time Stopped: 

1. Work s i t z  a.  TsrLrneter aarrfer /. 

Isolatf on 
b .  Dec=ntaUlination 

C.zztains L' 
c. GL3V6 BAG PROJ ni 1 4- 

d. SeaLs around ducts, 
vixdows and doors / 

e. "Xegative a i r  macL5fnew - 
Fn use 

f .  Ne~atfve pressure 
> .03" 0 . H  

a.  Cautlon Signs a t  
vestibule en-. .. b" 

b. O S W  S I N  ( WIESTDS ) 

c . Dumgster , ducts, drums, 
and bags labelled u - 

3 .  Work a. Hammers, saws, etc.  
Practf ces NCT in use. v 

b.  3emoved Material 
Prcmptly Bagged. W 

c. Cebr9  Stcred in 
removal area. /'- 



GSA ASBESTOS ABATEMENT MONITORING CiECXLIST ( Back ! 

Inspection 
Category. 

Activity to 
b e  Checked 

- 5 d . .  HEPk.Vacdum. 
in use. 

e. Mataria1 Kept 
J 11 Wetted UntLl Bagged. /v - 

4. Worker Protection 
a. Dfsposable Clothing 

Used One Time. / 

5 .  Showers 

Problem 
Encountered 

,b. Proper NIOSX D i W  - 
respirators. HEPA L/ 

PAPR- - 
-*(.* ~ z r  c. 

c. Proger Cec3ntami natf on 
Sequence Followed L 

a.  Functioning? 
b. Soap and ~owels? (I 

c . Usad. E a c !  Departure? L.- 

6. Wcrk Habits a. No SmokLng ./ 

In Work Area 
b .  No Eatfng/Drinkfng C ,  

Field Notes: 
*Describe any problems encountered here. The above questions 

are t o  b e  answered either "YES" or "Prcblem Encountered." 

/ I 

Report Prepared By: 
J 



L. work sita a. ?-2iaet~ 9 ; r z e r  / 
I solatfon 

C. S e d s  ar3ur.d duczs, 
W ~ S  and dcors . . L/ 

a. Cauzfun S i g n s  at 

and ~ bags l a b a ~ e d  - /  
. -  - -- 

-- 3- Work ..-, . a. H a m m e r s ,  saws, em. ,d-- .. .- 

P-cas NCT in use. - .- - . .-- - -- .. . ---. - ..-- .- - .  
b. Removed X a t a r i a l  

Pzungtly Bagged, /- 
c. Cebes Stsred fn 

r=ovaL area. / - 



d. .  S E P k . V b c ~ u n .  
Fa use. 

4. V o w  Pr?tacZisn 
a. 9iqcsable a 0 t L z f n g  / 

Used Cra T-e. 

Problem 

b .  Scap and T C W ~ S ?  
c-. used. Zac!'!' o e p ~ = = ?  -, 

PFelC ?totas: 
* C e 2 e  any srzbiems enauntsrsd krto, The &eve ques=fcns 

Regorr='Pzsgarad Sp: 
/ . . 



Ert?iSit C 

GSA I;VS?ECZZCN OF' ASat-tYUS m m  T ~ O J T C T  

FfXAL TNSTZC=CN: The fLZ& LTSgectlcn s h e  c n s A s t  05 a 
e 4 a - i -  --,ugh L?sF-~c~ C S n d E d  hy Z 3  C S ~ ~ ~ ~ C Z Z E  i:i. Xe ilrzy 

a= z 3 e s  be tc=tmqanfed 5y L!e Cjnz=tctL:g Of?icszrs 
Refrosanz~zA*re or a cfesiq'mt. a GSA Saf a q  a& Znv:z=rznentsl 
?=.agemen= z~prasentazire . C!s 13 c=n=zcZ ' s C a r c f  f laC IzCt~sz=z+l 
X ~ ~ m L s t ,  z ! e  ascestss 8hatu~ant c = ? . ~ = a ~ t ,  a s ~ j z s  cr lzczl 
,S~P~-TZC~= rrpresenzat2*n. ahazemenr cns=.acz=r ' s :zl~sz=:21 
-7 s ,  a +am.= Ager.c,t 3eprasanzazl-le, cr Z - c c e z  izz+rzsrad 
;a=-. 

-em-.- C~,;;--VS: T5e ckjective is +a a s z r s  %-at Lke XZZSYSS h t s  5eez 
ramcveC c r  ahate as requLz2d Lz cte C2NTPACI .A IL  ?azrtles 
skcuLC fami21z=lra t.i!easelves wi' l t :  tke prmiLs icns  c2 tke c=c=rzc: 
LYC =?e "Askestcs 3exmval/Abatsnent Sccce a5 Wcrfc, " -*< L.-s 
ckes! ls t= Ls to sez7e as a p i d o  fc r  =?a Z i - l r  izs~eczLcn. 

4 - -- r ,  ,f t3 b s  b.ackeO 

L. 3esiCxaL G u s t  on: 

(Selsw eye 
lovel ) 

(3i=cy~e eye 
level ) 

i. tights.  



I? all c t?er  tarts a d  s l r ~ a t i u r u  aFgear ta ba. satLsfaczcr?, tze 
5- L- tas%s vf l l  O a  taken. 

FLOW tat%: - A', 0 /4 0 LO, 0 /4 3 
( L L t a r ~ / ~ ~ ~ t a  1 

Re~orc P r e g d  By: 
- 

- 
oazs: B-?-?s/, 

- .- RTORT . ~ ~ I ~ X E D  BY: - OAT5: 



TRACOR TECHNOLOGY RESOURCES, INC. 
ROCKVILLE, MARYLAXD 2 0 8 5 0  

PROJECT q LOG # 

SUMMARY REPORT 

K E Y :  BKG BACKGROUYD 
F I N  FINAL CLEAR-4NCE AIR 
PER PERSOXAL 

D.4TE 
SAMPLE 4 COLLECTED LOCAT ION 

OUT 
OLT 
OLTT 
INS 
OUT 
OLT 
OGT 
INS 
OUT 
OCT 
OUT 
OUT 
FIX 
FIN 
F13 
FIN 
OUT 
OUT 

GVB OUTSIDE AREA SAMPLE DURISG GLOVE BAG REMOV-4L 
IYS INSIDE COYTAINMENT 
OUT OUTSIDE CONTAINMENT 



~ ~ h c * ~ m h l ~ ~  Air Sample Sheet ] Project I 0 I \ I I I 
1601 Research Boulevard Flow 
Rockville. Maryland 20850 Calibration Liters/Min Time (Military) Count Data 

Total Fields Blank Net F~bers 
Log # Sample # Pump ID Pre Post Mean On Off Total lMin) Volume Count Counted Count Count Per cc 

/ 1 19 1 2 - r 12-r 1 2- 16330 I 1QAo I I 1 I I I I & Ifi/%'Iflfl~ 
.'/Fo~ 3 d  //m~ ,Yc 7 2 ~ 2 ~  *3ZJ! 0ih& e/ ~ ~ f r w c s  A caw& ~ W U  ' A/ . 

IslB13l ~ . r (  2-s 12T I y s r ]  IAol4dq \ / d i 3 1 . ~  I \ C J Q I  & I ~ & $ S ( - @ . W  

GW/:R/FD& -'32IZ &/A,& raA->M/M{-ZZ /a/L v: 
1 z-T 12-3' 12-r h f o  I W+6(444 l/m ( q\ I \ o o  I gi 18.46 f&mz 

 id. 3M&z c -&>&a# & 
Field Area: d o 0 7 8 5  .00801 Calculations: yc: = -- Total Time = Off-On Volume = Total Time x Mean Flow 
(Check One) ,00754 ,00817 

,00724 

Filter Sire d 2 5  mm (385 sq mm) 
37 mm (855 sq mm) 

Inl 

Net Count = Fibers Per cc = INet Count/100l x Filter Area 
Field Area x Volume x 1000 

ANALYST 'D& t E 







Air Sample Sheet ] pro, , tu~61f/ ,~~~,~, (I? I 1 
1601 Research Boulevard Flow 
Rockville, Maryland 20850 Calibration Liters/M~n Time (Military) Count Data 

Total Fields Blank Net 
Sample # Pump ID Pre 

Fibers 
Post Mean On Off Total (Mini Volume Count Counted Count Count Per cc 

Fleld Area d 0 0 7 8 5  00801 ' Calculations y t i  = -- Total T~me = Off-On Volume =Total T~me  x Mean Flow 
(Check One) 00754 00817 

00724 

Filter Sire 6 2 5  mm (385 sq rnm) Net Count = (- x 1M)) - Blank Count Fibers Per cc = Net Count/100) x Filter Area 
37 mm (855 sq mrn) ield Area x Volume x 1000 





Page # 
LOG SHEET 

Date: 

Project Number: 

Industrial Hygienist: 

Abatement Contractor/Supemisor: ker/,  &&>4/m~r/ -3 

Time Remarks 
Y' m3/ d && A&- 



Page # 
LOG SHEET 

Date: 

Project Number: 

Industrial Hygienist: 

Abatement Contractor/Supervisor: 

Time - 
/830 

*?25 /pa &id dw 205d3. 
/ 

/r A .  w a r  rrcGY f" 
3 d  #'- oOY, 

Sct-+k9 /& 



t?? INSPECTION OF ASBESTOS REHOVAL 

Bui lding: z &Q k,*/d24 
cation: 7 /# dY A& 

'3roject Number/Description: 

Company Performing Abatement: 

Building Supervisor on Job: 

Foreman on Job: 

TTB Inspector: 

A. Inside Work Are4 

Not 
Yes & A ~ ~ l i c a b l e  

1. All surfaces have been wet cleaned. - / - 
2. All outer layers of plastic sheeting have been 

removed from walls and floors. 

3 .  Visible residue/residual dust removed from: 

a. Floor 

b. Horizontal surfaces 

c. Pipes 

d. Ventilation equipment 

e. Horizontal surfaces 

f. Pipes 

g. Ducts - - / - J 

i. Lights 

4. A thin coat of satisfactory encapsulating agent 
has been applied on to all surfaces including 
structural members and building components 
(if in specifications). - / - 

5 .  All contained waste has been removed from the 
work area in proper decontaminated containers. 

6. Damage incurred has been repaired by workers. AL- 
7. Persons loading/unloading ACM are properly pro- 

tected with disposable clothing and respirators. - / - 
Tracor Technology Resources. Inc. a subsidiary ot Tracor. Inc. 1601 R- Boulmrd Rockville. Muyland 20850 
Tefephona 301: 2Sl 4911 Fax 301: 251 4917 



Comments : 

B. Clearance Testing 

Not 
& A ~ ~ l i c a b l e  

1. Agressive final air sampling? - / - 
if yes, describe method. 

Comments : 

Final Air Sample Results: Date/Time: 

/3 /fi74 2dgT, A/&&&/ G=iY,/&& rmd~d' 45- 86;) 



Page # I 
LOG SHEET 

Date: 53 1 \3\ Q,.\ 

Project Number: Lqk\o O\A 
Industrial Hygienist: 

Abatement Contractor/Supe&or: kfifico 3 

Time Remarks 

'J a m -  
% r e  LLC, + . . 

\1\-L h 4 C 1 -  b , A  
v 

\\ 
b-hm s-w :- -i~*-, \i+% A 8- - k4iu,x -Q ,020 

u I 0' 
\- a&- A %\- -,A -0 . o m \ \  

w w l  c*f & I  k* 
0 ' - k .sw\' 

Lbd-4.~ d b - > / \ r ,  A \\&T&d J,Q&\&. 
\ 

4 o4\L  ~hbfi* & F*v\n. - Q  . b u A  

L.X\ G ~ L  \i;s.ct .A , F i d  -o.oroL\ 
w e &  wiT\*urc3 A L ~ R  +.u.,Q h 

Q+a 4 0 %i'T k;f C\ ~v m05 

A% *b+ c%~\&\R &gQ. -h.c\209 

5- F;w -(- -O*UZ.O' 
U - 

%.x d n  V -4 'LT h O-J*Q\ I WL ~,lu*T\ku &Q , Q Z ~ "  

\Z&L ~ h f . b " 4  L \ \   ST^ b L A &  
\ 

Q U '  

\A b bi. ccb.&k J T A ~  -hkb, h h T f  I m A 

-Q ,oLQ" 
3 - - 

P-cuk4.e G\ 7 K & 
4- 



a t l i b i t  B 
. . - - 

. - .  
.. . 

GSX ASBESTOS ABATEMENT MONITORING CSEGCLIST 

Removaf CunfllCtar: 
- TG startad: 07 DO - Manitorirq Cantractsr: 1 -rmQ< T h m  Stopped: \Yo0 

1. Work sits a. Terkaetm aarrf er 
Isolation 

J 

c. GL3VE BAG ? g O J  

d .  Seds around d u c t s ,  
v i - i s  and dears - d 

e . "NegatLve a i r  . m a ~ ~ e *  1 

f .  Negative pressure 
> .03" J 

Problem 
Ez~ccuntertb 

OSW SIGN ~ W I E J T O S )  
2 - - .  - ---. 

- -- 
Oumpst%r. ducts-, drunu, J 
and bags labelled - 

-- 3 - .Work. . .;- ... a. H a m m e r s ,  saws, etc, 
J- >- -  - /-- Practices NGT in use. 

b. Removed Matarfa1 
Prcmptly gagged, 

c. Oebrfs Stsred in 
removal. area. J 



d . .  HE?&.Vw4um. 
L? use. 

e. ,';atarLdL Kept 
Wecad U n t S  Eagsed. J 

4 .  5Jarka.r Pntact icn 
a. OiSposable C U t ! q  J Used One The. 

b. ? w a r  HIOSZi Of- 
rss~izatars. HETAT 

PAP%- - 
'm?"C" - 

c . ?=spa+ Cec~nfami nation 
Sequence Fallowed 

5. S P i o w e r s  a- FuneLoning? d 
b. Scap and Towels? IT 

6 .  Work liabf ts a. No SmakLng 
L? W o I k  Area 

F i e l d  Notes: 
*Cesc&e any przbLens encamtarad here- The above questicns 

are to be answered eiZ?er *-" or "Ptoblem Enuuntared-" 

Repoxprepared By: 
. .- 

-. - 



Exhibit B 
. . - - 

- .  
. . .  GSA ASBESTOS ABA- MONITORING- OfEGCLIST 

3 
Buflding : Pmj.ce: \.9%O\a, 

LacaeLan: Data: 
I 

RemoodL Cnntractor: ~k Startad: - 
--Z 

Morzitnring Cantraczor : bk / Tinu Stopped: 9.' 2 

t, 
1. Work sit8 a.  Per4-tar 3-i- 

I s o l a t f  on 
b . Dec=nt&?ation 

C9zzzaL?s w 

-- 3 - Work . ;- 

Practicas 

c. GLOVE BAG ?ROJ 

d .  Seas around ducts,  
~ ~ - d c w s  and doors . W 

e. "NegatZve air macCrir.ew 
in use w 

. . 
f .  Negatfve pressure 

> -03" 0.03- 

- -- 
c. Dumpster,  d&,drumr; 

and bags labelled u - - 

a. Hammers, s a w s ,  etc. w-- - -- 
NGT in we. 

- --. - 
b.  Removed ~atariz 

Prmgtly gagged, G 

c. DebrLs Stored fn 
remavaL area. 



d * .  H r , i ? k . V a c u ~ ~ ~ .  
in use. 

4 .  Watkor P r u t a c L c n  
a. D i ~ o s a b l e  CLotff,q 

Used One Tiae .  / - 
=- HETA 

PAPR 
A A-- 

b- c. ?==get Ceczntvaf nation 
Sequence Fcllawed i, - 

5. Szzawm a. F ~ U ~ ~ L U * ?  / - b. Scap and TcweLs? - 
C--. L'sed. Eat! Dep-=a? . - 

6. W o r k  Eiabits a. No SmakLq - 
L,? W o r k  Area - 

- 
b. Na E a t i ~ i / D ~ w ~  - - 

Problem 
Enwuntersd 

F ie ld  N a t e s :  
* D . r e > e  any pr=blems ancauntered here. The above guesricfis 

are to b e  answered either "=* or "Problon Encounr~re&." 

1 

Report-Prepared BY: 
/ L Data: 9/f3 / /7g  

. .- / 



lhGa Technology Resourns 

Building : 

Address : 

Project Number/Description: 

Company Performing Abatement 

Abatement Company Supervisor on Job: Title: &/cYu,~QY 

Building Occupied: L Y e s  - No 

Work-Site Preparation 

A. General 

1. Area non-accessible to general public 

2. Sufficient firelemergency exits 

a. Fire/Emergency evacuation plan developed 
and reviewed with all abatement workers 

3. Safety hazards reduced 

a. Other safety aspects addressed: 

1. height 

2. confined spaces 

3. electrical 

4. heat 

5. cold 

6. other 

4. Work-Zone Area: Sq. Ft. Cu. Ft. 

Not 
A~~licable 

Number of Rooms .- 

5. Pre-cleaning (Hepa/Wet Wipe) 

a. Moveable objects ' 

b. Fixed objects 

6. Temporary Waste Storage Area 

7. Emergency Plan/Phone Numbers 

Tmcor Tachnology Resou~a .  Inc. subridiuy of Trrcor, Inc. 1 Wl Rl lu lcr ,  8oulov8rd RotkvillO. M u y l ~ d  20850 
Td.ph~n@ 301: 251 4911 F u  301: 251 4917 



lhca Technology Resources 
Comments" 

B. Sinnane 

1. Proper warning signs at entrances and exits 

Not 
A ~ ~ l i c a b l e  

2. Dumpster Labeled - - 
Comments : 

fa 

C. Airlock-Decontamination Area 

1. Clean Room - 1st Stage 
a. Hangers/lockers, clothing storage provided 

b. Double plastic flaps at entrance and exit 

c. Asbestos bag for towel/cartridge disposal 

2. Shower Area - 2nd Stage 
a. Showers operating 

1) Hot Water Available 

2) Cold Water Available 

b. Shower waste water properly filtered 

c. Double plastic flaps at entrance and exit 

d. Clean, disposable towels available 

e. Opaque Poly at exit/entrance 

f. Soap, shampoo available 

g. Disinfectant available 

3 .  Equipment Room - 3rd Stage 
a. Double plastic flaps at entrance and exit 

b. Asbestos bag for disposal of used suits 

Comments : 



gr# Technology Resources 
Not 

Yes No ADDlicable - - 
D. Perimeter Barrier Pre~aration 

1. 6 ml plastic used 

2. Floor plastic (2 layers) 
c-3 

3. Wall plastic 

4. Proper sealing of: 

Doors 

Windows 

Ventilation Systems 

1) Vents 

2) Ducts 

3) Grilles 

4) System turned off 

Pipes and conduit 

Light Fixtures 

Sprinkler heads 

Any other openings into work area 

Other misc. fixturedgauges, etc. 

Penetrations through ceiling into work area 

5 .  Test Methods 

a. Smoke tubes 

b. Visual 

Comments : I 

E. Asbestos Removal Eaui~ment 

1. H.E.P.A. Filtered Vacuums 

a. Number of units # 3  
b. Type Ad lo  -&&H .&WO 

c. H.E.P.A. filters present 1/85 

d. Machine working hours 

e. Most recent date of H.E.P.A. filter change ? /$ qg 



2. H.E.P.A. Ventilation Units 

a. Number of units JAY - 
b. Type d ? d y / k a  JHF, 

c. Operating y e s  -NO 

d. H.E.P.A. filters present 1 yes - No 
e. Exhausted out of work area 

f. Machine working hours 

g. Most recent date of 

h. Negative pressure inside work area: 

Measurements 

1 03= 
2 

Inches H2Q Location 

3. Water hoses present - /' Yes - No 
4. Airless sprayers present - J Y e s  - NO 
5. Surfactant present 

6. Type of encapsulant to be used 

7. Any other equipment to be used d. 
Comments : 

F. Worker Protection 

1. Respiratory Protection 

a. Type of respirators to be used 

b. Are respirators NIOSH/MSHA approved? - /yes - No 

2. Employee training within past 12 months? d y e s  - No 
3. Medical Exam within past 12 months? - /Yes - No 

4. If jurisdiction requires licensing, do all 
workers have proper identification to perform 
asbestos removal? - d' Yes - No 



' Ihcr Technology Resourcas 
5. Disposable Protective Clothing 

J' fill body coveralls - 
- Hard hats 
/Head covers - 

ye protection 

9 oot covers - Gloves 
- Ear protection 
- Knee protection 
- Rubber boots 

6. First aid kit on site? - J ~ e s  - No 
7. Adequate lighting? No 

Comments : 

G. Verification of Waste DiS~osal Site 

Name and Location: 

H. Authorization to Proceed 



~j Technology Resources 
BESTOS ABgTEPlERT CBECKLIST 

Building : H~L &&&he @ / c E  Date: A,G. /+ 74 
Address : *?2r /yd, y.? dd ! 2853 
Project Number/Description: k d G % ? d /  >E#ma / 6- 

@ A  /A ,9u/&-. 

Company Performing Abatement: 

Abatement Company Supervisor on Job: /&7 zA&79 h&%Title: g~yhbfl 

Work-Site Pre~arattoq 

A. Airlock - Decontamination Ar e q 

1. Clean Room - 1st stage 
a. Floors clean 

b. Asbestos bag for disposal of towels 
and cartridges 

c. Street clothes properly stored 

d. Daily sign-inlsign-out sheet posted 

2. Shower area - 2nd stage 
a. Shower operating 

1. Hot water available 

2. Cold water available 

b.' Shower waste water properly filtered 

C. Opaque Poly at exit and entrance 

d. Soap and shampoo available 

e. Sanitized 

3 .  Equipment area - 3rd stage 
a. No excess asbestos debris present 

b. Contaminated suits and material placed 
in asbestos bag 

4 .  Airlock perimeter plastic flaps intact 4 - 
5 .  Proper signage at entrance 

Tracor Technology Resources. lnc. a subsidiary of Tracor. hc. 1601 Research Boulnard Rockville. Maryland 20850 
Telephone 301: 984 2849 FAX 301: 984 2817 



Comments : 

B. perimeter Barriers 

1. Perimeter plastic intact 

2. Windows and doors sealed 

3. Ducts, ventilation systems, pipes sealed 

4. All other vertical and horizontal openings 
into area sealed 

Comments : 

El0 t 
Yes No A ~ p l i c a b l e  - - 

C. Work Area Practices 

1. No hammers, saws or brooms - d' - 

2. Material kept wet - d' - 

3. Material bagged properly 

4. Workers protective equipment: 

Full body disposable clothing intact 

Proper foot protection 

Hard hats 

Eye protection 

Gloves 

Ear protection ' 

Knee Protection/Elbow Protection 

Rubber boots 

5 .  Adequate lighting 

6. Protective equipment for inspectors available 

7 .  Emergency/f ire 'exits marked and unobstructed 



Tnca Technology Resourcss 
Comments : 

D. Worker Decontamination and Work Habits 

1. Workers shower upon leaving work area v' - - 
2 .  Contaminated full body suits bagged in dirty room 

3. Disposable suits used once 

4. No smoking in regulated area 4 - 
5 .  No eating or drinking in regulated area 

Comments : 

E. H . E . P . A .  Ventilation Units 

1. Number in use 

2. Pre-filters changed periodically 

3 .  Negative Pressure Inside Work Area: 

a. . Measured with: 

1. Magnahelic gauge /' 
2. Transducer 

b. Location(s) and Negative Pressure Reading: 

Location Inches HZ0 

/I 1 Q&= 

4. Is microtrap exhaust properly vented? L'- 
5 .  Is microtrap exhaust hose intact? 1- 



F. End of Work Dav Procedureg 

1. Material on floors bagged before leaving area 

2. Bags of asbestos sealed and labeled 

3. If bags are removed 

a. Properly decontaminated 

b. Tightly sealed 

c. Placed in drums 

4. Are microtraps left running overnight/ 
continuously through job end 

5 .  Work area properly sealed off 

6. Persons loading/unloading ACM are properly pro- 
tected with disposable clothing and respirators 

Comments : 

N o t  
Yes No A ~ u l i c a b ! e  

G. Samples Taken 

1. Number of Air Samples taken 

2. Number of Air Samples taken by Contractor 

3. Number of Bulk Samples taken 

4. Personal Sampling Results: 

Area Personal 

Sample Number Worker Task Results ( f / c c )  

H. What is the daily fob uronress? 
(Include amount of asbestos which was removed/encapsulated) 



TRACOR TECHNOLOGY R E S O U R C E S ,  I X C .  
R O C K V I L L E .  MARYL.4XD 2 0 8 5 0  

P R O J E C T  x LOG Jf 

SUMMARY REPORT 

DATE 
SAMPLE 4 COLLECTED 

r 3  

LO(3hT I  OX 

OUT 
OUT 
O F T  
I N S  
OUT 
OGT 
OUT 
F I N  
F I N  
-F I  N 
F I X  

KEY: BRG BACKGROUSD 
F I N  F I N A L  CLEARASCE A I R  
PER PERSONAL 
GVB O L T S I D E  .AF!EA SAMPLE D U R I N G  GLOi -E  BAG REMOVAL 
I S S  I N S I D E  CONTAIS!4EXT 
OUT O U T S I D E  COSTAINMENT 



-- 
E E 
E E 
8 8 
Lou, 
mu, 
'12 
E E 
E E 
u,b 







Page # 
LOG SHEET 

f 
. -  Date: 

Project Number: &&A #A2  

Industrial Hygienist: 

Abatement Contractor/Supervisor: 

Time - - - Remarks 



LOG SHEET 

. - Date: 

Project Number: f l /  ZL 

Industrial Hygienist: 

Abatement Con&actor/Supervisor: r, 

Time - Remarks 



Page # 3 
LOG SHEET 

Date: AUC, 27 / Y Y L /  

Project Number: 6 y@d - / z  
Industrial Hygienist:  ma &&L.zP& 

Abatement Contractor/Supervisor: , 

Time - Remarks 
~ 4 L r S & ~ / z -  L w &&5 - /,,,, me 



LOG SHEET 

Date: LC, 27 1'?$Y 

Project Number: G c / g 6 - 6 )  2- 

Industrial Hygienist: r. MI ~ t s  

Abatement Cc~tractor/Supervisor: PE  PO 

Time - 
y;m 
y, z5-- 

.3;m) 

5'< 15 

4 1.50 



LOG SHEET 

,- Date: 

Project Number: 

Industrial Hygienist: - 
I 

Abatement Contractor/Supervisor: B& /A 

Time - 
/cedi4 
/4/0 



c. Seals mu& durs, 
w-ws and &azs I/ - 

. . d .  Ve-deal anc! m-0 
=cn.tal O ~ e E L . q s -  .-v . - 

. - - .  
e. ";crim%=apm 

Lz use L/( - 

a. Cau-t=fon S f -  a t  .. /naV.;. 
..-. 

b. CSiW SIGN (AS3ESMS) J - 
- -.-..I- - . . -. ..-.--?,- --.. 

C* D u l q s t a t ,  duc3,drunu, 
and bags Iabdhd -I.&=---.:.- .. 



d. ElEFA VdC(tUZII 
fa use. 

4, Warket Pxoz-cn 
a- Di-csable 

Used.  .Coe .T-- l /  - L 

J 

b L  9Zger N I C S E  
=q&3zs=s 

mF"'- ' 
-- . . .- 

c. P r s q a r  Cecsneaniaa~cn 
. . S m a r s a  FoUoond W 

5. shew- 
-.. . - 

a. r ' u n c z z c ~  
b. Soap and Taw&? 
c. Used Eac.3 Depeura?  

f f a l d  Not-: 
*aesc=tho anp prabl- ~ u n t a r e d  h u e .  Thr ab- -& 

m. be aruorerac! eL*.' "YES" or Eauuatm.' 



Exhibit B 

GSA ASBESTOS ABATEMENT MONITORING CHECXLIST 
i 3 

Building : project: r64Pd -D/9 
/ 

Location: Date : / P #  " / 

- ~ i o ~  stmod: / 9m 
Monitoring Contractor: Time Stopped: 

Inspection Activity to Within Problem 
Cateqory be Checked . Limits Encountered 

I. Work site a. Perimeter Barrier / 
Isolation 

b. Decontamination 
Curtains v' 

c. GLOVE BAG PROJ 

2. Signage 

d. Seals around ducts, 
windows and doors . 1/ 

e. "Negative air machine" 
in use J 

f .  Negative pressure 
> .03" / 

a. Caution Signs at 
vestibule entry. 

b. OSHA SIGN (ASBESTOS) I/ 
c. Dumpster, ducts,drums, 

and bags labelled 1/ 

3. Work. a. Hammers, saws, etc. 
Practices NOT in use. / 

b. Removed Material 
Promptly Bagged. I/ 

c. Debris Stored in 
removal area. J 



GSA ASBESTOS ABATEMENT MONITORING CHECXLIST (Back) 

Inspection Activity to 
Cateqory be Checked 

' 3 

d . . HEPL .Vacuum 
in  use. 

8.  Material Kegt 
Wetted Until Bagged. 1/ 

4. Worker Protection 
a, D i s p o s a b l e  Clothing 

U s e d  One Time. r/ 

P r o b l e m  
Encountered 

b. Proper NIOSH 
respirators. 

PAPR 
- 

c. Proper Decontamination , 

sequence Followed / 

5. Showers a. Functioning? J 
b. Soap and Towels? v 
c.. . U s e d .  Each Depasture? L/ 

6. Work Habits a. No Smoking d 
In Work Area 

b . N o  Eating/Drinking L/ 

Field N o t e s :  
*Describe any problems encountered here. The above questions 

are to be answered either "YES" or "Problem Encountered." 
. . 

Report Prepared By: Date: f?$-J8~# 



Exhibit B 
. . 

GSA ASBESTOS ABATEMENT MONITORING CHECKLIST 

Building : NB3d7 project: 6Y&,-d/2-61 

Location : ?PO pl~ch Date: g - 77qC/  

Removal Contractor : PFT/ZO T i m e  Started: 7 ; m m  
C 

Monitoring Contractor: / /?Kc& T i m e  Stopped: Z ' t E ~ f l  

Inspection Activity to Within Problem 
Category be Checked , Limits Encountered 

1. Work site a. Perimeter Barrier J 
Isolation 

b. Decontamination 
Curtains J 

c. GLOVE BAG PROJ u)b  
d. Seals around ducts, 

windows and doors - J" 
e. "Negative air machine* 

in use 

f .  Negative pressure 
> .03" SEE PRNCZE ATTAW 

a. Caution Signs at 
vestibule entry. / ' 

b. OSHA SIGN ( ASBESTOS /" 
C. Dumpster, ducts, drums ,/ 

and bags labelled 

3. Work a. Hammers, saws, etc. / 
Practices NOT in use. 

b. Removed Naterial 
Promptly Bagged. / 

c. Debris Stored in 
removal area. / 



GSA ASBESTOS ABATEMENT MONITORING CHECXLIST ( B a c k )  

Inspection Activity to Within 
Cateqory be Checked Limfts 

d . . HEPA .Vacuum. 
fn use. 

Problem 
Encountered 

i J 

e. Matela1 Kept 
Wetted Until Bagged. /“ 

4. Worker Protection 
a. Disposable Clothing , 

Used One Time. 

b. Proper NIOSH 
respirators. 

:/ Disp 
-A- 
P A P R ~  n TYPnc 

c. Proper Decontami nation 
Sequence Followed / 

5. Showers a. Functioning? / 
b. Soap and Towels? 1 
c... Used. Each Departure? , 

6. Work Habits a. No Smoking 
In Work Area 

Field Notes: 
"Describe any problems encountered here. The above quest ions 

are to be ansieied either "YES" or "Problen ~ncountered. " 

, /' //, , ,, // 
Report Prepared By: Date : y027-77 



Xcf l ' t f  y t= 5% cec!ed 

5 .  3asfduil C u s  cn: 

( :e lcw eye a. FLcor. 
Lave1 ) 

b.  l ? c e z a z ~  

( akcTte eye 
l eve l  ) 



ff aLI c=hr  tase3 arui sf-&tioxas agcaat ta b e  saefsczcq ,  cka 
i%lai = twa w f l '  be. takan- 

S&+-aL ? r u m b u r  
I 

tsar2 cn: 



TRACOR TECHNOLOGY RESOURCES.  I S C .  
ROCKVILLE.  31ARYLXXD 2 0 8 5 0  

P R O J E C T  o 

SUMMARY REPO-Rx 

DATE 
c-3 

LOG $ SAMPLE t - - COLLECTEQ LOCATION F / C C  

OUT 
OUT 
OUT 
OET 
OUT 
I F S  
i X T  
1 :<s 
F 1 >.: 
F 1 J- 
OLT 
OCT 

KEY: BKG B.4CKGROUND APPROVED 
F I N  F I X A L  CLEARANCE A I R  
PER PERSOX4L 
GVB O U T S I D E  AREA SA>IPLE DURING GLOVE BAG RE>lOV.AL 
I N S  I N S I D E  CONT.4INMENT 
OUT OUTS I D E  COSTA I NMEN'I' 





I Tmor Technology Resources Air jample Sheet I project # 1014 ,81& ,O I I 2, I , I 
1601 Research Boulevard 
Rockv~lle. Maryland 20850 

Flow 
Calibrat~on Liters/Min T~me (M~l~tary)  Count Data 

Total F~elds Blank Net Fibers 
Log # Sample # Pump ID Pre Post Mean On Off Total (Mln) Volume Count Counted Count Count Per cc 

, A  2 r s>~z .~~ f .  In5 120 I Z , S  - I ~ . c I ~ . ( I ~ ~ ~ I ~ ~ \ A s T ~ ~ o o  1i-o I a 1 \UO I - 1 a lam\ 
A Notes: 9 .  L A - & . 0 GAL  if^)&?.^ 

I (ras-8Ia.s 1 a . 7  13.7 1u-1931 \ a r J 1 3 \ ~  17ao I \- 1 30 I - 1 C h 3  . 1 o .a3 

Calculations: Total T~me = Off-On Volume =Total Time x Mean Flow 

Filter Size A 2 5  mm (385 sq mm) Net Count = (Fi',p~~I~,","$kd x 100) - Blank Count 37 rnm (855 sq mm) 

/  ATE' ANALYST DATE 



I Tracor Technoh~y R ~ S O I I ~ C ~ S  Air dample Sheet ] r o e c t  6 I -  c I I ,  I I 
1601 Research Boulevard Flow 
Rockv~lle. Maryland 20850 Ca l~bra t~on  L ~ t e r s / M ~ n  T ~ m e  ( M ~ l ~ t a r y )  Count Data 

Total F~elds Blank Net > F~bers 
Log # Sample U Pump ID Pre Post Mean O n  Off Total ( M ~ n l  Volume Count Counted Count CourP Per cc 

- - 
"YM'Y I I C I  IF; I/c-: 
B Notes r , f, C <+, '\, - - -7 ED -(q,k;t>. /oh\, 
c my534L1 I ( I I  I  I 1 I I  I I 

1 . 1  I I I > I 1 I .. 
C Notes 

~wv- j  1 17 -4 I I I I I 
I I 
I C I I I 

D Notes \WK 
F ~ e l d  Area ~ ~ 7 8 5  0 00801 Calculat~ons yrn = Total T ~ m e  = Off On Volume =Total  T ~ m e  x Mean Flow 
(Check Onel C1 00754 0 00817 

00724 

Filter Size 
37 m m  (855 sq mm) 

Net Count = (F$~~l,-!,","~~d x 100) - Blank Count Fibers Per cc = (Net Count/lOOl x Filter Area 
Field Area x Volume x 1000 

I ,  

% ?:,'.;< 

DATE 

.- 
:- _..- - ..-. *- --.. .I :. . .-- A/---- --. ...- 

- --~ELD TECH. 

. - . -.- . .... - -- 
ANALYST DATE 



1, Wark sit8 a. P e i e t a r  S a r z i i a r  
' Isolation - b. Dec3nW~i .~?d t i~~~  

C u n a f M  (ks, 
d 

c. Seals around d W a ,  
windows and &- - 

a. V e r t f d  and I fd -  
zontal og-s- + A $ ;  

in use + 
f. Negative p r e s s u r e  

> ,02" u I & --.  

a. Cautfan Sf- at . .---.* - -  
vestibule en-. 

- -- - - -  - - _-- - 
c. D u m p s t a r ,  ducts,drums, - and bags labrllect ;$;L.- - . . 

- - .. - ._ - - --- . 



AsaEsTOS A 8 A m  STARZ-UF -'r (Hack) 
? - .  - - .  

d. EIEE)A V d c u ~ ~ l t  
Fn use. 

e. MatarfaL Kept 
W a t t a d  UatAL Baggad.  

F-cning? 
S o a ~  and Towe&? 
U s e d  EacA Depamura? 

No S w g  + 
No Ear?g/Dr'- u& 

J 
Field  NotsJ: 

* D e s c = U e  arrp problems erzcaunt.tad here. The  above questfons - to br armwered eithar "\YES* ot "Problem Enmuntsrad, " 



- ' .- - 
a.  amm mars, sans, ~ t t ,  

tb (4- XC-2 Lt use. 



d,. E E 2 k . V z a .  
Lz use. 

4 .  Va-*u ?xzaczAcn 
a. Oi=c~ai=la CfatZUz4 

\I Used C r a  Tlrrre. - 



I 
C. Seals &===U=d d=Zs, 

w k d c w s  me ecan -ah1 
V 

a.  "Xqat fve  aiz m a c ! ! - ~ *  
; - -. use * 
t 

a. Caut2cn S i w  at 
ves=-uLe en-. "hJ0 - 

b. CSaX SIGN ( A s a m )  

- - 

a. H a m m e r s ,  sans, 0%. 
NCT L? use. 

b. .5emcveO ,Yat=td 
?==pzLy B a s e d .  y,d 

c. C e r l s  st=- b 
r-val araa. 



d - .  E f a k . V a c u m .  
Fa use. ~1 

e- Rapt 
W e c a d  Un4,1 3qs&, 

4 .  Worker ?~zac%cn  
a- O*csable C L 0 t ~ ~  

U s e d  Cra Ti;ne, + 

a . FW.~~CFL*G? 
b .  Scag and Towels? 

- c.. . Usad. Z c t  Oep=&-e? 
5- 

- .  
E e L C  Xazes: 

* D e s c z e  any ~=tjlams a3auf.tartC heco. Ru &me qces~=cns  
are t= ba ~TSW~,-& ei=Zez 'YZS* a= '?==nlent Zucsunta.z. 



: 4- - 
'p - -. . .  --*.1-. 

> . . - .-.: --5-z. -I=-:- 

-= B - . - - 
- - . . -- . - .- - -- 

GX U a E s T C s  rn- 
- -: Prof-: 

a l z U x . 2 :  p k  
R - m m a  C s n ~ c = z :  

~ ~ a u z n r 2 q  czx=zl~~==:. T-, r* s-d:  2215 

w=cn XCt: ' t :  t= wz- 
Cataq3rr PZbLem 

he CeexeC Z?==&~=~ZZ~ 

1- *mrk *=a a. ?=saw 
i3oLac-m - 

5 -  C e C = Z t ~ d 6 ~  
(--..'-?s 

c- GZZ'E JAG ?9C,' 

d -  s e u  &Ye -, 
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LOG SHEET 

Date: 

Project Number: 

Industrial Hygienist: I 

Abatement Contractor/Supervisor: Zem~ k 
Time - = Remarks 



Page # 1 
LOG SHEET 

Date: 

Project Number: bh& O Q  

Industrial Hygienist: %VC+ \~CL..Q/ 

Abatement Contractor/Supervisor: " K.T.O\ &DL 6\- c 3 

Time - 
QL'AT 

67 30 

Remarks 



Page # 
LOG SHEET 

Date: +,~\I\\G\ 

Project Number: -%<- % 
Industrial Hygienist: &\b o\L 

Abatement Contractor/Supemisor: LT~Q\ b3 k 3 

Time 



Page # 
LOG SHEET 

Date: 
I 

Project Number: ,@-012 

Industrial Hygienist: I 
4 

Abatement Contractor/Sdpepenrisor: z*-o - 
/PD ~or~~\h 

Time - Remark 



3-  W o r k .  
P ~ z ! c a s  

C- seals b==u=*d OUCS, 2 'iz&-ds are &- - - 

8 .  "?rqa*'Je 6- 
< - - use ' J  - 

-O . YeGa.tf*te ,--SSU,Z 
> .03" ,,Ak\&b % Sfk - 

a- CautLcn S i p *  at 
veszz2tzLa en-. -- 4 

b. C S i ?  SIaV (-) ,-I - - 
. -- .- . 

c. C q s z = ,  d u e s . d C . 1 ~ 1 ,  
W-b bass lai=hUod J . - . -  - .- 

a- %mnatll, sans, a=, .d - XGT L? use. 



4 .  Xarkor ? z z w A c n  
a- O i ~ c s a k l a  Ca-24 v' Used Cra Tije. 
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Q a's - w b -  \\bT k Y 4 4  \* %I* k.q,\ I)Nh. 
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Exhibit C 

GSA FIXAL I,VS?ECTION OF'ASaESTCS AEATEXZNT P R C X C T  

B U ~ L U . ~  : WAG P Z ~ I  e c t  : L\& a\ X 

Ff3AL INSTSCTZCN: T2e f i . z~aL inspecticn s h a l l  c sns i s t  of  a 
. walk-==ugh L i s ~ e c t i c n  c=nduczsd by t!'?e 13 cen~-actar TX. Xe mzy 

a= tises t e  actcmgzrted by tke C ~ n z t c t i ~ g  O f  5icer1s 
4eprssentaziT:e c r  a Cesivee, a GSA Safer-  and =zvfzc rxe~ ta i  
wmasemer.= reprasec=azive, the  I3 c3ntract ' s Ca- if ied i~dus==:tL 
HysienLst, tke as&es t=s  abatement c=n=act=r, a s t a t e  o r  Locr i  
gcve:zxec= r2greseccati7e, tke  &ateme-?= c s n t r s c t a r ' s  :zdus:r:=L 
X y ~ ~ e n i s t ,  a tefiact Xgeccl Zepresencative, o r  aczhe r  i zz t rssz td  
ga,zzy. 

OBZZCTI'JE: Tke cbject ive is to ass=s tka t  t he  ASZESTCS h s s  5 ~ s ~  
rtmcved c r  akatsd a s  required in  tke CZNTIUCT. ALL  gzzzlss - .  skculc zunzliarlze tkemselves w i t h  the ~ r s v l s f c ~ s  c5 the csntrzc: 
acd L,L-e "Xskestzs Xemcval/Abat=!rIent Scqe 05 Vcrk . " TLls 
ckeckl ls t  I s  to serJe  as a w d e  fcr zke f i a a l  Lzs~eczlon. 

~czi- : lc t  t= b e  Checked 

I .  4esldcal C u s t  cn: 

(telcw eye 
level  ) 

(akove 'eye 
level  ) 

C. Ventf l a t i c n  
Equipment. 

f. Pipes. 

h. Registers 



- 
GSA FINAL INSTECTXON OF ASaESTUS ABA- PROJECT ( BACX) 

BULiC S M t ' t :  - 
A s  any dust found Fn *a t e m d  area Fs likely to b e  asbestos 
czntamiaated, in uses of  dispute, a s m a l l  quantity of raaterial 
m a y  be sent to a Cesf-ted Labaratorl for analysis. 

If all. cc?= tests and sf tuaticm appear ta be satLsfactor-1, t ke  
fizaL a i z  taszs will be taken. 

Serial N u n k e r :  . 10 

[OR Plow rate: 
( Eters/ML?ute ) 

ANALYST XIiALYZIXG SXl"?LES : 2 CATZ: ?7/j14~- 
F i e L C  Ncr=s: 

=Cescr:Be ar-y prablems encauntered here. me &cve ques - 4  r bI"llS 

i ( e~arz  Prepared By: 7-A Date: 7+6q 
RE?ORT RNIZVED BY: DATE : 



Exhibit C 

GSA FINAL INSTECTION OF'ASZESTQS ABATEMENT PROJECT 

Removal C ~ n t ~ a a a r :  k&\j= Time Inspected: \b% 
FonLtoring Contrzctar : ~ a -  Time Ccmpleted: \\%- 

FINAL INS?ZCTICN: The fLTal insgeetion shall cansist of a 
. walkz;?r=ugh inspection canductsd by the IX ccnt=actar 13. Ee mzy 
at tines ke acccmcanied by the Csntracting Officer's 
Reuresentati~~e o r  a Cesiwee, a GSX SafeFf and Envircnmental 
Fanacpnent representative, the IH cantract's Cartified Indus~rLal 
Hygienist, the askestos abatement canrractar, a state or local 
gove=ment representative, tke abatement cantractor's ~nduszr-tL 
Hygienist, a tenant Xgencf Regtesentative, or iztaros~2d 
part?.  

OBZECTIVE: T2e cbjective is ta assure that t,?e ASZESTCS has kes: 
remcved or abatad as requized in the CgNTXACT. A11 pz,-tits 
skculd funiliarize themselves with the provFsiocs of tke csntracr 
acd t!!e "Xskestcs 4emoval/Abatenent Scsge of Work." Tkis 
checklist is to serre as a w i d e  for the final inspecrion. 

A,=&: ,,,,,? -4 - t3 be Ckecked 
I. Resi6ual Dust on: 

(below eye 
level ) 

( above 'eye 
Level ) 

a. Floor. 

b. Horizontal 
Surf aces. 

C. VentAlation 
Equipment. 

e. Horizontal 
surfaces. 

7 f . Pipes. 

h. Registers 

i. Lights. 



EULX SAMPLES: - Z 

A s  any dust  found t? t , t  removal area Fs l ikely to be  asbestas 
cznt&,?ated, in cases of  dispute, a s m a l i  quantity of material 
may b e  sene cn a Cesfgnated lkborator'y f o r  analysis. 

If aLl ct,?er tes ts  and ~ i t u a t i c h s  appear to be sat i s factar~ ,  the 
fizal a i z  tasts w i l l  b e  taken. 

Serial Number: 

ANALYST M L Y Z I X G  SAWZLES : DATE : 

F F o l C  Natos: 
*Zescr=Be any problems encsuntered hers. T2e &ave cpestf ccs 

a== t3 ke ansderel. eFz%er. "YES" or "Problem E-?csunrez&. " 

Regor; Prepared By:- j 

R=ORT REVIEXED BY: DATE : 



TK4COR TECHNOLOGY RESOGRCES , I N C .  
K O C S V I L L E ,  MARYLAXD 203  50 

L,&ATk 
LOG 2 SA.',IPLE ; - E D  iu{ :XT I  (3N F /  C(: --- 

uUT !;. . 0 i; 5 
OGT C J  . !j ( I  - 

< ; ) . ( ) i ;~  

0y . r  ,.. . i !  0 
OUT < < ) . i j c j -  

INS , , . (-3 : 1 ! 

OUT Bi . . ? . i i=  . ? .  

OUT BL.A:tIkh= i j  , t j e )  

OCT < [ ) . ! i i j !  

:j . . , :  < ,,* + , 1 -.I -, 

OCT . , .  < . .  ; , , ; - .  . - 
0 I-' T < (1 . )-;$ 

u 1: .r < s.t21J.'. 

F 1 N < ! . . j i . j -  

F J S  < , j + C ~ i , i -  

< e,' . , j  ,.)- 
F I N  < ,,.) . :J\%>- 

L E Y :  BKG BACKGROUND 
F I N  F I N A L  CLEARANCE A I R  
P E R  PERSOKAL 
GL,-B O U T S I D E  'AXE-4 SAMPLE D E R I S G  GiOL 'E  5.4.b REhlOV-4L 
INS I N S I D E  CONT-AILMENT 
OUT O U T S I D E  CONTAINMENT 



I Tracor Technolooy Resources Ail &ample Sheet I r o e  6 1 , ~ 1 1  I I 1 
1601 Research Boulevard 
Rockville, Maryland 20650 

Log # Sample U Pump ID 

Flow 
Cal~brat~on L~ters /M~n T~me (Military) 

Pre Post Mean Off 

Count Data 

Total (Mln) Volume 
Total 
Count 

F~elds Blank 
Counted Count 

Net 
Count 

F~bers 
Per cc 

\ Y u ANALYST DATE 







h r i t c o r k c h ~ ~ ~  Air dmple Sheet I r o e c t  # I I 2 I J 
1601 Research Boulevard Flow 
Rockville. Maryland 20850 Calibration Liters/Min Time (Military) Count Data 

Total Fields Blank Net Fibers 
Loa # Sample # Pump ID Pre Post Mean On Off Total (Min) Volume Count Counted Count Count Per cc 

A 

I D I Notes: I 

2dzx=i'i 1 7.773 1 I I L  

B 

C 

C 

D 

Field Area: .00801 
(Check One) % ,0081 7 

Calculations: ?I","," = --. Total Time = Off-On Volume =Total Time x Mean Flow 

[3 ,00724 

Notes: 

I  1 I I  I I I  I I I I I I  I 
Notes: 

I  I I I I I 1 I I I I I I I 

Filter Sire &5 mm (385 sq mm) Net Count = (- x 100) - Blank Count 
37 mm (855 sq mm) 

.<,.Zc.( 1dYal I ~ ~ J . I L / ~ - I & D  I  (j I o I o K,uD< 

FIELD TECH. DATE ANALYST DATE 

A 

B 

Notes. < c ' K .  9 & A CA . La( - v- / 04FD <IcL+ 6 
1 I I I I I -- 



I T t ~ w  lbchnology Resources Air Sample Sheet I Project" 4,6b f tZldi 1 1 
I I w - 

1601 Research Boulevard Flow 
Rockville. Maryland 20850 Cal~brat~on L~ters/Min Time (M~litary) Count Data 

Filter Size A 5  mm (385 sq mm) Net Count = (F~~~I~, " , "$kd x 100) - Blank Count Fibers Per cc = (Net Count/1001 x Filter Area 
37 mm (855 sq mm) Field Area x Volume x 1000 

Total F~elds Blank 
Log # 

Net F~bers 
Sample # Pump ID Pre Post Mean On Off Total (Mln) Volume Count Counted Count Count Per cc 

A 3944 1 ‘ / I  /a 1 [d 1 Fa 4 q  I  I I  w I  2 I I I  Feud 
A 

B 

B 

' c  

C 

D 

D 

Notes - K AM+- .A ie 3d 
@ z0i;~74 I LC ILL  I fi I ~ J  1/6 V Z ~ I ~ V ~ ~ I I ~ ~ I I C Q  I J I ~ O J  I O I) 

Notes 3 dzf, cm/ A P  
='J(?Y I  /z I L - I I L O  I  11s I/* l / y Y  I l d  I / L p I  6 to3 l  0 l Lf l-c-f- 

Notes fib../.( 
793-Y I / ?  1L-4 fJ l i d  I I ~ %  I ~ t i ,  I/zjS)I I/" I o I / 

Notes KM/ ArYZ 
F~eld Area 
(Check One) %% g:y$ Calculat~ons yz," = Total T~me  = Off On Volume = Total Tlme x Mean Flow 

00724 



Page # / 
LOG SHEET 

Date: 7" I-@= /?9q 

Project Number: wdib- biz 
Industrial Hygienist: Jr) 1c~ttt3- - i h w e ~  

abatement Contraaor/Supervisor: 2 t m =  / Z ~ M  A L ~  

Time - 
)?a - 



Page # \ 
LOG SHEET 

Date: QLTU'Q- % ,I%%? 
Project Number: w~& - O\& 
Industrial Hygienist: r $ ~ ~ ~  ++&" 
Abatement Contractor/Supervisor: %Ti0 b u ~ ~  . z 

Time - 
07 00 

07 30 



pase #- 
LOG SHEET 

Date: akL 4 ,  ~ y ~ l  
Project Number: 

Industrial Hygienist: & d 2 k  5 k ; 
Abatement Contractor/Supemisor: 

, / ' I  

Time - I ,Rema& 

J 

A![)- k C * &Md c4\r;y k~~ 
3ru h 5 L J  € 43 5ta ,AJ g 1 5 

C; w $6' rjnity C\L\ &,J 

(2- 
n 

3 -C 

&,A\ r$h7 - - 
3 5 6Wtb. 

C\ ui\ h% S& 3 + 4~  to,^ ~ 1 ~ 4 ~  

?a lL3 934 
J I 

t;-[ A,, P J .  us j 

o* 7.l; 
L 



.- .- -- 
a-; YP h ls f i  -7 -- - -.- I*.- j"; -017 . - -. -- -.. 

--A -- 
- - : i -~e  MS,L SPA- a= 10 S 

4 

I, W o r k  s f  +a a. P e r b e t a r  B-ur 
fsolatfon 

c .  Seals around d u C s ,  
wirroows and &ors 

d -  V e i d  and HotF- 
=on- ~ p e n i q s -  0 : 

e. * X i m t = a p m  
in use 

Problem 
EnuunterreC 

i 

b. OSXA SIGN (ASBESTUS) - --. - *- - - -  _-. . 
C- D u m p s t e r ,  d u c t s , - ,  

- --c - - and bags labaUed' . - -  

- +--- . . 



d. aEPA Vacuunt 
use. 

a. . r-anizz? 
b. Soag aad Towe&? 
c. Us& Each D e p n ?  

Field meas: 
* D . r c i b r  anp pmblons ancawtared here. The above m a n s  

a z e  to- be answatad eitc-at "YES* at "Prrrblenr SacuuxlZ8red. * 

ASaPtTUS ABA- LWN~TORING 

Report Prepared By: Date : 



Exhibit B 

GSA ASBESTOS ABATEMENT MONITORING CHECXLIST 

Building : project: ~ 4 ~ 6  -dk  
Date: /o/? I I 94 - /6/E I SL/ 

I I 

Removal Contractor : 2-0 
Monitoring Contractor: -r9co~ Time Stopped: OWd&.- /9/B/5Y 
Inspection Activity to 
Category be Checked 

Within 
Limits 

I. Work site a. Perimeter Barrier 
Isolation 

b. Decontamination 
Curtains 

c. GLOVE BAG PROJ 

2. Signage 

d. Seals around ducts, 
windows and doors 

e. "Negative air machine" 
in use 

f. Negative pressure 
> .03* 

a. Caution Signs at 
vestibule entry. .-No 

b. OSHA SIGN (ASBESTOS 1 * 
V 

c. Dumpster, ducts, drumsQw 
and bags labelled 

3. Work - a. Hammers, saws, etc. 
Practices NOT in use. 

b. Removed Material 
Promptly Bagged. 4@- 

Problem 
Encountered 

c. Debris Stored in 
removal area. 



Inspection 
Category. 

GSA ASBESTOS ABATEMENT MONITORING CHECKLIST (Back) 

Activity to 
be Checked 

d . . HEPk .Vacuum 
in use. 

Within 
L i m i t s  
3 

V 
e. Material Kept 

Wetted Until Bagged. 

4. Worker Protection 
a. Disposable Clothing 

e 
Used One Time. 

5. Showers 

Problem 
Encountered 

b. Proper NIOSH ~Ifsp 
respirators. H E P A A ~  

PAPR 
m p * C "  

c. Proper Decantamination 
Sequence Followed 

a. Functioning? 
b. Soap and Towels? 
c. Used. Each Depazture? 

6. Work Habits a. No Smoking 
In Work Area 

b. No Eating/Drinking 

Field Notes: 
*Describe any problems encountered here. The above questions 

are to be answered either "YES" or "Problem Encountered." 

Report Prepared By 



Exhibit B 

GSA ASBESTOS ABATEMENT MONITORING CHECXLIST t 

Bui ldfng: project: <prth\(~a 1 

~ocation : 3 d 7- L  ate: 1 h - q -  4 1  

Removal Contractor: ';k-f-p o Time Started: 0600 
Monitoring Contractor: 7- bt-x Time Stopped: 07 D D 
Inspection 
Cateqory 

Activity to 
be Caecked 

Within 
Limits 

/ 
1. Work site a. Perimeter Barrier 2/ 

Isolation 
b. Decontamination 

Curtains J 
c. GLOVE BAG PROJ 

2. Signage 

d. Seals around ducts, 
windows and doors - 

e. "Negative air machinen 
in use J 

Problem 
Encountered 

f . Negative pressure % G.jB 
> .03" 

a. Caution Signs at 
vestibule entry. J & 

b. OSHA SIGN (ASBESTOS) 2/ 
c. Dumpster, ducts,drums, 

and bags labelled J 
3. Work a. Hammers, saws, etc. 

Practices NOT in use. J 
b. Removed Material 

Promptly Bagged. N A  
c. Debris Stored in 

removal area. h)lQ 



Inspection 
Category. 

GSA ASBESTOS ABATEMENT MONITORING CHECKLIST (Back) 

Activity to 
be Chacked 

d . . HEPB .Vacuum 
in use. 

e. Material Kept 
Wetted Until Bagged. J 

4. Worker Protection 
a. DZspooable Clothing J 

Used One Time. 

5. Showers 

Proper NIOSH 
respirators. 

Proper Decantamina 
Sequence Followed 

HEPA 
PAPR 
mPrnjZ"- 

Problem 
Encountered 

a. Functioning? 
b. Soap and Towels? V /  
c-. Used. Each Departure? 4 

I 
6. Work Habits a. No Smoking 

In Work Area 

Field Notes: 
*Describe any problems encountered here. The above questions 

are to be answered either "YESw or "Problem ~ncountered. " 

m a -  Gs19 m?D'- 

Report Prepared By: 



GSA ASBESTOS ABATEMENT MONITORING CHECXLIST 

Project: \ A % L o k  
=3 

Building : QC 03 
Location: LA,F\- Data : \Q\ %\su\ 

L3.1'0 Removal Contractor: Time Started: 

Monitoring Contractor: -3- ~ i n u  Stopped: 1600 
Inspection 
Category 

Activity to 
be Checked 

Within 
Limits 

/ 

I. Work site a. Perimeter Barrier d 
I solation 

b. Decontamination 
Curtains 

J 
c. GLOVE BAG PROJ 

2. Signage 

3. Work. 
Practices 

d. Seals around ducts, 
windows and doors . 4' 

e. "Negative air machinew 
in use J 

Problem 
Encountered 

f. Negative pressure 
> .03" 

a. Caution Signs at 
vestibule entry. " d 

b. OSHA SIGN ( ASBESTOS ) 4 

c. Dumpster, ducts,drums, 
and bags labelled V 

a. Hammers, saws, etc. 4 
NOT in use. 

b. Removed Material J 
Promptly Bagged. 

c. Debris Stored in 
removal area. 



Inspection 
Cateqory. 

GSA ASBESTOS ABATEMENT MONITORING CHECKLIST (Back) 

Activity to 
be Checked 

d . . HEPk .Vacuum 
in use. 

within 
Limits - 

e. Material Kept J 
Wetted Until Bagged. 

4, Worker Protection 
a. Dfs~osable Clofhing / 

used One Time. w 

5. Showers 

Problem 
Encountered 

b. Proper NIOSH DfsP J /  

respirators. HEPA 
PAPR 
m m c *  

c. Proper Decontmination 
Sequence Followed 

a. Functioning? 3 
b. Soap and Towels? 4 
c. Used. Each Departure? + 

6. Work Habits a. No Smoking J - 
In Work Area 

b. No Eating/Drinking 1 
Field Notes: 
*Describe any problems encountered here. The above questions 

are to be answered either "YES" or "Problem Encountered." 

Report Prepared By: 



1. m* s i t e  a. ~ e i t a r  ~ar=iar :/ 
' Isolation - b. Decantaainatiorr - 

Curca&= S 
C. s a  around due=, 

W ~ W ~  sad Anars J 
d. V e L c a l  and EozL- 

zontal  O p ~ s -  
J .  

e. *Xicr0t=apw 
fn use 

2- wP%P a. Caution S i g n s  at -. 
vas+ibule entrp. --/ ..- .:. 

b. 0- SIGS (RS8ECm5) 1/ - .,--- - - -- - 
--_L _- . 

c. Dumpstar, d m , - ,  - - .  _ - - -  - and bags labrlle& 



e* M a t e d  Kept 
Wet%& U a t i L  B w .  

4. w0rk.r Pzo-mczLun 
a. Disposable CToW.g  

U s a d  .One .Tf;nr- 

- 5. S w a t s  a. ~ ~ o n f ; l g ?  
- .  b. Soag and Towe&? 

1 c- Used Ed& O e p m a ?  

Tfs ld  Not.s: 
problermg encauatuad here. The above questfah 

to. bm armwued eft2er "YES* ot " m b l a r  enrntmtared. * 

m m  m a r e d  By: oat.: ~ - 9 - 7 f '  



BtLlCf,2G :  an Fz3fecz: lo- 7 - 9 ~  

tcrltf on: c L //41L& Data: 4 q-t~;6-6[~ 

7& rso insvecz&: /79r 
/ 

Zemcval. C = n ~ - c s r  : 

~ c r ~ : = s = z ~  ~=r:z=zc~or:  T* ~plglat=d: /53D 
t 3 A L  INS2EC::CN: T>e f izd .  t lqecz icn  sP? lL  c=rsist of E 
,da -. : .<- ---ug? i -- izs~ec='ccn c ~ z = d ~ ~ Z s d  hy ~!!a Z! c=nt-rct=r 12. Se m z y  
z= z 2 e s  2e ac==n~zr"ad by =%e Cjr,trczLig Of5icaz1 s 
legrzs=zri=f-ie c r  a Ces2~-ee,  a GSA SaJar-1 an& Z z ~ t ~ z c r s e ~ c r l  
!!=zzcemer.+ rzprsser.cri:~ve, C?-Za X 9  csn==acz ' s C ~ z A 2 f  ed Zz&~szrz=l 
3 ,  cke asteszns & a T . a n ~ +  c+==aczor, a syare c r  lccrl 

o h  gcvJe-yzxer.= rzp==seozrz2*?e, .-.a akarmo-.r c=n-acror ' s :zdus==-=l 
i s ,  a r~.tr.= X5er.cl R e ~ r e s e n ~ ~ z l v e ,  c r  zcz.2e+ i ~ z s = t s s ~ t  
" -.-- =d, -1. 

Cusz 

- 
( fe lcw eye a. rfccr. 

l e v e l  ) 
5 .  Zcr2zcnt j l  

SL-.='ZCSS. 

( &cve 'eye 
Level ) 



aur;c S W L E S :  - * 
~s any d u s t  found 1;1 *a raemaL azea is U d y  to be asbaszas 
c=ntanizated, b cases o f  dispute, a sxuaLL quantfty o f  mz~terial 
may be sent  -a a Cesf~ated Laharatury f- analysis. 

Zf r'l c c h z  tests ar.& S ~ ? J ~ ~ ~ C F S  aGpear *a be satLsfzctgr1, tke 
2L:aL a;= =aszs will te taken. 

Regai, P=ep=eO By:  D a t e :  & ~ ~ y  
RTCRT LrJIZ5ED BY: DATE : 



Industrial Hygiene Technologies, Inc. 
Environmental & Industrial Hygiene Consultants 

ABATEMENT FINAL INSPECTION CHECKLIST & LOG 

CLIENT: GSA, NCR, SDS, WPYG 

See Asbestos Abatement Monitoring Checklist and Log of Events- Daily Log of Events for details 
concerning project. 

REMOVAL CONTRACTOR: Hillian 

CONTRACTOR SUPERVISOR: 

Silibo Costo 

Note: IHT received direction to conduct PCM final clearance on NEOB Fan Coil Replacement project from GSA IH 
Tim Sleeth. GSA states that the project is classified as an O&M project and not subject to NESHAP quantities. 

ORDER 
NUMBER: P-11-01-DC-0101 

\ l, I ,- 
Page 1 of 5 

BUILDING: New Executive Office Bldg: 

PROJECT: 4TH & Eth Floor Fan Coil Unit Replacement Project 

MONITORING CONTRACTOR: 
INDUSTRIAL HYGIENE TECHNOLOGIES, INC. 

' _,--&).~+WL---- 
Signature of Inspector/Project Monitor: 

e 

Date: 08 S e ~ t  01 
Project Monitor: Derek Green Training Cert.1 License No: 01 -0897 

(PrintiType) (PrintiType) 

CONTRACT NUMBER: 
GS11 POOMQD0098 

LOCATION: 725 17'" Street NW. Washington, DC 

DATE: 08 September 01 

TIME START: 0630 

ABATEMENT SCOPE OF WORK: Demolition, Decontamination wl  possible TSI removal 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

ACT NUMBER: 
PO2642534 

TIME COMPLETE: 1500 

TYPE OF ASBESTOS MATERIAL 
ABATED 

NIA 

OSHA ACTIVITY 
CLASSIFICATION 

QTY. OF ASBESTOS 
MATERIAL ABATED 

NIA 

CLASS l 

DESCRIBE SPECIFIC WORK AREA INSPECTED: NEOB: ETH Floor Risers 64 thru 70A Mini-Containment Work Areas B - J 

TOTAL SQUARE FOOTAGE OF WORK AREA: 9 Mini-Containment 
- ~ 

FINAL CLEARANCE (AHERA, PCM, NlOSH 7402, AGGRESSIVE): PCM 

X 

INSPECTION 
CATEGORY 

Residual Dust / 
Debris 

CLASS ll 

(The above questions are to be answered "YES" or "Problem Encountered Noted.) 

ACTIVITY TO BE 
CHECKED 

Floor 

Horizontal Surfaces 

Pipes 

Ventilation Equip. 

Ductwork 

Registers 

Lights 

Other 

CLASS Ill 

WITHIN 
LIMITS 

YES 

YES 

YES 

YES 

NIA 

NIA 

NIA 

NIA 

CLASS IV 

PROBLEMS ENCOUNTERED 



Industrial Hygiene Technologies, lnc. 
Environmental & Industrial Hygiene Consultants 

--- 
i ---\I - Page 2 of 5 

CLIENT: GSA, NCR, SDS, WPYG 

1J 4' 2-------- 
Signature of Inspector/Project Monitor: Date: 08 Sept 01 

ORDER 
NUMBER: P-11-01 -DC-0101 

CONTRACT NUMBER: 
GS11 POOMQD0098 

- 

.--- \/.A&.L- PCM SAMPLE LOG 
Microscopist: 

(sign) 

Project Monitor: Derek Green Training Cert.1 License No: 01 -0897 
(Printpype) (Printpype) 

ACT NUMBER: 
PO2642534 

BUILDING: New Executive Office Bldg: 

PROJECT: 4TH & 8th Floor Fan Coil Unit Replacement Project 

Sample Number 

090801 .GSA. 
PCM.POST.34.DG 

090801 .GSA. 
PCM.POST.35.DG 

090801 .GSA. 
PCM.POST.36.DG 

090801 .GSA. 
PCM.POST.37.DG 

090801 .GSA. 
PCM.POST.38.DG 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541-9015, Fax (703) 541-9019 

LOCATION: 725 17'" Street NW. Washington, DC 

DATE: 08 September 01 

Sample 
Type 

POST 

POST 

POST 

POST 

POST 

Fibers/ 
cc 

0.003 

0.003 

0.003 

0.003 

0.003 

Location 

New Executive Office Building: 8th 
floor inside containment B: Riser 

70A 

New Executive Office Building: 8th 
floor inside containment B: Riser 

70A 

New Executive Office Building: 8th 
floor inside containment C: Riser 

70 

New Executive Office Building: 8th 
floor inside containment C: Riser 

70 

New Executive Office Building: 8th 
floor inside containment D: Risers 

69 and 69A 

Flow rate 

on 

10.0 

10.0 

10.0 

10.0 

10.0 

off 

10.0 

10.0 

10.0 

10.0 

10.0 

Time Minutes 
elapsed 

120 

120 

120 

120 

120 

on 

8:48 
am 

8:48 
am 

9:02 
am 

9:02 
am 

9:23 
am 

off 

10:48 
am 

10:48 
am 

1 1 :02 
am 

1 1 :02 
am 

1 1 :23 
am 

Liters 

1200 

1200 

1200 

1200 

1200 

Fibers 1 
100 fields 

3.0 

4.0 

5.0 

7.0 

7.5 



Industrial Hygiene Technologies, lnc. 
Environmental & Industrial Hygiene Consultants 

ABATEMENT FINAL INSPECTION CHECKLIST & LOG 

Page 3 of 5 

CLIENT: GSA, NCR, SDS, WPYG 

I, / ,.J&", ZCYL-- 
Signature of Inspector/Project Monitor: Date: 08 Sept 01 

CONTRACT NUMBER: 
GS11 POOMQD0098 

ORDER 
NUMBER: P-11-01-DC-0101 

- 

=L&.F---- PCM SAMPLE LOG 
Microscopist: 

(sign) 

Project Monitor: Derek Green Training Cert.1 License No: 01 -0897 
(Printrype) (Printnype) 

ACT NUMBER: 
PO2642534 

BUILDING: New Executive Office Bldg: 

PROJECT: 4TH & Bth Floor Fan Coil Unit Replacement Project 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

LOCATION: 725 17'" Street NW. Washington, DC 

DATE: 08 September 01 

Sample Number 

090801 .GSA. 
PCM.POST.39.DG 

090801 .GSA. 
PCM.POST.40.DG 

090801 .GSA. 
PCM.POST.41 .DG 

090801 .GSA. 
PCM.POST.42.DG 

090801 .GSA. 
PCM.POST.43.DG 

Liters 

1200 

1200 

1200 

1200 

1200 

Sample 
Type 

POST 

POST 

POST 

POST 

POST 

Fibers 1 
100 fields 

4.5 

5.5 

6.0 

8.0 

8.5 

Location 

New Executive Office Building: 8th 
floor inside containment D: Risers 

69 and 69A 

New Executive Office Building: 8th 
floor inside containment E: Riser 

68A 

New Executive Office Building: 8Ih 
floor inside containment E: Risers 

68A 

New Executive Office Building: 8th 
floor inside containment F: Risers 

68 and 67A 

New Executive Office Building: 8th 
floor inside containment F: Risers 

68 and 67A 

Fibers1 
cc 

0.003 

0.003 

0.003 

0.003 

0.003 

Minutes 
elapsed 

120 

120 

120 

120 

120 

Flow rate Time 

on 

10.0 

10.0 

10.0 

10.0 

10.0 

on 

9:23 
am 

9:55 
am 

9:55 
am 

10:30 
am 

10:30 
am 

off 

10.0 

10.0 

10.0 

10.0 

10.0 

off 

1 1 :23 
am 

11 :55 
am 

11 :55 
am 

12:30 
Pm 

12:30 
Pm 



lndustrial Hygiene Technologies, lnc. 
Environmental & lndustrial Hygiene Consultants 

ABATEMENT FINAL INSPECTION CHECKLIST & LOG 

---- 
! + 1 ,- 

Page 4 of 5 

CLIENT: GSA, NCR, SDS, WPYG 

\,,--&~.kw----- 
Signature of Inspector/Project Monitor: Date: 08 Sept 01 

CONTRACT NUMBER: 
GS11 POOMQD0098 

ORDER 
NUMBER: P-11-01-DC-0101 

d 

.-__ 

2 r  l,-. aldz~-- PCM SAMPLE LOG 
Microscopist: 

(sign) 

Project Monitor: Derek Green Training Cert.1 License No: 01 -0897 
(Prinflype) (Printnype) 

ACT NUMBER: 
PO2642534 

BUILDING: New Executive Office Bldg: 

PROJECT: 4TH & Floor Fan Coil Unit Replacement Project 

Sample Number 

090801 .GSA. 
PCM.POST.44.DG 

090801 .GSA. 
PCM.POST.45.DG 

090801 .GSA. 
PCM.POST.46.DG 

090801 .GSA. 
PCM.POST.47.DG 

090801 .GSA. 
PCM.POST.48.DG 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

LOCATION: 725 17'" Street NW. Washington, DC 

DATE: 08 September 01 

Sample 
TY pe 

POST 

POST 

POST 

POST 

POST 

Location 

New Executive Office Building: 8th 
floor inside containment G: Risers 

67,66, and 66A 

New Executive Office Building: 8th 
floor inside containment G: Risers 

67,66, and 66A 

New Executive Office Building: 8th 
floor inside containment H: Riser 

65A 

New Executive Office Building: 8th 
floor inside containment H: Riser 

65A 

New Executive Office Building: 8th 
floor inside containment I: Riser 

65 

Flow rate 

on 

10.0 

10.0 

10.0 

10.0 

10.0 

off 

10.0 

10.0 

10.0 

10.0 

10.0 

Time Minutes 
elapsed 

120 

120 

120 

120 

120 

on 

1 1 : I  8 
am 

1 1 :18 
am 

11:40 
am 

1 1 :40 
am 

12:30 
Pm 

- 
off 

1 :18 
Pm 

1 :18 
Pm 

1 :40 
Pm 

1 :40 
Pm 

2:30 
Pm 

Liters 

1200 

1200 

1 200 

1200 

1200 

Fibers 1 
100 fields 

7.5 

9.0 

10.0 

8.0 

4.0 

Fibers1 
cc 

0.003 

0.004 

0.004 

0.003 

0.003 



Industrial Hygiene Technologies, lnc. 
Environmental & Industrial Hygiene Consultants 

ABATEMENT FINAL INSPECTION CHECKLIST & LOG 

CLIENT: GSA, NCR, SDS, WPYG 

y-----. Page 5 of 5 

--- 
i L, Dl// *~&-z@'~--- 

PCM SAMPLE LOG 
Microscopist: 

(sign) 

!,2iJik:& 
Signature of Inspector/Project Monitor: Date: 08 S e ~ t  01 

ORDER 
NUMBER: P-11-01-DC-0101 

Sample Number 

090801 .GSA. 
PCM .POST.49.DG 

090801 .GSA. 
PCM.POST.50.DG 

090801 .GSA. 
PCM.POST.51 .DG 

Project Monitor: Derek Green Training Cert.1 License No: 01 -0897 
(PrintIType) (PrintiType) 

BUILDING: New Executive Office Bldg: 

PROJECT: 4TH & Eth Floor Fan Coil Unit Replacement Project 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

CONTRACT NUMBER: 
GSllPOOMQD0098 

LOCATION: 725 17'" Street NW. Washington, DC 

DATE: 08 September 01 

Sample 
Type 

POST 

POST 

POST 

ACT NUMBER: 
PO2642534 

Location 

New Executive Office Building: 8'h 
floor inside containment I: Riser 

65 

New Executive Office Building: 8'h 
floor inside containment J: Risers 

64 and 64A 

New Executive Office Building: 8th 
floor inside containment J: Risers 

64 and 64A 

Flow rate 

on 

10.0 

10.0 

10.0 

off 

10.0 

10.0 

10.0 

Time Minutes 
elapsed 

120 

120 

120 

on 

12:30 
Pm 

12:05 
Pm 

12:05 
Pm 

off 

2:30 
Pm 

2:05 
Pm 

2:05 
Pm 

Liters 

1200 

1200 

1200 

Fibers / 
100 fields 

3.0 

5.5 

7.0 

Fibers1 
cc 

0.003 

0.003 

0.003 



Industrial Hygiene Technologies, Inc. 
Environmental & Industrial Hygiene Consultants 

ASBESTOS ABATEMENT MONITORING DAILY CHECKLIST & LOG OF EVENTS 

Page 1 of 13 

CLIENT: GSA, NCR, SDS, WPYG 

-'-TI:>/ A: 
-,- .&l.*j WL--- -. 

Signature of InspectorIProject Monitor: Date: 08 Seot 01 

CONTRACT NUMBER: 
GS11 POOMQD0098 

ORDER 
NUMBER: P-11-01-DC-0101 

REMOVAL CONTRACTOR: Hillian 

CONTRACTOR SUPERVISOR: Silibo Costo 

Project Monitor: Derek Green Training Cert.1 License No: 01 -0897 
(Printrype) (Printnype) 

ACT NUMBER: 
PO2642534 

BUILDING: New Executive Office Bldg: 

PROJECT: 4th & 8th Floor Fan Coil Unit Replacement Project 

TIME ON SITE: 0630 

MONITORING CONTRACTOR: 
INDUSTRIAL HYGIENE TECHNOLOGIES, INC. 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

LOCATION: 725 17TH Street NW. Washington, DC 

DATE: 08 September 01 

TIME OFF SITE: n/a TIME ON SITE: 0630 

ABATEMENT SCOPE OF WORK: Demolition, Decontamination w/ possible TSI removal 

GENERAL SHIFT WORK PLAN: (9) Mini-Containments w/ Non-ACM demolition & ACM decontamination 

TYPE AND QUANTITY OF ASBESTOS REMOVED THIS SHIFT: N/A 

TIME OFF SITE: 1500 

OSHA ACTIVITY 
CLASSIFICATION 

CLASS l 

INSPECTION 
CATEGORY 

WORK SITE 
ISOLATION 

SIGNAGE 

X 

MARK W/ X - EXPLAIN IN NOTES, MARK N/A IF NOT REQUIREDIUTILIZED, EXPLAIN DEVIATIONS IN LOG 

ACTIVITY TO BE CHECKED 

BARRIER TAPE 

FULL CONTAINMENT 

NEGATIVE PRESSURE -0.02 MINIMUM 

FOUR AIR CHANGES PER HOUR 

FLOOR COVERED 

WALLS COVERED 

CRITICAL BARRIERS INTACT 

AREA VENTILATION OFF & VENTS COVERED 

NEGATIVE PRESSURE GLOVEBAG USED 

CAUTION SIGNS AT STAGING AREA 

OSHA SIGN (ASBESTOS) AT ENTRANCES TO WORK AREA 

WASTE CONTAINERS LABELED PER NESHAP & GENERATOR 

HVAC TAG OUT 

CLASS ll 

WITHIN 
LIMITS 

NIA 

Mini(s) 

X 

X 

X 

X 

X 

X 

N/A 

X 

X 

X 

X 

CLASS Ill 

PROBLEMS 
ENCOUNTERED 

CLASS IV 



lndustrial Hygiene Technologies, Inc. 
Environmental & lndustrial Hygiene Consultants 

ASBESTOS ABATEMENT MONITORING DAILY CHECKLIST & LOG OF EVENTS 

Page 2 of 13 

ACT NUMBER: 
PO2642534 

CLIENT: GSA, NCR, SDS, WPYG 

, ---. 
\ ,I/&- 
L-,--Cw'1. za;-L--- 

Signature of Inspector/Project Monitor: Date: 08 Sept 01 

INSPECTION 
CATEGORY 

WORK PRACTICES 

WORKER PROTECTION 

SHOWERS 

WORK HABITS IN WORK 
AREA 

DOCUMENTS 

MARK W/ X - EXPLAIN IN 

Project Monitor: Derek Green Training Cert.1 License No: 01 -0897 
(Printrype) (PrintiType) 

ORDER 
NUMBER: P-11-01 -DC-0101 

BUILDING: New Executive Office Bldg: 

PROJECT: 4th & Bth Floor Fan Coil Unit Replacement Project 

WITHIN LIMITS 

X 

X 

X 

X 

X 

X 

N/A 

X 

X 

X 

NIA 

NIA 

X 

X 

X 

X 

DEVIATIONS IN LOG 

ACTIVITY TO BE CHECKED 

HIGH-SPEED TOOLS, COMPRESSED AIR, 
DRY SWEEPING, SHOVELING, EMPLOYEE 
ROTATION NOT IN USE 

REMOVED MATERIAL PROPERLY BAGGED 

WASTE REMOVED PRIOR TO SHIFT END 

HEPA VACUUM IN USE 

MATERIAL KEPT WET / USE OF WET METHODS 

AIRLESS SPRAYER IN USE 

OSHA COMPLIANT GLOVEBAG PROCEDURE 

DISPOSABLE CLOTHING USED ONCE 

PROPER NlOSH RESPIRATORS 
TYPE RESPIRATOR: 
FILTER: % Face APR P-100 

PROPER DECON SEQUENCE FOLLOWED 

FUNCTIONING 

HOT AND COLD RUNNING WATER 

USEDEACHDEPARTURE 

WATER COLLECTED & FILTERED PROPERLY 

NO SMOKING, EATING OR DRINKING IN THE WORK 
AREA 

NOTIFICATION, PERMIT, ABATEMENT PLAN, 
CONTRACTOR LICENSE, SUPERVISOR LICENSE, 
WORKER LICENSE, TRAINING, & MEDICAL, FIT 
TEST DOCUMENTATION ON SITE AND IN ORDER 

NOTES, MARK N/A IF NOT REQUIREDIUTILIZED, EXPLAIN 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

CONTRACT NUMBER: 
GS11 POOMQD0098 

LOCATION: 725 17TH Street NW. Washington, DC 

DATE: 08 September 01 

PROBLEMS 
ENCOUNTERED 



lndustrial Hygiene Technologies, Inc. 
Environmental & lndustrial Hygiene Consultants 

ASBESTOS ABATEMENT MONITORING DAILY CHECKLIST & LOG OF EVENTS 

DAILY LOG OF EVENTS 

Remediation Activities 

ACT NUMBER: 
PO2642534 

0630: Hillian on site New Executive Office Building 725 1 7 ~ ~  Street NW Washington DC . Silibo Costo Hillian 
superintendent informs IHT that Hillian shall be commencing demolition and decontamination operations with 
the potential for ACM Class I removal operations using Mini-Containments, hand tools, and wet methods. 
These removal activities are to occur in 8TH Floor Rooms 8208 thru 8228 Mini-Containment Work Area's B, 
C, D, E, F, G, H, I, and J. Mini-Containment Area B consists of Riser 70A. Mini-Containment C consists of 
Riser 70. Mini-Containment D consists of Risers 69A and 69. Mini-Containment E consists of Riser 68A. 
Mini-containment F consists of Risers 68 and 67A. Mini-Containment G consists of Risers 67, 66, and 66A. 
Mini-Containment H consists of Riser 65A. Mini-Containment I consists of Riser 65. Mini-Containment J 
consists of Risers 64 and 64A. Hillian has been contracted to cut out 2'x2' sections of non-ACM plaster wall 
per riser at the general location of the fittings associated with the Fan Coil Unit with a Mini-Containment. 
Spray-On Surfacing material is located above the position of the cut and there is the possibility of TSI hard 
plaster fittings on the elbows. Hillian has been contracted to conduct decontamination operationsfor Spray-On 
Surfacing Material Debris and possible TSI fitting removal once the access panels have been cut. All debris 
to be disposed of as regulated ACM waste in EPA approved landfill. 

CONTRACT NUMBER: 
GS11 POOMQD0098 

CLIENT: GSA, NCR, SDS, WPYG 

0720: Hillian workers mobilize and commence demolition operations in 8TH Floor Mini-Containment Work Area B. 

ORDER 
NUMBER: P-11-01-DC-0101 

BUILDING: New Executive Office Bldg: 

PROJECT: 4th & 8Ih Floor Fan Coil Unit Replacement Project 

0725: Hillian workers commence prep work that was not completed in last nights shift, 09/07/01. 

LOCATION: 725 17TH Street NW. Washington, DC 

DATE: 08 September 01 

0735: Hillian workers commence demolition operations in 8th Floor Mini-Containment Work Area C. 

0805: Hillian workers commence demolition operations in 8th Floor Mini-Containment Work Area D. 

0835: Hillian workers commence demolition operations in 8th Floor Mini-Containment Work Area E. 

0900: Hillian workers commence demolition operations in 8th Floor Mini-Containment Work Area F. 

0925: Hillian workers commence demolition operations in 8th Floor Mini-Containment Work Area G 

1017: Hillian workers commence demolition operations in 8th Floor Mini-Containment Work Area H. 

1045: Hillian workers commence demolition operations in 8th Floor Mini-Containment Work Area J. 

11 15: Hillian workers commence demolition operations in 8th Floor Mini-Containment Work Area I. 

Page 3 of 13 

--.. 

. 4 .  --.--'-- 
Signature of InspectorIProject Monitor: Date: 08 Seet 01 

Project Monitor: Derek Green Training Cert.1 License No: 01 -0897 
(PrintiType) (PrintiType) 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 



Industrial Hygiene Technologies, Inc. 
Environmental & lndustrial Hygiene Consultants 

ASBESTOS ABATEMENT MONITORING DAILY CHECKLIST & LOG OF EVENTS 

1200-1 300: Hillian Break 

1300: Hillian began tear down of containments. 

ACT NUMBER: 
PO2642534 

CLIENT: GSA, NCR, SDS, WPYG 

1500: Hillian on site when IHT left site. 

Sampling 

ORDER 
NUMBER: P-11-01 -DC-0101 

BUILDING: New Executive Office Bldg: 

PROJECT: 41h & 81h Floor Fan Coil Unit Replacement Project 

0630: IHT on site to perform area air monitoring and abatement quality control. 

CONTRACT NUMBER: 
GS11 POOMQD0098 

LOCATION: 725 17'" Street NW. Washington, DC 

DATE: 08 September 01 

0700: IHT began sampling. 

1500: IHT completed sampling. IHT off site. 

Inspections 

0700: IHT conducts pre-commencement inspection of Mini-Containment B work area which consists of Riser 70A. 
IHT notes that Hillian has set up a Mini-Containment, with single layer Critical Barrier, Drop Layer of Poly, AFD 
in operation, signs & DCON bucket in place. Deemed satisfactory Hillian authorized to commence demolition 
& decontamination operations in Mini-Containment B. 

0702: IHT conducts pre-commencement inspection of Mini-Containment C work area which consists of Riser 70. 
IHT notes that Hillian has set up a Mini-Containment, with single layer Critical Barrier, Drop Layer of Poly, AFD 
in operation, signs & DCON bucket in place. Deemed satisfactory Hillian authorized to commence demolition 
& decontamination operations in Mini-Containment C. 

0704: IHT conducts pre-commencement inspection of Mini-Containment D work area which consists of Risers 69 
and 69A. IHT notes that Hillian has set up a Mini-Containment, with single layer Critical Barrier, Drop Layer 
of Poly, AFD in operation, signs & DCON bucket in place. Deemed satisfactory Hillian authorized to 
commence demolition & decontamination operations in Mini-Containment D. 

0706: IHT conducts pre-commencement inspection of Mini-Containment E work area which consists of Riser 68A. 
IHT notes that Hillian has set up a Mini-Containment, with single layer Critical Barrier, Drop Layer of Poly, AFD 
in operation, signs & DCON bucket in place. Deemed satisfactory Hillian authorized to commence demolition 
& decontamination operations in Mini-Containment E. 

081 0: IHT conduct pre-sealant inspection of Mini-Containment B work area. IHT notes area free of visible ACM dust 
and debris. Hillian supervisor informs IHT that Hillian workers encountered 2 TSI fittings. Deemed satisfactory. 
Hillian authorized to encapsulate work area. 

0835: IHT conduct pre-sealant inspection of Mini-Containment C work area. IHT notes area free of visible ACM dust 

Page 4 of 13 

- - - ,  > \ ,-.. 4.. J i  dzD-i 
Signature of Inspector/Project Monitor: Date: 08 Seot 01 

Project Monitor: Derek Green Training Cert.1 License No: 01 -0897 
(Prlntpype) (Printpype) 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 



Industrial Hygiene Technologies, Inc. 
Environmental 81 Industrial Hygiene Consultants 

ASBESTOS ABATEMENT MONITORING DAILY CHECKLIST & LOG OF EVENTS 

and debris. Hillian supervisor informs IHT that Hillian workers encountered no TSI fittings. Deemed 
satisfactory. Hillian authorized to encapsulate work area. 

CLIENT: GSA, NCR, SDS, WPYG 

0820: IHT conducts pre-commencement inspection of Mini-Containment F work area which consists of Risers 68 
and 67A. IHT notes that Hillian has set up a Mini-Containment, with single layer Critical Barrier, Drop Layer 
of Poly, AFD in operation, signs & DCON bucket in place. Deemed satisfactory Hillian authorized to 
commence demolition & decontamination operations in Mini-Containment F. 

0840: IHT conducts pre-commencement inspection of Mini-Containment G work area which consists of Risers 67, 
66, and 66A. IHT notes that Hillian has set up a Mini-Containment, with single layer Critical Barrier, Drop 
Layer of Poly, AFD in operation, signs & DCON bucket in place. Deemed satisfactory Hillian authorized to 
commence demolition & decontamination operations in Mini-Containment G. 

0855: IHT conduct pre-sealant inspection of Mini-Containment D work area. IHT notes area free of visible ACM dust 
and debris. Hillian supervisor informs IHT that Hillian workers encountered 2TSI fittings. Deemed satisfactory. 
Hillian authorized to encapsulate work area. 

ACT NUMBER: 
PO2642534 

ORDER 
NUMBER: P-11-01-DC-0101 

BUILDING: New Executive Office Bldg: 

PROJECT: 4th & 81h Floor Fan Coil Unit Replacement Project 

091 0: IHT conducts pre-commencement inspection of Mini-Containment H work area which consists of Riser 65A. 
IHT notes that Hillian has set up a Mini-Containment, with single layer Critical Barrier, Drop Layer of Poly, AFD 
in operation, signs & DCON bucket in place. Deemed satisfactory Hillian authorized to commence demolition 
& decontamination operations in Mini-Containment H. 

CONTRACT NUMBER: 
GS11 POOMQD0098 

LOCATION: 725 17'" Street NW. Washington, DC 

DATE: 08 September 01 

091 8: IHT conduct pre-sealant inspection of Mini-Containment E work area. IHT notes area free of visible ACM dust 
and debris. Hillian supervisor informs IHT that Hillian worker encountered 2 TSI fittings. Deemed satisfactory. 
Hillian authorized to encapsulate work area. 

1005: IHT conduct pre-sealant inspection of Mini-Containment F work area. IHT notes area free of visible ACM dust 
and debris. Hillian supervisor informs IHT that Hillian worker encountered 3 TSI fittings. Deemed satisfactory. 
Hillian authorized to encapsulate work area. 

1010: IHT conducts pre-commencement inspection of Mini-Containment I work area which consists of Riser 65. IHT 
notes that Hillian has set up a Mini-Containment, with single layer Critical Barrier, Drop Layer of Poly, AFD 
in operation, signs & DCON bucket in place. Deemed satisfactory Hillian authorized to commence demolition 
& decontamination operations in Mini-Containment I. 

1025: IHT conducts pre-commencement inspection of Mini-Containment J work area which consists of Risers 64 
and 64A. IHT notes that Hillian has set up a Mini-Containment, with single layer Critical Barrier, Drop Layer 
of Poly, AFD in operation, signs & DCON bucket in place. Deemed satisfactory Hillian authorized to 
commence demolition & decontamination operations in Mini-Containment J. 

1040: IHT conduct pre-sealant inspection of Mini-Containment G work area. IHT notes area free of visible ACM dust 

Page 5 of 13 

-T>i ,--A d1.k 6 z@----... 
Signature of Inspector/Project Monitor: Date: 08 Sept 01 

Project Monitor: Derek Green Training Cert.1 License No: 01 -0897 
(PrintiType) (PrintiType) 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 



Industrial Hygiene Technologies, Inc. 
Environmental & lndustrial Hygiene Consultants 

ASBESTOS ABATEMENT MONITORING DAILY CHECKLIST & LOG OF EVENTS 

and debris. Hillian supervisor informs IHT that Hillian worker encountered 1 ACM fitting. Deemed satisfactory. 
Hillian authorized to encapsulate work area. 

1 1 10: IHT conduct pre-sealant inspection of Mini-Containment H work area. IHT notes area free of visible ACM dust 
and debris. Hillian supervisor informs IHT that Hillian worker encountered no TSI fittings. Deemed satisfactory. 
Hillian authorized to encapsulate work area. 

ACT NUMBER: 
PO2642534 

11 10: IHT conduct pre-sealant inspection of Mini-Containment J work area. IHT notes area free of visible ACM dust 
and debris. Hillian supervisor informs IHT that Hillian worker encountered no TSI fittings. Deemed satisfactory. 
Hillian authorized to encapsulate work area. 

CONTRACT NUMBER: 
GS l l  POOMQD0098 

CLIENT: GSA, NCR, SDS, WPYG 

1 135: IHT conduct pre-sealant inspection of Mini-Containment I work area. IHT notes area free of visible ACM dust 
and debris. Hillian supervisor informs IHT that Hillian worker encountered 4 TSI fittings. Deemed satisfactory. 
Hillian authorized to encapsulate work area. 

ORDER 
NUMBER: P-11-01-DC-0101 

BUILDING: New Executive Office Bldg: 

PROJECT: 4* & 8m Floor Fan Coil Unit Replacement Project 
I 

Comments 

LOCATION: 725 17'" Street NW. Washington, DC 

DATE: 08 September 01 

ACM Class I demolition and decontamination operations in proceeded without incident. PCM air sample 
analysis preformed: IHT reported no elevated sample results: All area samples outside 8th Floor Mini- 
Containment Work Area's B, C, D, E, F, G, H, I, & J reported airborne fiber concentration levels below 0.01 
fiberslcc. 

PCM post abatement air sample analysis preformed: IHT reported no elevated sample results: All area 
samples inside 8th Floor Mini-Containment Work Area's B, C, D, E, F, G, H, I, & J work area reported airborne 
fiber concentration levels below 0.01 fiberslcc. Deemed Satisfactory. IHT authorizes Hillian to tear down 8th 
Floor Room 7025 Mini-Containment Work Area's 6, C, D, E, F, G, H, I, & J. 

Page 6 of 13 

--__ 
,' 

i, -k,$)&wL-- 
Signature of Inspector/Project Monitor: -- Date: 08 S e ~ t  01 

Project Monitor: Derek Green Training Cert.1 License No: 01 -0897 
(PrintiType) (Printpype) 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 
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Page 7 of 13 
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I:, -/./. u* Tfl,Y----- 

Signature of Inspector/Project Monitor: -- Date: 08 S e ~ t  01 

CLIENT: GSA, NCR, SDS, WPYG 

Project Monitor: Derek Green Training Cert.1 License No: 01 -0897 
(Printrype) (Printnype) 

CONTRACT NUMBER: 
GS1 lPOOMQD0098 

ORDER 
NUMBER: P-11-01-DC-0101 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

ACT NUMBER: 
PO2642534 

BUILDING: New Executive Office Bldg: 

PROJECT: 4th & ath Floor Fan Coil Unit Replacement Project 

LOCATION: 725 1 7TH Street NW. Washington, DC 

DATE: 08 September 01 



Industrial Hygiene Technologies, lnc. 
Environmental & Industrial Hygiene Consultants 

ASBESTOS ABATEMENT MONITORING DAILY CHECKLIST 81 LOG OF EVENTS 

CLIENT: GSA, NCR, SDS, WPYG 

Page 8 of 13 

--I 

,>,; /- \ ,,."&)) &--Zn/------ 
Signature of Inspector/Project Monitor: *- Date: 08 S e ~ t  01 

L 

Project Monitor: Derek Green Training Cert.1 License No: 01 -0897 
(Printrype) (Printnype) 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

ACT NUMBER: 
PO2642534 

ORDER 
NUMBER: P-11-01-DC-0101 

BUILDING: New Executive Office Bldg: 

PROJECT: 41h & 8Ih Floor Fan Coil Unit Replacement Project 

CONTRACT NUMBER: 
GS11 POOMQD0098 

LOCATION: 725 17'" Street NW. Washington, DC 

DATE: 08 September 01 

- 

-- 
L- L--- 4J-v / 

PCM SAMPLE LOG 
Microscopist: 

(sign) 

Sample Number 

090801 .GSA. 
PCM.CB.06. DG 

090801 .GSA. 
PCM.REM.07. DG 

090801 .GSA. 
PCM.REM.08. DG 

090801 .GSA. 
PCM.REM.09. DG 

Sample 
Type 

CB 

REM 

REM 

REM 

Location 

New Executive Office Building: 8th adj. 
To containment C 

New Executive Office Building: 8th 
floor inside hall adj. To Rooms 8216 

and 821 8 

New Executive Office Building: 7th 
floor inside hall adj. To rooms 7216 

and 721 8 

New Executive Office Building: gth 
floor inside hall adj. To Room 921 6 

and 921 8 

Flow rate 

on 

10.0 

5.0 

5.0 

5.0 

off 

10.0 

5.0 

5.0 

5.0 

Time Minutes 
elapsed 

65 

160 

158 

156 

on 

7:30 
am 

7:32 
am 

7:36 
am 

7:40 
am 

off 

8:35 
am 

10:12 
am 

10:14 
am 

10:16 
am 

Liters 

650 

800 

790 

780 

Fibers/ 
100 fields 

7.0 

7.0 

4.0 

4.5 

Fibers/ 
cc 

0.005 

0.004 

0.004 

0.004 



Industrial Hygiene Technologies, lnc. 
Environmental & Industrial Hygiene Consultants 

ASBESTOS ABATEMENT MONITORING DAILY CHECKLIST & LOG OF EVENTS 

CLIENT: GSA, NCR, SDS, WPYG 

Page 9 of 13 

I <,> ! /- 
\ --.-...& ;'!i ,;-7fl,c --... -- 

Signature of Inspector/Project Monitor: --- '+ Date: 08 Sept 01 

ORDER 
NUMBER: P-11-01-DC-0101 

L 

--? ' 
I L. /,,/IJ a L g - ~ J L - - ~ -  L- PCM SAMPLE LOG 

Microscopist: 
(sign) 

Project Monitor: Derek Green Training Cert.1 License No: 01 -0897 
(Printnype) (PrlntiType) 

BUILDING: New Executive Office Bldg: 

PROJECT: 4th & 8th Floor Fan Coil Unit Replacement Project 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

CONTRACT NUMBER: 
GSllPOOMQD0098 

LOCATION: 725 17TH Street NW. Washington, DC 

DATE: 08 September 01 

Sample Number 

090801 .GSA. 
PCM.STA.lO. DG 

090801 .GSA. 
PCM.DCON.ll .DG 

090801 .GSA. 
PCM.CB.12. DG 

090801 .GSA. 
PCM.STA.13. DG 

090801 .GSA. 
PCM.DCON.14.DG 

ACT NUMBER: 
PO2642534 

Sample 
Type 

STA 

DCON 

CB 

ST A 

DCON 

Minutes 
elapsed 

112 

76 

76 

133 

88 

Location 

New Executive Office Building: 8th 
inside containment D: Risers 69 and 

69A 

New Executive Office Building: 8th 
floor inside clean room of decon of 

containment D 

New Executive Office Building: 8th adj. 
To containment D 

New Executive Office Building: 8" 
inside containment E: Riser 68A 

New Executive Office Building: 8th 
floor inside clean room of decon of 

containment E 

Time Liters 

336 

760 

760 

399 

880 

Flow rate 

on 

7:04 
am 

7:40 
am 

7:40 
am 

7:05 
am 

7:50 
am 

on 

3.0 

10.0 

10.0 

3.0 

10.0 

off 

8:56 
am 

8:56 
am 

8:56 
am 

9:18 
am 

9:18 
am 

Fibers / 
100 fields 

4.0 

8.0 

7.5 

5.0 

3.0 

off 

3.0 

10.0 

10.0 

3.0 

10.0 

Fibers1 
cc 

0.01 0 

0.005 

0.005 

0.009 

0.004 



lndustrial Hygiene Technologies, lnc. 
Environmental & lndustrial Hygiene Consultants 

ASBESTOS ABATEMENT MONITORING DAILY CHECKLIST & LOG OF EVENTS 

Page 10 of 13 

CLIENT: GSA, NCR, SDS, WPYG 

- 7 - q  ,L ~,.+?44 dP7---- 
PCM SAMPLE LOG 

Microscopist: 
(sign) 

) !  ,/ 
i, R.,~4)j.~;-~~p- ---. 

Signature of Inspector/Project Monitor: -- Date: 08 Sept 01 

CONTRACT NUMBER: 
GS11 POOMQD0098 

ORDER 
NUMBER: P-11-01-DC-0101 

Sample Number 

090801 .GSA. 
PCM.CB.15. DG 

090801 .GSA. 
PCM.STA.16. DG 

090801 .GSA. 
PCM.DCON.17.DG 

090801 .GSA. 
PCM.CB.18. DG 

090801 .GSA. 
PCM.STA.19. DG 

Project Monitor: Derek Green Training Cert.1 License No: 01 -0897 
(Printrype) (Printnype) 

ACT NUMBER: 
PO2642534 

BUILDING: New Executive Office Bldg: 

PROJECT: 4Ih & 8th Floor Fan Coil Unit Replacement Project 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

LOCATION: 725 17TH Street NW. Washington, DC 

DATE: 08 September 01 

Sample 
Type 

CB 

STA 

DCON 

CB 

STA 

Location 

New Executive Office Building: 8th adj. 
To containment E 

New Executive Office Building: 8th 
inside containment F: Risers 68 and 

67A 

New Executive Office Building: 8th 
floor inside clean room of decon of 

containment F 

New Executive Office Building: 8th adj. 
To containment F 

New Executive Office Building: 8th 
inside containment G: Risers 67, 66A, 

and 66 

Flow rate 

on 

10.0 

3.0 

10.0 

10.0 

3.0 

Time 

off 

10.0 

3.0 

10.0 

10.0 

3.0 

Minutes 
elapsed 

88 

118 

108 

108 

123 

on 

750 
am 

8:05 
am 

8:15 
am 

8:15 
am 

8:37 
am 

off 

9:18 
am 

10:03 
am 

10:03 
am 

10:03 
am 

10:40 
am 

Liters 

880 

354 

1080 

1080 

369 

Fibers / 
100 fields 

3.5 

4.0 

10.0 

8.0 

10.0 

Fibers/ 
cc 

0.004 

0.01 0 

0.005 

0.004 

0.01 3 



lndustrial Hygiene Technologies, lnc. 
Environmental & lndustrial Hygiene Consultants 

ASBESTOS ABATEMENT MONITORING DAILY CHECKLIST & LOG OF EVENTS 

090801 .GSA. 
PCM.DCON.20.DG 

containment G 

CM.DCON.23 DG floor inside clean room of decon of 

Page 11 of 13 

ACT NUMBER: 
PO2642534 

CLIENT: GSA, NCR, SDS, WPYG 

.-..--___ 
i ,,&& 

Signature of Inspector/Project Monitor: /- Date: 08 Sept 01 

Project Monitor: Derek Green Training Cert.1 License No: 01 -0897 
(Printnype) (Prlntflype) 

ORDER 
NUMBER: P-11-01-DC-0101 

BUILDING: New Executive Office Bldg: 

PROJECT: 4th & Floor Fan Coil Unit Replacement Project 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

CONTRACT NUMBER: 
GS11 POOMQD0098 

LOCATION: 725 17'"Street NW. Washington, DC 

DATE: 08 September 01 
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ASBESTOS ABATEMENT MONITORING DAILY CHECKLIST & LOG OF EVENTS 

New Executive Office Building: 8th 
inside containment J: Riser 64 and 

CLIENT: GSA, NCR, SDS, WPYG 

Page 12 of 13 
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Signature of Inspector/Project Monitor: Date: 08 Sept 01 

Project Monitor: Derek Green Training Cert.1 License No: 01 -0897 
(Printnype) (Printpype) 

ACT NUMBER: 
PO2642534 

ORDER 
NUMBER: P-11-01-DC-0101 

BUILDING: New Executive Office Bldg: 

PROJECT: 4th & 8th Floor Fan Coil Unit Replacement Project 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

CONTRACT NUMBER: 
GS11 POOMQD0098 

LOCATION: 725 17'" Street NW. Washington, DC 

DATE: 08 September 01 
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ASBESTOS ABATEMENT MONITORING DAILY CHECKLIST & LOG OF EVENTS 

Page 13 of 13 

ACT NUMBER: 
PO2642534 

CLIENT: GSA, NCR, SDS, WPYG 

i i----qhiuy2-P------ -.> a 

PCM SAMPLE LOG 
Microscopist: 

(sign) 

...- - -. 
: -//. .&j&;- -.-. - 

Signature of Inspector/Project Monitor: /- Date: 08 Sept 01 

Project Monitor: Derek Green Training Cert.1 License No: 01 -0897 
(Printnype) (PrintiType) 

ORDER 
NUMBER: P-11-01-DC-0101 

BUILDING: New Executive Office Bldg: 

PROJECT: 4th & Eih Floor Fan Coil Unit Replacement Project 

Sample Number 

090801 .GSA. 
PCM.CB.30. DG 

090801 .GSA. 
PCM.REM.31. DG 

090801 .GSA. 
PCM.REM.32. DG 

090801 .GSA. 
PCM.REM.33.DG 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

CONTRACT NUMBER: 
GS11 POOMQD0098 

LOCATION: 725 17'" Street NW. Washington, DC 

DATE: 08 September 01 

Sample 
Type 

CB 

REM 

REM 

REM 

Flow rate Location 

New Executive Office Building: 8th adj. 
To containment J 

New Executive Office Building: 8Ih 
floor inside hall adj. To Rooms 8216 

and 8217 

New Executive Office Building: 71h 
floor inside hall adj. To rooms 7216 

and 7218 

New Executive Office Building: gth 
floor inside hall adj. To Rooms 9216 

and 921 8 

on 

10.0 

5.0 

5.0 

5.0 

off 

10.0 

5.0 

5.0 

5.0 

Minutes 
elapsed 

60 

123 

123 

123 

Liters 

600 

61 5 

61 5 

61 5 

Time 

on 

10:37 
am 

10:12 
am 

10:14 
am 

10:16 
am 

Fibers / 
100 fields 

5.5 

3.5 

5.0 

5.0 

off 

11 :37 
am 

12:15 
Pm 

12:17 
Pm 

12:19 
Pm 

Fibers/ 
cc 

0.006 

0.006 

0.006 

0.006 



Industrial Hygiene Technologies, lnc. 
Environmental & Industrial Hygiene Consultants 

PRE-ABATEMENT CHECKLIST & LOG 

CLIENT: GSA, NCR, SDS, WPYG 

Page 1 of 2 

REMOVAL CONTRACTOR: Hillian 

CONTRACTOR SUPERVISOR: Silibo Costo 

'L,.&&~p- ---.-.. 
Signature of Inspector/Project Monitor: Date: 08 S e ~ t .  01 
Project Monitor: Derek Green Training Cert.1 License No: 01 -0897 

(Pr~ntRype) (PrintiType) 

ORDER 
NUMBER: P-11-01-DC-0101 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

BUILDING: New Executive Office Bldg: 

PROJECT: 4TH & 8th Floor Fan Coil Unit Replacement Project 

MONITORING CONTRACTOR: 
INDUSTRIAL HYGIENE TECHNOLOGIES, INC. 

CONTRACT NUMBER: 
GS11 POOMQD0098 

LOCATION: 725 17TH Street NW. Washington, DC 

DATE: 08 September 01 

TIME START: 0630 

ABATEMENT SCOPE OF WORK: Prep work for possible Class I removal operations. Commence demolition for potential Class I 
removal operations. 

ACT NUMBER: 
PO2642534 

TIME COMPLETE: 1500 

TYPE OF ASBESTOS MATERIAL 
TOBEABATED 

Category 1 Friable 

OSHA ACTIVITY 
CLASSIFICATION 

QTY. OF ASBESTOS 
MATERIAL TO BE ABATED 

Unknown 

CLASS l 

INSPECTION 
CATEGORY 

WORK SITE 
ISOLATION 

SIGNAGE 

MARK W/ X, MARK 

X 

ACTIVITY TO BE CHECKED 

BARRIER TAPE TO ISOLATE STAGING AREA AND DECON 

FULL CONTAINMENT 

NEGATIVE PRESSURE -0.02 MINIMUM 

FOUR AIR CHANGES PER HOUR 

CRITICAL BARRIERS INTACT (DUCTS, WINDOWS, DOORS, ALL 
PENETRATIONS) 

FLOOR COVERED 

WALLS COVERED 

AREA VENTILATION OFF & VENTS COVERED 

GLOVEBAGS SMOKE TESTED AND FOUND SATISFACTORY 

CAUTION SIGNS AT STAGING AREA 

OSHA SIGN (ASBESTOS) AT ENTRANCES TO WORK AREA 

WASTE CONTAINERS LABELED PER NESHAP &GENERATOR 

HVAC SYSTEM TAGGED OUT 

NO SMOKING, EATING OR DRINKING IN THE WORK AREA 

NA IF NOT REQUIREDIUTILIZED, EXPLAIN DEVIATIONS IN LOG 

CLASS ll 

WITHIN 
LIMITS 

NI A 

MINI 

X 

X 

X 

X 

X 

X 

NIA 

X 

X 

X 

X 

X 

CLASS Ill 

DEVIATION 

CLASS IV 



Industrial Hygiene Technologies, lnc. 
Environmental 81 lndustrial Hygiene Consultants 

I INSPECTION 
CATEGORY I ACTIVITY TO BE CHECKED 

CLIENT: GSA, NCR, SDS, WPYG 

DEVIATION I 

CONTRACT NUMBER: 
GS11 POOMQD0098 

ORDER 
NUMBER: P-11-01-DC-0101 

INSPECTION 

ACT NUMBER: 
PO2642534 

BUILDING: New Executive Office Bldg: 

PROJECT: 4TH & 8th Floor Fan Coil Unit Replacement Project 

LOCATION: 725 17TH Street NW. Washington, DC 

DATE: 08 September 01 

HIGH-SPEED ABRASIVE DISC SAWS, COMPRESSED AIR, DRY 
SWEEPING, SHOVELING, EMPLOYEE ROTATION - NOT TO BE USED 

LABELED WASTE CONTAINERS ON SITE 

WORKER 
PROTECTION 

X 

X 

HEPA VACUUM FOUND WORKING AND ACCEPTABLE 

ACCESS TO WATER FOR WET METHODS 

X 

X 

DISPOSABLE COVERALLS & BOOT COVERS 
7 

PROPER NlOSH RESPIRATORS 
TYPE RESPIRATOR: '/2 face APR 
FILTER: P-100 

X 

X 

I HEAD PROTECTION NO 

SHOWERS 

WORK HABITS 

EYE PROTECTION 

FUNCTIONING 

SAFETY 
MEETING 

BASELINE 
MONITORING 

NO 

NIA 

HOT AND COLD RUNNING WATER 

WATER COLLECTION I FILTERING DEVICE FUNCTIONAL 

HOUSE KEEPING - MATERIALS AND EQUIPMENT STORED. LOCKERS 
AND PERSONAL ITEM CONTAINERS 

PROJECT 
DESIGN 

-- - -- - -- 

MARK WI X, MARK NIA IF NOT REQUIRED/UTILIZED, EXPLAIN DEVIATIONS IN LOG 

See Asbestos Abatement Monitoring Checklist and Log of Events- for details concerning project. 

COMPETENT PERSON HAS CONDUCTED A SAFETY MEETING 

BASELINE MONITORING CONDUCTED PRIOR TO START OF 
PREPARATIONS 

DOCUMENTS 

Page 2 of 2 

X 

X 

X 

X 

PROJECT DESIGN ON SITE, AND ALL PREPARATIONS COMPLETED IN 
ACCORDANCE WITH DESIGN 

- ,. 
-/./ :dj~dZa--L -.-- 

Signature of Inspector/Project Monitor: Date: 08 S e ~ t .  01 
Project Monitor: Derek Green Training Cert.1 License No: 01 -0897 

(PrintiType) (PrintiType) 

NIA 

X 

NOTIFICATION, PERMIT, ABATEMENT PLAN, CONTRACTOR LICENSE, 
SUPERVISOR LICENSE, WORKER LICENSE, TRAINING, & MEDICAL, 
FIT TEST DOCUMENTATION ON SlTE AND IN ORDER 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -9015, Fax (703) 541-9019 

X 



lndustrial Hygiene Technologies, Inc. 
Environmental & lndustrial Hygiene Consultants 

ABATEMENT FINAL INSPECTION CHECKLIST & LOG 

CLIENT: GSA, NCR, SDS, WPYG 

See Asbestos Abatement Monitoring Checklist and Log of Events- Daily Log of Events for details 
concerning project. 

REMOVAL CONTRACTOR: Hillian 

CONTRACTOR SUPERVISOR: 

Silibo Costo 

Note: IHT received direction to conduct PCM final clearance on NEOB Fan Coil Replacement project from GSA IH 
Tim Sleeth. GSA states that the project is classified as an O&M project and not subject to NESHAP quantities. 

ORDER 
NUMBER: P-11-01-DC-0101 

--. --. * 
Page I of 2 

i i/$Jlj-ZB,L-- 
Signature of Inspector/Project Monitor: Date: 07 Sept 01 

BUILDING: New Executive Office Bldg: 

PROJECT: 4TH & 81h Floor Fan Coil Unit Replacement Project 

MONITORING CONTRACTOR: 
INDUSTRIAL HYGIENE TECHNOLOGIES, INC. 

Project Monitor: Derek Green Training Cert.1 License No: 01 -0897 
(Printrype) (PrintIType) 

CONTRACT NUMBER: 
GS11 POOMQD0098 

LOCATION: 725 17'" Street NW. Washington, DC 

DATE: 07 September 01 

TIME START: 1800 

ABATEMENT SCOPE OF WORK: Demolition, Decontamination w/ possible TSI removal 

TYPE OF ASBESTOS MATERIAL N/A QTY. OF ASBESTOS NIA 
ABATED MATERIAL ABATED 

OSHA ACTIVITY CLASS l X CLASS ll CLASS Ill CLASS IV 
CLASSIFICATION 

DESCRIBE SPECIFIC WORK AREA INSPECTED: NEOB: 4TH Floor Risers 18 and 18A Mini-Containment Work Area A 

TOTAL SQUARE FOOTAGE OF WORK AREA: 1 Mini-Containment 

FINAL CLEARANCE (AHERA, PCM, NlOSH 7402, AGGRESSIVE): PCM 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -9015, Fax (703) 541-9019 

ACT NUMBER: 
PO2642534 

TIME COMPLETE: 2400 

INSPECTION 
CATEGORY 

Residual Dust / 
Debris 

(The above questions are to be answered "YES or "Problem Encountered Noted".) 

ACTIVITY TO BE 
CHECKED 

Floor 

Horizontal Surfaces 

Pipes 

Ventilation Equip. 

Ductwork 

Registers 

Lights 

Other 

WITHIN 
LIMITS 

YES 

YES 

YES 

YES 

NIA 

NIA 

NIA 

NIA 

PROBLEMS ENCOUNTERED 



Industrial Hygiene Technologies, lnc. 
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CLIENT: GSA, NCR, SDS, WPYG 

.. A ... -- Page 2 of 2 \ 
"2&J'.4'Tw-.- 

Signature of InspectorIProject Monitor: Date: 07 S e ~ t  01 
Project Monitor: Derek Green Training Cert.1 License No: 01 -0897 

(Printpype) (Printpype) 

-- -- 
i /&A flL------ -- 

PCM SAMPLE LOG 
Microscopist: 

(sign) 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

ORDER 
NUMBER: P-11-01-DC-0101 

Sample Number 

090701 .GSA. 
PCM.POST.26.DG 

090701 .GSA. 
PCM.POST.27.DG 

BUILDING: New Executive Office Bldg: 

PROJECT: 4TH & Elh Floor Fan Coil Unit Replacement Project 

CONTRACT NUMBER: 
GS11 POOMQD0098 

LOCATION: 725 17'" Street NW. Washington, DC 

DATE: 07 September 01 

Sample 
Type 

POST 

POST 

ACT NUMBER: 
PO2642534 

Location 

New Executive Office Building: 4'h 
floor inside containment A: Risers 

18 and 18A 

New Executive Office Building: 4th 
floor inside containment A: Risers 

18 and 18A 

Flow rate 

on 

10.0 

10.0 

off 

10.0 

10.0 

Time Minutes 
elapsed 

120 

120 

on 

9:45 
Pm 

9:45 
P"" 

off 

1 1 :45 
Pm 

1 1 :45 
Pm 

Liters 

1200 

1200 

Fibers1 
100 fields 

3.0 

5.0 

Fibers/ 
cc 

0.003 

0.003 



lndustrial Hygiene Technologies, Inc. 
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ASBESTOS ABATEMENT MONITORING DAILY CHECKLIST & LOG OF EVENTS 

CLIENT: GSA, NCR, SDS, WPYG 

Page 1 of 5 

i L-/ /../d &1&---2pT~-.-...- /'.- 

Signature of InspectorIProject Monitor: Date: 07 S e ~ t  01 

ORDER 
NUMBER: P-11-01-DC-0101 

REMOVAL CONTRACTOR: Hllllan 

CONTRACTOR SUPERVISOR: Slllbo Costo 

Project Monitor: Derek Green Training Cert.1 License No: 01 -0897 
(PrintiType) (Printrype) 

BUILDING: New Executive Office Bldg: 

PROJECT: 4th & 8th Floor Fan Coil Unit Replacement Project 

TIME ON SITE: 1815 

MONITORING CONTRACTOR: 
INDUSTRIAL HYGIENE TECHNOLOGIES, INC 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

CONTRACT NUMBER: 
GSllPOOMQD0098 

LOCATION: 725 17'" Street NW. Washington, DC 

DATE: 07 September 01 

TIME OFF SITE: 221 5 TIME ON SITE: 1800 

ABATEMENT SCOPE OF WORK: Demolltlon, Decontarninat~on wl  posslble TSI removal 

GENERAL SHIFT WORK PLAN: Prep of (10) MI~I-Conta~nments for Class I removal operations (1) MI~I-Containment w/ Non-ACM 
demolltlon & ACM decontaminat~on 

TYPE AND QUANTITY OF ASBESTOS REMOVED THIS SHIFT: NIA 

ACT NUMBER: 
PO2642534 

TIME OFF SITE: 2400 

OSHA ACTIVITY 
CLASSIFICATION 

X CLASS I 

INSPECTION 
CATEGORY 

-- 

WORK SITE 
ISOLATION 

SIGNAGE 

CLASS ll 

MARK WI X - EXPLAIN IN NOTES, MARK NIA IF NOT REQUIREDIUTILIZED, EXPLAIN DEVIATIONS IN LOG 
F 

ACTIVITY TO BE CHECKED 

-- 

BARRIER TAPE 

FULL CONTAINMENT 

NEGATIVE PRESSURE 0 02 MINIMUM 

FOUR AIR CHANGES PER HOUR 

FLOOR COVERED 

WALLS COVERED 

CRITICAL BARRIERS INTACT 

AREA VENTILATION OFF & VENTS COVERED 

NEGATIVE PRESSURE GLOVEBAG USED 

CAUTION SIGNS AT STAGING AREA 

OSHA SIGN (ASBESTOS) AT ENTRANCES TO WORK AREA 

WASTE CONTAINERS LABELED PER NESHAP & GENERATOR 

HVAC TAG OUT 

CLASS Ill CLASS IV 

WITHIN 
LIMITS 

NIA 

Mlnl(s) 

X 

X 

X 

X 

X 

X 

NIA 

X 

X 

X 

X 

PROBLEMS 
ENCOUNTERED 



Industrial Hygiene Technologies, Inc. 
Environmental & Industrial Hygiene Consultants 

ASBESTOS ABATEMENT MONITORING DAILY CHECKLIST & LOG OF EVENTS 

CLIENT: GSA, NCR, SDS, WPYG 

Page 2 of 5 

--- 
i, 2 J! ,cF 

5 /.,.+,L& 7/--.-.-...-. 
Signature of InspectorIProject Monitor: c-- Date: 07 S e ~ t  01 

ORDER 
NUMBER: P-11-01-DC-0101 

INSPECTION 
CATEGORY 

WORK PRACTICES 

WORKER PROTECTION 

SHOWERS 

WORK HABITS IN WORK 
AREA 

DOCUMENTS 

MARK W/ X - EXPLAIN IN 

Project Monitor: Derek Green Training Cert.1 License No: 01 -0897 
(PrintiType) (PrintiType) 

BUILDING: New Executive Office Bldg: 

PROJECT: 4Ih & 8th Floor Fan Coil Unit Replacement Project 

WITHIN LIMITS 

X 

X 

X 

X 

X 

X 

NIA 

X 

X 

X 

N/A 

NIA 

X 

X 

X 

X 

DEVIATIONS IN LOG 

ACTIVITY TO BE CHECKED 

HIGH-SPEED TOOLS, COMPRESSED AIR, 
DRY SWEEPING, SHOVELING, EMPLOYEE 
ROTATION NOT IN USE 

REMOVED MATERIAL PROPERLY BAGGED 

WASTE REMOVED PRIOR TO SHIFT END 

HEPA VACUUM IN USE 

MATERIAL KEPT WET / USE OF WET METHODS 

AIRLESS SPRAYER IN USE 

OSHA COMPLIANT GLOVEBAG PROCEDURE 

DISPOSABLE CLOTHING USED ONCE 

PROPER NlOSH RESPIRATORS 
TYPE RESPIRATOR: 
FILTER: l/i Face APR P-100 

PROPER DECON SEQUENCE FOLLOWED 

FUNCTIONING 

HOT AND COLD RUNNING WATER 

USEDEACHDEPARTURE 

WATER COLLECTED & FILTERED PROPERLY 

NO SMOKING, EATING OR DRINKING IN THE WORK 
AREA 

NOTIFICATION, PERMIT, ABATEMENT PLAN, 
CONTRACTOR LICENSE, SUPERVISOR LICENSE, 
WORKER LICENSE, TRAINING, & MEDICAL, FIT 
TEST DOCUMENTATION ON SITE AND IN ORDER 

NOTES, MARK N/A IF NOT REQUIRED/UTILIZED, EXPLAIN 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

CONTRACT NUMBER: 
GS11 POOMQD0098 

LOCATION: 725 17'" Street NW. Washington, DC 

DATE: 07 September 01 

PROBLEMS 
ENCOUNTERED 

ACT NUMBER: 
PO2642534 



Industrial Hygiene Technologies, lnc. 
Environmental & Industrial Hygiene Consultants 

ASBESTOS ABATEMENT MONITORING DAILY CHECKLIST & LOG OF EVENTS 

DAILY LOG OF EVENTS 

CLIENT: GSA, NCR, SDS, WPYG 

Remediation Activities 

1815: Hillian on site New Executive Office Building 725 17TH Street NW Washington DC. Silibo Costo Hillian 
superintendent informs IHT that Hillian shall perform prep for possible Class I TSI removal on ath floor. Silibo 
Costo Hillian superintendent informs IHT that Hillian shall be commencing demolition and decontamination 
operations with the potential for ACM Class I removal operations using Mini-Containments, hand tools, and 
wet methods. These removal activities are to occur in 4TH Floor Risers 18 and 18A Mini-Containment Work 
Area A. Hillian has been contracted to cut out 2'x2' sections of non-ACM plaster wall per riser at the general 
location of the fittings associated with the Fan Coil Unit with a Mini-Containment. Spray-On Surfacing material 
is located above the position of the cut and there is the possibility of TSI hard plaster fittings on the elbows. 
Hillian has been contracted to conduct decontamination operations for Spray-On Surfacing Material Debris 
and possible TSI fitting removal once the access panels have been cut. All debris to be disposed of as 
regulated ACM waste in EPA approved landfill. 

ORDER 
NUMBER: P-11-01-DC-0101 

1830: Hillian workers mobilize and commence prep operations in 8th floor Risers 64 thru 70 and in 4th floor Risers 
18 and 18A. 

BUILDING: New Executive Office Bldg: 

PROJECT: 4Ih & &Ih Floor Fan Coil Unit Replacement Project 

1945: Hillian workers commence demolition operations in 4'h Floor Mini-Containment Work Area A Risers 18 and 
18A. 

CONTRACT NUMBER: 
GS11 POOMQD0098 

LOCATION: 725 17'" Street NW. Washington, DC 

DATE: 07 September 01 

221 5: Hillian departed the site. 

ACT NUMBER: 
PO2642534 

Sampling 

1800: IHT on site to perform area air monitoring and abatement quality control. 

1912: IHT began sampling. 

2400: IHT completed sampling. IHT off site. 

Inspections 

1835: IHT conducts pre-commencement inspection of Mini-Containment A work area which consists of Risers 18A. 
IHT notes that Hillian has set up a Mini-Containment, with single layer Critical Barrier, Drop Layer of Poly, AFD 
in operation, signs & DCON bucket in place. Deemed satisfactory Hillian authorized to commence demolition 
& decontamination operations in Mini-Containment A 

Page 3 of 5 
- --__ 

i ,. ' 

--/, -&L4~7---.-- 
Signature of Inspector/Project Monitor: Date: 07 Sept 01 

Project Monitor: Derek Green Training Cert.1 License No: 01 -0897 
(PrintKype) (PrintKype) 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 



lndustrial Hygiene Technologies, Inc. 
Environmental & lndustrial Hygiene Consultants 

ASBESTOS ABATEMENT MONITORING DAILY CHECKLIST & LOG OF EVENTS 

1935: IHT conduct pre-sealant inspection of Mini-Containment A work area. IHT notes area free of visible ACM dust 
and debris. Hillian supervisor informs IHT that Hillian workers encountered 4 TSI fittings. Deemed satisfactory. 
Hillian authorized to encapsulate work area. 

CLIENT: GSA, NCR, SDS, WPYG 

Comments 

ACM Class I demolition and decontamination operations in proceeded without incident. PCM air sample 
analysis preformed: IHT reported no elevated sample results: All area samples outside ath and 4th Floor 
reported airborne fiber concentration levels below 0.01 fiberslcc. Deemed Satisfactory. 

ORDER 
NUMBER: P-11-01-DC-0101 

PCM post abatement air sample analysis preformed: IHT reported no elevated sample results: All area 
samples inside 4th Floor Riser 18 and 18A Mini-Containment Work Area A reported airborne fiber 
concentration levels below 0.01 fiberslcc. Deemed Satisfactory. IHT authorizes Hillian to tear down 4th Floor 
Mini-Containment Work Area A. 

BUILDING: New Executive Office Bldg: 

PROJECT: 4th & 8th Floor Fan Coil Unit Replacement Project 

Page 4 of 5 

CONTRACT NUMBER: 
GS11 POOMQD0098 

LOCATION: 725 17TH Street NW. Washington, DC 

DATE: 07 September 01 

i t --/.. .>It aL 1; 7---.-.-. 
Signature of Inspector/Project Monitor: .- Date: 07 Sept 01 

ACT NUMBER: 
PO2642534 

Project Monitor: Derek Green Training Cert.1 License No: 01 -0897 
(PrintiType) (PrintiType) 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 



Industrial Hygiene Technologies, lnc. 
Environmental & Industrial Hygiene Consultants 

CLIENT: GSA, NCR, SDS, WPYG 

Page 5 of 5 

-- 
i ', .- -/,d)&jp--- PCM SAMPLE LOG 

Microscopist: 
(sign) 

-. > I ,-- 
I! /,,-...*F+!;/.w- ---. 
/-- Signature of InspectorIProject Monitor: Date: 07 Sept 01 

ORDER 
NUMBER: P-11-01-DC-0101 

Sample Number 

090701 .GSA. 
PCM.REM.13. DG 

090701 .GSA. 
PCM.STA.14.DG 

090701 .GSA. 
PCM.DCON.15.DG 

090701 .GSA. 
PCM.CB.16.DG 

Project Monitor: Derek Green Training Cert.1 License No: 01 -0897 
(Pnntrype) (Pr~ntiType) 

BUILDING: New Executive Office Bldg: 

PROJECT: 4th & 8th Floor Fan Coil Unit Replacement Project 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

CONTRACT NUMBER: 
GS11 POOMQD0098 

LOCATION: 725 17TH Street NW. Washington, DC 

DATE: 07 September 01 

Sample 
TY pe 

REM 

STA 

DCON 

CB 

ACT NUMBER: 
PO2642534 

Location 

New Executive Office Building: 4TH 
floor hall adj. To Room 4021 

New Executive Office Building: 4th 
floor inside containment A: Risers1 8 

and 18A 

New Executive Office Building: 4th 
floor inside clean room of decon of 

containment A 

New Executive Office Building: 4th 
floor adj. To containment A 

Flow rate 

on 

10.0 

3.0 

10.0 

10.0 

off 

10.0 

3.0 

10.0 

10.0 

Time Minutes 
elapsed 

104 

95 

60 

60 

on 

7 5 0  
Pm 

8:00 
Pm 

8:35 
Pm 

8:35 
Pm 

off 

9:34 
Pm 

9:35 
Pm 

9:35 
Pm 

9:35 
Pm 

Liters 

1040 

285 

600 

600 

Fibers 1 
100 fields 

5.0 

2.0 

8.0 

7.0 

Fibers1 
cc 

0.003 

0.01 2 

0.007 

0.006 



Industrial Hygiene Technologies, lnc. 
Environmental & Industrial Hygiene Consultants 

PRE-ABATEMENT CHECKLIST & LOG 

CLIENT: GSA, NCR, SDS, WPYG 

Page 1 of 6 

REMOVAL CONTRACTOR: Hillian 

CONTRACTOR SUPERVISOR: Silibo Costo 

. 
, /.,. $&;; B,.L--.-..... 

Signature of Inspector/Project Monitor: __-- 
Date: 07 S e ~ t .  01 

ORDER 
NUMBER: P-11-01-DC-0101 

Project Monitor: Derek Green Training Cert.1 License No: 01 -0897 
(Pnntrype) (PnntTType) 

BUILDING: New Executive Office Bldg: 

PROJECT: 4TH & 8th Floor Fan Coil Unit Replacement Project 

MONITORING CONTRACTOR: 
INDUSTRIAL HYGIENE TECHNOLOGIES, INC. 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

CONTRACT NUMBER: 
GS11 POOMQD0098 

LOCATION: 725 17'" Street NW. Washington, DC 

DATE: 07 September 01 

TIME START: 1800 

ABATEMENT SCOPE OF WORK: Prep work for possible Class I removal operations. Commence demolition for potential Class I 
removal operations. 

ACT NUMBER: 
PO2642534 

TIME COMPLETE: 2400 

TYPE OF ASBESTOS MATERIAL 
TO BE ABATED 

Category 1 Friable 

OSHA ACTIVITY 
CLASSIFICATION 

QTY. OF ASBESTOS 
MATERIAL TO BE ABATED 

Unknown 

CLASS I 

INSPECTION 
CATEGORY 

WORK SITE 
ISOLATION 

SIGNAGE 

MARK WI X, MARK 

X 

ACTIVITY TO BE CHECKED 

BARRIER TAPE TO ISOLATE STAGING AREA AND DECON 

FULL CONTAINMENT 

NEGATIVE PRESSURE -0.02 MINIMUM 

FOUR AIR CHANGES PER HOUR 

CRITICAL BARRIERS INTACT (DUCTS, WINDOWS, DOORS, ALL 
PENETRATIONS) 

FLOOR COVERED 

WALLS COVERED 

AREA VENTILATION OFF & VENTS COVERED 

GLOVEBAGS SMOKE TESTED AND FOUND SATISFACTORY 

CAUTION SIGNS AT STAGING AREA 

OSHA SIGN (ASBESTOS) AT ENTRANCES TO WORK AREA 

WASTE CONTAINERS LABELED PER NESHAP & GENERATOR 

HVAC SYSTEM TAGGED OUT 

NO SMOKING, EATING OR DRINKING IN THE WORK AREA 

NA IF NOT REQUIREDIUTILIZED, EXPLAIN DEVIATIONS IN LOG 

CLASSll 

WITHIN 
LIMITS 

NIA 

MINI 

X 

X 

X 

X 

X 

X 

NIA 

X 

X 

X 

X 

X 

CLASS Ill 

DEVIATION 

CLASS IV 



Industrial Hygiene Technologies, lnc. 
Environmental & Industrial Hygiene Consultants 

PRE-ABATEMENT CHECKLIST & LOG 

INSPECTION ACTIVITY TO BE CHECKED 
CATEGORY 

INSPECTION HIGH-SPEED ABRASIVE DISC SAWS, COMPRESSED AIR, DRY 
SWEEPING, SHOVELING, EMPLOYEE ROTATION - NOT TO BE USED 

LABELED WASTE CONTAINERS ON SlTE 

HEPA VACUUM FOUND WORKING AND ACCEPTABLE 

CLIENT: GSA, NCR, SDS, WPYG 

LIMITS 

I ACCESS TO WATER FOR WET METHODS X 
I 

ORDER 
NUMBER: P-11-01-DC-0101 

BUILDING: New Executive Office Bldg: 

PROJECT: 4TH & 8th Floor Fan Coil Unit Replacement Project 

CONTRACT NUMBER: 
GSllPOOMQD0098 

LOCATION: 725 17TH Street NW. Washington, DC 

DATE: 07 September 01 

WORKER 

I TYPE RESPIRATOR: '/2 face APR 
FILTER: P-100 

ACT NUMBER: 
PO2642534 

PROTECTION 

SHOWERS I- 

AIRLESS SPRAYER WORKING AND IN WORK AREA 

DISPOSABLE COVERALLS & BOOT COVERS 
I I 

PROPER NlOSH RESPIRATORS X 

X 

X 

FUNCTIONING I 1 N/A I 

HEAD PROTECTION 

EYE PROTECTION 

NO 

NO 

I WORK HABITS 

I 

SAFETY 
MEETING 

HOT AND COLD RUNNING WATER 

WATER COLLECTION / FILTERING DEVICE FUNCTIONAL 

HOUSE KEEPING - MATERIALS AND EQUIPMENT STORED. LOCKERS 
AND PERSONAL ITEM CONTAINERS 

BASELINE 
MONITORING 

NIA 

x 

X 

COMPETENT PERSON HAS CONDUCTED A SAFETY MEETING I X  I 

I I 

PROJECT 
DESIGN 

DOCUMENTS 

BASELINE MONITORING CONDUCTED PRIOR TO START OF 
PREPARATIONS 

X 

MARK W/ X, MARK NIA IF NOT REQUIREDIUTILIZED, EXPLAIN DEVIATIONS IN LOG 

See Asbestos Abatement Monitoring Checklist and Log of Events- for details concerning project. 

PROJECT DESIGN ON SITE, AND ALL PREPARATIONS COMPLETED IN 
ACCORDANCE WITH DESIGN 

NOTIFICATION, PERMIT, ABATEMENT PLAN, CONTRACTOR LICENSE, 
SUPERVISOR LICENSE, WORKER LICENSE, TRAINING, & MEDICAL, 
FIT TEST DOCUMENTATION ON SlTE AND IN ORDER 

Page 2 of 6 

X 

X 

I ,.-><I ." i..--. & L ~ ~ i ' 2 =  ------- 
Signature of Inspector/Project Monitor: Date: 07 S e ~ t .  01 
Project Monitor: Derek Green Training Cert.1 License No: 01 -0897 

(Printpype) (Printnype) 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541-9015, Fax (703) 541-9019 



lndustrial Hygiene Technologies, lnc. 
Environmental & lndustrial Hygiene Consultants 

PRE-ABATEMENT CHECKLIST & LOG 

Page 3 of 6 

\ ;I:] ,/ 
2 -..,. 2 >, ,,.. ..<?*?.-" - ,---- -44:. <, 

Signature of Inspector/Project Monitor: Date: 07 Sept. 01 
Project Monitor: Derek Green Training Cert.1 License No: 01 -0897 

(PrintiType) (Printnype) 

ACT NUMBER: 
PO2642534 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

CONTRACT NUMBER: 
GS11 POOMQD0098 

CLIENT: GSA, NCR, SDS, WPYG 

A 

t \ '  ,> 

\ \ ---..*. *J1&-;?r..L-. -- 
-. 

PCM SAMPLE LOG 
Microscopist: 

(sign) 

m D E R  
NUMBER: P-11-01-DC-0101 

BUILDING: New Executive Office Bldg: 

PROJECT: 4TH & Efh Floor Fan Coil Unit Replacement Project 

LOCATION: 725 17TH Street NW. Washington, DC 

DATE: 07 September 01 

Fibers / 
100 fields 

7.5 

9.0 

3.5 

4.0 

8.0 

7.5 

Fibers1 
cc 

0.004 

0.005 

<0.003 

<0.003 

0.003 

0.003 

Minutes 
elapsed 

83 

83 

118 

118 

117 

117 

Liters 

830 

830 

1180 

1180 

1170 

1170 

Sample Number 

090701 .GSA. 
PCM.PRE.01. DG 

090701 .GSA. 
PCM.PRE.02. DG 

090701 .GSA. 
PCM.PRE.03. DG 

090701 .GSA. 
PCM.PRE.04. DG 

090701 .GSA. 
PCM.PRE.05. DG 

090701 .GSA. 
PCM.PRE.06. DG 

Time 

on 

7:12 
Pm 

7:12 
Pm 

7:22 
P m 

7:22 
Pm 

7:24 
Pm 

7:24 
Pm 

Flow rate Sample 
TY pe 

PRE 

PRE 

PRE 

PRE 

PRE 

PRE 

off 

8:35 
Pm 

8:35 
Pm 

9:20 
Pm 

9:20 
Pm 

9:21 
Pm 

9:21 
Pm 

on 

10.0 

10.0 

10.0 

10.0 

10.0 

10.0 

Location 

New Executive Office Building: 4TH 
floor adj. To Risers 18 and 18A 

New Executive Office Building: 4TH 
floor adj. To Risers 18 and 18A 

New Executive Office Building: 8TH 
floor adj. To Riser 70A 

New Executive Office Building: 8TH 
floor adj. To Riser 70A 

New Executive Office Building: 8TH 
floor adj. To Riser 70 

New Executive Office Building: 8TH 
floor adj. To Riser 70 

off 

10.0 

10.0 

10.0 

10.0 

10.0 

10.0 



Industrial Hygiene Technologies, lnc. 
Environmental & Industrial Hygiene Consultants 

PRE-ABATEMENT CHECKLIST & LOG 

CLIENT: GSA, NCR, SDS, WPYG 

Page 4 of 6 

C 

-.. 
,l.i ,,,I .. , ----,. yd&iI;- p-i.- 

Signature of InspectorIProject Monitor: /- Date: 07 Sept. 01 

ORDER 
NUMBER: P-11-01-DC-0101 

Project Monitor: Derek Green Training Cert.1 License No: 01 -0897 
(Printpype) (PrlntiType) 

BUILDING: New Executive Office Bldg: 

PROJECT: 4TH & Floor Fan Coil Unit Replacement Project 

--- 
\ ,>,j /<* i---- ..f4 L L ~  c----. 

PCM SAMPLE LOG 
Microscopist: 

(sign) 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541-9015, Fax (703) 541-9019 

CONTRACT NUMBER: 
GSllPOOMQD0098 

LOCATION: 725 17TH Street NW. Washington, DC 

DATE: 07 September 01 

ACT NUMBER: 
PO2642534 

Sample Number 

090701 .GSA. 
PCM.PRE.07. DG 

090701 .GSA. 
PCM.PRE.08. DG 

090701 .GSA. 
PCM.PRE.09. DG 

090701 .GSA. 
PCM.PRE.lO. DG 

090701 .GSA. 
PCM.PRE.11. DG 

090701 .GSA. 
PCM.PRE.12. DG 

Fibers1 
cc 

0.004 

0.003 

0.004 

0.004 

0.003 

0.004 

Sample 
TY pe 

PRE 

PRE 

PRE 

PRE 

PRE 

PRE 

Minutes 
elapsed 

117 

117 

120 

120 

117 

117 

Location 

New Executive Office Building: 8TH 
floor adj. To Risers 69 and 69A 

New Executive Office Building: 8TH 
floor adj. To Risers 69 and 69A 

New Executive Office Building: 8TH 
floor adj. To Riser 68A 

New Executive Office Building: 8TH 
floor adj. To Riser 68A 

New Executive Office Building: 8TH 
floor adj. To Risers 68 and 67A 

New Executive Office Building: 8TH 
floor adj. To Riser 68 and 67A 

Liters 

1170 

1170 

1200 

1200 

1170 

1170 

Fibers 1 
100 fields 

10.0 

7.5 

10.5 

10.0 

7.0 

8.5 

Flow rate 

on 

10.0 

10.0 

10.0 

10.0 

10.0 

10.0 

Time 

off 

10.0 

10.0 

10.0 

10.0 

10.0 

10.0 

on 

7:25 
Pm 

7:25 
Pm 

7:29 
Pm 

7:29 
Pm 

7:35 
Pm 

7:35 
Pm 

off 

9:22 
Pm 

9:22 
Pm 

9:29 
Pm 

9:29 
Pm 

9:32 
Pm 

9:32 
Pm 



Industrial Hygiene Technologies, Inc. 
Environmental & Industrial Hygiene Consultants 

PRE-ABATEMENT CHECKLIST & LOG 

CLIENT: GSA, NCR, SDS, WPYG 

Page 5 of 6 

1, 
-\ 

'L-/.-A~d.&7wL- PCM SAMPLE LOG 
Microscopist: 

(sign) 

,):I ,<:-" \ .&L$+5 [g777 -. 
Signature of InspectorIProject Monitor: Date: 07 Sept. 01 
Project Monitor: Derek Green Training Cert.1 License No: 01 -0897 

(PnntTType) (PrintKype) 

ORDER 
NUMBER: P-11-01-DC-0101 

Sample Number 

090701 .GSA. 
PCM.PRE.17.DG 

090701 .GSA. 
PCM.PRE.18.DG 

090701 .GSA. 
PCM.PRE.19.DG 

090701 .GSA. 
PCM.PRE.20.DG 

090701 .GSA. 
PCM.PRE.21 .DG 

090701 .GSA. 
PCM.PRE.22.DG 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

BUILDING: New Executive Office Bldg: 

PROJECT: 4TH & 8'h Floor Fan Coil Unit Replacement Project 

CONTRACT NUMBER: 
GSllPOOMQD0098 

LOCATION: 725 17'" Street NW. Washington, DC 

DATE: 07 September 01 

Sample 
TY pe 

PRE 

PRE 

PRE 

PRE 

PRE 

PRE 

ACT NUMBER: 
PO2642534 

Location 

New Executive Office Building: 8TH 
floor adj. To Risers 67, 66A, and 66 

New Executive Office Building: 8TH 
floor adj. To Riser 67, 66A, and 66 

New Executive Office Building: 8TH 
floor adj. To Riser 65A 

New Executive Office Building: 8TH 
floor adj. To Riser 65A 

New Executive Office Building: 8TH 
floor adj. To Riser 65 

New Executive Office Building: 8TH 
floor adj. To Riser 65 

Flow rate 

on 

10.0 

10.0 

10.0 

10.0 

10.0 

10.0 

off 

10.0 

10.0 

10.0 

10.0 

10.0 

10.0 

Time Minutes 
elapsed 

81 

81 

79 

79 

78 

78 

on 

8:57 
Pm 

8 5 7  
Pm 

9:01 
Pm 

9:01 
Pm 

9:04 
Pm 

9:04 
Pm 

off 

10:18 
Pm 

10:18 
Pm 

10:20 
Pm 

10:20 
Pm 

10:22 
Pm 

10:22 
Pm 

Liters 

81 0 

81 0 

790 

790 

780 

780 

Fibers 1 
100 fields 

10.0 

8.0 

8.0 

9.5 

7.0 

7.0 

Fibers1 
cc 

0.006 

0.005 

0.005 

0.006 

0.004 

0.004 

- 



Industrial Hygiene Technologies, lnc. 
Environmental & Industrial Hygiene Consultants 

Page 6 of 6 

CLIENT: GSA, NCR, SDS, WPYG 

- 
-'\ 

?---d.--2:jI,cip---- PCM SAMPLE LOG 
Microscopist: 

(sign) 

..... - - - ... ..,, 
, / , I  ,/ i, 2 !? /:-..~>,? 

Signature of lnspector1Project Monitor: 
/. 4W'. +; . 

Date: 07 Sept. 01 
Project Monitor: Derek Green Training Cert.1 License No: 01 -0897 

(Printnype) (Printnype) 

ORDER 
NUMBER: P-11-01-DC-0101 

CONTRACT NUMBER: 
GSllPOOMQD0098 

Sample Number 

090701 .GSA. 
PCM.PRE.23.DG 

090701 .GSA. 
PCM.PRE.24.DG 

090701 .GSA. 
PCM.PRE.25.DG 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

ACT NUMBER: 
PO2642534 

BUILDING: New Executive Office Bldg: 

PROJECT: 4TH & 8th Floor Fan Coil Unit Replacement Project 

LOCATION: 725 17TH Street NW. Washington, DC 

DATE: 07 September 01 

Sample 
TY pe 

PRE 

PRE 

PRE 

Location 

New Executive Office Building: 8TH 
floor adj. To Risers 64 and 64A 

New Executive Office Building: 8TH 
floor adj. To Risers 64 and 64A 

New Executive Office Building: hall 
adj. To rooms 821 8 and 8216 

Flow rate Minutes 
elapsed 

70 

70 

7 1 

on 

10.0 

10.0 

10.0 

Time Fibers I 
100 fields 

8.5 

10.0 

10.0 

Liters 

700 

700 

71 0 

off 

10.0 

10.0 

10.0 

on 

9:14 
Pm 

9:14 
Pm 

9:19 
Pm 

Fibers1 
cc 

0.006 

0.007 

0.007 

- 
off 

10:24 
Pm 

10:24 
Pm 

10:30 
Pm 



lndustrial Hygiene Technologies, Inc. 
Environmental & lndustrial Hygiene Consultants 

Report Prepared for: 
GSA, NCR, Service Delivery Support 

Safety, Environmental, & Fire 
7'h & D Streets, SW 

Room 2080 
Washington, D.C. 20407 

PROJECT PROGRESS / CLOSEOUT REPORT 

Site Name: New Executive Office Building 

Project Name: Fan Coil Unit Replacement Project - Chilled Water / Hot Water 
Supply Line Access Door Installation, Asbestos Hazard Reduction 

Work Area Location: NEOB: 4TH Floor Room 4025 Riser 17A, Mini-Containment Work Area A 
and NEOB: 6TH Floor Room 6208-6222 Risers 71A-65A, Mini-Containment 
Work Area's B, C, D, E, F, & G. 

Order Number: Contract Number: ACT Number: 
P-11-01 -DC-0107 GS11 POOMQD0098 PO2642534 

Project Date (s): August 24 & 25,2001 

Sampling Conducted: Pre-abatement, Area, Work Area, Remote, and Final Clearance 
Monitoring - PCM Analysis (NIOSH 7400 Method) 

Project Description: Industrial Hygiene Technologies, Inc. (IHT) was retained to 
conduct asbestos abatement project monitoring and design 
conformance control during the demolition of perimeter walls to 
allow for future installation of perimeter wall plumbing access 
doors associated with the New Executive Office Building Fan Coil 
Unit replacement Project. 

Hillian Brothers, Inc. was retained to erect mini-negative pressure 
enclosures to be used in the demolition of perimeter plaster walls, 
cleaning of plumbing chases, and removal of asbestos TSI, as 
encountered. Known asbestos hazards associated with this 
project include over-spray / delaminated spray applied asbestos 
fire retardant, cementitious fittings, pipe insulation, and 
contaminated debris. Hillian Brothers is utilizing asbestos 
engineering controls to ensure demolition activities which may 
disturb friable asbestos materials and contaminated debris within 
the chases, do not contaminate adjacent office areas. When 
encountered, asbestos is removed using wet methods. 
Regardless of the existence of asbestos TSI on plumbing, each 
chase area is presumed to be contaminated with asbestos fire 
retardant, and decontaminated. 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541-9015, Fax (703) 541-9019 Page 1 



lndustrial Hygiene Technologies, Inc. 
Environmental & lndustrial Hygiene Consultants 

Report Prepared for: 
GSA, NCR, Service Delivery Support 

Safety, Environmental, & Fire 
7th & D Streets, SW 

Room 2080 
Washington, D.C. 20407 

Project Description Work began at 6:00 pm, August 24, 2001. Preparation of the work 
Continued: area, and pre-abatement monitoring were conducted. All work was 

conducted as per abatement plan, with the exception of fan coil unit 
decontamination. Fan coil units are protected and covered during 
these operations. Work to clean fan coil units will take place during 
another phase of the project. 

The following work shift began at 6:00am, August 25, 2001 and 
involved lock-out / tag-out of the HVAC systems, additional 
preparations, demolition of perimeter walls, decontamination of wall 
chases, and removal of cementitious fittings. 

IHT conducted sampling in each of 7 mini-containments, (NEOB: 4TH 
Floor Room 4025 Riser 17A, Mini-Containment Work Area Aand NEOB: 6TH 
Floor Room 6208-6222 Risers 71A-65A, Mini-Containment Work Area's B, 
C, D, E, F, & G.), within each separate office, at AFD Exhaust, 
remotely within adjacent hallways, and outside the work area. The 
sampling plan was developed by Mark Sovich, Michael MacCabe, 
and Ryan Reed during a pre-work walkthrough conducted February 
9, 2001. The sampling plan involves assessment of each functional 
area of abatement, within the control areas, staging areas, AFD 
exhaust, and remotely such that the "sampling train" is sufficient to 
rapidly assess and delineate fiber migration, should a fiber release 
episode occur during the operation. Immediate analysis of samples 
mid and end of shift is conducted to ensure safety of un-protected 
workers outside of the control area, and rapid response to fiber 
release. 

Work was completed and asbestos contractor fully completed with 
abatement work by 10:OO PM 08/25/01. All work was completed as 
per modified scope of work / abatement plan. Final clearance was 
achieved within each NPE with all results reported below 0.01 F/cc. 

72204 Telegraph Square Drive, Lorton, Virginia 22079 (703) 541-9015, Fax (703) 541-9019 Page 2 



industrial Hygiene Technologies, lnc. 
Environmental & Industrial Hygiene Consultants 

PRE-ABATEMENT CHECKLIST & LOG 

CLIENT: GSA, NCR, SDS, WPYG 

Page 1 of 6 

REMOVAL CONTRACTOR: Hillian 

CONTRACTOR SUPERVISOR: Silvio Argueta 

Signature of Inspector/Project Monitor: 
r -  

Date: 24 Auaust 01 

ORDER 
NUMBER: P-11-01-DC-0101 

Project Monitor: Rvan S. Reed Training Cert.1 License No: 01 -01 04 
(Printpype) (PrinVType) 

BUILDING: New Executive Office Bldg: 

PROJECT: 4TH & 6TH Floor Fan Coil Unit Replacement Project 

MONITORING CONTRACTOR: 
INDUSTRIAL HYGIENE TECHNOLOGIES, INC. 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

CONTRACT NUMBER: 
GS11 POOMQD0098 

LOCATION: 725 17TH Street NW. Washington, DC 

DATE: 24 August 01 

TIME START: 1730 

ABATEMENT SCOPE OF WORK: Prep work for potential Class I removal operations 

ACT NUMBER: 
PO2642534 

TIME COMPLETE: 2200 

TYPE OF ASBESTOS MATERIAL 
TOBEABATED 

Category 1 Friable 

OSHA ACTIVITY 
CLASSIFICATION 

QTY. OF ASBESTOS 
MATERIAL TO BE ABATED 

Unknown 

CLASS l 

INSPECTION 
CATEGORY 

WORK SITE 
ISOLATION 

SIGNAGE 

X 

MARK Wl X, MARK NA IF NOT REQUIREDIUTILIZED, EXPLAIN DEVIATIONS IN LOG 

ACTIVITY TO BE CHECKED 

BARRIER TAPE TO ISOLATE STAGING AREA AND DECON 

FULL CONTAINMENT 

NEGATIVE PRESSURE -0.02 MINIMUM 

FOUR AIR CHANGES PER HOUR 

CRITICAL BARRIERS INTACT (DUCTS, WINDOWS, DOORS, ALL 
PENETRATIONS) 

FLOOR COVERED 

WALLS COVERED 

AREA VENTILATION OFF & VENTS COVERED 

GLOVEBAGS SMOKE TESTED AND FOUND SATISFACTORY 
~ 

CAUTION SIGNS AT STAGING AREA 

OSHA SIGN (ASBESTOS) AT ENTRANCES TO WORK AREA 

WASTE CONTAINERS LABELED PER NESHAP & GENERATOR 

HVAC SYSTEM TAGGED OUT 

NO SMOKING, EATING OR DRINKING IN THE WORK AREA 

CLASS ll 

WITHIN 
LIMITS 

NIA 

MINI 

X 

X 

X 

X 

X 

X 

NIA 

X 

X 

X 

X 

X 

CLASS Ill 

DEVIATION 

X CLASS IV 



lrudustrial Hygiene Technologies, lnc. 
Environmental & Industrial Hygiene Consultants 

CLIENT: GSA, NCR, SDS, WPYG 

INSPECTION 

INSPECTION 
CATEGORY 

ORDER 
NUMBER: P-11-01-DC-0101 

BUILDING: New Executive Office Bldg: 

PROJECT: 4TH & 6TH Floor Fan Coil Unit Replacement Project 

ACTIVITY TO BE CHECKED 

HIGH-SPEED ABRASIVE DISC SAWS, COMPRESSED AIR, DRY 
SWEEPING, SHOVELING, EMPLOYEE ROTATION - NOT TO BE USED 

LABELED WASTE CONTAINERS ON SITE 

HEPA VACUUM FOUND WORKING AND ACCEPTABLE 

CONTRACT NUMBER: 
GS11 POOMQD0098 

LOCATION: 725 17TH Street NW. Washington, DC 

DATE: 24 August 01 

X 

X 

X 

ACCESS TO WATER FOR WET METHODS 

AIRLESS SPRAYER WORKING AND IN WORK AREA 

SHOWERS 

ACT NUMBER: 
PO2642534 

WITHIN 
LIMITS 

X 

X 

WORKER 
PROTECTION 

WORK HABITS 

DEVIATION 

SAFETY 
MEETING 

DISPOSABLE COVERALLS & BOOT COVERS 

PROPER NlOSH RESPIRATORS 
TYPE RESPIRATOR: %face APR 
FILTER: P-100 

HEAD PROTECTION 

EYE PROTECTION 

X 

X 

FUNCTIONING 

HOT AND COLD RUNNING WATER 

BASELINE 
MONITORING 

NO 

NO 

NIA 

NIA 

WATER COLLECTION I FILTERING DEVICE FUNCTIONAL 

HOUSE KEEPING - MATERIALS AND EQUIPMENT STORED. LOCKERS 
AND PERSONAL ITEM CONTAINERS 

COMPETENT PERSON HAS CONDUCTED A SAFETY MEETING 

PROJECT 
DESIGN 

X 

X 

X 

BASELINE MONITORING CONDUCTED PRIOR TO START OF 
PREPARATIONS 

PROJECT DESIGN ON SITE, AND ALL PREPARATIONS COMPLETED IN 
ACCORDANCE WITH DESIGN 

Page 2 of 6 

X 

X 

DOCUMENTS 

Signature of Inspector/Project Monitor: 
rr 

Date: 24 Auaust 01 

Project Monitor: Rvan S. Reed Training Cert.1 License No: 01 -01 04 
(Printpype) (Printrype) 

MARK W/ X, MARK NIA IF NOT REQUIREDIUTILIZED, EXPLAIN DEVIATIONS IN LOG 

;ee Asbestos Abatement Monitoring Checklist and Log of Events- for details concerning project. 

NOTIFICATION, PERMIT, ABATEMENT PLAN, CONTRACTOR LICENSE, 
SUPERVISOR LICENSE, WORKER LICENSE, TRAINING, & MEDICAL, 
FIT TEST DOCUMENTATION ON SlTE AND IN ORDER 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

X 



lndustrial Hygiene Technologies, lnc. 
Environmental & lndustrial Hygiene Consultants 

PRE-ABATEMENT CHECKLIST & LOG 

Page 3 of 6 

CLIENT: GSA, NCR, SDS, WPYG 

Signature of Inspector/Project Monitor: 
-7 

Date: 24 Auqust 01 

ORDER 
NUMBER: P-11-01-DC-0101 

CONTRACT NUMBER: 
GS11 POOMQD0098 

- 

-7 PCM SAMPLE LOG 
Microscopist: 

(sign) 

Project Monitor: Ryan S. Reed Training Cert.1 License No: 01 -01 04 
(PrintTType) (Pr~ntiType) 

ACT NUMBER: 
PO2642534 

BUILDING: New Executive Office Bldg: 

PROJECT: 4TH & 6TH Floor Fan Coil Unit Replacement Project 

Sample Number 

2534-08240 1 - 
19RR 

2534-082401 - 
20RR 

2534-082401 - 
21 RR 

2534-08240 1 - 
22RR 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

LOCATION: 725 17'" Street NW. Washington, DC 

DATE: 24 August 01 

Sample 
TY pe 

PRE 

PRE 

PRE 

PRE 

Location 

New Executive Office Building: Room 
4025 adj to Risers 17A Work Area A 

inside Mini-Containment 

New Executive Office Building: Room 
4025 adj to Risers 17A Work Area A 

inside Mini-Containment 

New Executive Office Building: Room 
6208 adj to Risers 71A 70A Work 
Area B inside Mini-Containment 

New Executive Office Building: Room 
6208 adj to Risers 71A 70A Work 
Area B inside Mini-Containment 

Minutes 
elapsed 

110 

110 

120 

120 

Flow rate Fibers1 
cc 

0.006 

0.006 

0.007 

0.006 

Liters 

1 100.0 

1 100.0 

1200.0 

1200.0 

on 

10.0 

10.0 

10.0 

10.0 

Time Fibers 1 
100 fields 

14.0 

13.0 

16.0 

15.5 

off 

10.0 

10.0 

10.0 

10.0 

on 

6:39 
PM 

6:39 
PM 

7:12 
PM 

7:12 
PM 

off 

8:29 
PM 

8:29 
PM 

9:12 
PM 

9:12 
PM 



Industrial Hygiene Technologies, lnc. 
Environmental & Industrial Hygiene Consultants 

PRE-ABATEMENT CHECKLIST & LOG 

CLIENT: GSA, NCR, SDS, WPYG 

Page 4 of 6 

Signature of Inspector/Project Monitor: 
T -  

Date: 24 Auqust 01 

ORDER 
NUMBER: P-11-01-DC-0101 

- 

-7 PCM SAMPLE LOG 
Microscopist: 

(sign) 

Project Monitor: Rvan S. Reed Training Cert.1 License No: 01 -0104 
(Printpype) (Printnype) 

BUILDING: New Executive Office Bldg: 

PROJECT: 4'" & 6TH Floor Fan Coil Unit Replacement Project 

Sample Number 

2534-082401 - 
23RR 

2534-082401 - 
24RR 

2534-08240 1 - 
25RR 

2534-082401 - 
26RR 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

CONTRACT NUMBER: 
GSllPOOMQD0098 

LOCATION: 725 17'" Street NW. Washington, DC 

DATE: 24 August 01 

ACT NUMBER: 
PO2642534 

Sample 
TY pe 

PRE 

PRE 

PRE 

PRE 

Location 

New Executive Office Building: Room 
621 0 adj to Riser 70A Work Area C 

inside Mini-Containment 

New Executive Office Building: Room 
6210 adj to Riser 70A Work Area C 

inside Mini-Containment 

New Executive Office Building: Room 
621 4 adj to Riser 68A-69A Work Area 

D inside Mini-Containment 

New Executive Office Building: Room 
621 4 adj to Riser 68A-69A Work Area 

D inside Mini-Containment 

Flow rate 

on 

10.0 

10.0 

10.0 

10.0 

off 

10.0 

10.0 

10.0 

10.0 

Time 

on 

7:15 
PM 

7:15 
PM 

7:18 
PM 

7:18 
PM 

Minutes 
elapsed 

120 

120 

120 

120 

off 

9:15 
PM 

9:15 
PM 

9:18 
PM 

9:18 
PM 

Fibers I 
100 fields 

11 .O 

10.5 

9.5 

10.0 

Liters 

1200.0 

1200.0 

1200.0 

1 200.0 

Fibers1 
cc 

0.004 

0.004 

0.004 

0.004 



Industrial Hygiene Technologies, lnc. 
Environmental & Industrial Hygiene Consultants 

PRE-ABATEMENT CHECKLIST & LOG 

Page 5 of 6 

CLIENT: GSA, NCR, SDS, WPYG 

T -  PCM SAMPLE LOG 
Microscopist: 

(sign) 

Signature of Inspector/Project Monitor: 
r -  

Date: 24 Auqust 01 

CONTRACT NUMBER: 
GS1 lPOOMQD0098 

ORDER 
NUMBER: P-11-01-DC-0101 

Project Monitor: Rvan S. Reed Training Cert.1 License No: 01 -01 04 
(Printnype) (Prinnype) 

ACT NUMBER: 
PO2642534 

BUILDING: New Executive Office Bldg: 

PROJECT: 4TH & 6TH Floor Fan Coil Unit Replacement Project 

Fibers1 
cc 

0.006 

0.005 

0.004 

0.006 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

LOCATION: 725 17TH Street NW. Washington, DC 

DATE: 24 August 01 

Minutes 
elapsed 

120 

120 

120 

120 

Sample Number 

2534-082401 - 
27RR 

2534-082401 - 
28RR 

2534-082401 - 
27RR 

2534-082401 - 
28RR 

Liters 

1200.0 

1200.0 

1 200.0 

1200.0 

Sample 
Type 

PRE 

PRE 

PRE 

PRE 

Flow rate Fibers 1 
100 fields 

14.0 

12.0 

11 .O 

14.5 

Location 

New Executive Office Building: Room 
621 6 adj to Risers 68A-67A Work 
Area E inside Mini-Containment 

New Executive Office Building: Room 
621 6 adj to Risers 68A-67A Work 
Area E inside Mini-Containment 

New Executive Office Building: Room 
621 8 adj to Risers 66A-67A Work 
Area F inside Mini-Containment 

New Executive Office Building: Room 
621 8 adj to Risers 66A-67A Work 
Area F inside Mini-Containment 

Time 

on 

10.0 

10.0 

10.0 

10.0 

on 

7:21 
PM 

7:21 
PM 

7:22 
PM 

7:22 
PM 

off 

10.0 

10.0 

10.0 

10.0 

off 

9:21 
PM 

9:21 
PM 

9:22 
PM 

9:22 
PM 



lndustrial Hygiene Technologies, lnc. 
Environmental & lndustrial Hygiene Consultants 

PRE-ABATEMENT CHECKLIST & LOG 

CLIENT: GSA, NCR, SDS, WPYG 

Page 6 of 6 

r -  PCM SAMPLE LOG 
Microscopist: 

(sign) 

Signature of Inspector/Project Monitor: 
-7 

Date: 24 Auqust 01 

ORDER 
NUMBER: P-11-01-DC-0101 

Sample Number 

2534-082401 - 
35RR 

2534-082401 - 
36RR 

Project Monitor: Rvan S. Reed Training Cert.1 License No: 01 -0104 
(PrintiType) (Printnype) 

BUILDING: New Executive Office Bldg: 

PROJECT: 4TH & 61H Floor Fan Coil Unit Replacement Project 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

CONTRACT NUMBER: 
GS11 POOMQD0098 

LOCATION: 725 17'" Street NW. Washington, DC 

DATE: 24 August 01 

ACT NUMBER: 
PO2642534 

Fibers1 
cc 

0.006 

0.006 

Sample 
TY pe 

PRE 

PRE 

Location 

New Executive Office Building: Room 
6222 adj to Risers 65A-66A Work 
Area G inside Mini-Containment 

New Executive Office Building: Room 
6222 adj to Risers 65A-66A Work 
Area G inside Mini-Containment 

Minutes 
elapsed 

120 

120 

Flow rate 

on 

10.0 

10.0 

Time Liters 

1 200.0 

1 200.0 

off 

10.0 

10.0 

on 

7:26 
PM 

7:26 
PM 

Fibers I 
100 fields 

13.5 

14.0 

off 

9:26 
PM 

9:26 
PM 



lndustrial Hygiene Technologies, Inc. 
Environmental & lndustrial Hygiene Consultants 

ASBESTOS ABATEMENT MONITORING DAILY CHECKLIST & LOG OF EVENTS 

Page 1 of 5 

CLIENT: GSA, NCR, SDS, WPYG 

Signature of Inspector/Project Monitor: -7 Date: 24 Auaust 01 

CONTRACT NUMBER: 
GS11 POOMQD0098 

ORDER 
NUMBER: P-11-01-DC-0101 

REMOVAL CONTRACTOR: Hillian 

CONTRACTOR SUPERVISOR: Silvio Argueta 

Project Monitor: Rvan S. Reed Training Cert.1 License No: 01 -0104 
(PrlntiType) (PrintiType) 

ACT NUMBER: 
PO2642534 

BUILDING: New Executive Office Bldg: 

PROJECT: 4TH & 6TH Floor Fan Coil Unit Replacement Project 

MONITORING CONTRACTOR: 
INDUSTRIAL HYGIENE TECHNOLOGIES, INC. 

TIME ON SITE: 1800 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

LOCATION: 725 17'" Street NW. Washington, DC 

DATE: 24 August 01 

TIME ON SITE: 1745 TIME OFF SITE: 2230 

ABATEMENT SCOPE OF WORK: Demolition, Decontamination w/ TSI removal 

GENERAL SHIFT WORK PLAN: (7) Mini-Containments w/ Non-ACM demolition & ACM decontamination 

TYPE AND QUANTITY OF ASBESTOS REMOVED THIS SHIFT: (1) ACM Hard Plaster Fitting on Elbows 

TIME OFF SITE: 2230 

OSHA ACTIVITY 
CLASSIFICATION 

CLASS l 

INSPECTION 
CATEGORY 

WORK SITE 
ISOLATION 

SIGNAGE 

X 

MARK W/ X - EXPLAIN IN NOTES, MARK N/A IF NOT REQUIRED/UTILIZED, EXPLAIN DEVIATIONS IN LOG 

CLASS ll 

PROBLEMS 
ENCOUNTERED 

ACTIVITY TO BE CHECKED 

BARRIER TAPE 

FULL CONTAINMENT 

NEGATIVE PRESSURE -0.02 MINIMUM 

FOUR AIR CHANGES PER HOUR 

FLOOR COVERED 

WALLS COVERED 

CRITICAL BARRIERS INTACT 

AREA VENTILATION OFF & VENTS COVERED 

NEGATIVE PRESSURE GLOVEBAG USED 

CAUTION SIGNS AT STAGING AREA 

OSHA SIGN (ASBESTOS) AT ENTRANCES TO WORK AREA 

WASTE CONTAINERS LABELED PER NESHAP &GENERATOR 

HVAC TAG OUT 

WITHIN 
LIMITS 

NIA 

Mini(s) 

X 

X 

X 

X 

X 

X 

N/A 

X 

X 

X 

X 

CLASS Ill X CLASS IV 



lndustrial Hygiene Technologies, Inc. 
Environmental & lndustrial Hygiene Consultants 

ASBESTOS ABATEMENT MONITORING DAILY CHECKLIST & LOG OF EVENTS 

Page 2 of 5 

CLIENT: GSA, NCR, SDS, WPYG 

Signature of InspectorIProject Monitor: - =  Date: 24 Auaust 01 

CONTRACT NUMBER: 
GS11 POOMQD0098 

ORDER 
NUMBER: P-11-01-DC-0101 

PROBLEMS 
ENCOUNTERED 

Project Monitor: Rvan S. Reed Training Cert.1 License No: 01 -0104 
(Printnype) (Printnype) 

ACT NUMBER: 
PO2642534 

BUILDING: New Executive Office Bldg: 

PROJECT: 4TH & 6TH Floor Fan Coil Unit Replacement Project 

WITHIN LIMITS 

X 

X 

X 

X 

X 

X (Hudson Sprayer) 

N/A 

X 

X 

X 

N/A 

N/A 

X 

X 

X 

X 

DEVIATIONS IN LOG 

INSPECTION 
CATEGORY 

WORK PRACTICES 

WORKER PROTECTION 

SHOWERS 

WORK HABITS IN WORK 
AREA 

DOCUMENTS 

MARK W/ X - EXPLAIN IN 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

- 

LOCATION: 725 17TH Street NW. Washington, DC 

DATE: 24 August 01 

ACTIVITY TO BE CHECKED 

HIGH-SPEED TOOLS, COMPRESSED AIR, 
DRY SWEEPING, SHOVELING, EMPLOYEE 
ROTATION NOT IN USE 

REMOVED MATERIAL PROPERLY BAGGED 

WASTE REMOVED PRIOR TO SHIFT END 

HEPA VACUUM IN USE 

MATERIAL KEPT WET / USE OF WET METHODS 

AIRLESS SPRAYER IN USE 

OSHA COMPLIANT GLOVEBAG PROCEDURE 

DISPOSABLE CLOTHING USED ONCE 

PROPER NlOSH RESPIRATORS 
TYPE RESPIRATOR: 
FILTER: % Face APR P-100 

PROPER DECON SEQUENCE FOLLOWED 

FUNCTIONING 

HOT AND COLD RUNNING WATER 

USEDEACHDEPARTURE 

WATER COLLECTED & FILTERED PROPERLY 

NO SMOKING, EATING OR DRINKING IN THE WORK 
AREA 

NOTIFICATION, PERMIT, ABATEMENT PLAN, 
CONTRACTOR LICENSE, SUPERVISOR LICENSE, 
WORKER LICENSE, TRAINING, & MEDICAL, FIT 
TEST DOCUMENTATION ON SITE AND IN ORDER 

NOTES, MARK N/A IF NOT REQUIRED/UTILIZED, EXPLAIN 



lrrdustrial Hygiene Technologies, Inc. 
Environmental & Industrial Hygiene Consultants 

ASBESTOS ABATEMENT MONITORING DAILY CHECKLIST & LOG OF EVENTS 

DAILY LOG OF EVENTS 

Remediation Activities 

ACT NUMBER: 
PO2642534 

CLIENT: GSA, NCR, SDS, WPYG 

1730: Hillian on site New Executive Office Building 725 17'" Street NW Washington DC . Silvio Argueta, Hillian 
superintendent informs IHT that Hillian shall be commencing demolition and decontamination operations with 
the potential for ACM Class I removal operations using Mini-Containments, hand tools, and wet methods. 
These removal activities are to occur in NEOB: 4TH Floor Room 4025 Riser 17A, Mini-Containment Work Area 
A and NEOB: 6'" Floor Room 6208-6222 Risers 71A-65A, Mini-Containment Work Area's B, C, D, E, F, & 
G. Hillian has been contracted to cut out (1 2) 2'x2' sections of non-ACM plaster wall per riser at the general 
location of the fittings associated with the Fan Coil Unit with a Mini-Containment. Spray-On Surfacing material 
is located above the position of the cut and there is the possibility of TSI hard plaster fittings on the elbows. 
Hillian has been contracted to conduct decontamination operations for Spray-On Surfacing Material Debris 
and possible TSI fitting removal once the access panels have been cut. All debris to be disposed of as 
regulated ACM waste in EPA approved landfill. 

1845: Hillian workers mobilize and commence prepwork in NEOB: 4TH Floor Room 4025 Riser 17A, Mini- 
Containment Work Area A and NEOB: 6TH Floor Room 6208-6222 Risers 71A-65A, Mini-Containment Work 
Area's B, C, D, E, F, & G. 

ORDER 
NUMBER: P-11-01 -DC-0101 

BUILDING: New Executive Office Bldg: 

PROJECT: 4TH & 6TH Floor Fan Coil Unit Replacement Project 

2040: Hillian workers commence demolition operations in NEOB: 4TH Floor Room 4025 Riser 17A, Mini-Containment 
Work Area A and Hillian workers continuing prepwork in NEOB: 6'" Floor Room 6208-6222 Risers 71A-65A, 
Mini-Containment Work Area's B, C, D, E, F, & G. 

CONTRACT NUMBER: 
GS11 POOMQD0098 

LOCATION: 725 17'" Street NW. Washington, DC 

DATE: 24 August 01 

21 30: Hillian workers complete demolition and decontamination operations in NEOB: 4TH Floor Room 4025 Riser 
17A, Mini-Containment Work Area A. Hillian informs IHT that Hillian encountered a total of (1) TSI fittings. 

2230: Hillian departed the site. 

Sampling 

1730: IHT on site to perform area air monitoring and abatement quality control. 

1840: IHT began sampling. 

2200: IHT completed sampling. IHT off site. 

Inspections 

Page 3 of 5 

Signature of Inspector/Project Monitor: T r  Date: 24 Auaust 01 

Project Monitor: Rvan S. Reed Training Cert.1 License No: 01 -01 04 
(Printnype) (PrintiType) 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 



lrrdustrial Hygiene Technologies, Inc. 
Environmental & Industrial Hygiene Consultants 

ASBESTOS ABATEMENT MONITORING DAILY CHECKLIST & LOG OF EVENTS 

2030-2040: IHT conducts pre-commencement inspection of NEOB: 4TH Floor Room 4025 Riser 17A, Mini-Containment 
Work Area A. IHT notes that Hillian has set up a Mini-Containment, with single layer Critical Barrier, Drop 
Layer of Poly, AFD in operation, signs & DCON bucket in place. Deemed satisfactory Hillian authorized to 
commence demolition & decontamination operations in NEOB: 4TH Floor Room 4025 Riser 17A, Mini- 
Containment Work Area A. 

21 50: IHT conduct pre-sealant inspection of NEOB: 4TH Floor Room 4025 Riser 17A, Mini-Containment Work Area 
A. IHT notes area free of visible ACM dust and debris. Hillian supervisor informs IHT that Hillian workers 
encountered (1) TSI fittings. Deemed satisfactory. Hillian authorized to encapsulate work area. 

ACT NUMBER: 
PO2642534 

Comments 

CONTRACT NUMBER: 
GS11 POOMQD0098 

CLIENT: GSA, NCR, SDS, WPYG 

ACM Class I demolition and decontamination operations in proceeded without incident. PCM air sample 
analysis preformed: IHT reported no elevated sample results: All area samples outside NEOB: 4TH Floor Room 
4025 Riser 17A, Mini-Containment Work Area Aand NEOB: 6TH Floor Room 6208-6222 Risers 71A-65A, Mini- 
Containment Work Area's B, C, D, E, F, & G reported airborne fiber concentration levels below 0.01 fiberslcc. 
However, IHT notes that several samples located inside the decon unit reported airborne fiber levels above 
0.01 fiberslcc. PCM air sampling located outside work area were all below re-occupancy. IHT directs Hillian 
to wet wipe DCON unit's and request that Hillian workers use more water while conducting demolition 
operations. IHT notes that a significant amount of PCM area samples located inside the various work areas 
were overloaded. IHT recommends that Hillian employ an airless sprayer during demolition operations. 

ORDER 
NUMBER: P-11-01 -DC-0101 

BUILDING: New Executive Office Bldg: 

PROJECT: 4'" & 6TH Floor Fan Coil Unit Replacement Project 

Page 4 of 5 

LOCATION: 725 17'" Street NW. Washington, DC 

DATE: 24 August 01 

Signature of Inspector/Project Monitor: T -  Date: 24 Auaust 01 

Project Monitor: Rvan S. Reed Training Cert.1 License No: 01 -0104 
(PrintiType) (PrintFype) 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 



Industrial Hygiene Technologies, lnc. 
Environmental & Industrial Hygiene Consultants 

Page 5 of 5 

ACT NUMBER: 
PO2642534 

- 

rr PCM SAMPLE LOG 
Microscopist: 

(sign) 

Signature of Inspector/Project Monitor: -7 Date: 24 Auaust 01 

CONTRACT NUMBER: 
GS11 POOMQD0098 

CLIENT: GSA, NCR, SDS, WPYG 

Project Monitor: Rvan S. Reed Training Cert.1 License No: 01 -01 04 
(Printnype) (PrintIType) 

ORDER 
NUMBER: P-11-01-DC-0101 

BUILDING: New Executive Office Bldg: 

PROJECT: 4TH & 6TH Floor Fan Coil Unit Replacement Project 

Fibers/ 
cc 

0.005 

0.009 

0.007 

0.070 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

LOCATION: 725 17'" Street NW. Washington, DC 

DATE: 24 August 01 

Fibers/ 
100 fields 

7.5 

15.5 

12.0 

34.5 

Liters 

800 

800 

800 

240 

Sample 
Number 

2534-082401- 
15RR 

2534-082401 - 
16RR 

2534-082401 - 
17RR 

2534-082401 - 
18RR 

Minutes 
elapsed 

80 

80 

80 

80 

Flow rate Time Sample 
Type 

REM 

DCON 

CB 

STA 

on 

10.0 

10.0 

10.0 

3.0 

on 

8:27 
PM 

8:32 
PM 

8:32 
PM 

8:31 
PM 

Location 

New Executive Office Building: Hall adj to 
Room 4025 

New Executive Office Building: Room 
4025 adj to Risers 17A Work Area A 

DCON Clean Room 

New Executive Office Building: Room 
4025 adj to Risers 17A Work Area A 

critical barrier adj to DCON 

New Executive Office Building: Room 
4025 adj to Risers 17A Work Area A 

inside Mini-Containment 

off 

10.0 

10.0 

10.0 

3.0 

off 

9:47 
PM 

9:52 
PM 

9:52 
PM 

9:51 
PM 



lndustrial Hygiene Technologies, Inc. 
Environmental & lndustrial Hygiene Consultants 

PRE-ABATEMENT CHECKLIST & LOG 

Page 1 of 2 

ACT NUMBER: 
PO2642534 

REMOVAL CONTRACTOR: Hillian 

CONTRACTOR SUPERVISOR: Silvio Argueta 

Signature of Inspector/Project Monitor: 
-7 

Date: 25 Auaust 01 

CONTRACT NUMBER: 
GS11 POOMQD0098 

CLIENT: GSA, NCR, SDS, WPYG 

Project Monitor: Rvan S. Reed Training Cert.1 License No: 01 -01 04 
(~rlntiType) (PrintiType) 

ORDER 
NUMBER: P-11-01-DC-0101 

BUILDING: New Executive Office Bldg: 

PROJECT: 4TH & 6TH Floor Fan Coil Unit Replacement Project 

MONITORING CONTRACTOR: 
INDUSTRIAL HYGIENE TECHNOLOGIES, INC. 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

LOCATION: 725 17TH Street NW. Washington, DC 

DATE: 25 August 01 

TIME START: 0615 

ABATEMENT SCOPE OF WORK: Prep work for potential Class I removal operations 

TIME COMPLETE: 1530 

TYPE OF ASBESTOS MATERIAL 
TO BE ABATED 

QTY. OF ASBESTOS 
MATERIAL TO BE ABATED 

Category 1 Friable Unknown 

CLASS lV OSHA ACTIVITY 
CLASSIFICATION 

X CLASS l 

INSPECTION 
CATEGORY 

WORK SITE 
ISOLATION 

SIGNAGE 

CLASS ll 

MARK W i  X, MARK NA IF NOT REQUIREDIUTILIZED, EXPLAIN DEVIATIONS IN LOG 

WITHIN 
LIMITS 

N/A 

MINI 

X 

X 

X 

X 

X 

X 

N/A 

X 

X 

X 

X 

X 

ACTIVITY TO BE CHECKED 

BARRIER TAPE TO ISOLATE STAGING AREA AND DECON 

FULL CONTAINMENT 

NEGATIVE PRESSURE -0.02 MINIMUM 

FOUR AIR CHANGES PER HOUR 

CRITICAL BARRIERS INTACT (DUCTS, WINDOWS, DOORS, ALL 
PENETRATIONS) 

FLOOR COVERED 

WALLS COVERED 

AREA VENTILATION OFF & VENTS COVERED 

GLOVEBAGS SMOKE TESTED AND FOUND SATISFACTORY 

CAUTION SIGNS AT STAGING AREA 

OSHA SIGN (ASBESTOS) AT ENTRANCES TO WORK AREA 

WASTE CONTAINERS LABELED PER NESHAP &GENERATOR 

HVAC SYSTEM TAGGED OUT 

NO SMOKING, EATING OR DRINKING IN THE WORK AREA 

DEVIATION 

CLASS Ill X 



lndustrial Hygiene Technologies, Inc. 
Environmental & lndustrial Hygiene Consultants 

ACT NUMBER: 
PO2642534 

I HEPA VACUUM FOUND WORKING AND ACCEPTABLE I 

CONTRACT NUMBER: 
GS11 POOMQD0098 

CLIENT: GSA, NCR, SDS, WPYG 

INSPECTION 
CATEGORY 

INSPECTION 

ORDER 
NUMBER: P-11-01-DC-0101 

BUILDING: New Executive Office Bldg: 

PROJECT: 4TH & 6TH Floor Fan Coil Unit Replacement Project 

WITHIN 
LIMITS 

ACTIVITY TO BE CHECKED 

rnv I cb I lvn 

LOCATION: 725 17'" Street NW. Washington, DC 

DATE: 25 August 01 

DEVIATION 

HIGH-SPEED ABRASIVE DISC SAWS, COMPRESSED AIR, DRY 
SWEEPING, SHOVELING, EMPLOYEE ROTATION - NOT TO BE USED 

LABELED WASTE CONTAINERS ON SITE 

WORKER 

X 

X 

ACCESS TO WATER FOR WET METHODS 

AIRLESS SPRAYER WORKING AND IN WORK AREA 

DISPOSABLE COVERALLS & BOOT COVERS 

PROPER NlOSH RESPIRATORS 
TYPE RESPIRATOR: '12 face APR 
FILTER: P-100 

HEAD PROTECTION 

X 

X 

X 

SHOWERS 

X 

WORK HABITS 

SAFETY 
MEETING 

N 0 

EYE PROTECTION 

FUNCTIONING 

HOT AND COLD RUNNING WATER 

BASELINE 
MONITORING 

PROJECT 
DESIGN 

MARK W/ X, MARK N/A IF NOT REQUIRED/UTILIZED, EXPLAIN DEVIATIONS IN LOG 

See Asbestos Abatement Monitoring Checklist and Log of Events- for details concerning project. 

NO 

N/A 

N/A 

WATER COLLECTION / FILTERING DEVICE FUNCTIONAL 

HOUSE KEEPING - MATERIALS AND EQUIPMENT STORED. LOCKERS 
AND PERSONAL ITEM CONTAINERS 

COMPETENT PERSON HAS CONDUCTED A SAFETY MEETING 

DOCUMENTS 

Page 2 of 2 

X 

X 

X 

BASELINE MONITORING CONDUCTED PRIOR TO START OF 
PREPARATIONS 

PROJECT DESIGN ON SITE, AND ALL PREPARATIONS COMPLETED IN 
ACCORDANCE WITH DESIGN 

Signature of Inspector/Project Monitor: 
T -  

Date: 25 Auaust 01 

X 

X 

NOTIFICATION, PERMIT, ABATEMENT PLAN, CONTRACTOR LICENSE, 
SUPERVISOR LICENSE, WORKER LICENSE, TRAINING, & MEDICAL, 
FIT TEST DOCUMENTATION ON SlTE AND IN ORDER 

Project Monitor: Ryan S. Reed Training Cert.1 License No: 01 -01 04 
(Printnype) (PrintiType) 

X 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -9015, Fax (703) 541-9019 



lndustrial Hygiene Technologies, Inc. 
Environmental & lndustrial Hygiene Consultants 

ASBESTOS ABATEMENT MONITORING DAILY CHECKLIST & LOG OF EVENTS 

Page 1 of 9 

ACT NUMBER: 
PO2642534 

Signature of Inspector/Project Monitor: r- Date: 25 Auaust 01 

CONTRACT NUMBER: 
GS11 POOMQD0098 

CLIENT: GSA, NCR, SDS, WPYG 

REMOVAL CONTRACTOR: Hillian 

CONTRACTOR SUPERVISOR: Silvio Argueta 

Project Monitor: Rvan S. Reed Training Cert.1 License No: 01 -0104 
(Printrype) (Printrype) 

ORDER 
NUMBER: P-11-01 -DC-0101 

BUILDING: New Executive Office Bldg: 

PROJECT: 4TH & 6TH Floor Fan Coil Unit Replacement Project 

MONITORING CONTRACTOR: 
INDUSTRIAL HYGIENE TECHNOLOGIES, INC. 

TIME ON SITE: 0630 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

LOCATION: 725 17TH Street NW. Washington, DC 

DATE: 25 August 01 

TIME ON SITE: 0615 TIME OFF SITE: 1530 

ABATEMENT SCOPE OF WORK: Demolition, Decontamination w/ TSI removal 

GENERAL SHIFT WORK PLAN: (7) Mini-Containments w/ Non-ACM demolition & ACM decontamination 

TYPE AND QUANTITY OF ASBESTOS REMOVED THIS SHIFT: (1 1) ACM Hard Plaster Fitting on Elbows 

TIME OFF SITE: 1530 

X CLASS Ill CLASS IV OSHA ACTIVITY 
CLASSIFICATION 

X CLASS l 

PROBLEMS 
ENCOUNTERED 

CLASS I1 

MARK W/ X - EXPLAIN IN NOTES, MARK NIA IF NOT REQUIRED/UTILIZED, EXPLAIN DEVIATIONS IN LOG 

WITHIN 
LIMITS 

INSPECTION 
CATEGORY 

ACTIVITY TO BE CHECKED 

WORK SITE 
ISOLATION 

SIGNAGE 

BARRIER TAPE N/A 

FULL CONTAINMENT Mini(s) 

NEGATIVE PRESSURE -0.02 MINIMUM X 

FOUR AIR CHANGES PER HOUR X 

FLOOR COVERED X 

WALLS COVERED X 

CRITICAL BARRIERS INTACT X 

AREA VENTILATION OFF & VENTS COVERED X 

NEGATIVE PRESSURE GLOVEBAG USED N/A 

CAUTION SIGNS AT STAGING AREA X 

OSHA SIGN (ASBESTOS) AT ENTRANCES TO WORK AREA X 

WASTE CONTAINERS LABELED PER NESHAP &GENERATOR X 

HVAC TAG OUT X 



lndustrial Hygiene Technologies, Inc. 
Environmental & lndustrial Hygiene Consultants 

ASBESTOS ABATEMENT MONITORING DAILY CHECKLIST & LOG OF EVENTS 

Page 2 of 9 

ACT NUMBER: 
PO2642534 

Signature of Inspector/Project Monitor: T- Date: 25 Auaust 01 

CONTRACT NUMBER: 
GS11 POOMQD0098 

CLIENT: GSA, NCR, SDS, WPYG 

INSPECTION 
CATEGORY 

WORK PRACTICES 

WORKER PROTECTION 

SHOWERS 

WORK HABITS IN WORK 
AREA 

DOCUMENTS 

MARK W/ X - EXPLAIN IN 

Project Monitor: Rvan S. Reed Training Cert.1 License No: 01 -01 04 
(Printnype) (Printnype) 

ORDER 
NUMBER: P-11-01-DC-0101 

BUILDING: New Executive Office Bldg: 

PROJECT: 4TH & 6TH Floor Fan Coil Unit Replacement Project 

WITHIN LIMITS 

X 

X 

X 

X 

X 

X (Hudson Sprayer) 

N/A 

X 

X 

X 

N/A 

N/A 

X 

X 

X 

X 

DEVIATIONS IN LOG 

ACTIVITY TO BE CHECKED 

HIGH-SPEED TOOLS, COMPRESSED AIR, 
DRY SWEEPING, SHOVELING, EMPLOYEE 
ROTATION NOT IN USE 

REMOVED MATERIAL PROPERLY BAGGED 

WASTE REMOVED PRIOR TO SHIFT END 

HEPA VACUUM IN USE 

MATERIAL KEPT WET / USE OF WET METHODS 

AIRLESS SPRAYER IN USE 

OSHA COMPLIANT GLOVEBAG PROCEDURE 

DISPOSABLE CLOTHING USED ONCE 

PROPER NlOSH RESPIRATORS 
TYPE RESPIRATOR: 
FILTER: % Face APR P-100 

PROPER DECON SEQUENCE FOLLOWED 

FUNCTIONING 

HOT AND COLD RUNNING WATER 

USEDEACHDEPARTURE 

WATER COLLECTED & FILTERED PROPERLY 

NO SMOKING, EATING OR DRINKING IN THE WORK 
AREA 

NOTIFICATION, PERMIT, ABATEMENT PLAN, 
CONTRACTOR LICENSE, SUPERVISOR LICENSE, 
WORKER LICENSE, TRAINING, & MEDICAL, FIT 
TEST DOCUMENTATION ON SITE AND IN ORDER 

NOTES, MARK N/A IF NOT REQUIRED/UTILIZED, EXPLAIN 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

LOCATION: 725 17'" Street NW. Washington, DC 

DATE: 25 August 01 

PROBLEMS 
ENCOUNTERED 



lndustrial Hygiene Technologies, Inc. 
Environmental & lndustrial Hygiene Consultants 

ASBESTOS ABATEMENT MONITORING DAILY CHECKLIST & LOG OF EVENTS 

DAILY LOG OF EVENTS 

Remediation Activities 

ACT NUMBER: 
PO2642534 

0600: Hillian on site New Executive Office Building 725 17TH Street NW Washington DC . Silvio Argueta, Hillian 
superintendent informs IHT that Hillian shall be commencing demolition and decontamination operations with 
the potential for ACM Class I removal operations using Mini-Containments, hand tools, and wet methods. 
These removal activities are to occur in NEOB: 4TH Floor Room 4025 Riser 17A, Mini-Containment Work Area 
A and NEOB: 6TH Floor Room 6208-6222 Risers 71A-65A, Mini-Containment Work Area's B, C, D, E, F, & 
G. Hillian has been contracted to cut out (12) 2'x2' sections of non-ACM plaster wall per riser at the general 
location of the fittings associated with the Fan Coil Unit with a Mini-Containment. Spray-On Surfacing material 
is located above the position of the cut and there is the possibility of TSI hard plaster fittings on the elbows. 
Hillian has been contracted to conduct decontamination operations for Spray-On Surfacing Material Debris 
and possible TSI fitting removal once the access panels have been cut. All debris to be disposed of as 
regulated ACM waste in EPA approved landfill. GSA escort not on site. 

CONTRACT NUMBER: 
GS11 POOMQD0098 

CLIENT: GSA, NCR, SDS, WPYG 

0745: Hillian workers mobilize and continue prepwork in NEOB: 6TH Floor Room 6208-6222 Risers 71A-65A, Mini- 
Containment Work Area's B, C, D, E, F, & G. 

ORDER 
NUMBER: P-11-01-DC-0101 

BUILDING: New Executive Office Bldg: 

PROJECT: 4TH & 6TH Floor Fan Coil Unit Replacement Project 

0800: Hillian workers commence demolition operations in NEOB: 6TH Floor Room 6208-6222 Risers 71A-65A, Mini- 
Containment Work Area's B, C, D, E, F, & G. 

LOCATION: 725 17'" Street NW. Washington, DC 

DATE: 25 August 01 

1130: Hillian workers complete demolition and decontamination operations in NEOB: 4TH Floor Room 4025 Riser 
17A, Mini-Containment Work AreaA & NEOB: 6TH Floor Room 6208-6222 Risers 71A-65A, Mini-Containment 
Work Area's B, C, D, E, F, & G. Hillian informs IHT that Hillian encountered a total of (4) TSI fittings. 

1530: Hillian departed the site. 

Sampling 

0610: IHT on site to perform area air monitoring and abatement quality control. 

071 0: IHT began sampling. 

1530: IHT completed sampling. IHT off site. 

Inspections 

0705-1 030: IHT conducts pre-commencement inspection of NEOB: 4TH Floor Room 4025 Riser 17A, Mini-Containment 

Page 3 of 9 

Signature of Inspector/Project Monitor: T r  Date: 25 Auaust 01 

Project Monitor: Ryan S. Reed Training Cert.1 License No: 01 -01 04 
(PnntTType) (PrintFype) 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 



Industrial Hygiene Technologies, Inc. 
Environmental 81 Industrial Hygiene Consultants 

ASBESTOS ABATEMENT MONITORING DAILY CHECKLIST & LOG OF EVENTS 

Work Area A and NEOB: 6TH Floor Room 6208-6222 Risers 71A-65A, Mini-Containment Work Area's B, C, 
D, E, F, & G. IHT notes that Hillian has set up a Mini-Containment, with single layer Critical Barrier, Drop Layer 
of Poly, AFD in operation, signs & DCON bucket in place. Deemed satisfactory Hillian authorized to 
commence demolition & decontamination operations in NEOB: 4TH Floor Room 4025 Riser 17A, Mini- 
Containment Work Area A and NEOB: 6TH Floor Room 6208-6222 Risers 71A-65A, Mini-Containment Work 
Area's B, C, D, E, F, & G. 

0830-1 100: IHT conduct pre-sealant inspection of NEOB: 4TH Floor Room 4025 Riser 17A, Mini-Containment Work 
Area A and NEOB: 6TH Floor Room 6208-6222 Risers 71A-65A, Mini-Containment Work Area's B, C, D, E, 
F, & G. IHT notes area free of visible ACM dust and debris. Hillian supervisor informs IHT that Hillian workers 
encountered (5) TSI fittings. Deemed satisfactory. Hillian authorized to encapsulate work area. 

ACT NUMBER: 
PO2642534 

CLIENT: GSA, NCR, SDS, WPYG 

Comments 

ACM Class I demolition and decontamination operations in proceeded without incident. PCM air sample 
analysis preformed: IHT reported no elevated sample results: All area samples outside NEOB: 4TH Floor Room 
4025 Riser 17A, Mini-Containment Work Area Aand NEOB: 6TH Floor Room 6208-6222 Risers 71A-65A, Mini- 
Containment Work Area's B, C, D, E, F, & G  reported airbornefiber concentration levels below 0.01 fiberslcc. 
However, IHT notes that several samples located inside the decon unit reported airborne fiber levels above 
0.01 fiberslcc. PCM air sampling located outside work area were all below re-occupancy. IHT directs Hillian 
to wet wipe DCON unit's and request that Hillian workers use more water while conducting demolition 
operations. IHT notes that a significant amount of PCM area samples located inside the various work areas 
were overloaded. IHT recommends that Hillian employ an airless sprayer during demolition operations. 

ORDER 
NUMBER: P-11-01-DC-0101 

BUILDING: New Executive Office Bldg: 

PROJECT: 4TH & 6TH Floor Fan Coil Unit Replacement Project 

PCM post abatement air sample analysis preformed: IHT reported no elevated sample results. All PCM 
samples inside NEOB: 4TH Floor Room 4025 Riser 17A, Mini-Containment Work Area A and NEOB: 6TH Floor 
Room 6208-6222 Risers 71A-65A, Mini-Containment Work Area's B, C, D, E, F, & G reported airborne fiber 
concentration levels below 0.01 fiberslcc. Deemed Satisfactory. IHT authorizes Hillian to tear down NEOB: 
4TH Floor Room 4025 Riser 17A, Mini-Containment Work Area A and NEOB: 6TH Floor Room 6208-6222 
Risers 71A-65A, Mini-Containment Work Area's B, C, D, E, F, & G. 

CONTRACT NUMBER: 
GS11 POOMQD0098 

LOCATION: 725 17TH Street NW. Washington, DC 

DATE: 25 August 01 

Page 4 of 9 

Signature of InspectorIProject Monitor: rr Date: 25 Auaust 01 

Project Monitor: Rvan S. Reed Training Cert.1 License No: 01 -01 04 
(PrintiType) (Printnype) 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 



Industrial Hygiene Technologies, lnc. 
Environmental & Industrial Hygiene Consultants 

Page 5 of 9 

Signature of Inspector/Project Monitor: Tr Date: 25 A u ~ u s t  01 

ACT NUMBER: 
PO2642534 

CLIENT: GSA, NCR, SDS, WPYG 

Project Monitor: Ryan S. Reed Training Cert.1 License No: 01 -01 04 
(PrintKype) (PrintKype) 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

ORDER 
NUMBER: P-11-01-DC-0101 

BUILDING: New Executive Office Bldg: 

PROJECT: 4TH & 6TH Floor Fan Coil Unit Replacement Project 

CONTRACT NUMBER: 
GS1 lPOOMQD0098 

LOCATION: 725 17'" Street NW. Washington, DC 

DATE: 25 August 01 



Industrial Hygiene Technologies, Inc. 
Environmental & Industrial Hygiene Consultants 

ASBESTOS ABATEMENT MONITORING DAILY CHECKLIST & LOG OF EVENTS 

CLIENT: GSA, NCR, SDS, WPYG 

Page 6 of 9 

Signature of Inspector/Project Monitor: r % 3 = -  Date: 25 Auaust 01 

ORDER 
NUMBER: P-11-01-DC-0101 

- 

w r  PCM SAMPLE LOG 
Microscopist: 

(sign) 

Project Monitor: Rvan S. Reed Training Cert.1 License No: 01 -01 04 
(PrintTType) (PrlntiType) 

BUILDING: New Executive Office Bldg: 

PROJECT: 4TH & 6TH Floor Fan Coil Unit Replacement Project 

72204 Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

CONTRACT NUMBER: 
GS11 POOMQD0098 

LOCATION: 725 17TH Street NW. Washington, DC 

DATE: 25 August 01 

Fibers/ 
cc 

0.008 

0.006 

0.034 

0.008 

ACT NUMBER: 
PO2642534 

Sample 
Number 

2534-082501 - 
06RR 

2534-08250 1 - 
07RR 

2534-08250 1 - 
08RR 

2534-082501 - 
09RR 

Sample 
Type 

DCON 

CB 

STA 

DCON 

Location 

New Executive Office Building: Room 
621 0 adj to Riser 70A Work Area C 

DCON Clean Room 

New Executive Office Building: Room 
621 0 adj to Riser 70A Work Area C 

critical barrier adj to DCON 

New Executive Office Building: Room 
621 0 adj to Riser 70A Work Area C inside 

Mini-Containment 

New Executive Office Building: Room 
621 4 adj to Risers 68A-69A Work Area D 

DCON Clean Room 

Liters 

1000 

1000 

480 

1100 

Fibers/ 
100 fields 

15.5 

13.0 

33.0 

18.5 

Flow rate 

on 

10.0 

10.0 

3.0 

10.0 

Minutes 
elapsed 

100 

100 

160 

110 

off 

10.0 

10.0 

3.0 

10.0 

Time 

on 

8:45 
am 

8:45 
am 

7:47 
AM 

7:54 
AM 

off 

10:25 
am 

10:25 
am 

10:27 
am 

9:44 
am 



lndustrial Hygiene Technologies, Inc. 
Environmental & lndustrial Hygiene Consultants 

ASBESTOS ABATEMENT MONITORING DAILY CHECKLIST & LOG OF EVENTS 

CLIENT: GSA, NCR, SDS, WPYG 

Page 7 of 9 

-7 PCM SAMPLE LOG 
Microscopist: 

(sign) 

Signature of Inspector/Project Monitor: -%?==- Date: 25 Auqust 01 

ORDER 
NUMBER: P-11-01-DC-0101 

Project Monitor: Rvan S. Reed Training Cert.1 License No: 01 -01 04 
(Printrype) (PrintiType) 

BUILDING: New Executive Office Bldg: 

PROJECT: 4TH & 6TH Floor Fan Coil Unit Replacement Project 

Fibers/ 
cc 

0.007 

0.055 

0.009 

0.000 

Sample 
Number 

2534-082501 - 
1 ORR 

2534-082501 - 
11RR 

2534-082501 - 
12RR 

2534-082501 - 
13RR 

72204 Telegraph Square Drive, Lorton, Virginia 22079 (703) 541-9015, Fax (703) 541-9019 

CONTRACT NUMBER: 
GS11 POOMQD0098 

LOCATION: 725 17'" Street NW. Washington, DC 

DATE: 25 August 01 

ACT NUMBER: 
PO2642534 

Sample 
Type 

CB 

STA 

DCON 

CB 

Fibers/ 
100 fields 

16.0 

38.5 

20.0 

17.5 

Location 

New Executive Office Building: Room 
621 4 adj to Risers 68A-69A Work Area D 

critical barrier adj to DCON 

New Executive Office Building: Room 
621 4 adj to Risers 68A-69A Work Area D 

inside Mini-Containment 

New Executive Office Building: Room 
6216 adj to Risers 68A-67A Work Area E 

DCON Clean Room 

New Executive Office Building: Room 
621 6 adj to Risers 68A-67A Work Area E 

critical barrier adj to DCON 

Minutes 
elapsed 

110 

115 

115 

12481 

Liters 

1100 

345 

1150 

12481 
0 

Flow rate 

on 

10.0 

3.0 

10.0 

10.0 

Time 

off 

10.0 

3.0 

10.0 

10.0 

on 

754  
AM 

7:47 
AM 

759  
AM 

759  
AM 

off 

9:44 
am 

9:42 
am 

9 5 4  
am 

9L54 



lndustrial Hygiene Technologies, lnc. 
Environmental & lndustrial Hygiene Consultants 

ASBESTOS ABATEMENT MONITORING DAILY CHECKLIST & LOG OF EVENTS 

CLIENT: GSA, NCR, SDS, WPYG 

Page 8 of 9 

-7 PCM SAMPLE LOG 
Microscopist: 

(sign) 

Signature of Inspector/Project Monitor: Date: 25 Auaust 01 

Project Monitor: Rvan S. Reed Training Cert.1 License No: 01 -01 04 
(Printpype) (Printrype) 

ACT NUMBER: 
PO2642534 

ORDER 
NUMBER: P-11-01-DC-0101 

BUILDING: New Executive Office Bldg: 

PROJECT: 4TH & 6TH Floor Fan Coil Unit Replacement Project 

Fibers1 
cc 

0.053 

0.008 

0.006 

0.033 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

CONTRACT NUMBER: 
GS11 POOMQD0098 

LOCATION: 725 17TH Street NW. Wash~ngton, DC 

DATE: 25 August 01 

Sample 
Number 

2534-082501 - 
14RR 

2534-082501 - 
15RR 

2534-082501 - 
16RR 

2534-082501 - 
17RR 

-- 

Liters 

375 

700 

700 

570 

Fibers1 
100 fields 

40.5 

12.0 

8.5 

38.5 

Sample 
Type 

STA 

DCON 

CB 

STA 

Minutes 
elapsed 

125 

70 

70 

190 

Location 

New Executive Office Building: Room 
621 6 adj to Risers 68A-67A Work Area E 

inside Mini-Containment 

New Executive Office Building: Room 
621 8 adj to Risers 66A-67A Work Area F 

DCON Clean Room 

New Executive Office Building: Room 
621 8 adj to Risers 66A-67A Work Area F 

critical barrier adj to DCON 

New Executive Office Building: Room 
621 8 adj to Risers 66A-67A Work Area F 

inside Mini-Containment 

Flow rate 

on 

3.0 

10.0 

10.0 

3.0 

Time 

off 

3.0 

10.0 

10.0 

3.0 

on 

7:47 
AM 

9:49 
am 

9:49 
am 

7:47 
AM 

off 

9 5 2  
am 

1059 
am 

10:59 
am 

1057 
am 



lndustrial Hygiene Technologies, lnc. 
Environmental & lndustrial Hygiene Consultants 

ASBESTOS ABATEMENT MONITORING DAILY CHECKLIST & LOG OF EVENTS 

Page 9 of 9 

CLIENT: GSA, NCR, SDS, WPYG 

wr PCM SAMPLE LOG 
Microscopist: 

(sign) 

Signature of Inspector/Project Monitor: T r  Date: 25 Auaust 01 

CONTRACT NUMBER: 
GSl lPOOMQD0098 

ORDER 
NUMBER: P-11-01-DC-0101 

Project Monitor: Ryan S. Reed Training Cert.1 License No: 01 -01 04 
(PrintiType) (PrintiType) 

ACT NUMBER: 
PO2642534 

BUILDING: New Executive Office Bldg: 

PROJECT: 4TH & 6TH Floor Fan Coil Unit Replacement Project 

Fibers/ 
cc 

0.008 

0.006 

0.025 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

LOCATION: 725 17TH Street NW. Washington, DC 

DATE: 25 August 01 

Fibers/ 
100 fields 

11 .O 

8.0 

19.5 

Liters 

700 

700 

390 

Minutes 
elapsed 

70 

70 

130 

Sample 
Number 

2534-082501 - 
18RR 

2534-082501 - 
19RR 

2534-082501 - 
20RR 

Sample 
Type 

DCON 

CB 

STA 

Location 

New Executive Office Building: Room 
6222 adj to Risers 65A-66A Work Area G 

DCON Clean Room 

New Executive Office Building: Room 
6222 adj to Risers 65A-66A Work Area G 

critical barrier adj to DCON 

New Executive Office Building: Room 
6222 adj to Risers 65A-66A Work Area G 

inside Mini-Containment 

Flow rate Time 

on 

10.0 

10.0 

3.0 

on 

10:lO 
am 

10:lO 
am 

9:Ol 
am 

off 

10.0 

10.0 

3.0 

off 

1 1 :20 
am 

11 :20 
am 

11 : l l  
am 



Industrial Hygiene Technologies, Inc. 
Environmental & lndustrial Hygiene Consultants 

ABATEMENT FINAL INSPECTION CHECKLIST & LOG 

See Asbestos Abatement Monitoring Checklist and Log of Events- Daily Log of Events for details concerning 
project. 

ACT NUMBER: 
PO2642534 

REMOVAL CONTRACTOR: Hillian 

CONTRACTOR SUPERVISOR: Silvio Argueta 

Note: IHT received direction to conduct PCM final clearance on NEOB Fan Coil Replacement project from GSA IH 
Tim Sleeth. GSA states that the project is classified as an O&M project and not subject to NESHAP quantities. 

CONTRACT NUMBER: 
GS11 POOMQD0098 

CLIENT: GSA, NCR, SDS, WPYG 

Page 1 of 5 

ORDER 
NUMBER: P-11-01-DC-0101 

BUILDING: New Executive Office Bldg: 

PROJECT: 4TH & 6TH Floor Fan Coil Unit Replacement Project 

MONITORING CONTRACTOR: 
INDUSTRIAL HYGIENE TECHNOLOGIES, INC. 

Signature of Inspector/Project Monitor: 
/ -7 Date: 25 Auaust 01 

LOCATION: 725 17'" Street NW. Washington, DC 

DATE: 25 August 01 

TIME START: 0600 

ABATEMENT SCOPE OF WORK: Demolition, Decontamination wl  possible TSI removal 

Project Monitor: Rvan S. Reed Training Cert.1 License No: 01 -01 04 
(PrintiType) (PrintiType) 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

TIME COMPLETE: 1815 

11 Fittings QTY. OF ASBESTOS 
MATERIAL ABATED 

TYPE OF ASBESTOS MATERIAL 
ABATED 

Category 1 Friable 

CLASS lV CLASS Ill CLASS ll OSHA ACTIVITY 
CLASSIFICATION 

DESCRIBE SPECIFIC WORK AREA INSPECTED: NEOB: 4TH Floor Room 4025 Riser 17A, Mini-Containment Work Area A and 
NEOB: 6TH Floor Room 6208-6222 Risers 71A-65A, Mini-Containment Work Area's 8, C, D, E, F, & G. 

TOTAL SQUARE FOOTAGE OF WORK AREA: 7 Mini-Containments 

FINAL CLEARANCE (AHERA, PCM, NlOSH 7402, AGGRESSIVE): PCM 

CLASS l 

INSPECTION 
CATEGORY 

Residual Dust I 
Debris 

X 

(The above questions are to be answered "YES" or "Problem Encountered Noted".) 

- 

WITHIN 
LIMITS 

YES 

YES 

YES 

YES 

NIA 

NIA 

NIA 

N/A 

ACTIVITY TO BE 
CHECKED 

Floor 

Horizontal Surfaces 

Pipes 

Ventilation Equip. 

Ductwork 

Registers 

Lights 

Other 

PROBLEMS ENCOUNTERED 



Industrial Hygiene Technologies, Inc. 
Environmental & Industrial Hygiene Consultants 

Page 2 of 5 

ACT NUMBER: 
PO2642534 

Signature of InspectorIProject Monitor: 
/ #%z===- Date: 25 Auqust 01 

CONTRACT NUMBER: 
GS11 POOMQD0098 

CLIENT: GSA, NCR, SDS, WPYG 

- 

rr PCM SAMPLE LOG 
Microscopist: 

(sign) 

Project Monitor: Rvan S. Reed Training Cert.1 License No: 01 -01 04 
(Printnype) (PnntTType) 

ORDER 
NUMBER: P-11-01-DC-0101 

BUILDING: New Executive Office Bldg: 

PROJECT: 4TH & 6TH Floor Fan Coil Unit Replacement Project 

72204  Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

LOCATION: 725 17'" Street NW. Washington, DC 

DATE: 25 August 01 

Fibers1 
cc 

0.009 

0.009 

0.004 

0.003 

Fibers 1 
100 fields 

21 .O 

22.5 

9.0 

7.5 

Sample Number 

2534-082501 - 
20RR 

2534-082501 - 
21 RR 

2534-082501 - 
22RR 

2534-082501 - 
23RR 

Minutes 
elapsed 

120 

120 

120 

120 

Liters 

1 200.0 

1200.0 

1200.0 

1200.0 

Sample 
Type 

POST 

POST 

POST 

POST 

Time Location 

New Executive Office Building: Room 
4025 adj to Risers 17A Work Area A 

inside Mini-Containment 

New Executive Office Building: Room 
4025 adj to Risers 17A Work Area A 

inside Mini-Containment 

New Executive Office Building: Room 
6208 adj to Risers 71A 70A Work 
Area B inside Mini-Containment 

New Executive Office Building: Room 
6208 adj to Risers 71A 70A Work 
Area B inside Mini-Containment 

on 

8:12 
AM 

8:12 
AM 

10:32 
AM 

10:32 
AM 

off 

10:12 
AM 

10:12 
AM 

12:32 
PM 

12:32 
PM 

Flow rate 

on 

10.0 

10.0 

10.0 

10.0 

off 

10.0 

10.0 

10.0 

10.0 



lndustrial Hygiene Technologies, lnc. 
Environmental & lndustrial Hygiene Consultants 

ABATEMENT FINAL INSPECTION CHECKLIST & LOG 

CLIENT: GSA, NCR, SDS, WPYG 

Page 3 of 5 

Signature of InspectorIProject Monitor: 
/ ,+==r Date: 25 Auqust 01 

ORDER 
NUMBER: P-11-01-DC-0101 

- 

r- PCM SAMPLE LOG 
Microscopist: 

(sign) 

Project Monitor: Rvan S. Reed Training Cert.1 License No: 01 -01 04 
(Printnype) (PrintiType) 

BUILDING: New Executive Office Bldg: 

PROJECT: 4TH & 6TH Floor Fan Coil Unit Replacement Project 

Sample Number 

2534-082501 - 
24RR 

2534-082501 - 
25RR 

2534-082501 - 
26RR 

2534-082501 - 
27RR 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

CONTRACT NUMBER: 
GS11 POOMQD0098 

LOCATION: 725 17TH Street NW. Washington, DC 

DATE: 25 August 01 

ACT NUMBER: 
PO2642534 

Sample 
TY pe 

POST 

POST 

POST 

POST 

Fibers1 
cc 

0.003 

0.003 

0.006 

0.007 

Fibers 1 
100 fields 

5.0 

4.5 

15.5 

17.0 

Location 

New Executive Office Building: Room 
621 0 adj to Riser 70A Work Area C 

inside Mini-Containment 

New Executive Office Building: Room 
621 0 adj to Riser 70A Work Area C 

inside Mini-Containment 

New Executive Office Building: Room 
621 4 adj to Risers 68A-69A Work 
Area D inside Mini-Containment 

New Executive Office Building: Room 
621 4 adj to Risers 68A-69A Work 
Area D inside Mini-Containment 

Minutes 
elapsed 

120 

120 

120 

120 

Flow rate Liters 

1200.0 

1200.0 

1200.0 

1200.0 

on 

10.0 

10.0 

10.0 

10.0 

Time 

off 

10.0 

10.0 

10.0 

10.0 

on 

1 1 :26 
AM 

1 1 :26 
AM 

10:46 
AM 

10:46 
AM 

off 

1 :26 
PM 

1 :26 
PM 

12:46 
PM 

12:46 
PM 



Industrial Hygiene Technologies, lnc. 
Environmental & Industrial Hygiene Consultants 

ABATEMENT FINAL INSPECTION CHECKLIST & LOG 

CLIENT: GSA, NCR, SDS, WPYG 

Page 4 of 5 

Signature of InspectorlProject Monitor: 
/-- - / + = - = ~  Date: 25 Auqust 01 

- 

w r  PCM SAMPLE LOG 
Microscopist: 

(sign) 

Project Monitor: Rvan S. Reed Training Cert.1 License No: 01 -01 04 
(Printrype) (Printnype) 

ACT NUMBER: 
PO2642534 

ORDER 
NUMBER: P-11-01-DC-0101 

BUILDING: New Executive Office Bldg: 

PROJECT: 4TH & 6TH Floor Fan Coil Unit Replacement Project 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

CONTRACT NUMBER: 
GSllPOOMQD0098 

LOCATION: 725 17TH Street NW. Washington, DC 

DATE: 25 August 01 

Fibers1 
cc 

0.003 

0.003 

0.005 

0.004 

Sample Number 

2534-08250 1 - 
28RR 

2534-08250 1 - 
29RR 

2534-082501 - 
30RR 

2534-082501 - 
31 RR 

Sample 
TY Pe 

POST 

POST 

POST 

POST 

Liters 

1200.0 

1200.0 

1200.0 

1200.0 

Fibers / 
100 fields 

8.0 

8.5 

12.0 

10.5 

Location 

New Executive Office Building: Room 
621 6 adj to Risers 68A-67A Work 
Area E inside Mini-Containment 

New Executive Office Building: Room 
621 6 adj to Risers 68A-67A Work 
Area E inside Mini-Containment 

New Executive Office Building: Room 
621 8 adj to Risers 66A-67A Work 
Area F inside Mini-Containment 

New Executive Office Building: Room 
621 8 adj to Risers 66A-67A Work 
Area F inside Mini-Containment 

Flow rate 

on 

10.0 

10.0 

10.0 

10.0 

Minutes 
elapsed 

120 

120 

120 

120 

off 

10.0 

10.0 

10.0 

10.0 

Time 

on 

1 1 :34 
AM 

1 1 :34 
AM 

1 1 :57 
AM 

11 :57 
AM 

off 

1 :34 
PM 

1 :34 
PM 

1 :57 
PM 

1 :57 
PM 



Industrial Hygiene Technologies, Inc. 
Environmental & Industrial Hygiene Consultants 

ABATEMENT FINAL INSPECTION CHECKLIST & LOG 

-7 PCM SAMPLE LOG 
i d i ~ r n r ~ n n i r t -  

ACT NUMBER: 
PO2642534 

CONTRACT NUMBER: 
GS11 POOMQD0098 

CLIENT: GSA, NCR, SDS, WPYG 

I.II\1I Va\1VpIa.. 

(sign) 

ORDER 
NUMBER: P-11-01 -DC-0101 

BUILDING: New Executive Office Bldg: 

PROJECT: 4TH & 6TH Floor Fan Coil Unit Replacement Project 

2534-082501 - 
32RR 

Page 5 of 5 

LOCATION: 725 17TH Street NW. Washington, DC 

DATE: 25 August 01 

Fibers/ 
cc 

2534-082501 - 
33RR 

Signature of Inspector/Project Monitor: 
/-- ,A==- Date: 25 Auqust 01 

Fibers / 
100 fields 

POST 

Project Monitor: Ryan S. Reed Training Cert.1 License No: 01 -01 04 
(Printpype) (PrintiType) 

Liters 

POST 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

New Executive Office Building: Room 
6222 adj to Risers 65A-66A Work 
Area G inside Mini-Containment 

Sample Number 

New Executive Office Building: Room 
6222 adj to Risers 65A-66A Work 
Area G inside Mini-Containment 

Minutes 
elapsed 

Location Sample 
Type 

Time 

10.0 

on 

10.0 

Flow rate 

off 

10.0 

on 

10.0 

off 

1 1 :59 
AM 

11 :59 
AM 

1 :59 
PM 

1 :59 
PM 

120 

120 

1200.0 

1200.0 

7.0 0.003 

6.5 0.003 



GENERAL SERVICES ADMINISTRATION 
NATIONAL CAPITAL REGION 
PUBLIC BUILDING SERVICE 
SAFETY AND ENVIRONMENT BRANCH 
7TH & D STREETS, SW 
WASHINGTON, DC 20407 

F A X  C O V E R  S H E E T  

DATE: September 17, 1997 TIME: 10:04 AM 

TO: ERIC BUTLER PHONE: (301) 599-7959 
WEB ENVIRONMENTAL FAX: (301) 599-7958 

FROM: TIMOTHY SLEETH PHONE: (202) 708-5236 
GSA (WPMOX) FAX: (202) 708-661 8 

RE: GSA Contract Number: GS-11 P94MJD0018 

CC: Normajean Eleazer, COR 

Kerry Bonos, Safety Representative, WPMFW 

Number of pages including cover sheet: 3 

Message 

Eric, 

Please see attached Fiber Release Episode Report and Incident Report. Please 
ensure that WEB Environmental Group lndustrial Hygienist's are conducting 
thorough final visual inspections, in accordance with Contract Section I-C-5.A, 
Final Inspection. Final inspections shall be properly documented using the Final 
Inspection Checklist, Exhibit C, of the current contract. Your attention and 
cooperation with this matter will be greatly appreciated. This action will ensure 
that GSA is providing a safe and healthful workplace for it's client agencies and 
employees. 

Should you have questions concerning this matter, please feel free to call me. 

Thank you, - w-- 
Timothy Sleeth, Industrial Hygienist 



Fiber Rc!easc E n h d e  Rcmrt 

Building: GSA Building NO.: (Dm/&= 

Address: 

Area: 

Episode Reported By 

(Name, Title) Phone: 2395- 334 
Type Of Material: Surfacing Miscellaneous 

$ Thermal System Insulation 

Approximate Amount of Material Released 
F-- . 

~sbestos ~~~e and Content (If Known) /&mh C~YJO&& 
Cause Of Release: Deterioration Physical Damage 

Oelaminatlon Vandalism 

Water Damage X Maintenance Activity 

Was area sealed off  from nonessential personnel? - No How: 
\ 

Was air handling system shut downlmodified? A s h u t  Down --- Modified -- - Na 

Cescr~ption Of Clean-Up Procedures: (0 - -f+ 

Clean-Up Conducted: Outside Contractor 

Name of Contractor: Response T earn Leader: 

Address: 

Equipment Used: HEPA Vacuum Respirators 

Wat Wiping Protective Clothing 

Steam Cleaning Other (Specify) 

War Regional Office contacted regarding release? %, Yes Date - No 

person contacted: -gi WS ~ep t . :  ~ 5 F t ? 7  fir 
~ i t l e m  &G(Jpm~m *,7~fW + Phone: 

Y '  

- No Date: 

Date: / ?(I- 77 



- 

MEMORANDUM FOR THE RECORD 

On July 7, 1997, GSA, White House Property Management Center (contracted prior to 
that date) asbestos removal for the New Executive Office Building under the GSA term 
contract. KCIncorporated commenced work at approximately 4:OOp.m. The work GSA 
had procured was for the removal of Thermal System Insulation (TSI) on a Chilled water 
expansion tank suspended fiom the ceiling of Fan room #3 in the Penthouse. Personnel 
fiom KC1 for this job were Foreman Andre Johnson, Dionel Conteras and Antonio Diaz. 
Webb Environmental was the independent air monitoring company for GSA. Ms. Robin 
Gray, industrial hygienist, performed the air monitoring. Ms. Gray arrived at the NEOB at 
approximately 7:30p.m. 
KC1 continued to poly the area and set up 3 stage decontainrnent station. 
The abatement continued until approximately 3a.m. July 8, 1997. 
Air sampling for finials started at 3a.m. 
Air pumps were turned off at 6:OOa.m. and the 3 stage decontainment station was 
removed. 
KC1 left the NEOB at approximately 8:OOa.m. on July 8, 1997. 

On July 9, 1997, Donald Davis, GSA, USRO, Gilbert Tippett and Duane Jenkins of the 
John J. Kirlin Co. proceeded to remove the Chilled water expansion tank fiom the ceiling. 
As the tank came down Mr. Davis was straddling the tank, his shirt was covered with 
debris that was on top of the expansion tank. 
Gilbert Tippett and Duane Jenkins had debris on their clothing fiom handling the tank. 
These two individuals took some of the debris with them. 
The rest of it was collected and given to Kerry K. Bonos, Safety Rep. GSA, White House 
Property Management Center. The debris was then delivered and tested by the R.J. Lee 
Group AHIA accredited laboratory. The debris analyzed was Transite and Chrysotile 
asbestos. 



0911 7/97 

Eric, 

Please see attached Fiber Release Episode Report and Incident Report. Please 
ensure that WEB Environmental Group Industrial Hygienist's are conducting 
thorough final visual inspections, in accordance with Contract Section 1-C-5.A, 
Final Inspection. Final inspections shall be properly documented using the Final 
Inspection Checklist, Exhibit C ,  of the current contract. Your attention and 
cooperation with this matter will be greatly appreciated. This action will ensure 
that GSA is providing a safe and healthful workplace for it's client agencies and 
employees. 

Should you have questions concerning this matter, please feel free to call me. 

Thank you, 

Timothy ~ l e e t h ,  Industrial Hygienist 

10 EQ/E0 lWlN3WNOdIhN3 83M X I  AdOW3W EPQ 

l l n S 3 d  33Wd 'ON 1 3 1  NOIldO 3 d A l  3 1 I j  3113 

a3SWtl3 (S131IA 3N IM0110~  3 H l  ...................... (Olnw) ...............................................................................................................................................................................4. 
XdM, - V/tJS3 -- 

.*.**..***.*.*****[WdQP:TQ ,J6, ,JT d 3 S ) ~ ~ ~ ~ ~ ~ ~ ~ ~ ~ ~ ~ ~ + ~ . . ~ ~ ~  l t lOd3d 11nS3d NOISSIWSNtJdl ......................................................................... 



GSA National Capital Region - Public Buildings Service 
Safety, Environment & Fire Protection Branch (WPYG) 

JULY 16,2001 

MEMORANDUM TO: KERRY BONOS 
WHITE HOUSE SDT (WPW) 

GALEN GREEN 
WHITE HOUSE PROJECTS OFFICE (WPW) 

FROM: 

SUBJECT: 

TIM SLEETH, INDUSTRIAL HYGIENIST <- 
SAFETY, ENVIRONMENT AND 
FIRE PROTECTION BRANCH (WPYG) 

ASBESTOS ABATEMENT MONITORING 
FAN COIL REPLACEMENT PROJECT-CHILLED WATERIHOT 
WATER SUPPLY LINE ACCESS DOOR INSTALLATION 
6TH FLOOR ROOMS 6223 & 62 15 
7TH FLOOR ROOM 7203 
NEW EXECUTIVE OFFICE BUILDING (NEOB) 
725 ST., NW 
WASHINGTON, DC 

On June lSt & 2nd, 200 1, Industrial .Hygiene Technology, Inc. monitored the abatement of known 
asbestos-containing materials (ACMs) from the New Executive Office Building (NEOB), located 
at 725 17 '~ St., NW, Washington, DC. During abatement operations asbestos containing thermal 
system insulation, oversprayldelaminated spray fire retardant, and contaminated debris was 
removed from various areas in the NEOB (See attached report). 

Asbestos abatement activities were conducted utilizing negative pressure "mini-enclosures". 
Additionally, wet methods and HEPA (High Efficiency Particulate Air) vacuums were utilized 
during abatement operations to control fiber release. During asbestos abatement operation 
workers utilized protective clothing and half-face HEPA respirators. 

Air monitoring samples were collected and analyzed on site by Phase Contrast Microscopy 
(PCM), NIOSH 7400 Method. All air samples collected outside the work area and final clearance 
air samples yielded results below then Reoccupancy Standard of <0.01 fiberslcc. Please retain a 
copy of this report for your asbestos facility files. 

Should you have any questions please contact me at (202) 708-5257. 



lndustrial Hygiene Technologies, Inc. 
Environmental & lndustrial Hygiene Consultants 

Report Prepared fbr: K. g ~ m  
GSA, NCR, Service Delivery Support - 

Safetv, Environmental, & Fire 6 -  G flu . . 
7'h & D Streets, SW 

Room 2080 
Washington, D.C. 20407 

PROJECT PROGRESS / CLOSEOUT REPORT 

Site Name: New Executive Office Building 

Project Name: Fan Coil Unit Replacement Project - Chilled Water / Hot Water 
Supply Line Access Door Installation, Asbestos Hazard Reduction 

Work Area Location: NEOB: 7TH Floor Room 7203 Risers 39A-37, 80A Mini-Containment Work Area A and 
NEOB: 6TH Floor Rooms 6223 & 6215 Risers 43A-40A Mini-Containment Work Area's 6, 
C, D, E, & F. 

Order Number: Contract Number: ACT Number: 
P-11-01 -DC-0107 GS11 POOMQD0098 PO2642534 

Project Date (s): June 1 & 2,2001 

Sampling Conducted: Pre-abatement, Area, Work Area, Remote, and Final Clearance 
Monitoring - PCM Analysis (NIOSH 7400 Method) 

Project Description: Industrial Hygiene Technologies, Inc. (IHT) was retained to 
conduct asbestos abatement project monitoring and design 
conformance control during the demolition of perimeter walls to 
allow for future installation of perimeter wall plumbing access 
doors associated with the New Executive Office Building Fan Coil 
Unit replacement Project. 

Hillian Brothers, Inc. was retained to erect mini-negative pressure 
enclosures to be used in the demolition of perimeter plaster walls, 
cleaning of plumbing chases, and removal of asbestos TSI, as 
encountered. Known asbestos hazards associated with this 
project include over-spray / delaminated spray applied asbestos 
fire retardant, cementitious fittings, pipe insulation, and 
contaminated debris. Hillian Brothers is utilizing asbestos 
engineering controls to ensure demolition activities which may 
disturb friable asbestos materials and contaminated debris within 
the chases, do not contaminate adjacent office areas. When 
encountered, asbestos is removed using wet methods. 
Regardless of the existence of asbestos TSI on plumbing, each 
chase area is presumed to be contaminated with asbestos fire 
retardant, and decontaminated. 

72204 Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 Page 1 



lndustrial Hygiene Technologies, Inc. 
Environmental & Industrial Hygiene Consultants 

Report Prepared for: 
GSA, NCR, Service Delivery Support 

Safety, Environmental, & Fire 
7'h & D Streets, SW 

Room 2080 
Washington, D.C. 20407 

Project Description Work began at 6:30 pm, June 1, 2001. Preparation of the work 
Continued: area, and pre-abatement monitoring were conducted. All work was 

conducted as per abatement plan, with the exception of fan coil unit 
decontamination. Fan coil units are protected and covered during 
these operations. Work to clean fan coil units will take place during 
another phase of the project. 

The following work shift began at 6:30am, June 2,2001 and involved 
lock-out I tag-out of the HVAC systems, additional preparations, 
demolition of perimeter walls, decontamination of wall chases, and 
removal of cementitious fittings. 

IHT conducted sampling in each of 6 mini-containments, (7TH Floor 
Room 7203 Risers 39A-37,80A Mini-Containment Work Area A and 
NEOB: 6TH Floor Rooms 6223 & 6215 Risers 43A-40A Mini- 
Containment Work Area's B, C, D, E, & F), within each separate 
office, at AFD Exhaust, remotely within adjacent hallways, outside 
the work area, and on the floors above and below. The sampling 
plan was developed by Mark Sovich, Michael MacCabe, and Ryan 
Reed during a pre-work walkthrough conducted February 9, 2001. 
The sampling plan involves assessment of each functional area of 
abatement, within the control areas, staging areas, AFD exhaust, 
and remotely such that the "sampling train" is sufficient to rapidly 
assess and delineate fiber migration, should a fiber release episode 
occur during the operation. Immediate analysis of samples mid and 
end of shift is conducted to ensure safety of un-protected workers 
outside of the control area, and rapid response to fiber release. 

Work was completed and asbestos contractor fully completed with 
abatement work by 5:30 PM 06/02/01. All work was completed as 
per modified scope of work / abatement plan. Final clearance was 
achieved within each NPE with all results reported below 0.01 F/cc. 

Deviations: Particulate overload of work area samples occurred. IHT will adjust 
sampling rate for future work. However, these elevated 
concentrations were likely due to insufficient dust control utilized 
during the cutting of wall surfaces to allow for installation of doors. 
IHT highly recommends utilization of "airless" type spraying devices 
to suppress dust for future work. 

72204 Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 Page 2 



lndustrial Hygiene Technologies, Inc. 
Environmental & lndustrial Hygiene Consultants 

Report Prepared for: 
GSA, NCR, Service Delivery Support 

Safety, Environmental, & Fire 
7'h & D Streets, SW 

Room 2080 
Washington, D.C. 20407 

The GSA scope of work specifies cleaning of the Fan Coil Units. 
This work will be conducted during afuture phase of the project. Due 
to the size of each mini-containment, 2 final clearance samples were 
utilized to clear each containment. This is a deviation from the GSA 
clearance protocol, but in conformance with District of Columbia 
Asbestos Regulation. Deviation was taken with approval of GSA, 
and as the change was in compliance with applicable regulations, 
provided adequate assessment for completion, facilitated timely 
project completion, and provided significant overall cost savings for 
the client. 

Installation of access hatch doors took place after encapsulation, 
prior to final clearance. Access hatches were opened, and final 
clearance requested. 

72204 Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 Page 3 





Industrial Hygiene Technologies, lnc. 
Environmental & Industrial Hygiene Consultants 

PRE-ABATEMENT CHECKLIST & LOG 

Page 2 of 8 

ACT NUMBER: 
PO2642534 

CLIENT: GSA, NCR, SDS, WPYG 

Signature of Inspector/Project Monitor: -7 Date: 01 June 01 

DEVIATION 

X- Prep Work 

X- Prep Work 

X- Prep Work 

X- Prep Work 

X- Prep Work 

X- Prep Work 

X- Prep Work 

X- Prep Work 

X- Prep Work 

X- Prep Work 

X- Prep Work 

X- Prep Work 

Project Monitor: Rvan S. Reed Training Cert.1 License No: 01 -01 04 
(Printnype) (Printnype) 

ORDER 
NUMBER: P-11-01-DC-0101 

BUILDING: New Executive Office Bldg: 

PROJECT: 6TH & 7TH Floor Fan Coil Unit Replacement Project 

WITHIN 
LIMITS 

X 

X 

X 

X 

X 

INSPECTION 
CATEGORY 

INSPECTION 

WORKER 
PROTECTION 

SHOWERS 

WORK HABITS 

SAFETY 
MEETING 

BASELINE 
MONITORING 

PROJECT 
DESIGN 

DOCUMENTS 

MARK W/ X, MARK 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

CONTRACT NUMBER: 
GS11 POOMQD0098 

LOCATION: 725 17TH Street NW. Washington, DC 

DATE: 01 June 01 

ACTIVITY TO BE CHECKED 

HIGH-SPEED ABRASIVE DISC SAWS, COMPRESSED AIR, DRY 
SWEEPING, SHOVELING, EMPLOYEE ROTATION - NOT TO BE USED 

LABELED WASTE CONTAINERS ON SITE 

HEPA VACUUM FOUND WORKING AND ACCEPTABLE 

ACCESS TO WATER FOR WET METHODS 

AIRLESS SPRAYER WORKING AND IN WORK AREA 

DISPOSABLE COVERALLS & BOOT COVERS 

PROPER NlOSH RESPIRATORS 
TYPE RESPIRATOR: 
FILTER: 

HEAD PROTECTION 

EYE PROTECTION 

FUNCTIONING 

HOT AND COLD RUNNING WATER 

WATER COLLECTION / FILTERING DEVICE FUNCTIONAL 

HOUSE KEEPING - MATERIALS AND EQUIPMENT STORED. LOCKERS 
AND PERSONAL ITEM CONTAINERS 

COMPETENT PERSON HAS CONDUCTED A SAFETY MEETING 

BASELINE MONITORING CONDUCTED PRIOR TO START OF 
PREPARATIONS 

PROJECT DESIGN ON SITE, AND ALL PREPARATIONS COMPLETED IN 
ACCORDANCE WITH DESIGN 

NOTIFICATION, PERMIT, ABATEMENT PLAN, CONTRACTOR LICENSE, 
SUPERVISOR LICENSE, WORKER LICENSE, TRAINING, & MEDICAL, 
FIT TEST DOCUMENTATION ON SlTE AND IN ORDER 

NIA IF NOT REQUIRED/UTILIZED, EXPLAIN DEVIATIONS IN LOG 



Industrial Hygiene Technologies, Inc. 
Environmental & Industrial Hygiene Consultants 

PRE-ABATEMENT CHECKLIST & LOG 

DAILY LOG OF EVENTS 

Remediation Activities 

ACT NUMBER: 
PO2642534 

1800:Hillian on site New Executive Office Building 725 17TH Street NW Washington DC . Silvio Argueta, Hillian 
superintendent informs IHT that Hillian shall be commencing prepwork for ACM Class I removal operations 
using Mini-Containments, hand tools, and wet methods. These removal activities are to occur in NEOB: 7TH 
Floor Room 7203 Risers 39A-37, 80A Mini-Containment Work Area A and NEOB: 6TH Floor Rooms 6223 & 
621 5 Risers 43A-40A Mini-Containment Work Area's B, C, D, E, & F. 

CONTRACT NUMBER: 
GS11 POOMQD0098 

CLIENT: GSA, NCR, SDS, WPYG 

1935: Hillian workers mobilize and commence prepwork in NEOB: 7TH Floor Room 7203 Risers 39A-37, 80A Mini- 
Containment Work AreaA and NEOB: 6TH Floor Rooms 6223 & 621 5 Risers 43A-40A Mini-Containment Work 
Area's B, C, D, E, & F. 

ORDER 
NUMBER: P-1 1 -01-DC-0101 

BUILDING: New Executive Office Bldg: 

PROJECT: 6TH & 7TH Floor Fan Coil Unit Replacement Project 

2145: Hillian workers halt prep work operations. Hillian to return to site tomorrow 6/2/01 @ 6:30AM to continue 
prepwork operations and commence demolition and decontamination with potential TSI fitting removal. 

LOCATION: 725 17TH Street NW. Washington, DC 

DATE: 01 June 01 

2200: Hillian departed the site. 

Sampling 

181 5: IHT on site to perform area air monitoring and abatement quality control. 

1920: IHT began sampling. 

2200: IHT completed sampling. IHT off site. 

Inspections 

No inspections necessary. 

Comments 

Hillian Prepwork operations proceeded without incident. 

PCM pre abatement air sample analysis preformed: IHT reported no elevated sample results: All area samples 
reported airborne fiber concentration levels below 0.01 fiberslcc. Deemed Satisfactory. 

Page 3 of 8 

Signature of Inspector/Project Monitor: T r  Date: 01 June 01 

Project Monitor: Rvan S. Reed Training Cert.1 License No: 01 -01 04 
(Printrype) (Printpype) 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 



Industrial Hygiene Technologies, lnc. 
Environmental & Industrial Hygiene Consultants 

CLIENT: GSA, NCR, SDS, WPYG 

Page 4 of 8 

Signature of Inspector/Project Monitor: -7 Date: 01 June 01 

ORDER 
NUMBER: P-11-01 -DC-0101 

- 

-7 PCM SAMPLE LOG Microscopist: 
(sign) 

Project Monitor: Rvan S. Reed Training Cert.1 License No: 01 -01 04 
(Printrype) (PrinUype) 

BUILDING: New Executive Office Bldg: 

PROJECT: 6IH & 7'" Floor Fan Coil Unit Replacement Project 

Sample Number 

2534-0601 01 -01 RR 

2534-0601 01 -02RR 

2534-0601 01 -03RR 

2534-0601 01 -04RR 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -9015, Fax (703) 541 -9019 

CONTRACT NUMBER: 
GS11 POOMQD0098 

LOCATION: 725 17'" Street NW. Washington, DC 

DATE: 01 June 01 

ACT NUMBER: 
PO2642534 

Sample 
Type 

PRE 

PRE 

PRE 

PRE 

Fibers/ 
cc 

0.005 

0.003 

0.003 

0.004 

Location 

New Executive Office Building: 
Hall adj to Room 6208 

New Executive Office Building: 
Hall adj to Room 7208 

New Executive Office Building: 
Room 7203 adj to Riser 39A-37A, 

80A Work Area A inside Mini- 
Containment 

New Executive Office Building: 
Room 7203 adj to Riser 39A-37A, 

80A Work Area A inside Mini- 
Containment 

Flow rate 

on 

10.0 

10.0 

10.0 

10.0 

off 

10.0 

10.0 

10.0 

10.0 

Time Minutes 
elapsed 

121 

129 

129 

129 

on 

7:24 
PM 

7:32 
PM 

7:30 
PM 

7:30 
PM 

off 

9:25 
PM 

9:41 
PM 

9:39 
PM 

9:39 
PM 

Liters 

1210 

1290 

1290 

1290 

Fibers1 
100 fields 

13.0 

7.5 

8.0 

9.5 



Industrial Hygiene Technologies, lnc. 
Environmental & Industrial Hygiene Consultants 

PRE-ABATEMENT CHECKLIST & LOG 

CLIENT: GSA, NCR, SDS, WPYG 

Page 5 of 8 

Signature of InspectorIProject Monitor: -7 Date: 01 June 01 

. 

-7 PCM SAMPLE LOG 
Microscopist: 

(sign) 

Project Monitor: Rvan S. Reed Training Cert.1 License No: 01 -0104 
(Printpype) (PrinUype) 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

ACT NUMBER: 
PO2642534 

ORDER 
NUMBER: P-11-01-DC-0101 

BUILDING: New Executive Office Bldg: 

PROJECT: 61H & 71H Floor Fan Coil Unit Replacement Project 

CONTRACT NUMBER: 
GSllPOOMQD0098 

LOCATION: 725 17'" Street NW. Washington, DC 

DATE: 01 June 01 

Fibers1 
cc 

0.004 

0.004 

0.005 

Sample Number 

2534-0601 01 -05RR 

2534-0601 01 -06RR 

2534-0601 01 -07RR 

Liters 

1260 

1260 

1250 

Fibers / 
100 fields 

11.0 

10.5 

11.5 

Sample 
Type 

PRE 

PRE 

PRE 

Location 

New Executive Office Building: 
Room 6223 adj to Riser 43A 

Work Area B inside Mini- 
Containment 

New Executive Office Building: 
Room 6223 adj to Riser 43A 

Work Area B inside Mini- 
Containment 

New Executive Office Building: 
Room 6221 adj to Riser 42A 

Work Area C inside Mini- 
Containment 

Flow rate 

on 

10.0 

10.0 

10.0 

Minutes 
elapsed 

126 

126 

125 

off 

10.0 

10.0 

10.0 

Time 

on 

7:28 
PM 

7:28 
PM 

7:27 
PM 

off 

9:34 
PM 

9:34 
PM 

9:32 
PM 



Industrial Hygiene Technologies, lnc. 
Environmental & Industrial Hygiene Consultants 

PRE-ABATEMENT CHECKLIST & LOG 

CLIENT: GSA, NCR, SDS, WPYG 

Page 6 of 8 

Signature of InspectorIProject Monitor: -r Date: 01 June 01 

ORDER 
NUMBER: P-11-01-DC-0101 

- 

- 

w r  PCM SAMPLE LOG 
Microscopist: 

(sign) 

Project Monitor: Rvan S. Reed Training Cert.1 License No: 01 -01 04 
(PrlntTType) (PrintiType) 

BUILDING: New Executive Office Bldg: 

PROJECT: 6TH & 7TH Floor Fan Coil Unit Replacement Project 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

CONTRACT NUMBER: 
GS11 POOMQD0098 

LOCATION: 725 17'" Street NW. Washington, DC 

DATE: 01 June 01 

Fibers1 
cc 

0.004 

0.006 

0.005 

ACT NUMBER: 
PO2642534 

Fibers 1 
100 fields 

9.0 

14.0 

13.5 

Sample Number 

2534-0601 01 -08RR 

2534-0601 01 -09RR 

2534-0601 01 -1 ORR 

Minutes 
elapsed 

125 

123 

123 

Liters 

1250 

1230 

1230 

Sample 
Type 

PRE 

PRE 

PRE 

Location 

New Executive Office Building: 
Room 6221 adj to Riser 42A 

Work Area C inside Mini- 
Containment 

New Executive Office Building: 
Room 621 7 adj to Riser 42A 

Work Area D inside Mini- 
Containment 

New Executive Office Building: 
Room 621 7 adj to Riser 42A 

Work Area D inside Mini- 
Containment 

Flow rate 

on 

10.0 

10.0 

10.0 

Time 

off 

10.0 

10.0 

10.0 

on 

7:27 
PM 

7:24 
PM 

7:24 
PM 

. 
off 

9:32 
PM 

9:27 
PM 

9:27 
PM 



Industrial Hygiene Technologies, lnc. 
Environmental & Industrial Hygiene Consultants 

PRE-ABATEMENT CHECKLIST & LOG 

CLIENT: GSA, NCR, SDS, WPYG 

Page 7 of 8 

- 

Signature of Inspector/Project Monitor: rr Date: 01 June 01 

ORDER 
NUMBER: P-11-01 -DC-0101 

Project Monitor: Rvan S. Reed Training Cert.1 License No: 01 -01 04 
(PrinVType) (PrintlType) 

BUILDING: New Executive Office Bldg: 

PROJECT: 6TH & 7TH Floor Fan Coil Unit Replacement Project 

w r  PCM SAMPLE LOG 
Microscopist: 

(sign) 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

CONTRACT NUMBER: 
GS11 POOMQD0098 

LOCATION: 725 17TH Street NW. Washington, DC 

DATE: 01 June 01 

Sample Number 

2534-0601 01 -1 1 RR 

2534-060101 -12RR 

2534-0601 01 -1 3RR 

ACT NUMBER: 
PO2642534 

Fibers/ 
cc 

0.004 

0.003 

0.003 

Sample 
Type 

PRE 

PRE 

PRE 

Location 

New Executive Office Building: 
Room 621 7 adj to Riser 41A 

Work Area E inside Mini- 
Containment 

New Executive Office Building: 
Room 621 7 adj to Riser 41A 

Work Area E inside Mini- 
Containment 

New Executive Office Building: 
Room 621 5 adj to Riser 40A 

Work Area F inside Mini- 
Containment 

Fibers / 
100 fields 

9.0 

8.5 

8.0 

Minutes 
elapsed 

125 

125 

124 

Liters 

1250 

1250 

1240 

Flow rate 

on 

10.0 

10.0 

10.0 

Time 

off 

10.0 

10.0 

10.0 

on 

7:21 
PM 

7:21 
PM 

7:19 
PM 

off 

9:26 
PM 

9:26 
PM 

9:23 
PM 



Industrial Hygiene Technologies, lnc. 
Environmental & Industrial Hygiene Consultants 

PRE-ABATEMENT CHECKLIST & LOG 

Page 8 of 8 

ACT NUMBER: 
PO2642534 

CLIENT: GSA, NCR, SDS, WPYG 

-r PCM SAMPLE LOG 
Microscopist: 

(sign) 

Signature of InspectorIProject Monitor: -7 Date: 01 June 01 

Project Monitor: Rvan S. Reed Training Cert.1 License No: 01 -01 04 
(Printrype) (Prinflype) 

ORDER 
NUMBER: P-11-01-DC-0101 

BUILDING: New Executive Office Bldg: 

PROJECT: 6TH & 7TH Floor Fan Coil Unit Replacement Project 

Fibers1 
cc 

0.004 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

CONTRACT NUMBER: 
GS11 POOMQD0098 

LOCATION: 725 17TH Street NW. Washington, DC 

DATE: 01 June 01 

Fibers I 
100 fields 

10.0 

Liters 

1240 

Minutes 
elapsed 

124 

Sample Number 

2534-0601 01 -1 4RR 

Sample 
Type 

PRE 

Location 

New Executive Office Building: 
Room 621 5 adj to Riser 40A 

Work Area F inside Mini- 
Containment 

Time 

on 

7:19 
PM 

Flow rate 

off 

9:23 
PM 

on 

10.0 

off 

10.0 



industrial Hygiene Technologies, Inc. 
Environmental & Industrial Hygiene Consultants 

PRE-ABATEMENT CHECKLIST & LOG 

Page 1 of 2 

ACT NUMBER: 
PO2642534 

CLIENT: GSA, NCR, SDS, WPYG 

REMOVAL CONTRACTOR: H~l l~an 

CONTRACTOR SUPERVISOR: Sllv~o Argueta 

Signature of Inspector/Project Monitor: 
T r  

Date: 02 June 01 

Project Monitor: Rvan S. Reed Training Cert.1 License No: 01 -01 04 
(Printnype) (Printpype) 

ORDER 
NUMBER: P-11-01 -DC-0101 

BUILDING: New Executive Office Bldg: 

PROJECT: 6TH & 7TH Floor Fan Coil Unit Replacement Project 

MONITORING CONTRACTOR: 
INDUSTRIAL HYGIENE TECHNOLOGIES, INC 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

CONTRACT NUMBER: 
GS11 POOMQD0098 

LOCATION: 725 17TH Street NW. Washington, DC 

DATE: 02 June 01 

TIME START: 0600 

ABATEMENT SCOPE OF WORK: Prep work for potent~al Class I removal operatlons 

TIME COMPLETE: 

TYPE OF ASBESTOS MATERIAL 
TO BE ABATED 

QTY. OF ASBESTOS 
MATERIAL TO BE ABATED 

Category 1 Friable Unknown 

OSHA ACTIVITY 
CLASSIFICATION 

X CLASS l 

INSPECTION 
CATEGORY 

WORK SITE 
ISOLATION 

SIGNAGE 

CLASS ll 

MARK W/ X, MARK NA IF NOT REQUIREDIUTILIZED, EXPLAIN DEVIATIONS IN LOG 

ACTIVITY TO BE CHECKED 

BARRIER TAPE TO ISOLATE STAGING AREA AND DECON 

FULL CONTAINMENT 

NEGATIVE PRESSURE -0 02 MINIMUM 

FOUR AIR CHANGES PER HOUR 

CRITICAL BARRIERS INTACT (DUCTS, WINDOWS, DOORS, ALL 
PENETRATIONS) 

FLOOR COVERED 

WALLS COVERED 

AREA VENTILATION OFF & VENTS COVERED 

GLOVEBAGS SMOKE TESTED AND FOUND SATISFACTORY 

CAUTION SIGNS AT STAGING AREA 

OSHA SIGN (ASBESTOS) AT ENTRANCES TO WORK AREA 

WASTE CONTAINERS LABELED PER NESHAP &GENERATOR 

HVAC SYSTEM TAGGED OUT 

NO SMOKING, EATING OR DRINKING IN THE WORK AREA 

CLASS IV CLASS Ill 

WITHIN 
LIMITS 

N/A 

MINI 

X 

X 

X 

X 

X 

X 

NIA 

X 

X 

X 

X 

X 

X 

DEVIATION 



Industrial Hygiene Technologies, Inc. 
Environmental & Industrial Hygiene Consultants 

ACT NUMBER: 
PO2642534 

CONTRACT NUMBER: 
GS11 POOMQD0098 

CLIENT: GSA, NCR, SDS, WPYG 

DEVIATION 

-- 

INSPECTION 

ORDER 
NUMBER: P-11-01-DC-0101 

BUILDING: New Executive Office Bldg: 

PROJECT: 6TH & 7TH Floor Fan Coil Unit Replacement Project 

WITHIN 
LIMITS 

INSPECTION 
CATEGORY 

LABELED WASTE CONTAINERS ON SITE 

HEPA VACUUM FOUND WORKING AND ACCEPTABLE 

WORKER I DISPOSABLE COVERALLS & BOOT COVERS I x I 

LOCATION: 725 17TH Street NW. Washington, DC 

DATE: 02 June 01 

ACTIVITY TO BE CHECKED 

HIGH-SPEED ABRASIVE DISC SAWS, COMPRESSED AIR, DRY 
SWEEPING, SHOVELING, EMPLOYEE ROTATION - NOT TO BE USED 

X 

X 

ACCESS TO WATER FOR WET METHODS 

AIRLESS SPRAYER WORKING AND IN WORK AREA 

rnu I LU I IUII 

( PROPER NlOSH RESPIRATORS 

X 

X 

X 

TYPE RESPIRATOR: % face APR 
FILTER: P-100 

SHOWERS 

HEAD PROTECTION 

EYE PROTECTION 

NO 

NO 

WORK HABITS 

FUNCTIONING 

HOT AND COLD RUNNING WATER 

SAFETY 
MEETING 

N/A 

NI A 

BASELINE 
MONITORING 

PROJECT 
DESIGN 

- 

WATER COLLECTION I FILTERING DEVICE FUNCTIONAL 

HOUSE KEEPING - MATERIALS AND EQUIPMENT STORED. LOCKERS 
AND PERSONAL ITEM CONTAINERS 

COMPETENT PERSON HAS CONDUCTED A SAFETY MEETING 

DOCUMENTS 

BASELINE MONITORING CONDUCTED PRIOR TO START OF 
PREPARATIONS 

- 

X 

X 

X 

PROJECT DESIGN ON SITE, AND ALL PREPARATIONS COMPLETED IN 
ACCORDANCE WITH DESIGN 

-- 

NOTIFICATION, PERMIT, ABATEMENT PLAN, CONTRACTOR LICENSE, 
SUPERVISOR LICENSE, WORKER LICENSE, TRAINING, & MEDICAL, 
FIT TEST DOCUMENTATION ON SlTE AND IN ORDER 

MARK W/ X, MARK NIA IF NOT REQUIREDIUTILIZED, EXPLAIN DEVIATIONS IN LOG 

iee Asbestos Abatement Monitoring Checklist and Log of Events- for details concerning project. 

Page 2 of 2 

Signature of Inspector/Project Monitor: 
T -  

Date: 02 June 01 

Project Monitor: Rvan S. Reed Training Cert.1 License No: 01 -01 04 
(Prinflype) (Printnype) 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 



lndustrial Hygiene Technologies, Inc. 
Environmental & industrial Hygiene Consultants 

ASBESTOS ABATEMENT MONITORING DAILY CHECKLIST & LOG OF EVENTS 

Page 1 of 10 

ACT NUMBER: 
PO2642534 

CLIENT: GSA, NCR, SDS, WPYG 

Signature of InspectorIProject Monitor: r -  Date: 02 June 01 

REMOVAL CONTRACTOR: H~l l~an 

CONTRACTOR SUPERVISOR: Sllv~o Argueta 

Project Monitor: Rvan S. Reed Training Cert.1 License No: 01 -01 04 
(Prinnype) (Prinflype) 

ORDER 
NUMBER: P-11-01 -DC-0101 

BUILDING: New Executive Office Bldg: 

PROJECT: 5TH Floor Fan Coil Unit Replacement Project 

TIME ON SITE: 0630 

MONITORING CONTRACTOR: 
INDUSTRIAL HYGIENE TECHNOLOGIES, INC 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

CONTRACT NUMBER: 
GS11 POOMQD0098 

LOCATION: 725 17'" Street NW. Washington, DC 

DATE: 02 June 01 

TIME OFF SITE: 1730 TIME ON SITE: 0615 

ABATEMENT SCOPE OF WORK: Demol~t~on, Decontam~nat~on w/ TSI removal 

GENERAL SHIFT WORK PLAN: (6) MI~I-Conta~nments w/ Non-ACM demol~t~on & ACM decontam~nat~on 

TYPE AND QUANTITY OF ASBESTOS REMOVED THIS SHIFT: (20) ACM Hard Plaster Flttlng on Elbows 

TIME OFF SITE: 1730 

OSHA ACTIVITY 
CLASSIFICATION 

CLASS I 

INSPECTION 
CATEGORY 

WORK SITE 
ISOLATION 

SIGNAGE 

CLASS ll X 

MARK W/ X - EXPLAIN IN NOTES, MARK N/A IF NOT REQUIREDIUTILIZED, EXPLAIN DEVIATIONS IN LOG 

ACTIVITY TO BE CHECKED 

BARRIER TAPE 

FULL CONTAINMENT 

NEGATIVE PRESSURE -0 02 MINIMUM 

FOUR AIR CHANGES PER HOUR 

FLOOR COVERED 

WALLS COVERED 

CRITICAL BARRIERS INTACT 

AREA VENTllATlON OFF & VENTS COVERED 

NEGATIVE PRESSURE GLOVEBAG USED 

CAUTION SIGNS AT STAGING AREA 

OSHA SIGN (ASBESTOS) AT ENTRANCES TO WORK AREA 

WASTE CONTAINERS LABELED PER NESHAP &GENERATOR 

HVAC TAG OUT 

CLASS Ill 

WITHIN 
LIMITS 

N/A 

MI~I(s) 

X 

X 

X 

X 

X 

X 

N/A 

X 

X 

X 

X 

X 

PROBLEMS 
ENCOUNTERED 

CLASS IV 



lndustrial Hygiene Technologies, Inc. 
E~,vironmental& lndustrial Hygiene Consultants 

ASBESTOS ABATEMENT MONITORING DAILY CHECKLIST & LOG OF EVENTS 

Page 2 of 10 

ACT NUMBER: 
PO2642534 

Signature of Inspector/Project Monitor: TT Date: 02 June 01 

CONTRACT NUMBER: 
GS11 POOMQD0098 

CLIENT: GSA, NCR, SDS, WPYG 

PROBLEMS 
ENCOUNTERED 

Project Monitor: Ryan S. Reed Training Cert.1 License No: 01 -01 04 
(Printnype) (PrintiType) 

ORDER 
NUMBER: P-1 1 -01-DC-0101 

BUILDING: New Executive Office Bldg: 

PROJECT: 5TH Floor Fan Coil Unit Replacement Project 

WITHIN LIMITS 

X 

X 

X 

X 

X 

X (Hudson Sprayer) 

NIA 

X 

X 

X 

NIA 

NIA 

X 

X 

X 

X 

DEVIATIONS IN LOG 

INSPECTION 
CATEGORY 

WORK PRACTICES 

WORKER PROTECTION 

SHOWERS 

WORK HABITS IN WORK 
AREA 

DOCUMENTS 

MARK W/ X - EXPLAIN IN 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

LOCATION: 725 17'" Street NW. Washington, DC 

DATE: 02 June 01 

ACTIVITY TO BE CHECKED 

HIGH-SPEED TOOLS, COMPRESSED AIR, 
DRY SWEEPING, SHOVELING, EMPLOYEE 
ROTATION NOT IN USE 

REMOVED MATERIAL PROPERLY BAGGED 

WASTE REMOVED PRIOR TO SHIFT END 

HEPA VACUUM IN USE 

MATERIAL KEPT WET 1 USE OF WET METHODS 

AIRLESS SPRAYER IN USE 

OSHA COMPLIANT GLOVEBAG PROCEDURE 

DISPOSABLE CLOTHING USED ONCE 

PROPER NlOSH RESPIRATORS 
TYPE RESPIRATOR 
FILTER '/z Face APR P-100 

PROPER DECON SEQUENCE FOLLOWED 

FUNCTIONING 

HOT AND COLD RUNNING WATER 

USED EACH DEPARTURE 

WATER COLLECTED & FILTERED PROPERLY 

NO SMOKING, EATING OR DRINKING IN THE WORK 
AREA 

NOTIFICATION, PERMIT, ABATEMENT PLAN, 
CONTRACTOR LICENSE, SUPERVISOR LICENSE, 
WORKER LICENSE, TRAINING, & MEDICAL, FIT 
TEST DOCUMENTATION ON SITE AND IN ORDER 

NOTES, MARK NIA IF NOT REQUIREDIUTILIZED, EXPLAIN 



lndustrial Hygiene Technologies, Inc. 
Environmental & lndustrial Hygiene Consultants 

ASBESTOS ABATEMENT MONITORING DAILY CHECKLIST & LOG OF EVENTS 

DAILY LOG OF EVENTS 

Remediation Activities 

ACT NUMBER: 
PO2642534 

CLIENT: GSA, NCR, SDS, WPYG 

0615:Hillian on site New Executive Office Building 725 17TH Street NW Washington DC . Silvio Argueta, Hillian 
superintendent informs IHT that Hillian shall be commencing demolition and decontamination operations with 
the potential for ACM Class I removal operations using Mini-Containments, hand tools, and wet methods. 
These removal activities are to occur in NEOB: 7TH Floor Room 7203 Risers 39A-37, 80A Mini-Containment 
Work Area A and NEOB: 6TH Floor Rooms 6223 & 621 5 Risers 43A-40A Mini-Containment Work Area's B, 
C, D, E, & F. Hillian has been contracted to cut out (20) 2'x2' sections of non-ACM plaster wall per riser at the 
general location of the fittings associated with the Fan Coil Unit with a Mini-Containment. Spray-On Surfacing 
material is located above the position of the cut and there is the possibility of TSI hard plaster fittings on the 
elbows. Hillian has been contracted to conduct decontamination operations for Spray-On Surfacing Material 
Debris and possible TSI fitting removal once the access panels have been cut. All debris to be disposed of 
as regulated ACM waste in EPA approved landfill. 

0645: Hillian workers mobilize and continue prepwork in NEOB: 7TH Floor Room 7203 Risers 39A-37, 80A Mini- 
Containment Work Area Aand NEOB: 6TH Floor Rooms 6223 & 621 5 Risers 43A-40A Mini-Containment Work 
Area's B, C, D, E, & F. 

ORDER 
NUMBER: P-11-01 -DC-0101 

BUILDING: New Executive Office Bldg: 

PROJECT: 5TH Floor Fan Coil Unit Replacement Project 

0730: Hillian workers commence demolition operations in NEOB: 7TH Floor Room 7203 Risers 39A-37, 80A Mini- 
Containment Work Area A . 

CONTRACT NUMBER: 
GS11 POOMQD0098 

LOCATION: 725 17'" Street NW. Washington, DC 

DATE: 02 June 01 

0800: Hillian workers commence demolition operations in NEOB: 6TH Floor Rooms 6223 & 621 5 Risers 43A-40A Mini- 
Containment Work Area's B, C, D, E, & F. 

0930: Hillian workers complete demolition and decontamination operations in NEOB: 7TH Floor Room 7203 Risers 
39A-37, 80A Mini-Containment Work Area A. Hillian informs IHT that Hillian encountered a total of (3) TSI 
fittings. 

1 100: Hillian workers complete demolition and decontamination operations in NEOB: 6TH Floor Rooms 6223 & 621 5 
Risers 43A-40A Mini-Containment Work Area's B, C, D, E, & F. Hillian informs IHT that Hillian encountered 
a total of (7) TSI fittings. 

1200-1 300: Hillian Break 

1530: Hillian departed the site. 

Sampling 

Page 3 of 10 

Signature of Inspector/Project Monitor: w r  Date: 02 June 01 

Project Monitor: Rvan S. Reed Training Cert.1 License No: 01 -01 04 
(Printnype) (PrintlType) 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 



Industrial Hygiene Technologies, Inc. 
Environmental & Industrial Hygiene Consultants 

ASBESTOS ABATEMENT MONITORING DAILY CHECKLIST & LOG OF EVENTS 

0615: IHT on site to perform area air monitoring and abatement quality control. 

0700: IHT began sampling. 

ACT NUMBER: 
PO2642534 

1530: IHT completed sampling. IHT off site. 

CONTRACT NUMBER: 
GS1 lPOOMQD0098 

CLIENT: GSA, NCR, SDS, WPYG 

Inspections 

ORDER 
NUMBER: P-11-01-DC-0101 

BUILDING: New Executive Office Bldg: 

PROJECT: 5TH Floor Fan Coil Unit Replacement Project 

0705-1000: IHT conducts pre-commencement inspection of NEOB: 7TH Floor Room 7203 Risers 39A-37, 80A Mini- 
Containment Work Area A and NEOB: 6TH Floor Rooms 6223 ti6215 Risers 43A-40A Mini-Containment Work 
Area's B, C, D, E, & F. IHT notes that Hillian has set up a Mini-Containment, with single layer Critical Barrier, 
Drop Layer of Poly, AFD in operation, signs & DCON bucket in place. Deemed satisfactory Hillian authorized 
to commence demolition & decontamination operations in NEOB: 7TH Floor Room 7203 Risers 39A-37, 80A 
Mini-Containment Work Area A and NEOB: 6TH Floor Rooms 6223 & 621 5 Risers 43A-40A Mini-Containment 
Work Area's B, C, D, E, & F. 

LOCATION: 725 17'" Street NW. Washington, DC 

DATE: 02 June 01 

0925-1 100: IHT conduct pre-sealant inspection of NEOB: 7TH Floor Room 7203 Risers 39A-37,80A Mini-Containment 
Work Area A and NEOB: 6TH Floor Rooms 6223 & 6215 Risers 43A-40A Mini-Containment Work Area's B, 
C, D, E, & F. IHT notes area free of visible ACM dust and debris. Hillian supervisor informs IHT that Hillian 
workers encountered (10) TSI fittings. Deemed satisfactory. Hillian authorized to encapsulate work area. 

Comments 

ACM Class I demolition and decontamination operations in proceeded without incident. PCM air sample 
analysis preformed: IHT reported no elevated sample results: All areasamples outside NEOB: 7TH Floor Room 
7203 Risers 39A-37, 80A Mini-Containment Work Area A and NEOB: 6TH Floor Rooms 6223 & 621 5 Risers 
43A-40A Mini-Containment Work Area's B, C, D, E, & F reported airborne fiber concentration levels below 
0.01 fiberslcc. IHT notes that a significant amount of PCM area samples located inside the various work areas 
were overloaded. IHT recommends that Hillian employ an airless sprayer during demolition operations. 

PCM post abatement air sample analysis preformed: IHT reported no elevated sample results: All area 
samples inside NEOB: 7TH Floor Room 7203 Risers 39A-37,80A Mini-Containment Work Area A and NEOB: 
6TH Floor Rooms 6223 & 6215 Risers 43A-40A Mini-Containment Work Area's B, C, D, E, & F reported 
airborne fiber concentration levels below 0.01 fiberslcc. Deemed Satisfactory. IHT authorizes Hillian to tear 
down NEOB: 7TH Floor Room 7203 Risers 39A-37,80A Mini-Containment Work Area Aand NEOB: 6TH Floor 
Rooms 6223 & 621 5 Risers 43A-40A Mini-Containment Work Area's B, C, D, E, & F. 

Page 4 of 10 

Signature of InspectorIProject Monitor: T r  Date: 02 June 01 

Project Monitor: Rvan S. Reed Training Cert.1 License No: 01 -01 04 
(PrintTType) (Printnype) 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541-9015, Fax (703) 541-9019 



Industrial Hygiene Technologies, lnc. 
Environmental & Industrial Hygiene Consultants 

Page 5 of 10 

CLIENT: GSA, NCR, SDS, WPYG 

-7 PCM SAMPLE LOG 
Microscopist: 

Signature of Inspector/Project Monitor: -r Date: 02 June 01 

ORDER 
NUMBER: P-11-01-DC-0101 

CONTRACT NUMBER: 
GS11 POOMQD0098 

I) 

Project Monitor: Rvan S. Reed Training Cert.1 License No: 01 -0104 
(Printnype) (Pr~ntnype) 

ACT NUMBER: 
PO2642534 

BUILDING: New Executive Office Bldg: 

PROJECT: 5TH Floor Fan Coil Unit Replacement Project 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

LOCATION: 725 17TH Street NW. Washington, DC 

DATE: 02 June 01 

Sample 
Number 

2534-060201 - 
01 RR 

2534-060201 - 
02RR 

2534-06020 1 - 
03RR 

2534-060201 - 
04RR 

2534-060201 - 
05RR 

Sample 
Type 

REM 

REM 

REM 

REM 

DCON 

Location 

New Executive Office Building: Hall adj to 
Room 6208 

- -- -- 

New Executive Office Building: Hall adj to 
Room 7208 

New Executive Office Building: Room 
5223 

New Executive Office Building: Room 
8203 

New Executive Office Building: Room 
7203 adj to Riser 39A-37A, 80A Work 

Area A DCON Clean Room 

Flow rate 

on 

5.0 

5.0 

3.0 

3.0 

10.0 

Time 

off 

5.0 

5.0 

3.0 

3.0 

10.0 

Minutes 
elapsed 

260 

260 

343 

343 

128 

on 

7:01 
AM 

- - 

off 

11 :21 
AM 

-- - 

Liters 

1300 

1300 

1029 

1029 

1280 

7:04 
AM 

7:11 
AM 

7:11 
AM 

7:05 
AM 

Fibers1 
100 fields 

5.5 

3.0 

0.5 

0.0 

12.0 

1 1 :24 
AM 

1254 
PM 

1254 
PM 

9:13 
AM 

Fibers/ 
cc 

<0.003 

<0.003 

<0.003 

<0.003 

0.005 

- 



Industrial Hygiene Technologies, lnc. 
Environmental & Industrial Hygiene Consultants 

ASBESTOS ABATEMENT MONITORING DAILY CHECKLIST & LOG OF EVENTS 

CLIENT: GSA, NCR, SDS, WPYG 

Page 6 of 10 

Signature of Inspector/Project Monitor: -7 Date: 02 June 01 

Project Monitor: Rvan S. Reed Training Cert.1 License No: 01 -01 04 
(PnnVType) (PrlntTType) 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

ORDER 
NUMBER: P-11-01-DC-0101 

- 

rr PCM SAMPLE LOG 
Microscopist: 

(sign) 

BUILDING: New Executive Office Bldg: 

PROJECT: 5TH Floor Fan Coil Unit Replacement Project 

Sample 
Number 

2534-060201 - 
06RR 

2534-060201 - 
07RR 

2534-060201 - 
08RR 

2534-060201 - 
09RR 

CONTRACT NUMBER: 
GS11 POOMQD0098 

LOCATION: 725 17'" Street NW. Washington, DC 

DATE: 02 June 01 

ACT NUMBER: 
PO2642534 

Sample 
Type 

CB 

STA 

DCON 

CB 

Location 

New Executive Office Building: Room 
7203 adj to Riser 39A-37A, 80A Work 

Area A critical barrier adj to DCON 

New Executive Office Building: Room 
7203 adj to Riser 39A-37A, 80A Work 

Area A inside Mini-Containment 

New Executive Office Building: Room 
6223 adj to Riser 43A Work Area B 

DCON Clean Room 

New Executive Office Building: Room 
6223 adj to Riser 43A Work Area B critical 

barrier adj to DCON 

Flow rate 

on 

10.0 

3.0 

10.0 

10.0 

off 

10.0 

3.0 

10.0 

10.0 

Minutes 
elapsed 

128 

147 

97 

97 

Time Fibers1 
cc 

0.003 

0.073 

0.006 

0.004 

Liters 

1280 

44 1 

970 

970 

on 

7:05 
AM 

655  
AM 

8:34 
AM 

8:34 
AM 

Fibers/ 
100 fields 

7.5 

65.5 

11.0 

8.0 

off 

9:13 
AM 

9:22 
AM 

10:11 
AM 

10:11 
AM 



Industrial Hygiene Technologies, Inc. 
Environmental & Industrial Hygiene Consultants 

ASBESTOS ABATEMENT MONITORING DAILY CHECKLIST & LOG OF EVENTS 

CLIENT: GSA, NCR, SDS, WPYG 

Page 7 of 10 

Signature of InspectorIProject Monitor: -7 Date: 02 June 01 

ORDER 
NUMBER: P-11-01-DC-0101 

- 

-7 PCM SAMPLE LOG 
Microscopist: 

(sign) 

Project Monitor: Rvan S. Reed Training Cert.1 License No: 01 -01 04 
(Printflype) (Printflype) 

BUILDING: New Executive Office Bldg: 

PROJECT: 5TH Floor Fan Coil Unit Replacement Project 

Sample 
Number 

2534-060201 - 
1 ORR 

2534-060201 - 
11RR 

2534-060201 - 
12RR 

2534-060201 - 
13RR 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

CONTRACT NUMBER: 
GSl 1 POOMQD0098 

LOCATION: 725 17'" Street NW. Washington, DC 

DATE: 02 June 01 

ACT NUMBER: 
PO2642534 

Sample 
Type 

STA 

DCON 

CB 

STA 

Location 

New Executive Office Building: Room 
6223 adj to Riser 43A Work Area B inside 

Mini-Containment 

New Executive Office Building: Room 
6221 adj to Riser 42A Work Area C 

DCON Clean Room 

New Executive Office Building: Room 
6221 adj to Riser 42A Work Area C 

critical barrier adj to DCON 

New Executive Office Building: Room 
6221 adj to Riser 42A Work Area C inside 

Mini-Containment 

Flow rate 

on 

3.0 

10.0 

10.0 

3.0 

Fibers1 
cc 

0.095 

0.007 

0.003 

Sample 
Void 

off 

3.0 

10.0 

10.0 

3.0 

Time Minutes 
elapsed 

135 

127 

127 

148 

on 

7:56 
AM 

8:12 
AM 

8:12 
AM 

7:56 
AM 

off 

10:11 
AM 

10:19 
AM 

10:19 
AM 

10:24 
AM 

Liters 

405 

1270 

1270 

444 

Fibers1 
100 fields 

78.5 

17.5 

8.0 

Particle 
Overload 



Industrial Hygiene Technologies, lnc. 
Environmental & Industrial Hygiene Consultants 

ASBESTOS ABATEMENT MONITORING DAILY CHECKLIST & LOG OF EVENTS 

CLIENT: GSA, NCR, SDS, WPYG 

Page 8 of 10 

Signature of Inspector/Project Monitor: -7 Date: 02 June 01 

ORDER 
NUMBER: P-11-01-DC-0101 

- 

- -  PCM SAMPLE LOG 
Microscopist: 

(sign) 

Project Monitor: Rvan S. Reed Training Cert.1 License No: 01 -01 04 
(Prinflype) (Printpype) 

BUILDING: New Executive Office Bldg: 

PROJECT: 5TH Floor Fan Coil Unit Replacement Project 

Sample 
Number 

2534-060201 - 
14RR 

2534-060201 - 
15RR 

2534-060201 - 
16RR 

2534-060201 - 
17RR 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

CONTRACT NUMBER: 
GS11 POOMQD0098 

LOCATION: 725 17'" Street NW. Washington, DC 

DATE: 02 June 01 

ACT NUMBER: 
PO2642534 

Sample 
Type 

DCON 

CB 

STA 

DCON 

Fibers1 
cc 

0.008 

0.005 

0.077 

0.008 

Location 

New Executive Office Building: Room 
621 7 adj to Riser 42A Work Area D 

DCON Clean Room 

New Executive Office Building: Room 
621 7 adj to Riser 42A Work Area D 

critical barrier adj to DCON 

New Executive Office Building: Room 
621 7 adj to Riser 42A Work Area D inside 

Mini-Containment 

New Executive Office Building: Room 
621 7 adj to Riser 41A Work Area E 

DCON Clean Room 

Liters 

770 

770 

399 

770 

Fibers1 
100 fields 

13.0 

7.5 

62.5 

12.0 

Flow rate 

on 

10.0 

10.0 

3.0 

10.0 

Minutes 
elapsed 

77 

77 

133 

77 

off 

10.0 

10.0 

3.0 

10.0 

Time 

on 

9:13 
AM 

9:13 
AM 

9:02 
AM 

9:34 
AM 

off 

10:30 
AM 

10:30 
AM 

11 :15 
AM 

10:51 
AM 



Industrial Hygiene Technologies, lnc. 
Environmental & Industrial Hygiene Consultants 

ASBESTOS ABATEMENT MONITORING DAILY CHECKLIST & LOG OF EVENTS 

CLIENT: GSA, NCR, SDS, WPYG 

Page 9 of 10 

-7 PCM SAMPLE LOG 
Microscopist: 

(sign) 

Signature of InspectorIProject Monitor: -7 Date: 02 June 01 

ORDER 
NUMBER: P-11-01-DC-0101 

Sample 
Number 

2534-060201 - 
18RR 

2534-06020 1 - 
19RR 

2534-060201 - 
20RR 

2534-060201 - 
21 RR 

Project Monitor: Ryan S. Reed Training Cert.1 License No: 01 -01 04 
(Printpype) (Printpype) 

BUILDING: New Executive Office Bldg: 

PROJECT: 5TH Floor Fan Coil Unit Replacement Project 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

CONTRACT NUMBER: 
GS1 lPOOMQD0098 

LOCATION: 725 17'" Street NW. Washington, DC 

DATE: 02 June 01 

Sample 
Type 

CB 

STA 

DCON 

CB 

ACT NUMBER: 
PO2642534 

Fibers1 
cc 

0.006 

0.064 

0.008 

<0.004 

Location 

New Executive Office Building: Room 
621 7 adj to Riser 41A Work Area E critical 

barrier adj to DCON 

New Executive Office Building: Room 
621 7 adj to Riser 41A Work Area E inside 

Mini-Containment 

New Executive Office Building: Room 
6215 adj to Riser 40A Work Area F 

DCON Clean Room 

New Executive Office Building: Room 
621 5 adj to Riser 40A Work Area F critical 

barrier adj to DCON 

Liters 

770 

399 

780 

780 

Fibers1 
100 fields 

9.0 

52.5 

13.5 

6.0 

Flow rate 

on 

10.0 

3.0 

10.0 

10.0 

Minutes 
elapsed 

77 

133 

78 

78 

off 

10.0 

3.0 

10.0 

10.0 

Time 

on 

9:34 
AM 

9:02 
AM 

9:40 
AM 

9:40 
AM 

off 

10:51 
AM 

11:15 
AM 

1058 
AM 

1058 
AM 



Industrial Hygiene Technologies, lnc. 
Environmental & Industrial Hygiene Consultants 

ASBESTOS ABATEMENT MONITORING DAILY CHECKLIST & LOG OF EVENTS 

CLIENT: GSA, NCR, SDS, WPYG 

Page 10 of 10 

-7 PCM SAMPLE LOG 
Microscopist: 

(sign) 

Signature of Inspector/Project Monitor: m r  Date: 02 June 01 

ORDER 
NUMBER: P-11-01-DC-0101 

Project Monitor: Rvan S. Reed Training Cert.1 License No: 01 -01 04 
(Prinflype) (PrintlType) 

BUILDING: New Executive Office Bldg: 

PROJECT: 5TH Floor Fan Coil Unit Replacement Project 

Fibers/ 
cc 

0.070 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -9015, Fax (703) 541 -9019 

CONTRACT NUMBER: 
GS11 POOMQD0098 

LOCATION: 725 17'" Street NW. Washington, DC 

DATE: 02 June 01 

Fibers/ 
100 fields 

57.0 

Sample 
Number 

2534-060201 - 
22RR 

ACT NUMBER: 
PO2642534 

Sample 
Type 

STA 

Location 

New Executive Office Building: Room 
621 5 adj to Riser 40A Work Area F inside 

Mini-Containment 

Minutes 
elapsed 

133 

Liters 

399 

Flow rate 

on 

3.0 

Time 

off 

3.0 

on 

9:02 
AM 

. 
off 

11:15 
AM 



' r. xiustrial Hygiene Technologies, Inc. 
Environmental & Industrial Hygiene Consultants 

ABATEMENT FINAL INSPECTION CHECKLIST & LOG 

See Asbestos Abatement Monitoring Checklist and Log of Events- Daily Log of Events for details 
concerning project. 

ACT NUMBER: 
PO2642534 

REMOVAL CONTRACTOR: Hillian 

CONTRACTOR SUPERVISOR: Silvio Argueta 

Page 1 of 4 

CONTRACT NUMBER: 
GS11 POOMQD0098 

CLIENT: GSA, NCR, SDS, WPYG 

Signature of Inspector/Project Monitor: 
I /- Date: 02 June 01 

ORDER 
NUMBER: P-11-01-DC-0101 

BUILDING: New Executive Office Bldg: 

PROJECT: 5TH Floor Fan Coil Unit Replacement Project 

MONITORING CONTRACTOR: 
INDUSTRIAL HYGIENE TECHNOLOGIES, INC. 

Project Monitor: Rvan S. Reed Training Cert.1 License No: 01-0104 
(Printrype) (Printrype) 

LOCATION: 725 17'" Street NW. Washington, DC 

DATE: June 2,2001 

TIME START: 061 5 

ABATEMENT SCOPE OF WORK: Demolition, Decontamination w/ possible TSI removal 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

TIME COMPLETE: 1730 

TYPE OF ASBESTOS MATERIAL 
ABATED 

N/A QTY. OF ASBESTOS 
MATERIAL ABATED 

CLASS IV 

N/A 

CLASS Ill OSHA ACTIVITY 
CLASSIFICATION 

DESCRIBE SPECIFIC WORK AREA INSPECTED: NEOB: 7TH Floor Room 7203 Risers 39A-37,80A Mini-Containment Work Area A 
and NEOB: 6Tn Floor Rooms 6223 & 6215 Risers 43A-40A Mini-Containment Work Area's B, C, D, E, & F. 

TOTAL SQUARE FOOTAGE OF WORK AREA: 6 Mini-Containments (E- 20ft2)( (F -20ft2) 
(D- 20ftz) (C- 20ft2)(B- 20ff)  (A -200ff) 

FINAL CLEARANCE (AHERA, PCM, NlOSH 7402, AGGRESSIVE): PCM 

INSPECTION 
CATEGORY 

Residual Dust I 
Debris 

CLASS ll CLASS l X 

(The above questions are to be answered "YES" or "Problem Encountered Noted.) 

- 

ACTIVITY TO BE 
CHECKED 

Floor 

Horizontal Surfaces 

Pipes 

Ventilation Equip. 

Ductwork 

Registers 

Lights 

Other 

WITHIN 
LIMITS 

YES 

YES 

YES 

YES 

NIA 

N/A 

N/A 

N/A 

PROBLEMS ENCOUNTERED 



Industrial Hygiene Technologies, Inc. 
Environmental & Industrial Hygiene Consultants 

Room 7203 adj to Riser 39A-37A, 
80A Work Area A inside Mini- 

CLIENT: GSA, NCR, SDS, WPYG 

Page 2 of 4 

Signature of Inspector/Project Monitor: 
- mr Date: 02 June 01 

ORDER 
NUMBER: P-11-01-DC-0101 

Project Monitor: Rvan S. Reed Training Cert.1 License No: 01-0104 
(Pnntpype) (Printpype) 

BUILDING: New Executive Office Bldg: 

PROJECT: 5TH Floor Fan Coil Unit Replacement Project 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

CONTRACT NUMBER: 
GS11 POOMQD0098 

LOCATION: 725 17TH Street NW. Washington, DC 

DATE: June 2,2001 

ACT NUMBER: 
PO2642534 



Industrial Hygiene Technologies, lnc. 
Environmental & Industrial Hygiene Consultants 

ABATEMENT FINAL INSPECTION CHECKLIST & LOG 

CLIENT: GSA, NCR, SDS, WPYG 

Page 3 of 4 

Signature of Inspector/Project Monitor: 
/ -r Date: 02 June 01 

ORDER 
NUMBER: P-11-01-DC-0101 

- 

wr PCM SAMPLE LOG 
Microscopist: 

(sign) 

Project Monitor: Rvan S. Reed Training Cert.1 License No: 01 -01 04 
(Printrype) (PrintTType) 

BUILDING: New Executive Office Bldg: 

PROJECT: 5TH Floor Fan Coil Unit Replacement Project 

Sample Number 

2534-06020 1 - 
27RR 

2534-060201 - 
28RR 

2534-060201 - 
29RR 

2534-060201 - 
30RR 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

CONTRACT NUMBER: 
GSllPOOMQD0098 

LOCATION: 725 17'" Street NW. Washington, DC 

DATE: June 2,2001 

ACT NUMBER: 
PO2642534 

Sample 
TY pe 

POST 

POST 

POST 

POST 

Location 

New Executive Office Building: 
Room 6221 adj to Riser 42A Work 
Area C inside Mini-Containment 

New Executive Office Building: 
Room 6221 adj to Riser 42A Work 
Area C inside Mini-Containment 

New Executive Office Building: 
Room 621 7 adj to Riser 42A Work 
Area D inside Mini-Containment 

New Executive Office Building: 
Room 621 7 adj to Riser 42A Work 
Area D inside Mini-Containment 

Flow rate 

on 

10.0 

10.0 

10.0 

10.0 

off 

10.0 

10.0 

10.0 

10.0 

Liters 

1240 

1240 

1290 

1290 

Minutes 
elapsed 

124 

124 

129 

129 

Time 

on 

11:05 
AM 

11:05 
AM 

11:13 
AM 

11:13 
AM 

Fibers / 
100 fields 

7.5 

7.0 

4.0 

6.0 

. 
off 

1:09 
PM 

1:09 
PM 

1:22 
PM 

1:22 
PM 

Fiber / 
cc 

0.003 

0.003 

<0.003 

<0.003 



Industrial Hygiene Technologies, lnc. 
Environmental & Industrial Hygiene Consultants 

ABATEMENT FINAL INSPECTION CHECKLIST & LOG 

CLIENT: GSA, NCR, SDS, WPYG 

Page 4 of 4 

-7 PCM SAMPLE LOG 
Microscopist: 

(sign) 

Signature of Inspector/Project Monitor: wr Date: 02 June 01 

Sample Number 

2534-060201 - 
31 RR 

2534-060201 - 
32RR 

2534-060201 - 
33RR 

2534-060201 - 
34RR 

Project Monitor: Ryan S. Reed Training Cert.1 License No: 01 -01 04 
(Printpype) (Prinflype) 

ACT NUMBER: 
PO2642534 

ORDER 
NUMBER: P-11-01-DC-0101 

BUILDING: New Executive Office Bldg: 

PROJECT: 5TH Floor Fan Coil Unit Replacement Project 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -9015, Fax (703) 541 -901 9 

CONTRACT NUMBER: 
GS11 POOMQD0098 

LOCATION: 725 17TH Street NW. Washington, DC 

DATE: June 2,2001 

Fiber / 
cc 

<0.003 

<0.003 

<0.003 

<0.003 

Sample 
Type 

POST 

POST 

POST 

POST 

Location 

New Executive Office Building: 
Room 621 7 adj to Riser 41 A Work 
Area E inside Mini-Containment 

New Executive Office Building: 
Room 621 7 adj to Riser 41A Work 
Area E inside Mini-Containment 

New Executive Office Building: 
Room 621 5 adj to Riser 40A Work 
Area F inside Mini-Containment 

New Executive Office Building: 
Room 621 5 adj to Riser 40A Work 
Area F inside Mini-Containment 

Minutes 
elapsed 

123 

123 

122 

122 

Flow rate 

on 

10.0 

10.0 

10.0 

10.0 

Time Liters 

1230 

1230 

1220 

1220 

off 

10.0 

10.0 

10.0 

10.0 

on 

11:54 
AM 

11:54 
AM 

11:57 
AM 

11 :57 
AM 

Fibers / 
100 fields 

3.5 

2.0 

4.5 

5.0 

off 

1:57 
PM 

1:57 
PM 

159  
PM 

1 :59 
PM 



GSA National Capital Region - Public Buildings Service 
Safety, Environment & Fire Protection Branch (WPYG) 

JUNE 20,200 1 

MEMORANDUM TO: KERRY BONOS 
WHITE HOUSE SDT (WPW) 

GALEN GREEN 
WHITE HOUSE PROJECTS OFFICE (WPW) 

FROM: 

SUBJECT: 

TIM SLEETH, INDUSTRIAL HYGIENIST <-*- 
SAFETY, ENVIRONMENT AND 
FIRE PROTECTION BRANCH (WPYG) 

ASBESTOS ABATEMENT MONITORING 
FAN COIL REPLACEMENT PROJECT-CHILLED WATERIHOT 
WATER SUPPLY LINE ACCESS DOOR INSTALLATION 
6TH FLOOR, ROOMS 6025,6026, & 6101 
NEW EXECUTIVE OFFICE BUILDING (NEOB) 
725 17TH ST., NW 
WASHINGTON, DC 

On May 1 l th & 12'~, 2001, Industrial Hygiene Technology, Inc. monitored the abatement of 
known asbestos-containing materials (ACMs) from the New Executive Office Building (NEOB), 
located at 725 17 '~  St., NW, Washington, DC. During abatement operations asbestos containing 
thermal system insulation, overspray, and fire retardant debris was removed from various areas 
throughout the building (See attached report). 

Asbestos abatement activities were conducted utilizing negative pressure "mini-enclosures". 
Additionally, wet methods and HEPA (High Efficiency Particulate Air) vacuums were utilized 
during abatement operations to control fiber release. During asbestos abatement operation 
workers utilized protective clothing and half-face HEPA respirators. 

Air monitoring samples were collected and analyzed on site by Phase Contrast Microscopy 
(PCM), NIOSH 7400 Method. All air samples collected outside the work area and final clearance 
air samples yielded results below then Reoccupancy Standard of <0.01 fiberslcc. Please retain a 
copy of this report for your asbestos facility files. 

Should you have any questions please contact me at (202) 708-5257 



lndustrial Hygiene Technologies, Inc. 
Environmental & Industrial Hygiene Consultants 

D< L z l L ,  :, 
a33 Lr.2 

G - , 3  -I-, I / J I . , ~ / L C Y Y -  
Report Prepared for: (i I 

GSA, NCR, Service Delivery Support 
' 

Safety, Environmental, & Fire 
71h & D Streets, SW 

Rub 2080 
Washington, D.C. 20407 

T 
PROJECT PROGRESS / CLOSEOUT REPORT 

Site Name: 
1 

New Executive Office Building 

Project Name: Fan Coil Unit Replacement Project - Chilled Water / Hot Water 
Supply Line Access Door Installation, Asbestos Hazard Reduction 

Work Area Location: 6TH Floor Room 6025,6026, and 6101 Mini-Containment Work Area's A, B, 
C, D, E, & F. 

Order Number: Contract Number: ACT Number: 
P-11-01 -DC-0107 GS11 POOMQD0098 PO2642534 

Project Date (s): May11 &12,2001 

Sampling Conducted: Pre-abatement, Area, Work Area, Remote, and Final Clearance 
Monitoring - PCM Analysis (NIOSH 7400 Method) 

Project Description: Industrial Hygiene Technologies, Inc. (IHT) was retained to 
conduct asbestos abatement project monitoring and design 
conformance control during the demolition of perimeter walls to 
allow for future installation of perimeter wall plumbing access 
doors associated with the New Executive Office Building Fan Coil 
Unit replacement Project. 

Hillian Brothers, Inc. was retained to erect mini-negative pressure 
enclosures to be used in the demolition of perimeter plaster walls, 
cleaning of plumbing chases, and removal of asbestos TSI, as 
encountered. Known asbestos hazards associated with this 
project include over-spray / delaminated spray applied asbestos 
fire retardant, cementitious fittings, pipe insulation, and 
contaminated debris. Hillian Brothers is utilizing asbestos 
engineering controls to ensure demolition activities which may 
disturb friable asbestos materials and contaminated debris within 
the chases, do not contaminate adjacent office areas. When 
encountered, asbestos is removed using wet methods. 
Regardless of the existence of asbestos TSI on plumbing, each 
chase area is presumed to be contaminated with asbestos fire 
retardant, and decontaminated. 
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Industrial Hygiene Technologies, Inc. 
Environmental & Industrial Hygiene Consultants 

Report Prepared for: 
GSA, NCR, Service Delivery Support 

Safety, Environmental, & Fire 
71h & D Streets, SW 

Room 2080 
Washington, D.C. 20407 

Project Description Work began at 6:30 pm, May 11, 2001. Preparation of the work 
Continued: area, and pre-abatement monitoring were conducted. All work was 

conducted as per abatement plan, with the exception of fan coil unit 
decontamination. Fan coil units are protected and covered during 
these operations. Work to clean fan coil units will take place during 
another phase of the project. 

The following work shift began at 6:15am, May 11, 2001 and 
involved lock-out / tag-out of the HVAC systems, additional 
preparations, demolition of perimeter walls, decontamination of wall 
chases, and removal of cementitious fittings. 

IHT conducted sampling in each of 6 mini-containments (A, B, C, D, 
E, & F), within each separate office, at AFD Exhaust, remotely within 
adjacent hallways, outside the work area, and on the floors above 
and below. The sampling plan was developed by Mark Sovich, 
Michael MacCabe, and Ryan Reed during a pre-work walkthrough 
conducted February 9, 2001. The sampling plan involves 
assessment of each functional area of abatement, within the control 
areas, staging areas, AFD exhaust, and remotely such that the 
"sampling train" is sufficient to rapidly assess and delineate fiber 
migration, should a fiber release episode occur during the operation. 
Immediate analysis of samples mid and end of shift is conducted to 
ensure safety of un-protected workers outside of the control area, 
and rapid response to fiber release. 

Work was completed and asbestos contractor fully completed with 
abatement work by 3:00 PM 0511 1/01. All work was completed as 
per modified scope of work / abatement plan, with no elevated fiber 
concentrations reported outside of the control area. Final clearance 
was achieved within each NPE with all results reported below 0.01 
Flcc. 

Deviations: The GSA scope of work specifies cleaning of the Fan Coil Units. 
This work will be conducted during a future phase of the project. Due 
to the size of each mini-containment, 2 final clearance samples were 
utilized to clear each containment. This is a deviation from the GSA 
clearance protocol, but in conformance with District of Columbia 
Asbestos Regulation. Deviation was taken with approval of GSA, 
and as the change was in compliance with applicable regulations, 
provided adequate assessment for completion, facilitated timely 
project completion, and provided significant overall cost savings for 
the client. 
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Industrial Hygiene Technologies, Inc. 
Environmental & Industrial Hygiene Consultants 

Asbestos Removed: 

Additional Notes: 

Report Prepared for: 
GSA, NCR, Service Delivery Support 

Safety, Environmental, & Fire 
7'h & D Streets, SW 

Room 2080 
Washington, D.C. 20407 

Overspray and fire retardant debris was removed from each wall 
penetration. Each pipe chase penetration, and 6 NPE's were fully 
decontaminated and encapsulated. A total of 4 fittings, of less 
than 3 LF, were removed. 

Installation of access hatch doors took place after encapsulation, 
prior to final clearance. Access hatches were opened, and final 
clearance requested. 
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Ifidustrial Hygiene Technologies, lnc. 
Environmental & Industrial Hygiene Consultants 

ABATEMENT FINAL INSPECTION CHECKLIST & LOG 

See Asbestos Abatement Monitoring Checklist and Log of Events- Daily Log of Events for details 
concerning project. 

ACT NUMBER: 
PO2642534 

REMOVAL CONTRACTOR: H~l l~an MONITORING CONTRACTOR: 
INDUSTRIAL HYGIENE TECHNOLOGIES, INC 

CONTRACTOR SUPERVISOR: S~ l~bo  Costo 

ABATEMENT SCOPE OF WORK: Dernol~t~on, Decontam~nat~on w/ poss~ble TSI removal 

Page 1 of 4 

Signature of Inspector/Project Monitor: Date: 12Mav 01 

CONTRACT NUMBER: 
GS11 POOMQD0098 

CLIENT: GSA, NCR, SDS, WPYG 

Project Monitor: Derek Green Training Cert.1 License No: 01 -0897 
(Prinflype) (Prinflype) 

ORDER 
NUMBER: P-11-01-DC-0101 

BUILDING: New Executive Office Bldg: 

PROJECT: 6TH Floor Fan Coil Unit Replacement Project 

N/A 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -9015, Fax (703) 541 -9019 

LOCATION: 725 17TH Street NW. Washington, DC 

DATE: 12 May 01 

QTY. OF ASBESTOS 
MATERIAL ABATED 

TYPE OF ASBESTOS MATERIAL 
ABATED 

N/A 

CLASS IV CLASS Ill CLASS ll 

DESCRIBE SPECIFIC WORK AREA INSPECTED: NEOB: 6TH Floor Room 6025, 6026, and 6101 Mini-Containment Work Area's A, 
B, C, D, E, & F 

TOTAL SQUARE FOOTAGE OF WORK AREA: 6 Mini-Containments 

FINAL CLEARANCE (AHERA, PCM, NlOSH 7402, AGGRESSIVE): PCM 

X OSHA ACTIVITY 
CLASSIFICATION 

CLASS l 

PROBLEMS ENCOUNTERED 

-- 

INSPECTION 
CATEGORY 

Res~dual Dust / 
Debr~s 

(The above quest~ons are to be answered "YES" or "Problem Encountered Noted" ) 

ACTIVITY TO BE 
CHECKED 

Floor 

Hor~zontal Surfaces 

P~pes 

Vent~lat~on Equ~p 

Ductwork 

Reg~sters 

L~ghts 

Other 

WITHIN 
LIMITS 

YES 

YES 

YES 

YES 

N/A 

N/A 

N/A 

NIA 



Industrial Hygiene Technologies, Inc. 
Environmental & Industrial Hygiene Consultants 

CLIENT: GSA, NCR, SDS, WPYG 

- 
I -,, - Page 2 of 4 

L 

Signature of Inspector/Project Monitor: 
\A'- 

Date: 12Mav 01 

ORDER 
NUMBER: P-11-01 -DC-0101 

Project Monitor: Derek Green Training Cert.1 License No: 01 -0897 
(Printnype) (Printllype) 

BUILDING: New Executive Office Bldg: 

PROJECT: 6TH Floor Fan Coil Unit Replacement Project 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

CONTRACT NUMBER: 
GS11 POOMQD0098 

LOCATION: 725 17'" Street NW. Washington, DC 

DATE: 12 May 01 

A 

- c 2 3 ~  PCM SAMPLE LOG 
Microscopist: 

(sign) 

ACT NUMBER: 
PO2642534 

Fiber 1 
cc 

<0.003 

0.003 

<0.003 

0.003 

Fibers / 
I00 fields 

6.0 

7.5 

5.0 

8.0 

Sample Number 

051 201 .GSA. 
PCM.POST.29.DG 

051 201 .GSA. 
PCM.POST.30.DG 

051 201 .GSA. 
PCM.POST.31 .DG 

051 201 .GSA. 
PCM.POST.32.DG 

Sample 
Type 

POST 

POST 

POST 

POST 

Liters 

1200 

1200 

1200 

1200 

Location 

New Executive Office Building: 
Room 6026D inside containment 

C 

New Executive Office Building: 
Room 6026D inside containment 

C 

New Executive Office Building: 
Room 60266 inside containment 

D 

New Executive Office Building: 
Room 6026C inside containment 

D 

Minutes 
elapsed 

120 

120 

120 

120 

Time Flow rate 

on 

10:40 
am 

10:40 
am 

10:42 
am 

10:42 
am 

on 

10.0 

10.0 

10.0 

10.0 

off 

12:40 
Pm 

12:40 
Pm 

12:42 
Pm 

12:42 
Pm 

off 

10.0 

10.0 

10.0 

10.0 



lndustrial Hygiene Technologies, Inc. 
Environmental & lndustrial Hygiene Consultants 

ABATEMENT FINAL INSPECTION CHECKLIST & LOG 

. . Page 3 of 4 

CLIENT: GSA, NCR, SDS, WPYG 

Signature of InspectorIProject Monitor: Date: 12Mav 01 

CONTRACT NUMBER: 
GS11 POOMQD0098 

ORDER 
NUMBER: P-11-01-DC-0101 

Y 

- 
\>L PCM SAMPLE LOG 

Microscopist: 
(sign) 

Project Monitor: Derek Green Training Cert.1 License No: 01 -0897 
(Prinflype) (Printnype) 

ACT NUMBER: 
PO2642534 

BUILDING: New Executive Office Bldg: 

PROJECT: 6TH Floor Fan Coil Unit Replacement Project 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

LOCATION: 725 17TH Street NW. Washington, DC 

DATE: 12 May 01 

Fibers I 
100 fields 

5.5 

6.5 

4.0 

3.5 

6.0 

Liters 

1200 

1200 

1200 

1200 

1200 

Sample Number 

051 201 .GSA. 
PCM.POST.33.DG 

051 201 .GSA. 
PCM.POST.34.DG 

051201 .GSA. 
PCM.POST35.DG 

051201 .GSA. 
PCM.POST.36.DG 

051 201 .GSA. 
PCM.POST.37.DG 

Fiber I 
cc 

~0.003  

c0.003 

c0.003 

~0 .003  

<0.003 

Sample 
TY pe 

POST 

POST 

POST 

POST 

POST 

Location 

New Executive Office Building: 
Room 6025N inside containment 

A 

New Executive Office Building: 
Room 6025N inside containment 

A 

New Executive Office Building: 
Room 6025M inside containment 

B 

New Executive Office Building: 
Room 6025M inside containment 

B 

New Executive Office Building: 
Room 6101 inside containment E 

Minutes 
elapsed 

120 

120 

120 

120 

120 

Flow rate Time 

on 

10.0 

10.0 

10.0 

10.0 

10.0 

on 

1 1 :I 3 
am 

11 : I3  
am 

11 :15 
am 

11 :15 
am 

1 1 :30 
am 

off 

10.0 

10.0 

10.0 

10.0 

10.0 

off 

1 :13 
Pm 

1 :13 
Pm 

1 : I5  
Pm 

1 :15 
Pm 

1 :30 
Pm 



lndustrial Hygiene Technologies, Inc. 
Environmental & lndustrial Hygiene Consultants 

ABATEMENT FINAL INSPECTION CHECKLIST & LOG 

CLIENT: GSA, NCR, SDS, WPYG 

Page 4 of 4 
\ 

-T2&P- 
PCM SAMPLE LOG 

Microscopist: 
(sign) 

Signature of Inspector/Project Monitor: 
\A& 

Date: 12Mav 01 

ORDER 
NUMBER: P-11-01-DC-0101 

Sample Number 

051 201 .GSA. 
PCM.POST.38.DG 

051 201 .GSA. 
PCM.POST.39.DG 

051 201 .GSA. 
PCM.POST.40.DG 

Project Monitor: Derek Green Training Cert.1 License No: 01 -0897 
(PrinVType) (Printnype) 

BUILDING: New Executive Office Bldg: 

PROJECT: 6TH Floor Fan Coil Unit Replacement Project 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

CONTRACT NUMBER: 
GSI 1 POOMQD0098 

LOCATION: 725 17TH Street NW. Washington, DC 

DATE: 12 May 01 , 

ACT NUMBER: 
PO2642534 

Fiber I 
cc 

0.003 

<0.003 

<0.003 

Sample 
Type 

POST 

POST 

POST 

Location 

New Executive Office Building: 
Room 61 01 inside containment E 

New Executive Office Building: 
Room 61 01 inside containment F 

New Executive Offrce Building: 
Room 6101 ins~de containment F 

Liters 

1200 

1200 

1200 

Minutes 
elapsed 

120 

120 

120 

Fibers / 
100 fields 

7.0 

5.0 

5.5 

Flow rate 

on 

10.0 

10.0 

10.0 

Time 

off 

10.0 

- 

10.0 

10.0 

on 

1 1 :30 
am 

1 1 :30 
am 

1 1 :30 
am 

off 

1 :30 
Pm 

1 :30 
Pm 

1 :30 
Pm 



Industrial Hygiene Technologies, lnc. 
Environmental & Industrial Hygiene Consultants 

ASBESTOS ABATEMENT MONITORING DAILY CHECKLIST & LOG OF EVENTS 

Page 1 of 11 

CLIENT: GSA, NCR, SDS, WPYG 

Signature of Inspector/Project Monitor: Date: 12Mav 01 

CONTRACT NUMBER: 
GS11 POOMQD0098 

ORDER 
NUMBER: P-11-01-DC-0101 

REMOVAL CONTRACTOR: Hillian 

CONTRACTOR SUPERVISOR: Silibo Costo 

Project Monitor: Derek Green Training Cert.1 License No: 01 -0897 
(Prinflype) (Prinflype) 

ACT NUMBER: 
PO2642534 

BUILDING: New Executive Office Bldg: 

PROJECT: 6" Floor Fan Coil Unit Replacement Project 

TIME ON SITE: 0630 

MONITORING CONTRACTOR: 
INDUSTRIAL HYGIENE TECHNOLOGIES, INC. 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -9015, Fax (703) 541 -9019 

LOCATION: 725 17'" Street NW. Washington, DC 

DATE: 12 May 01 

TIME OFF SITE: 1500 TIME ON SITE: 0615 

ABATEMENT SCOPE OF WORK: Demolition, Decontamination wl possible TSI removal 

GENERAL SHIFT WORK PLAN: (6) Mini-Containments wl Non-ACM demolition & ACM decontamination 

TYPE AND QUANTITY OF ASBESTOS REMOVED THIS SHIFT: N/A 

TIME OFF SITE: 1400 

OSHA ACTIVITY 
CLASSIFICATION 

CLASS l X 

INSPECTION 
CATEGORY 

WORK SITE 
ISOLATION 

SIGNAGE 

CLASS ll CLASS Ill CLASS lV 

MARK W/ X - EXPLAIN IN NOTES, MARK N/A IF NOT REQUIREDIUTILIZED, EXPLAIN DEVIATIONS IN LOG 

ACTIVITY TO BE CHECKED 

BARRIER TAPE 

FULL CONTAINMENT 

NEGATIVE PRESSURE -0.02 MINIMUM 

FOUR AIR CHANGES PER HOUR 

FLOOR COVERED 

WALLS COVERED 

CRITICAL BARRIERS INTACT 

AREA VENTILATION OFF & VENTS COVERED 

NEGATIVEPRESSUREGLOVEBAGUSED 

CAUTION SIGNS AT STAGING AREA 

OSHA SIGN (ASBESTOS) AT ENTRANCES TO WORK AREA 

WASTE CONTAINERS LABELED PER NESHAP & GENERATOR 

HVAC TAG OUT 

WITHIN 
LIMITS 

NIA 

Mini(s) 

X 

X 

X 

X 

X 

X 

NIA 

X 

X 

X 

X 

PROBLEMS 
ENCOUNTERED 



Industrial Hygiene Technologies, lnc. 
Environmental & lndustrial Hygiene Consultants 

ASBESTOS ABATEMENT MONITORING DAILY CHECKLIST & LOG OF EVENTS 

Page 2 of 11 

ACT NUMBER: 
PO2642534 

CLIENT: GSA, NCR, SDS, WPYG 

Signature of Inspector/Project Monitor: Date: 12Mav 01 

INSPECTION 
CATEGORY 

WORK PRACTICES 

WORKER PROTECTION 

SHOWERS 

WORK HABITS IN WORK 
AREA 

DOCUMENTS 

MARK W/ X - EXPLAIN IN 

Project Monitor: Derek Green Training Cert.1 License No: 01 -0897 
(Prinflype) (Prinflype) 

ORDER 
NUMBER: P-11-01-DC-0101 

BUILDING: New Executive Office Bldg: 

PROJECT: 6"' Floor Fan Coil Unit Replacement Project 

WITHIN LIMITS 

X 

X 

X 

X 

X 

X 

N/A 

X 

X 

X 

N/A 

N/A 

X 

X 

X 

X 

DEVIATIONS IN LOG 

ACTIVITY TO BE CHECKED 

HIGH-SPEED TOOLS, COMPRESSED AIR, 
DRY SWEEPING, SHOVELING, EMPLOYEE 
ROTATION NOT IN USE 

REMOVED MATERIAL PROPERLY BAGGED 

WASTE REMOVED PRIOR TO SHIFT END 

HEPA VACUUM IN USE 

MATERIAL KEPT WET / USE OF WET METHODS 

AIRLESS SPRAYER IN USE 

OSHA COMPLIANT GLOVEBAG PROCEDURE 

DISPOSABLE CLOTHING USED ONCE 

PROPER NlOSH RESPIRATORS 
TYPE RESPIRATOR: 
FILTER: l/2 Face APR P-100 

PROPER DECON SEQUENCE FOLLOWED 

FUNCTIONING 

HOT AND COLD RUNNING WATER 

USEDEACHDEPARTURE 

WATER COLLECTED & FILTERED PROPERLY 

NO SMOKING, EATING OR DRINKING IN THE WORK 
AREA 

NOTIFICATION, PERMIT, ABATEMENT PLAN, 
CONTRACTOR LICENSE, SUPERVISOR LICENSE, 
WORKER LICENSE, TRAINING, & MEDICAL, FIT 
TEST DOCUMENTATION ON SITE AND IN ORDER 

NOTES, MARK N/A IF NOT REQUIRED/UTILIZED, EXPLAIN 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

CONTRACT NUMBER: 
GS11 POOMQD0098 

LOCATION: 725 17'" Street NW. Washington, DC 

DATE: 12 May 01 

PROBLEMS 
ENCOUNTERED 



Industrial Hygiene Technologies, lnc. 
Environmental & Industrial Hygiene Consultants 

ASBESTOS ABATEMENT MONITORING DAILY CHECKLIST & LOG OF EVENTS 

DAILY LOG OF EVENTS 

Remediation Activities 

ACT NUMBER: 
PO2642534 

CLIENT: GSA, NCR, SDS, WPYG 

0630:Hillian on site New Executive Office Building 725 17TH Street NW Washington DC . Silibo Costo Hillian 
superintendent informs IHT that Hillian shall be commencing demolition and decontamination operations with 
the potential for ACM Class I removal operations using Mini-Containments, hand tools, and wet methods. 
These removal activities are to occur in 6TH Floor Room 6025,6026, and 61 01 Mini-Containment Work Area's 
A, B, C, D, E, & F. Hillian has been contracted to cut out (2) 2'x2' sections of non-ACM plaster wall per riser 
at the general location of the fittings associated with the Fan Coil Unit with a Mini-Containment. Spray-On 
Surfacing material is located above the position of the cut and there is the possibility of TSI hard plaster fittings 
on the elbows. Hillian has been contracted to conduct decontamination operations for Spray-On Surfacing 
Material Debris and possible TSI fitting removal once the access panels have been cut. All debris to be 
disposed of as regulated ACM waste in EPA approved landfill. 

071 5: Hillian workers mobilize and commence demolition operations in 6TH Floor Room 6025N Mini-Containment Work 
Area A.. 

ORDER 
NUMBER: P-11-01-DC-0101 

BUILDING: New Executive Office Bldg: 

PROJECT: 6" Floor Fan Coil Unit Replacement Project 

0725: Hillian workers commence demolition operations in 6TH Floor Room 6025M Mini-Containment Work Area 6. 

CONTRACT NUMBER: 
GS11 POOMQD0098 

LOCATION: 725 17TH Street NW. Washington, DC 

DATE: 12 May 01 

0730: Hillian worker begins prepwork for containment work area's E & F in room 6101. 

0805: Hillian workers commence demolition operations in 6TH Floor Room 60266 Mini-Containment Work Area D. 

0830: Hillian workers commence demolition operations in 6th Floor Room 6026D Mini-Containment Work Area C. 

0950: Hillian workers commence demolition operations in 6TH Floor Room 6101 Mini-Containment Work Area E. 

0955: Hillian workers commence demolition operations in 6TH Floor Room 6101 Mini-Containment Work Area F. 

1 100-1 245: Hillian Break 

1250: Hillian began tear down of containments. 

1500: Hillian departed the site. 

Sampling 

0615: IHT on site to perform area air monitoring and abatement quality control 

Page 3 of 11 

Signature of Inspector/Project Monitor: l L - - - - & L  Date: 12Mav 01 

Project Monitor: Derek Green Training Cert.1 License No: 01 -0897 
(Pr intKype) (Pr intKype) 
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lndustrial Hygiene Technologies, Inc. 
Environmental & Industrial Hygiene Consultants 

ASBESTOS ABATEMENT MONITORING DAILY CHECKLIST & LOG OF EVENTS 

0700: IHT began sampling. 

1400: IHT completed sampling. IHT off site. 

ACT NUMBER: 
PO2642534 

Inspections 

CONTRACT NUMBER: 
GS11 POOMQD0098 

CLIENT: GSA, NCR, SDS, WPYG 

0650: IHT conducts pre-commencement inspection of Room 6025N Mini-Containment A work area. IHT notes that 
Hillian has set up a Mini-Containment, with single layer Critical Barrier, Drop Layer of Poly, AFD in operation, 
signs & DCON bucket in place. Deemed satisfactory Hillian authorized to commence demolition & 
decontamination operations in Mini-Containment A 

ORDER 
NUMBER: P-11-01-DC-0101 

BUILDING: New Executive Office Bldg: 

PROJECT: Floor Fan Coil Unit Replacement Project 

0655: IHT conducts pre-commencement inspection of Room 6025M Mini-Containment B work area. IHT notes that 
Hillian has set up a Mini-Containment, with single layer Critical Barrier, Drop Layer of Poly, AFD in operation, 
signs & DCON bucket in place. Deemed satisfactory Hillian authorized to commence demolition & 
decontamination operations in Mini-Containment B 

LOCATION: 725 17'" Street NW. Washington, DC 

DATE: 12 May 01 

0805: IHT conducts pre-commencement inspection of Room 6026C Mini-Containment D work area. IHT notes that 
Hillian has set up a Mini-Containment, with single layer Critical Barrier, Drop Layer of Poly, AFD in operation, 
signs & DCON bucket in place. Deemed satisfactory Hillian authorized to commence demolition & 
decontamination operations in Mini-Containment D 

0825: IHT conducts pre-commencement inspection of Room 6026D Mini-Containment C work area. IHT notes that 
Hillian has set up a Mini-Containment, with single layer Critical Barrier, Drop Layer of Poly, AFD in operation, 
signs & DCON bucket in place. Deemed satisfactory Hillian authorized to commence demolition & 
decontamination operations in Mini-Containment C 

0830: IHT conduct pre-sealant inspection of Room 6026M Mini-Containment B work area. IHT notes area free of 
visible ACM dust and debris. Hillian supervisor informs IHT that Hillian worker did not encounter any TSI 
fittings. Deemed satisfactory. Hillian authorized to encapsulate work area. 

0948: IHT conducts pre-commencement inspection of Room 61 01 Mini-Containment E work area. IHT notes that 
Hillian has set up a Mini-Containment, with single layer Critical Barrier, Drop Layer of Poly, AFD in operation, 
signs & DCON bucket in place. Deemed satisfactory Hillian authorized to commence demolition & 
decontamination operations in Mini-Containment E 

0950: IHT conduct pre-sealant inspection of Room 6026C Mini-Containment D work area. IHT notes area free of 
visible ACM dust and debris. Hillian supervisor informs IHT that Hillian worker encountered 1 ACM fitting and 
removed it. Deemed satisfactory. Hillian authorized to encapsulate work area. 

0953: IHT conducts pre-commencement inspection of Room 6101 Mini-Containment F work area. IHT notes that 
Hillian has set up a Mini-Containment, with single layer Critical Barrier, Drop Layer of Poly, AFD in operation, 

Page 4 of 11 

Signature of Inspector/Project Monitor: Date: 12Mav 01 

Project Monitor: Derek Green Training Cert.1 License No: 01 -0897 
(Prinflype) (Printrype) 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 



lndusfrial Hygiene Technologies, lnc. 
Environmental & Industrial Hygiene Consultants 

ASBESTOS ABATEMENT MONITORING DAILY CHECKLIST & LOG OF EVENTS 

signs & DCON bucket in place. Deemed satisfactory Hillian authorized to commence demolition & 
decontamination operations in Mini-Containment F. 

0955: IHT conduct pre-sealant inspection of Room 6026D Mini-Containment C work area. IHT notes area free of 
visible ACM dust and debris. Hillian supervisor informs IHT that Hillian worker did not encounter any TSI 
fittings. Deemed satisfactory. Hillian authorized to encapsulate work area. 

ACT NUMBER: 
PO2642534 

CLIENT: GSA, NCR, SDS, WPYG 

1000: IHT conduct pre-sealant inspection of Room 6025N Mini-Containment A work area. IHT notes area free of 
visible ACM dust and debris. Hillian supervisor informs IHT that Hillian workers encountered 2 TSI fittings. 
Deemed satisfactory. Hillian authorized to encapsulate work area. 

1045: IHT conduct pre-sealant inspection of Room 61 01 Mini-Containment E work area. IHT notes area free of visible 
ACM dust and debris. Hillian supervisor informs IHT that Hillian worker did not encounter any TSI fittings. 
Deemed satisfactory. Hillian authorized to encapsulate work area. 

ORDER 
NUMBER: P-11-01-DC-0101 

BUILDING: New Executive Office Bldg: 

PROJECT: 6m Floor Fan Coil Unit Replacement Project 

1050: IHT conduct pre-sealant inspection of Room 61 01 Mini-Containment F work area. IHT notes area free of visible 
ACM dust and debris. Hillian supervisor informs IHT that Hillian worker did not encounter any TSI fittings. 
Deemed satisfactory. Hillian authorized to encapsulate work area. 

CONTRACT NUMBER: 
GS11 POOMQD0098 

LOCATION: 725 17TH Street NW. Washington, DC 

DATE: 12 May 01 

Comments 

ACM Class I demolition and decontamination operations in proceeded without incident. PCM air sample 
analysis preformed: IHT reported no elevated sample results: All area samples outside 6TH Floor Room 6025, 
6026, and 6101 Mini-Containment Work Area's A, B, C, D, E, & F reported airborne fiber concentration levels 
below 0.01 fiberslcc. 

PCM post abatement air sample analysis preformed: IHT reported no elevated sample results: All area 
samples inside 6TH Floor Room 6025,6026, and 6101 Mini-Containment Work Area's A, B, C, D, E, & F work 
area reported airborne fiber concentration levels below 0.01 fiberslcc. Deemed Satisfactory. IHT authorizes 
Hillian to tear down 6TH Floor Room 6025,6026, and 6101 Mini-Containment Work Area's A, B, C, D, E, & F. 

Page 5 of 11 

Signature of Inspector/Project Monitor: \>L Date: 12Mav 01 

Project Monitor: Derek Green Training Cert.1 License No: 01 -0897 
(Prinflype) (Prinflype) 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 



lndustrial Hygiene Technologies, Inc. 
Environmental & lndustrial Hygiene Consultants 

DCON.02. DG 6025N inside clean room of de 

CLIENT: GSA, NCR, SDS, WPYG 

Page 6 of 11 

Signature of InspectorIProject Monitor: --Lz23~&P--- Date: 12May 01 

ORDER 
NUMBER: P-11-01-DC-0101 

Project Monitor: Derek Green Training Cert.1 License No: 01 -0897 
(Printpype) (Printpype) 

BUILDING: New Executive Office Bldg: 

PROJECT: 6Ih Floor Fan Coil Unit Replacement Project 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

CONTRACT NUMBER: 
GS11 POOMQD0098 

LOCATION: 725 17TH Street NW. Washington, DC 

DATE: 12 May 01 

ACT NUMBER: 
PO2642534 



Industrial Hygiene Technologies, lnc. 
Environmental & Industrial Hygiene Consultants 

ASBESTOS ABATEMENT MONITORING DAILY CHECKLIST & LOG OF EVENTS 

floor inside hall adj. To room 6025 

Page 7 of 11 

ACT NUMBER: 
PO2642534 

CLIENT: GSA, NCR, SDS, WPYG 

Signature of InspectorIProject Monitor: =I&%----- Date: 12May 01 

Project Monitor: Derek Green Training Cert.1 License No: 01 -0897 
(Printrype) (PrintlType) 

ORDER 
NUMBER: P-11-01-DC-0101 

BUILDING: New Executive Office Bldg: 

PROJECT: 6* Floor Fan Coil Unit Replacement Project 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541-9015, Fax (703) 541-9019 

CONTRACT NUMBER: 
GSllPOOMQD0098 

LOCATION: 725 17'" Street NW. Washington, DC 

DATE: 12 May 01 



Industrial Hygiene Technologies, lnc. 
Environmental & lndustrial Hygiene Consultants 

ASBESTOS ABATEMENT MONITORING DAILY CHECKLIST & LOG OF EVENTS 

CLIENT: GSA, NCR, SDS, WPYG 

Page 8 of 11 

Signature of Inspector/Project Monitor: L / - & k -  Date: 12Mav 01 

ORDER 
NUMBER: P-11-01-DC-0101 

Y 

=Y;- PCM SAMPLE LOG 
Microscopist: 

(sign) 

Project Monitor: Derek Green Training Cert.1 License No: 01 -0897 
(Prinflype) (Printrype) 

BUILDING: New Executive Office Bldg: 

PROJECT: 6'" Floor Fan Coil Unit Replacement Project 

Sample Number 

051201 .GSA.PCM. 
REM.l l .  DG 

051 201 .GSA.PCM. 
STA.12. DG 

051 201 .GSA.PCM. 
DCON.13. DG 

051201 .GSA.PCM. 
CB.14. DG 

051 201 .GSA.PCM. 
STA.15. DG 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

CONTRACT NUMBER: 
GS11 POOMQD0098 

LOCATION: 725 17'" Street NW. Washington, DC 

DATE: 12 May 01 

ACT NUMBER: 
PO2642534 

Fiber / 
cc 

<0.003 

0.01 6 

0.004 

0.005 

0.01 8 

Sample 
Type 

REM 

STA 

DCON 

CB 

STA 

Location 

New Executive Office Building: 5th 
floor inside hall adj. To Room 501 7 

New Executive Office Building: Room 
6026C inside containment D 

New Executive Office Building: Room 
60266 inside clean room of decon of 

containment D 

New Executive Office Building: Room 
6026C adj. To containment D 

New Executive Off ice Building: Room 
6026D inside containment C 

Fibers / 
100 fields 

5.0 

10.0 

8.0 

11.5 

10.0 

Flow rate 

on 

5.0 

3.0 

10.0 

10.0 

3.0 

Liters 

101 5 

31 5 

1050 

1050 

270 

off 

5.0 

3.0 

10.0 

10.0 

3.0 

Minutes 
elapsed 

203 

105 

105 

105 

90 

Time 

on 

7:14 
am 

8:05 
am 

8:05 
am 

8:05 
am 

8:25 
am 

off 

10:37 
am 

950  
am 

9 5 0  
am 

950  
am 

9:55 
am 



Industrial Hygiene Technologies, Inc. 
Environmental & Industrial Hygiene Consultants 

ASBESTOS ABATEMENT MONITORING DAILY CHECKLIST & LOG OF EVENTS 

CLIENT: GSA, NCR, SDS, WPYG 

Page 9 of 11 

Signature of Inspector/Project Monitor: -&&------ Date: 12Mav 01 

ORDER 
NUMBER: P-11-01-DC-0101 

. 

T2iki- PCM SAMPLE LOG 
Microscopist: 

(sign) 

Project Monitor: Derek Green Training Cert.1 License No: 01 -0897 
(PrintlType) (PrintiType) 

BUILDING: New Executive Office Bldg: 

PROJECT: 61h Floor Fan Coil Unit Replacement Project 

Sample Number 

051 201 .GSA.PCM. 
DCON.16. DG 

051 201 .GSA.PCM. 
CB.17. DG 

051201 .GSA.PCM. 
STA. 1 8. DG 

051 201 .GSA.PCM. 
DCON.19. DG 

051201 .GSA.PCM. 
CB.20. DG 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

CONTRACT NUMBER: 
GS11 POOMQD0098 

LOCATION: 725 17TH Street NW. Washington, DC 

DATE: 12 May 01 

ACT NUMBER: 
PO2642534 

Sample 
Type 

DCON 

CB 

STA 

DCON 

CB 

Location 

New Executive Office Building: Room 
6026D inside clean room of decon if 

containment C 

New Executive Office Building: Room 
6026D adj. To containment C 

New Executive Office Building: Room 
61 01 inside containment E 

New Executive Office Building: Room 
6101 inside clean room of decon of 

containment E 

New Executive Office Building: Room 
61 01 adj. To containment E 

Fibers I 
100 fields 

5.0 

7.0 

9.0 

3.0 

4.0 

Flow rate Fiber I 
cc 

<0.004 

0.004 

0.026 

<0.006 

<0.006 

on 

10.0 

10.0 

3.0 

10.0 

10.0 

Liters 

900 

900 

171 

570 

570 

off 

10.0 

10.0 

3.0 

10.0 

10.0 

Minutes 
elapsed 

90 

90 

57 

57 

57 

Time 

on 

8:25 
am 

8:25 
am 

9:48 
am 

9:48 
am 

9:48 
am 

off 

9:55 
am 

9:55 
am 

10:45 
am 

10:45 
am 

10:45 
am 



lndustrial Hygiene Technologies, Inc. 
Environmental & lndustrial Hygiene Consultants 

ASBESTOS ABATEMENT MONITORING DAILY CHECKLIST & LOG OF EVENTS 

Page 10 of 11 

CLIENT: GSA, NCR, SDS, WPYG 

Signature of Inspector/Project Monitor: =I&- Date: 12Mav 01 

Project Monitor: Derek Green Training Cert.1 License No: 01 -0897 
(Printrype) (Printrype) 

ORDER 
NUMBER: P-11-01-DC-0101 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

BUILDING: New Executive Office Bldg: 

PROJECT: 6m Floor Fan Coil Unit Replacement Project 

CONTRACT NUMBER: 
GS11 POOMQD0098 

LOCATION: 725 17TH Street NW. Washington, DC 

DATE: 12 May 01 

ACT NUMBER: 
PO2642534 



Industrial Hygiene Technologies, Inc. 
Environmental & Industrial Hygiene Consultants 

ASBESTOS ABATEMENT MONITORING DAILY CHECKLIST & LOG OF EVENTS 

CLIENT: GSA, NCR, SDS, WPYG 

Page 11 of 11 

- 
L A !  PCM SAMPLE LOG 

Microscopist: 
(sign) 

Signature of InspectorIProject Monitor: - ~ k % - -  Date: 12Mav 01 

ORDER 
NUMBER: P-11-01-DC-0101 

Sample Number 

051201 .GSA.PCM. 
REM.26.DG 

- 

051201 .GSA.PCM. 
REM.27.DG 

051 201 .GSA.PCM. 
REM.28. DG 

Project Monitor: Derek Green Training Cert.1 License No: 01 -0897 
(Printflype) (Printrype) 

BUILDING: New Executive Office Bldg: 

PROJECT: 6"' Floor Fan Coil Unit Replacement Project 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

CONTRACT NUMBER: 
GS11 POOMQD0098 

LOCATION: 725 17'" Street NW. Washington, DC 

DATE: 12 May 01 

Sample 
Type 

REM 

REM 

REM 

ACT NUMBER: 
PO2642534 

Location 

New Executive Office Building: Room 
6026 

New Executive Office Building: 7th 
floor inside hall adj. To Room 701 7 

New Executive Office Building: 5'h 
floor inside hall adj. To Room 501 7 

Flow rate 

on 

5.0 

5.0 

5.0 

Fiber 1 
cc 

<0.006 

<0.006 

~0 .006  

off 

5.0 

5.0 

5.0 

Fibers / 
100 fields 

5.0 

3.0 

4.0 

Time Minutes 
elapsed 

120 

120 

120 

on 

10:31 
am 

10:35 
am 

10:37 
am 

Liters 

600 

600 

600 

off 

12:31 
Pm 

12:35 
Pm 

12:37 
Pm 



lndustrial Hygiene Technologies, Inc. 
Environmental & lndustrial Hygiene Consultants 

PRE-ABATEMENT CHECKLIST & LOG 

CLIENT: GSA, NCR, SDS, WPYG 

Page 1 of 2 

Signature of InspectorIProject Monitor: T~JL Date: 12Mav 01 

REMOVAL CONTRACTOR: Hillian 

CONTRACTOR SUPERVISOR: Silibo Costo 

Project Monitor: Derek Green Training Cert.1 License No: 01 -0897 
(Printnype) (Printpype) 

MONITORING CONTRACTOR: 
INDUSTRIAL HYGIENE TECHNOLOGIES, INC. 

TIME START: 0615 TIME COMPLETE: 1500 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

ACT NUMBER: 
PO2642534 

ORDER 
NUMBER: P-11-01-DC-0101 

BUILDING: New Executive Office Bldg: 

PROJECT: 6TH Floor Fan Coil Unit Replacement Project 

CONTRACT NUMBER: 
GS11 POOMQD0098 

LOCATION: 725 17TH Street NW. Washington, DC 

DATE: 12 Feb 01 

ABATEMENT SCOPE OF WORK: Commence demolition for potential Class I removal operations 

TYPE OF ASBESTOS MATERIAL 
TO BE ABATED 

Category 1 Friable QTY. OF ASBESTOS 
MATERIAL TO BE ABATED 

OSHA ACTIVITY 
CLASSIFICATION 

Unknown 

CLASS Ill CLASS l CLASS IV 

INSPECTION 
CATEGORY 

WORK SITE 
ISOLATION 

SIGNAGE 

MARK W/ X, MARK 

X 

ACTIVITY TO BE CHECKED 

BARRIER TAPE TO ISOLATE STAGING AREA AND DECON 

FULL CONTAINMENT 

NEGATIVE PRESSURE -0.02 MINIMUM 

FOUR AIR CHANGES PER HOUR 

CRITICAL BARRIERS INTACT (DUCTS, WINDOWS, DOORS, ALL 
PENETRATIONS) 

FLOOR COVERED 

WALLS COVERED 

AREA VENTILATION OFF & VENTS COVERED 

GLOVEBAGS SMOKE TESTED AND FOUND SATISFACTORY 

CAUTION SIGNS AT STAGING AREA 

OSHA SIGN (ASBESTOS) AT ENTRANCES TO WORK AREA 

WASTE CONTAINERS LABELED PER NESHAP & GENERATOR 

HVAC SYSTEM TAGGED OUT 

NO SMOKING, EATING OR DRINKING IN THE WORK AREA 

NA IF NOT REQUIRED/UTILIZED, EXPLAIN DEVIATIONS IN LOG 

CLASS ll 

WITHIN 
LIMITS 

N/A 

MINI 

X 

X 

X 

X 

X 

X 

NIA 

X 

X 

X 

X 

X 

DEVIATION 



Industrial Hygiene Technologies, Inc. 
Environmental & Industrial Hygiene Consultants 

INSPECTION 

WORKER 
PROTECTION 

ACT NUMBER: 
PO2642534 

CLIENT: GSA, NCR, SDS, WPYG 

-- -- - 

HIGH-SPEED ABRASIVE DISC SAWS, COMPRESSED AIR, DRY 
SWEEPING, SHOVELING, EMPLOYEE ROTATION - NOT TO BE USED - I X  I 

INSPECTION 
CATEGORY 

LABELED WASTE CONTAINERS ON SITE X 
I I 

ORDER 
NUMBER: P-11-01 -DC-0101 

BUILDING: New Executive Office Bldg: 

PROJECT: 6TH Floor Fan Coil Unit Replacement Project 

WITHIN 
LIMITS 

ACTIVITY TO BE CHECKED 

HEPA VACUUM FOUND WORKING AND ACCEPTABLE X 

ACCESS TO WATER FOR WET METHODS X 

CONTRACT NUMBER: 
GS11 POOMQD0098 

LOCATION: 725 17'" Street NW. Washington, DC 

DATE: 12 Feb 01 

DEVIATION 

AIRLESS SPRAYER WORKING AND IN WORK AREA X 

DISPOSABLE COVERALLS & BOOT COVERS X 

TYPE RESPIRATOR: %face APR 
FILTER: P-100 

HEAD PROTECTION 

EYE PROTECTION 

SHOWERS 

WORK HABITS r 
I SAFETY 

MEETING 

FUNCTIONING 

HOT AND COLD RUNNING WATER 

N/A 

N/A 

WATER COLLECTION / FILTERING DEVICE FUNCTIONAL X 

HOUSE KEEPING - MATERIALS AND EQUIPMENT STORED. LOCKERS 
AND PERSONAL ITEM CONTAINERS 

COMPETENT PERSON HAS CONDUCTED A SAFETY MEETING 

I I 1 
X 

X 

BASELINE 
MONITORING 

PROJECT 
DESIGN 

MARK W/ X, MARK N/A IF NOT REQUIREDIUTILIZED, EXPLAIN DEVIATIONS IN LOG 

See Asbestos Abatement Monitoring Checklist and Log of Events- for details concerning project. 

DOCUMENTS 

Page 2 of 2 

BASELINE MONITORING CONDUCTED PRIOR TO START OF 
PREPARATIONS 

PROJECT DESIGN ON SITE, AND ALL PREPARATIONS COMPLETED IN 
ACCORDANCE WITH DESIGN 

Signature of Inspector/Project Monitor: ~>UL Date: 12Mav 01 

X 

X 

NOTIFICATION, PERMIT, ABATEMENT PLAN, CONTRACTOR LICENSE, 
SUPERVISOR LICENSE, WORKER LICENSE, TRAINING, & MEDICAL, 
FIT TEST DOCUMENTATION ON SlTE AND IN ORDER 

Project Monitor: Derek Green Training Cert.1 License No: 01 -0897 
(Printpype) (PrintiType) 

X 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 



lndustrial Hygiene Technologies, lnc. 
Environmental & lndustrial Hygiene Consultants 

PRE-ABATEMENT CHECKLIST & LOG 

CLIENT: GSA, NCR, SDS, WPYG 

Page 1 of 6 

REMOVAL CONTRACTOR: Hillian 

CONTRACTOR SUPERVISOR: 

Silibo Costo 

Signature of Inspector/Project Monitor: iL-i2ik- Date: 09 Feb 01 

ORDER 
NUMBER: P-11-01-DC-0101 

Project Monitor: Derek Green Training Cert.1 License No: 01 -0897 
(Printpype) (Printpype) 

BUILDING: New Executive Office Bldg: 

PROJECT: 6Ih Floor Fan Coil Unit Replacement Project 

MONITORING CONTRACTOR: 
INDUSTRIAL HYGIENE TECHNOLOGIES, INC. 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

CONTRACT NUMBER: 
GS11 POOMQD0098 

LOCATION: 725 17'" Street NW. Washington, DC 

DATE: 11 May 01 

TIME START: 1830 

ABATEMENT SCOPE OF WORK: Prep work for Class I removal operations 

ACT NUMBER: 
PO2642534 

TIME COMPLETE:2130 

Unknown TYPE OF ASBESTOS MATERIAL 
TO BE ABATED 

Category 1 Friable 

OSHA ACTIVITY 
CLASSIFICATION 

QTY. OF ASBESTOS 
MATERIAL TO BE ABATED 

CLASS l 

INSPECTION 
CATEGORY 

WORK SITE 
ISOLATION 

SIGNAGE 

MARK WI X, MARK 

X CLASS ll 

DEVIATION 

X- Prep Work 

X- Prep Work 

X- Prep Work 

X- Prep Work 

X- Prep Work 

X- Prep Work 

X- Prep Work 

X- Prep Work 

X- Prep Work 

X- Prep Work 

X- Prep Work 

X- Prep Work 

X- Prep Work 

X- Prep Work 

ACTIVITY TO BE CHECKED 

BARRIER TAPE TO ISOLATE STAGING AREA AND DECON 

FULL CONTAINMENT 

NEGATIVE PRESSURE -0.02 MINIMUM 

FOUR AIR CHANGES PER HOUR 

CRITICAL BARRIERS INTACT (DUCTS, WINDOWS, DOORS, ALL 
PENETRATIONS) 

FLOOR COVERED 

WALLS COVERED 

AREA VENTILATION OFF &VENTS COVERED 

GLOVEBAGS SMOKE TESTED AND FOUND SATISFACTORY 

CAUTION SIGNS AT STAGING AREA 

OSHA SIGN (ASBESTOS) AT ENTRANCES TO WORK AREA 

WASTE CONTAINERS LABELED PER NESHAP & GENERATOR 

HVAC SYSTEM TAGGED OUT 

NO SMOKING, EATING OR DRINKING IN THE WORK AREA 

NA IF NOT REQUIREDIUTILIZED, EXPLAIN DEVIATIONS IN LOG 

WITHIN 
LIMITS 

CLASS Ill CLASS IV 



lndustrial Hygiene Technologies, Inc. 
Environmental & lndustrial Hygiene Consultants 

PRE-ABATEMENT CHECKLIST & LOG 

Page 2 of 6 

CLIENT: GSA, NCR, SDS, WPYG 

Signature of Inspector/Project Monitor: Date: 09 Feb 01 

CONTRACT NUMBER: 
GS11 POOMQD0098 

m D E R  
NUMBER: P-11-01-DC-0101 

INSPECTION 
CATEGORY 

INSPECTION 

WORKER 
PROTECTION 

SHOWERS 

WORK HABITS 

SAFETY 
MEETING 

BASELINE 
MONITORING 

PROJECT 
DESIGN 

DOCUMENTS 

MARK W/ X, MARK 

Project Monitor: Derek Green Training Cert.1 License No: 01 -0897 
(Printflype) (Printrype) 

ACT NUMBER: 
PO2642534 

BUILDING: New Executive Office Bldg: 

PROJECT: 6m Floor Fan Coil Unit Replacement Project 

WITHIN 
LIMITS 

X 

X 

X 

X 

X 

ACTIVITY TO BE CHECKED 

HIGH-SPEED ABRASIVE DISC SAWS, COMPRESSED AIR, DRY 
SWEEPING, SHOVELING, EMPLOYEE ROTATION - NOT TO BE USED 

LABELED WASTE CONTAINERS ON SITE 

HEPA VACUUM FOUND WORKING AND ACCEPTABLE 

ACCESS TO WATER FOR WET METHODS 

AIRLESS SPRAYER WORKING AND IN WORK AREA 

DISPOSABLE COVERALLS & BOOT COVERS 

PROPER NlOSH RESPIRATORS 
TYPE RESPIRATOR: 
FILTER: 

HEAD PROTECTION 

EYE PROTECTION 

FUNCTIONING 

HOT AND COLD RUNNING WATER 

WATER COLLECTION 1 FILTERING DEVICE FUNCTIONAL 

HOUSE KEEPING - MATERIALS AND EQUIPMENT STORED. LOCKERS 
AND PERSONAL ITEM CONTAINERS 

COMPETENT PERSON HAS CONDUCTED A SAFETY MEETING 

BASELINE MONITORING CONDUCTED PRIOR TO START OF 
PREPARATIONS 

PROJECT DESIGN ON SITE, AND ALL PREPARATIONS COMPLETED IN 
ACCORDANCE WITH DESIGN 

NOTIFICATION, PERMIT, ABATEMENT PLAN, CONTRACTOR LICENSE, 
SUPERVISOR LICENSE, WORKER LICENSE, TRAINING, & MEDICAL, 
FIT TEST DOCUMENTATION ON SlTE AND IN ORDER 

N/A IF NOT REQUIRED/UTILIZED, EXPLAIN DEVIATIONS IN LOG 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -9015, Fax (703) 541 -9019 

LOCATION: 725 17'" Street NW. Washington, DC 

DATE: 11 May 01 

DEVIATION 

X- Prep Work 

X- Prep Work 

X- Prep Work 

X- Prep Work 

X- Prep Work 

X- Prep Work 

X- Prep Work 

X- Prep Work 

X- Prep Work 

X- Prep Work 

X- Prep Work 

X- Prep Work 



lndustrial Hygiene Technologies, lnc. 
Environmental & lndustrial Hygiene Consultants 

PRE-ABATEMENT CHECKLIST & LOG 

DAILY LOG OF EVENTS 

Remediation Activities 

ACT NUMBER: 
PO2642534 

1830:Hillian on site New Executive Office Building 725 17TH Street NW Washington DC . Silibo Costo Hillian 
superintendent informs IHT that Hillian shall be commencing prepwork for ACM Class I removal operations 
using Mini-Containments, hand tools, and wet methods. These removal activities are to occur in 6TH Floor 
Room 6025, 6026, and 6101 Mini-Containment Work Area's A, B, C, D, E, & F. 

CONTRACT NUMBER: 
GS11 POOMQD0098 

CLIENT: GSA, NCR, SDS, WPYG 

1935: Hillian workers mobilize and commence prepwork in 7TH Floor Room 6025 and 6026. Mini-Containment Work 
Area's A, B, C, and D. Hillian will prep Mini-Containment Area's E and F in room 6101 tomorrow 511 2/01. 

ORDER 
NUMBER: P-11-01-DC-0101 

BUILDING: New Executive Office Bldg: 

PROJECT: 6m Floor Fan Coil Unit Replacement Project 

21 15: Hillian workers halt prep work operations. Hillian to return to site tomorrow 5/12/01 @ 6:30AM to continue 
prepwork operations and commence TSI fitting removal. 

LOCATION: 725 17TH Street NW. Washington, DC 

DATE: 11 May 01 

2130: Hillian departed the site. 

Sampling 

1830: IHT on site to perform area air monitoring and abatement quality control. 

1900: IHT began sampling. 

21 30: IHT completed sampling. IHT off site. 

Inspections 

No inspections necessary. 

Comments 

Hillian Prepwork operations proceeded without incident. 

PCM pre abatement air sample analysis preformed: IHT reported no elevated sample results: All area samples 
reported airborne fiber concentration levels below 0.01 fiberslcc. Deemed Satisfactory. 

Page 3 of 6 

Signature of Inspector/Project Monitor: i ) k ~  Date: 09 Feb 01 

Project Monitor: Derek Green Training Cert.1 License No: 01 -0897 
(PrinUype) (Prinflype) 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 



lndustrial Hygiene Technologies, Inc. 
Environmental & lndustrial Hygiene Consultants 

CLIENT: GSA, NCR, SDS, WPYG 

Page 4 of 6 

Signature of Inspector/Project Monitor: Date: 09 Feb 01 

ORDER 
NUMBER: P-11-01-DC-0101 

- 

n L G P - - -  PCM SAMPLE LOG 
Microscopist: 

(sign) 

Project Monitor: Derek Green Training Cert.1 License No: 01-0897 
(PrintRype) (Pr~ntiType) 

BUILDING: New Executive Office Bldg: 

PROJECT: 6"' Floor Fan Coil Unit Replacement Project 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

CONTRACT NUMBER: 
GS11 POOMQD0098 

LOCATION: 725 17'" Street NW. Washington, DC 

DATE: 11 May 01 

Sample Number 

051 101 .GSA.PCM. 
PRE.01 .DG 

051 101 .GSA.PCM. 
PRE.02.DG 

051 101 .GSA.PCM. 
PRE.03.DG 

051 101 .GSA.PCM. 
PRE.04.DG 

051 101 .GSA.PCM. 
PRE.05.DG 

ACT NUMBER: 
PO2642534 

Sample 
Type 

PRE 

- - 

PRE 

PRE 

PRE 

PRE 

Location 

New Executive Off~ce Building: 
Room 6025N adj. To work area A 

p p p p p  

New Execut~ve Off~ce Budding: 
Room 6025N adj. To work area A 

New Executive Office Building: 
Room 6025M adj to Work Area B 

New Executive Off~ce Building: 
Room 6025M adj to Work area B 

New Executive Office Build~ng: 
Room 6025 adj to room 6025M 

and 6025N 

Fibers 1 
100 fields 

7.0 

4.5 

8.0 

4.0 

3.0 

Fiber I 
cc 

0.003 

<0.003 

0.004 

<0.003 

<0.003 

Liters 

1200 

ppp 

1200 

11 10 

11 10 

1080 

Flow rate 
- 

on 

10.0 

10.0 

10.0 

10.0 

10.0 

Minutes 
elapsed 

120 

120 

111 

11 1 

108 

off 

10.0 

10.0 

10.0 

10.0 

10.0 

Time 

on 

7:00 
Pm 

7:00 
Pm 

7:10 
Pm 

7:10 
Pm 

7:15 
Pm 

off 

9:00 
Pm 

9:00 
Pm 

9:01 
Pm 

9:01 
Pm 

9'03 
Pm 



Industrial Hygiene Technologies, Inc. 
Environmental & Industrial Hygiene Consultants 

PRE-ABATEMENT CHECKLIST & LOG 

- 

Page 5 of 6 

CLIENT: GSA, NCR, SDS, WPYG 

Signature of InspectorIProject Monitor: Date: 09 Feb 01 

.. 

- - l Z 2 ~  PCM SAMPLE LOG 
Microscopist: 

(sign) 

Project Monitor: Derek Green Training Cert.1 License No: 01 -0897 
(PrintlType) (Printnype) 

ORDER 
NUMBER: P-11-01-DC-0101 

Sample Number 

051 101 .GSA.PCM. 
PRE.06.DG 

051 101 .GSA.PCM. 
PRE.07.DG 

051 101 .GSA.PCM. 
PRE.08.DG 

051 101 .GSA.PCM. 
PRE.09.DG 

051 101 .GSA.PCM. 
PRE.l O.DG 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

BUILDING: New Executive Office Bldg: 

PROJECT: 6Ih Floor Fan Coil Unit Replacement Project 

CONTRACT NUMBER: 
GS11 POOMQD0098 

LOCATION: 725 17TH Street NW. Washington, DC 

DATE: 11 May 01 

ACT NUMBER: 
PO2642534 

Fiber / 
cc 

0.003 

0.004 

0.004 

0.005 

<0.003 

Sample 
Type 

PRE 

PRE 

PRE 

PRE 

PRE 

Location 

New Executive Office Building: 6th 
floor inside hall adj. To Room 

6025and6026 

New Executive Office Building: 
Room 6026 adj to 6026D and 

6026E 

New Executive Office Building: 
Room 6026D adj to Work area C 

New Executive Office Building: 
Room 6026D adj to Work Area C 

New Executive Office Building: 
Room 6026C adj to Work Area D 

Flow rate 

on 

10.0 

10.0 

10.0 

10.0 

10.0 

off 

10.0 

10.0 

10.0 

10.0 

10.0 

Time Minutes 
elapsed 

106 

104 

102 

102 

99 

on 

7:18 
Pm 

7:21 
Pm 

7:25 
Pm 

7:25 
Pm 

7:30 
Pm 

off 

9:04 
Pm 

9:05 
Pm 

9:07 
Pm 

9:07 
Pm 

9:09 
Pm 

Liters 

1060 

1040 

1020 

1020 

990 

Fibers I 
100 fields 

7.5 

8.0 

8.5 

10.0 

5.0 



Industrial Hygiene Technologies, lnc. 
Environmental & Industrial Hygiene Consultants 

PRE-ABATEMENT CHECKLIST & LOG 

-- 

CLIENT: GSA, NCR, SDS, WPYG 

Page 6 of 6 

DIL PCM SAMPLE LOG 
Microscopist: 

(sign) 

Signature of Inspector/Project Monitor: Date: 09 Feb 01 

ORDER 
NUMBER: P-11-01-DC-0101 

Project Monitor: Derek Green Training Cert.1 License No: 01 -0897 
(Printrype) (Printrype) 

BUILDING: New Executive Office Bidg: 

PROJECT: 6m Floor Fan Coil Unit Replacement Project 

Fiber / 
cc 

<0.003 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

CONTRACT NUMBER: 
GS11 POOMQD0098 

LOCATION: 725 17'" Street NW. Washington, DC 

DATE: 11 May 01 

Fibers / 
100 fields 

4.0 

Sample Number 

051 101 .GSA.PCM. 
PRE.l l  .DG 

ACT NUMBER: 
PO2642534 

Sample 
Type 

PRE 

Liters 

990 

Location 

New Executive Office Building: 
Room 6026C adj to Work Area D 

Flow rate 

on 

10.0 

Minutes 
elapsed 

99 

off 

10.0 

Time 

on 

7:30 
Pm 

off 

9:09 
Pm 



GSA National Capital Region - Public Buildings Service 
Safety, Environment & Fire Protection Branch (WPYG) 

JULY 16,2001 

MEMORANDUM TO: KERRY BONOS 
WHITE HOUSE SDT (WPW) 

GALEN GREEN 
WHITE HOUSE PROJECTS OFFICE (WPW) 

FROM: 

SUBJECT: 

TIM SLEETH, INDUSTRIAL HYGIENIST y-m 
SAFETY, ENVIRONMENT AND 
FIRE PROTECTION BRANCH (WPYG) 

ASBESTOS ABATEMENT MONITORING 
FAN COIL REPLACEMENT PROJECT-CHILLED WATERIHOT 
WATER SUPPLY LINE ACCESS DOOR INSTALLATION 
7TH FLOOR, ROOM 7025 
NEW EXECUTIVE OFFICE BUILDING (NEOB) 
725 1 7TH ST., NW 
WASHINGTON, DC 

On June 9th, 200 1, Industrial Hygiene Technology, Inc. monitored the abatement of known 
asbestos-containing materials (ACMs) from the New Executive Office Building (NEOB), located 
at 725 17 '~  St., NW, Washington, DC. During abatement operations asbestos containing thermal 
system insulation, overspray, and fire retardant debris was removed from Room 7025. 

Asbestos abatement activities were conducted utilizing negative pressure "mini-enclosures". 
Additionally, wet methods and HEPA (High Efficiency Particulate Air) vacuums were utilized 
during abatement operations to control fiber release. During asbestos abatement operation 
workers utilized protective clothing and half-face HEPA respirators. 

Air monitoring samples were collected and analyzed on site by Phase Contrast Microscopy 
(PCM), NIOSH 7400 Method. All air samples collected outside the work area and final clearance 
air samples yielded results below then Reoccupancy Standard of <0.01 fiberslcc. Please retain a 
copy of this report for your asbestos facility files. 

Should you have any questions please contact me at (202) 708-5257. 



lndustrial Hygiene Technologies, Inc. 
Environmental & lndustrial Hygiene Consultants 

Report prepared for: CCA K- go 
GSA, NCR, Service Delivery Support 

Safety, Environmental, & Fire G. t%cfCd 
7th & D Streets, SW 

Room 2080 
Washington, D.C. 20407 

PROJECT PROGRESS / CLOSEOUT REPORT 

Site Name: New Executive Office Building 

Project Name: Fan Coil Unit Replacement Project - Chilled Water / Hot Water 
Supply Line Access Door Installation, Asbestos Hazard Reduction 

Work Area Location: 7TH Floor Room 7025 Mini-Containment Work Area's A, B, C, D, & E 

Order Number: Contract Number: ACT Number: 
P-11-01 -DC-0107 GS11 POOMQD0098 PO2642534 

Project Date (s): June 8 & 9,2001 

Sampling Conducted: Pre-abatement, Area, Work Area, Remote, and Final Clearance 
Monitoring - PCM Analysis (NIOSH 7400 Method) 

Project Description: Industrial Hygiene Technologies, Inc. (IHT) was retained to 
conduct asbestos abatement project monitoring and design 
conformance control during the demolition of perimeter walls to 
allow for future installation of perimeter wall plumbing access 
doors associated with the New Executive Office Building Fan Coil 
Unit replacement Project. 

Hillian Brothers, Inc. was retained to erect mini-negative pressure 
enclosures to be used in the demolition of perimeter plaster walls, 
cleaning of plumbing chases, and removal of asbestos TSI, as 
encountered. Known asbestos hazards associated with this 
project include over-spray / delaminated spray applied asbestos 
fire retardant, cementitious fittings, pipe insulation, and 
contaminated debris. Hillian Brothers is utilizing asbestos 
engineering controls to ensure demolition activities which may 
disturb friable asbestos materials and contaminated debris within 
the chases, do not contaminate adjacent office areas. When 
encountered, asbestos is removed using wet methods. 
Regardless of the existence of asbestos TSI on plumbing, each 
chase area is presumed to be contaminated with asbestos fire 
retardant, and decontaminated. 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541-9015, Fax (703) 541-9019 Page 1 



Industrial Hygiene Technologies, Inc. 
Environmental & lndustrial Hygiene Consultants 

Report Prepared for: 
GSA, NCR, Service Delivery Support 

Safety, Environmental, & Fire 
7'h & D Streets, SW 

Room 2080 
Washington, D.C. 20407 

Project De 
Continued: 

Deviations: 

lscription Work began at 6:30 pm, June 8, 2001. Preparation of the work 
area, and pre-abatement monitoring were conducted. All work was 
conducted as per abatement plan, with the exception of fan coil unit 
decontamination. Fan coil units are protected and covered during 
these operations. Work to clean fan coil units will take place during 
another phase of the project. 

The following work shift began at 6:30am, June 9,2001 and involved 
lock-out / tag-out of the HVAC systems, additional preparations, 
demolition of perimeter walls, decontamination of wall chases, and 
removal of cementitious fittings. 

IHT conducted sampling in each of 5 mini-containments, (7TH Floor 
Room 7025 Mini-Containment Work Area's A, 9, C, D, & E), within 
each separate office, at AFD Exhaust, remotely within adjacent 
hallways, outside the work area, and on the floors above and below. 
The sampling plan was developed by Mark Sovich, Michael 
MacCabe, and Ryan Reed during a pre-work walkthrough conducted 
February 9,2001. The sampling plan involves assessment of each 
functional area of abatement, within the control areas, staging areas, 
AFD exhaust, and remotely such that the "sampling train" is 
sufficient to rapidly assess and delineate fiber migration, should a 
fiber release episode occur during the operation. Immediate 
analysis of samples mid and end of shift is conducted to ensure 
safety of un-protected workers outside of the control area, and rapid 
response to fiber release. 

Work was completed and asbestos contractor fully completed with 
abatement work by 12:30 PM 06/09/01. All work was completed as 
per modified scope of work / abatement plan. Final clearance was 
achieved within each NPE with all results reported below 0.01 F/cc. 

Particulate overload of work area samples occurred. These 
elevated concentrations were likely due to insufficient dust control 
utilized during the cutting of wall surfaces to allow for installation of 
doors. IHT highly recommends utilization of "airless" type spraying 
devices to suppress dust for future work. 

The GSA scope of work specifies cleaning of the Fan Coil Units. 
This work will be conducted during a future phase of the project. Due 
to the size of each mini-containment, 2 final clearance samples were 
utilized to clear each containment. This is a deviation from the GSA 
clearance protocol, but in conformance with District of Columbia 
Asbestos Regulation. Deviation was taken with approval of GSA, 
and as the change was in compliance with applicable regulations, 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541-901 9 Page 2 



lndustrial Hygiene Technologies, Inc. 
Environmental & lndustrial Hygiene Consultants 

Report Prepared for: 
GSA, NCR, Service Delivery Support 

Safety, Environmental, & Fire 
71h & D Streets, SW 

Room 2080 
Washington, D.C. 20407 

provided adequate assessment for completion, facilitated timely 
project completion, and provided significant overall cost savings for 
the client. 

Installation of access hatch doors took place after encapsulation, 
prior to final clearance. Access hatches were opened, and final 
clearance requested. 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541-9015, Fax (703) 541-9019 Page 3 



Industrial Hygiene Technologies, Inc. 
Environmental & Industrial Hygiene Consultants 

PRE-ABATEMENT CHECKLIST & LOG 

Page 1 of 6 

ACT NUMBER: 
PO2642534 

REMOVAL CONTRACTOR: H~l l~an 

CONTRACTOR SUPERVISOR: Sll~bo Costo 

Signature of InspectorIProject Monitor: 7>&!ggi7- Date: 08 June 01 

CONTRACT NUMBER: 
GS11 POOMQD0098 

CLIENT: GSA, NCR, SDS, WPYG 

Project Monitor: Derek Green Training Cert.1 License No: 01 -0897 
(Printpype) (Printrype) 

ORDER 
NUMBER: P-11-01-DC-0101 

BUILDING: New Executive Office Bldg: 

PROJECT: 7" Floor Fan Coil Unit Replacement Project 

MONITORING CONTRACTOR: 
INDUSTRIAL HYGIENE TECHNOLOGIES, INC 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

LOCATION: 725 17TH Street NW. Washington, DC 

DATE: 08 June 01 

TIME START: 1830 

ABATEMENT SCOPE OF WORK: Prep work for Class I removal operattons 

TIME COMPLETE:2100 

Unknown TYPE OF ASBESTOS MATERIAL 
TOBEABATED 

Category 1 Friable QTY. OF ASBESTOS 
MATERIAL TO BE ABATED 

CLASS IV OSHA ACTIVITY 
CLASSIFICATION 

CLASS I 

INSPECTION 
CATEGORY 

WORK SITE 
ISOLATION 

SIGNAGE 

MARK W/ X, MARK 

X 

ACTIVITY TO BE CHECKED 

BARRIER TAPE TO ISOLATE STAGING AREA AND DECON 

FULL CONTAINMENT 

NEGATIVE PRESSURE -0 02 MINIMUM 

FOUR AIR CHANGES PER HOUR 

CRITICAL BARRIERS INTACT (DUCTS, WINDOWS, DOORS, ALL 
PENETRATIONS) 

FLOOR COVERED 

WALLS COVERED 

AREA VENTILATION OFF & VENTS COVERED 

GLOVEBAGS SMOKE TESTED AND FOUND SATISFACTORY 

CAUTION SIGNS AT STAGING AREA 

OSHA SIGN (ASBESTOS) AT ENTRANCES TO WORK AREA 

WASTE CONTAINERS LABELED PER NESHAP & GENERATOR 

HVAC SYSTEM TAGGED OUT 

NO SMOKING, EATING OR DRINKING IN THE WORK AREA 

NA IF NOT REQUIREDIUTILIZED, EXPLAIN DEVIATIONS IN LOG 

CLASS11 

WITHIN 
LIMITS 

CLASS Ill 

DEVIATION 

X- Prep Work 

X- Prep Work 

X- Prep Work 

X- Prep Work 

X- Prep Work 

X- Prep Work 

X- Prep Work 

X- Prep Work 

X- Prep Work 

X- Prep Work 

X- Prep Work 

X- Prep Work 

X- Prep Work 

X- Prep Work 



Industrial Hygiene Technologies, Inc. 
Environmental & Industrial Hygiene Consultants 

PRE-ABATEMENT CHECKLIST & LOG 

Page 2 of 6 

ACT NUMBER: 
PO2642534 

Signature of Inspector/Project Monitor: \2w- Date: 08 June 01 

CONTRACT NUMBER: 
GS11 POOMQD0098 

CLIENT: GSA, NCR, SDS, WPYG 

INSPECTION 
CATEGORY 

INSPECTION 

WORKER 
PROTECTION 

SHOWERS 

WORK HABITS 

SAFETY 
MEETING 

BASELINE 
MONITORING 

PROJECT 
DESIGN 

DOCUMENTS 

MARK WI X, MARK 

Project Monitor: Derek Green Training Cert.1 License No: 01 -0897 
(Printpype) (Printffype) 

ORDER 
NUMBER: P-11-01-DC-0101 

BUILDING: New Executive Office Bldg: 

PROJECT: 7% Floor Fan Coil Unit Replacement Project 

WITHIN 
LIMITS 

X 

X 

X 

X 

X 

ACTIVITY TO BE CHECKED 

HIGH-SPEED ABRASIVE DISC SAWS, COMPRESSED AIR, DRY 
SWEEPING, SHOVELING, EMPLOYEE ROTATION - NOT TO BE USED 

LABELED WASTE CONTAINERS ON SITE 

HEPA VACUUM FOUND WORKING AND ACCEPTABLE 

ACCESS TO WATER FOR WET METHODS 

AIRLESS SPRAYER WORKING AND IN WORK AREA 

DISPOSABLE COVERALLS & BOOT COVERS 

PROPER NlOSH RESPIRATORS 
TYPE RESPIRATOR: 
FILTER. 

HEAD PROTECTION 

EYE PROTECTION 

FUNCTIONING 

HOT AND COLD RUNNING WATER 

WATER COLLECTION / FILTERING DEVICE FUNCTIONAL 

HOUSE KEEPING - MATERIALS AND EQUIPMENT STORED. LOCKERS 
AND PERSONAL ITEM CONTAINERS 

COMPETENT PERSON HAS CONDUCTED A SAFETY MEETING 

BASELINE MONITORING CONDUCTED PRIOR TO START OF 
PREPARATIONS 

PROJECT DESIGN ON SITE, AND ALL PREPARATIONS COMPLETED IN 
ACCORDANCE WITH DESIGN 

NOTIFICATION, PERMIT, ABATEMENT PLAN, CONTRACTOR LICENSE, 
SUPERVISOR LICENSE, WORKER LICENSE, TRAINING, & MEDICAL, 
FIT TEST DOCUMENTATION ON SlTE AND IN ORDER 

NIA IF NOT REQUIREDIUTILIZED, EXPLAIN DEVIATIONS IN LOG 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

LOCATION: 725 17TH Street NW. Washington, DC 

DATE: 08 June 01 

DEVIATION 

X- Prep Work 

X- Prep Work 

X- Prep Work 

X- Prep Work 

X- Prep Work 

X- Prep Work 

X- Prep Work 

X- Prep Work 

X- Prep Work 

X- Prep Work 

X- Prep Work 

X- Prep Work 



Industrial Hygiene Technologies, Inc. 
Environmental & Industrial Hygiene Consultants 

PRE-ABATEMENT CHECKLIST & LOG 

DAILY LOG OF EVENTS 

Remediation Activities 

ACT NUMBER: 
PO2642534 

1830: Hillian on site New Executive Office Building 725 17TH Street NW Washington DC . Silibo Costo Hillian 
superintendent informs IHT that Hillian shall be commencing prepwork for ACM Class I removal operations 
using Mini-Containments, hand tools, and wet methods. These removal activities are to occur in 7TH Floor 
Room 7025 Mini-Containment Work Area's A, B, C, D, and E. 

CONTRACT NUMBER: 
GSllPOOMQD0098 

CLIENT: GSA, NCR, SDS, WPYG 

1935: Hillian workers mobilize and commence prepwork in 7TH Floor Room 7025. Mini-Containment Work Area's A, 
B, C,D and E. 

ORDER 
NUMBER: P-11-01-DC-0101 

BUILDING: New Executive Office Bldg: 

PROJECT: 71h Floor Fan Coil Unit Replacement Project 

21 15: Hillian workers halt prep work operations. Hillian to return to site tomorrow 6/09/01 @ 6:30AM to continue 
prepwork operations and commence TSI fitting removal. 

LOCATION: 725 17TH Street NW. Washington, DC 

DATE: 08 June 01 

2200: Hillian departed the site. 

Sampling 

1830: IHT on site to perform area air monitoring and abatement quality control. 

1910: IHT began sampling. 

2100: IHT completed sampling. IHT off site. 

Inspections 

No inspections necessary. 

Comments 

Hillian Prepwork operations proceeded without incident. 

PCM pre abatement air sample analysis preformed: IHT reported no elevated sample results: All area samples 
reported airborne fiber concentration levels below 0.01 fiberslcc. Deemed Satisfactory. 

Page 3 of 6 

Signature of Inspector/Project Monitor: Date: 08 June 01 

Project Monitor: Derek Green Training Cert.1 License No: 01 -0897 
(PrinVType) (Printrype) 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 



Industrial Hygiene Technologies, lnc. 
Environmental & Industrial Hygiene Consultants 

060801 .GSA.PCM. 

Risers 16, 16A, 15, 14, 13 and 

Page 4 of 6 

ACT NUMBER: 
PO2642534 

I 

Signature of Inspector/Project Monitor: \/s&g%-- Date: 08 June 01 

CONTRACT NUMBER: 
GS11 POOMQD0098 

CLIENT: GSA, NCR, SDS, WPYG 

Project Monitor: Derek Green Training Cert.1 License No: 01 -0897 
(Prinnype) (PrintiType) 

O m E R  
NUMBER: P-11-01 -DC-0101 

BUILDING: New Executive Office Bldg: 

PROJECT: 7m Floor Fan Coil Unit Replacement Project 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

LOCATION: 725 17'" Street NW. Washington, DC 

DATE: 08 June 01 



Industrial Hygiene Technologies, Inc. 
Environmental & Industrial Hygiene Consultants 

PRE-ABATEMENT CHECKLIST & LOG 

CLIENT: GSA, NCR, SDS, WPYG 

Page 5 of 6 

Signature of InspectorlProject Monitor: iJl.d&=--- Date: 08 June 01 

ORDER 
NUMBER: P-11-01-DC-0101 

d 

'!/--A&- PCM SAMPLE LOG 
Microscopist: 

(sign) 

Project Monitor: Derek Green Training Cert.1 License No: 01 -0897 
(Printnype) (Printnype) 

BUILDING: New Executive Office Bldg: 

PROJECT: 7m Floor Fan Coil Unit Replacement Project 

Sample Number 

060801 .GSA.PCM. 
PRE.05.DG 

060801 .GSA.PCM. 
PRE.06.DG 

060801 .GSA.PCM. 
PRE.07.DG 

060801 .GSA.PCM. 
PRE.08.DG 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

CONTRACT NUMBER: 
GS11 POOMQD0098 

LOCATION: 725 17'" Street NW. Washington, DC 

DATE: 08 June 01 

ACT NUMBER: 
PO2642534 

Fibers1 
cc 

<0.005 

<0.005 

0.007 

0.008 

Sample 
TY pe 

PRE 

PRE 

PRE 

PRE 

Location 

New Executive Office Building: 
Room 7025 adj to work area C: 

Riser 12A and 12 

New Executive Office Building: 
Room 7025 adj. To work area C: 

Riser 12A and 12 

New Executive Office Building: 
Room 7025 adj to work area D: 

Risers 1 1A and 1 1 

New Executive Office Building: 
Room 7025 adj to Work area D: 

Risers 11A and 11 

Liters 

760 

760 

700 

700 

Fibers 1 
100 fields 

4.0 

4.5 

10.0 

11.5 

Flow rate 

on 

10.0 

10.0 

10.0 

10.0 

Minutes 
elapsed 

76 

76 

70 

70 

off 

10.0 

10.0 

10.0 

10.0 

Time 

on 

7:18 
Pm 

7:18 
Pm 

7:25 
Pm 

7:25 
Pm 

off 

8:34 
Pm 

8:34 
Pm 

8:35 
Pm 

8:35 
Pm 



Industrial Hygiene Technologies, lnc. 
Environmental & Industrial Hygiene Consultants 

PRE-ABATEMENT CHECKLIST & LOG 

Page 6 of 6 

ACT NUMBER: 
PO2642534 

CLIENT: GSA, NCR, SDS, WPYG 

D&-- PCM SAMPLE LOG 
Microscopist: 

(sign) 

Signature of Inspector/Project Monitor: !/&kl- Date: 08 June 01 

Sample Number 

060801 .GSA.PCM. 
PRE.09.DG 

060801 .GSA.PCM. 
PRE.1O.DG 

060801 .GSA.PCM. 
PRE.l l  .DG 

Project Monitor: Derek Green Training Cert.1 License No: 01 -0897 
(Prinuype) (PrinVype) 

ORDER 
NUMBER: P-11-01-DC-0101 

BUILDING: New Executive Office Bldg: 

PROJECT: Floor Fan Coil Unit Replacement Project 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

CONTRACT NUMBER: 
GSllPOOMQD0098 

LOCATION: 725 17'" Street NW. Washington, DC 

DATE: 08 June 01 

Sample 
Type 

PRE 

PRE 

PRE 

Location 

New Executive Office Building: 
Room 7025 adj to Work Area E: 

Risers 10A and 10 

New Executive Office Building: 
Room 7025 adj to Work Area E: 

Risers 10A and 10 

New Executive Office Building: 7th 
floor inside hall adj. To Room 

7025 

Flow rate 

on 

10.0 

10.0 

10.0 

off 

10.0 

10.0 

10.0 

Time Minutes 
elapsed 

70 

70 

66 

on 

7:27 
Pm 

7:27 
Pm 

7:32 
Pm 

. 
off 

8:37 
Pm 

8:37 
Pm 

8:38 
Pm 

Liters 

700 

700 

660 

Fibers / 
100 fields 

8.0 

7.5 

9.5 

Fibers/ 
cc 

0.006 

0.005 

0.007 



Industrial Hygiene Technologies, Inc. 
Environmental & Industrial Hygiene Consultants 

ASBESTOS ABATEMENT MONITORING DAILY CHECKLIST & LOG OF EVENTS 

Page 1 of 11 

ACT NUMBER: 
PO2642534 

Signature of Inspector/Project Monitor: mL Date: 09 June 01 

CONTRACT NUMBER: 
GS11 POOMQD0098 

CLIENT: GSA, NCR, SDS, WPYG 

REMOVAL CONTRACTOR: Hillian 

CONTRACTOR SUPERVISOR: Silibo Costo 

Project Monitor: Derek Green Training Cert.1 License No: 01 -0897 
(Printrype) (Printrype) 

ORDER 
NUMBER: P-11-01-DC-0101 

BUILDING: New Executive Office Bldg: 

PROJECT: Floor Fan Coil Unit Replacement Project 

TIME ON SITE: 0630 

MONITORING CONTRACTOR: 
INDUSTRIAL HYGIENE TECHNOLOGIES, INC. 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541-901 5, Fax (703) 541-9019 

LOCATION: 725 17'" Street NW. Washington, DC 
- 

DATE: 09 June 01 

TIME OFF SITE: 1400 TIME ON SITE: 0615 

ABATEMENT SCOPE OF WORK: Demolition, Decontamination w/ possible TSI removal 

GENERAL SHIFT WORK PLAN: (5) Mini-Containments w/ Non-ACM demolition & ACM decontamination 

TYPE AND QUANTITY OF ASBESTOS REMOVED THIS SHIFT: N/A 

TIME OFF SITE: 1230 

OSHA ACTIVITY 
CLASSIFICATION 

CLASS l 

INSPECTION 
CATEGORY 

WORK SITE 
ISOLATION 

SIGNAGE 

X 

MARK W/ X - EXPLAIN IN NOTES, MARK N/A IF NOT REQUIRED/UTILIZED, EXPLAIN DEVIATIONS IN LOG 

ACTIVITY TO BE CHECKED 

BARRIER TAPE 

FULL CONTAINMENT 

NEGATIVE PRESSURE -0.02 MINIMUM 

FOUR AIR CHANGES PER HOUR 

FLOOR COVERED 

WALLS COVERED 

CRITICAL BARRIERS INTACT 

AREA VENTILATION OFF & VENTS COVERED 

NEGATIVE PRESSURE GLOVEBAG USED 

CAUTION SIGNS AT STAGING AREA 

OSHA SIGN (ASBESTOS) AT ENTRANCES TO WORK AREA 

WASTE CONTAINERS LABELED PER NESHAP &GENERATOR 

HVAC TAG OUT 

CLASS Ill CLASS ll CLASS IV 

WITHIN 
LIMITS 

N/A 

Mini@) 

X 

X 

X 

X 

X 

X 

N/A 

X 

X 

X 

X 

PROBLEMS 
ENCOUNTERED 



Industrial Hygiene Technologies, lnc. 
Environmental & Industrial Hygiene Consultants 

PRE-ABATEMENT CHECKLIST & LOG 

CLIENT: GSA, NCR, SDS, WPYG 

Page 1 of 2 

REMOVAL CONTRACTOR: Hllllan 

CONTRACTOR SUPERVISOR: Slllbo Costo 

Signature of Inspector/Project Monitor: DL Date: 09 June 01 

ORDER 
NUMBER: P-11-01-DC-0101 

Project Monitor: Derek Green Training Cert.1 License No: 01 -0897 
(Printflype) (PrintTType) 

BUILDING: New Executive Office Bldg: 

PROJECT: 7TH Floor Fan Coil Unit Replacement Project 

MONITORING CONTRACTOR: 
INDUSTRIAL HYGIENE TECHNOLOGIES, INC 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

CONTRACT NUMBER: 
GS11 POOMQD0098 

LOCATION: 725 17TH Street NW. Washington, DC 

DATE: 09 June 01 

TIME START: 0615 

ABATEMENT SCOPE OF WORK: Commence demolltlon for potentlal Class I removal operations 

ACT NUMBER: 
PO2642534 

TIME COMPLETE: 1230 

TYPE OF ASBESTOS MATERIAL 
TOBEABATED 

Category 1 Friable 

OSHA ACTIVITY 
CLASSIFICATION 

QTY. OF ASBESTOS 
MATERIAL TO BE ABATED 

Unknown 

CLASS l 

INSPECTION 
CATEGORY 

WORK SITE 
ISOLATION 

SIGNAGE 

X 

MARK W/ X, MARK NA IF NOT REQUIRED/UTILIZED, EXPLAIN DEVIATIONS IN LOG 

ACTIVITY TO BE CHECKED 

BARRIER TAPE TO ISOLATE STAGING AREA AND DECON 

FULL CONTAINMENT 

NEGATIVE PRESSURE -0 02 MINIMUM 

FOUR AIR CHANGES PER HOUR 

CRITICAL BARRIERS INTACT (DUCTS, WINDOWS, DOORS, ALL 
PENETRATIONS) 

FLOOR COVERED 

WALLS COVERED 

AREA VENTILATION OFF & VENTS COVERED 

GLOVEBAGS SMOKE TESTED AND FOUND SATISFACTORY 

CAUTION SIGNS AT STAGING AREA 

OSHA SIGN (ASBESTOS) AT ENTRANCES TO WORK AREA 

WASTE CONTAINERS LABELED PER NESHAP &GENERATOR 

HVAC SYSTEM TAGGED OUT 

NO SMOKING, EATING OR DRINKING IN THE WORK AREA 

CLASS ll 

WITHIN 
LIMITS 

N/A 

MINI 

X 

X 

X 

X 

X 

X 

N/A 

X 

X 

X 

X 

X 

CLASS Ill 

DEVIATION 

-- 

CLASS lV 



jndustrial Hygiene Technologies, Inc. 
Environmental & Industrial Hygiene Consultants 

INSPECTION 
CATEGORY 

CLIENT: GSA, NCR, SDS, WPYG 

ACTIVITY TO BE CHECKED WITHIN 
LIMITS 

ORDER 
NUMBER: P-11-01 -DC-0101 

INSPECTION 

BUILDING: New Executive Office Bldg: 

PROJECT: 7TH Floor Fan Coil Unit Replacement Project 

HIGH-SPEED ABRASIVE DISC SAWS, COMPRESSED AIR, DRY 
SWEEPING, SHOVELING, EMPLOYEE ROTATION - NOT TO BE USED 

CONTRACT NUMBER: 
GS11 POOMQD0098 

LOCATION: 725 17'" Street NW. Washington, DC 

DATE: 09 June 01 

LABELED WASTE CONTAINERS ON SlTE 

ACT NUMBER: 
PO2642534 

HEPA VACUUM FOUND WORKING AND ACCEPTABLE 

ACCESS TO WATER FOR WET METHODS 

AIRLESS SPRAYER WORKING AND IN WORK AREA 

WORKER DISPOSABLE COVERALLS & BOOT COVERS 

PROTECTION 
PROPER NlOSH RESPIRATORS 
TYPE RESPIRATOR: lh face APR 
FILTER: P-100 

HEAD PROTECTION 

EYE PROTECTION 

SHOWERS FUNCTIONING 

HOT AND COLD RUNNING WATER 

WATER COLLECTION 1 FILTERING DEVICE FUNCTIONAL 

HOUSE KEEPING - MATERIALS AND EQUIPMENT STORED. LOCKERS 
AND PERSONAL ITEM CONTAINERS 

WORK HABITS 

SAFETY 
MEETING 

COMPETENT PERSON HAS CONDUCTED A SAFETY MEETING 

BASELINE 
MONITORING 

BASELINE MONITORING CONDUCTED PRIOR TO START OF 
PREPARATIONS 

Page 2 of 2 

Signature of Inspector/Project Monitor: Date: 09 June 01 

PROJECT 
DESIGN 

DOCUMENTS 

Project Monitor: Derek Green Training Cert.1 License No: 01 -0897 
(Printrype) (Prinflype) 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

MARK W/ X, MARK NIA IF NOT REQUIREDIUTILIZED, EXPLAIN DEVIATIONS IN LOG 

See Asbestos Abatement Monitoring Checklist and Log of Events- for details concerning project. 

PROJECT DESIGN ON SITE, AND ALL PREPARATIONS COMPLETED IN 
ACCORDANCE WITH DESIGN 

NOTIFICATION, PERMIT, ABATEMENT PLAN, CONTRACTOR LICENSE, 
SUPERVISOR LICENSE, WORKER LICENSE, TRAINING, & MEDICAL, 
FIT TEST DOCUMENTATION ON SlTE AND IN ORDER 

X 

X 



jndustrial Hygiene Technologies, Inc. 
Environmental & Industrial Hygiene Consultants 

ASBESTOS ABATEMENT MONITORING DAILY CHECKLIST & LOG OF EVENTS 

Page 2 of 1 1  

ACT NUMBER: 
PO2642534 

CLIENT: GSA, NCR, SDS, WPYG 

INSPECTION 
CATEGORY 

WORK PRACTICES 

WORKER PROTECTION 

SHOWERS 

WORK HABITS IN WORK 
AREA 

DOCUMENTS 

MARK W/ X - EXPLAIN IN 

Signature of Inspector/Project Monitor: -A- Date: 09 June 01 

Project Monitor: Derek Green Training Cert.1 License No: 01 -0897 
(Prinflype) (Printpype) 

ORDER 
NUMBER: P-11-01 -DC-0101 

BUILDING: New Executive Office Bldg: 

PROJECT: f h  Floor Fan Coil Unit Replacement Project 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

CONTRACT NUMBER: 
GS11 POOMQD0098 

LOCATION: 725 17'" Street NW. Washington, DC 

DATE: 09 June 01 

PROBLEMS 
ENCOUNTERED 

ACTIVITY TO BE CHECKED 

HIGH-SPEED TOOLS, COMPRESSED AIR, 
DRY SWEEPING, SHOVELING, EMPLOYEE 
ROTATION NOT IN USE 

REMOVED MATERIAL PROPERLY BAGGED 

WASTE REMOVED PRIOR TO SHIFT END 

HEPA VACUUM IN USE 

MATERIAL KEPT WET 1 USE OF WET METHODS 

AIRLESS SPRAYER IN USE 

OSHA COMPLIANT GLOVEBAG PROCEDURE 

DISPOSABLE CLOTHING USED ONCE 

PROPER NlOSH RESPIRATORS 
TYPE RESPIRATOR: 
FILTER: % Face APR P-100 

PROPER DECON SEQUENCE FOLLOWED 

FUNCTIONING 

HOT AND COLD RUNNING WATER 

USEDEACHDEPARTURE 

WATER COLLECTED & FILTERED PROPERLY 

NO SMOKING, EATING OR DRINKING IN THE WORK 
AREA 

NOTIFICATION, PERMIT, ABATEMENT PLAN, 
CONTRACTOR LICENSE, SUPERVISOR LICENSE, 
WORKER LICENSE, TRAINING, & MEDICAL, FIT 
TEST DOCUMENTATION ON SITE AND IN ORDER 

NOTES, MARK NIA IF NOT REQUIREDIUTILIZED, EXPLAIN 

WITHIN LIMITS 

X 

X 

X 

X 

X 

X 

NIA 

X 

X 

X 

NIA 

NIA 

X 

X 

X 

X 

DEVIATIONS IN LOG 



Industrial Hygiene Technologies, lnc. 
Environmental & Industrial Hygiene Consultants 

ASBESTOS ABATEMENT MONITORING DAILY CHECKLIST & LOG OF EVENTS 

DAILY LOG OF EVENTS 

CLIENT: GSA, NCR, SDS, WPYG 

Remediation Activities 

0630:Hillian on site New Executive Office Building 725 17TH Street NW Washington DC . Silibo Costo Hillian 
superintendent informs IHT that Hillian shall be commencing demolition and decontamination operations with 
the potential for ACM Class I removal operations using Mini-Containments, hand tools, and wet methods. 
These removal activities are to occur in 7TH Floor Room 7025 Mini-Containment Work Area's A, B, C, D, and 
E. Mini-Containment Area A consists of Risers 17 and 17A. Mini-Containment B consists of Risers 16, 16A, 
15, 14, 13A, and 13. Mini-Containment C consists of Risers 12A and 12. Mini-Containment D consists of 
Risers 11A and 11. Mini-containment E consists of Risers 1OA and 10. Hillian has been contracted to cut out 
(2) 2'x2' sections of non-ACM plaster wall per riser at the general location of the fittings associated with the 
Fan Coil Unit with a Mini-Containment. Spray-On Surfacing material is located above the position of the cut 
and there is the possibility of TSI hard plaster fittings on the elbows. Hillian has been contracted to conduct 
decontamination operations for Spray-On Surfacing Material Debris and possible TSI fitting removal once the 
access panels have been cut. All debris to be disposed of as regulated ACM waste in EPA approved landfill. 

ORDER 
NUMBER: P-11-01-DC-0101 

0720: Hillian workers mobilize and commence demolition operations in 7TH Floor Room 7025 Mini-Containment Work 
Area A.. 

BUILDING: New Executive Office Bldg: 

PROJECT: p Floor Fan Coil Unit Replacement Project 

0725: Hillian workers commence demolition operations in 7th Floor Room 7025 Mini-Containment Work Area B. 

CONTRACT NUMBER: 
GS11 POOMQD0098 

LOCATION: 725 17'" Street NW. Washington, DC 

DATE: 09 June 01 

0805: Hillian workers commence demolition operations in 7th Floor Room 7025 Mini-Containment Work Area C. 

ACT NUMBER: 
PO2642534 

0830: Hillian workers commence demolition operations in 7th Floor Room 7025 Mini-Containment Work Area D. 

0845: Hillian workers commence demolition operations in 7'h Floor Room 7025 Mini-Containment Work Area E. 

1000-1 100: Hillian Break 

1200: Hillian began tear down of containments 

1400: Hillian departed the site. 

Sampling 

061 5: IHT on site to perform area air monitoring and abatement quality control. 

071 0: IHT began sampling. 

Page 3 of 11 

Signature of Inspector/Project Monitor: T 2 ~  Date: 09 June 01 

Project Monitor: Derek Green Training Cert.1 License No: 01 -0897 
(Printpype) (Prinflype) 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 



industrial Hygiene Technologies, Inc. 
Environmental & Industrial Hygiene Consultants 

ASBESTOS ABATEMENT MONITORING DAILY CHECKLIST & LOG OF EVENTS 

1230: IHT completed sampling. IHT off site. 

Inspections 

ACT NUMBER: 
PO2642534 

0710: IHT conducts pre-commencement inspection of Room 7025 Mini-Containment A work area which consists of 
Risers 17 and 17A. IHT notes that Hillian has set up a Mini-Containment, with single layer Critical Barrier, Drop 
Layer of Poly, AFD in operation, signs & DCON bucket in place. Deemed satisfactory Hillian authorized to 
commence demolition & decontamination operations in Mini-Containment A 

CONTRACT NUMBER: 
GS11 POOMQD0098 

CLIENT: GSA, NCR, SDS, WPYG 

0715: IHT conducts pre-commencement inspection of Room 7025 Mini-Containment B work area which consists of 
Risers 16, 16A, 15, 14, 13, and 13A. IHT notes that Hillian has set up a Mini-Containment, with single layer 
Critical Barrier, Drop Layer of Poly, AFD in operation, signs & DCON bucket in place. Deemed satisfactory 
Hillian authorized to commence demolition & decontamination operations in Mini-Containment B 

ORDER 
NUMBER: P-1 1 -01-DC-0101 

BUILDING: New Executive Office Bldg: 

PROJECT: 7Ih Floor Fan Coil Unit Replacement Project 

0805: IHT conducts pre-commencement inspection of Room 7025 Mini-Containment C work area which consists of 
Risers 12Aand 12. IHT notes that Hillian has set up a Mini-Containment, with single layer Critical Barrier, Drop 
Layer of Poly, AFD in operation, signs & DCON bucket in place. Deemed satisfactory Hillian authorized to 
commence demolition & decontamination operations in Mini-Containment C 

LOCATION: 725 17TH Street NW. Washington, DC 

DATE: 09 June 01 

0825: IHT conduct pre-sealant inspection of Room 7025 Mini-Containment A work area. IHT notes area free of visible 
ACM dust and debris. Hillian supervisor informs IHT that Hillian workers encountered no TSI fittings. Deemed 
satisfactory. Hillian authorized to encapsulate work area. 

0827: IHT conducts pre-commencement inspection of Room 7025 Mini-Containment D work area which consists of 
Risres 12A and 12. IHT notes that Hillian has set up a Mini-Containment, with single layer Critical Barrier, Drop 
Layer of Poly, AFD in operation, signs & DCON bucket in place. Deemed satisfactory Hillian authorized to 
commence demolition & decontamination operations in Mini-Containment D. 

0830: IHT conducts pre-commencement inspection of Room 7025 Mini-Containment E work area which consists of 
Risres 11Aand 11. IHT notes that Hillian has set up a Mini-Containment, with single layer Critical Barrier, Drop 
Layer of Poly, AFD in operation, signs & DCON bucket in place. Deemed satisfactory Hillian authorized to 
commence demolition & decontamination operations in Mini-Containment E 

0900: IHT conduct pre-sealant inspection of Room 7025 Mini-Containment C work area. IHT notes area free of visible 
ACM dust and debris. Hillian supervisor informs IHT that Hillian worker encountered 2 TSI fittings. Deemed 
satisfactory. Hillian authorized to encapsulate work area. 

0908: IHT conduct pre-sealant inspection of Room 7025 Mini-Containment B work area. IHT notes area free of visible 
ACM dust and debris. Hillian supervisor informs IHT that Hillian worker encountered 3 TSI fittings. Deemed 
satisfactory. Hillian authorized to encapsulate work area. 

Page 4 of 11 

Signature of Inspector/Project Monitor: ~ ~ b % - - -  Date: 09 June 01 

Project Monitor: Derek Green Training Cert.1 License No: 01 -0897 
(Print/Type) (Prinuype) 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -9015, Fax (703) 541 -901 9 



Industrial Hygiene Technologies, Inc. 
Environmental & Industrial Hygiene Consultants 

ASBESTOS ABATEMENT MONITORING DAILY CHECKLIST & LOG OF EVENTS 

0930: IHT conduct pre-sealant inspection of Room 7025 Mini-Containment D work area. IHT notes area free of visible 
ACM dust and debris. Hillian supervisor informs IHT that Hillian worker encountered no ACM fittings. Deemed 
satisfactory. Hillian authorized to encapsulate work area. 

0940: IHT conduct pre-sealant inspection of Room 7025 Mini-Containment E work area. IHT notes area free of visible 
ACM dust and debris. Hillian supervisor informs IHT that Hillian worker encountered 2 TSI fittings. Deemed 
satisfactory. Hillian authorized to encapsulate work area. 

CLIENT: GSA, NCR, SDS, WPYG 

Comments 

CONTRACT NUMBER: 
GS11 POOMQD0098 

ORDER 
NUMBER: P-11-01 -DC-0101 

ACM Class I demolition and decontamination operations in proceeded without incident. PCM air sample 
analysis preformed: IHT reported no elevated sample results: All area samples outside 7th Floor Room 7025 
Mini-Containment Work Area's A, B, C, D, & E reported airborne fiber concentration levels below 0.01 
fiberslcc. 

ACT NUMBER: 
PO2642534 

BUILDING: New Executive Office Bldg: 

PROJECT: 71h Floor Fan Coil Unit Replacement Project 

PCM post abatement air sample analysis preformed: IHT reported no elevated sample results: All area 
samples inside 7th Floor Room 7025 Mini-Containment Work Area's A, B, C, D, & E work area reported 
airborne fiber concentration levels below 0.01 fiberslcc. Deemed Satisfactory. IHT authorizes Hillian to tear 
down 7th Floor Room 7025 Mini-Containment Work Area's A, B, C, D, & E. 

LOCATION: 725 17'" Street NW. Washington, DC 

DATE: 09 June 01 

Page 5 of 11 

Signature of InspectorIProject Monitor: Date: 09 June 01 

Project Monitor: Derek Green Training Cert.1 License No: 01 -0897 
(Prinflype) (Prinflype) 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 



Industrial Hygiene Technologies, lnc. 
Environmental & Industrial Hygiene Consultants 

Page 6 of 11 

ACT NUMBER: 
PO2642534 

CLIENT: GSA, NCR, SDS, WPYG 

T z 2 b  PCM SAMPLE LOG 
Microscopist: 

(sign) 

Signature of Inspector/Project Monitor: Date: 09 June 01 

Project Monitor: Derek Green Training Cert.1 License No: 01 -0897 
(Printpype) (Printpype) 

ORDER 
NUMBER: P-11-01-DC-0101 

BUILDING: New Executive Office Bldg: 

PROJECT: 7" Floor Fan Coil Unit Replacement Project 

Fibers1 
cc 

particulat 
e 

overload 

0.008 

0.007 

<0.010 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

CONTRACT NUMBER: 
GS11 POOMQD0098 

LOCATION: 725 17TH Street NW. Washington, DC 

DATE: 09 June 01 

Sample 
Number 

060901 .GSA. 
PCM.STA.01. 

DG 

060901 .GSA. 
PCM.DCON.02 

. DG 

060901 .GSA. 
PCM.CB.03. 

DG 

060901 .GSA. 
PCM.STA.04. 

DG 

-- 

Liters 

225 

740 

740 

339 

Fibers 1 
100 fields 

VOl D 

12.0 

10.5 

4.0 

Sample 
Type 

STA 

DCON 

CB 

STA 

Location 

New Executive Office Building: Room 
7025 inside containment A: Risers1 7 and 

1 7A 

New Executive Office Building: Room 
7025 inside clean room of decon of 

containment A 

New Executive Office Building: Room 
7025 adj. To containment A 

New Executive Office Building: Room 
7025 inside containment B: Risers 16, 

16A, 15,14,13, and 13A 

Flow rate 

on 

3.0 

10.0 

10.0 

3.0 

Minutes 
elapsed 

75 

74 

74 

113 

off 

3.0 

10.0 

10.0 

3.0 

Time 

on 

7:10 
am 

7:11 
am 

7:11 
am 

7:15 
am 

off 

8:25 
am 

8:25 
am 

8:25 
am 

9:08 
am 



Industrial Hygiene Technologies, Inc. 
Environmental & Industrial Hygiene Consultants 

ASBESTOS ABATEMENT MONITORING DAILY CHECKLIST & LOG OF EVENTS 

CLIENT: GSA, NCR, SDS, WPYG 

Page 7 of 11 

Signature of InspectorIProject Monitor: \L--4i& Date: 09 June 01 

ORDER 
NUMBER: P-11-01 -DC-0101 

- 

DL PCM SAMPLE LOG 
Microscopist: 

(sign) 

Project Monitor: Derek Green Training Cert.1 License No: 01 -0897 
(PrintTType) (Printpype) 

BUILDING: New Executive Office Bldg: 

PROJECT: 7m Floor Fan Coil Unit Replacement Project 

Sample 
Number 

060901 .GSA. 
PCM.DCON.05 

. DG 

0060901 .GSA. 
PCM.CB.06. 

DG 

060901 .GSA. 
PCM.REM.07. 

DG 

060901.GSA. 
PCM.REM.08. 

DG 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

CONTRACT NUMBER: 
GS11 POOMQD0098 

LOCATION: 725 17'" Street NW. Washington, DC 

DATE: 09 June 01 

ACT NUMBER: 
PO2642534 

Sample 
Type 

DCON 

CB 

REM 

REM 

Location 

New Executive Office Building: Room 
7025 inside clean room of decon of 

containment B 

New Executive Office Building: Room 
7025 adj. To containment B 

New Executive Office Building: 7th floor 
inside hall adj. To Room 7025 

New Executive Office Building: 6th floor 
inside hall adj. To room 6025 

Flow rate 

on 

10.0 

10.0 

10.0 

10.0 

off 

10.0 

10.0 

10.0 

10.0 

Fibers 1 
100 fields 

10.0 

13.5 

15.0 

14.0 

Time Fibers1 
cc 

0.005 

0.006 

0.007 

0.006 

Minutes 
elapsed 

108 

108 

110 

112 

on 

7:20 
am 

7:20 
am 

7:30 
am 

7:33 
am 

Liters 

1080 

1080 

1100 

1120 

off 

9:08 
am 

9:08 
am 

9:20 
am 

9:25 
am 



Industrial Hygiene Technologies, lnc. 
Environmental & Industrial Hygiene Consultants 

ASBESTOS ABATEMENT MONITORING DAILY CHECKLIST & LOG OF EVENTS 

CLIENT: GSA, NCR, SDS, WPYG 

Page 8 of 11 

Signature of Inspector/Project Monitor: Date: 09 June 01 

- 

PCM SAMPLE LOG 
Microscopist: 

(sign) 

Project Monitor: Derek Green Training Cert.1 License No: 01 -0897 
(PrintlType) (Printnype) 

ACT NUMBER: 
PO2642534 

ORDER 
NUMBER: P-11-01-DC-0101 

BUILDING: New Executive Office Bldg: 

PROJECT: Floor Fan Coil Unit Replacement Project 

Sample 
Number 

060901 .GSA. 
PCM.REM.09. 

DG 

060901 .GSA. 
PCM.STA.lO. 

DG 

060901 .GSA. 
PCM.DCON.ll 

. DG 

060901 .GSA. 
PCM.CB.12. 

DG 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541-9015, Fax (703) 541 -9019 

CONTRACT NUMBER: 
GS11 POOMQD0098 

LOCATION: 725 17'" Street NW. Washington, DC 

DATE: 09 June 01 

Sample 
TY pe 

REM 

STA 

DCON 

CB 

Location 

New Executive Office Building: 8th floor 
inside hall adj. To Room 8025 

New Executive Office Building: Room 
7025 inside containment C: Risers 12A 

and 12 

New Executive Office Building: Room 
7025 inside clean room of decon of 

containment C 

New Executive Office Building: Room 
7025 adj. To containment C 

Fibers/ 
cc 

0.005 

particulat 
e 

overload 

0.008 

0.006 

Liters 

1120 

240 

550 

550 

Fibers / 
100 fields 

10.5 

VOID 

9.5 

7.0 

Flow rate 

on 

10.0 

3.0 

10.0 

10.0 

Minutes 
elapsed 

112 

80 

55 

55 

off 

10.0 

3.0 

10.0 

10.0 

Time 

on 

7:38 
am 

7:40 
am 

8:05 
am 

8:05 
am 

off 

9:30 
am 

9:OO 
am 

9:00 
am 

9:00 
am 



Industrial Hygiene Technologies, lnc. 
Environmental & Industrial Hygiene Consultants 

ASBESTOS ABATEMENT MONITORING DAILY CHECKLIST & LOG OF EVENTS 

CLIENT: GSA, NCR, SDS, WPYG 

Page 9 of 11 

. 

Signature of Inspector/Project Monitor: Date: 09 June 01 

ORDER 
NUMBER: P-11-01 -DC-0101 

Project Monitor: Derek Green Training Cert.1 License No: 01 -0897 
(Printnype) (Printpype) 

BUILDING: New Executive Office Bldg: 

PROJECT: P Floor Fan Coil Unit Replacement Project 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -9019 

CONTRACT NUMBER: 
GS11 POOMQD0098 

LOCATION: 725 17TH Street NW. Washington, DC 

DATE: 09 June 01 

- 

-b PCM SAMPLE LOG 
Microscopist: 

(sign) 

ACT NUMBER: 
PO2642534 

Sample 
Number 

060901 .GSA. 
PCM.STA.13. 

DG 

060901 .GSA. 
PCM.DCON.14 

. DG 

060901 .GSA. 
PCM.CB.15. 

DG 

060901 .GSA. 
PCM.STA.16. 

DG 

Sample 
Type 

STA 

DCON 

CB 

STA 

Location 

New Executive Office Building: Room 
7025 inside containment D: Risers 11A 

and 11 

New Executive Office Building: Room 
7025 inside clean room of decon if 

containment D 

New Executive Office Building: Room 
7025 adj. To containment D 

New Executive Office Building: Room 
7025 inside containment E: Risers 10A 

and 10 

Fibers1 
cc 

~0.010  

0.008 

0.006 

<0.010 

Liters 

327 

630 

630 

339 

Fibers I 
100 fields 

5.0 

10.0 

8.0 

4.5 

Flow rate 

on 

3.0 

10.0 

10.0 

3.0 

Minutes 
elapsed 

109 

63 

63 

113 

off 

3.0 

10.0 

10.0 

3.0 

Time 

on 

7:41 
am 

8:27 
am 

8:27 
am 

7:42 
am 

off 

9:30 
am 

9:30 
am 

9:30 
am 

9:35 
am 



Industrial Hygiene Technologies, Inc. 
Environmental & Industrial Hygiene Consultants 

ASBESTOS ABATEMENT MONITORING DAILY CHECKLIST & LOG OF EVENTS 

Page 10 of 11 

CLIENT: GSA, NCR, SDS, WPYG 

Signature of InspectorIProject Monitor: l L 4 b  Date: 09 June 01 

CONTRACT NUMBER: 
GSl 1 POOMQD0098 

ORDER 
NUMBER: P-11-01 -DC-0101 

- 

DL PCM SAMPLE LOG 
Microscopist: 

(sign) 

Project Monitor: Derek Green Training Cert.1 License No: 01 -0897 
(PrintFype) (PrintiType) 

ACT NUMBER: 
PO2642534 

BUILDING: New Executive Office Bldg: 

PROJECT: Im Floor Fan Coil Unit Replacement Project 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

LOCATION: 725 17'" Street NW. Washington, DC 

DATE: 09 June 01 

Fibers1 
cc 

0.007 

0.007 

0.007 

0.006 

Sample 
Number 

060901 .GSA. 
PCM.DCON.17 

. DG 

060901 .GSA. 
PCM.CB.18. 

DG 

060901 .GSA. 
PCM.REM.19. 

DG 

060901 .GSA. 
PCM.REM.20. 

DG 

Sample 
Type 

DCON 

CB 

REM 

REM 

Location 

New Executive Office Building: Room 
7025 inside clean room of decon of 

containment E 

New Executive Office Building: Room 
7025 adj. To containment E 

New Executive Office Building: 7th floor 
inside hall adj. To Room 7025 

New Executive Office Building: 6'h floor 
inside hall adj. To room 6025 

Fibers I 
100 fields 

8.5 

8.5 

9.0 

7.5 

Flow rate 

on 

10.0 

10.0 

10.0 

10.0 

Time Minutes 
elapsed 

63 

63 

60 

60 

off 

10.0 

10.0 

10.0 

10.0 

on 

8:32 
am 

8:32 
am 

9:20 
am 

9:25 
am 

Liters 

630 

630 

600 

600 

off 

9:35 
am 

9:35 
am 

10:20 
am 

10:25 
am 



Industrial Hygiene Technologies, lnc. 
Environmental & Industrial Hygiene Consultants 

ASBESTOS ABATEMENT MONITORING DAILY CHECKLIST & LOG OF EVENTS 

-- 

Page 11 of 11 

CLIENT: GSA, NCR, SDS, WPYG 

DL PCM SAMPLE LOG 
Microscopist: 

(sign) 

Signature of InspectorIProject Monitor: F>d&w Date: 09 June 01 

CONTRACT NUMBER: 
GS11 POOMQD0098 

ORDER 
NUMBER: P-1 1 -01-DC-0101 

Project Monitor: Derek Green Training Cert.1 License No: 01 -0897 
(PrintiType) (PrintlType) 

ACT NUMBER: 
PO2642534 

BUILDING: New Executive Office Bldg: 

PROJECT: 7Ih Floor Fan Coil Unit Replacement Project 

Fibers1 
cc 

<0.006 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

LOCATION: 725 17'" Street NW. Washington, DC 

DATE: 09 June 01 

Minutes 
elapsed 

60 

Sample 
Number 

060901 .GSA. 
PCM.REM.21. 

DG 

Liters 

600 

Sample 
Type 

REM 

Flow rate Fibers 1 
100 fields 

5.5 

Location 

New Executive Office Building: gth floor 
inside hall adj. To Room 8025 

Time 

on 

10.0 

on 

9:30 
am 

off 

10.0 

off 

10:30 
am 



industrial Hygiene Technologies, Inc. 
Environmental & Industrial Hygiene Consultants 

ABATEMENT FINAL INSPECTION CHECKLIST & LOG 

See Asbestos Abatement Monitoring Checklist and Log of Events- Daily Log of Events for details 
concerning project. 

ACT NUMBER: 
PO2642534 

REMOVAL CONTRACTOR: Hillian 

CONTRACTOR SUPERVISOR: Silibo Costo 

Page 1 of 4 

Signature of Inspector/Project Monitor: 
\!--&L 

Date: 09 June 01 

CONTRACT NUMBER: 
GS11 POOMQD0098 

CLIENT: GSA, NCR, SDS, WPYG 

Project Monitor: Derek Green Training Cert.1 License No: 01 -0897 
(PrintiType) (PrintTType) 

ORDER 
NUMBER: P-11-01 -DC-0101 

BUILDING: New Executive Office Bldg: 

PROJECT: 6TH Floor Fan Coil Unit Replacement Project 

MONITORING CONTRACTOR: 
INDUSTRIAL HYGIENE TECHNOLOGIES, INC. 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

LOCATION: 725 17TH Street NW. Washington, DC 

DATE: 09 June 01 

TIME START: 061 5 

ABATEMENT SCOPE OF WORK: Demolition, Decontamination w/ possible TSI removal 

TIME COMPLETE: 1230 

TYPE OF ASBESTOS MATERIAL 
ABATED 

N/A N/A 

OSHA ACTIVITY 
CLASSIFICATION 

QTY. OF ASBESTOS 
MATERIAL ABATED 

CLASS l 

DESCRIBE SPECIFIC WORK AREA INSPECTED: NEOB: 7Tn Floor Room 7025 Mini-Containment Work Area's A, B, C, D, & E 

TOTAL SQUARE FOOTAGE OF WORK AREA: 5 Mini-Containments 
- - -  

FINAL CLEARANCE (AHERA, PCM, NIOSH 7402, AGGRESSIVE): PCM 

CLASS ll X 

INSPECTION 
CATEGORY 

Residual Dust / 
Debris 

CLASS Ill 

(The above questions are to be answered "YES" or "Problem Encountered Noted".) 

ACTIVITY TO BE 
CHECKED 

Floor 

Horizontal Surfaces 

Pipes 

Ventilation Equip. 

Ductwork 

Registers 

Lights 

Other 

CLASS 1V 

WITHIN 
LIMITS 

YES 

YES 

YES 

YES 

N/A 

N/A 

NIA 

N/A 

PROBLEMS ENCOUNTERED 



Industrial Hygiene Technologies, lnc. 
Environmental & Industrial Hygiene Consultants 

060901 .GSA. 
PCM.POST.22.DG Room 7025 inside containment A: 

Risers 17 and 17A 

Page 2 of 4 

Signature of Inspector/Project Monitor: Date: 09 June 01 

ACT NUMBER: 
PO2642534 

CLIENT: GSA, NCR, SDS, WPYG 

Project Monitor: Derek Green Training Cert.1 License No: 01 -0897 
(Printpype) (Printpype) 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

ORDER 
NUMBER: P-11-01-DC-0101 

BUILDING: New Executive Office Bldg: 

PROJECT: 6TH Floor Fan Coil Unit Replacement Project 

CONTRACT NUMBER: 
GS11 POOMQD0098 

LOCATION: 725 17'" Street NW. Washington, DC 

DATE: 09 June 01 



Industrial Hygiene Technologies, lnc. 
Environmental & Industrial Hygiene Consultants 

ABATEMENT FINAL INSPECTION CHECKLIST & LOG 

CLIENT: GSA, NCR, SDS, WPYG 

-. Page 3 of 4 

Signature of Inspector/Project Monitor: Date: 09 June 01 

ORDER 
NUMBER: P-11-01-DC-0101 

- 

-6 PCM SAMPLE LOG 
Microscopist: 

(sign) 

Project Monitor: Derek Green Training Cert.1 License No: 01 -0897 
(PrinVype) (Prinflype) 

BUILDING: New Executive Office Bldg: 

PROJECT: 6TH Floor Fan Coil Unit Replacement Project 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541-9015, Fax (703) 541-9019 

CONTRACT NUMBER: 
GS11 POOMQD0098 

LOCATION: 725 17TH Street NW. Washington, DC 

DATE: 09 June 01 

Sample Number 

060901 .GSA. 
PCM.POST.26.DG 

060901 .GSA. 
PCM.POST.27.DG 

060901 .GSA. 
PCM.POST28.DG 

060901 .GSA. 
PCM.POST.29.DG 

ACT NUMBER: 
PO2642534 

Fibers1 
cc 

<0.003 

<0.003 

~0 .003  

<0.003 

Sample 
TY pe 

POST 

POST 

POST 

POST 

Liters 

1200 

1200 

1200 

1200 

Fibers / 
100 fields 

4.0 

5.0 

6.0 

4.5 

Location 

New Executive Office Building: 
Room 7025 inside containment C: 

Risers 12A and 12 

New Executive Office Building: 
Room 7025 inside containment C: 

Risers 12A and 12 

New Executive Office Building: 
Room 7025 inside containment D: 

Risers 1 1 A and 1 1 

New Executive Off ice Building: 
Room 7025 inside containment D: 

Risers 1 1 A and 1 1 

Minutes 
elapsed 

120 

120 

120 

120 

Flow rate Time 

on 

10.0 

10.0 

10.0 

10.0 

on 

9:42 
am 

9:42 
am 

9:46 
am 

9:46 
am 

off 

10.0 

10.0 

10.0 

10.0 

off 

1 1 :42 
am 

1 1 :42 
am 

1 1 :46 
am 

1 1 :46 
am 



lndustrial Hygiene Technologies, lnc. 
Environmental & lndustrial Hygiene Consultants 

ABATEMENT FINAL INSPECTION CHECKLIST & LOG 

Page 4 of 4 

Signature of Inspector/Project Monitor: 
i - > b  Date: 09 June 01 

CLIENT: GSA, NCR, SDS, WPYG 

-6 PCM SAMPLE LOG 
Microscopist: 

(sign) 

Project Monitor: Derek Green Training Cert.1 License No: 01 -0897 
(Printnype) (Printflype) 

ORDER 
NUMBER: P-11-01 -DC-0101 

CONTRACT NUMBER: 
GS11 POOMQD0098 

Sample Number 

060901 .GSA. 
PCM.POST.30.DG 

060901 .GSA. 
PCM.POST.31 .DG 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541-9015, Fax (703) 541-9019 

ACT NUMBER: 
PO2642534 

BUILDING: New Executive Office Bldg: 

PROJECT: 6TH Floor Fan Coil Unit Replacement Project 

LOCATION: 725 17'" Street NW. Washington, DC 

DATE: 09 June 01 

Sample 
Type 

POST 

POST 

Location 

New Executive Office Building: 
Room 7025 inside containment E: 

Risers 10A and 10 

New Executive Office Building: 
Room 7025 inside containment E: 

Risers 10A and 10 

Flow rate 

on 

10.0 

10.0 

off 

10.0 

10.0 

Time Minutes 
elapsed 

120 

120 

on 

9:48 
am 

9:48 
am 

off 

1 1 :48 
am 

1 1 :48 
am 

Liters 

1200 

1200 

Fibers I 
100 fields 

4.5 

6.0 

Fibers1 
cc 

<0.003 

<0.003 



GSA National Capital Region - Public Buildings Service 
Safety, Environment & Fire Protection Branch (WPYG) 

JUNE 20,2001 

MEMORANDUM TO: KERRY BONOS 
WHITE HOUSE SDT (WPW) 

GALEN GREEN 
WHITE HOUSE PROJECTS OFFICE (WPW) 

FROM: 

SUBJECT: 

TIM SLEETH, INDUSTRIAL HYGIENIST <- @- 
SAFETY, ENVIRONMENT AND 
FIRE PROTECTION BRANCH (WPYG) 

ASBESTOS ABATEMENT MONITORING 
FAN COIL REPLACEMENT PROJECT-CHILLED WATERAIOT 
WATER SUPPLY LINE ACCESS DOOR INSTALLATION 
6TH FLOOR, ROOM 6236, RISER 54A-65A 
NEW EXECUTIVE OFFICE BUILDING (NEOB) 
725 17TH ST., NW 
WASHINGTON, DC 

On May 1 8th & 1 9th, 200 1, Industrial Hygiene Technology, Inc. monitored the abatement of 
known asbestos-containing materials (ACMs) from the New Executive Office Building (NEOB), 
located at 725 17" St., NW, Washington, DC. During abatement operations asbestos containing 
thermal system insulation, overspray, and fire retardant debris was removed from various areas 
throughout the building (See attached report). 

Asbestos abatement activities were conducted utilizing negative pressure "mini-enclosures". 
Additionally, wet methods and HEPA (High Efficiency Particulate Air) vacuums were utilized 
during abatement operations to control fiber release. During asbestos abatement operation 
workers utilized protective clothing and half-face HEPA respirators. 

Air monitoring samples were collected and analyzed on site by Phase Contrast Microscopy 
(PCM), NIOSH 7400 Method. All final clearance air samples yielded results below then 
Reoccupancy Standard of <O.Ol fiberslcc. Please retain a copy of this report for your asbestos 
facility files. 

Should you have any questions please contact me at (202) 708-5257. 



lndustrial Hygiene Technologies, Inc. 
Environmental & lndustrial Hygiene Consultants 

'dx o,o5 
$22'4 Y 

d-13-cl /JG H / ~ P - / &  
Report Prepared for: r,-: 

GSA, NCR, Service Delivery Support 
Safety, Environmental, & Fire 

7'h & D Streets, SW 
Room 2080 

Washington, D.C. 20407 

PROJECT PROGRESS / CLOSEOUT REPORT 

Site Name: 

Project Name: 

Work Area Location: 

Order Number: 
P-11-01 -DC-0107 

Project Date (s): 

Sampling Conducted: 

Project Description: 

New Executive Office Building t 

! 

Fan Coil Unit Replacement Project - Chilled Water / Hot Water 
Supply Line Access Door Installation, Asbestos Hazard Reduction 

6th floor room 6236 Risers 54A - 65A, Mini-Containment work areas A, B, 
C ,D,E ,F ,G,H, I ,&J .  

Contract Number: ACT Number: 
GS11 POOMQD0098 PO2642534 

May 18 & 19,2001 

Pre-abatement, Area, Work Area, Remote, and Final Clearance 
Monitoring - PCM Analysis (NIOSH 7400 Method) 

lndustrial Hygiene Technologies, Inc. (IHT) was retained to 
conduct asbestos abatement project monitoring and design 
conformance control during the demolition of perimeter walls to 
allow for future installation of perimeter wall plumbing access 
doors associated with the New Executive Office Building Fan Coil 
Unit replacement Project. 

Hillian Brothers, Inc. was retained to erect mini-negative pressure 
enclosures to be used in the demolition of perimeter plaster walls, 
cleaning of plumbing chases, and removal of asbestos TSI, as 
encountered. Known asbestos hazards associated with this 
project include over-spray 1 delaminated spray applied asbestos 
fire retardant, cementitious fittings, pipe insulation, and 
contaminated debris. Hillian Brothers is utilizing asbestos 
engineering controls to ensure demolition activities which may 
disturb friable asbestos materials and contaminated debris within 
the chases, do not contaminate adjacent office areas. When 
encountered, asbestos is removed using wet methods. 
Regardless of the existence of asbestos TSI on plumbing, each 
chase area is presumed to be contaminated with asbestos fire 
retardant, and decontaminated. 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541-9015, Fax (703) 541-9019 Page 1 



lndustrial Hygiene Technologies, Inc. 
Environmental & lndustrial Hygiene Consultants 

Report Prepared for: 
GSA, NCR, Service Delivery Support 

Safety, Environmental, & Fire 
7'h & D Streets, SW 

Room 2080 
Washington, D.C. 20407 

Project Description Work began at 6:30 pm, May 18, 2001. Preparation of the work 
Continued: area, and pre-abatement monitoring were conducted. All work was 

conducted as per abatement plan, with the exception of fan coil unit 
decontamination. Fan coil units are protected and covered during 
these operations. Work to clean fan coil units will take place during 
another phase of the project. 

The following work shift began at 6:30am, May 19, 2001 and 
involved lock-out / tag-out of the HVAC systems, additional 
preparations, demolition of perimeter walls, decontamination of wall 
chases, and removal of cementitious fittings. 

IHT conducted sampling in each of 10 mini-containments, (6th floor 
rooms 6236 Risers 54A - 65A, Mini-Containment work areas A, B, C, D, E, 
F, G, H, I, &J.), within each separate office, at AFD Exhaust, remotely 
within adjacent hallways, outside the work area, and on the floors 
above and below. The sampling plan was developed by Mark 
Sovich, Michael MacCabe, and Ryan Reed during a pre-work 
walkthrough conducted February 9, 2001. The sampling plan 
involves assessment of each functional area of abatement, within 
the control areas, staging areas, AFD exhaust, and remotely such 
that the "sampling train" is sufficient to rapidly assess and delineate 
fiber migration, should a fiber release episode occur during the 
operation. Immediate analysis of samples mid and end of shift is 
conducted to ensure safety of un-protected workers outside of the 
control area, and rapid response to fiber release. 

Work was completed and asbestos contractor fully completed with 
abatement work by 4:00 PM 05/19/01. All work was completed as 
per modified scope of work / abatement plan. Final clearance was 
achieved within each NPE with all results reported below 0.01 F/cc. 

Deviations: Elevated fiber concentrations, above 0.01 F/cc, were encountered 
outside of mini-containments F, and G. High fiber concentrations 
were also assessed within each work area. These elevated 
concentrations were likely due to insufficient dust control utilized 
during the cutting of wall surfaces to allow for installation of doors. 
Response to elevated concentrations outside of the work area 
included wet wiping, HEPA vacuum cleaning. Final clearance was 
achieved following this response. 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541-9015, Fax (703) 541-9019 Page 2 



lndustrial Hygiene Technologies, Inc. 
Environmental & lndustrial Hygiene Consultants 

Report Prepared for: 
GSA, NCR, Service Delivery Support 

Safety, Environmental, & Fire 
7'h & D Streets, SW 

Room 2080 
Washington, D.C. 20407 

The GSA scope of work specifies cleaning of the Fan Coil Units. 
This work will be conducted during a future phase of the project. Due 
to the size of each mini-containment, 2 final clearance samples were 
utilized to clear each containment. This is a deviation from the GSA 
clearance protocol, but in conformance with District of Columbia 
Asbestos Regulation. Deviation was taken with approval of GSA, 
and as the change was in compliance with applicable regulations, 
provided adequate assessment for completion, facilitated timely 
project completion, and provided significant overall cost savings for 
the client. 

Installation of access hatch doors took place after encapsulation, 
prior to final clearance. Access hatches were opened, and final 
clearance requested. 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541-9015, Fax (703) 541-9019 Page 3 



lndustrial Hygiene Technologies, Inc. 
Environmental & lndustrial Hygiene Consultants 

PRE-ABATEMENT CHECKLIST & LOG 

Page 1 of 6 

ACT NUMBER: 
PO2642534 

REMOVAL CONTRACTOR: Hillian 

CONTRACTOR SUPERVISOR: 

Sylvio Argueto 

Signature of Inspector/Project Monitor: Date: 18 Mav 01 

CONTRACT NUMBER: 
GS11 POOMQD0098 

CLIENT: GSA, NCR, SDS, WPYG 

MONITORING CONTRACTOR: 
INDUSTRIAL HYGIENE TECHNOLOGIES, INC. 

TIME START: 1830 TIME COMPLETE: 2200 

Project Monitor: Charles Turner Training Cert.1 License No: 051 785 
(Printnype) (PrintTType) 

ORDER 
NUMBER: P-11-01 -DC-0101 

BUILDING: New Executive Office Building 

PROJECT: 6m Floor Fan Coil Replacement Project 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

LOCATION: 725 17" Street NW, Washington, D.C. 

DATE: 1 8 May 01 

ABATEMENT SCOPE OF WORK: Prep Work for Class I removal operations 

Unknown TYPE OF ASBESTOS 
MATERIAL TO BE ABATED 

Friable QTY. OF ASBESTOS 
MATERIAL TO BE 
ABATED 

OSHA ACTIVITY 
CLASSIFICATION 

CLASS I X CLASS Ill CLASS ll 

INSPECTION 
CATEGORY 

WORK SITE 
ISoWT'ON 

SIGNAGE 

CLASS IV 

MARK W/ X, MARK NA IF NOT REQUIRED/UTILIZED, EXPLAIN DEVIATIONS IN LOG 

WITHIN 
LIMITS 

ACTIVITY TO BE CHECKED 

BARRIER TAPE TO ISOLATE STAGING AREA AND DECON 

FULL CONTAINMENT 

NEGATIVE PRESSURE -0.02 MINIMUM 

FOUR AIR CHANGES PER HOUR 

CRITICAL BARRIERS INTACT (DUCTS, WINDOWS, DOORS, ALL 
PENETRATIONS) 

FLOOR COVERED 

WALLS COVERED 

AREA VENTILATION OFF & VENTS COVERED 

GLOVEBAGS SMOKE TESTED AND FOUND SATISFACTORY 

CAUTION SIGNS AT STAGING AREA 

OSHA SIGN (ASBESTOS) AT ENTRANCES TO WORK AREA 

WASTE CONTAINERS LABELED PER NESHAP & GENERATOR 

HVAC SYSTEM TAGGED OUT 

NO SMOKING, EATING OR DRINKING IN THE WORK AREA 

DEVIATION 

X- Prep Work 

X- Prep Work 

X- Prep Work 

X- Prep Work 

X- Prep Work 

X- Prep Work 

X- Prep Work 

X- Prep Work 

X- Prep Work 

X- Prep Work 

X- Prep Work 

X- Prep Work 

X- Prep Work 

X- Prep Work 



lndustrjal Hygiene Technologies, Inc. 
Environmental & Industrial Hygiene Consultants 

PRE-ABATEMENT CHECKLIST & LOG 

Page 2 of 6 

ACT NUMBER: 
PO2642534 

Signature of Inspector/Project Monitor: Date: 18 MavOl 
AT l.&e---.-. 

CONTRACT NUMBER: 
GS11 POOMQD0098 

CLIENT: GSA, NCR, SDS, WPYG 

DEVIATION 

X- Prep Work 

X- Prep Work 

X- Prep Work 

X- Prep Work 

X- Prep Work 

X- Prep Work 

X- Prep Work 

X- Prep Work 

X- Prep Work 

X- Prep Work 

X- Prep Work 

X- Prep Work 

Project Monitor: Charles Turner Training Cert.1 License No: 051 785 
(PrintiType) (PrintiType) 

ORDER 
NUMBER: P-11-01 -DC-0101 

BUILDING: New Executive Office Building 

PROJECT: 61h Floor Fan Coil Replacement Project 

WITHIN 
LIMITS 

X 

X 

X 

X 

X 

INSPECTION 
CATEGORY 

~NSPECT~ON 

WORKER 

SHOWERS 

WORK HABITS 

SAFETY 
MEETING 

BASELINE 
MONITORING 

PROJECT 
DESIGN 

DOCUMENTS 

MARK W/ X, MARK 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

LOCATION: 725 17'" Street NW, Washington, D.C. 

DATE: 18 May 01 

ACTIVITY TO BE CHECKED 

HIGH-SPEED ABRASIVE DISC SAWS, COMPRESSED AIR, DRY 
SWEEPING, SHOVELING, EMPLOYEE ROTATION - NOT TO BE USED 

LABELED WASTE CONTAINERS ON SITE 

HEPA VACUUM FOUND WORKING AND ACCEPTABLE 

ACCESS TO WATER FOR WET METHODS 

AIRLESS SPRAYER WORKING AND IN WORK AREA 

DISPOSABLE COVERALLS & BOOT COVERS 

PROPER NlOSH RESPIRATORS 
TYPE RESPIRATOR: 
FILTER: 

HEAD PROTECTION 

EYE PROTECTION 

FUNCTIONING 

HOT AND COLD RUNNING WATER 

WATER COLLECTION / FILTERING DEVICE FUNCTIONAL 

HOUSE KEEPING - MATERIALS AND EQUIPMENT STORED. LOCKERS 
AND PERSONAL ITEM CONTAINERS 

COMPETENT PERSON HAS CONDUCTED A SAFETY MEETING 

BASELINE MONITORING CONDUCTED PRIOR TO START OF 
PREPARATIONS 

PROJECT DESIGN ON SITE, AND ALL PREPARATIONS COMPLETED IN 
ACCORDANCE WITH DESIGN 

NOTIFICATION, PERMIT, ABATEMENT PLAN, CONTRACTOR LICENSE, 
SUPERVISOR LICENSE, WORKER LICENSE, TRAINING, & MEDICAL, 
FIT TEST DOCUMENTATION ON SlTE AND IN ORDER 

N/A IF NOT REQUIRED/UTILIZED, EXPLAIN DEVIATIONS IN LOG 



Industrial Hygiene Technologies, lnc. 
Environmental & Industrial Hygiene Consultants 

PRE-ABATEMENT CHECKLIST & LOG 

DAILY LOG OF EVENTS 

Remediation Activities 

ACT NUMBER: 
PO2642534 

1830: Hillian on site. Hillian supervisor informs IHT that Hillian shall be commencing prepwork for ACM Class I 
removal operations using Mini-containments, hand tools, and wet methods. These removal activities are 
to occur in 6th floor rooms 6236 Risers 54A - 65A, Mini-Containment work areas A, B, C, D, E, F, G, H, I, & 
J. 

CONTRACT NUMBER: 
GS11 POOMQD0098 

CLIENT: GSA, NCR, SDS, WPYG 

1840: Hillian workers mobilize and commence prep work on 6th floor. 

ORDER 
NUMBER: P-11-01 -DC-0101 

BUILDING: New Executive Office Building 

PROJECT: 6th Floor Fan Coil Replacement Project 

2145: Hillian workers halt prep work operations. Hillian to return to site tomorrow 5/19/01 @ 6:30AM to continue 
prep work operations and commence TSI fitting removal. 

LOCATION: 725 17th Street NW, Washington, D.C. 

DATE: 1 8 May 01 

2200: Hillian departed the site. 

Sampling 

1830: IHT on site to perform area air monitoring and abatement quality control 

1933: IHT begins sampling. 

2200: IHT completed sampling. IHT offsite. 

Inspections 

No inspections necessary. 

Comments 

Mini-containment preparation went without incident. 

Page 3 of 6 

Signature of Inspector/Project Monitor: Date: 18 Mav 01 

Project Monitor: Charles Turner Training Cert.1 License No: 05 1 785 
(PrinUType) (Printpype) 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541-9015, Fax (703) 541-9019 



Industrial Hygiene Technologies, lnc. 
Environmental & Industrial Hygiene Consultants 

Page 4 of 6 

CLIENT: GSA, NCR, SDS, WPYG 

Signature of Inspector/Project Monitor: L//..~ Date: 18 Mav 01 

ORDER 
NUMBER: P-11-01-DC-0101 

CONTRACT NUMBER: 
GS1 lPOOMQD0098 

- 

&z?- PCM SAMPLE LOG 
Microscopist: 

(sign) 

Project Monitor: Charles Turner Training Cert.1 License No: 051 785 
(PrintiType) (Printrype) 

ACT NUMBER: 
PO2642534 

BUILDING: New Executive Office Building 

PROJECT: 6'h Floor Fan Coil Replacement Project 

Sample Number 

2534-051 801 -0 1 CT 

2534-051 801 -02CT 

2534-051 801 -03CT 

2534-051 801 -04CT 

2534-051 801 -05CT 

2534-051 801 -06CT 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541-9015, Fax (703) 541-9019 

LOCATION: 725 17m Street NW, Washington, D.C. 

DATE: 1 8 May 01 

Fiber / 
cc 

0.003 

0.004 

0.005 

0.002 

0.003 

0.004 

Sample 
Type 

PRE 

PRE 

PRE 

PRE 

PRE 

PRE 

Location 

work area A 

work area B 

work area B 

work area E 

work area E 

work area F 

Flow rate 

on 

10 

10 

10 

10 

10 

10 

off 

10 

10 

10 

10 

10 

10 

Time Minutes 
elapsed 

120 

120 

1 20 

120 

120 

120 

on 

7:33 
PM 

7:34 
PM 

7:34 
PM 

7:35 
PM 

7:35 
PM 

7:36 
PM 

off 

9:33 
PM 

9:34 
PM 

9:34 
PM 

9:35 
PM 

9:35 
PM 

9:36 
PM 

Liters 

1200 

1200 

1200 

1200 

1200 

1200 

Fibers / 
100 fields 

7.5 

11.0 

12.5 

4.0 

8.5 

9.0 



Industrial Hygiene Technologies, Inc. 
Environmental & Industrial Hygiene Consultants 

PRE-ABATEMENT CHECKLIST & LOG 

Page 5 of 6 

ACT NUMBER: 
PO2642534 

Signature of Inspector/Project Monitor: ,.-. -> Date: 18 Mav 01 
I i (/.J'Z -- 

CONTRACT NUMBER: 
GS11 POOMQD0098 

CLIENT: GSA, NCR, SDS, WPYG 

- 

($9 PCM SAMPLE LOG 
Microscopist: 

(sign) 

Project Monitor: Charles Turner Training Cert.1 License No: 05 1 785 
(Printrype) (Prinvype) 

ORDER 
NUMBER: P-11-01 -DC-0101 

BUILDING: New Executive Office Building 

PROJECT: 6'" Floor Fan Coil Replacement Project 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541-9015, Fax (703) 541 -9019 

LOCATION: 725 1p Street NW, Washington, D.C. 

DATE: 1 8 May 0 1 

Fiber 1 
cc 

0.004 

0.005 

0.007 

0.009 

0.004 

0.008 

Minutes 
elapsed 

120 

120 

120 

120 

120 

120 

Sample Number 

2534-051 801 -07CT 

2534-051 801 -08CT 

2534-051 801 -09CT 

2534-051 801 -1 OCT 

2534-051 801 -1 1 CT 

2534-051 801 -1 2CT 

Liters 

1200 

1200 

1200 

1200 

1200 

1200 

Sample 
Type 

PRE 

PRE 

PRE 

PRE 

PRE 

PRE 

Flow rate Fibers / 
100 fields 

10.5 

11.5 

16.0 

22.0 

10.0 

20.0 

Location 

work area F 

work area G 

work area G 

work area I 

work area J 

work area J 

on 

10 

10 

10 

10 

10 

10 

Time 

off 

10 

- 

10 

10 

10 

10 

10 

on 

7:36 
PM 

7:38 
PM 

7:38 
PM 

7:39 
PM 

7:40 
PM 

7:40 
PM 

off 

9:36 
PM 

9:38 
PM 

9:38 
PM 

9:39 
PM 

9:40 
PM 

9:40 
PM 



Industrial Hygiene Technologies, lnc. 
Environmental & Industrial Hygiene Consultants 

PRE-ABATEMENT CHECKLIST & LOG 

Page 6 of 6 

CLIENT: GSA, NCR, SDS, WPYG 

fflg- C 
PCM SAMPLE LOG 

Microscopist: 
(sign) 

Signature of Inspector/Project Monitor: Date: 18 Mav 01 

CONTRACT NUMBER: 
GS11 POOMQD0098 

ORDER 
NUMBER: P-1 1 -01-DC-0101 

Project Monitor: Charles Turner Training Cert.1 License No: 05 1 785 
(Printflype) (Printrype) 

ACT NUMBER: 
PO2642534 

BUILDING: New Executive Office Building 

PROJECT: 6th Floor Fan Coil Replacement Project 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

LOCATION: 725 17m Street NW, Washington, D.C. 

DATE: 18 May01 

Fibers I 
100 fields 

18.0 

16.5 

Sample Number 

2534-051 801 -1 3CT 

2534-051 801 -14CT 

Fiber / 
cc 

0.007 

0.007 

Sample 
TY Pe 

PRE 

PRE 

Minutes 
elapsed 

120 

- 

120 

Location 

hallway adjacent to 6226 

-- 

hallway adjacent to 6226 

Flow rate Liters 

1200 

1200 

Time 

on 

10 

10 

on 

7:41 
PM 

7:41 
PM 

off 

10 

10 

off 

9:41 
PM 

9:41 
PM 



Industrial Hygiene Technologies, Inc. 
Environmental & lndustrial Hygiene Consultants 

ASBESTOS ABATEMENT MONITORING DAILY CHECKLIST & LOG OF EVENTS 

Page 1 of 10 

CLIENT: GSA, NCR, SDS, WPYG 

Signature of Inspector/Project Monitor: [fig-.. Date: 19 Mav 01 

CONTRACT NUMBER: 
GS11 POOMQD0098 

ORDER 
NUMBER: P-11-01 -DC-0101 

REMOVAL CONTRACTOR: Hillian 

CONTRACTOR SUPERVISOR: Silvio Argueta 

Project Monitor: Charles Turner Training Cert.1 License No: 051 785 
(Printnype) (Printrype) 

ACT NUMBER: 
PO2642534 

BUILDING: New Executive Office Bldg: 

PROJECT: 6TH Floor Fan Coil Unit Replacement Project 

TIME ON SITE: 0630 

MONITORING CONTRACTOR: 
INDUSTRIAL HYGIENE TECHNOLOGIES, INC. 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541-9015, Fax (703) 541-9019 

LOCATION: 725 17'" Street NW. Washington, DC 

DATE: 1 9 May 01 

TIME OFF SITE: 1600 TIME ON SITE: 0630 

ABATEMENT SCOPE OF WORK: Demolition, Decontamination w/ possible TSI removal 

GENERAL SHIFT WORK PLAN: (10) Mini-Containments w/ Non-ACM demolition & ACM decontamination 

TYPE AND QUANTITY OF ASBESTOS REMOVED THIS SHIFT: N/A 

TIME OFF SITE: 

OSHA ACTIVITY 
CLASSIFICATION 

CLASS I 

INSPECTION 
CATEGORY 

WORK SITE 
ISOLATION 

SIGNAGE 

X 

MARK WI X - EXPLAIN IN NOTES, MARK N/A IF NOT REQUIREDIUTILIZED, EXPLAIN DEVIATIONS IN LOG 

ACTIVITY TO BE CHECKED 

BARRIER TAPE 

FULL CONTAINMENT 

NEGATIVE PRESSURE -0.02 MINIMUM 

FOUR AIR CHANGES PER HOUR 

FLOOR COVERED 

WALLS COVERED 

CRITICAL BARRIERS INTACT 

AREA VENTILATION OFF & VENTS COVERED 

NEGATIVE PRESSURE GLOVEBAG USED 

CAUTION SIGNS AT STAGING AREA 

OSHA SIGN (ASBESTOS) AT ENTRANCES TO WORK AREA 

WASTE CONTAINERS LABELED PER NESHAP & GENERATOR 

HVAC TAG OUT 

CLASS ll 

WITHIN 
LIMITS 

NIA 

Mini(s) 

X 

X 

X 

X 

X 

X 

N/A 

X 

X 

X 

X 

CLASS Ill 

PROBLEMS 
ENCOUNTERED 

CLASS IV 



Industrial Hygiene Technologies, Inc. 
Environmental & Industrial Hygiene Consultants 

ASBESTOS ABATEMENT MONITORING DAILY CHECKLIST & LOG OF EVENTS 

Page 2 of 10 

ACT NUMBER: 
PO2642534 

Signature of Inspector/Project Monitor: &!?-- Date: 19 Mav 01 

CONTRACT NUMBER: 
GS11 POOMQD0098 

CLIENT: GSA, NCR, SDS, WPYG 

PROBLEMS 
ENCOUNTERED 

IN LOG 

Project Monitor: Charles Turner Training Cert.1 License No: 051 785 
(PrinVype) (Prinnype) 

ORDER 
NUMBER: P-11-01-DC-0101 

BUILDING: New Executive Office Bldg: 

PROJECT: 6TH Floor Fan Coil Unit Replacement Project 

WITHIN LIMITS 

X 

X 

X 

X 

X 

X (Hudson 
Sprayer) 

N/A 

X 

X 

X 

NIA 

N/A 

X 

X 

X 

X 

EXPLAIN DEVIATIONS 

INSPECTION 
CATEGORY 

WORK PRACTICES 

WORKER 
PROTECTION 

SHOWERS 

WORK HABITS IN 
WORK AREA 

DOCUMENTS 

MARK W/ X - EXPLAIN IN 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

LOCATION: 725 17'" Street NW. Washington, DC 

DATE: 19 May 01 

ACTIVITY TO BE CHECKED 

HIGH-SPEED TOOLS, COMPRESSED AIR, 
DRY SWEEPING, SHOVELING, EMPLOYEE 
ROTATION NOT IN USE 

REMOVED MATERIAL PROPERLY BAGGED 

WASTE REMOVED PRIOR TO SHIFT END 

HEPA VACUUM IN USE 

MATERIAL KEPT WET / USE OF WET 
METHODS 

AIRLESS SPRAYER IN USE 

OSHA COMPLIANT GLOVEBAG PROCEDURE 

DISPOSABLE CLOTHING USED ONCE 

PROPER NlOSH RESPIRATORS 
TYPE RESPIRATOR: 
FILTER: % Face APR P-100 

PROPER DECON SEQUENCE FOLLOWED 

FUNCTIONING 

HOT AND COLD RUNNING WATER 

USEDEACHDEPARTURE 

WATER COLLECTED & FILTERED PROPERLY 

NO SMOKING, EATING OR DRINKING IN THE 
WORK AREA 

NOTIFICATION, PERMIT, ABATEMENT PLAN, 
CONTRACTOR LICENSE, SUPERVISOR 
LICENSE, WORKER LICENSE, TRAINING, & 
MEDICAL, FIT TEST DOCUMENTATION ON 
SITE AND IN ORDER 

NOTES, MARK N/A IF NOT REQUIRED/UTILIZED, 



lndustrial Hygiene Technologies, Inc. 
Environmental & lndustrial Hygiene Consultants 

ASBESTOS ABATEMENT MONITORING DAILY CHECKLIST & LOG OF EVENTS 

DAILY LOG OF EVENTS 

Remediation Activities 

ACT NUMBER: 
PO2642534 

0630: Hillian on site New Executive Office Building 725 17TH Street NW Washington DC . Silvio Argueta Hillian 
superintendent informs IHT that Hillian shall be commencing demolition and decontamination operations with 
the potential for ACM Class I removal operations using Mini-Containments, hand tools, and wet methods. 
These removal activities are to occur in 6TH Floor Room 6236 Risers 54A - 65A, Mini-Containment work areas 
A, B, C, D, E, F, G, H, I, & J. Hillian has been contracted to cut out (2) 2'x2' sections of non-ACM plaster wall 
per riser at the general location of the fittings associated with the Fan Coil Unit within a Mini-Containment. 
Spray-On Surfacing material is located above the position of the cut and there is the possibility of TSI hard 
plaster fittings on the elbows. Hillian has been contracted to conduct decontamination operations for Spray-On 
Surfacing Material Debris and possible TSI fitting removal once the access panels have been cut. All debris 
to be disposed of as regulated ACM waste in EPA approved landfill. 

CONTRACT NUMBER: 
GS11 POOMQD0098 

CLIENT: GSA, NCR, SDS, WPYG 

0645: Hillian workers mobilize and continue prepwork on 6TH Floor. Work areas consist of Room 6236: Work Area A - 
Risers 54A and 55A, Work area 6 - Risers 57 and 58A, Work Area C - Riser 59A, Work Area D - Risers 59A, 
Work Area E - Riser 60A, Work Area F - Risers 61A and 62A, Work Area G - Risers 62A and 63A, Work Area 
H - Risers 63A, Work Area I - 64A, and Work Area J - Riser 65A. - 

ORDER 
NUMBER: P-11-01-DC-0101 

BUILDING: New Executive Office Bldg: 

PROJECT: 6'" Floor Fan Coil Unit Replacement Project 

0730 - 1150: Hillian workers commence demolition operations in Areas A(0730), B(0735), C(0825), D(0825), E(0855), 
F(0905), G(0950), H(1025), 1(1040), and J(1105). Once area passed Post-Abatement inspection, Hillian 
encapsulated areas. 

LOCATION: 725 17'" Street NW. Washington, DC 

DATE: 19 May 01 

121 5-1 31 5: Hillian Break 

1330: Hillian workers commence Mini-containment tear down and wall panel placement as Work Areas were cleared 
by PCM analysis. 

1600: Hillian continues containment teardown and wall panel placement. 

Sampling 

0630: IHT on site to perform area air monitoring and abatement quality control. 

0725: IHT began sampling. 

1600: IHT completed sampling. IHT off site. 

Page 3 of 10 

/fly ,- 

Signature of Inspector/Project Monitor: c ..-.---- Date: 19 Mav 01 

Project Monitor: Charles Turner Training Cert.1 License No: 051 785 
(Prinflype) (Printrype) 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -9019 



lndustrial Hygiene Technologies, lnc. 
Environmental & lndustrial Hygiene Consultants 

ASBESTOS ABATEMENT MONITORING DAILY CHECKLIST & LOG OF EVENTS 

Inspections 

0720-1 100: IHT conducts pre-commencement inspection of work areas A(0720), B(0720), C(0750), D(0815), E(0847), 
F(0855), G(0945), H(1020), 1(1035), J(l100). IHT notes that Hillian has set up a Mini-Containment, with single 
layer Critical Barrier, Drop Layer of Poly, AFD in operation, & signs in place. Deemed satisfactory Hillian 
authorized to commence demolition & decontamination operations in Mini-Containments. 

ACT NUMBER: 
PO2642534 

CLIENT: GSA, NCR, SDS, WPYG 

091 5-1 205: IHT conducts pre-sealant inspection of work areasA(0835), B(0843), C(0905), D(0925), E(101 O), F(1026), 
G(1055), H(1112), 1(1140), J(1150). IHT notes areas are free of visible ACM dust and debris. Hillian 
authorized to encapsulate work areas. 

Comments 

ORDER 
NUMBER: P-11-01 -DC-0101 

BUILDING: New Executive Office Bldg: 

PROJECT: 6TH Floor Fan Coil Unit Replacement Project 

ACM Class I demolition and decontamination operations proceeded without incident. PCM air sample analysis 
performed, IHT reported slightly elevated sample results outside of work areas. These samples were most 
likely elevated due to the high volume of traffic around the containments, and/or from the sawing of the access 
panels. There were two elevated samples outside of containment, each result was 0.01 lflcc. 

CONTRACT NUMBER: 
GS11 POOMQD0098 

LOCATION: 725 17TH Street NW. Washington, DC 

DATE: 19 May 01 

PCM post abatement air sample analysis performed: IHT reported no elevated sample results. All work area 
post abatement samples reported airborne fiber concentration levels below 0.01 fiberslcc. Deemed 
Satisfactory. IHT authorizes Hillian to tear down work areas. 

Page 4 of 10 

/7,- 

Signature of InspectorIProject Monitor: Lds-.. Date: 19 May 01 

Project Monitor: Charles Turner Training Cert.1 License No: 051 785 
(Printrype) (Printrype) 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 



Industrial Hygiene Technologies, lnc. 
Environmental & Industrial Hygiene Consultants 

Page 5 of 10 

CLIENT: GSA, NCR, SDS, WPYG 

,;,y&-7 

, $;% 
Signature of InspectorIProject Monitor: c-..- & -+-.- Date: 19 May 01 

CONTRACT NUMBER: 
GS11 POOMQD0098 

ORDER 
NUMBER: P-11-01-DC-0101 

- 

/P7 L- 425- PCM SAMPLE LOG 
Microscopist: 

(sign) 

Project Monitor: Charles Turner Training Cert.1 License No: 051 785 
(Printnype) (Printnype) 

ACT NUMBER: 
PO2642534 

BUILDING: New Executive Office Bldg: 

PROJECT: 6TH Floor Fan Coil Unit Replacement Project 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

LOCATION: 725 17TH Street NW. Washington, DC 

DATE: 1 9 May 01 

Sample 
Number 

2534-051 901 - 
01 CT 

2534-051 901 - 
02CT 

2534-05 1 901 - 
03CT 

2534-051 901 - 
04CT 

2534-051 901 - 
05CT 

2534-051 901 - 
06CT 

Fibers 1 
100 fields 

100126 

40.0 

6.5 

1 00138 

100159 

4.5 

Fiber I 
cc 

0.838 

0.027 

<0.005 

0.589 

0.1 19 

<0.005 

Sample 
TY pe 

STA 

DCON 

CB 

STA 

DCON 

CB 

Location 

New Executive Office Building: 
INSIDE WORK AREA A 

New Executive Office Building: 
INSIDE DECON OF WORK AREA A 

New Executive Office Building: 
ADJACENT TO WORK AREA A 

New Executive Office Building: 
INSIDE WORK AREA B 

New Executive Office Building: 
INSIDE DECON OF WORK AREA B 

New Executive Office Building: 
ADJACENT TO WORK AREA B 

Minutes 
elapsed 

75 

73 

73 

73 

70 

70 

Flow rate Liters 

225 

730 

730 

21 9 

700 

700 

on 

3.0 

10.0 

10.0 

3.0 

10.0 

10.0 

Time 

off 

3.0 

10.0 

10.0 

3.0 

10.0 

10.0 

on  

7:25 
am 

7:27 
am 

7:27 
am 

7:32 
am 

7:35 
am 

7:35 
am 

off 

8:40 
am 

8:40 
am 

8:40 
am 

8:45 
am 

8:45 
am 

8:45 
am 



Industrial Hygiene Technologies, lnc. 
Environmental & Industrial Hygiene Consultants 

ASBESTOS ABATEMENT MONITORING DAILY CHECKLIST & LOG OF EVENTS 

Page 6 of 10 

ACT NUMBER: 
PO2642534 

CLIENT: GSA, NCR, SDS, WPYG 

,- ,,77-- 
, {J'S 

Signature of Inspector/Project Monitor: i /?.c Date: 19 Mav 01 

- 

./A6g- .-., PCM SAMPLE LOG 
Microscopist: 

(sign) 

Project Monitor: Charles Turner Training Cert.1 License No: 051 785 
(Printpype) (Printpype) 

ORDER 
NUMBER: P-11-01-DC-0101 

BUILDING: New Executive Office Bldg: 

PROJECT: 6TH Floor Fan Coil Unit Replacement Project 

Sample 
Number 

2534-05 1 901 - 
07CT 

2534-051 901 - 
08CT 

2534-051 901 - 
09CT 

2534-051 901 - 
10CT 

7 

2534-051 901 - 
11CT 

2534-051 901 - 
12CT 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

CONTRACT NUMBER: 
GS11 POOMQD0098 

LOCATION: 725 17TH Street NW. Washington, DC 

DATE: 19 May 01 

Sample 
Type 

STA 

DCON 

CB 

STA 

DCON 

CB 

Location 

New Executive Office Building: 
INSIDE WORK AREA C 

New Executive Office Building: 
INSIDE DECON OF WORK AREA C 

New Executive Office Building: 
ADJACENT TO WORK AREA C 

New Executive Office Building: 
INSIDE WORK AREA D 

New Executive Office Building: 
INSIDE DECON OF WORK AREA D 

New Executive Office Building: 
ADJACENT TO WORK AREA D 

Flow rate 

on 

3.0 

10.0 

10.0 

3.0 

10.0 

10.0 

off 

3.0 

10.0 

10.0 

3.0 

10.0 

10.0 

Time Minutes 
elapsed 

72 

70 

70 

65 

62 

62 

on 

753  
am 

7:55 
am 

7 5 5  
am 

8:20 
am 

8:23 
am 

8:23 
am 

off 

9:05 
am 

9:05 
am 

9:05 
am 

9:25 
am 

9:25 
am 

9:25 
am 

Liters 

21 6 

700 

700 

195 

620 

620 

Fibers / 
100 fields 

100173 

26.0 

13.5 

100120 

22.0 

7.0 

Fiber I 
cc 

0.31 1 

0.01 8 

0.009 

1.256 

0.01 7 

0.006 



lndustrial Hygiene Technologies, lnc. 
Environmental & lndustrial Hygiene Consultants 

ASBESTOS ABATEMENT MONITORING DAILY CHECKLIST & LOG OF EVENTS 

Page 7 of 10 

CLIENT: GSA, NCR, SDS, WPYG 

,;/fij- 
Signature of Inspector/Project Monitor: (,&&--- Date: 19 Mav 01 

CONTRACT NUMBER: 
GS11 POOMQD0098 

ORDER 
NUMBER: P-11-01 -DC-0101 

- 

[@z- PCM SAMPLE LOG 
Microscopist: 

(sign) 

Project Monitor: Charles Turner Training Cert.1 License No: 051 785 
(Printnype) (Prinflype) 

ACT NUMBER: 
PO2642534 

BUILDING: New Executive Office Bldg: 

PROJECT: 6TH Floor Fan Coil Unit Replacement Project 

Sample 
Number 

2534-05 1901 - 
13CT 

2534-051 901 - 
14CT 

2534-05 1 901 - 
15CT 

2534-051 901 - 
16CT 

2534-051 901 - 
17CT 

2534-051 901 - 
18CT 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541-9015, Fax (703) 541-9019 

LOCATION: 725 17'" Street NW. Washington, DC 

DATE: 19 May 01 

Sample 
Type 

STA 

DCON 

CB 

STA 

DCON 

CB 

Fibers 1 
I00 fields 

100120 

100160 

6.5 

overload 

100158 

18.5 

Location 

New Executive Office Building: 
INSIDE WORK AREA E 

New Executive Office Building: 
INSIDE DECON OF WORK AREA E 

New Executive Office Building: 
ADJACENT TO WORK AREA E 

New Executive Office Building: 
INSIDE WORK AREA F 

New Executive Office Building: 
INSIDE DECON OF WORK AREA F 

New Executive Office Building: 
ADJACENT TO WORK AREA F 

Fiber I 
cc 

0.996 

0.100 

0.004 

VOID 

0.100 

0.01 1 

Flow rate Time Minutes 
elapsed 

82 

82 

82 

87 

85 

85 

on 

3.0 

10.0 

10.0 

3.0 

10.0 

10.0 

on 

850  
am 

8 5 2  
am 

852  
am 

9:OO 
am 

9:02 
am 

9:02 
am 

Liters 

246 

820 

820 

261 

850 

850 

off 

3.0 

10.0 

10.0 

3.0 

10.0 

10.0 

off 

10:12 
am 

10:14 
am 

10:14 
am 

10:27 
am 

10:27 
am 

10:27 
am 



Industrial Hygiene Technologies, lnc. 
Environmental & Industrial Hygiene Consultants 

ASBESTOS ABATEMENT MONITORING DAILY CHECKLIST & LOG OF EVENTS 

CLIENT: GSA, NCR, SDS, WPYG 

Page 8 of 10 

~<flZ?- PCM SAMPLE LOG 
Microscopist: 

(sign) 

Signature of Inspector/Project Monitor: , 'J;s-- c 4--- Date: 19 Mav 01 

Sample 
Number 

2534-051 901 - 
19CT 

2534-051 901 - 
020CT 

2534-051 901 - 
21 CT 

2534-05 1 901 - 
22CT 

2534-051 901 - 
23CT 

2534-05 1 901 - 
24CT 

Project Monitor: Charles Turner Training Cert.1 License No: 051 785 
(PrintiType) (PrintiType) 

ACT NUMBER: 
PO2642534 

ORDER 
NUMBER: P-11-01-DC-0101 

BUILDING: New Executive Office Bldg: 

PROJECT: 6TH Floor Fan Coil Unit Replacement Project 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541-9015, Fax (703) 541-9019 

CONTRACT NUMBER: 
GS11 POOMQD0098 

LOCATION: 725 17TH Street NW. Washington, DC 

DATE: 19 May 01 

Sample 
Type 

STA 

DCON 

CB 

STA 

DCON 

CB 

Location 

New Executive Office Building: 
INSIDE WORK AREA G 

New Executive Office Building: 
INSIDE DECON OF WORK AREA G 

New Executive Office Building: 
ADJACENT TO WORK AREA G 

New Executive Office Building: 
INSIDE WORK AREA H 

New Executive Office Building: 
INSIDE DECON OF WORK AREA H 

New Executive Office Building: 
ADJACENT TO WORK AREA H 

Time Flow rate Minutes 
elapsed 

70 

68 

68 

50 

50 

50 

on 

9:47 
am 

9:50 
am 

9 5 0  
am 

10:23 
am 

10:25 
am 

10:25 
am 

on 

3.0 

10.0 

10.0 

3.0 

10.0 

10.0 

off 

10:57 
am 

1058 
am 

10:58 
am 

11:13 
am 

11:15 
am 

11:15 
am 

off 

3.0 

10.0 

10.0 

3.0 

10.0 

10.0 

Liters 

21 0 

680 

680 

150 

500 

500 

Fibers / 
100 fields 

60.0 

14.0 

15.0 

1 00166 

58.0 

4.5 

Fiber / 
cc 

0.140 

0.010 

0.01 1 

0.495 

0.057 

<0.007 



Industrial Hygiene Technologies, lnc. 
Environmental & Industrial Hygiene Consultants 

ASBESTOS ABATEMENT MONITORING DAILY CHECKLIST & LOG OF EVENTS 

Page 9 of 10 

CLIENT: GSA, NCR, SDS, WPYG 

/,//<>-.. 

Signature of Inspector/Project Monitor: GvJ?;3' J,-- - - Date: 19 May 01 

CONTRACT NUMBER: 
GS11 POOMQD0098 

ORDER 
NUMBER: P-11-01-DC-0101 

- 

f @ ~  -.. 6-.-.- PCM SAMPLE LOG 
Microscopist: 

(sign) 

Project Monitor: Charles Turner Training Cert.1 License No: 051 785 
(PrinVType) (Prinflype) 

ACT NUMBER: 
PO2642534 

BUILDING: New Executive Office Bldg: 

PROJECT: 6TH Floor Fan Coil Unit Replacement Project 

Sample 
Number 

2534-05 1 901 - 
25CT 

2534-051 901 - 
26CT 

2534-051 901 - 
27CT 

2534-051 901 - 
28CT 

2534-051 901 - 
29CT 

2534-051 901 - 
030CT 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541-9015, Fax (703) 541 -9019 

LOCATION: 725 17'" Street NW. Washington, DC 

DATE: 19 May 01 

Sample 
Type 

STA 

DCON 

CB 

STA 

DCON 

CB 

Location 

New Executive Office Building: 
INSIDE WORK AREA I 

New Executive Office Building: 
INSIDE DECON OF WORK AREA I 

New Executive Off ice Building: 
ADJACENT TO WORK AREA I 

New Executive Office Building: 
INSIDE WORK AREA J 

New Executive Office Building: 
INSIDE DECON OF WORK AREA J 

New Executive Office Building: 
ADJACENT TO WORK AREA J 

Flow rate Fibers / 
100 fields 

1 00138 

42.5 

3.5 

100189 

58.5 

8.0 

on 

3.0 

10.0 

10.0 

3.0 

10.0 

10.0 

Time Fiber / 
cc 

0.651 

0.031 

<0.005 

0.353 

0.057 

0.008 

Minutes 
elapsed 

66 

67 

67 

52 

50 

50 

off 

3.0 

10.0 

10.0 

3.0 

10.0 

10.0 

on 

10:34 
am 

10:35 
am 

10:35 
am 

11:03 
am 

11 :05 
am 

11:05 
am 

Liters 

198 

670 

670 

156 

500 

500 

off 

11:40 
am 

11 :42 
am 

11:42 
am 

11:55 
am 

11 :55 
am 

11:55 
am 



Industrial Hygiene Technologies, lnc. 
Environmental & Industrial Hygiene Consultants 

ASBESTOS ABATEMENT MONITORING DAILY CHECKLIST & LOG OF EVENTS 

CLIENT: GSA, NCR, SDS, WPYG 

Page 10 of 10 

/yc-/> ~~&-- PCM SAMPLE LOG 
Microscopist: 

(sign) 

,,;,.;< 
Signature of Inspector/Project Monitor: ~&-y-.-. Date: 19 Mav 01 

ORDER 
NUMBER: P-11-01-DC-0101 

Project Monitor: Charles Turner Training Cert.1 License No: 051 785 
(Prinflype) (Prinflype) 

BUILDING: New Executive Office Bldg: 

PROJECT: 6TH Floor Fan Coil Unit Replacement Project 

Fiber / 
cc 

0.004 

<0.004 

<0.004 

<0.004 

Sample 
Number 

2534-051 901 - 
31 CT 

2534-051 901 - 
32CT 

2534-051 901 - 
33CT 

2534-051901- 
34CT 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

CONTRACT NUMBER: 
GS11 POOMQD0098 

LOCATION: 725 17'" Street NW. Washington, DC 

DATE: 19 May 01 

ACT NUMBER: 
PO2642534 

Sample 
Type 

REM 

REM 

REM 

REM 

Location 

New Executive Office Building: 
ADJACENT TO ROOM 6226- 

HALLWAY 

New Executive Office Building: 
ADJACENT TO ROOM 6206- 

HALLWAY 

New Executive Office Building: 
ADJACENT TO ROOM 721 2- 

HALLWAY 

New Executive Office Building: 
ADJACENT TO ROOM 521 4- 

HALLWAY 

Flow rate 

on 

3.0 

3.0 

3.0 

3.0 

off 

3.0 

3.0 

3.0 

3.0 

Liters 

81 0 

807 

792 

783 

Minutes 
elapsed 

270 

269 

264 

26 1 

Time Fibers / 
100 fields 

6.5 

3.0 

2.0 

1.5 

on 

7:37 
am 

7:38 
am 

7:41 
am 

7:43 
am 

off 

12:07 
Pm 

12:07 
Pm 

12:05 
Pm 

12:04 
Pm 



Industrial Hygiene Technologies, Inc. 
Environmental & Industrial Hygiene Consultants 

ABATEMENT FINAL INSPECTION CHECKLIST & LOG 

Page 1 of 6 

ACT NUMBER: 
PO2642534 

CLIENT: GSA, NCR, SDS, WPYG 

REMOVAL CONTRACTOR: Hillian 

CONTRACTOR SUPERVISOR: silvio Argueta 

Signature of Inspector/Project Monitor: ,/p& 
L.. 4~ Date: 19 May 01 

Project Monitor: Charles Turner Training Cert.1 License No: 051 785 
(Prinflype) (PrintTType) 

ORDER 
NUMBER: P-11-01 -DC-0101 

BUILDING: New Executive Office Bldg: 

PROJECT: 6TH Floor Fan Coil Unit Replacement Project 

MONITORING CONTRACTOR: 
INDUSTRIAL HYGIENE TECHNOLOGIES, INC. 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -9015, Fax (703) 541 -9019 

CONTRACT NUMBER: 
GS11 POOMQD0098 

LOCATION: 725 17'" Street NW. Washington, DC 

DATE: 19 May 01 

TIME START: 0630 

ABATEMENT SCOPE OF WORK: Demolition, Decontamination w l  possible TSI removal 

TIME COMPLETE: 

TYPE OF ASBESTOS 
MATERIAL ABATED 

NIA QTY. OF ASBESTOS 
MATERIAL ABATED 

OSHA ACTIVITY 
CLASSIFICATION 

NIA 

CLASS Ill CLASS I CLASS IV 

DESCRIBE SPECIFIC WORK AREA INSPECTED: NEOB: 6th Floor Mini-Containment Work Area's A, B, C, 
D, E, F, G, H, I, & J 

TOTAL SQUARE FOOTAGE OF WORK AREA: 10 Mini-Containments 40ft2 per work area 

FINAL CLEARANCE (AHERA, PCM, NlOSH 7402, AGGRESSIVE): PCM 

INSPECTION 
CATEGORY 

Residual Dust / 
Debris 

X CLASSll 

(The above questions are to be answered "YES" or "Problem Encountered Noted".) 

ACTIVITY TO BE 
CHECKED 

Floor 

Horizontal Surfaces 

Pipes 

Ventilation Equip. 

Ductwork 

Registers 

Lights 

Other 

WITHIN 
LIMITS 

YES 

YES 

YES 

YES 

N/A 

N/A 

N/A 

N/A 

PROBLEMS ENCOUNTERED 



lndustrial Hygiene Technologies, Inc. 
Environmental & lndustrial Hygiene Consultants 

ABATEMENT FINAL INSPECTION CHECKLIST & LOG 

See Asbestos Abatement Monitoring Checklist and Log of Events- Daily Log of Events for details 
concerning project. 

CLIENT: GSA, NCR, SDS, WPYG 

Page 2 of 6 

//?&> 
Signature of Inspector/Project Monitor: ~.d&_ Date: 19 Mav 01 

Project Monitor: Charles Turner Training Cert.1 License No: 051 785 
(PrinVType) (PrintiType) 

ACT NUMBER: 
PO2642534 

ORDER 
NUMBER: P-11-01-DC-0101 

BUILDING: New Executive Office Bldg: 

PROJECT: 6TH Floor Fan Coil Unit Replacement Project 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

CONTRACT NUMBER: 
GS11 POOMQD0098 

LOCATION: 725 17'" Street NW. Washington, DC 

DATE: 19 May 01 



lndustrial Hygiene Technologies, Inc. 
Environmental & lndustrial Hygiene Consultants 

Page 3 of 6 

ACT NUMBER: 
PO2642534 

CLIENT: GSA, NCR, SDS, WPYG 

/p:;-> 
Signature of Inspector/Project Monitor: L. 1. e.c-.-- i/' - Date: 19 Mav 01 

- 

,/fi?$ 
(c. PCM SAMPLE LOG 

Microscopist: 
(sign) 

Project Monitor: Charles Turner Training Cert.1 License No: 051 785 
(Printnype) (PrintiType) 

ORDER 
NUMBER: P-11-01-DC-0101 

BUILDING: New Executive Office Bldg: 

PROJECT: 6TH Floor Fan Coil Unit ~e~ lacernent  project 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -9019 

CONTRACT NUMBER: 
GS11 POOMQD0098 

LOCATION: 725 17'" Street NW. Washington, DC 

DATE: 19 May 01 

Fibers 1 
100 fields 

2.0 

2.5 

1.5 

2.0 

2.5 

2.0 

Liters 

1200 

1200 

1200 

1200 

1200 

1200 

Fiber I 
cc 

<0.003 

<0.003 

<0.003 

<0.003 

<0.003 

<0.003 

Sample Number 

2534-05 1901 -35CT 

2534-051 901 -36CT 

2534-051 901 -37CT 

2534-051 90 1 -38CT 

2534-051 901 -39CT 

2534-051 90 1 -40CT 

Sample 
Type 

POST 

POST 

POST 

POST 

POST 

POST 

Flow rate Location 

New Executive Office Building: 
Inside area A 

New Executive Office Building: 
Inside area A 

New Executive Office Building: 
Inside area B 

New Executive Office Building: 
Inside area B 

New Executive Office Building: 
Inside area C 

New Executive Office Building: 
Inside area C 

on 

10.0 

10.0 

10.0 

10.0 

10.0 

10.0 

Minutes 
elapsed 

120 

120 

120 

120 

120 

120 

off 

10.0 

10.0 

10.0 

10.0 

10.0 

10.0 

Time 

on 

10:40 
am 

10:40 
am 

10:43 
am 

10:43 
am 

10:45 
am 

10:45 
am 

off 

12:40 
Pm 

12:40 
Pm 

12:43 
Pm 

12:43 
Pm 

12:45 
Pm 

12:45 
Pm 



Industrial Hygiene Technologies, lnc. 
Environmental & Industrial Hygiene Consultants 

ABATEMENT FINAL INSPECTION CHECKLIST & LOG 

CLIENT: GSA, NCR, SDS, WPYG 

Page 4 of 6 

Signature of Inspector/Project Monitor: ,,p2 
, --&---- Date: 19 Mav 01 

ORDER 
NUMBER: P-11-01 -DC-0101 

- L 

Project Monitor: Charles Turner Training Cert.1 License No: 051 785 
(Printpype) (PrintIType) 

BUILDING: New Executive Office Bldg: 

PROJECT: 6TH Floor Fan Coil Unit Replacement Project 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541-9015, Fax (703) 541-9019 

CONTRACT NUMBER: 
GS11 POOMQD0098 

LOCATION: 725 17'" Street NW. Washington, DC 

DATE: 19 May 01 

,,,/-/.-.., ,/> 
(-I J ,_-.-.. PCM SAMPLE LOG 

Microscopist: 
(sign) 

ACT NUMBER: 
PO2642534 

Fibers / 
100 fields 

3.5 

2.0 

2.0 

2.5 

4.5 

5.5 

Sample Number 

2534-051 90 1 -41 CT 

2534-051 90 1 -42CT 

2534-051 901 -43CT 

2534-051 901 -44CT 

2534-051 90 1 -45CT 

2534-051 90 1 -46CT 

Fiber / 
cc 

<0.003 

<0.003 

<0.003 

<0.003 

<0.003 

<0.003 

Liters 

1200 

1200 

1200 

1200 

1200 

1200 

Sample 
Type 

POST 

POST 

POST 

POST 

POST 

POST 

Minutes 
elapsed 

120 

120 

120 

120 

120 

120 

Time Location 

New Executive Office Building: 
Inside area D 

New Executive Office Building: 
Inside area D 

New Executive Office Building: 
Inside area E 

New Executive Office Building: 
Inside area E 

New Executive Office Building: 
Inside area F 

New Executive Office Building: 
Inside area F 

on 

10:47 
am 

10:47 
am 

1 1 :35 
am 

1 1 :35 
am 

11 :37 
am 

1 1 :37 
am 

off 

12:47 
Pm 

12:47 
Pm 

1 :35 
Pm 

1 :35 
Pm 

1 :37 
Pm 

1 :37 
Pm 

Flow rate 

on 

10.0 

10.0 

10.0 

10.0 

10.0 

10.0 

off 

10.0 

10.0 

10.0 

10.0 

10.0 

10.0 



Industrial Hygiene Technologies, lnc. 
Environmental & Industrial Hygiene Consultants 

ABATEMENT FINAL INSPECTION CHECKLIST & LOG 

Page 5 of 6 

CLIENT: GSA, NCR, SDS, WPYG 

+ 

Signature of Inspector/Project Monitor: L. /fl&-> 1.. . Date: 19 Mav 01 

CONTRACT NUMBER: 
GS11 POOMQD0098 

ORDER 
NUMBER: P-11-01-DC-0101 

Project Monitor: Charles Turner Training Cert.1 License No: 051 785 
(Printflype) (Prinflype) 

ACT NUMBER: 
PO2642534 

BUILDING: New Executive Office Bldg: 

PROJECT: 6TH Floor Fan Coil Unit Replacement Project 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

LOCATION: 725 17'" Street NW. Washington, DC 

DATE: 19 May 01 

- 

? /7 --> ,'(&/,/& 
L. &----- PCM SAMPLE LOG 

Microscopist: 
(sign) 

Sample Number 

2534-051 901 -47CT 

2534-051 901 -48CT 

2534-05 1 901 -49CT 

2534-05 1 901 -50CT 

2534-051 901 -5 1 CT 

2534-051 901 -52CT 

Sample 
TY Pe 

POST 

POST 

POST 

POST 

POST 

POST 

Fibers I 
100 fields 

2.5 

7.0 

6.5 

3.0 

3 .O 

4.5 

Fiber I 
cc 

<0.003 

0.003 

~0 .003  

<0.003 

~0 .003  

<0.003 

Location 

New Executive Office Building: 
lnside area G 

- -- -- 

New Executive Office Building: 
Inside area G 

New Executive Office Building: 
Inside area H 

New Executive Office Building: 
Inside area H 

New Executive Office Building: 
Inside area I 

New Executive Office Building: 
Inside area I 

Flow rate 

on 

10.0 

10.0 

10.0 

10.0 

10.0 

10.0 

Liters 

1200 

1200 

1200 

1200 

1200 

1200 

off 

10.0 

10.0 

10.0 

10.0 

10.0 

10.0 

Minutes 
elapsed 

1 20 

120 

120 

120 

120 

120 

Time 

on 

12:50 
Pm 

pp 

12:50 
Pm 

12:53 
Pm 

12:53 
Pm 

1257 
Pm 

1257 
Pm 

off 

2:50 
Pm 

2:50 
Pm 

2:53 
Pm 

2:53 
Pm 

2:57 
Pm 

2:57 
Pm 



Industrial Hygiene Technologies, lnc. 
Environmental & Industrial Hygiene Consultants 

ABATEMENT FINAL INSPECTION CHECKLIST & LOG 

CLIENT: GSA, NCR, SDS, WPYG 

Page 6 of 6 

- 
,+'<; 
L &z- PCM SAMPLE LOG 

Microscopist: 
(sign) 

//,;-<;:;;) 
Signature of InspectorlProject Monitor: &L4?..- - Date: 19 May 01 

ORDER 
NUMBER: P-11-01-DC-0101 

Sample Number 

2534-051 901 -53CT 

2534-051 901 -54CT 

Project Monitor: Charles Turner Training Cert.1 License No: 051 785 
(PrintTType) (Printrype) 

BUILDING: New Executive Office Bldg: 

PROJECT: 6TH Floor Fan Coil Unit Replacement Project 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

CONTRACT NUMBER: 
GS1 lPOOMQD0098 

LOCATION: 725 17TH Street NW. Washington, DC 

DATE: 19 May 01 

ACT NUMBER: 
PO2642534 

Sample 
Type 

POST 

POST 

Location 

New Executive Office Budding: 
Inside area J 

New Executive Office Building: 
Inside area J 

Flow rate 

on 

10.0 

10.0 

off 

10.0 

o------ 

10.0 

Liters 

1200 

Minutes 
elapsed 

120 

120 

Time 

on 

1 :00 
Pm 

1 :00 
Pm 

1200 2.0 <0.003 

Fibers 1 
100 fields 

2.5 

. 
off 

3:00 
Pm 

3:00 
Pm 

Fiber 1 
cc 

<0.003 

- 



GSA National Capital Region - Public Buildings Service 
Safety, Environment & Fire Protection Branch (WPYG) 

JUNE 26,2001 

MEMORANDUM TO: KERRY BONOS 
WHITE HOUSE SDT (WPW) 

GALEN GREEN 
WHITE HOUSE PROJECTS OFFICE (WPW) 

FROM: TIM SLEETH, INDUSTRIAL HYGIENIST -7'- p- 
SAFETY, ENVIRONMENT AND 
FIRE PROTECTION BRANCH (WPYG) 

SUBJECT: ASBESTOS ABATEMENT MONITORING 
B-1 CARPENTER SHOP STORAGE ROOM 
NEW EXECUTIVE OFFICE BUILDING (NEOB) 
725 17** ST., NW 
WASHINGTON, DC 

On April 6" through loth, 2001, Industrial Hygiene Technology, Inc. monitored the abatement of 
known asbestos-containing materials (ACMs) from the New Executive Office Building (NEOB), 
located at 725 1 7 ~  St., NW, Washington, DC. During abatement operations approximately 450 
square feet of asbestos containing fire proofing was removed from the B-1 Carpenter's Shop. 

Asbestos abatement activities were conducted within a negative pressure containment. 
Additionally, wet methods and HEPA (High Efficiency Particulate Air) vacuums were utilized 
during abatement operations to control fiber release. During asbestos abatement operation 
workers utilized protective clothing and half-face or full-face powered air purifying (PAPR) 
HEPA respirators. 

Air monitoring samples were collected and analyzed on site by Phase Contrast Microscopy 
(PCM), NIOSH 7400 Method. All air samples collected outside the work area yielded results 
below then Reoccupancy Standard of <O.Ol fiberslcc. 

Final clearance air samples were collected and analyzed by Transmission Electron Microscopy 
(TEM). The TEM samples were found to be below the AHERA (Asbestos Hazard Emergency 
Reauthorization Act) clearance standard of 70 s/mm2. Please retain a copy of this report for your 
asbestos facility files. 

Should you have any questions please contact me at (202) 708-5257. 



lndustrial Hygiene Technologies, Inc. 
Environmental & Industrial Hygiene Consultants GSA, NCR, Service Delivery Support 

Safety, Environmental, & Fire 
7'h & D Streets, SW 

Room 2080 
Washington, D.C. 20407 

PROJECT PROGRESS I CLOSEOUT REPORT 

Site Name: New Executive Office Building 

Project Name: B-1 Carpenter Shop Storage Room Surfacing Material Abatement 

Work Area Location: Basement B-1 Carpenter Shop 

Order Number: Contract Number: 
GS11 POOMQD0098 

ACT Number: 
?//d/PCo/a / 

Project Date (s): April 6, 7, 8, & 10, 2001 

Sampling Conducted: Pre-abatement, Area, Work Area, Remote, and Final Clearance 
Monitoring - PCM Analysis (NIOSH 7400 Method) 

Project Description: Industrial Hygiene Technologies, Inc. (IHT) was retained to 
conduct asbestos abatement project monitoring during the 
removal of asbestos surfacing materials located in the B-1 
Carpenter Shop, New Executive Office Building. Materials 
removed included asbestos containing fire proofing, 
approximately 450 square feet. Removal was conducted using 
full containment with negative pressure. Manual removal 
methods and dust control were utilized. Final clearance was 
conducted using PCM analysis as instructed by client. Additional 
ambient testing within the location of work was conducted using 
AHERA TEM, two days following tear down of isolation barriers. 
Results of clearance and ambient testing were below the 
respective clearance values of 0.01 F/cc and 70 Slmm2. 

EDS was retained to perform the asbestos abatement. lndustrial 
Hygiene Technologies, Inc. performed project monitoring during 
all removal operations. Work began at 5:30 pm, April 6, 2001, 
with lock-out / tag-out of HVAC system. The work area had been 
prepared on previous work shifts. Abatement work began with 
demolition of plaster ceiling to access spray-on. Some gross 
removal was conducted the initial monitoring shift. 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 Page 1 



Industrial Hygiene Technologies, Inc. 
Environmental & Industrial Hygiene Consultants 

Report Prepared for: 
GSA, NCR, Service Delivery Support 

Safety, Environmental, & Fire 
7th & D Streets, SW 

Room 2080 
Washington, D.C. 20407 

The following work shift began at 6:30am, April 7, 2001 and 
included continued gross removal, fine cleaning, and final clearance. 
IHT observed tear down of containment barriers on Apr. 8,2001. No 
debris was noted. Removal was completed as per verbal scope of 
work provided by GSA. Results of final clearance were below 0.01 
Flcc. 

Deviations: Fire proofing debris was noted on floor, behind lockers in locker 
room. This material was assumed to be from work to install critical 
barriers above the plaster ceiling, although this was not confirmed. 
A pre-existing hole in the plaster ceiling, provided route for fire 
proofing to fall into the locker room. Upon observing this material, 
work was halted and fiber release response immediately initiated. 
Wet wiping and HEPA vacuum cleaning were conducted on all 
horizontal surfaces within the area. Monitoring conducted during 
the response action delineated the release and provided data 
showing fiber concentrations below 0.01 Flcc. Work was halted 
upon completion of removal of all visible debris and results of 
monitoring of less than 0.01 Flcc. Work resumed following the 
response action. 

Asbestos Removed: Approximately 450 square feet of fire proofing was removed. 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 Page 2 



lndustrial Hygiene Technologies, Inc. 
Environmental & lndustrial Hygiene Consultants 

ASBESTOS ABATEMENT MONITORING DAILY CHECKLIST & LOG OF EVENTS 

CLIENT: GSA, NCR, SDS, WPYG 

Page 1 of 3 

Signature of Inspector/Project Monitor: rr Date: 06 April 01 

ORDER 
NUMBER: 

REMOVAL CONTRACTOR: EDS 

CONTRACTOR SUPERVISOR: Rubin Ochoa 

Project Monitor: Rvan S. Reed Training Cert.1 License No: 01 -01 04 
(Printnype) (PrinVype) 

BUILDING: New Executive Office Bldg: 

PROJECT: B-1 Carpenter Shop Storage ACM Removal 

TIME ON SITE: Unknown 

MONITORING CONTRACTOR: 
INDUSTRIAL HYGIENE TECHNOLOGIES, INC. 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

CONTRACT NUMBER: 
GS11 POOMQD0098 

LOCATION: 725 1 7TH Street NW. Washington, DC 

DATE: 06 April 01 

TIME OFF SITE: 0030 TIME ON SITE: 1730 

ABATEMENT SCOPE OF WORK: Demolition with Surfacing Material Removal 

GENERAL SHIFT WORK PLAN: 

TYPE AND QUANTITY OF ASBESTOS REMOVED THIS SHIFT: 450 ft2 Surfacing Material Removal 

ACT NUMBER: 

TIME OFF SITE: 0030 

OSHA ACTIVITY 
CLASSIFICATION 

CLASS I 

INSPECTION 
CATEGORY 

WORK SITE 
lSoLATloN 

SIGNAGE 

X 

MARK W/ X - EXPLAIN IN NOTES, MARK NIA IF NOT REQUIREDIUTILIZED, EXPLAIN DEVIATIONS IN LOG 

ACTIVITY TO BE CHECKED 

BARRIER TAPE 

FULL CONTAINMENT 

NEGATIVE PRESSURE -0.02 MINIMUM 

FOUR AIR CHANGES PER HOUR 

FLOOR COVERED 

WALLS COVERED 

CRITICAL BARRIERS INTACT 

AREA VENTILATION OFF & VENTS COVERED 

NEGATIVE PRESSURE GLOVEBAG USED 

CAUTION SIGNS AT STAGING AREA 

OSHA SIGN (ASBESTOS) AT ENTRANCES TO WORK AREA 

WASTE CONTAINERS LABELED PER NESHAP & GENERATOR 

HVAC TAG OUT 

CLASS ll 

WITHIN 
LIMITS 

NIA 

YES 

YES 

YES 

YES 

YES 

YES 

YES 

NIA 

NIA 

YES 

N/A 

YES 

CLASS Ill 

PROBLEMS 
ENCOUNTERED 

X CLASS IV 



~ndustrial Hygiene Technologies, Inc. 
Environmental & Industrial Hygiene Consultants 

ASBESTOS ABATEMENT MONITORING DAILY CHECKLIST & LOG OF EVENTS 

CLIENT: GSA, NCR, SDS, WPYG 

Page 2 of 3 

INSPECTION 
CATEGORY 

lNSPECTlON 

WORKER 

SHOWERS 

WORK HABITS 

SAFETY 
MEETING 

BASELINE 
MONITORING 

PROJECT 
DESIGN 

DOCUMENTS 

MARK W/ X, MARK 

Signature of Inspector/Project Monitor: rr Date: 06 April 01 

Project Monitor: Rvan S. Reed Training Cert.1 License No: 01 -01 04 
(Prinflype) (Prinflype) 

ACT NUMBER: ORDER 
NUMBER: 

BUILDING: New Executive Office Bldg: 

PROJECT: B-1 Carpenter Shop Storage ACM Removal 

ACTIVITY TO BE CHECKED 

HIGH-SPEED ABRASIVE DISC SAWS, COMPRESSED AIR, DRY 
SWEEPING, SHOVELING, EMPLOYEE ROTATION - NOT TO BE USED 

LABELED WASTE CONTAINERS ON SITE 

HEPA VACUUM FOUND WORKING AND ACCEPTABLE 

ACCESS TO WATER FOR WET METHODS 

AIRLESS SPRAYER WORKING AND IN WORK AREA 

DISPOSABLE COVERALLS & BOOT COVERS 

PROPER NlOSH RESPIRATORS 
TYPE RESPIRATOR: '/2 face APR 
FILTER: P-100 

HEAD PROTECTION 

EYE PROTECTION 

FUNCTIONING 

HOT AND COLD RUNNING WATER 

WATER COLLECTION / FILTERING DEVICE FUNCTIONAL 

HOUSE KEEPING - MATERIALS AND EQUIPMENT STORED. LOCKERS 
AND PERSONAL ITEM CONTAINERS 

COMPETENT PERSON HAS CONDUCTED A SAFETY MEETING 

BASELINE MONITORING CONDUCTED PRIOR TO START OF 
PREPARATIONS 

PROJECT DESIGN ON SITE, AND ALL PREPARATIONS COMPLETED IN 
ACCORDANCE WITH DESIGN 

NOTIFICATION, PERMIT, ABATEMENT PLAN, CONTRACTOR LICENSE, 
SUPERVISOR LICENSE, WORKER LICENSE, TRAINING, & MEDICAL, 
FIT TEST DOCUMENTATION ON SlTE AND IN ORDER 

N/A IF NOT REQUIREDIUTILIZED, EXPLAIN DEVIATIONS IN LOG 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

CONTRACT NUMBER: 
GS11 POOMQD0098 

LOCATION: 725 1 7TH Street NW. Washington, DC 

DATE: 06 April 01 

WITHIN 
LIMITS 

YES 

YES 

YES 

YES 

YES 

YES 

NO 

YES 

YES 

YES 

YES 

YES 

DEVIATION 

See Log 

NO 

NO 

NO 

UNKNOWN 

UNKNOWN 



Industrial Hygiene Technologies, lnc. 
Environmental & Industrial Hygiene Consultants 

ASBESTOS ABATEMENT MONITORING DAILY CHECKLIST & LOG OF EVENTS 

See Asbestos Abatement Monitoring Checklist and Log of Events- for details concerning project. 

CLIENT: GSA, NCR, SDS, WPYG 

Page 3 of 3 

Signature of Inspector/Project Monitor: r- Date: 06 April 01 

ORDER 
NUMBER: 

Project Monitor: Rvan S. Reed Training Cert.1 License No: 01 -01 04 
(Prinflype) (Prinflype) 

BUILDING: New Executive Office Bldg: 

PROJECT: B-1 Carpenter Shop Storage ACM Removal 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

CONTRACT NUMBER: 
GS11 POOMQD0098 

LOCATION: 725 17TH Street NW. Washington, DC 

DATE: 06 April 01 

ACT NUMBER: 



Industrial Hygiene Technologies, Inc. 
Environmental & Industrial Hygiene Consultants 

ASBESTOS ABATEMENT MONITORING DAILY CHECKLIST & LOG OF EVENTS 

Page 1 of 10 

ACT NUMBER: CLIENT: GSA, NCR, SDS, WPYG 

Signature of Inspector/Project Monitor: rr Date: 06 April 01 

MONITORING CONTRACTOR: 
INDUSTRIAL HYGIENE TECHNOLOGIES, INC. 

TIME ON SITE: 1730 TIME OFF SITE: 0030 

REMOVAL CONTRACTOR: EDS 

CONTRACTOR SUPERVISOR: Rubin Ochoa 

Project Monitor: Rvan S. Reed Training Cert.1 License No: 01 -01 04 
(Printnype) (Prinflype) 

ORDER 
NUMBER: 

BUILDING: New Executive Office Bldg: 

PROJECT: 6-1 Carpenter Shop Storage ACM Removal 

TIME ON SITE: Unknown 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

CONTRACT NUMBER: 
GS11 POOMQD0098 

LOCATION: 725 17'" Street NW. Washington, DC 

DATE: 06 April 01 

TIME OFF SITE: 0030 

ABATEMENT SCOPE OF WORK: Demolition with Surfacing Material Removal 

GENERAL SHIFT WORK PLAN: 

TYPE AND QUANTITY OF ASBESTOS REMOVED THIS SHIFT: 450 ft2 Surfacing Material Removal 

OSHA ACTIVITY 
CLASSIFICATION 

CLASS I 

INSPECTION 
CATEGORY 

WORK SITE 
ISoLAT'oN 

SIGNAGE 

X 

MARK W/ X - EXPLAIN IN NOTES, MARK N/A IF NOT REQUIRED/UTILIZED, EXPLAIN DEVIATIONS IN LOG 

CLASSll 

PROBLEMS 
ENCOUNTERED 

See Log 

See Log 

ACTIVITY TO BE CHECKED 

BARRIER TAPE 

FULL CONTAINMENT 

NEGATIVE PRESSURE -0.02 MINIMUM 

FOUR AIR CHANGES PER HOUR 

FLOOR COVERED 

WALLS COVERED 

CRITICAL BARRIERS INTACT 

AREA VENTILATION OFF & VENTS COVERED 

NEGATIVE PRESSURE GLOVEBAG USED 

CAUTION SIGNS AT STAGING AREA 

OSHA SIGN (ASBESTOS) AT ENTRANCES TO WORK AREA 

WASTE CONTAINERS LABELED PER NESHAP & GENERATOR 

HVAC TAG OUT 

WITHIN 
LIMITS 

N/A 

YES 

NO 

NO 

YES 

YES 

YES 

YES 

N/A 

N/A 

YES 

N/A 

YES 

CLASS IV CLASS Ill X 



Industrial Hygiene Technologies, lnc. 
Environmental & Industrial Hygiene Consultants 

ASBESTOS ABATEMENT MONITORING DAILY CHECKLIST & LOG OF EVENTS 

CLIENT: GSA, NCR, SDS, WPYG 

Page 2 of 10 

Signature of Inspector/Project Monitor: -7 Date: 06 A ~ r i l  01 

ORDER 
NUMBER: 

INSPECTION 
CATEGORY 

WORK PRACTICES 

WORKER 
PROTECTION 

SHOWERS 

WORK HABITS IN 
WORK AREA 

DOCUMENTS 

MARK W/ X - EXPLAIN IN 

Project Monitor: Rvan S. Reed Training Cert.1 License No: 01 -01 04 
(Printpype) (Printpype) 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

BUILDING: New Executive Office Bldg: 

PROJECT: B-1 Carpenter Shop Storage ACM Removal 

ACTIVITY TO BE CHECKED 

HIGH-SPEED TOOLS, COMPRESSED AIR, 
DRY SWEEPING, SHOVELING, EMPLOYEE 
ROTATION NOT IN USE 

REMOVED MATERIAL PROPERLY BAGGED 

WASTE REMOVED PRIOR TO SHIFT END 

HEPA VACUUM IN USE 

MATERIAL KEPT WET / USE OF WET 
METHODS 

AIRLESS SPRAYER IN USE 

OSHA COMPLIANT GLOVEBAG PROCEDURE 

DISPOSABLE CLOTHING USED ONCE 

PROPER NlOSH RESPIRATORS 
TYPE RESPIRATOR: M Face APR 
FILTER: P-100 

PROPER DECON SEQUENCE FOLLOWED 

FUNCTIONING 

HOT AND COLD RUNNING WATER 

USEDEACHDEPARTURE 

WATER COLLECTED & FILTERED PROPERLY 

NO SMOKING, EATING OR DRINKING IN THE 
WORK AREA 

NOTIFICATION, PERMIT, ABATEMENT PLAN, 
CONTRACTOR LICENSE, SUPERVISOR 
LICENSE, WORKER LICENSE, TRAINING, & 
MEDICAL, FIT TEST DOCUMENTATION ON 
SITE AND IN ORDER 

NOTES, MARK N/A IF NOT REQUIREDIUTILIZED, 

WITHIN LIMITS 

YES 

YES 

YES 

N/A 

NO 

NO 

N/A 

YES 

NO 

YES 

YES 

YES 

YES 

YES 

YES 

NO 

EXPLAIN DEVIATIONS 

CONTRACT NUMBER: 
GS11 POOMQD0098 

LOCATION: 725 17'" Street NW. Washington, DC 

DATE: 06 April 01 

PROBLEMS 
ENCOUNTERED 

See Log 

See Log 

See Log 

See Log 

IN LOG 

ACT NUMBER: 



Industrial Hygiene Technologies, lnc. 
Environmental & Industrial Hygiene Consultants 

ASBESTOS ABATEMENT MONITORING DAILY CHECKLIST & LOG OF EVENTS 

DAILY LOG OF EVENTS 

CLIENT: GSA, NCR, SDS, WPYG 

Remediation Activities 

1800: EDS supervisor Rubin Ochoa with 7 workers returning to site New Executive Office Building 725 1 7TH Street 
NW Washington DC from diner break. EDS supervisor informs IHT rep Ryan S. Reed that EDS shall be 
commencing demolition of non-asbestos plaster ceiling followed by a Class I scrape and removal operation 
of the ACM spray-on surfacing material above the plaster ceiling in NEOB: B-1 Carpenter Shop Storage Room 
Work Area using Full Containment, hand tools, and wet methods. EDS supervisor states that he intends to 
work until project is completed. IHT has strong reservations regarding this statement of intent. Earlier, IHT 
contacted EDS Project Manager Larry Reed to discuss the project. Mr. Reed states that EDS would be ready 
to commence removal operations around 6:00PM and would work until around 10:OOPM. Tomorrow EDS would 
return to the site and continue removal operations until completed. EDS PM estimated approximately 18 total 
hours to complete project and achieve clearance for tear down. Worker production falls and accident rates 
rise after 12 hours of work. EDS supervisor informs IHT that EDS has been on site since 1 2:00PM conducting 
prepping operations for Class I removal. After consideration, EDS states that EDS shall conduct removal 
operations until 1 2:00AM and return to site to tomorrow @ 7:00AM to continue Class I removal operations. 

ORDER 
NUMBER: 

1830: IHT and GSA safety rep Kerry Bonos discuss the project. GSA safety rep Kerry Bonos informs IHT that GSA 
will not require IHT to inspect EDS certificates to conduct removal. They are on file in GSA safety rep Kerry 
Bonos's office. Earlier in a phone conversion, GSA safety rep Kerry Bonos stated that TEM clearance of the 
work area will be not required in favor of PCM clearance because the area was to "remain unoccupied except 
for storage activities". The plan of action at this time calls for EDS to commence non-asbestos plaster removal 
tonight followed by Class I scrape and removal operation of the ACM spray-on surfacing material above the 
plaster ceiling tomorrow. 

BUILDING: New Executive Office Bldg: 

PROJECT: B-1 Carpenter Shop Storage ACM Removal 

1845: EDS workers making repairs to NEOB: B-1 Carpenter Shop Storage Room Full Containment Work Area as 
requested by IHT. IHT notes that HVAC system is still active. IHT contacts GSA safety rep Kerry Bonos to 
discuss issue. GSA stall contact NEOB engineer to shut down system. 

CONTRACT NUMBER: 
GS11 POOMQD0098 

LOCATION: 725 1 7TH Street NW. Washington, DC 

DATE: 06 April 01 

1945: NEOB engineer is able to isolate and lock out active HVAC system within NEOB: B-1 Carpenter Shop Storage 
Room Work Area. EDS workers don PPE, i.e. suits and I/z face APR's, enter NEOB: B-1 Carpenter Shop 
Storage Room Work Area and commence non-ACM demolition operations of plaster ceiling in order to gain 
access to the Surfacing Material. NOTE: All waste to be disposed of as ACM waste in an EPA approved 
landfill. IHT recommends that EDS conduct demolition operations with safety glasses and hard hats added 
to PPE to reduce the possibility of head and eye injury. Furthermore, IHT recommends that EDS conduct 
Surfacing Material removal using PAPR's for respiratory protection unless EDS can provide an valid negative 
exposure assessment during removal of similar material. 

ACT NUMBER: 
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2000: IHT notes that negative pressure within NEOB: B-1 Carpenter Shop Storage Room Work Area has fallen 
below -0.20" H20. IHT informs EDS supervisor. EDS supervisor states that when the plaster ceiling is 
removed, holes are located and immediately sealed. IHT states that maintaining negative 0.20 pressure is 
a high priority when conducting Class I removal operations. While engaged in the demolition process of the 
removal it is vital that constant water from an airless sprayer be used. IHT notes that all visible critical barriers 
are intact and IHT can hear the airless sprayer in operation. 

CLIENT: GSA, NCR, SDS, WPYG 

2045: GSA safety rep Kerry Bonos off site. Removal operations scheduled to continue tomorrow @ 7:00 AM. 

2130: IHT and EDS supervisor discuss status of removal operations. IHT expresses his concern regarding EDS 
work practices (See Inspections Section). IHT states that EDS supervisor as the "competent person" on the 
job site is the one who has the ultimate responsibility to insure worker and building occupant safety from 
asbestos hazards associated with specific project. IHT notes that EDS has been conducting dry removal of 
a friable material, specifically prohibited by OSHA 1926.1101. Furthermore, IHT noted that EDS is not 
conducting OSHA personal monitoring on workers. With regard to worker PPE, EDS supervisor cannot 
provide IHT a copy of EDS exposure data concerning surfacing material removal. EDS supervisor states he 
does not possess the authority to change the work plan. IHT states that the work plan does not need to be 
altered. Simple compliance with OSHA and NESHAP is required absent any Project Specifications or 
abatement plan. IHT recommends that EDS conduct friable removal operations with workers donning PAPR's 
as a part of EDS PPE. IHT notes that EDS has yet to maintain negative pressure of -0.20" H20 on EDS's 
manometer since the project started. EDS supervisor states that maintaining negative pressure is impossible 
during the initial phase of ceiling plaster demolition until the critical barrier are sealed above the work area. 
IHT states that EDS should have taken the removal process into account when conducting the project design. 
Perhaps, more AFD's could have been incorporated into the containment design to make up for the breaches 
above the ceiling until EDS can install critical barriers above work area. IHT does not possess a copy of the 
project specifications on site. Industry standard calls for abatement contractors to maintain negative pressure 
at a minium of -0.20" H,O on a manometer. 

ORDER 
NUMBER: 

The following are quotations from OSHA 1926.1 101 to illustrate IHT points regarding the discussion with EDS 
supervisor. 

BUILDING: New Executive Office Bldg: 

PROJECT: 8-1 Carpenter Shop Storage ACM Removal 

In regards to the question who has the ultimate authority on a job site: 1926.1 101 (b) Definitions. 

CONTRACT NUMBER: 
GS11 POOMQD0098 

LOCATION: 725 17TH Street NW. Washington, DC 

DATE: 06 April 01 

"Competent person" means, in addition to the definition in 29 CFR 1926.32 (f), one who is capable of identifying existing asbestos 
hazards in the workplace and selecting the appropriate control strategy for asbestos exposure, who has the authority to take 
prompt corrective measures to eliminate them, as specified in 29 CFR 1926.32(9: in addition, for Class I and Class II work who is 
specially trained in a training course which meets the criteria of EPA's Model Accreditation Plan (40 CFR 763) for supervisor, or its 
equivalent and, for Class Ill and Class IV work, who is trained in a manner consistent with EPA requirements for training of local 
education agency maintenance and custodial staff as set forth at 40 CFR 763.92 (a)(2). 

ACT NUMBER: 

In regards respiratory protection selection: 1926.1 101 (f) Exposure assessments and monitoring (2) Initial 
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Exposure Assessment. 

(ii) Basis of Initial Exposure Assessment: Unless a negative exposure assessment has been made pursuant to 
paragraph (f)(2)(iii) of this section, the initial exposure assessment shall, if feasible, be based on monitoring 
conducted pursuant to paragraph (f)(l)(iii) of this section. The assessment shall take into consideration both the 
monitoring results and all observations, information or calculations which indicate employee exposure to asbestos, 
including any previous monitoring conducted in the workplace, or of the operations of the employer which indicate 
the levels of airborne asbestos likely to be encountered on the job. For Class I asbestos work, until the 
employer conducts exposure monitoring and documents that employees on that job will not be exposed 
in excess of the PELS, or otherwise makes a negative exposure assessment pursuant to paragraph (f)(2)(iii) 
of this section, the employer shall presume that employees are exposed in excess of the TWA and 
excursion limit. 

CLIENT: GSA, NCR, SDS, WPYG 

In regards to the question of EDS work practices during ACM removal and demolition: 1926.1 101 (g) Methods 
of compliance 

CONTRACT NUMBER: 
GS11 POOMQD0098 

ORDER 
NUMBER: 

(1) Engineering controls and work practices for all operations covered by this section. The employer shall use the 
following engineering controls and work practices in all operations covered by this section, regardless of the levels of 
exposure: 

ACT NUMBER: 

BUILDING: New Executive Office Bldg: 

PROJECT: B-1 Carpenter Shop Storage ACM Removal 

(1) Vacuum cleaners equipped with HEPA filters to collect all debris and dust containing ACM and PACM, except as 
provided in paragraph (g)(8)(ii) of this section in the case of roofing material. 

LOCATION: 725 1 7TH Street NW. Washington, DC 

DATE: 06 April 01 

(ii) Wet methods, or wetting agents, to control employee exposures during asbestos handling, mixing, removal, 
cutting, application, and cleanup, except where employers demonstrate that the use of wet methods is infeasible 
due to for example, the creation of electrical hazards, equipment malfunction, and, in roofing, except as provide 
in paragraph (g)(8)(ii) of this section; and 

(iii) Prompt clean-up and disposal of wastes and debris contaminated with asbestos in leak-tight containers 
except in roofing operations, where the procedures specified in paragraph (g)(8)(ii) of this section apply. 

In regards to the question of EDS maintaining negative pressure with work area during ACM removal and 
demolition: 1926.1 101 (g) Methods of compliance. 

(5) Specific control methods for Class I work. In addition, Class I asbestos work shall be performed using one or more of 
the following control methods pursuant to the limitations stated below: 

(i) Negative Pressure Enclosure (NPE) systems: NPE systems may be used where the configuration of the work area 
does not make the erection of the enclosure infeasible, with the following specifications and work practices. 

(A) Specifications: 

(1) The negative pressure enclosure (NPE) may be of any configuration, 

(2) At least 4 air changes per hour shall be maintained in the NPE, 

(3) A minimum of -0.02 column inches of water pressure differential, relative to outside 
pressure, shall be maintained within the NPE as evidenced by manometric 
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measurements, 

(4) The NPE shall be kept under negative pressure throughout the period of its use, and 

ACT NUMBER: CLIENT: GSA, NCR, SDS, WPYG 

is} Air movement shall be directed away from employees performing asbestos work within the 
enclosure, and toward a HEPA filtration or a collection device. 

2145: IHT conduct PCM air sample analysis of IST set of PCM area air samples in and around NEOB: B-1 
Carpenter Shop Storage Room Work Area. IHT notes that all PCM air samples located outside EDS work area 
reported airborne fiber concentration levels below 0.01 fiberslcc. However, sample 
040601 .GSA.PCM.STA.08.RR, was overloaded, giving a further indication that EDS was not using enough 
water in conjunction with their demolition operations. IHT briefs EDS supervisor on PCM results. NEOB escort 
informs IHT that he received a call from the USSS stating that EDS had tripped the fire alarm during their 
demolition activities. 

ORDER 
NUMBER: 

BUILDING: New Executive Office Bldg: 

PROJECT: 6-1 Carpenter Shop Storage ACM Removal 

CONTRACT NUMBER: 
GS11 POOMQD0098 

LOCATION: 725 17TH Street NW. Washington, DC 

DATE: 06 April 01 

1730: IHT on site to perform area air monitoring and I I I 

abatement quality control. NEOB: B-1 Carpenter Shop Storage Room 

2245: IHT notes that EDS negative pressure is 
above -0.20" H,O at -0.26" H,O and airless 06 & 14 Freight Elevator #7 
use within work area evident. Deemed @ Loading 
satisfactory. IHT discussed schedule with EDS 
supervisor. EDS supervisor stated that EDS 05& 13 

07 EXH 01 & 09 DCON Hall shall continue Class I demolition and removal Loading Dock 02& 1 0 c B  
operations until 1 2:00AM. IHT notes that shower @ 

63 
unit leaking water. Unfiltered water must be [ e l l  C 

1850: IHT calibrates high & low volume pumps and 
initiates PCM area air sampling in and around NEOB: B-1 Carpenter Shop Storage Room work area. IHT 
unable to set up Remote sampling above and below work area because NEOB has only provided one escort 
for whole crew. 

considered contaminated. IHT request that all 
towels used to mop up water be disposed of 
as ACM waste and that EDS fix problem with 
shower unit of DCON. 

04& 12 
0030: EDS departed the site. Shop CB adj 

to AFD 

2050: IHT exchanges samples and continues PCM area air sampling. 
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0030: IHT completed sampling. IHT off site. 

Inspections 

CLIENT: GSA, NCR, SDS, WPYG 

1940: IHT conducts pre-commencement inspection of B-1 Carpenter Shop Storage Work Area. IHT notes that EDS 
has set up a Full Containment, with double layer Critical Barrier, Drop Layer of Poly, (2) AFD's in operation, 
signs &working DCON in place. Deemed satisfactory EDS authorized to commence demolition & Class I ACM 
spray on scrape and removal operations in B-1 Carpenter Shop Storage Work Area. 

CONTRACT NUMBER: 
GSl 1 POOMQD0098 

ORDER 
NUMBER: 

2100-21 15: IHT dons PPE and enters B-I  Carpenter Shop Storage Work Area. IHT notes that there is a substantial 
amount of dry asbestos surfacing material on the ground. The majority of EDS workers are above the 
plaster ceiling which has been partially demoed (20%) to gain access to the metal decking containing friable 
surfacing material. EDS workers conducting demolition activities without safety glasses, gloves or hard hat. 
The plaster ceiling contains a mesh portions which is partially demoed and contains sharp edges. IHT 
requests that EDS use water on surfacing and plaster debris on the ground. IHT inspects work activities above 
plaster ceiling. The majority of the workers are establishing critical barriers above the ceiling to isolate the 
work area. IHT notes a substantial amount of dry asbestos surfacing material on the plaster ceiling deck. 
Currently, no water is be sprayed in the work area. IHT requests that EDS use water on surfacing debris 
and surfacing material above the plaster ceiling. EDS worker begins spraying work area with hose. IHT notes 
that this adds to the airborne fiber level issue because the force of the water creates emissions when it comes 
in contact with the surfacing material. IHT request that EDS worker "mist" work area above the plaster ceiling 
with the airless sprayer and use the hose to "mist" the ground. IHT notes that workers are conducting scraping 
operations in selected places in order to establish critical barriers. The surfacing material is dry. 
UNACCEPTABLE. This activity constitutes dry friable asbestos removal. IHT requests that EDS 
supervisor halt all dry removal. IHT exchanges sample 040601.GSA.PCM.STA.08.RR. for sample 
040601 .GSA.PCM. STA.15.RR. and continue PCM area air sampling inside work area. IHT exits work area 
after conducting decontamination procedures. 

ACT NUMBER: 

BUILDING: New Executive Office Bldg: 

PROJECT: B-1 Carpenter Shop Storage ACM Removal 

Comments 

LOCATION: 725 17'"Street NW. Washington, DC 

DATE: 06 April 01 

PCM air sample analysis preformed: IHT reported no elevated sample results: All area samples outside B-1 
Carpenter Shop Storage Work Area reported airborne fiber concentration levels below 0.01 fiberslcc. Sample 
040601 .GSA.PCM.CB.11 .RR. was located in the Carpenter Shop Break Room was close to the re-occupancy 
level. Later it determined that a containment breach did occur. See 4/07/01 for details. 

Page 7 of 10 

Signature of Inspector/Project Monitor: T r  Date: 06 April 01 

Project Monitor: Rvan S. Reed Training Cert.1 License No: 01 -01 04 
(PrinUType) (PrintiType) 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 



lndustrial Hygiene Technologies, Inc. 
Environmental & Industrial Hygiene Consultants 

Page 8 of 10 

ACT NUMBER: CLIENT: GSA, NCR, SDS, WPYG 

> 

Signature of Inspector/Project Monitor: -7 Date: 06 April 01 

Project Monitor: Rvan S. Reed Training Cert.1 License No: 01 -01 04 
(PrintiType) (Pr~ntTType) 

ORDER 
NUMBER: 

BUILDING: New Executive Office Bldg: 

PROJECT: B-1 Carpenter Shop Storage ACM Removal 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

CONTRACT NUMBER: 
GS11 POOMQD0098 

LOCATION: 725 17TH Street NW. Washington, DC 

DATE: 06 April 01 

Y 

-7 PCM SAMPLE LOG 
Microscopist: 

(sign) 

Sample Number 

040601 .GSA.PCM. 
DCON.01 .RR. 

040601 .GSA.PCM. 
CB.02.RR. 

040601 .GSA.PCM. 
CB.03.RR. 

040601 .GSA.PCM. 
CB.04.RR. 

040601 .GSA.PCM. 
REM.05.RR. 

Sample 
Type 

DCON 

CB 

CB 

CB 

REM 

Location 

New Executive Office Building: B-1 
adj to Service Elevator Clean Room 

DCON 

New Executive Office Building: B-1 
adj to Service Elevator Critical Barrier 

adj to DCON 

New Executive Office Building: B-1 
Break Room Critical Barrier 

New Executive Office Building: SR 
AFD Critical Barrier in Carpenter 

Shop 

New Executive Office Building: B-1 
Hall adj to Elevator 

Flow rate Fibers / 
100 fields 

17.5 

18.0 

19.5 

14.0 

6.5 

on 

10.0 

10.0 

10.0 

10.0 

10.0 

Time Fiber / 
cc 

0.008 

0.008 

0.007 

0.006 

<0.003 

Minutes 
elapsed 

111 

111 

133 

120 

128 

off 

10.0 

10.0 

10.0 

10.0 

10.0 

on 

7:02 
PM 

7:02 
PM 

6:43 
PM 

6:57 
PM 

6:39 
PM 

Liters 

11 10 

11 10 

1330 

1200 

1280 

off 

8:53 
PM 

8:53 
PM 

8:56 
PM 

8:57 
PM 

8:47 
PM 
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ACT NUMBER: 

Signature of Inspector/Project Monitor: - =  Date: 06 April 01 

CONTRACT NUMBER: 
GS11 POOMQD0098 

CLIENT: GSA, NCR, SDS, WPYG 

., 

Tr  PCM SAMPLE LOG 
Microscopist: 

(sign) 

Project Monitor: Rvan S. Reed Training Cert.1 License No: 01 -01 04 
(Printrype) (Printpype) 

ORDER 
NUMBER: 

BUILDING: New Executive Office Bldg: 

PROJECT: B-1 Carpenter Shop Storage ACM Removal 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

LOCATION: 725 17TH Street NW. Washington, DC 

DATE: 06 April 01 

Fiber / 
cc 

<0.003 

<0.004 

Sample 
Void 

0.005 

0.004 

Fibers / 
100 fields 

4.0 

3.0 

Particle 
Overload 

16.5 

13.0 

Minutes 
elapsed 

116 

31 4 

119 

1 70 

1 70 

Liters 

1160 

942 

297 

1700 

1700 

Sample Number 

040601 .GSA.PCM. 
REM.06.RR. 

040601 .GSA.PCM. 
EXH.07.RR. 

040601.GSA.PCM. 
STA.08.RR. 

040601 .GSA.PCM. 
DCON.09.RR. 

040601 .GSA.PCM. 
CB.1O.RR. 

Time 

on 

653 
PM 

7:08 
PM 

7:08 
PM 

853  
PM 

853  
PM 

Flow rate Sample 
Type 

REM 

EXH 

STA 

DCON 

CB 

off 

8:49 
PM 

12:22 
AM 

9:07 
PM 

11 :43 
PM 

11 :43 
PM 

on 

10.0 

3.0 

2.5 

10.0 

10.0 

Location 

New Executive Office Building: B-1 
Loading Dock 

New Executive Office Building: B-1 
Exterior Loading Dock 

New Executive Office Building: B-I 
inside Carpenter Shop Storage Room 

Work Area 

New Executive Office Building: B-I  
adj to Service Elevator Clean Room 

DCON 

New Executive Office Building: B-1 
adj to Service Elevator Critical Barrier 

adj to DCON 

off 

10.0 

3.0 

2.5 

10.0 

10.0 
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CLIENT: GSA, NCR, SDS, WPYG 
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-7 PCM SAMPLE LOG 
Microscopist: 

(sign) 

Signature of Inspector/Project Monitor: rr Date: 06 April 01 

ORDER 
NUMBER: 

Sample Number 

040601 .GSA.PCM. 
CB . l l  .RR. 

040601 .GSA.PCM. 
CB.12.RR. 

040601 .GSA.PCM. 
REM.13.RR. 

040601 .GSA.PCM. 
REM.14.RR. 

040601 .GSA.PCM. 
STA.15.RR. 

Project Monitor: Rvan S. Reed Training Cert.1 License No: 01 -01 04 
(Printrype) (Printnype) 

BUILDING: New Executive Office Bldg: 

PROJECT: B-1 Carpenter Shop Storage ACM Removal 
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CONTRACT NUMBER: 
G S l  1 POOMQD0098 

LOCATION: 725 17'"treet NW. Washington, DC 

DATE: 06 April 01 

Sample 
Type 

CB 

CB 

REM 

REM 

STA 

ACT NUMBER: 

Location 

New Executive Office Building: B-1 
Break Room Critical Barrier 

New Executive Office Building: SR 
AFD Critical Barrier in Carpenter 

Shop 

New Executive Office Building: B-1 
Hall adj to Elevator 

New Executive Office Building: B-1 
Loading Dock 

New Executive Office Building: B-1 
inside Carpenter Shop Storage Room 

Work Area 

Flow rate 

on 

10.0 

10.0 

10.0 

10.0 

2.5 

off 

10.0 

10.0 

10.0 

10.0 

2.5 

Time Minutes 
elapsed 

1 70 

170 

180 

180 

1 70 

on 

856  
PM 

857  
PM 

8:47 
PM 

8:49 
PM 

9:07 
PM 

off 

1 1 :46 
PM 

11 :47 
PM 

11 :47 
PM 

1 1 :49 
PM 

11 :57 
PM 

Liters 

1700 

1700 

1800 

1800 

425 

Fibers / 
100 fields 

33.5 

12.0 

8.5 

6.5 

54.0 

Fiber / 
cc 

0.0097 

0.003 

0.002 

<0.002 

0.062 
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CLIENT: GSA, NCR, SDS, WPYG 

Page 1 of 11 

Signature of Inspector/Project Monitor: -7 Date: 07 A ~ r i l  01 

ORDER 
NUMBER: 

REMOVAL CONTRACTOR: EDS 

CONTRACTOR SUPERVISOR: Rubin Ochoa 

Project Monitor: Rvan S. Reed Training Cert.1 License No: 01 -01 04 
(PrinVType) (PrintiType) 

BUILDING: New Executive Office Bldg: 

PROJECT: B-1 Carpenter Shop Storage ACM Removal 

TIME ON SITE: Unknown 

MONITORING CONTRACTOR: 
INDUSTRIAL HYGIENE TECHNOLOGIES, INC. 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

CONTRACT NUMBER: 
GSl 1 POOMQD0098 

LOCATION: 725 17TH Street NW. Washington, DC 

DATE: 07 April 01 

TIME OFF SITE: 0030 TIME ON SITE: 1730 

ABATEMENT SCOPE OF WORK: Demolition with Surfacing Material Removal 

GENERAL SHIFT WORK PLAN: 

TYPE AND QUANTITY OF ASBESTOS REMOVED THIS SHIFT: 450 ft2 Surfacing Material Removal 

ACT NUMBER: 

TIME OFF SITE: 2230 

OSHA ACTIVITY 
CLASSIFICATION 

CLASS I 

INSPECTION 
CATEGORY 

WORK SITE 
ISOLATION 

SIGNAGE 

X 

MARK W/ X - EXPLAIN IN NOTES, MARK N/A IF NOT REQUIRED/UTILIZED, EXPLAIN DEVIATIONS IN LOG 

ACTIVITY TO BE CHECKED 

BARRIER TAPE 

FULL CONTAINMENT 

NEGATIVE PRESSURE -0.02 MINIMUM 

FOUR AIR CHANGES PER HOUR 

FLOOR COVERED 

WALLS COVERED 

CRITICAL BARRIERS INTACT 

AREA VENTILATION OFF & VENTS COVERED 

NEGATIVEPRESSUREGLOVEBAGUSED 

CAUTION SIGNS AT STAGING AREA 

OSHA SIGN (ASBESTOS) AT ENTRANCES TO WORK AREA 

WASTE CONTAINERS LABELED PER NESHAP & GENERATOR 

HVAC TAG OUT 

CLASSll 

WITHIN 
LIMITS 

N/A 

YES 

YES 

YES 

YES 

YES 

YES 

YES 

N/A 

N/A 

YES 

YES 

YES 

CLASS Ill 

PROBLEMS 
ENCOUNTERED 

X CLASS IV 
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ACT NUMBER: CLIENT: GSA, NCR, SDS, WPYG 

INSPECTION 
CATEGORY 

WORK PRACTICES 

WORKER 
PROTECTION 

SHOWERS 

7 

WORK HABITS IN 
WORK AREA 

DOCUMENTS 

MARK W/ X - EXPLAIN IN 

Signature of Inspector/Project Monitor: T -  Date: 07 A ~ r i l  01 

Project Monitor: Rvan S. Reed Training Cert.1 License No: 01 -01 04 
(Prinflype) (Printnype) 

ORDER 
NUMBER: 

BUILDING: New Executive Office Bldg: 

PROJECT: B-1 Carpenter Shop Storage ACM Removal 

ACTIVITY TO BE CHECKED 

HIGH-SPEED TOOLS, COMPRESSED AIR, 
DRY SWEEPING, SHOVELING, EMPLOYEE 
ROTATION NOT IN USE 

REMOVED MATERIAL PROPERLY BAGGED 

WASTE REMOVED PRIOR TO SHIFT END 

HEPA VACUUM IN USE 

MATERIAL KEPT WET / USE OF WET 
METHODS 

AIRLESS SPRAYER IN USE 

OSHA COMPLIANT GLOVEBAG PROCEDURE 

DISPOSABLE CLOTHING USED ONCE 

PROPER NlOSH RESPIRATORS 
TYPE RESPIRATOR: PAPR 
FILTER: P-100 

PROPER DECON SEQUENCE FOLLOWED 

FUNCTIONING 

HOT AND COLD RUNNING WATER 

USED EACH DEPARTURE 

WATER COLLECTED & FILTERED PROPERLY 

NO SMOKING, EATING OR DRINKING IN THE 
WORK AREA 

NOTIFICATION, PERMIT, ABATEMENT PLAN, 
CONTRACTOR LICENSE, SUPERVISOR 
LICENSE, WORKER LICENSE, TRAINING, & 
MEDICAL, FIT TEST DOCUMENTATION ON 
SITE AND IN ORDER 

NOTES, MARK N/A IF NOT REQUIRED/UTILIZED, 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

CONTRACT NUMBER: 
GS11 POOMQD0098 

LOCATION: 725 17TH Street NW. Washington, DC 

DATE: 07 April 01 

WITHIN LIMITS 

YES 

YES 

YES 

YES 

YES 

YES 

N/A 

YES 

YES 

YES 

YES 

YES 

YES 

YES 

YES 

N/A 

EXPLAIN DEVIATIONS 

PROBLEMS 
ENCOUNTERED 

Informatton not 
provided to lHT 

IN LOG 
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DAILY LOG OF EVENTS 

CLIENT: GSA, NCR, SDS, WPYG 

Remediation Activities 

0640: EDS supervisor Rubin Ochoa with 6 workers on site New Executive Office Building 725 17TH Street NW 
Washington DC. EDS supervisor informs IHT rep Ryan S. Reed that EDS shall be commencing demolition 
of non-asbestos plaster ceiling followed by a Class I scrape and removal operation of the ACM spray-on 
surfacing material above the plaster ceiling in NEOB: B-1 Carpenter Shop Storage Room Work Area using 
Full Containment, hand tools, and wet methods. 

ORDER 
NUMBER: 

0705: NEOB escort, IHT, & EDS at work area exterior. NEOB escort informs IHT that he had observed debris behind 
the lockers in NEOB: B-1 Carpenter Shop Locker Room adj to B-1 Carpenter Shop Storage Work Area. IHT 
inspects debris. Surfacing material debris evident behind Locker and blanked out HVAC system. There is a 
whole in the plaster ceiling behind the HVAC duct. The whole is not a recent addition. It appears that during 
EDS prepwork activities above the ceiling surfacing material debris was inadvertently pushed down into the 
Locker Room. IHT directs EDS to conduct a response action to the friable surfacing material debris. IHT 
calibrates low volume pump and initiates PCM area air sampling in the work area. 

BUILDING: New Executive Office Bldg: 

PROJECT: B-1 Carpenter Shop Storage ACM Removal 

0710: EDS workers don PPE, enter NEOB: B-1 Carpenter Shop Locker Room and Break Room and commence 
clean up operations. Surfacing material debris to be HEPA vaced, all horizontal surfaces to be wet wiped for 
dust and critical barrier to be installed on whole. 

CONTRACT NUMBER: 
GS11 POOMQD0098 

LOCATION: 725 17'" Street NW. Washington, DC 

DATE: 07 April 01 

0755: EDS completes response action in NEOB: B-1 Carpenter Shop Locker Room ... IHT inspects work area ... 
deemed satisfactory. IHT shall maintain area air sampling in work area followed by PCM post abatement air 
sampling in work area to insure re-occupancy. EDS workers don PPE, i.e. suits and PAPR's, enter NEOB: 
B-1 Carpenter Shop Storage Room Work Area and commence Class I ACM scraping and removal operations 
of spray-on surfacing material in B-1 Carpenter Shop Storage Work Area. NOTE: All waste to be disposed 
of as ACM waste in an EPA approved landfill. 

ACT NUMBER: 

081 0: IHT conduct PCM air sample analysis of 2ND set of PCM area air samples around NEOB: B-1 Carpenter Shop 
Storage Room Work Area from 04/06/01. IHT notes that all PCM air samples located outside EDS work area 
reported airborne fiber concentration levels below 0.01 fiberslcc. However, sample 
040601 .GSA.PCM.CB.11 .RR. located in B-1 Carpenter Shop Break Room was 0.0097 fiberslcc, giving a 
further indication of the containment breach within the B-1 Carpenter Shop Room. IHT briefs EDS supervisor 
on PCM results. 

0930: IHT conduct PCM air sample analysis of lST set of PCM area air samples in and around NEOB: B-1 
Carpenter Shop Storage Room Work Area from 04/07/01. IHT notes that all PCM air samples located outside 
EDS work area reported airborne fiber concentration levels below 0.01 fiberslcc. However, sample 
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lndustrial Hygiene Technologies, lnc. 
Environmental & Industrial Hygiene Consultants 

ASBESTOS ABATEMENT MONITORING DAILY CHECKLIST & LOG OF EVENTS 

040701 .GSA.PCM.CB.03.RR. located in NEOB: B-1 Carpenter Shop Break Room report airborne fiber level 
at 0.009 fiberslcc, as a result of the containment breach within the NEOB: B-1 Carpenter Shop Room on 
04/06/01. Additionally; sample 040701 .GSA.PCM.STA.08.RR. located in NEOB: B-1 Carpenter Shop Locker 
Room during EDS response action indicated airborne fiber concentrations below 0.01 fiberslcc. IHT briefs 
EDS supervisor on PCM results. 

1215-1250: EDS lunch. EDS supervisor and IHT discuss the status of the project. EDS has completed bulk removal. 
EDS request authorizations to downgrade worker protection to % face APR for fine cleaning. IHT states it is 
not for IHT to decide but for the "competent person" on the site. IHT briefs EDS supervisor on inside area 
sampling results. All samples less than the Permissible Exposure Limit (PEL <0.1 fiberslcc). EDS to 
downgrade worker protection after lunch. 

CLIENT: GSA, NCR, SDS, WPYG 

1310: IHT contacts GSA safety rep Kerry Bonos. IHT briefs GSA safety rep on the status of the project. IHT 
highlights the incidents that occurred last night and this morning and states that project is now proceeding 
smoothly. IHT expects EDS to complete removal and encapsulate work area around 4:00PM. IHT will contact 
GSA safety rep Kerry Bonos should events warrant. EDS conducting fine cleaning operations NEOB: B-1 
Carpenter Shop Storage Work Area. 

CONTRACT NUMBER: 
GS11 POOMQD0098 

ORDER 
NUMBER: 

1400: IHT conduct PCM air sample analysis of 2ND set of PCM area air samples around NEOB: B-1 Carpenter Shop 
Storage Work Area from 04/07/01. IHT notes that all PCM air samples located outside EDS work area 
reported airborne fiber concentrations below 0.01 fiberslcc. However, sample 040701 .GSA.PCM.CB.12.RR. 
located in NEOB: B-1 Carpenter Shop Break Room was 0.009 fiberslcc, giving a further indication of the 
containment breach within the NEOB: B-1 Carpenter Shop Room. IHT briefs EDS supervisor on PCM results. 
PCM post abatement air sampling in NEOB: B-1 Carpenter Shop Locker Room indicated airborne fiber 
concentrations of less than 0.01 fiberslcc. Deemed satisfactory. Area cleared for re-occupancy. 

ACT NUMBER: 

BUILDING: New Executive Office Bldg: 

PROJECT: B-1 Carpenter Shop Storage ACM Removal 

1450: GSA safety rep Kerry Bonos on site. IHT briefs GSA safety rep on the status of the project. GSA safety rep 
Kerry Bonos departs site. 

LOCATION: 725 17TH Street NW. Washington, DC 

DATE: 07 April 01 

1700: EDS conducting bag out operations. 

1830: IHT conduct PCM air sample analysis of 3RD set of PCM area air samples around NEOB: B-1 Carpenter Shop 
Storage Work Area from 04/07/01. IHT notes that all PCM air samples located outside EDS work area 
reported airborne fiber concentrations below 0.01 fiberslcc. IHT briefs EDS supervisor on PCM results. 

191 5: EDS completes encapsulation of work area. EDS de-mobilizing from site. 

2030: EDS departed the site. 
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lndustrial Hygiene Technologies, Inc. 
Environmental & lndustrial Hygiene Consultants 

ASBESTOS ABATEMENT MONITORING DAILY CHECKLIST & LOG OF EVENTS 

Sampling 

0630: IHT on site to perform area air monitoring and abatement quality control. 

CLIENT: GSA, NCR, SDS, WPYG 

0705: IHT calibrates high & low volume pumps and initiates PCM area air sampling in and around NEOB: B-1 
Carpenter Shop Storage Room work area. IHT unable to set up Remote sampling above and below work area 
because NEOB has only provided one escort for whole crew. 

CONTRACT NUMBER: 
GS11 POOMQD0098 

ORDER 
NUMBER: 

0900: IHT re-calibrates high volume pumps, exchanges samples and continues PCM area air sampling IHT notes 
that EDS negative pressure is above -0.20" H,O at -0.32" H,O and airless use within work area evident. 
Deemed satisfactory. 

ACT NUMBER: 

BUILDING: New Executive Office Bldg: 

PROJECT: B-1 Carpenter Shop Storage ACM Removal 

1300: IHT exchanges samples and continues PCM area air sampling IHT notes that EDS negative pressure is above 
-0.20" H20 at -0.26" H,O and airless use within work area evident. Deemed satisfactory. 

LOCATION: 725 17'" Street NW. Washington, DC 

DATE: 07 April 01 

1730: IHT halts PCM area air sampling. EDS supervisor informs IHT that EDS is ready for visual inspection of work 
area. IHT notes that EDS negative pressure is above -0.20" H,O at -0.24" H20 and airless use within work 
area evident. Deemed satisfactory. 

1905: IHT calibrates high volume pumps and initiates PCM post abatement air sampling in NEOB: B-1 Carpenter 
Shop Storage Room work area. 

2230: IHT completed sampling. IHT off site. 
06,15, & 22 

@ Loading Dock 

07 & 23 EXH 
Loading Dock 
0 

Freight Elevator #7 

01,lO & 17 DCON 
02 1 1  & 18CB 

27 & 28 POST Debris 
Storage Room 

Locker Room 

03, 12, & 19 

Storage Room @ 

05, 14&21 
Hall 

43 

NEOB: B-I  Carpenter Shop Storage Room 
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lndustrial Hygiene Technologies, Inc. 
Environmental & lndustrial Hygiene Consultants 

ASBESTOS ABATEMENT MONITORING DAILY CHECKLIST & LOG OF EVENTS 

Inspections 

CLIENT: GSA, NCR, SDS, WPYG 

0950-1005: IHT dons PPE including PAPR and enters B-1 Carpenter Shop Storage Work Area. IHT notes that there 
is a substantial amount of asbestos surfacing material on the ground. The majority of EDS workers are above 
the plaster ceiling grid and EDS workers are conduct bulk Class I spray-on surfacing material scrape and 
removal on I-beam and metal decking containing friable surfacing material. EDS workers conducting Class 
I removal activities with use of amended water in sufficient qualities. DCON equipment room in need of being 
cleaning and IHT recommends better housekeeping procedures. IHT exchanges sample 
040701 .GSA.PCM.STA.O9.RR. for sample 040701 .GSA.PCM.STA.lG.RR. and continues PCM area air 
sampling inside work area. IHT exits work area after conducting decontamination procedures. 

1750-1805: IHT dons PPE and enters NEOB: B-1 Carpenter Shop Storage Room Work Area. IHT conducts pre- 
sealant inspection of work area ... IHT notes that there is a minor amount of asbestos surfacing material 
residue on the poly and on the grid. IHT highlights specific areas of concerns. EDS to re-perform final down 
of work area. IHT exits work area after conducting decontamination procedures. 

1840-1905: IHT dons PPE and enters NEOB: B-1 Carpenter Shop Storage Room Work Area. IHT conducts pre- 
sealant inspection of work area ... IHT directs minor clean up of equipment and ceiling beams. Once EDS 
complete wipe down, IHT notes that the area is free of surfacing material dust and debris. IHT notes that there 
is fiberglass pipeline and duct work. EDS states that removal is outside EDS's scope of work area. IHT states 
that the fiberglass must be considered contaminated. Further there is a minor amount of surfacing material 
debris to the top of the walls in sections of remaining plaster grid. EDS would need to demo wall to remove 
asbestos in question. EDS to seal exposed edges. EDS authorized to encapsulate work area. IHT exits work 
area after conducting decontamination procedures. 

ACT NUMBER: ORDER 
NUMBER: 

BUILDING: New Executive Office Bldg: 

PROJECT: 0-1 Carpenter Shop Storage ACM Removal 

Comments 

CONTRACT NUMBER: 
G S l  1 POOMQD0098 

LOCATION: 725 17TH Street NW. Washington, DC 

DATE: 07 April 01 

ACM Class I demolition and decontamination operations in proceeded without incident. PCM air sample 
analysis preformed: IHT reported no elevated sample results: All area samples outside NEOB: B-1 Carpenter 
Shop Storage Room Work Area reported airborne fiber concentration levels below 0.01 fiberslcc. 
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Industrial Hygiene Technologies, lnc. 
Environmental & Industrial Hygiene Consultants 

CLIENT: GSA, NCR, SDS, WPYG 
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BUILDING: New Executive Office Bldg: 

PROJECT: B-1 Carpenter Shop Storage ACM Removal 

Sample Number 

040701 .GSA.PCM. 
DCON.01 .RR. 

040701 .GSA.PCM. 
CB.02.RR. 

040701 .GSA.PCM. 
CB.03.RR. 

040701 .GSA.PCM. 
CB.04.RR. 

040701 .GSA.PCM. 
REM.05.RR. 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

CONTRACT NUMBER: 
GS11 POOMQD0098 

LOCATION: 725 17'" Street NW. Washington, DC 

DATE: 07 April 01 

ACT NUMBER: 

Sample 
Type 

DCON 

CB 

CB 

CB 

REM 

Location 

New Executive Office Building: B-1 
adj to Service Elevator Clean Room 

DCON 

New Executive Office Building: B-1 
adj to Service Elevator Critical Barrier 

adj to DCON 

New Executive Office Building: B-1 
Break Room Critical Barrier 

New Executive Office Building: ST-1 
AFD Critical Barrier in Carpenter 

Shop 

New Executive Office Building: B-1 
Hall adj to Elevator 

Flow rate 

on 

10.0 

10.0 

10.0 

10.0 

10.0 

off 

10.0 

10.0 

10.0 

10.0 

10.0 

Time Minutes 
elapsed 

116 

116 

115 

123 

114 

on 

7:12 
AM 

7:12 
AM 

7:10 
AM 

7:17 
AM 

7:13 
AM 

off 

9:08 
AM 

9:08 
AM 

9:05 
AM 

9:20 
AM 

9:07 
AM 

Liters 

1160 

1160 

1150 

1230 

1140 

Fibers / 
100 fields 

7.0 

10.0 

20.5 

7.5 

7.0 

Fiber / 
cc 

0.003 

0.004 

0.009 

0.003 

0.003 



Industrial Hygiene Technologies, lnc. 
Environmental & Industrial Hygiene Consultants 

ASBESTOS ABATEMENT MONITORING DAILY CHECKLIST & LOG OF EVENTS 
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CLIENT: GSA, NCR, SDS, WPYG 
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r % 7 -  PCM SAMPLE LOG 
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ACT NUMBER: 

BUILDING: New Executive Office Bldg: 

PROJECT: B-1 Carpenter Shop Storage ACM Removal 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

LOCATION: 725 17'" Street NW. Washington, DC 

DATE: 07 April 01 

Fiber / 
cc 

<0.003 

<0.004 

0.0095 

0.078 

0.004 

Sample Number 

040701 .GSA.PCM. 
REM.06.RR. 

040701 .GSA.PCM. 
EXH.07.W. 

040701 .GSA.PCM. 
STA.08.RR. 

040701 .GSA.PCM. 
STA.09.RR. 

040701 .GSA.PCM. 
DCON.1O.RR. 

Minutes 
elapsed 

111 

270 

180 

170 

233 

Liters 

1110 

81 0 

720 

425 

1165 

Sample 
Type 

REM 

EXH 

STA 

STA 

DCON 

Fibers / 
100 fields 

4.5 

2.0 

14.0 

67.5 

9.0 

Location 

New Executive Office Building: SR 
Loading Dock 

New Executive Office Building: SR 
Exterior Loading Dock 

New Executive Office Building: B-1 
inside Carpenter Shop Locker Room 

Work Area 

New Executive Office Building: B-1 
inside Carpenter Shop Storage Room 

Work Area 

New Executive Office Building: 0-1 
adj to Service Elevator Clean Room 

DCON 

Flow rate 

on 

10.0 

3.0 

4.0 

2.5 

5.0 

Time 

off 

10.0 

3.0 

4.0 

2.5 

5.0 

on 

7:21 
AM 

7:16 
AM 

7:09 
AM 

7:14 
AM 

9:08 
AM 

off 

9:12 
AM 

11 :46 
AM 

10:09 
AM 

10:04 
AM 

1 :01 
PM 



Industrial Hygiene Technologies, lnc. 
Environmental & Industrial Hygiene Consultants 

ASBESTOS ABATEMENT MONITORING DAILY CHECKLIST & LOG OF EVENTS 

040701 .GSA.PCM. 
adj to Service Elevator Critical Barrier 

CLIENT: GSA, NCR, SDS, WPYG 
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BUILDING: New Executive Office Bldg: 

PROJECT: B-1 Carpenter Shop Storage ACM Removal 
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CONTRACT NUMBER: 
GS11 POOMQD0098 

LOCATION: 725 17TH Street NW. Washington, DC 

DATE: 07 April 01 

ACT NUMBER: 



Industrial Hygiene Technologies, lnc. 
Environmental & Industrial Hygiene Consultants 

ASBESTOS ABATEMENT MONITORING DAILY CHECKLIST & LOG OF EVENTS 

CLIENT: GSA, NCR, SDS, WPYG 
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BUILDING: New Executive Office Bldg: 

PROJECT: B-1 Carpenter Shop Storage ACM Removal 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

CONTRACT NUMBER: 
GS11 POOMQD0098 

LOCATION: 725 17TH Street NW. Washington, DC 

DATE: 07 April 01 

Fiber / 
cc 

0.058 

0.008 

0.007 

0.009 

Sample Number 

- 
040701 .GSA.PCM. 

STA.16.RR. 

040701 .GSA.PCM. 
DCON.17.RR. 

040701 .GSA.PCM. 
CB.18.RR. 

040701 .GSA.PCM. 
CB.19.RR. 

ACT NUMBER: 

Sample 
Type 

STA 

DCON 

CB 

CB 

Location 

New Executive Office Building: B-1 
inside Carpenter Shop Storage Room 

Work Area 

New Executive Office Building: B-1 
adj to Service Elevator Clean Room 

DCON 

New Executive Office Building: B-1 
adj to Service Elevator Critical Barrier 

adj to DCON 

New Executive Office Building: B-1 
Break Room Critical Barrier 

Flow rate 

on 

2.5 

5.0 

5.0 

5.0 

off 

2.5 

5.0 

5.0 

5.0 

Time Minutes 
elapsed 

185 

280 

280 

280 

on 

10:04 
AM 

1 :01 
PM 

1:01 
PM 

1259 
PM 

off 

1 :09 
PM 

5:41 
PM 

5:41 
PM 

5 3 9  
PM 

Liters 

463 

1400 

1400 

1400 

Fibers / 
100 fields 

54.5 

24.0 

19.5 

27.0 



Industrial Hygiene Technologies, lnc. 
Environmental & Industrial Hygiene Consultants 

ASBESTOS ABATEMENT MONITORING DAILY CHECKLIST & LOG OF EVENTS 

CLIENT: GSA, NCR, SDS, WPYG 
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(sign) 

Signature of Inspector/Project Monitor: -7 Date: 07 April 01 

ORDER 
NUMBER: 

Sample Number 

040701 .GSA.PCM. 
CB.20.RR. 

040701 .GSA.PCM. 
REM.21 .RR. 

040701 .GSA.PCM. 
REM.22.RR. 

040701 .GSA.PCM. 
EXH.23.RR. 

040701 .GSA.PCM. 
STA.24.RR. 

Project Monitor: Rvan S. Reed Training Cert.1 License No: 01 -01 04 
(PrinVype) (Printrype) 

BUILDING: New Executive Office Bldg: 

PROJECT: 8-1 Carpenter Shop Storage ACM Removal 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

CONTRACT NUMBER: 
GS11 POOMQD0098 

LOCATION: 725 17'" Street NW. Washington, DC 

DATE: 07 April 01 

Sample 
Type 

CB 

REM 

REM 

EXH 

STA 

ACT NUMBER: 

Location 

New Executive Office Building: ST-1 
AFD Critical Barrier in Carpenter 

Shop 

New Executive Office Building: B-1 
Hall adj to Elevator 

New Executive Office Building: B-1 
Loading Dock 

New Executive Office Building: B-1 
Exterior Loading Dock 

New Executive Office Building: B-1 
inside Carpenter Shop Storage Room 

Work Area 

Flow rate 

on 

5.0 

5.0 

5.0 

3.0 

2.5 

Fiber / 
cc 

0.004 

<0.002 

<0.002 

<0.003 

0.040 

off 

5.0 

5.0 

5.0 

3.0 

2.5 

Time Minutes 
elapsed 

270 

275 

277 

347 

31 0 

on 

1:12 
PM 

1 :06 
PM 

1 :05 
PM 

11 :46 
AM 

1 :09 
PM 

off 

5 4 2  
PM 

541  
PM 

5 4 2  
PM 

- - -  

5:33 
PM 

6:19 
PM 

Liters 

1350 

1375 

1385 

1041 

775 

Fibers I 
100 fields 

12.0 

6.5 

6.0 

1.5 

62.5 



Industrial Hygiene Technologies, lnc. 
Environmental & Industrial Hygiene Consultants 

CLIENT: GSA, NCR, SDS, WPYG 

Page 2 of 3 

7 

Signature of Inspector/Project Monitor: Tr Date: 07 A ~ r i l  01 

ORDER 
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BUILDING: New Executive Office Bldg: 

PROJECT: B-1 Carpenter Shop Storage Room ACM Removal 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

CONTRACT NUMBER: 
GS1 lPOOMQD0098 

LOCATION: 725 17'" Street NW. Washington, DC 

DATE: 07 April 01 

- 

-7 PCM SAMPLE LOG 
Microscopist: 

(sign) 

ACT NUMBER: 
PO2642534 

Sample Number 

040701 .GSA.PCM. 
POST.25.RR. 

040701 .GSA.PCM. 
POST.26.RR. 

040701 .GSA.PCM. 
POST.27.RR. 

040701 .GSA.PCM. 
POST.28.RR. 

Sample 
TY pe 

POST 

POST 

POST 

POST 

Location 

New Executive Office Building: B-1 
inside Carpenter Shop Locker 

Room Work Area 

New Executive Office Building: B-1 
inside Carpenter Shop Locker 

Room Work Area 

New Executive Office Building: B-1 
inside Carpenter Shop Storage 

Room Work Area 

New Executive Office Building: B-1 
inside Carpenter Shop Storage 

Room Work Area 

Flow rate 

on 

10.0 

10.0 

10.0 

10.0 

off 

10.0 

10.0 

10.0 

10.0 

Time Minutes 
elapsed 

124 

124 

123 

123 

on 

11 :43 
AM 

1 1 :43 
AM 

8:07 
PM 

8:07 
PM 

off 

1:47 
PM 

1 :47 
PM 

10:10 
PM 

10:10 
PM 

Liters 

1240 

1240 

1230 

1230 

Fibers / 
100 fields 

20.5 

16.5 

9.5 

10.0 

Fiber / 
cc 

0.008 

0.007 

0.004 

0.004 



lndustrial Hygiene Technologies, Inc. 
Environmental & Industrial Hygiene Consultants 

ABATEMENT FINAL INSPECTION CHECKLIST & LOG 

See Asbestos Abatement Monitoring Checklist and Log of Events- Daily Log of Events for details 
concerning project. 

ACT NUMBER: 
PO2642534 

REMOVAL CONTRACTOR: EDS 

CONTRACTOR SUPERVISOR: Rubin Ocha 

Page 1 of 3 

Signature of InspectorIProject Monitor: Tr  Date: 07 A ~ r i l  01 

CONTRACT NUMBER: 
GS11 POOMQD0098 

CLIENT: GSA, NCR, SDS, WPYG 

Project Monitor: Rvan S. Reed Training Cert.1 License No: 01 -01 04 
(PrinUype) (Prinflype) 

ORDER 
NUMBER: P-11-01-DC-0101 

BUILDING: New Executive Office Bldg: 

PROJECT: B-1 Carpenter Shop Storage Room ACM Removal 

MONITORING CONTRACTOR: 
INDUSTRIAL HYGIENE TECHNOLOGIES, INC. 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

LOCATION: 725 17TH Street NW. Washington, DC 

DATE: 07 April 01 

TIME START: 0630 

ABATEMENT SCOPE OF WORK: ACM Class I surfacing material scraping 

TYPE OF ASBESTOS spray on surfacing QTY. OF ASBESTOS 450 ft2 
MATERIAL ABATED material MATERIAL ABATED 

OSHA ACTIVITY CLASS l X CLASS ll CLASS Ill CLASS IV 
CLASSIFICATION 

DESCRIBE SPECIFIC WORK AREA INSPECTED: NEOB: B-1 Carpenter Shop Storage Room and Locker Room 

TOTAL SQUARE FOOTAGE OF WORK AREA: NEOB: 6-1 Carpenter Shop Storage Room (450ft2) 

FINAL CLEARANCE (AHERA, PCM, NlOSH 7402, AGGRESSIVE): PCM 

TIME COMPLETE: 1730 

I 

INSPECTION 
CATEGORY 

Residual Dust I 
Debris 

(The above questions are to be answered "YES" or "Problem Encountered Noted".) 

ACTIVITY TO BE 
CHECKED 

Floor 

Horizontal Surfaces 

Pipes 

Ventilation Equip. 

Ductwork 

Registers 

L~ghts 

Other 

WITHIN 
LIMITS 

YES 

YES 

YES 

YES 

NIA 

NIA 

N/A 

NIA 

PROBLEMS ENCOUNTERED 



Industrial Hygiene Technologies, lnc. 
Environmental & Industrial Hygiene Consultants 

ABATEMENT FINAL INSPECTION CHECKLIST & LOG 
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ACT NUMBER: 
PO2642534 

CLIENT: GSA, NCR, SDS, WPYG 

-7 PCM SAMPLE LOG 
Microscopist: 

(sign) 

Signature of Inspector/Project Monitor: Tr Date: 07 April 01 

Project Monitor: Rvan S. Reed Training Cert.1 License No: 01 -01 04 
(Prinflype) (Printnype) 

ORDER 
NUMBER: P-11-01-DC-0101 

BUILDING: New Executive Office Bldg. 

PROJECT: B-1 Carpenter Shop Storage Room ACM Removal 

Sample Number 

040701 .GSA.PCM. 
POST.29.RR. 

040701 .GSA.PCM. 
POST.30.RR. 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

CONTRACT NUMBER: 
GS11 POOMQD0098 

LOCATION: 725 17TH Street NW. Washington, DC 

DATE: 07 April 01 , 

Liters 

1210 

1210 

- 

Sample 
TY pe 

POST 

POST 

Fibers 1 
100 fields 

8.0 

7.5 

Fiber / 
cc 

0.003 

0.003 

Location 

New Executive Office Building: B-1 
inside Carpenter Shop Storage 

Room Work Area 

New Executive Office Building: B-1 
inside Carpenter Shop Storage 

Room Work Area 

Flow rate 

on 

10.0 

10.0 

Minutes 
elapsed 

121 

121 

off 

10.0 

10.0 

Time 

on 

8:09 
PM 

8:09 
PM 

off 

10:10 
PM 

10: 10 
PM 



lndustrial Hygiene Technologies, Inc. 
-Environmental & lndustrial Hygiene Consultants 

ABATEMENT FINAL INSPECTION CHECKLIST & LOG 

CLIENT: GSA, NCR, SDS, WPYG 

IHT observed EDS tear down NEOB: Carpenter Shop Storage Room Containment. Any debris located wiped and 
HEPA vaced up. All poly disposed of as ACM regulated waste. EDS to leave behind critical barriers between the 
wall and the metal decking to prevent surfacing material migration into the NEOB: Carpenter Shop Storage Room 
Work area. This is agreed to by GSA Carpenter Shop Head and recommended by IHT. 

REMOVAL CONTRACTOR: EDS 

CONTRACTOR SUPERVISOR: Rubin Ochoa 

Page 1 of 1 

ORDER 
NUMBER: P-11-01-DC-0101 

Signature of Inspector/Project Monitor: -7 Date: 08 A ~ r i l  01 

BUILDING: New Executive Office Bldg: 

PROJECT: B-1 Carpenter Shop Storage Room ACM Removal 

MONITORING CONTRACTOR: 
INDUSTRIAL HYGIENE TECHNOLOGIES, INC. 

Project Monitor: Rvan S. Reed Training Cert.1 License No: 01 -01 04 
(Prinflype) (PrintiType) 

CONTRACT NUMBER: 
GS11 POOMQD0098 

LOCATION: 725 17'" Street NW. Washington, DC 

DATE: 08 April 01 

TIME START: 0745 

ABATEMENT SCOPE OF WORK: ACM Class I surfacing material scraping 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541-901 9 

ACT NUMBER: 
PO2642534 

TIME COMPLETE: 0945 

TYPE OF ASBESTOS 
MATERIAL ABATED 

spray on surfacing 
material 

QTY. OF ASBESTOS 
MATERIAL ABATED 

OSHA ACTIVITY 
CLASSIFICATION 

450 ft2 

CLASS Ill CLASS IV CLASS l 

DESCRIBE SPECIFIC WORK AREA INSPECTED: NEOB: B-1 Carpenter Shop Storage Room and Locker Room 

TOTAL SQUARE FOOTAGE OF WORK AREA: NEOB: B-1 Carpenter Shop Storage Room (450ft2) 

FINAL CLEARANCE (AHERA, PCM, NlOSH 7402, AGGRESSIVE): Achieved 

INSPECTION 
CATEGORY 

Residual Dust / 
Debris 

N/A CLASS II 

(The above questions are to be answered "YES" or "Problem Encountered Noted".) 

PROBLEMS ENCOUNTERED ACTIVITY TO BE 
CHECKED 

Floor 

Horizontal Surfaces 

Pipes 

Ventilation Equip. 

Ductwork 

Registers 

Lights 

Other 

WITHIN 
LIMITS 

YES 

YES 

YES 

YES 

YES 

YES 

YES 

N/A 



Industrial Hygiene Technologies, lnc. 
Environmental & Industrial Hygiene Consultants 

ASBESTOS ABATEMENT MONITORING DAILY CHECKLIST & LOG OF EVENTS 

CLIENT: GSA, NCR, SDS, WPYG 

Page 1 of 4 

Signature of Inspector/Project Monitor: Date: 10 A ~ r i l 0 1  

Project Monitor: Mark R. Sovich Training Cert.1 License No: 01 -01 04 
(Pr~ntiType) (PrintiType) 

ORDER 
NUMBER: 

REMOVAL CONTRACTOR: None 

CONTRACTOR SUPERVISOR: None 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

BUILDING: New Executive Office Bldg: 

PROJECT: Supplemental Monitoring following B-1 
Carpenter Shop Storage ACM Removal 

TIME ON SITE: NIA 

MONITORING CONTRACTOR: 
INDUSTRIAL HYGIENE TECHNOLOGIES, INC. 

CONTRACT NUMBER: 
GSl lPOOMQD0098 

LOCATION: 725 17'" Street NW. Washington, DC 

DATE: 10 April 01 

TIME OFF SITE: NIA TIME ON SITE: 0630 

ABATEMENT SCOPE OF WORK: Demolition with Surfacing Material Removal (performed 08 April 01) 

GENERAL SHIFT WORK PLAN: None 

TYPE AND QUANTITY OF ASBESTOS REMOVED THIS SHIFT: None 

ACT NUMBER: 

TIME OFF SITE: 0930 

OSHA ACTIVITY 
CLASSIFICATION 

CLASS I 

INSPECTION 
CATEGORY 

WORK SITE 
ISOLATION 

SIGNAGE 

X 

MARK W/ X - EXPLAIN IN NOTES, MARK NIA IF NOT REQUIREDIUTILIZED, EXPLAIN DEVIATIONS IN LOG 

ACTIVITY TO BE CHECKED 

BARRIER TAPE 

FULL CONTAINMENT 

NEGATIVE PRESSURE -0.02 MINIMUM 

FOUR AIR CHANGES PER HOUR 

FLOOR COVERED 

WALLS COVERED 

CRITICAL BARRIERS INTACT 

AREA VENTILATION OFF & VENTS COVERED 

NEGATIVEPRESSUREGLOVEBAGUSED 

CAUTION SIGNS AT STAGING AREA 

OSHA SIGN (ASBESTOS) AT ENTRANCES TO WORK AREA 

WASTE CONTAINERS LABELED PER NESHAP & GENERATOR 

HVAC TAG OUT 

CLASS ll 

WITHIN 
LIMITS 

N/A 

NIA 

NIA 

NIA 

NIA 

NIA 

NIA 

NIA 

N/A 

N/A 

NIA 

N/A 

NIA 

CLASS Ill 

PROBLEMS 
ENCOUNTERED 

CLASS IV 



Industrial Hygiene Technologies, Inc. 
Environmental & Industrial Hygiene Consultants 

ASBESTOS ABATEMENT MONITORING DAILY CHECKLIST & LOG OF EVENTS 

Page 2 of 4 

Signature of Inspector/Project Monitor: Date: 10 A ~ r i l 0 1  

ACT NUMBER: CLIENT: GSA, NCR, SDS, WPYG 

Project Monitor: Mark R. Sovich Training Cert.1 License No: 01 -01 04 
(Printnype) (Printrype) 

INSPECTION 
CATEGORY 

lNSPECTlON 

WORKER 

SHOWERS 

WORK HABITS 

SAFETY 
MEETING 

BASELINE 
MONITORING 

PROJECT 
DESIGN 

DOCUMENTS 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

ORDER 
NUMBER: 

BUILDING: New Executive Office Bldg: 

PROJECT: Supplemental Monitoring following B-1 
Carpenter Shop Storage ACM Removal 

WITHIN 
LIMITS 

NIA 

N/A 

N/A 

N/A 

N/A 

NIA 

N/A 

N/A 

N/A 

NIA 

NIA 

NIA 

N/A 

N/A 

N/A 

N/A 

N/A 

ACTIVITY TO BE CHECKED 

HIGH-SPEED ABRASIVE DISC SAWS, COMPRESSED AIR, DRY 
SWEEPING, SHOVELING, EMPLOYEE ROTATION - NOT TO BE USED 

LABELED WASTE CONTAINERS ON SITE 

HEPA VACUUM FOUND WORKING AND ACCEPTABLE 

ACCESS TO WATER FOR WET METHODS 

AIRLESS SPRAYER WORKING AND IN WORK AREA 

DISPOSABLE COVERALLS & BOOT COVERS 

' PROPER NlOSH RESPIRATORS 
TYPE RESPIRATOR % face APR 
FILTER P-100 

HEAD PROTECTION 

EYE PROTECTION 

FUNCTIONING 

HOT AND COLD RUNNING WATER 

WATER COLLECTION / FILTERING DEVICE FUNCTIONAL 

HOUSE KEEPING - MATERIALS AND EQUIPMENT STORED LOCKERS 
AND PERSONAL ITEM CONTAINERS 

COMPETENT PERSON HAS CONDUCTED A SAFETY MEETING 

BASELINE MONITORING CONDUCTED PRIOR TO START OF 
PREPARATIONS 

PROJECT DESIGN ON SITE, AND ALL PREPARATIONS COMPLETED IN 
ACCORDANCE WITH DESIGN 

NOTIFICATION, PERMIT, ABATEMENT PLAN, CONTRACTOR LICENSE, 
SUPERVISOR LICENSE, WORKER LICENSE, TRAINING, & MEDICAL, 
FIT TEST DOCUMENTATION ON SlTE AND IN ORDER 

CONTRACT NUMBER: 
G S l l  POOMQD0098 

LOCATION: 725 17'" Street NW. Washington, DC 

DATE: 10 April 01 

DEVIATION 



lndustrial Hygiene Technologies, Inc. 
Environmental & lndustrial Hygiene Consultants 

ASBESTOS ABATEMENT MONITORING DAILY CHECKLIST & LOG OF EVENTS 

MARK W/ X, MARK N/A IF NOT REQUIRED/UTILIZED, EXPLAIN DEVIATIONS IN LOG 

See Asbestos Abatement Monitoring Checklist and Log of Events- for details concerning project. 

DAl LY LOG 

ACT NUMBER: CLIENT: GSA, NCR, SDS, WPYG 

6:30 am IHT on site. Charles Wilson, GSA representative, escorted IHT to the Carpenter 
Shop located on the B-1 floor. IHT was retained to provide supplemental TEM 
sampling in the Carpenter Shop Storage Room after the abatement activities that 
were performed April 6 through 8, 2001. IHT mobilized and began equipment 
setup. 

7:00 am IHT began air monitoring using .45 micron pore size, 25 mm diameter, MCE filtered 
cassettes sampled at 10 liters per minute. Four samples were collected. 

ORDER 
NUMBER: 

BUILDING: New Executive Office Bldg: 

PROJECT: Supplemental Monitoring following B-1 
Carpenter Shop Storage ACM Removal 

9:00 am IHT completed air sampling and began demobilization. 1200 liters were collected 
in all four samples. 

CONTRACT NUMBER: 
GS11 POOMQD0098 

LOCATION: 725 17TH Street NW. Washington, DC 

DATE: 10 April 01 

9:30 am IHT off site. IHT then delivered the samples to EMSL of Beltsville Maryland for 
AHERA TEM analysis. 

10:25 am IHT at EMSL. IHT relinquished custody of samples to EMSL. 

SUPPLEMENTAL NOTE: SUBSEQUENT TEM ANALYSIS OF THE FOUR SAMPLES 
INDICATED THAT NO ASBESTOS STRUCTURES WERE 
DETECTED IN ANY SAMPLE. 

Page 3 of 4 

Signature of Inspector/Project Monitor: Date: 10 A ~ r i l  01 

Project Monitor: Mark R. Sovich Training Cert.1 License No: 01 -01 04 
(PrinVType) (PrintiType) 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 



Industrial Hygiene Technologies, lnc. 
Environmental & Industrial Hygiene Consultants 

ASBESTOS ABATEMENT MONITORING DAILY CHECKLIST & LOG OF EVENTS 

TEM AIR SAMPLE LOG 

ACT NUMBER: 

Page 4 of 4 

CONTRACT NUMBER: 
GSl  1 POOMQD0098 

CLIENT: GSA, NCR, SDS, WPYG 

Signature of Inspector/Project Monitor: Date: 10 April 01 

ORDER 
NUMBER: 

BUILDING: New Executive Office Bldg: 

PROJECT: Supplemental Monitoring following B-1 
Carpenter Shop Storage ACM Removal 

Project Monitor: Mark R. Sovich Training Cert.1 License No: 01 -01 04 
(Printnype) (Printnype) 

LOCATION: 725 17TH Street NW. Washington, DC 

DATE: 10 April 01 

Liters 

1200.00 

1200.00 

1200.00 

1200.00 

Sample Number 

NEO-4-10-01 

NEO-4-10-02 

NEO-4-10-03 

NEO-4-10-04 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

Structure 
s / sq 
mm 

<15.5 

<15.5 

<15.5 

<15.5 

Sampl 
e 

Type 

AREA 

AREA 

AREA 

AREA 

Flow 
rate 

Location 

B-ICARPENTER'SSHOP 
STORAGE AREA 

B-1 CARPENTER'S SHOP 
STORAGE AREA 

B-1 CARPENTER'S SHOP 
STORAGE AREA 

B-1CARPENTER'SSHOP 
STORAGE AREA 

on 

10.0 

10.0 

10.0 

10.0 

Minute 
s 

elapse 
d 

120.00 

120.00 

120.00 

120.00 

off 

10.0 

10.0 

10.0 

10.0 

Time 

on 

7:00 
am 

7:00 
am 

7:02 
am 

7:02 
am 

off 

9:00 
am 

9100 
am 

9:02 
am 

9:02 
am 



n r t  ILI  : u u i  4 c r r ~ . ~  E M ~ L  !!HAL i I I .HL 4 r 2 4  
C 

187U BrlYi.MII Avenue EMSL Analytical, Inc. B-, MD 2e70~ 
P h :  (30.1) 937-S7M Fa. (3411) 937-5702 

Attn.: Michael J. MacCabe 
Industfltl Hygiecre Tetchnalogies, Inc, Tuesday, April 10,2001 

Ref Number: MOO1 1 721 

Asbestos Fiber AnaIysis by Transmission Electron Microscopy W M )  
Performed by EPA 40 CFR Part 763 Find Rpk (ABERA) 

I Pn,j.Et: Old Executive Office BMg. 

Brett Macoy 



GSA National Capital Region - Public Buildings Service 
Safety, Environment & Fire Protection Branch (WPYG) 

DECEMBER 28,2000 

MEMORANDUM TO: KERRY BONOS 
WHITE HOUSE SDT (WPW) 

FROM: TIM SLEETH, INDUSTRIAL HYGIENIST 4- 
SAFETY, ENVIRONMENT AND 
FIRE PROTECTION BRANCH (WPYG) 

SUBJECT: ASBESTOS ABATEMENT MONITORING 
3RD FLOOR 
NEW EXECUTIVE OFFICE BUILDING (NEOB) 
725 17TH ST., NW 
WASHINGTON, DC 

From October 3rd through November 21", 2000, SaLUT, Inc. monitored the abatement of known 
asbestos-containing materials (ACMs) from the New Executive Office Building (NEOB), located 
at 725 1 7 ~ ~  St., NW, Washington, DC. During abatement operations approximately 18,000 square 
feet of asbestos containing sprayed on fireproofing was removed from the deck of the 3'* floor 
(West Side of Inner & Outer Offices, North Wing). 

Asbestos abatement activities were conducted within a negative pressure enclosure with an 
attached three-stage decontamination unit. Additionally, wet methods and HEPA (High 
Efficiency Particulate Air) vacuums were utilized during abatement operations to control fiber 
release. During asbestos abatement operation workers utilized protective clothing and half-face 
HEPA respirators. 

Air monitoring samples were collected and analyzed on site by Phase Contrast Microscopy 
(PCM), NIOSH 7400 Method. All air samples collected outside the work area and final clearance 
air samples yielded results below then Reoccupancy Standard of <0.01 fiberslcc. 

A total of six (6)  final clearance air samples were collected and analyzed by Transmission 
Electron Microscopy (TEM). All TEM samples were found to be below the AHERA (Asbestos 
Hazard Emergency Reauthorization Act) clearance standard of 70 s/rnrn2. 

Should you have any questions please contact me at (202) 708-5257. 



11 609 Edmonston Road, Beltsville, Maryland 20705 

December 6,2000 

General Services Adm., NCR 
Safety & Environmental Management Division 
7th & D Streets, SW, Room 2080 
Washington, D.C. 
ATTENTION: Ms. Normajean Eleazer 

Soil and Land Use Technology, Inc. 

Telephone: (301) 595-3783 
Fax: (301) 59fi-3787 

Re: New Executive Office Building - 3rd Floor 
Order No.: P1100DC0332 
Act No.: PO2640714 
SaLUT Job #: 00-189 

Dear Ms. Eleazer: 

Pursuant to your request, Soil and Land Use Technology, Inc. (SaLUT) monitored asbestos abatement 
activities at the New Executive Office Building, 3rd floor, 725 17th Street, NW, Washington, DC. SaLUT's 
industrial hygienists, Ms. Julia Allbright and Mr. Tijan N'Jie, performed all air monitoring and 
inspections from October 3,2000 through November 21,2000. The abatement contractor on site was EDS. 

The scope of SaLUT's work included technical monitoring during the continued removal of 
approximately 18,000 square feet of asbestos containing sprayed on fireproofing from the deck of the 
third floor. The area of abatement during this time was the West Side of the Inner and Outer offices of 
the North Wing. Three separate areas were contained and abated consecutively. 

EDS performed all removal within a negative pressure enclosure with a three-stage decontamination 
chamber attached. Decontamination of lights and ceiling tiles occurred before the fireproofing abatement 
proceeded. Removal methods included wetting the material, scraping and HEPA vacuuming to control 
fiber release. During all asbestos related activities, workers wore protective clothing and half-face HEPA 
air purifying respirators. 

Air samples were collected inside and outside the work area during removal and analyzed on site by 
Phase Contrast Microscopy, NIOSH Method 7400. All PCM samples collected outside the work area 
yielded in less than 0.01 fibers per cubic centimeter with the exception of one sample. 

Upon completion of the containment area, SaLUT performed visual inspections of the work areas to 
insure all surfaces were free from visible debris. After a penetrating encapsulant was applied to all 
surfaces and allowed to dry, aggressive final clearance air sample collection occurred. A total of six (6) 
final clearance samples was submitted to AMA Analytical Services, Inc. and was analyzed by 
Transmission Electron Microscopy (TEM). All results yielded less than 70 structures per square 
millimeter, the level for occupancy as stated in the EPA guidance publications. Final clearances were 
achieved on October 20, November 3 and November 22,2000. 

Geotechnical Materials Testing Environmental . Industrial Hygiene 



This removal project is still in progress. Enclosed is all project documentation. Laboratory analyses and 
chain of custody are also attached. 

SaLUT appreciates the opportunity to provide these services. If you have any questions or require any 
additional information, please contact our office. 

Best regards, 
SOIL AND LAND USE TECHNOLOGY, INC. 



Daily Logs and Checklists 



sdl:T 
11609 Edmonston Road Beltsville, MD 20705 (301) 5953783 

IH ABATEMENT DAILY REPORT - 
C-5- c Job No: ~ ~ ~ a t e ~ \ 3 \ t m ~ m ~ l o ~ e e :  4 \\Qn J P v 

\3' h,;, 
Client: 

OnSite From: b -- p To: b - c r o  h 
8 \ 

Asbestos Abatement Project Information - 
Materials Abated (Types, Quantities, Locations): 

Containment: 

Decon: 

PPE: 

Removal Methods: 

No. of Bags Removed 

Abatement Contractor: 

Reviewed By: . 



-- 

11609 Edmonston Road Beltsville, MD 20705 (301) 595-3783 

z,*F 
a -a IH ABATEMENT DAILY REPORT 

Client @-s. &. Job NO: 6-@  ate@\& E r n p a -  % "J'A c 
U 

OnSite From: b- rn e To: b- c% 
\ B 

in Progress / Summary of Activities: ,' 

Asbestos Abatement Project Information 
Materiats Abated (Types, Quantities, Locations): 

I Containment: 

Decon: 

PPE: 

Removal Methods: 

No. of Bags Removed 

Abatement Contractor: 

Reviewed By: . 
. = 



SaLUT 11609 Edmonston Road Beltsville, MD 20705 (301) 595-3783 

IH ABATEMENT DAILY REPORT - , 

Client: eA - s & Job NO: Qb-m ~ateb\f l .OQ~m~loyee: w, . M ' h e  
U 

Project: f-0% 3 )$( \l\m\ .\-, . M u v n - S i t e  From: 8. m a .  To: 5 - d 

Removal Methods: 

No. of Bags Remove 

Reviewed By: 
. 



SaLUT 11609 Edmonston Road Beltsville, MD 20705 (301) 595-3783 

DAILY REPORT, Contd. 

8 ,  

Project: w 6 . Job No. *r 3 bb Date: ~o \s?, t(o 3 Page of 3 

Employee: \\\dm Q, . U&t5 



-- 

11609 Edmonston Road Beltsville, MD 20705 (301) 5953783 

$5 
, , IH ABATEMENT DAILY REPORT 

c , \wt fit& On-Site From: c j ~  r, b To: g * m -  

ummary of Activities: 

Containment: 

Decon: 

Removal Methods: 

Reviewed By: 



-- 

11609 Edmonston Road Beltsville, MD 20705 (301) 595-3783 

, . IH ABATEMENT DAILY REPORT 

client &-S- Fh. Job No: ~ a t e b \ , t c \ p ~ r n p l o ~ ~ ~ \  \os\ M' &e 

OnSite From: x. m p To: 5 .  ms 
t 

Removal Methods: 

Reviewed By: . 
. I 



.,*a,JT - - - - -. - - 
-x 11609 Edmonston Road Beltsville, MD 20705 (301) 595-3783 

DAILY REPORT, Contd. 

pr0jectF F_ $ w o b  No. a b  t Date: 10\ \a\ Page 3 of 9 

Work in Progress 1 Summary of Activities: --.-- ------- .----..--- 

------ -..-------.--- ..-.-. 



EXHIBIT A 
ASBESTOS PRE-ABATEMENT CHECICLIST 

Building: b n)C D 'CZ1, Project: Q '5 . 8; . 
Location: Date: b \ G\ 0 0  

t 

Removal Contractor: I?*%- 1 Time Inspected: b-30 D 

Monitoring Contractor: Time Removal Began: \ 0 4 S P -- -------- 

Inspeaion Activity to 
category be Checked 

within 
Limitn 

Problem -on Activity to 
Encountered Category be Checked 

J 
1. Work site a. Perimeter Barrier -- 

Isolation 

2. Signage 

/ 
b. Decontamination Curtains 

c. Seals around ducts, 
windows and doors 

/ 

d. Vertical and Horizontal / 
Openings 

e. Negative Air Machine" / 
in use? 

/ 
f. Negative pressure 

greater than 0.02" 

a. Caution signs at 
vestibule entry 

/ 

b. OSHA ASBESTOS SIGN 
/ 

d. HEPA Vacuum 
in use 

e. Material Kept 
wet until bagged 

3. Worker a. Disposable Clothing 
Protection used one time 

b. Proper NIOSH 
Respirators 

c. Proper Decontamination 
sequence followed 

4. Showers a. Functioning? 
b. Soap & Towels? 
c. Used each Departure? 

5. Work Habits a. No Smoking 
In Work Area b. No eating/drinking 

Within 
Limits 

Problem 
Encountered 

c. Dumpster, drums and / bags labeled 

FIELD NOTES: Describe any problem encountered 



EXHIBIT B 
ASBESTOS ABATEMENT CHECKLIST 

Building: b ~ . b f i  Project: G.S .  A 
Date: \h3 \ \b - 

Removal Contractor: & . . Time Inspected: ma 
Monitoring Contractor: 3 &L\T Time Removal Began: b3 -49 P --- --- 

inspection Activity to 
Qteg0v be Checked 

Within Problem Inspection Activity to 
Limits Encountered Category be Checked 
/ 

1. Work site a. Perimeter Banier 
Isolation 

b. Decontamination Curtains / 

c. Seals around ducts, 
windows and doors / 

d. Glove Bag Project hsk 

e. Negative Air Machine" 
in use? /' 

Within Problem 
Limits Encountered 

d. HEPA Vacuum 
/ 

in use 

e. Material Kept 
wet until bagged 

3. Worker a. Disposable Clothing 
Protection used one time 

b. Proper NIOSH 
Respirators 

c. Proper Decontamination 
sequence followed 

f. Negative pressure -dL- 4. Showers a. Functioning? / 

greater than 0.02'' b. Soap & Towels? / 
c. Used each Departure? 7 

a. Caution signs at . 
vestibule entry - 5, Work Habits a. No Smoking / 

In Work Area b. No eating/drinking 0 

b. OSHA ASBESTOS SIGN / 6. Work Practices a. Hammers, Saws, etc 
NOT in use 

/ 

c. Dumpster, drums and / b. Removed Material 
bags labeled Promptly Bagged / 

c. Debris Stored Properly 7 
FIELD NOTES: Describe any problem8 encountered 



=-SaC+-- 11609 Edmonston Road Beltsville, MD 2070s (301) 595-3783 

IH ABATEMENT DAILY REPORT 
. 

Client: G-s. &. Job NO: . r 2 h ~ ~ a t e ~ ~ ~ \ \ . E ) ~ m p l o y ~ \ \ \ a m  R \3:b & 
J v 

Project: . 0.- - On-Site From: % -uo p To: 5- 00% 
\ 

\ 
Removal Methods: \t k %w \SCI\ \ \P~L r \a \ \D *\ kor S u M w u \ x \  n \ w ~  

\ 
No. of Bags Removed 0 ' 

Abatement Contractor: * b- S . 

Reviewed By: . 
. I 



1 1  609 Edmonston Road Beltsville, MD 20705 (301) 595-3783 

DAILY REPORT, Contd. 

Project: Job No. go - Date: Page of a 

\ Q'bk 
Employee: \ \ \An  ,S - \ 

\ V 



EXHIBIT B 
ASBESTOS ABATEMENT CHECKLIST 

Project: 

Da.: b\>\\h 

Time Inspected: -- 9 
Monitoring Contractor: 3 ~LLK Time Removal Began: ' ' S k 

Inspection -9 to 
ategory be Checked 

Within Problem Inspection Activity to 
Limits Encountered Category be Checked - 1. Work site a. Perimeter Banier 

Isolation 
Y- 

b. Decontamination Cvtaine 

c. Seals around ducts, - 
windows and doors 

d. Glove Bag Project w- 
e. Negative Air Machine" / 

in use? 

f. Negative pressure 
greater than 0.OY 

a. Caution signs at 
vestibule entry 

d. HEPA Vacuum 
in use 

e. Material Kept 
wet until bagged 

3. Worker a. Disposable Clothing 
Protection used one time 

b. Roper NIOSH 
Respirators 

-c. Proper Decontamination 
sequence followed 

Within Problem 
Limits Encountered 

/ 
4. Showers a. Functioning? / 

b. Soap & Towels? 7 

c. Used each Departure? 
/ 

5. Work Habits a. No Smoking / 
In Work Area b. No eating/dri&ng / 

b. OSHA ASBESTOS SIGN 
/ 

6. Work Practices a. Hammers, Saws, etc 
NOT in use / 

c. Dumpster, h u m  and 
/ 

b. Removed Material 
bags labeled Promptly Bagged / 

c. Debris Stored Properly 

FIELD NOTES: Describe any problem encountered 



T-A* 11609 Edmonston Road Beltsville, MD 20705 (301) 595-3783 

IH ABATEMENT DAILY REPORT 

client & . 3 k . Job No: --I&& Date ~ \ l ~ \ T m p l o y e e ~ ~ w  9. 
"' '+& 

i - 
Project: N E 0 6 On-Site From: 8 .  bo To:: 5 .  s ~ b .  

\ I 

Materials Abated (Types, Quantities, Locations): 

Removal Methods: 

No. of Bags Remove 

Reviewed By: - 
- = - 



i 
- 11609 Edmonston Road Beltsville, MD 20705 (301) 595-3783 

DAILY REPORT, Contd. 

Project: h\ E s ~  J O ~  NO. - %c, Date: b\,3\ ~m Page 3- of 

Progress / Summary of Activities: -------------- ----.- 
bk c P e k ,  

- 

_..---. - ..-- -...-.-.--.---.-...--..- ........................ ........ . .  ........................................... . . . . . . . . . . . . . . .  I 
- ................ --.----.-..----..----- ................................................ ............................ . ................-.....- -.----.----. 

....__-...-.- -_.-.--- -.-. --.- -...--.-.- ---.-......-- ................ ......................................................................... ............. --.- .... -.-.------ 

...... -__-__----..- ----...-.--.-- .....................-...........-....-.-.........-..-.....................-.-.......-............................... ---...---------- 

..-..... . ......-..-.......... ............................... -- .............. -...- ...-.-..... --.-- .. .............................................................. ...- -..--..------.---. 

.._.........-......-... -- ................................... ..-. ..... ... .......... - ................ -- ...... ............................................. . - .................... -.--.----.---- 
. ............... - ....................................... - ... ................................................-.....................................-......................... ......-....-. -.--------0---------- 

, 
U')n Employee: 5 -  . 

. = 



EXHIBIT B 
ASBESTOS ABATEMENT CHECKLIST. 

Building: E 0 Project: 

SAL \,\. 1 7 Monitoring Contractor: Time Removal Began: 8 ' 30 b 

Inspeaion Activity to Within Problem Inspection 
C a k F V  be Checked Limits Encountered Category 

cl 
1. Work site a. Perimeter Barrier 

Isolation 
/ 

b. Decontamination Curtains 

c. Seals around ducts, / 

Activity to 
be Checked 

d. HEPA Vacuum 
in use 

Within Problem 
Limits Encountered 

/ 

e. Material Kept / 
wet until bagged 

windows and doors 
4 

3. Worker a. Disposable Clothing 
Protection used one time 

/ 

d. Clove Bag Project b & 

e. Negative Air Machine" w 
in use? 

b. Proper NIOSH Disp- 
Respirators HEP* 

PAPR- 
c. Proper Decontamination 

sequence followed / 

f. Negative pressure / 4. Showers a. Functioning? I 
greater than 0.02" b. Soap & Towels? I 

c. Used each Departure? I 
a. Caution s i p  at 

vestibule enhy 4 
5. Work Habits a. No Smoking I 

In Work Area b. No eating/drinking I 

b. OSHA ASBESTOS SIGN 6. Work Practices a. Hammers, Saws, etc / 

c. Dumpster, drums and 
bags labeled / 

NOT in use 
b. Removed Material 

Promptly Bagged / 
c. Debris Stored Properly 4 

FIELD NOTES: Describe any problem encountered 



-- 

11609 Edmorlston Road Beltsville, MD 20705 (301) 5953783 

.i IH ABATEMENT DAILY REPORT 

. 
ctient: ( r ; . S - h  

L 

Job N o : t r r a & b  Dateb \ @Employee: \ \ (b.n S . -w M' \,e 
3 4 

Project b F. D 5 OnSite From: 8. ao g To: 5.00a. 

Removal Methods: 

Reviewed By: . 
1 



- - - - - - - - 
11 609 Edmonston Road Beltsville, MD 20705 (301) 595-3783 

DAILY REPORT, Contd. 

Project?* OQ Job No. - a bb Date: b\!3 \. t j ~  Page 4 om 

a&,* 
Employee: \\\u % e 

V 
= 

Work in Progress 1 Summary of Activities: ---- - ---------- 
+aa-=~a,c\--A .- 4 ~ *  n d e P J h , m g A :  & h e ~ ~  , 

i 



EXHIBIT B 
ASBESTOS ABATEMENT CHECKLIST 

Date: b \ \ %\ b> 

Removal Contractor: Time Inspected: \B "bb b 
S&LL\ \ 

7 

Monitoring Contractor: Time Removal Began: %-%Ih ----- 

Inspection Activity to Within Problem inspection Activity to 
be Checked Limits Within Problem cat ego^ Encountered Category be Checked Limits Encountered 

1. Work site a. Perimeter Barrier d. HEPA Vacuum 
Isolation in use 

b. Decontamination Curtains e. Material Kept 
wet until bagged 

c. Seals around ducts, 
windows and doors 3. Worker a. Disposable Clothing 

Protection used one time 
d. Glove Bag Project 

b. Proper NIOSH Disp- 
Respirators 

e. Negative Air Machine" H E p L  
PAPR- 

in use? c. Proper Decontamination 
sequence followed 

f. Negative pressure 4. Showers a. Functioning? 
greater than O.OT b. Soap dr Towels? 

2. Signage A. Caution signs at c. Used each Departure? 
vestibule entry 5. Work Habits a. No Smoking 

In Work Area b. No eating/drinking 

b. OSHA ASBESTOS SIGN 6. Work Practices a. Hammers, Saws, etc 
NOT in use 

c. Dumpster, drums and b. Removed Material 
bags labeled Promptly Bagged 

c. Debris Stored Properly 

FIELD NOTES: Describe any problem encountered 



vs8-kzi'F- -- 

11609 Edmohston Road Beltsville, MD 20705 (301) 5953783 

~'4' 
, .. IH ABATEMENT DAILY REPORT 

client Q\-8 * k 
\ \ 

Job No: Q a - 3 b i    ate ~ ~ \ \ ~ \ \ ~ u Z m ~ l o ~ e e :  1 i \cay\ 9 U'*.e 
3 U 

On-Site From: uo p To: % . u p -  
\ 

Removal Methods: 

No. of Bags Remove 

Abatement Contractor: 

Reviewed By: . 
a 



- - - - - -- - 
11609 Edmonston Road Beltsville, MD 20705 (301) 595-3783 

project? hj F- 0 $3, 

DAILY REPORT, Contd. 

Job N o . b - Q b &  Date: b!\ c\\ ws Page 4 of 2 

r 

Work in Progress / Summary of Activities: ---- ---- --------- 

q j e  Employee: \ \  3 
\3 W 



EXHIBIT B 
ASBESTOS ABATEMENT CHECKLIST 

Building: b % 0 1% Project: kh ?a&. 
d 

~ocation: 3 &&N \\vL-u Y \ ~ Y \ P  K \UP, Date: \-\ \'A\ b 

Removal Contractor: Time Inspected: f-Lc-ak 
U 

7 

Monitoring Contractor: \-A 4 Time Removal Began: 

rslspection Activity to 
Category be Checked 

Within Problem Inspedion Activity to 
Limits Encountered Category be Checked 

u 1. Work site a. Perimeter Bamer 
Isolation 

/ 
b. Decontamination Curtains 

c. Seals around ducts, / 
windows and doors 3. Worker 

&k.. 
Protection 

d. Glove Bag Project 

e. Negative Air Machine" 
in use? 

w 

Within Problem 
Limits Encountered 

d. HEPA Vacuum d 

in use 

e. Material Kept 
wet until bagged 

a. Disposable Clothing 
used one time 

b. Proper NIOSH Disp 
Respirators =A- 

PAPR- 
c. Roper Decontamination 

sequence followed 

4 
f. Negative pressure 4. Showers a. Functioning? 

greater than 0.02" b. Soap & Towels? 
c. Used each Departure? 

2. Signage a. Caution signs at 
vestibule entry 

/ 
5. Work Habits a. No Smoking 

In Work Area b. No eating/drinking 
/ 

b. OSHA ASBESTOS SIGN 6. Work Practices a. Hammers, Saws, etc 
NOT in use 

c. Dumpster, d r u x t ~  and 
/' 

b. Removed Material 
bags labeled Promptly Bagged 

c. Debris Stored Properly 

FIELD NOTES: Describe any problem encountered 



SaLUT 11609 Edmonston Road Beitsville, MD 20705 (301) 595-3783 

IH ABATEMENT DAILY REPORT 

Client: (C- b- & Job No:&-=& ~ a t e u  ~ m p l o y e ~ ~ w t \  \ v 

Project: h\ 9 Q + On-Site From: 3- cm p To: 
8 

- 4 

Removal Methods: pb -0 - p \ 3- ~ h k ~  \ b c x h  
\ 

No. of Bags Removed 

Abatement Contractor: @, . S 
Reviewed By: - 

z. 



- 
-- --- - 

11609 Edmonston Road Beltsville, MD 20705 (301)? 595-3783 

DAILY REPORT, Contd. 

Project: c Q t3 Job No.* - 9 b  k Date: \4\\h\,LPD Page 3 of 

Work in Progress / Summary of Activities: .... --.-- -----.-..- -.--- -.-----.--- --.- d 

i 

Employee: - .  



EXHIBIT B 
ASBESTOS ABATEMENT CHECKLIST 

Building: . G.r,-%?, • Project: \\ €mi3 

Location: Date: b\. \ L \% b 

Removal Contractor: Time Inspected: b p Y n  b 

Monitoring Contractor: %ud=T- Time Removal Began: % . Qo+ 

w o n  Activity to 
Categ0ry bechecked 

Within Problem -On Activity to 
Limits Encountered Category bechecked 

1. Work site a. Perimeter Barrier / 

Isolation 

b. Decontamination Curtains / 

Within Problem 
Limits Encoun- 

d. HEPA Vacuum 
/ 

in use 

e. Material Kept 
wet until bagged 

c. Seals around duck, 
windows and doors / 3. Worker a. Disposable Clothing 

Protection used one time 
d. Glove Bag Project \NB 

b. Proper NIOSH 
Respirators 

e. Negative Air Machine" 
in use? dL-.- c. Proper Decontamination 

sequence followed 

f. Negative pressure - 4. Showers a. Functioning? y 
greater than 0.02" b. Soap & Towels? f 

c. Used each Departure? / 

a. Caution signs at 
vestibule entry i 5. Work Habits a. No Smoking I 

In Work Area b. No eating/drinking Y 

b. OSHA ASBESTOS SIGN / 6. Work Practices a. Hammers, Saws, etc 
NOT in use f 

c. Dumpster, drums and 
/ 

b. Removed Material 
bags labeled Promptly Bagged / 

c. Debris Stored Properly 4 

FIELD NOTES. Describe any problems encountered 



-- 

11609 Edmorlston Road Beltsville, MD 20705 (301) 595-3783 

+9 IH ABATEMENT DAILY REPORT 

client: S lh 
L 

Job No: (90 -3 h I. ~ateb \n \yo  Employee: \I \ccn % Q'&t " 

Project: M.F. o.F??- On-Site From: 8 - cD p To: 5 .. ma 
1 

Removal Methods: 

No. of Bags Remove 

Reviewed By: 
I 



- 

11609 Edmonston Road a Beltsville, MD 20705 (301) 595-3783 

DAILY REPORT, Contd. 

project!" ..E: .Q . p, . Job No. b, , 9 b~ Date: \b\ Page of \ - 
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....... .....-...- -. .............................. - ............................................................................................................................. 

..... -...-...-.-.-.---.- ......... - .......................................................................................................... 
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............................................................ ...................................................................................................-......-...............................-..---......._ 

............................................................................... ...................................................................................................................................................... . . -  .- 
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................................................. ............................................................................................................................................................................................. 
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"s 'h ,~  
Employee: * 



EXHIBIT B 
ASBESTOS ABATEMENT CHECKTJST 

Project: h) 7 A 
rd  

Location: 7 Date: La\\?\ L L WQ 
I ' 

Removal Contractor: Time Inspected: 

s &&I\ cCc Monitoring Contractor: I Time Removal Began: 8 . q 0  h --.-- --- 

Inspection Activity to 
Category be Checked 

Within Problem Inspection Activity to 
Limits Encountered Category be Checked 

/ 1. Work site a. Perimeter Barrier 
Isolation 

/ 
b. Decontamination Curtains 

c. Seals around ducts, / 
windows and doors 3. Worker 

/ Protection 
d. Glove Bag Project 

e. Negative Alr Machine" 
in use? 4 

Within Problem 
Limits Encountered 

/ 
d. HEPA Vacuum 

in use 

e. Material Kept / 

wet until bagged 

a. Disposable Clothing 
used one time 

/ 

b. Proper NIOSH Disp- 
Respirators H E P L  

P A P R Y  
c. koper Decontamination 

sequence followed I 

f. Negative pressure / 4. Showers a. Functioning? 0 
greater than 0,02" b. Soap 6 Towels? 0 

c. Used each Departure? 0 
a. Caution signs at 

vestibule entry 
/ 

5. Work Habits a. No Smoking 4 

In Work Area b. No eating/drinking / 
/ 

b. OSHA ASBESTOS SIGN 6. Work Practices a. Hammers, Saws, etc 
NOT in use 

/ 

c. Dumpster, dnuns and /' b. Removed Material 
bags labeled Promptly Bagged 

c. Debris Stored Properly 

FIELD NOTES: Describe any problems encountered 



-- 

11609 Edmonston Road Beltsville, MD 20705 (301) 5953783 

- 4. IH ABATEMENT DAILY REPORT 

client C -% ' Job No: a -Yc DatedJ4m E m p I o y e p ~ &  3 '& 
3 '4 

project: N TO fi On-Site From: 8- 00 p To: $ 0  

Materiats Abated (Types, Quantities, Locations): 

Removal Methods: 

No. of Bags Remove 

Reviewed By: - 
= 



- - -- - - - - 
P 11609 Edmonston Road Beltsville, MD 20705 . (301) 595-3783 

DAILY REPORT, Contd. 

project? h) E 0 A Job No. - Date: M\d 60 Page S of 
b I 

Work in Progress 1 Summary of Activities: ---------- ------- 

------- ........ 



EXHIBIT B 
ASBESTOS ABATEMENT CHECKLIST 

Building: 'f3 € O h  Project: hS F - 0  % 1 
Location: h a k ~ a t e :  \ 4 I%\ U\3 

b* s*  I Removal Contractor: Time Inspected: \ R C J ' Q  D I 
1 

Monitoring Contractor: SALUG Time Removal Began: % ' 4 5 P - -- - - - - 

Inspection Activity to Within Problem Inspection Activity to Within Problem 
CBtegory be Checked Limits Encountered Category be Checked Limits Encountered 

* 
1. Work site a. Perimeter Barrier 

Isolation 
/ 

b. Decontamination Curtains 

c. Seals around ducts, 
windows and doors 

/ 

d. Glove Bag Project k ! !  

e. Negative Air Machine" / 
in use? 

f. Negative pressure 
1 

greater than 0.02" 

2. Signage a. Caution signs at . 
vestibule entry 

/ 

b. OSHA ASBESTOS SIGN / 
c. Dumpster, drums and 

bags labeled 
/ 

/- 
d. HEPA Vacuum 

in use 

e. Material Kept 
wet until bagged 

3. Worker a. Disposable Clothing 
Protection used one time 

b. Proper NIOSH 
Respirators 

c. Proper Decontamination 
sequence followed 

4. Showers a. Functioning? 
b. Soap & Towels? 
c. Used each Departure? 

5. Work Habits a. No Smoking 
In Work Area b. No eating/drinking 

6. Work Practices a. Hammers, Saws, etc 
NOT in use 

b. Removed Material 
Promptly Bagged 

c. Debris Stored Properly 

FIELD NOTES Describe any problems encountered I 



--S8C'J;F- -- 
11609 Edmonston Road Beltsville, MD 20705 (301) 5953783 

. ". IH ABATEMENT DAILY REPORT 

Project: b 2 0 % On-Site From: g- - rp TO: k - GQ c ; ~  
1 

Removal Methods: 

No. of Bags Remove 

Reviewed By: . 
. I 



- - - - - - - - - - 
11609 Edmonston Road Beltsville, MD 20705 (301) 595-3783 

DAILY REPORT, Contd. 

Project!' 1~ EQA Job No. - 3 k & Date: 4, (4 \(p Page 3 of % 

r 

Work in Progress / Summary of Activities: ---.-----.--.--------.--- 
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=BIT B 
ASBESTOS ABATEMENT CHECKLIST 

inspection Activity to Within Problem 
Category 

Inspection 
be Checked 

Activity to Within 
Limits 

Problem 
Encountered Category be Checked Limits Encountered 

YF 1. Work site a. Perimeter Barrier 
d. HEPA Vacuum 0 Isolation 

4 
in use 

Building: h\ 9 9 'A 
4 Project: 

crd, 
\) %% 

Location: 3 . . \L, u\ 
1 - -&.C 2-rn Date: \-a, 1 9 \\ M 

1 Q 
Removal Contractor: 5 - b -'s* Time Inspected: 

b 

Monitoring Contractor: %a L L ~ \  Time Removal Began: 3 . % I, ------ 

b. Decontamination Curtains e. Material Kept 
wet until bagged 

c. Seals around ducts, 4 
/' 

windows and doors 3. Worker a. Disposable Clothing 

Ask 
Protection used one time 

d. Clove Bag Project 
/ 

I 

e. Negative Air Machine" / 
in use? 

b. Proper NIOSH Disp- 
Respirators HEPA 

P A P R ~  
C. Prover Decontamination 

se&ence followed / 
/ 

f. Negative pressure 4. Showers a. Functioning? 
greater than 0.02" 

/ 
b. Soap & Towels? y 

2. Signage 0 
c. Used each Departure? - 

a. Caution s i m  at . 
vestibule &try 5. Work Habits a. No Smoking / 

In Work Area b. No eating/drinking '7 
/ 

b. OSHA ASBESTOS SIGN 
T 

6. Work Practices a. Hammers, Saws, etc 

C. Dumpster, drums and 
bags labeled / 

NOT in use / 
b. Removed Material 

Promptly Bagged / 
c. Debris Stored Properly '7 

FIELD NOTES: Describe any problems encountered 



EXHIBIT C 
FINAL INSPECTION OF ASBESTOS ABATEMENT CHECKLIST 

Building: ?/Q Project: KO% 

~ocation: 3 dk .\.sr\er LC& Date: b62 \ '4 \ O n  
0 ' \ 

Removal Contractor: 2.4,-S* Time Inspected: \ 0 L 

Monitoring Contractor: Time Completed: a - % s 

Inspection Activity to Within Problem Bulk Samples: As any dust found in the removal area is likely to be asbestos contaminated 
Cotegory be checked Limits Encountered in cases of dispute, a small quantity of material may be sent to a designated laboratory for - Analysis. 
1. Residual a. Floor 

Dust on: FINAL AIR SAMPLING: If all other tests and situations appear to be satisfactory, the final 
air tests will be taken. 

7 

b. Horizontal Surfaces Location: 

C. Pipes 

d. Ventilation 
Equipment 

e. Horizontal 

Surfaces 

f. Pipes 

g. Duchvork 

h. Registera 

i. Ughb 

Flow Rate 

Analyst Analyzing Samples: Date: 

Field Notes: Describe any problems encountered during final inspection 



-- 

11609 Edmohston Road Beltsville, MD 20705 (301) 595-3783 

IH ABATEMENT DAILY REPORT 

C 1 

Client: '5 #Y Job No: &&&I. Date Employee: 3 I ubAt 
J V 

On-Site Fmm: 3.- (p TO:&* Cjb b 
I \ 

Materiats Abated (Types, Quantities, Locations): 

Reviewed By: . 
- .. 



11609 Edmonston Road Beltsville, MD 20705 (301) 5953783 

IH ABATEMENT DAILY REPORT 

client: C S  n Job No: 

- 
Project NETD& - 3 L 17- 32, I\ On-Site From: y', b-0 To: s- 

Containment 

PPE: ; i t 2 , 1 .  

Removal Methods: N/p,& 
No. of Bags Removed 

Abatement Contractor. &- 

\ Reviewed By: 



11609 Edmonston Road Beltsville, MD 20705 (301) 595-3783 

DAILY REPORT, Contd. 

J i 

3 z 
Project: 

. - 
Date: / o ~ l d e ~ b ~ b  Page 2 of 2 

Work in Progre 

a rn O n t L - - - - - -  ---I 

Employee: 

* 





JzxHlBIT B 
ASBESTOS ABATEMENT CHECMLIST 

Building: .nrEofl Project - I 

Location: 0 ~ 3  <?a\ - 22-17 Date: ( 0 2K* zdoo 
Removal Contractor: 6% Time Inspected: 8 : ~  4 10: W)  

Monitoring Contractor: 'S%\cm Time Removal Began: /0!&@ 
hpection Activity to Within Problem 

be Checked Inspection Activity to 
category Limits ; 

Within Problem 
Encountered Category be Checked Limits Encountered 

1. Work site a. Perheter Barrier J d. HEPA Vacuum 
Isolation in w e  

4 
b. Decontamination Curtains / e. Material Kept 

wet until bagged 
c. Seals around ducts, 

v- - 
-' windowsand doors t/ 3. Worker a. Disposable Clothing 

Protection used one time / , d. GLovc Bag Roject 

b. Proper NIOSH D~SP- 
Respiratars 

e. Negatiye Air Machine" 
in use? B c Roper Decontamination 

E* 
sequence fo11owed r/ 

f. Negative pressure / 4. Showers I a. Functioning? 
greater than 0.02' b. Soap k Towels? 

4 
4 

/- 
c. Used each Departure? / 

2. Signage a. ~autiod'si~ns at 
vestibule entry 5. Work Habits a. ~ o ~ m o k & ~  

In Work Area b. No eatlng/drinklng 

b. OSHA ASBESTOS SIGN /- 
6. Work Practices a. Hammers, Saws, etc 

-% 

J 
NdT in use 

c. Dumpster, drums and b. Removed Material 
bags l a h e d  Promptly Bagged 

c. Debris Stored Roperly 

FIELD NOTES: Desaibe any problems encountered 



11609 Edmonston Road Beltsville, MD 20705 (301) 5953783 

IH ABATEMENT DAILY REPORT 

( 5  4 Job No: 
00 

Client ~ a t e @ p  Employee: 

Project: - - F\&r ~ 2 / / - 3 ~ 7 0 n - ~ i e ~ m m  

Removal Methods: W& 
No. of Bags Remov 

Abatement Contractor: 

Reviewed By: 

/' 
f 



11609 Edmonston Road Beltsvile, MD 20705 (301) 595-3783 

DAlLY REPORT, Contd. 

1 d 

Project: Eo fi 2 

Job No. ~ate:/0.31/. Page 2 . 2  of 

Work in Progress / Su 
%;a0 

0 35Gzii-- c-.-----.- -,,- I 

.. 

.-- .... -.-...-.---...-..-.- ..--.- - ..-...-..-....... ---.- .... - ...... - ...-......--...-..--.---..--- - -.------.-------.-..--.....--..-..-..-..----.---.---.--..-.-......-.-..-...s......---..--..--.....,-..-.-A-..-- -..-------. 

n / 

Employee: 



- - 
ExHn3l.T C 

FINAL INSPECTION OF ASBESTOS ABATEMENT QHECKLIST - - 

Building: ~ m 4  Project: - I 

t 
II RMC 3-U17 3 2 / 7  D,*: 0 8e 3A2u 

Removal Contractor: Time Inspected: L J >  

1. 

Monitoring Contractor: -- Time Completed: 

hpection , Activity to 
Category be checked 

1. Residual a. Floor: 
Dust on: 

< 
b. Horizontal Surfaces / 

c. Pipes 
( 

d. Ventilation 
Equipment 

e. Horizontal 

Surfaces 

) i 

f. Pipes 
i 

g. Ductwork 

h. Registers 

i. Lights 
. . 

L i 

PIoblem Bulk Samples: As any dust found in the removal area is likely to be asbestos contaminated 
Encountered in cases of dispute, a small quantity of material may be sent to a designated laboratory for 

Analysis. 

FINAL AIR SAMPLING: If all other tests and situahom appear to be satisfactory, the final 
air tests will be tak 

Location: G J ~ ~ &  s~ek 
volume0iters) LLWO l&w 
Flow Rate 
~ k s / m i n )  / @ a  C3 /Oh D 

Analyst Analyzing Samples: Date: 

Field Notes: Deecribe any problems encountered during final inspection 
. .. 



SaLUT 11609 Edmonston Road Bekville, MD 20705 (301) 595-3783 

IH ABATEMENT DAILY REPORT 
3 h e . ( d J  

Client: em J O ~  NO: 2. 
--LC- Date Employee: 

rsbestos Abatement Project Information 
'aterials Abated (Types, Quantities, Locations): 

~ b r u a ,  
4 

ontainment I. 
xon : 

'E: 
:moval Methods: u&k 

n r 

,aternent Contractor: &w 
Reviewed By: 



11609 Edmonston Road Beltsville, MD 20705 (301) 595-3783 

DAILY REPORT, Csntd. 

ueo Job No. 2 [,b Date: I 1 - !, zIc 3 2 o f 2  Page - - 

Work in Progress / Sum 
/ ...------. 

---..-..-_I 



DMlBITC 
FINAL INSPECTION OF ASBESTOS ABATEMENT CHECKLIST 

projeck Mki-~& 
< Date: I\ - I - 207.A 

Removal Contractor: 63 5 Time Inspected: I \'\'30 

Monitoring Contractor: Time Completed: 1 2 '* 3 0 
Inspection Activity to Within Problem 

be checked 
B U  w p l a :  A. my dust found in the removal area u Uely to be asbestos contaminated category LimiB b m t e e d  in cases of dispute, a small quantity of material may be sent to a des ip ted  laboratory for 

L Analysis. 
1. Residual a. Floor 

Dust on: PR\JAL AIR SMPLING: If d otho tesk and situations appem to k satisfactory, the fm,d 

J 
b. Horizontal Surfaces - Location: - - 

volume(liters) I 2 Q 0 
/" 

12 80 - - - 
c. Pipes 

7 - Row Rate 

d. Ventilation 
18.0 - - - - 1 

(li@/min) m,. 
Equipment - - 

Fibers/= - - 
e. Horizontal 

/' 
Analyst Analyzing Samples: Date: 

Surfaces Field Notes: Describe any problems encountered d m g  fm,d hpectior\ 

f. Pipes / 
g. Ductwork -7 
h Registers 4 
i. Lighk 

v' - - 



SaLUT 11609 Edmonston Road Beltsville, MD 20705 (301) 595-3783 

IH ABATEMENT DAILY REPORT 
1 

client: @ SA Job No: /fl ~ a t e ~ ~ ~ / ~ - ' % m ~ l o ~ e e :  hJ Rllbp: t$ hi- 
I 

_I 

Pmjed: UL=D& - Pl b 0 r. On-Site From: 7 ; &J f i  TO: 

Materiab Abated (Types, Quantities, Locations): 

Removal Methods: I!.&/- 

No. of Bags Removed 

Abatement Contractor: b 3  s 

Reviewed By: 
. = 



SaLUT 11609 Edmonston Road Beltsville, MD 20705 (301) 595-3783 

DAILY REPORT, Contd. 

Project: Job No. Date: 0 Page  25 o t s  

-- - 

Work in Progress 1 .... .. --..- --.... ..... --- ................................. 
..... ......... --.--- ... ...-..-----....-............ 



EXHIBIT A 
ASBESTO$ PRE-ABATEMENT CXECKLIST 

W r o e c t :  & - Building: 

Removal Contractor: Time Inspected: 8' ,' hd d k  
Monitoring Contractor: Removal Began: - 
Inspection Activity to 
category be Checked 

Within 
Limits , 

1. Work site a. Perimeter Bamer 
Isolation 

I /  

b. Decontamination Curtains 
/' 

c. Seals around ducts, 
windows and doors 

J 
d. Vertical and Horizontal /' 

Qpenings . 
e. Negative Air Machine" 

in use? 

f. Negative pressure 
greater than 0.02" 

/- 

2. Signage a. Caution signs at 
vestibule entry 

b. OSHA ASBESTOS SIGN / 

Problem 
Encountered 

Inrrpection Activity to 
Category be Checked 

d. HEPA Vacuum 
in use 

e. Material Kept 
wet until bagged 

3. Worker a. Qsposable Clothing 
Protection used one time 

b. Proper NIOSH 
Respirators 

c. Proper Decontamination 
sequence followed 

4. Showers a. Functioning? 
b. Soap & Towels? 
c. Used each Departure? 

5. WorkHabits a. No Smoking 
In Work Area b. No eating/drinking 

Within Problem 
Limits Encountered 

c. Dumpster, drums and 
bags labeled / 

FIELD NOTES: Describe any problems encountered 



EXHIBIT B 
ASBESTOS ABATEMENT CHECKW[ST 

Building A! 0 PI\ Project: 

\@v Date: ( 1 ' 1 11 a 8-6 

Removal Contractor: RBs Time Inspected: f ! b 
Monitoring Contractor: '5dK Time Removal Began: 

Inspectton Activity to 
~ t e f 5 O r Y  be Checked 

Within 

-7 
Problem Inspection 
Encountered Category 

Activity to 
be Checked 

Within 
Limits 

Problem 
Encountered 

1. Work site a. Perimeter Barrier 
Isolation 

d. HEPA Vacuum 
in use 

b. Decontamination Curtains 
J 

e. Material Kept 
wet until bagged 

c. Seals around ducts, 
windows and doors 

J 
3. Worker 

Protection 
a. Disposable Clothing 

used one time 
d. Glove Bag hoject & 

b. Proper NIOSH 
Respirators 

e. Negative Air Machine" 
in use? c. Proper Decontamination 

sequence followed 

f. Negative pressure 
greater than 0.02" 

4. Showers a. Functioning? 
b. Soap & Towels? 
c. Used each Departure? 

a. Caution signs at 
vestibule entry 

J 
5. WorkHabits 

In Work Area 
a No Smoking 
b. No eating/drinldng 

b. OSHA ASBESTOS SIGN 
/ 

6. Work Practices a. Hammers, Saws, etc 
NOT in use 

b. Removed Material 
Promptly Bagged 

c. Debris Stored Properly 

c. Dumpster, drums and J 
bags labeled 

FIELD NOTES: Describe any problems encountered 



Soil and Land Use Technology, Inc. 

SaLUT 
fvm 6 ayd jq&)f- 



SaLUT 11609 Edmonston Road Beltsville, MD 20705 (301) 595-3783 

IH ABATEMENT DAILY REPORT 

-S. b ciient: Job No: Date \\\,V~,O Employee " 

Project: l a du 
% W& c4W wY On-Site From: 3 . ,, To: \\.% b 

\ . 

Removal Methods: 

Reviewed By: 
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EXHIBIT B 
ASBESTOS ABATEMENT CHECKLEI' 

Building: \! D Project: N €- V 3  

Location: Date: \\\\%\b,13 

Removal Contractor: Time Inspected: 4 - 3 0 p  

Monitoring Contractor: S A A U T  Time Removal Began: 3 ' 3 5 p 
Y 

Inspection Activity to 
category be Chedced 

Within Problem Inspectioa Activity in 
Limits 

-r 
E n a u n M  Category be Checked 

1 
1. Work site a. Perimeter Barrier 

Isolation 
/ 

b. Decontamination Curtains 

c. Seals around ducts, /' 

Within Problem 
Limits Encountered 

d. HEPA Vacuum 
in use 
L 

e. Material Kept 
wet until bagged I 

windows and doors 3. Worker a. Disposable Clothing 
Protection used one time 

/ 
d. Glove Bag Project h 

e. Negative Air Machine" / 
in use? 

b. Roper NIOSH D~P- 
Respirators -47- PAPR- 

C. Proper Decontamination 
sequence followed - / 

f. Negative pressure 4. Showers a. Functioning? f 
greater than 0.02" b. Soap & Towels? / 

/- c. Used each Departure? / 
2. Signage a. Caution signs at 

vestibule &try 5. Work Habits a. No Smoking f 
In Work Area b. No eating/drinking / 

/ 

b. OSHA ASBESTOS SIGN 
F 

6. Work Practices a. Hammers, Saws, etc I 

c. Dumpster, drums and 
bags labeled /- 

~ d ~ i n & e  . / 
b. Removed Material 

Promptly Bagged / 
c. Debris Stored Properly 7 

FIELD NOTES: Describe any problems encountered 



SaLUT 11609 Edmonston Road Beltsville, MD 20705 (301) 595-3783 

IH ABATEMENT DAILY REPORT 
I----- 

client: & & . k-- Job No: Dateb~)~\k, EmpIo;z(~ - 8 

Project M E % On-Site From: ;5 . CIQ b To: \\- a ,+ 
\ Y 

Removal Methods: 

No. of Bags Remove 

Reviewed By: 



SaLUT 11609 Edmonston Road Beltsville, MD 20705 (301) 595-3783 

DAILY REPORT, Contd. 

Project: C Job No. Date: 1\\\ ?\,LO Page -3 of -2 - 

I Work in Progress I Summary of Activities: ...... ............... --...-...--- ---__----_----.-.--....-....- -.-.- ...-...-.-..........-.............. 1 



EXHIBIT B 
ASBESTOS ABATEMENT CHE(J(LIST 

Building: h 0 h Project: \N 5% % 

Removal Contractor: E+,. S .  Time Inspected: -4 -30 sp 

Monitoring Contractor: SALT\ Time Removal Began: 3 - 4 5 k  

Inspection Activity to 
category be Checked 

Within Problem Inspection Activity to 
Limits Encountered Category be Checked 

Within Problem 
Limits Encountered 

1. Work site a. Perimeter Barrier / 
Isolation 

d. I-IEPA Vacuum J 

in use 

b. Decontamination Curtains / e. Material Kept 

wet until bagged /' 
c. Seals around ducts, 

windows and doors 
," 

3. Worker a. Disposable Clothing 
Protection used one time 

d. Glove Bag Project Lbk A 

b. Roper NIOSH Dkp- 
Respirators m p c  

e. Negative Air Machine" , PAPR- 
in use? c. Roper Decontamination 

sequence followed / 

f. Negative pressure 
/ 

greater than O.OY' 

a. Caution signs at 
vestibule entry 

1 

b. OSHA ASBESTOS SIGN 
/ 

c. Dumpster, dnuns and 
bags labeled / 

4. Showers a. Functioning? 
b. Soap & Towels? 
c. Used each Departure? 

5. Work Habits a. No Smoking 
In Work Area b. No eating/dri&ing 

6. Work Practices a. Hammers, Saws, etc 
NOT in use 

b. Removed Material 
Promptly Bagged 

c. Debris Stored Properly 

FIELD NOTES: Describe any problems encountered 



SaLUT 11609 Edmonston Road Beltsville, MD 20705 (301) 595-3783 

IH ABATEMENT DAILY REPORT 

u' 
Client: (r Job No: Date ~\\?\\,~gEmployee: Ja c 

V 

Project: 0 6 On-Site From: % . cm b TO: \\ C o  eL 
\ 

ark in Progress / Summary of Activities: 

Containment: 

Decon: 

Removal Methods: 

I 

Asbestos Abatement Project Information 

Reviewed By: 

Materials Abated (Types, Quantities, Locations): hhn, q -t7J& i ha '+. .s. \ + \ \* h4 
1 u a tFt9: 



EXHIBIT B 
ASBESTOS ABATEMENT CHECKLIST 

Building: N 0 \? Project \\?@,'3 

Date: 

Removal Contractor: b -3 Time Inspected: 

Monitoring Contractor: % h&\h Time Removal Began: b-3;, h 
1 

Inspection Activity to 
CatePY be Checked 

Within Problem Inspection Activity to 
Limita Encountered Category be Checked 

Within Problem 
Limits Encountered 

1. Work site a. Perimeter Barrier /- 

Isolation 
d. HEPA Vacuum 

c- 

in use 

b. Decontamjnation Curtains J e. Material Kept 
wet until bagged 

c. Seals around ducts, 
windows and doors G' 3. Worker a. Disposable'Clothing 

Protection used one time 
d. Glove Bag Project NA 

b. Proper NIOSH 
Respirators 

e. Negative Air Machine" / 
in use? c. Proper Decontamination 

sequence followed 

f. Negative pressure 
greater than 0.02" 

a. Caution s i p  at 
vestibule entry 

4. Showers a. Functioning? , 

b. Soap & Towels? A 

c. Used each Departure? , 

5. Work Habits a. No Smoking , 

In Work Area b. No eating/ drinking / 

b. OSHA ASBESTOS SIGN 6. Work Practices a. Hammers, Saws, etc 
NOT in use . 

C. Dumpster, drums and ./ b. Removed Material bags labeled Promptly Bagged ,. 
c. Debris Stored Properly 

FIELD NOTES: Describe any problems encountered 



ExI-mIT C 
FINAL INSPECTION OF ASBESTOS ABATEMENT CHECKLIST 

Building: Project h\ c 0 I3 

P bs Removal Contractor: Time Inspected: 9 ' b 3  

Monitoring Contractor: %~\\h Time Completed: 3 * C F o  U 

Inspection Activity to 
Category be checked 

1. Residual a. Floor 
Dust on: 

Within Problem Bulk Samples: As any dust found in the removal area is likely to be asbestos contaminated 
Limits Encountered in cases of dispute, a small quantity of material may be sent to a designated laboratory for 
/ Analysis. 

FINAL AIR SAMPLING: If all other tests and situations appear to be satisfactory, the final 

/'- 
air tests will be taken. 

b. Horizontal Surfaces Location: 

c. Pipes 

d. Ventilation 
Equipment 

e. Horizontal 

Surf aces 

f. Pipes 

g. Ductwork 

h. Registers 

i. Lights 

Flow Rate ; 

(liters/min) 

Fibers/Filter 

Fibers/cc 

Analyst Analyzing Samples: Date: 

Field Notes: Describe any problems encountered during final inspection 



PCM Air Sample Data Sheets 



SaLUT Soil and Land Use Technology, Inc. AIR SAMPLE DATA SHEET 
11609 Edmonston Road Beltsville, MD 20705 

Project: b F. O B\ 
J O ~  NO.: - a L lo - 
Name: \ l\qn %. hS'ha 

3 V 

Tel: (301) 595.3783 
Fax: (301) 595-3787 Type of Sample : a TEM LEAD a 

Client: G. 3 C?r . 
Date: \)D \ a UQ Time on-site: %' QQt to  

\ 

Analyzed On-site: --* Laboratory: 

Sample ID Type Flow (Lpm) / Flow (Lpm) / Flow Fibers/ Fibers/ / I m e  0 1 Time O F  1 m e  ( m i  1 O e  1 F i e  I cc I Location 

I Fiber Count (F/rnmz) To be within acceptable limits 

I I 
Key: BG . Background EV . EnvironmentaL WA . Work Area FC . Final Clearance PS - Personal FB . Field Blank 



SaLUT soil and  and Use ~ e c h n o l g ~ ,  Inc. 

11609 Edmonston Road Beltsvllle, MD 20705 701: (30i') 595.3783 
Fax: (301f595.3787 

project: b 9 n fi 
- Job No.: -3 Lt, 

C'I- 

Name: '\I\- 3, M' 
3 V 

QA Reference Slide No.: 

Type of Sample : @ TEM LEAD 

~11ent: C . 3 & . 

I J 
Key: BG . Background EV . EnvlronrnentaL WA . Work Area FC . Final Ciearance PS . Personal FR . Field Rlanlr 

i 

8 

Date: h \ k \ Time on-rite: 3. m p to 5. m& 
Analyzed On-site: ye-% Laboratory: 







SaLDT SOII and ~ s n d  Use fechnolpw, Inc. 

11609 Edmonstm Road Beltwllle, MD 20705 Tei:' (30b 595.3783 

AIR SAMP.LE DATA SHEET 



1 I J 

Key: BG . Background EV - EnvlronmentaL WA . Work Area FC . Final Clearance PS . Personal FR . Firld Rlsnl, 
I 

SaLUT SOH and  and Use Technology, Inc. AIR SAMPLE DATA SHEET 
11609 Edmonston Road . Beltsvllle, MD 20705 Tef: (3012 595,3793 I 

Fax: (301) 595.3787 

project: E3 F R Q, 

A Reference Slide No.: I 
I - 

QC Daily Recount sample ID:, 



SaLUT SOH and  and Use Technology, Inc. 

11609 Edmonston Road Beltsvllle, MD 20705 701: (30i') 595.3783 
Fax: (301 j 595.37i7 

Project: ,k 

Job No.: m- \q5 
a 

\w % N\ 
3 

QA Reference Slide No.: 

AIR SAMPLE DATA SHEET 

Type of Sample : TEM LEAD 

Client: C-s ' kc 

I i J  
Key: BG Background EV . Environmental W A S  Work Area FC . Final Clearance PS . Personal FR . Field Rlanb 

1 

a 

Date: b\\*\ w Time on.site: ia Q+ to B 
Analyred On-site: Laboratory: -4- 



Soil and Land Use Technology, Inc. 

11609 Edmonston Road Beltsville, MD 20705 Tel: (301) 595-3783 
Fax: (301) 595.3787 

Project: \\ € fr>A 

Job No.: a - 
7 r 

Name: \\\py\ S - -hk 
3 Y 

AIR SAMPLE DATA SHEET 

Type of Sample : @ TEM LEAD 

client: yl. 9. & 
Date: . \ \ Time on-site: &qrc1y to 5 .QQV 

\ 

Analyzed On-site: q- Laboratory: 

Sample ID I T Y P ~  

QA Reference Slide No.: 

QC Daily Recount sample ID 

COMMENTS: 

Flow (Lpm) / I 1101 (Lpm) / / Flow I Vol;e 1 Fibers, I Fib:;n/ 1 
Time ON T ~ m e  OFF Time (min) Fields 

Location 

Key: BG - Background EV - EnvironmentaL WA - Work Area FC - Final Clearance PS - Personal FB . Field Blank 



I I I 
Ksy: BG . Background W EnvironmentaL WA . Work Area FC . Final Clearance PS Personal FR , Field Rlanl, I 

SaLUT so11 and Land Use Technology, inc. AIR SAMPLE DATA SHEET 
11609 Edmonston Road Beltsvllle, MD 20705 701: (30i) 595.3783 

Fax: (301) 595.3787 Type of Sample : @ TEM LEAD 

~ r o ~ e c t :  hl % 0 b client: C3.S- k . 

@ 

A Reference Slide No,: 



SaLUT SOII and  and use Technology, Inc. AIR SAMPLE DATA SHEET 
11609 Edrnonston Road. Beltsvllle, MD 20705 Tel: (30i")95.37p3 

Fax: (301) 595.3787 

Project: b F %hP\ 
Job No.: - 3 b  

QA Reference Slide No.: 

I I I 
Key: BG . Background EV . EnvlronmentaL W A S  Work Area FC . Final Clearance PS . Personal FR . Fi,elrl R lsrb  

I 



Sa'L U T sot1 and ~ancil Use ~ e c h n o l o ~ ~ ,  Inc. 

11609 Edmonston ~ o a d  Beltsvllle, MD 20705 Tel: (30i') 595.3783 
Fax: (301) ~$5.3787 

Project: 0% 

Job No.: - -3 b k 

N '&-* , . 

AIR SAMPLE DATA SHEET 1 
I I 

Type of Sample : LEAD 

Client: a-Q-& . 
Date: b\ I%\ ou rime on.rita: 8-UQ ? to b * ~  e 1 . 
Analyzed 0n.site: e 3  Laboratory: 

I I 1  
Key: * Background EV . EnvlronmentaL WA Work Area FC . Final Clearance pS . Personai FR . Fiolrl R l a n l ,  I 



SaLUT soil and Land Use Technology, Inc. AIR SAMPLE DATA SHEET 
11609 Edmonston Road Beltsville, MD 20705 Tel: (301) 595.3783 

Fax: (301) 595.3787 Type of Sample : TEM LEAD 

. Project: N EOA -3211-.32\7 Client: 

Job No.: \ 

A \ \ b y i n  h C  
Date: I A 1 ,  ?k 2 4  00 Time on-rite: 7 ! &@ to -C:..Zn - 
Analyzed 0n.slte: C/ Laboratory: 

L I 
K.ey:' BG - Background N . EnvlronrnentaL WA . Work Area FC . Final Clearance PS . Personal FB . Fleld Blank 



SaLUT Soil and Land Use Technology, Inc. AIR SAMPLE DATA SHEET 
11609 Edrnonston Road Beltsville, MD 20705 Tel: (301) 595.3783 

Fax: (301) 595.3787 Type of Sample : PCM TEM LEAD I 

- 3~/17-,;3z { I  Client: GaR 
Job No.: \ Date I o 2% 2 m  Time on.sm: to A? 3 0  - 

QC Daily Recount sample ID: 

Key:' BG . Background EV . EnvironmentaL WA . Work Area FC . Flnal Clearance PS . Personal FB Field Blank 



1 

'- 

SaLUT Soil and Land Use Technology, tnc. AIR SAMPLE DATA SHEET 
11609 Edrnonston Road Beltsville, MD 20705 Tel: (301) 595.3783 

Fax: (301) 595.3787 

Time omrite: 9 ; && to 

Analyzed On.site: 



SaLUT Soil and Land Use Technolow, Inc. -- . 
11609 Edmonston Road Beltsville, MD 20705 Tel: (301) 595.3783 

Fax: (301) 595.3787 

Project: 

Job No.: 

Name: 

AIR SAMPLE DATA SHEET 

Type of Sample LEAD - 
Client: 

Date: 11 - 2 - 'm Time on.site: ----------kr----. 

Analyzed On-site: Laboratory: 

Sample ID Type Flow (Lpm) / Flow (Lpm) / Flow Volume Fibers/ Fibers/ Location 
Time ON Time OFF Time (min) Fields cc 

QA Reference Slide No.: 

QC Daily Recount sample ID: 

I I 
Key: PG Background EV . EnvironmentaL WA - Work Area FC . Final Clearance PS a Personal FB . Field Blank 



SaLUT Soil and Land Use Technology, lnc. AIR SAMPLE DATA SHEET 
11609 Edmonston Road Beltsville, MD 20705 Tel: (301) 595-3783 

Fax: (301) 595.3787 Type of Sample : @ TEM LEAD I - 
Project: k A Xhl client: G SCS 
Job No.: , Date: ( \ d ( c " z m  Time omsite: 7: fl& to .Tea 
Name: b c\Gq ha Analyzed On-site: I /  Laboratory: 

J I 

1 
Key: BG . Background EV - EnvironmentaL WA - Work Area FC - Final Clearance PS . Personal FB - Field Blank 



SaLUT Soil and Land Use Technolohv. Inc. 

1 1609 Edmonslon Road Beltsvllle, MD 20705 

Job No.: 

PCM AIR SAMPLE DATA SHEET 
Tel: (301) 595-3783 

Fax: (301) 595-3787 

Client: c'-s.&. 
Date: ' L o  . \%\ L C n  Time on-site: 3 ' 63Q p to \ \.%k 
Analyzed On-site: 'V, c, Laboratory: 

To be within acceptable limits 
abs.(sqrt.(countl)-sqrt.(counl2)) < 2.77 

Key: urj - aacKground 

EV - Environmental 

WA -Work Area 

FC - Final Clearance 

PS - Personal 

FB - Field Blank 



e3ue~eel3 leu! j - 3 j leiueLuuoJIAusl - ~7 

EBLE-S6S (10E) :la1 SOLOZ OW ' e l l l ~ s l l @ ~  P ~ O H  U O I S U O ~ P ~  609 1 1 

'out 'Aqolouuael esn puel pua 110s 

, 





TEM Laboratory Analysis 



AMA Anolvticol Services, lnc - 
Electron & Optical Mlcmcopy Servker 

Client: SaLUT, Inc. 

Address: 1 1609 Edmonston Road 

Beltsville, Maryland 20705 

Attention: Joyce Walker 

CERTIFICATE OF AnTALYSIS 

Job Name: NEOB Chain Of Custody: 77028 

Job Location: 3rd Floor - West Wing - Inner Loop Date Analyzed: 10/20/00 

Job Number: Not Provided Person Submitting: Tijan Njie 

P.O. Number: 88-266- 

Summary of Transmission Electron Microscopy 
Filter Type: MCE Pore Size: N/P Filter Size: 25 mm (385 d) 

Page I of1 ' 

AMA Client Sample Volume Q Area Analyzed Analytical Sensitivity Asbestos Type # Non Asbestos Concentration Sample Comments 
Sample Number (mm3 Amount Structures 

dcc slmm' slcc Type Number 

0 < 15 < 0.0049 FC 

0 < 15 < 0.0049 FC 

**** **** **** BLK 

Analytical procedures used meet or exceed the AHERA "Interim Transmission Electron 
Microscopy Analytical Methods" protocol described in Appendix A to Subpart E of 40 CFR 
Part 763. 

This report applies only to the sample, or samples, investigated and is not necessarily indicative of the quality or condition of apparently identical or similar products. As a mutual protection to clients, the public and these Laboratories, 
this report is submitted and accepted for the exclusive use of the client to whom it is addressed and upon the condition that it is not to be used, in whole or in part, in my advertising or publicity matter without prior written authorization 
fiom us. Sample types, locations and collection protocols are based upon the i n f o r d o n  provided by the persons submitting them and, unless collected by personnel of these Laboratories, we expressly disclaim any knowledge and 
liability for the accuracy and completeness of this information. Residual sample pmria l  will be discarded in accordance with the appropriate regulatory guidelines, unless otherwise requested by the client. NVLAP Accreditation 
applies only to polarized light microscopy of bulk samples and transmission electron microscopy of air samples. All rights reserved. AMA Analytical Services, Inc. 

An AIHA (U88631, NVbAP (# 11431, &Now York W (U10920) Aoardtad teborptoy 
4473 Forben Blvd, *Lmhun, MD 20706*(301) 439-2640 *Toll Fne (800) 346.0961 * Fw (301) 439-2643 



AMA Analytical Services, Inc. 
AIHA (#8863) NVLAP (#1143) NY ELAP (10920) 
4475 Forbes B1vd.a Lanham. MD 20706 

CHAIN OF CUSTODY 
(Please Refer To This 
Number For Inquires) 

MAILING ADDRESS: 
Job Name/location: # I 

Job#: = 3hh - P.O. #: 

si l l  TO: % ~i 

Fax: % mq 3'1 R a 

5. Contact Person. (S~gnatute) 

6. DATE & TIM 
SAMPLE DATA: 

I .  Analysis Type: d e s t o s  O ~ s a d  NOB - Whole (P I~ ITEM)  

2. Total Number Of Samples: TEM 3 PCM PLM LEAD OTHER (Spec~fy) 

. 5. Field Sheet Attached? YES If No Then Please Complete The Following: 

SAMPLE ANALYSIS INFORMATION ANALYSIS MATRIX 

CLIENT ID AMA ID VOLUME 
NUMBER NUMBER SAMPLELOCATION DATE (LITERS) TEM PCM PLM LEAD OTHER AIR BLANK BULK WIPE OTHER 

I I I I 
I I 1 

2. Date Written 

LABORATORY STAFF 
1. DateITime RCVD: 
2. Daterrime Analyz 
3. Results Reported To: 
4. Comments: 



A ~ l y r i c ~ r l  Services, Inc. 
Electron & Optical Microscopy Sewices CERTIFICATE OF ANALYSIS 

Client: SaLUT, Inc. Job Name: NEOB Chain Of Custody: 76559 

Address: 1 1609 Edmonston Road Job Location: The White House Date Analyzed: 11103/2000 

Beltsville, Maryland 20705 

Attention: Joyce Walker 

Job Number: Not Provided 

P.O. Number: Not Provided 

Person Submitting: Judy Allbright 

Summary of Transmission Electron Microscopy 
Filter Type: MCE Pore Size: N/P Filter Size: 25 mm (385 d) 

AMA Client Sample Volume (I,) Area Analyzed Analytical Sensitivity Asbestos Type # Non Asbestos Concentration Sample Comments 
Sample Number (mm3 Amount Structures 

s/cc slrnm' slcc Type Number 

0106003 04 1200 0.0648 0.0050 1 Chrysotile 1 15 0.0050 NIP 

Analytical procedures used meet or exceed the AHERA "Interim Transmission Electron 
Microscopy Analytical Methods" protocol described in Appendix A to Subpart E of 40 CFR 
Part 763. 

Andreas Saldivar 

This report applies only to the sample, or samples, investigated and is not necessarily indicative of the quality or condition of apparently identical or similar products. As a mutual protection to clients, the public and these Laboratories, 
this report is submitted and accepted for the exclusive use of the client to whom it is addressed and upon the condition that it is not to be used, in whole or in part, in any advertising or publicity matter without prior written authorization 
&om us. Sample types, locations and collection protocols an based upon the information provided by the persons submitting them and, unless collected by personnel of these Laboratories, we expressly disclaim any knowledge and 
liability for the accuracy and completeness of this information. Residual sample material will be discarded in qccordancc with the appropriate regulatory guidelines, unless otherwise requested by the client. NVLAP Accreditation 
applies only to polarized light microscopy of bulk samples and transmission electron microscopy of air samples. All rights restrved. AMA Analytical Services, Inc. 

An AIHA (#8863), NVLAP (# 1143). & New York ELAP (# 10920) Accredited Laboratory 
4475 Forbes Blvd. ~Lanham, MD 20706@(301) 459-2640 *Toll Free (800) 346-0961 *Fax (301) 459-2643 



&MA Analvtical Services, Inc. (please Refer TO This 

AIHA (#8863) NVLAP (# 1143) NY ELAP (10920) CHAIN OF CUSTODY Number For Inquires) 76559 
4475 Forbes B1vd.e Lanham, MD 20706 
(301) 459-2640-(800) 346-0961 Fax (301) 459-2643 

MAILING ADDRESS: 
1. Submittal Date: urn/ 3: 2 Oc)& Job Namellocation: NIZCI& -% Whide & a w e  
2. Client Name: SCL..LUT C cs&) Job #: P.O. #: 

3. StreeURFDIP.0. Box: Bill To: s ~ . ~ -  
4. City, State, Zip: A. . 
5.  Contact Person: mtw uhJLW- f l  - (Slgnahlre) 

6. DATE& TIME RESULTSkQUIRED: if I 3 I fl ,Time: & 
SAMPLE DATA: 

1. Analysis Type: d Asbestos n ~ e a d  q NOB - Whole (PLMiTEM) NOB Res. Ash (TEM) 0 0 t h e r ( ~ ~ e c l f ~ )  

C. Diameter 37mm 0 25mm 

2n OTHER 

SAMPLE ANALYSIS INFORMATION ANALYSIS MATRIX 

CLIENT ID AMA ID VOLUME 

2. Date Written 

LABORATORY STAFF 
1. Datemime RCVD: 

4. Comments: 



AMA Analytical Services, lnc. - 

Electron & Optical Microscopy Sewices 

Client: SaLUT, Inc. 

Address: 1 1609 Edmonston Road 

Beltsville, Maryland 20705 

CERTIFICATE OF ANALYSIS 

Job Name: NEOB 

Job Location: 3rd Floor West Outer Wing 

Job Number: 00-181 

P.O. Number: Not Provided 

Chain Of Custody: 7763 1 

Date Analyzed: 1 1/22/00 

Person Submitting: Tijan Njie 

M V ~ Q  
N Y  ELAP 

AlHR 

Attention: Joyce Walker 

Page I of 1 
Summary of Transmission Electron Microscopy 

Filter Type: MCE Pore Size: 0.45 urn Filter Size: 25 mm (385 mml) 

AMA Client Sample Volume (L) Area Analyzed Analytical Sensitivity Asbestos Type # Non Asbestos Concentration Sample Comments 
Sample Number (mm3 Amount Structures 

s/cc slmmZ s/cc 
Type 

Number 

0110077 00-1 86 5 1200 0.0648 0.0050 1 Chrysotile 0 15 0.0050 FC 

0110078 00-186 6 1200 0.0648 0.0050 4 Chrysotile 0 62 0.0198 FC 

Analytical procedures used meet or exceed the AHERA "Interim Transmission Electron 
Microscopy Analytical Methods" protocol described in Appendix A to Subpart E of 40 CFR 
Part 763. 

Andreas Saldivar 

This report applies only to the sample, or samples, investigated and is not necessarily indicative of the quality or condition of apparently identical or similar products. As a mutual protection to clients, the public and these Laboratories, 
this report is submitted and accepted for the exclusive use of the client to whom it is addressed and upop the condition thpt it is not to be used, in whole or in part, in apy advertising or publicity matter without prior written authorization 
from us. Sample types, locations and collection protocols are based upon the information provided by the persons submitting them and, unless collected by personnel of these Laboratories, we expressly disclaim any knowledge and 
liability for the accuracy and completeness of this information. Residual sample material will be discarded in accordance with the appropriate regulatory guidelines, unless othenvise requested by the client. NVLAP Accreditation 
applies only to polarized light microscopy of bulk samples and transmission electron microscopy of air samples. All rights reserved. AMA Analytical Services, Inc. 

An AIHA (#8863), NVLAP (# 1143), & New York ELAP (# 10920) Accredited Laboratory 
4475 Forbes Blvd. *Lanharn, MD 20706*(301) 459-2640 *Toll Free (800) 346-0961 * Fax (301) 459-2643 



SaLUT Soil and Land Use Technolohv. Inc. 

1 1  609 Edrnonston Road Bellsville, MD 20705 

PCM AIR SAMPLE DATA SHEET 
Tel: (301) 595-3783 
Fax: (301) 595-3787 

Project: Q 'E04 
Job No.: G L a  - \ q L 

Sample ID Flow (Lpm) I Flow (Lpm) / / Type / Time ON , 1 Time OFF 1 T i i : K i n )  

I I I 

QA Reference Slide No.: 

Volume 
(L) 

f-lber Lounl 
(Fllields) 

QC Daily Recount sample ID: 

~ b e r  count 
(Flrnrnl) 

n ounl 
!$:'iFZrnm, . I  
?\, . . , $!, ,: , . 

COMMENTS: 

client: < &- / 

oate: [\\a\\ a Tlrne on-site: 8 - O b  P to % . 
Analyzed On-slle: Laboratory: 

. , Qc 'Dni$f;; 
.. % ,  ‘ . -  . z i . b 4 b  

" I ,  .: =' 

Sample 10 

Fibers1 Fibers/ 
Fields 

Initlal Counl 
(F/rnml) 

Location 

To be within acceptable limits 
abs.(sqrl.(counll)-sqrl.(counlZ)) < 2.77 

Key: BG - Background WA -Work Area PS - Personal 

EV - Environmental FC - Final Clearance FB - Field Blank 



&. AMA Analytical Services, Inc. 
CHAIN OF CUSTODY 

(Please Refer To This 
Number For Inquires) 

AIHA (#8863) NVLAP (# 1143) NY ELAP (10920) 
4475 Forbes Blvd.9 Lanham, MD 20706 
(301) 459-2640.(800) 346-0961-Fax (301) 459-2643 

MAILING ADDRESS: 4 t m , . a a ~  WL- 1. Submittal Date: \' 1.9 3 \ w Job Namellocation: n A ; 3 
2. Client Name: %A L\S\~ Job#: bb - \? 

K A L u  \ - 
P.O. #. 

a 

3. StreetfRFDlP.0. BOX: E ~ ~ ~ ~ ~ o v \  'k3 Bill To* 

5. Contact Person: 

SAMP 
1. Analysis Type: M e s t o s  O ~ e a d  ONOB - Whole (PLMtTEM) NOB Res. Ash (TEM) O ~ t h e r ( ~ ~ e c l ~  

SAMPLE ANALYSIS INFORMATION ANALYSIS MATRIX 

REPORTING DATA: - 
I. Verbal Results To Whom? Name: I\\,- - Phone: % 1 q% S sAC\ b a- Beeper: TO ! q~ \ 3 C % 3 
2. Date Written Results Reqired 1 3 1 0 3  

L ~ ~ ~ R A T O R Y  STAFF o 



GSA National Capital Region - Public Buildings Service 
Safety, Environment & Fire Protection Branch (WPYG) 

MARCH 6,2001 

MEMORANDUM TO: KERRY BONOS 
WHITE HOUSE SDT (WPW) 

GALEN GREEN 
WHITE HOUSE PROJECTS OFFICE (WPW) 

FROM: 

SUBJECT: 

TIM SLEETH, INDUSTRIAL HYGIENIST f-w 
SAFETY, ENVIRONMENT AND 
FIRE PROTECTION BRANCH (WPYG) 

ASBESTOS ABATEMENT MONITORING 
2"d FLOOR ATHLETIC CENTER & B2 MECHANICAL ROOM 
NEW EXECUTIVE OFFICE BUILDING (NEOB) 
725 17TH ST., NW 
WASHINGTON, DC 

From November 3rd through November 1 l ~ ,  2000, SaLUT, Inc. monitored the abatement of 
known asbestos-containing materials (ACMs) from the New Executive Office Building (NEOB), 
located at 725 17 '~  St., NW, Washington, DC. During abatement operations asbestos containing 
sprayed on fireproofing was removed from the deck of the 2nd floor Athletic Center. Thermal 
system insulation was also removed from the condensate tank located in the B2 mechanical room. 

The asbestos containing fireproofing was removed within a negative pressure enclosure with an 
attached three-stage decontamination unit and the thermal system insulation was removed using 
glove-bags. Additionally, wet methods and HEPA (High Efficiency Particulate Air) vacuums 
were utilized during abatement operations to control fiber release. During asbestos abatement 
operation workers utilized protective clothing and half-face HEPA respirators. 

Air monitoring samples were collected and analyzed on site by Phase Contrast Microscopy 
(PCM), NOSH 7400 Method. All air samples collected outside the work area and final clearance 
air samples yielded results below then Reoccupancy Standard of <0.01 fiberslcc. 

Two (2) final clearance air samples were collected and analyzed by Transmission Electron 
Microscopy (TEM). The TEM samples were found to be below the AHERA (Asbestos Hazard 
Emergency Reauthorization Act) clearance standard of 70 s/mm2. 

Should you have any questions please contact me at (202) 708-5257 



11609 Edmonston Road, Beltsville, Maryland 20705 
January 10,2001 

GSA, NCR, WPX 
Safety & Environmental Management Division 
7th & D Streets, SW, Room 2080 
Washington, D.C. 20407 
ATTENTION: Ms. Normajean Eleazer 

Re: New Executive Office Building 
Contract #: GSllP-94-MJD-0024 
Order #: P-11-01-DC-0058 
Act#: PO2642084 
SaLUT Job #: 00-266 

Soil and Land Use Technology, Inc. 

Telephone: (301) 595-3783 
Fax: (301) 5953787 

Dear Ms. Eleazer: 

Pursuant to your request, Soil and Land Use Technology, Inc. (SaLUT) monitored asbestos abatement 
activities at the New Executive Office Building, 725 1 7th Street, NW, Washington, DC. SaLUT's 
industrial hygienists, Ms. Judy Allbright and Mr. Tijan N'Jie, performed all air monitoring and 
inspections from November 3 through 1 1,2000. The abatement contractor on site was EDS. 

From November 3-9 2000, the scope of SaLUT's work included technical monitoring during the removal 
of sprayed on fireproofing from the deck of the Athletic Center which was located on the second floor of 
the NEOB. On November 11, 2000, abatement asbestos containing thermal system insulation was 
removed from the condensate tank located on the B2 Mechanical Room. 

Abatement at the Athletic Center was conducted within a negative pressure enclosure with a three-stage 
decontamination chamber attached. The Mechanical Room abatement was conducted using glove bag 
procedures. All removal was performed using wet methods and HEPA vacuums. Workers wore 
protective clothing and half-faced/full faced respirators. 

All air samples collected before and during abatement were analyzed on site by Phase Contrast 
Microscopy, NIOSH Method 7400. The level for occupancy, as stated in the EPA guidance publications, is 
less than 0.01 fibers per cubic centimeter. Final clearance for the B2 Mechanical room was also conducted 
using PCM methods and results yielded in less than O.Olf/cc. 

Final air samples for the Athletic Center were collected and submitted to AMA Analytical Services, Inc. 
for analysis by Transmission Electron Microscopy (TEM). The criteria for occupancy, according to EPA 
guidance publications, are less than 70 structures per square millimeter (70s/mm2). Two final clearance 
samples yielded less than 70s/mnlz. 

Engineering Construction 



Enclosed is the project documentation and laboratory analysis. 

SaLUT appreciates the opportunity to provide these services. If you have any questions or require any 
additional information, please contact our office. 

Best regards, 
SOIL AND LAND USE TECHNOLOGY, INC. 

~ o ~ c w a l k e b .  
Operations Manager 



Daily Logs and Checklists 



SaLUT 11609 Edmonston Road Beltsville, MD 20705 (301) 595-3783 

IH ABATEMENT DAILY REPORT 

G,ss+@ Job No: 0°- '"Sthi.& Client: 
N 

project: b E * DN 'b On-Site From: b* p To: \\a Uo C, 
1 

- 

Reviewed By: 



SaLUT 11609 Edmonston Road Beltsville, MD 20705 (301) 595-3783 

IH ABATEMENT DAILY REPORT 
n 

i t :  s . a J O ~  NO: 0 od 261 D a t e h \ y \ Q E m p I ~ y ~  -3 Q. - blk* e u " 
On-Site From: 3 + (73 b To: 

u 

Removal Methods: 

No. of Bags Remov 

Reviewed By: 



D(HIBIT B 
ASBESTOS ABATEMENT CHECKLET 

r o e  Q B 
Location: a 

Removal Contractor: Time Inspected: 5 -\ 

Monitoring Contractor: % a ~ u T  Time Removal Began: 

w* Activity to 
C a ~ e ~  be Checked 

Within Problem Inspection Activity to 
Limits Encountered Category be Checked 

Within Problem 
Limits Encountered 

1. Work site a. Perimeter Barrier - 
Isolation 

- 
d. HEPA Vacuum 

in use - 
b. Decontamination Curtains e. Material Kept LC. 

wet until bagged 
c. Seals around ducts, d 

windows and doors 3. Worker a. Disposable Clothing 
Protection used one time 4 

d. Glove Bag Project wk 

2. Signage 

e. Negative Air Machine" 
in use? 

/ 

..r( 

f. Negative pressure 4. Showers 
greater than 0.02" 

a. Caution s i p  at 
vestibule entry / 

5. Work Habits 
In Work Area 

b. Proper NIOSH 
Respirators 

c. Prop" Decontamjnation 
sequence followed 

a. Functioning? 
b. Soap & Towels? 
c. Used each Departure? 

a. No Smoking 
b. No eating/ drinking 

b. OSHA ASBESTOS SIGN 
0 

6. Work Practices a. Hammers, Saws, etc / 
N ~ T  in use 

c. Dumpster, drums and /' b. Removed Material bags labeled Promptly Bagged I 
c. Debris Stored Properly 0 

FIELD NOTES: Describe any problems encountered 



11609 Edmonston Road Beltsville, MD 20705 (301) 595-3783 

IH ABATEMENT DAILY REPORT 

Client: N ma - 654 J O ~  NO: Z& Date /P+ ~mploY-:  Jkdq ~ l i ~ . . ~ ~ ~  

Project: 2nd rnv- j!J eal.ll, c ~ .  3 J 
OnSie From: RI) To: 940 pn\ 

C m &?J& &+ I d ,  
0s SQl < IPRh e flw 

, 'i) 
< < e \ 

&/ ~ d s o n n  r 1 a.na ~ 4 . .  C d  - 
Asbestos ~batehent Froject kforrnation \ 

Materiats Abated (Types. Quantities. Locations): (br ),he (a v o ~ / ~ / D c ? I I ' P  1 a Td & . f A - 
I - 

Containment: J&A \ 
Decon: 

PPE: 

Removal Methods: 

No. of Bags Removed (r 
Abatement Contractor: d s  

i 
Reviewed By: 



SaLUT 11609 Edmonston Road Bettsville, MD 20705 (301) 595-3783 

DAILY REPORT, Contd. 

Project: J O ~  NO. Z L lo Date: , J. fig9 Page of Z 



EXHIBIT A 
ASBESTOS PRE-ABATEMENT CHECKLIST 

Building: $ Project: h.A5u 
Location: Date: (I'+'Z/@O 
Removal Contractor: Time Inspected: 

Monitoring Contractor: &lvUr Time Removal Began: 

w o n  Activity to Within Problem w o n  Activity to 
-'W=3' be Checked Limits 

Within Problem 
E n c o u n ~  Category be Checked Limits Encountered 

1. Work site a. Perimeter Barrier -d d. HEPA Vacuum Isolation in use 
iY" 

/ 

b. Decontamination Curtains L/ 
c. Seals around ducts, 

windows and doors J 
d. Vertical and Horizontal / 

Openings 

e. Negative Air Machine" 
in use? 

f. Negative pressure // 
greater than 0.02" 

2. Signage a. Caution signs at 
vestibule entry d 

b. OSHA ASBESTOS SIGN /' 

e. Material Kept 
wet until bagged 

3. Worker a. Djsposable Clothing 
Protection used one time 

b. Proper NIOSH 
Respirators 

c. Proper Decontamination 
sequence followed 

4. Showers a. Functioning? 
b. Soap & Towels? 
C. Used each Departure? 

5. Work Habits a. No Smoking 
In Work Area b. No eating/drinking 

c. -pster,drumat~~d / 
bags labeled 

FIELD NOTES: Describe any problems encountered 



EXHIBIT B 
ASBESTOS ABATEMENT CHECKLET 

Building: Project: 

Location: Date: 

Removal Contractor: Time Inspected: 

Monitoring Contractor: Time Removal Began: 

w o n  Activity to 
Ca~eP9 be Checked 

Within Problem 
Limits J3icountered 

1. Work site a. Perimeter Barrier 
Isolation 

2. Signage 

-on Activity to 
a ~ ~ g o r ~  be Checked 

Within Problem 
Limits Encountered 

d. HEPA Vacuum 
in use 

b. Decontamination Curtains e. Material Kept 
wet until bagged 

c. Seals around ducts, 
windows and doors 3. Worker a. Disposable Clothing 

Protection used one time 
d. Glove Bag Project 

b. Proper NIOSH m p P  
Respirators H E P L  

e. Negative Air Machine" P A P L  
in use? c. Proper Decontamination 

sequence followed 

f. Negative pressure 4. Showers a. Functioning? 
greater than 0.02" b. Soap & Towels? 

c. Used each Departure? 
a. Caution signs at 

vestibule entry 5. Work Habits a. No Smoking 
In Work Area b. No eating/drinking 

b. OSHA ASBESTOS SIGN 6. Work Practices a. Hammers, Saws, etc 
NOT in use 

c. Dumpster, dnrms and b. Removed Material 
bags labeled Promptly Bagged 

c. Debris Stored Properly 

FIELD NOTES: Describe any problems encountered 



SaLUT 1 1609 Edmonston Road Beltsville, MD 20705 (301) 595-3783 

IH ABATEMENT DAILY REPORT 

client: s 14 Job No: ~ a t e d  Employee: kt*, f 
I I 

Project NEtJ '29 C/ 111 oO1/ O n S i  F m :  Y ~ B O  fhy - TO: 

Work in Progress 1 Summary of Activities: f 

\ 

I 
I Containment: 

D&: 

PPE: 

Removal Methods: f& - 
No. of Bags Removed 3 3 J ? ?  & - 
Abatement Contracto~ E&z/ 

Reviewed By. 



6 

SaLUT 11609 Edmonston Road Beltsville, MD 20705 (301) 595-3783 

DAILY REPORT, Contd. 

Project: 2 ~ ( F D B  Cvm J O ~  NO. 21.1 oat.: I d ZQOO Page -, 

z - 

Work in Progress / Sum of Adiviti s: 
~ [ : 3 ~ & .  & 1 k v r p ~  



Location: 

Removal Contractor: 

Monitoring Contractor: . TimeRemovdBegan: /O'h 

Aaivity t~ 

category be Checked 

Within PIoblem - m'Yb 
Limits CW~QTY be Ck&d 

Within Problem 
Limits Encountered 

J 
1. Work site a Perimeter Barrier 

Isolation 
/-- 

e. MataialKept 
wet until bagged 

3. Worker I;. m b l e  Clothing 
ProtectLon wdanctime 

c. Sealsaroundducts, 
windows and doors / 

d. Vertical and Horizontal / 
Op-6s 

e. Negative Air Machine'' 
in use? / /  

f. Negative pressure 
greater than 0.02'' 

4. Showers a. F U 0 n i n g 7  
b. Soap & Towels? 
c Used each Departure? 2. Signage a. Caution s i p  at 

vestibule entry 5. Work Habib a. No Smoking 
In Work Area b. No eating/drWdng 

b. ASBESTOS SIGN / 
c. Dumpster, and J 

bags labeled 

FIELD NOTES: Desaibe any problems encountered 



EXHIBIT B 
ASBESTOSABATEMENTCHECKLI!X 

Building: f i ~ j -  

Location: Dak. _ I < , j i  L5fl0 
Removal Contractor: Time Inspected: 

Monitoring Contractor: Time Removal Began: /D - *  88 

Inspection Activity to Within Problem - Activity to within Problem 
Category be Checked Wte Encountered Category be ChecLed Limits Encountered 

1. Work site a Perimeter Barrier / d. HEPA Vacuum 
Isolation inwe 

L 

b. Decontamination Curtakrs f 

c. Seals eroundducts, / 

e. Material Kept 
wet until bagged /' 

windows and doors / 3. Worker a. Wpomble Clothing 
Proteaton wed one time 

/'- 

d GloveBagProject L A  

2. Signage 

FIELD NOTES: 

e. Negative Air Machine" 
in use? 

b. P r o p  N I m  WP- 
Respirators =II, 

c Proper Deamtaminattan 
p e  

sequence fobwed 
f. Negative p r n  - / - 4. Showers a. Functioning? 

greater than 0.02" b. Soap & Towels? 
c. Used each Dqputura? 

a Caution signs at . I 

vestibule &try v - 5.. Work Habits a. No Smoking 

In Work Area b. No aating/drkJ;krg 

b. OSHA ASBESTOSSGN 6. Work R a c h  a. HMlman, Saw#, etc 
~ d r i n u r e  J . ~pster ,drumsand / 

bags labeled 
b. Remwed Material 

P ~ O ~ P U Y  Bagged J 
c. Debris Stored Properly 7 

Describe any problems encountered 





m I T  B 
ASBESTOS ABATEMENT CHECKLIST 

Building: Project: \ f n R  

~ocation: 3 A GUM Date: .L 
\ 

Removal Contractor: F: b- Time Inspected: 

Monitoring Contractor: 2 & X Time Removal Began: o n  

Inspection Activity to 
category be Checked 

Within Problem Activity to 
Limits Encountered Category be Checked 

Within Problem 
Limits Encountered 

1. Work site a. Perimeter Barrier 
4 

Isolation 
d. HEPA Vacuum < 

in use 

b. Decontamination Curtains 
/ 

e. Material Kept 
wet until bagged & 

c. Seals around ducts, 
windows and doors 

/ 
3. Worker a. Disposable Clothing 

Protection used one time 
d. Glove Bag Project k\& - 

b. Proper NIOSH Disp- 
Respirators H E p L  

e. Negative Air Machine" / P A P R c  
in use? c. Proper Decontamination 

sequence followed F 

f. Negative pressure / 4. Showers a. Functioning? / 
greater than 0.02'' b. Soap & Towels? / 

c. Used each Departure? I 
2. Signage a. Caution signs at 

vestibule entry / 5. Work Habits a. No Smoking / 

In Work Area b. No eating/drinking d 

b. OSHA ASBESTOS SIGN 
/- 

6. Work Practices a. Hammers, Saws, etc 
NOT in use / 

c. Dumpster, drums and b. Removed Material 
bags labeled - Promptly Bagged / 

c. Debris Stored Properly / 

FIELD NOTES: Describe any problems encountered 



SaLUT 11609 Edmonston Road Beltsville, MD 20705 (301) 595-3783 

IH ABATEMENT DAILY REPORT 

Client: C.s+ J O ~  NO: - . a h  N')c, w 

Project: b & 0 A On-Site From: 8 ' 0 0  . To: . 
\ 

Removal Methods: 

No. of Bags Remove 

Reviewed By: 



-- - - - - - -- - 
11609 Edmonston Road Beltsville, MD 20705 (301) 595-3783 

DAILY REPORT, Contd. 

project? E e 4  Job No. bs> -DL& Date: \\\, ~ \ - Q o  Page a of 9 



EXHIBIT B 
ASBESTOS ABATEMENT CHEcKLET 

Building: F- 0% Project: hj 9 
ha 

Location: 3 Date: \ \ \ \ U'Q 
'4 

Removal Contractor: Time Inspected: - 
Monitoring Contractor: %ALL\ \ Time Removal Began: q GDJ P 

Inspection Activity to 
category be Checked 

Within Problem Activity to 
Limits Encmtered Category be Checked 
C( 

1. Work site a. Perimeter Barrier 
Isolation 

/ 

b. Decontamination Curtains 

c. Seals around ducts, / 

windows and doors 

d. Glove Bag Project 

e. Negative Air Machine" 
in use? 

/' 

d. HEPA Vacuum 
in use 

e. Material Kept 
wet until bagged 

3. Worker a. Disposable Clothing 
Protection used one time 

b. Proper NIOSH 
Respirators 

c. Proper Decontamination 
sequence followed 

Within Problem 
Limits Encountered 

Disp 
HEPA- 
PAPRL 

f. Negative pressure / 4. Showers a. Functioning? / 
greater than 0.02" b. Soap & Towels? 7 

c. Used each Departure? / 
a. Caution s i p  at / 

vestibule entry 5. Work Habits a. No Smoking 
In Work Area b. No eating/drinking 

b. OSHA ASBESTOS SIGN / 6. Work Practices a. Hammers, Saws, etc 
NOT in use / 

c. Dumpster, drums and / b. Removed Material 
bags labeled Promptly Bagged / 

c. Debris Stored Properly 7 
FIELD NOTES: Describe any problems encountered 



-- - 

11609 Edmonston Road Beltsville, MD 20705 (301) 595-3783 

IH ABATEMENT DAILY REPORT 
L 1 

Client G.3. Job No: *-ah\ ~ate\\\\,m Employee: 9, . M'& , 
J u 

hA 
Project: 3 N t 0 A 9 a Gum On-Site From: 8' a\3 p To: &-&sL 

\ 

Removal Methods: 

No. of Bags Remove 

Abatement Contractor 

Reviewed By: 



4 
- - - - - - - - - - - 

- 11609 Edmonston Road Beltsville, MD 20705 (301) 595-3783 

DAILY REPORT, Contd. 

Project!) \) &o Job No. QQ - Z bb Date: \\\> \ Page 3- of 9 

Work in Progress / Summary of Activities: 

..... 9.93s 
.... ..--....-.-.-.---.---...-----... t-tttttt ............................................... 



EXHIBIT B 
ASBESTOS ABATEMENT CHECKLIST 

Building: h\ 9 A (~6 Project: 
\ 

Location: 3=\ ""1 -P\ 
u \urn Date: \ \ \T\L- 

Removal Contractor: b-%* Time Inspected: 

%&au B 

Monitoring Contractor: \ Time Removal Began: . G r 10 ------ 
Inspection Activity to Within Problem Inspection 
Category be Checked Limits Activity to Within Problem 

Encountered Category be Checked Limits Encountered 

1. Work site a. Perimeter Barrier / d. HEPA Vacuum 
Isolation in use 

b. Decontamination Curtains / e. Material Kept - 
wet until bagged 

c. Seals around ducts, 
windows and doors / 

3. Worker a. Disposable Clothing 

\N& Protection used one time 
/ 

d. Clove Bag Project 

e. Negative Air Machine" 
in use? / 

/ 
f. Negative pressure 

c 

greater than 0.02" 

a. Caution sigm at . / 

4. Showers 

b. Proper NIOSH Disp- 
Respirators H E p L  

PAPR-- 
c. Proper Decontamination 

sequence followed / 

a. Functioning? 
b. Soap & Towels? 
C. Used each Departure? 

vestibule entry 
< 

5. Work Habits a. No Smoking / 
In Work Area b. No eating/drinking 7 

6. Work Practices a. Hammers, Saws, etc I 
C. Dumpster, drums and 

bags labeled / - 
NOT in use 

b. Removed Material 
4 

Promptly Bagged / 

c. Debris Stored Properly '7 
FIELD NOTES: Describe any problem encountered 



SaLUT 11609 Edmonston Road Beltsville, MD 20705 (301) 595-3783 

IH ABATEMENT DAILY REPORT 
I 

Client: G.5. k Jab No:CYb?b\ ~ a t e \ \ \ Y p  E m p l o ~ ~ O J \  9 . N' 

project: b . f-.Q.(4. On-Site From: % . 00 p To: 5 a‘i,,.,, 
\ 

Removal Methods: 

Reviewed By: 



-- - -- - - - -- - 
11609 Edmonston Road Beltsville, MD 20705 (301) 595-3783 

DAILY REPORT, Contd. 

Project? h\ f _  0 Job No. - 3 &, Date: LL\ L\ Page 3 of 9 
\ '  

I Work in Progress I Summary of Activities: -.-..-.--.------.--..---..-------.---.--- -----..- --- I 

\ .. 
KLt \ 

Employee: b \? % . \.e 



m B I T  B 
ASBESTOS ABATEMENT CHlECKLET 

Project: Q € o %  
d 

Location: 3 Date: 

Removal Contractor: E *  b.3~ Time Inspected: 
\ 

Monitoring Contractor: Time Removal Began: &.a?, (r 

Inspection Activity to 
C~'%W be Checked 

Within Problem inspection Activity to 
Limits Encountered Category be Checked 

Within Problem 
Limits Encountered 

1. Work site a. Perimeter Barrier 
4 

Isolation 
d. HEPA Vacuum / 

in use 

b. Decontamination Curtains 
/ e. Material Kept 

wet until bagged 
c. Seals around ducts, 

windows and doors 
I 

3. Worker a. Disposable Clothing 
Protection used one time 

d. Glove Bag Project b & 
b. Roper NIOSH 

Respirators 
e. Negative Air Machine" 

in use? 
/ 

c. Proper Decontamination 
sequence followed 

2. Signage 

/ 
f. Negative pressure 4. Showers a. Functioning? I 

greater than 0.02' b. Soap & Towels? F 

c. Used each Departure? C 
a. Caution signs at 

vestibule entry / 5. Work Habits a. No Smoking / 
In Work Area b. No eating/drinking A 

b. OSHA ASBESTOS SIGN / 6. Work Practices a. Hammers, Saws, etc 
NOT in use 

/ 

c. Dumpster, drums and b. Removed Material 
Promptly Bagged / 

c. Debris Stored Roperly / 

FIELD NOTES: Describe any problems encountered 



SaLUT 11609 Edmonston Road Beltsville, MD 20705 (301) 595-3783 

IH ABATEMENT DAILY REPORT 
e 

Client: @*s@&* .Job N O : ~ ~ U  ~ a t e w  Ernplo$?z- % 

on-Site From: 8 * t h  b TO: 5 . Q O ~ ~ L  
V 

Materials Abated (Ty 

Containment: 

Removal Methods: 

No. of Bags Remove 

Reviewed By: 



-- - -- - - - - - - 
11609 Edmonston Road Beltsville, MD 20705 (301) 595-3783 

DAILY REPORT, Contd. 

Project? c-0 fi ~ o b  NO. B4) .- Date: \\\,T\,~ Page * of a 



EXHIBIT B 
ASBESTOS ABATEMENT CHECKLIST 

Project: ~ E O B  

Removal Contractor: i\* Ua 9 
1 

Monitoring Contractor: % A ~ - u  \ Time Removal Began: mom \P 

Inspection Activity to 
 cat^^ be Checked 

Within Problem Inspection 
Limits Encounbvd Category 
/ 

1. Work site a. Perimeter Barrier 
Isolation 

Activity to Within Problem 
be Checked Limits Encountered 

4 
d. HEPA Vacuum 

in use 

2. Signage 

b. Decontamination Curtains 
4 

e. Material Kept 
wet until bagged 

c. Seals around ducts, 
windows and doors / 3. Worker a. Disposable Clothing 

Protection used one time 
d. Glove Bag Project 

b. Proper NIOSH 
Respirators 

e. Negative Air Machine" / 
in use? 

f. Negative pressure 
greater than 0.02" 

a. Caution signs at 
vestibule entry 

c. Proper Decontamination 
sequence followed 

/ 
4. Showers a. function in^? 

b. Soap & ~owels? 
c. Used each Departure? 

/ 5. WorkHabits a. Nosmoking 

In Work Area b. No eating/drinking 

b. OSHA ASBFSTOS SIGN 6. Work Practices a. Hammers, Saws, etc 
NOT in use 

c. Dumpster, drums and 
/ 

b. Removed Material 
bags labeled Promptly Bagged 

c. Debris Stored Properly 

FIELD NOTES: Describe any problems encountered 



EXHIBIT C 
FINAL INSPECTION OF ASBESTOS ABATEMENT CHECKLIST 

Building: Project: h.J F a 
Location: 3 " \ B G  

U 
Removal Contractor: Time Inspected: I* m a  
Monitoring Contractor: Time Completed: \ *  %a 
Inspection Activity to 
Category be checked 

1. Residual a. Floor 
Dust on: 

Within Problem Bulk Samples: As any dust found in the removal area is likely to be asbestos contaminated 
Limits Encountered in cases of dispute, a small quantity of material may be sent to a designated laboratory for 

Y )  Analysis. 

FINAL AIR SAMPLING: If all other tests and situations appear to be satisfactory, the final 

/ air tests will be taken. 

b. Horizontal Surfaces Locatim. 

Volume(1iters) 
/ 

c. Pipes Flow Rate 
r(- (liters/ min) 

d. Ventilation 
Equipment Fibers/Filter 

e. Horizontal 

Surfaces 

Analyst Analyzing Samples: Date: 
/ 

Field Notes: Describe any problems encountered during final inspection 

f. Pipes 

g. Ductwork 

h. Registers 
/ 

/ 
i. Lights 



SaLUT 11609 Edmonston Road Beltsville, MD 20705 (301) 595-3783 

IH ABATEMENT DAILY REPORT 

Job No: 

Project: F ~ - 2  % On-Site From: Y ' a- To: 

----------- 

emoval Methods: 

o. of Bags Remove 

Reviewed By: 



- - - -- - - - -- - 
11609 Edmonston Road Beltsville, MD 20705 (301) 595-3783 

DAILY REPORT, Contd. 

Project? & c-0 Job No. ba - Date: \\\,\\ \,m Page of 2 

I I 
! s - Employee: 



EXHIBIT A 
ASBESTOS PRE-ABATEMENT CHECKLIST 

Building: b~ Y3e, 

Location: b% ? s ~ v v \  '%-vY-, Date: 

Removal Contractor: 7- b- Time Inspected: \ \  COP 

Monitoring Contractor: ~SRLI-;$ Time Removal Began: 2 \s b 

Inspection Activity to 
category be Checked 

1. Work site a. Perimeter Barrier 
Isolation 

Within Problem Insption Activity to 
Limits Encountered Category be Checked 

Within Problem 
Limits Encountered 

/ /' 

d. HEPA Vacuum 
in use 

2. Signage 

b. Decontamination Curtains ksk 

c. Seals around duck, 
windows and doors bk 3. Worker 

/ Protection 
d. Vertical and Horizontal 

openings 

e. Negative Air Machine" 
in use? N B  

e. Material Kept 
wet until bagged 

a. Disposable Clothing 
used one time 

b. Proper NIOSH 
Respirators 

c. Proper Decontamination 
sequence followed 

Disp 
HEP-CML 

f. Negative pressure b@ 4. Showers a. Functioning? 
greater than 0.02" b. Soap & Towels? 

* 
J - 

/" 
c. Used each Departure? 

a. Caution signs at I 
vestibule entry 5. Work Habits a. No Smoking 

In Work Area b. No eating/drinking 7 
/' 

/' 

b. OSHA ASBESTOS SIGN 

c. Dumpster, drums and 
bags labeled 

/ 
FIELD NOTES: Describe any problems encountered 



EXHIBIT B 
ASBESTOS ABATEMENT CHECKT-,IST 

Building: o 1% Proja: b c o y >  

Location: 6 '3 . k Ktm\*-- Date: \ \ \,\\I, LW 

Removal Contractor: Y%.%-, Time Inspected: 2&bcnp 
Monitoring Contractor: ~ R E L K  Time Removal Began: ' 1 5 h 

Inspection Activity to 
C ~ ~ ~ V  be Checked 

Within Problem Inspection Activity to 
Limits Encountered Category be Checked 

1. Work site a. Perimeter Barrier 
/'. 

Isolation 

b. Decontamination Curtains b kf 
c. Seals around ducts, 

Within Problem 
Limits Encountered 

d. HEPA Vacuum /-- 

in use 

e. Material Kept 
wet until bagged 

windows and doors 3. Worker a. Disposable Clothing 

4' 
Protection used one time 

d. Glove Bag Project 
b. Proper NIOSH 

Respirators 
e. Negative Air Machine" 

in use? t9-b c. Proper Decontamination 
sequence followed 

f. Negative pressure b& 4. Showers a. Functioning? 
greater than 0.02'' b. Soap & Towels? 

* 
-22 

c. Used each Departure? 
a. Caution signs at cl / 

vestibule entry 5. Work Habits a. No Smoking 
In Work Area b. No eating/drinking 
I 

/ 
b. OSHA ASBESTOS SIGN 6. Work Practices a. Hammers, Saws, etc /- 

NOT in use 
c. Dumpster, drums and /' b. Removed Material / 

bags labeled Promptly Bagged 
c. Debris Stored Properly -7+ 

FIELD NOTES: Describe any problems encountered 



EXHIBIT C 
FINAL INSPECTION OF ASBESTOS ABATEMENT CHECKLIST 

Building: w \3-0 Y+, Project: CDW 
~ocation: b3 ? % -  k~ c>- Date: 'LY \ U h  

Removal Contractor: 5 b s  Time Inspected: 4 h 

Monitoring Contractor: SAJ- 67 Time Completed: . 0 S \, 

Inspection Activity to Within Problem Bulk Samples: As any dust found in the removal area is likely to be asbestos contaminated 
Category be checked Limits Encountered in cases of dispute, a small quantity of material may be sent to a designated laboratory for 

/ 
Analysis. 

1. Residual a. Floor 
Dust on: FINAL AIR SAMPLING: If all other tests and situations appear to be satisfactory, the final 

air tests will be taken. 
/ 

b. Horizontal Surfaces Location: 

c. Pipes 

d. Ventilation 
Equipment 

e. Horizontal 

Surfaces 

f. Pipes 

g. Ductwork 

h. Registers 

i. Lights 

Flow Rate 

Analyst Analyzing Samples: Date: 
/ 

Field Notes: Describe any problems encountered during final inspection 



Air Sample Data Sheets 



SaLUT Soil and Land Use Technology, Inc. AIR SAMPLE DATA SHEET 
11609 Edmonston Road Beltsville, MD 20705 Tel: (301) 595-3783 

Fax: (301) 595.3787 Type of Sample : TEM LEAD 

project: hh En% client: G-3-& 
Job No.: Date: \\\%\l~o Time on-site: - 6  to \\ -UP, b - 
Name: b % Analyzed Omsite: e, ' Laboratory: 

3 

I I 
Key: BG . Background EV . EnvironmentaL WA - Work Area FC - Final Clearance PS . Personal FB - Field Blank 





L8LE-S6S (TOE) :xed 
E8LE-S6S (TOE) :la1 SOLOZ aw 'all!~sllaa u o l s u o ~ ~ 3  6091 7 

' 3 ~ 1  'r(Bolouq3al asn pue7 pue I!OS 



SaLUT Soil and Land Use Technology, Inc. AIR SAMPLE DATA SHEET 
11609 Edrnonston Road Beltsville, MD 20705 Tel: (301) 595.3783 

Fax: (301) 595.3787 Type of Sargple; - cX"\ TEM LEAD 

Project: k€ri& I 

Job No.: 

client: b h Lt  1 
Date: 8-T <, z m  Time 0nasite: 

Analyzed On-site: / Laboratory: 

I ' .  Key: BG . Background EV - EnvironmentaL WA - Work Area FC - Final Clearance PS - Personal FB . Field Blank 





€ & E . E ~ P  (f OE) :la1 SOLOZ OW ' @ l l l ~ s ~ l e 8  uolsuotup3 6091 r 
'sul 'L80louq?e~ asn puel  pue 110s 







.... 

. . . . .. 

AIR SAMP,LE DATA SHEET 
11609 Edmonston Road Beltsvllle, MD 20705 

A Reference Slide No.: 

I 
Key: BG Background EV EnvlronmentaL WA , Work Area FC . Final Clearance PS . Personal FR . Field Rtanb 





Electron & Optical Microscopy Services 

Client: SaLUT, Inc. 

Address: 11609 Edmonston Road 

Beltsville, Maryland 20705 

CERTIFICATE OF ANALYSIS 

Job Name: 

Job Location: 

Job Number: 

P.O. Number: 

GS A 

NEOB - 2nd Floor Gym 

00-266 

Not Provided 
Attention: Joyce Walker 

Summary of Transmission Electron Microscopy 

N Y  ELAP 
AlHR 

Chain Of Custody: 77217 

Date Analyzed: 11/10/00 

Person Submitting: Tijan Njie 

Page I of 1 

. Filter Type: MCE Pore Size: 0.45 um Filter Size: 25 rnm (385 d) 

AMA Client Sample Volume Q Area Analyzed Analytical Sensitivity Asbestos Type # Non Asbestos Concentration Sample Comments 
Sample Number (mm3 Amount Structures 

slcc slmm' slcc Type 
Number 

Analytical pra'edures used meet or exceed the AHERA "Interim Transmission Electron 
Microscopy Analytical Methods" protocol described in Appendix A to Subpart E of 40 CFR 
Part 763. 

Andreas Saldivar 

This report applies only to the sample, or samples, investigated and is not necessarily indicative of the quality or condition of apparently identical or similar products. As a mutual protection to clients, the public and these Laboratories, 
this report is submitted and accepted for the exclusive use of the client to whom it is addressed and upon the condition that it is not to be used, in whole or in part, in any advertising or publicity matter without prior written authorization 
h m  us. Sample types, locations and collection protocols an based upon the information provided by the persons submitting them 4114 unless collected by p e q o ~ e l  af these Laboratories, we expressly disclaim any knowledge and 
liability for the accuracy and completeness of this information. Residual sample material will be discarded in accordance with the appropriate regulatory guidelines, unless othcnvise requested by the client. NVLAP Accreditation 
applies only to polarized light microscopy of bulk samples and transmission electron microscopy of air samples. All rights reserved. AMA Analytical Services, Inc. 

An AIHA (#8863), NVLAP (# 1143), & New York ELAP (#10920) Accredited Laboratory 
4475 Forbes Blvd. *Lanham, MD 20706*(301) 459-2640 *Toll F m  (800) 346-0961 *Fax (301) 459-2643 





AMA Analytical Services, Inc. (Please Refer TO This 

CHAIN OF CUSTODY Number For Inquires) 
AIHA (#8863) NVLAP (#1143) NY ELAP (10920) 
4475 Forbes Blvd.. Lanham, MD 20706 
(301) 459-2640*(800) 346-096lWFax (301) 459-2643 

MAILING ADDRESS: 
1. Submittal  ate: Job Namellocation: F OA ; 3 - G u m  
2. Client ~ame:>&\~ \ Job#: -3 k& 

7 

P.O. #: \ 
3. StreettRFDR.0. BOX:\\ s i l l  TO: % 1 u \ 
4. City, state, zip: w h r  ! Mb 30y m< Phone #: % -79 5 31 8 3 Fax: h\ to\ f 37 6'3 

f . 5. Contact Person: 8 (Print) (Signature) 

6. A T  T I  / I , ,  T i  . DY& JI~HR O T H E R ( S ~ M :  
SAMPLE DATA: 

1. Analysis Type: G b e s t o s  u ~ e a d  q NOB - Whole (PLM/TEM) NOB Res Ash (TEM) 0 0 t h e r ( ~ ~ c i & )  

5. Field Sheet Attached? YES fl NO If No Then Please Complete The Following: 

SAMPLE ANALYSIS INFORMATION ANALYSIS MATRIX 

CLIENT ID AMA ID VOLUME 
NUMBER NUMBER SAMPLELOCATION DATE (LITERS) TEM PCM PLM LEAD OTHER AIR BLANK BULK WIPE OTHER 

I 

REPORTING DATA: 
1. Verbal Results To Who Beeper: 9 a \ %Q%% 



GSA National Capital Region - Public Buildings Service 
Safety, Environment & Fire Protection Branch (WPYG) 

FEBRUARY 28,2001 

MEMORANDUM TO: KERRY BONOS 
WHITE HOUSE SDT (WPW) 

GALEN GREEN 
WHITE HOUSE PROJECTS OFFICE (WPW) 

FROM: 

SUBJECT: 

TIM SLEETH, INDUSTRIAL HYGIENIST fl--- 
SAFETY, ENVIRONMENT AND 
FIRE PROTECTION BRANCH (WPYG) 

ASBESTOS ABATEMENT MONITORING 
FAN COIL REPLACEMENT 
NEW EXECUTIVE OFFICE BUILDING (NEOB) 
725 ST., NW 
WASHINGTON, DC 

From November 3rd, 2000 through January 1 3 ~ ,  2001, Enviro-Management, Inc. monitored the 
abatement of known asbestos-containing materials (ACMs) from the New Executive Office 
Building (NEOB), located at 725 17'~ St., NW, Washington, DC. Asbestos abatement operations 
consisted of cutting access panel openings in perimeter walls in order to facilitate replacement of 
fan coil units throughout the building. 

All asbestos abatement activities were conducted within negative pressure enclosures. 
Additionally, wet methods and HEPA (High Efficiency Particulate Air) vacuums were utilized 
during abatement operations to control fiber release. During asbestos abatement operation 
workers utilized protective clothing and half-face HEPA respirators. 

Air monitoring samples were collected and analyzed on site by Phase Contrast Microscopy 
(PCM), NIOSH 7400 Method. All final clearance air samples yielded results below then 
Reoccupancy Standard of <O.O 1 fiberslcc. 

Additionally, one (1) bulk sample of suspect material was collected from elbow insulation skim 
coat located in suites 4028 & 403 1. The sample was submitted to EMSL Analytical for analysis 
by Polarized Light Microscopy (PLM) and was found to not contain asbestos. 

Should you have any questions please contact me at (202) 708-5257. 



DCOIO 5 
& / ? A 3  

2-27-0 1 / ~ b  H / Y J ~ Y &  

(C; ~ E E R +  j30.uo s 
n v ~ w - ~ a n a ~ u n m t ,  gnc. .i CAL s r  A February 23, 2001 

INDUSTRIAL HYGIENE SERVICE 

Mrs. Normajean Eleazer Contract # GS11 POOMQC0068 
GSA Safety and Environmental Management PO# P-11-00-DC-.0035 
7'h. & D Streets, SW, Rm. 2080 ACT# PO2640756 
Washington, DC 20020 - 

Re: IH oversight & air monitoring Services 

- 
Site: New Executive Office Building 

725 1 7th street, NW f 

Washington, DC 20006 

EM1 Project # 0801 63(3) 

Dear Mrs. Eleazer: 

From November 03,2000 through January 13,2001, Enviro-management, Inc. (EM) 
provided Industrial Hygiene oversight at the New Executive Office Building (NEOB) 
located at 725 17" Street NW, Washington, D C. as part of an ongoing project. The 
Abatement Contractor is Hillian Brothers, Inc. The abatement project consists of cutting 
access panel openings in perimeter walls in order to facilitate replacement of fan coil 
units throughout the New Executive Office Building (NEOB). A Final Clearance 
sampling is performed in each containment in each room at the end of abatement. Final 
clearance sampling results for each containment is required to be less than 0.01 fibers 
per cubic centimeter (~O.Olf/cc) before approval is given to remove the containments. 

Enclosed you will find a copy of the Initial inspection sheets, daily logs, the daily 
inspection sheets, the final inspection sheets and the air monitoring results. 

N~ Gail Smith 

31 00 Pennsylvania Ave., S.E., Washington, D.C. 20020 (202) 582-2461 (202) 582-2478 
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DAILY LOG 

site: NFO R 4 -  4 LA FiaDr EMl Rep: C \ 
Address: 7ar  7 rfi, W.U- . . EM1 Job No: > .  
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Phau Rings Cmcwtrlc: .Yes NO 

U No, Rwdjwbd: OK 



3100 Pennsylvania Avenue, sr: 
I Washington, DC 20020 

\ 

-. .- -- 
t - - 

- - .  -. . . 
r . 4 .. . 

- 
L r -  . - 

- 
I I 

h4icfOaC€Jps 0 

~ h m r e  R i n g 8 ~ ~ ~  Yes No 

I NO, Rssdjurlsd: OK 

M P l E 8  T M N  BY: 

! 

RECENR, BY' 

.. 
MnMfZONBITE , lH TIME O f f  RTE - 
TOTU snlpl~~ HOURS - 
TOT* BN.tM4.E SAMPLES (M'+ W R E S  - VOIDED SAURES) 



3100 Pennsylvania Avenue, st 

Phase Rings Conmtric: Yes No 

I 



3100 Pennsylvania Avenue, s t  
I Washlngton, DC 20020 

(202) 582-2461 I 

Industrial Hyglenist: L J  & E a r l  I Date: 1 I- -00 Contractor. pi //;&d 
CI~I:  GFR .Client Contact: G.;*/rr, a c e -  c d m m  cmtact:$, g;.# c&H& 

site: @&d 8 Y Z ~  4 T& F 1- Cllent Phone:$& , S - i c e d  4 7 Contractor Phone: .. 
I Site Address: I Sampling & Analytiil Method: 

On Site Lap 
I 

Job NO.: AbbmviaUOnr: Pre = background umple; BZ = perrwl brerthing zone; IEF = l l ~ l  chumma; EX = micmb.p d v c f  tEr inride 
~ n ~ b r ~ ;  G€ = aR*d. enclosure; GBA r gbrsbag rnu; WK = blank; CRE Wnm; NFQ = no fibeo obrervsd in 100 (Mldr. 

LITERS 

3621'3 

I aoo 

I 
FBERS M E R S  

I FIELD8 PER CC COMMENT~~NSTRUCTIONS: 

I 1H TIME ON SITE - IH TIME OFF SITE - I ~. 
Microscope ID: H 

j RELIMUISHED BY. (MTWTIME) TOTAL BILLABLE HOURS - Phaw Rings Cmcatric: Yes No 

RECEMD BY: L-, TOTU BILLABLE SUlPLES (ELM6 + SAMPLES - W O E 0  SAMPLES) I No, Readjusted: OK 
I 

I 



3100 Pennsylvania Avenue, s t  
I Washlngton, DC 20020 

(202) 582-2461 I 

Industrial Hygienist: C _5 t;h c 1 

( Samflng & Analytical Method: I! 

Contractor: 

I Client: 5 -  

I- I On SRe LaP 
I II 

&u/!,q,J 11 

I Job No.: 

Client Contact: G+& k L e u  

SAMPLE 
LOCATIOWIEYPLOYEE I r m  

Contractor Contact:(, , $' GFW 
1s" yd &cd p/ Client Phone:>? - srdd~ 9 7 Contractor Phone:Pa>- ~ & ~ - O Q @ ' I  

< I 

ROW TIME NE D U R A ~  mmr FIBERS 
M E  1 u 1 w I oW 1 m, I mERs I m m  I pact 1 COMMENTS~INSTRUCTKINS: 

I 

I. SWPLES TAXEN ar: IH TIME ON SITE - IH TIME OFF SITE - 
RELlNouls~~o 81: (OAT€/TIME) a. TOTAL BILLABLE HOURS - 

RECEIVED BY: I--- TOTAL BILLABLE SAMPLES (BLANKS' + SAMFLES -VOIDED SAMPLES) 

I 

I 

M i c r w p e  ID: 

Phase Rings C m t r i c :  Yes No II 
H No. Readjusted: OK 1 



GSA ASBESTOS ABATEMEm START-UP CHECKLIST . 
-. ~ i i i ld ing  : N ~ Q  h?  project:/^^ c g i /  A[&/ &IC/( 

,.%t,ocation: /79< / 7  / 4 $A, m, w Date: //~-ly-@o - . 
t w - . ,-* 

- ~ m o v a l  Contractos : / / /- / / ; /F Time Inspected : Q 200 

Monitoring contractor: Lm C ~ i m e  Work Started: B 7 ~ o  n 

Inspection ~ c t i v i t y  to Within ProbLem 
Category be Checked Limlta . + E ~ e o v b ~ ! g p d  

1. m a  sit. a. script= ~ a n i e r  ' i / ~  -. - : 

Isolation 

b. Decont mninat ion 
Curfains _r 

., 
c. seals around ducts, 

windows and doors / . ,- 

d. vertical and Hori- x zontsl Openings - 
e "NegaNe air  machinew V '  in use '. - 
f . Negative pressure 

> 0.02" x 
a. Caution S i p  a t  

vestibule entry. / 
b. OSHA SIGN (WBBTOS)  5 / 

, 

c. Dumpster, ducts, drums. 
and bags labelled 



- -- 
I .: . GSA ASBESTOS ABATEMENT START-UP CHECKLIST (Back) -- - 

Inspection :Activity to 
Category " i b e  Checked 

Within 
Limits 

w'- 

Problem 
Encountered 

i e. Material Kept 
Wetted U n t i l  Bagged, L------ 

4. Worker Protection 
s. Dieposable Clothing . .  

0 Ueed One Time. 

resp~ratora. HEPA--/ 
PAPER 
TYP "C" 

c. Proper Decontamination - .. n 

- Sequence Followed 
I 

a. Functioning? 
b. Soap and Towels? 
c. Used Each 

6 ,  Work Habits a. No Smoking 
In Work Wea 

L 
b, Eating/drinking / 

Field Notes: 
*Describle any problems encountered hers. The questions 
are to be answered either *YESa or wProblenr Bnc~untered,~ 

-- - 

GSA ASBESTOS ABATEMENT P~ONITORING CHECKLIST 

Report Prepared By: r, /A'A&T/- D a t e :  //--ttv4fl 



GSA ASBESTOS A B A ~ N T  MONITORING CHECKLIST 

Building: b' Project : t-''An/ ( i i /  # ~ - - P s  f fldp C/J 

WTION: 7 />d 5+, /V-CY. Date: I/- v-0 0 

Removal Contractor: A&//I'A/t/ TFms Started: a 7 o .0 ' 

Monitoring Contractor: L f l C  Time - Stopped : =/@ b . 

I napection ~ctivity to. Within . - -  Pr~blem 
Category be Checked L i m i t s  ~ncountered 

1. Work site a. ~erirnetet ~arrler 4 
Isolation 

b. Decontamination f Curtains 

" c. Negative Pressure fl 
' Glovebag Project. 

d. Seals around ducts, 
- windows and doors . / 

e. "Negative afr machinew 
- in use L'- - 

f. Negative pressure 
>0.02" LI' 

. .P'- 2. Signage - a. Caution .Sign at 
vestibule entry. 

b. O S h  SIGN (ASBESTOS) / 

c. ~un&t81:, ducts, drun~, 
and bags labelled . 

.. 
3. Work a. Hammers, Saws, etc. 

Practices NOT in use. -- .- 
: .. .. 

H . 
b. Removed  ater rial v . . 

Promptly $/agged. I 

. , 
c. Debris Stoped in 

removal area. a 

f 



GSA ASBESTOS ABATEMENT MONITORING CHECKING (Back) 

Inspection ~ctivity to Withln Problem 
c a m F Y  be Checked Limits Encountered 

d. .HEPA Vacuum I!,-- 

in use. 

80 Material Kept 
vetted Until Bagged. W t 

4. Worker Protection 
. .  , .  - a, Disposable Clothimg 

Used O& Time, 2 . . 

b. Proper N I O S H  DisP ' 

reapirstions . -AS 
PAPR 
TYPncm- 

c. . P r o w  Decontamination 
Sequence. Followed ,L-- 

5. Showers a. FmationinQ? . ,. 

b, Soap and Towels? 
c. Used Each Departure? 

6. Work Habits a. No Smoking 
In Work Area 

// 
L" . . 

b . No. Eatlng/Drinking 
Field Notes: 
*Describle any. problems encountered here. The.above q~estions.~ - 
are to be answered either "YESw ~r'~Problem EIZbCOUnteredem 

d 5 d w  - 
/- 

Report Prepared By: P/@(RP 



Page of 

DAILY LOG 

Project: /v&@g  FA^ do,'/ Y+,'+J Date: / I- /@ - 0 0 
Site: 

Address: 79~- 176 sfi., P-- EMI Job NO: 
\hf4s-k/. PC 

Client Contact: e.9h* C ~ Q  Client Phone: 9d9- 57r-0~49 



Sampling L Analytical Method: 
3100 Pennsylvania Avenue, st 
Washlngton, DC 20020 

Phase Rings &meettlrlc: Yes NO 

. . I 
'. . / 



' ~ $ 1  ASB~STOS ABATEMENT START-UP CHECRLIST 

. .  ~Grlarng : y~~ /? pro~ect: F d y  U N ~ A J  , 

,~mcs t  ion: 769- /? . - . -  ,# 

<RmoVal c ~ ~ ~ ~ ~ ( M ~ ~  ,#/y//- 6 
~ i m e  . Inmpcted: . / y o 0  

. . 
~ilu, Work Started: /f36 "onitorang Contr.actor: E f l  a . , 

. . 
:  picti ti on ~ i v i t y  t o  . . . . . ,cidtm within . ... .... kg. ~roa~cll;. MOm5iqfed. - , 

. Checked : Category ' . ....- -, . . 
. .. _ 

/ . I . .  

, . . i..:. ,, per$,petm B W i - .  . 
.- . 

1. work site :a. . . ... .... -.I. T ,  

. . . . - .  
*. .. ssolation -.- . . . .  . ,_... _ __..- - 

. .., . . .. . . ,. ' N e q a ~  a$= O S & ~ ' ,  . . ,  J .  ,. . . 
- . . ,,. , 

... i 

. . i n  use -.. . ___L_ _ _  - 
caut%on S 1 p  at L' veetibule entry. ,- - 

/ 

0. rnps ter ,  ducts, d m ,  
bags labelled L/-. 



- -- 
. I -.; 
:; GSA ASBESTOS ABATEMENT START-UP CHECKLIST ( B a c k )  --. 

Inspection . 'Activity to 
Category Cnackad 

- '1' a. ..HSPA vacuum 
... in use. 

Problem 
Encountered 

..i ~atwi8l Kept v Wetted Until Bagged. 

4 .  . . .  Worker - ?' .. . ,. Protection 
... ... .. ... ...I. -. ::& ~wpqe&le CloMng . .  .: . . . .  '. . . . .  . ;.. ... :.: . . .  . . .  

. ........... 
. u i e a o n e ~ i u .  --'i/ -, 

:..,. ; .- . 
r )  . . 

. . .  . . . . . . .  

5. Showers 
. . . .  

.... 
c. Prow Decontamination 

mwma FoXl-6 (',/ :.. . .  .;;, ". . . .  . :::- . 
;, -;.: ... < .. .: .. ?.. ,? . .  . . . .  . . . .- . . > ... ... . . . . .  . . .  . . .  . . -  >- .  . . 

. . . . . . .  . . .  a. : ~~actioning? /7 ) .  . . .: . . . .  . . ..... 
. . . .  b. Soap Md !POW&? . ' .  i'. . f? /$+ ..... . . .  . . .  . . . . . . .  . . . . .  . . . . .  . . . . . .  c. U e s i l  Each Departute? 1 J / . . . . . .  

/ . . .  , .  . . .  

6. Work Habits a, No Smoking - L/ . ,  

In Work Ares 
-" /' b. Eating/dr-ing 

Field Notes: I, 

*mscrible any  robl leas encountered her%. The questions 
t o   be^ mwerd either .'PESn or n P r o b l ~  Bncountered.n 

OSA CHECKGIST 

Report Prepared By: Date :  / k / y  - 



GSA ASBESTOS ABATEMENT MONITORING CHECKLIST 

BUILDING: p E a f l  PROJECT: /dSj+ f'@;/ &fi;/$- 

LOCATION: 725- /'2& 935, / v - L  DATE: , / I -  [Q -& 0 

1EMOVAL CONTRACTOR: B;2''&./3 T I M  STARTED: / P H ~  

MONlTORlNG CONTRACTOR: TIME STOPPED: 39/5- 

lNSPECTlON ACTlVITY TO BE WITHIN PROBLEMS 
CATEGORY CHECKED LIMITS ENCOUNTERED 

I .  WORK SITE a. PERIMETER BARRIER W 
1SOLATlON 

c. NEGATIVE PRESSURE 
GLOVEBAG PROJECT 

d. SEALS AROUND DUCTS 
WINDOWS & DOORS / 

e. NEGATIVE AIR 
MACHINE IN USE d 

f. NEGATIVE PRESSURE 
> 0.02 4' 

3 .  WORK 
PRACTICES 

a. CAUTION SIGNS AT 
VESTIBULE ENTRY -4 

b. OSHA SIGN (ASBESTOS) / 

c. DUMPSTER, DUCTS, DRUMS, 
& BAGS LPLBELED / 

a. HAMMERS, SAWS, ETC 
NOT Ih USE v--" 

b. REMOVED MATERIAL 
PROMPTLY BAGGED 

c. DEBRlS STORED IN 
E M O V A L  AREA 

, 

d. HEPA VACCUUM IN USE - /' 

e. MATERIAL KEPT WET 
UNTlL BAGGED 

/ 



GSA ASBESTOS AE3ATEMENT MONITORlNG CHECK LIST 

PAGE 2 

3.  WORKER PROTECTION 

a DISPOSABLE CLOTHING 
USED ONCE 

b. PROPER NIOSH 
RESPlRATORS DISPOSAL / 

r n P A  
PAPER 
TYPE "C" 

c. PROPER DECONTAMINATION 
SEQUENCE FOLLOWED / 

5. SHOWERS a. FUNCTIONING 

b. SOAP & TOWELS 

c. USED EACH DEPARTURE k' 
6. W O W  HABlTS 

1N WORK AREA a. NO SMOKING 

b. EATING/DNNKING 

FIELD NOTES: 
(*DESClIIBE ANY PROBLEMS ENCOUNTERED HERE. THE QUESTIONS ARE TO BE ANSWERED EITHER 
"YES" OR "PROBLEM ENCOUNTERED". 

REPORT PREPARED BY: DATE :/& 
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DAILY LOG 

Site: 

Date: -//- f l f i  

EM1 Rep: 

Address: ?rC 1 7 3  sp-~*--- EM1 Job NO: 



:Page of- 



:Page of- 



. . 

DAILY LOG . . . 

. '  



3100 Pennsylvania Avenue, s t  
I Washington, DC 20020 

I . .  .- -. 
t - - - 

a. . . - .. - , . .  L , .. . 
: '.- , - 

- 
I 

MicmsCOpO 10: 

Phaw RingsCancmldc: Yes NO 

If No, Rlodjuc(ed: OK 

W R E S  T M N  BY: 

RRH(OUIWED BY: ( M T ~ E )  
I - .  

R=wED B r  

M t l M e O N H T €  lHTlMl?OFfblTf 

TOTM OruperE HoURs - 
TOT* MLMC SAMPLES (BUW' + wPLm VO~DED MUPLES) 



3100 Pennsylvania Avenue, s t  
, Washington, DC 20020 

(202) 682-2461 t 

Job No.: . . 

Mimecape ID: 

Phaw Kng.Chcm~rfc: Yes No 

W No, Readjuc(sd. OK i ' SWPLES T M N  BY: 

, '  
RELINWISHED BY: (DATERWE) ' *  . . . 

RECEMD BY: 

. ... . 

H TIME ON blTE - 1H TIME OFF B E  

TOTMMl~EHOVRS- 

TOT& M L ~ E  SAMW (& + BAMPLES - VOI- 8AU#ES) 



3100 Pennsylvania Avenue, s t  
I Washlnglon, DC 20020 

(202) 682-2461 I 

Contract# Phone: : I 

Sam- & AnalyUccll Method: 

I Job No.: 

W R E S  T M N  BY: HTIMEONSITE - IH TIME OFF SITE - M i ~ t o s ~ ~ p s  ID: 

RELINOVISHEO BY: (MTEhlME) ' TOTNBIU+BLEWWRS - P h o ~  f ? i i C m ~ ~ ~ t r f ~ :  Yst NO 

TOT* BUABU SAMPLES (d SAMPLES VCWMO SAMPLES) H No. Readjusted: 

I I 



~ r i d u s t ~  tiygientst: tfn  ate: //-//-z5 u contractor: &//I;*-, 

c k  C I M  C m M :  GA/4/V LAe- conttado~ c~n(a&: s&> c&r/& 
L 

S i :  p ~ ~ f l  Cllent Phone: 2-2 - c6C4~97 Contractor Phone: 2, 

site ~ddress: 7/?? / 7 !  F f l / -  Client Address: Sampling & Analytical Method: 

I - . Job No.: ... I Ibk.vl.cbnr: R. bbekgfcund umpla: BZ 8 -1 b r ~ l t ~ h a  ZO(Y: IEF = liml ckunnw; EX = mirrob.p ah.* IE = lndda 
.ndaun: M autrld. .ndaum: GBA = m b m g  a m ;  ELK - blank CRr. d m n ~ ;  NFO = no flben obwrwbd In 100 (ields. 

. ,.. . 
SAMPLES TAKEN BY: A( TIME ON W E  - 1H TIME OFF SITE 

RELINOVISHEO BY: (MT~IME)  I '  .*. , TOTAL BlLLPglE HOURS - 
RECEMD BY: TOTU B I L ~ ~ I  SALIPLES (BLANKS' + W K E S  - VOIDED WPCES) 

. . 
Microscope ID. 

Phase Rings Conoecibic: Yes No 

If No. Readjudd OK 



3100 Pennsytvanla Avenue, st 
I Washlngton, DC 20020 

\ COMMENTB/INSTRWIONS: 

A. . . 
, C C .. . . .  

. C .  - - - 
I 

~icroscqm ID: 

Phsw Ring. Concanlrlc: Yea NO 

n NO, ~ d j m l e d :  OK 

WKES TMN BY: 

! 

RECENED BY: 

. . 
M n ~ e  ON m - , IH TIME OFF SITE 

TOTAL lHU+lLE HOURS - 
e n m a  wws (&+ wnn. WDEO ~ P L E S )  



GSA ASBESTOS ABA-NT MONITORING CHECKLIST 

~ u i l d i n g :  project: jz6w f ~ ~ l  vw/./J 

 TIO ON: 79< /7# ~ f f l !  N.- Date: / / - / / - d f l  

Removal Contractor: Time Started: ~ 7 @ /  

Monitoring Contractor: Time -Stopped:= 

Inspection Activity to . 
Category be Checked 

within . . . Problem 
L w t 8  

/ 
. Encountered . 

1. work site a. ~ e r i p a t e t ~ s r r i e r  J 

-7 ;- 
Isolation 

b. Decontamination 
Curtains 

-- c. Negative Pressure 
Glovebag Project. 

d. Seals around ducts, J . windows and doors ' 

e. "Negative air mchine" 7- 
- i n  use 

f. Negative pressure 
>0*02" 

2. Signage a. Caution Sign a t  
vestibule entry. - 

c. Dum&ter, ducts, drums, 
and bags labelled 

. . .. 
3. Work 

Practices J a. H8.1mner8, Saws, etc. 
NOT i n  use. -- .- 

. .. .. 

b. Removed t4ateria.l 
Promptly $/agged . , I 

c. Debris Stoped in 
removal area. I 

f 



GSA ASBESTOS ABATEMENT MONITORING CHECKING (Back) 

Inspect ion 
--gory 

Activity to 
be Checked 

d. 'HEPA Vacuum 
in use. 

Within 
Limits 

Problem 
Encountered 

e. Material Kept 
Wetted Until Bagged- 

4. Worker Protection 
- . .  a. Disposable Clothimg / -  

Used One The* 

be Proper'NIOSH ' + 

-AL/ respirations. 
PAPR 
TYP"CR- 

c. . P r o w  Oecontamination d" Sequence- Followed 

5. Showers a. Functioning? . , 

be Soap snd Towels? - I 

c, Used Each Departure? 
f 

6. Work Habits a- N o  mWlng 
In Work Area 

b- No. Eating/Dtlnking 

Field Notes: 
*Describle any problems encountered here. The.above questions." 
are to be answered either "YESw or ' "Problem Emcountered. ' 

-. __.. 
.-- 

Report Prepared By: Date: 
3 



Page of 

DAILY LOG 

. . Project: F#w c o l y f l e u -  fl&~wd'j- . . .. Date:. //-t 0 .. 
/ .  

. ., . . . .. 
,u ci&' 

. . Site: EMI Rep: c habd# F. &,'/yfl* 
Address: y3c  . . ... . . . . , . . ." . ... - . .. . . 

r+, /V-LI/.  
. . EM1 Job No: , . . , . . . . . , . . .  r.- . . ' . " . '  " " . '  . . .. : .,,. '.'. . ' . . . .  ' " .. ,... ,. ' . - . .  . .,,. . - . . - .  





. . 

. , . . . . . . .  . . . . .  ... . .: .! ., • "-*$csx. o"d Hosi-; ... . . .: .' .- - .  . 

. . 
.., . . .  . . 

.Negawe air rsoN-* ., :. 
- .  r .  

. . 

in use '- . . . .  

2. Signage 8. caution 8 % ~  at 
vestibul6 -try* / __LCI 

b. 0s- SIGN (hsBESTOS) -L 
- - 

,' 



- -- 
. I ii 
.; GSA AS8ESTOS ABATEMENT START-UP CHECKLIST (Back) --. 

Inspection .EAct iv i ty  to Within 
Catego~yf 5be' ~ c k a d  L i m i t s  

ProbZem 
Encountered . 

.? d m  '.HEPA V8cUlw~ 
... in use. 

..i e. M a t e t i 8 1  Kept 
Wetted V W l  Bagged* p. 

4. . . Worker .. ? .. ' .. Protection 
<.... ::ai ,: Dirrpossble Clothing .. :. . ::. .. ...: . . . .  

Used One T-, 
. . . .  .. 

. . 
. , 1, 

. . . . . . . . . . . . . . . . .  
. . . . .  . . . .  

5. Showers a. ,Functioning? ..... . - . . . .  . . , . .i'. 
..I. . . C  . . .  .'b. map and Towelk? . , . . .  . . .  . . . . . .  . . . . . .  

. . . . .  c. Used Each . . . .  . . . . .  

6. Work Habits a. No Smoking W . # 

In Work Area 
"* y b. Eating/&inking 

Field Notes: 
*Desorible any ~ r o b l s l ~ s  encountered hem. The questions 
or. to be answered @Ither "YES* or aProblem Bncountered. 

GSA ASBESTOS ABATEMEWr rtONITORING CHECKLIST 

Report Prepared By: (? . , Date :  //- /7-0 & 
I 
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DAILY LOG 

Project: F 4 y  fd;/ Q~;+J Date: / /- I fi-0 @ 

EM1 Rep: c#~&p- 
&- . K / ' " - -  

Address: 39f- / 7 d  re, &-,&A EMI Job No: 
\ ~ / 4 r M *  0 c 

Client Contact: & + / -  CAee- Client Phone: 3 ~ 2 -  cfcadf7 



:Page of- 





:Page of' 



. . . . ,  

lhpl*~?: C. :Wqc+ i ,SO u - '. 

, . L.' .Kid4 
. I ,. PBfi:'[1-/g-(?o 

. . . . & . , . . :  . , ;; ..: 
..  . . .  . , Conhactor C M w .  Q4 b l ~  * 

s k  . N E & ~  i,,;jcr ~ b n t ~  -20 a*$ '  s - a a ~ ( 7  Contndor P W .  4 . . 
&em: ria 5 .  ,I*. SL IVN :, CIW A&-: Samplkyl6 Anawlmi Method: 



I idfi.#.DL . I I. o. sh Lab 



3100 Pennsylvanla Avenue, st: 
I Washington, DC 20020 

(21)2)6824461 - I 

. . . .  

I/ - . . .  ' .  . 
8 . .  8 -  

Z ..- . . I 

, i  

. . .  - . ....-a __. I..... ... 

. . ,nym*a. .,, .- .: 1 ....‘...I . - .  . .- . 
J. . . . . 'HMORbm- 

. . . i  , : 
-10: 

. . .  !:. , . : .=-w&u .ph.~~ing.~utctm~rk:  . Y n  No 
. .  

-I-Y ;mir k t i r u c ~ . n t ~ + ~ ~ m e - ~ ~ # ~ ~  I NO, ~ d j u c t ~ .  OK 



. . .  . . .  

DO pennsylvanla Avenue, Sr  
~shlngtm, DC 20020 , 
12) 182-2461 . .  . . 





10768 Baithots Avanua 

EMSL Analytical, In c. B ~ ~ ~ V ~ I . ,  MD 20705 

Phons: (303) 93 '-5700 F a ;  (301) 93 7-5701 

Attn : Curtis Hardison 
Enviro-Management, Inc, Tuesday, November 21,2000 
31 00 Pennsylvania Avenue. 3. W 
Washington. DC 26020 Ref Number; MD005084 

POLARIZED LIGHT MICROSCOPY (PLM) 
Performed by EPA 600/E1-93/116 Method* 

Project: NEOB 

Comments. For ail obuouely helnrogeneous samples eaaliy separated icts rubzemplw, and 1W layer& samples, each cwnponent is anallztd separaMy. 
Also. "#of Layers" refers to nurtlbor of wporabk subSamiAes. 
* NY ssnmpies analyzed by ELAP 188.1 MWoU. 

S~mple ASBESTOS NON-ASBESTOS 
Sample Locatlon Appcamnca Twtment  OX, TYPe % Fibroas % Nan-Flbmus 

Russell Meyer 
Analyst 

Approved 
Signatory 

30?6 Glass 70% Other 01 

haolclmsn' PLM Rc b*s: in I stnal ppccnkge d wrnpcrr *mm .melo rrDukoq. mLis neoUisrirs Pui l  rswiv U I I ~ D ~  m 
gooran&. EM.% WOWBIB KR)! r <1 $ 4  nana & l a d  ba blcrd vMh SEM or m, m above tart man dew CW '4 ? 
the items ~ I M .  Th16 (spon my NU@ fi !YII. WY! urmer, b p w o ~ l  by EMS, TIIE e w e  mt mu bat DI u r d  by IM) diem 10 

illw CI~t.(ca G o v ~ l .  LIbm~tor~ IS nM reWmsible fix Vn8RU!acyaI muits w h ~  

h!EOB.elbow sklm 
coat 

Tan/Oli.jf 
Firnus 
Heterogeneous 

Toased/D~ssdved Nonc Dctccred 



GSA ASBESTOS ABATEMENT MONITORING CHECKLIST 

r 
BUILDING: / V C U ~  F~;+C ~ , 9 /  PROJECT: f&w @;( ym;#-/ 

LOCATION: 79 DATE: )$ -- /k-# 4 
REMOVAL CONTRACTOR: & ? / / / . f l / ~  TlME STARTED: fl7;4 
MONlTORlNG CONTRACTOR: 6 /Y~-T TIME STOPPED: / 7@ 

1NSPECTlON 
CATEGORY 

1. WORK SlTE 
lSOLATlON 

3. WORK 
PRACTICES 

ACTIVITY TO BE W1Tl-m PROBLEMS 
CHECKED LlMITS ENCOUNTERED 

c. NEGATIVE PRESSURE 
GLOVEBAG PROJECT &$/a 

d. SEALS AROUND DUCTS 
WINDOWS h DOORS v 

e. NEGATIVE AIR 
MACHINE IN USE 

/ 

f. NEGATIVE PRESSURE 
> 0.02 - 

a. CAUTION SIGNS AT 
VESTlBULE ENTRY 

/'- 
b. OSHA SIGN (ASBESTOS) I/ 

c. DUMPSTER, DUCTS, DRUMS, 
gL BAGS LABELED 

a. HAMMERS. SAWS, ETC 
NOT P4 USE 

b. REMOVED MATERlAL 
PROMPTLY BAGGED 

c. DEBRIS STORED IN 
REMOVAL AREA 

P 

d. HEPA VACCUUM IN USE - &" 
/' 

s. MATERlAL KEPT WET 
UNTlL BAGGED 



GSA ASBESTOS ABATEMENT MONITORING CHECK LIST 

PAGE 2 

4. WORKER PROTECTION 

a DISPOSABLE C L O T m G  
USED ONCE e 

5 .  SHOWERS 

b. PROPER NIOSH 
RESPIRATORS DISPOSAL 

HEPA CI/ 
PAPER 
TYPE "C" 

c. PROPER DECONTAMNATION 
SEQUENCE FOLLOWED 

a. FUNCTIONTNG 

b. SOAP & TOWELS b' 
c. USED EACH DEPARTURE 

6. WORK HABlTS 
IN WORK AREA a. NO SMOKING 

b. EATING/DRINKING >,-,* 
HELD NOTES: 
('DESCRIBE ANY PROBLEMS ENCOUNTERED HERE. THE QUESTIONS ARE TO BE ANSWERED EITHER 
"YES" OR "PROBLEM ENCOUNTERED". 

-- 

REPORT PREPARED BY: DATE: //-/f ~ / f /  
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.. ,DAILY LOG 
. . .. - '  . . . .  

.- 

&,'/ . up/-+J' . .  . .. Project FN D&- /9 - p / - ~ . q  
. .. . . -. . . 

. . . ,,, Pdfl. 

. . Site: . . .  . . EM1 Rep: c //4Rkr,/ 
7, s- 1 .?& r -?I, N , L ~ ~  EMI J O ~  NO: . . Address: . . ... .. . * .  -..- -... - .. . .,;, - .,., ."." . ... . ,' ' . .' '3 . ' ' ' "' ' " ' . . .  . . ,., , . ' . r . .  * - . I . ' .  - . .. .. . . _ . .z . . . . . .  G./iU G'&/ < - ' Client 'Contact I: J -;. ; :- ClieM phone: 96%- rii-=--&fY , . 

. , 







-- 
. I -J 

: GSh MBESTOS ABATEMENT START-IIP CHECKLIST ((Baa) -- 
-%ctivity to W i t h i n  
rim' Checked ZiimLts 

'1' 6.  -.=PA Vacuum 
... in use. 

-i e. Materid Kept 
wetees unti l  Bagged. ( / 

Problem 
Encountered - 

.. ' 

ci proper. DecontamSnation . . .- ' ;, . ,- . . . . . . . . . .  . . .  . . . . : . . . . .  . . . . . . . . . . . .  . .  , .: : 

. sequence Pol land .... .:.. ,. . . .  Z - .. . ..., . i.- . . . .  . . . .  . , -  %.. -. . ... 

. . .  ... 5. ~howers . . . .  ..,.. 
. . . .  

: b Soap and 
..: 

.... . 
c. . Used Each . . . .  . .  

, . 
. . .  . . .  

6.. work .Habits. .a. No SmokFg . . ' .  - . .  . . . . .  
In Work Area . . 

b . Eating/%inking . . 

Field Notes: 
*m~=fble MY Q r o b l ~ e  - - - -  encountezed hers. .The mla=* 

r-". -- .--Lq -- 

GSA ASBESTOS HONITORING WCKtIST 

Report Prepared m: ate: 
/ , g / ,P  





LOG 
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3100 Pennsylvania Avenue, s t  
I Washlngton, DC 20020 

(202) 5823461 I 

-- 

Industrial Hygienist: 

Clint: 

 ate: /> -42 -# d ~orrtractor: # I-//&- 
Clknt Contact: Lfl/PN g&c er Contractor Cmtad: 

Contractor Phone: .. 

C l i i  Address: I Sampling 8 Analytical Method: 

I Job No.: *bbnvlrt(onr: Re = bukgrmod umple; 82 = perrocul bathing zmo; Iff = 6-1 chunncs; M = minobPp h v r f  I€ r inside I e n c ~ m ;  OE = outxido *.losun: GBA = g h b a g  a m :  ELK = M e  CRE c h n m m ;  NFO no fibem -nad In f M) (ields. 11 
DURATION Y I k I P u n  I 7 I ; I ..UTE, UTERI 

30. c- 
Wd r 
76% 5' 

I 1H TIME ON SITE - IH TIME OFF SITE I , . 
Microscope ID: H 

TOTAL BILLABLE HOURS - Phase Rings Chcmlric: Yes No 

RECEMD BY: TOTAL  BILL.^ SAMPLES (BCLHKS' + SAMPLES - VOIDED WARES) If No, Readjurtad: OK 
I 

I 



3100 Pennsylvania Avenue, s t  
I Washlngton, DC 20020 

(202) 582-2461 I 

Industrial Hygienist: efl#Ad' GUN Date: /g -,d - 6~ ,# /7//',4 11 f ontractor: 

' c i i i :  C r& Clknt Contact: c9/- GLC Contractor Contact: 
# - 

sitrlyf0B fV,*fi a dog / CIICII ~ h m :  &9-S-4f-eg 4 7  Contractor Phone: .. 
Site Address: 7 '  17 LS FA, WW C I ' i  A d d m ~ :  Sampling 8 Analytical Method: 

h 

I Job No.: I *bbn~I.clon*: R. = bukgramd sample; BZ 8 prrwul h l h i n g  zone; Iff = (iml c k n n w ;  D( = microh.p axturn I€ = inside 
enchum; OE = arcrid. encbrurs; GBA = g W b . p  a m ;  BLK = b n l r ;  CR F. clenn m; NFQ + no libao cbarvsd in 100 fields. 11 

MYPLE now WE , I , I ,.I* I m OFF YWUTES UTERI MM PER cc COMMENTS~INSTRUCTIONS: 

l-- - - - - - '  - 
a. RELIN~UI~HED BY: ( M T ~ I M E )  I TOTAL BILLABLE HOURS - 

1 RECEMDBI: it----- TOTAL BILLBELB SAMPLES (BLLSJICS' + WKES - V ~ D E D  SAMPLES) 

I 

Microscope ID: SAMPLES TMN a ~ :  

Phase R i n g s C m t r i c :  Yes NO 

H No. Readjustad: OK 

IH TIME ON SITE - IH TIME OFF SITE 



3100 Pennsylvania Avenue, s t  
I Washington, DC 20020 

TOTM BlLL+LE HOURS - Phase Rings Cmcenlric: Yes No 

, , 
I 



, . .  . . . .  

GSA ASBBsTOS A B A ~ N T  MONITORING CHECKLIST 
. . .  Bu;Llding: ~ F Q R  Project: . _ .  . F&y ~,r4k?kk 

-TION: 7 9 c  /7& s ? , - / v . w .  Date: 

- 
19 -9 --fl 

. . 
Raoval ~ontra~tor: -k+jyA?y ~ a e  s t e e d :  . . ~ 7 7 0  . . - .  ... 

*- - g Monitoring Cantractor* TLme -,Stopped:'. . / u@ ' " .  

'- rdpe&i&. . wivlty'to: . ; - . . . .  . . . .  within .......... 4d ..,.. . : > w ~ . P ~ b l ~ .  ..: ... .: ,...:, 
. m e e d  . . . . . .  . -weed . . 

category . 
. . . . .  r,u,,itS'. 

I . , 
. . dm. perm- B m i s  . /-. - : . . ; .-. ,. . i W;si:kk.L.esti - ,  .. , . I . .  . . . -  ., . 

... . . 
Isolation - . . . . . . .  

. . 
. . . .  . . .  - a; mOOnt~~~ion .... . . I /  . . . . .  . .  - . _ . . .  

.... . . . .  . .  Curtafns . - .  . . .... -. 
. . - - .  

. . . . 

. . . .  . . 

. . .  . n ~ * ~ i v e .  air machine'/''' - ... . 

in use . . 
. . 

.._ . . 
f. Negative pressure 

>O;Q2" . -v 
'it . :,- tx. 

2, Signage - a. Caution .Sign at : p . . 
vesbibule entry. 

/ .  

- )I I 

a. '~unrJst ,  -8- 

und.L bags tdbelled ,'. . 
$ 

3: work a. ~ammezx,  saws, eta. 
Practices /.--. 

: .. * 

-" Ncn'-in use. *- .. 
. . 

c. Debria-StopBd in 
remqvai area. 8 

i 
.I - . .  .. 
. . . . . .  
, , , vss' 



. d.. -. , 

GSA ASBESTOS ABATEMENT MONITOEU[ffi CHECKING (Back) 

A c t i v i t y  to 
be Checked 

. d. 'HEPA Vacuum - .  
. in  use. 

- 

, t -  

a, Material Kept / -Wetted Until Bugged. 

. . . . .  . . . . . .  b. P ~ O ~ " W X  . . . . . . . . . . .  . . - ..,.* . . . . . .  . . . . . . .  "1:espWiorrs. ._ :  . 
. . . . 

. . ' . .  , ,  . . . . ....... >.> 5: . . PAPR- 
. . 

. . . . . .  . . . . . .  . . . . .  . . 
- E. ~progar~~PBCo*tamfriati~ . . . .- . 

. . . . .  . . .  . .  . . . .  . - 'sdqueq1c8' Followed 
. . .  . . . . .- .. . . . .  . . . . .  . : .  . . . . . . . . . . . . . . .  . .  . . . .  . - . . .  . . a. Minlnsr'. . . .  . .  . .. . 

5. ~howeka . . _ .  . .  ......, " ' .  .., ^ ' . . . . .  
. . . . . . .  b. soap .mad Towels? . . . - ,7 .. . . . . . . . . . . . .  , A". . . . . .  . - . . 

.. . . . .  c. "Us+ ,. E s c h  Departure? . . . ,  . * . . . . 
- 2  . . . .  .-.. ........ .... . . . .  . . 

.J.. .-- - .. . . . .  -.. . . .  . . . .  
i, 1 ,. . . . .  

6. uork Habits . a. ' ~ o  . . 'slheWng 
. .  In Work Area , .. - ;.. i !. . . - -  

. . . . . . .  
b. Na.$atWg/Drl&ng 

. , 

F i e l d  Notes: - 
i 

. - * '  if+ 

. *Describle any. ppmbiems -%tncaunte& hare. Tha . above questions. ' . 
to be answered either . ., aYESw . , or' mProblrir 

..... 
/ - 

R e p *  Proparad By: ?-;/&-A!' 4 . . Date: /21e+v 





3100 Psnnrylvanla Atienut, st: 
I WoshJngton, DC 20020 I 

(202) 8822469 . I 

C W  P- 202 -5i6 r-ou 47 ConbrdorPW. .! 

UM ~ d d -  Smplhg 8 AMlyttbal Method:. 
rJ 

. . . .  

It' . . .  I .  . . t . .  , :  
I '  

1 r -  . - . ..._-. _.  I . . . . .  ... 



GSA ASBESTOS ABATEMENT START-UP CHECKLIST 

--. eiiriaibo : p e g &  ~ 2 1 9  J yl/d pro~ect: ~ 4 p  CP~/  by,YJ , 
g- ~ B ' F - ~ #  . 79c 7 5 ,  D&: 4 -- 

,%~~cation:  - - .- ,- 
/"yo'/ 

: .: &,;/h 8w . . . .  ' I IUP-~~:  . . 

~ p ~ i ~ ~ ~ i ~ ~  mn=.cf.r: Z Time Work Started: / f ~ a  . 
C . . . . . . 

pmufm. . . .. . . . . . .  . . .  . .  ' 1  ~ ~ + c t i o n  m i v i t y  t o  . . .  W L w  . .:.. ..:.-morn- 
. b. checked ,ct;arta : category ' . .;;,?. - C 

. _ .  . ,__ , 
. . . . . , . . . . , . p&t$pt3* B e e =  . -- . 

. . 

. . .  . :I. work site :a. . . .  . _ . . .  
. . . . - - .- - . . . .  .: .- - . ... 

xaolstion : .-- . . . . . .  . . . . . .  . ,-.. ... . . .-. . . ,  . . . . . .  . .  . -. - - . . . . .  
,' 

. . . . . . . .  

. . .  . . . . . .  c. seals do-d Wat8, v-~ ., ... : . .  . . . , ,  , . .  
.... . .  ~ ~ ~ d ~ s , '  d . d d ~ 8  : .-.. . , . ... . 

. .-. . . .  ..... 

ern m ~ - a & e  'dir maclrmem , J - . ,. . .  
.., . . . . . .  

.,. . 
. . in . use ... ':, . - - _  - 

- 
- f ,  Negative pressure 

> 0.027 
/, - - . - 

2. Signage a. ~ sut ion  s i p  at Ir vestibule en-. - 
P b. OSHA SIGN -: (ASBESTOS) 7" __IC 

-. . 
ce h e p a t & , ' d ~ ~ ~ p  d m ?  

and bags- ldbelled .- 
" ,.. &. :/c: 



-- 
. I ..I 

: G ~ A  ASBESTOS ABATEMENT START-UP CHECKLIST (~a-1 
-- . 

W f  thin Problem xmpectlon -rActi~i+Y to 
Category r i b  Checked Xilmits E ~ C O U I I ~ ~ ~ B ~  - 

-'! ,'+IEPA V8CUm 
- . in use. ' 

. . .i . ~ateriol  I(ept 
wetted U n t i l  Bagged. ( /  

5. Showers 8- 
. . .  

.: b . 
6.  work Habits. .a. 

In Work Area 
b. 

pto@ De contamination 
setpence Follov~rd 

/ ,.. 

~uncttonliis? 
soap and ~owete? ... 
Used Each 

Field N o t e s :  
*pescrible any probl8ms encOuntsr8d hafe. .TM puestiom 
m t o  b. a ~ d  . I tbe .., mWm s or aPr~blm ~ ~ ~ u n m m d - "  

..' 
r l .  





.. Page of 



A .. Page of 



.a300 Pmnsytvanh Avenue, yt: 

I WashJngton, DC 20020 
(202) 682-2481 . t 



3100 Pennsylvania Avenue, s t  

I 
.. , , 



3100 Pennsylvania Avenue, s t  

. . I 



ddj, - ... Bullding: & ptoject: ._ . -4 . ri~, f u/CI;+J ' . - . . 

73r ,73j s*,,, Date: . /9-&41749 . 

R ~ ~ O V C L ~  c~ritractor : &/2/.b- T i m  Started: 0 7 3 '  . . .  . .  
Monitoring Contractor: 6 - z  Time -Stopped:'. 1 ?/ .@ " .  

, . . . .  . ... , - Jirspeeion. m t i w .  to: . . - . . . .  within .- .....-. *s ..,.. . : > w ~ . p ~ b l m  . ..: .; .. ..:. :+ -. 
. . . .  be checked Limits'. . , - : .  . *unt0red . ' . Category . 1 .  

. . . . 
. wq=k-..:.Bit=. ... 8.. Pebziareter ... 

. . . . . . .  Isolation - , . . . . . . . . .  
... 

. . .  . . .  - . . . . . .  b: m~ntsmidtion " ., - ...- . _ .  . 

. . . . . . . . .  . .  
..... . . . . . . . .  . . . . . ' , .;. . ' . . ..̂  ..... ........ . .  .. . . .  

: . - . . . . . . . . . . .  . . .... . . .  . . . .  
. . .  . . : .  . .i . . .  . . . . 

e. a~;e~at ive.  oir . . . . 
. . .  '. in use . . 

. -  
f. ~e~dtive pressure . . 

> 0 . ~ 2 ~  . 
'1L. :\ L. 

2, S i W g e .  - a, Caution -Sign at 
vestibule entry. 

" " 

c. 'kamp'tat, duofs, we 
and' bags L;ribell€td 

Z 
4' 

3. Work a, H8miners, W W S ,  0-• 
Ractices NOT-in use. /- 

.-.-.. 4 
: . - . . . ... 

b. Removed v -  . . 
2 

. , .- 
c. Debris--Stoped in: / 

rem~vai.' area. a 

? 

2 7 - .$ 

, h .  . ' J * "  * 'id 



Inspection 
--gory 

5 

GSA ASBESTOS ABATEMEW MONITORING CHECKING (Back) 

A c t i v i t y  to 
be Checked 

~robrem, 
Encountered 

. d. 'HEPA Vacuum A. .- 
.in use- 
, 1 ,  

ee 'Material Kept . . 

. +wetted until ~agged. / '. . . 
b 

, . 

4, Workez: Protection" ' ' 

re  Dicrpoppbge- pLott3.A. ,. ............ _........... . : .. ,+ :.:: :. ,--..'.,-<.. ........... : . .  . .  : +  . . . . . . . . . . . . . . . . . . . . . . .  
... ' $Js& .One T W .  - :  . -. . . 

. . . . . . . .  ' .  

a. NO * . i s i t ~ ~ n g  ,- 6. Work Habits 
. . .  In Work Area -. - . -. b . Ni..4iating/~i*ng / 

F i e l d  Notes: - , - * '  - 4, 

.*Descxible ~ y .  problems . ~ u n t e r e d  hem. The. above questions. ' - 
ate to be answered either , . T E S W  ~r'~Pmblem Encountered.." 

..... - 
Report Prepared By: # Date: 13-49 
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DAILY LOG 

Project: /v&-Q~ 
/3-/ r-PU 

Date: fd~r 6/"( /%%??cfi 
site: ~ ~ / y c  r EM1 Rep: e h/kdFcw 

. . Address: - ., . 
PsS / ? ~  A ,  mw 

*. ,- 
EM1 Job No: 

G&&P GxL%--, , 
, 

Client Contact: -. . Client Phone: #vbd- /=/ed o r  f N ; l e  2rk .prT -,.& +A 4 

LRQ- $kde //;/LW- 88~. =-d P Q G ~ ~ J  
J e ' h ?  $i cle 

r~. / f i  e / 7001 ~ N J  



3100 Pennsylvania Avenue, st: 
I Washington, DC 20020 

(202) 582-2461 I I . . Job No.: 

industrial Hygienist: C. 
~[ient: G (A 

I 

Cllent Phone: T 4  7 Contractor Phone: .: 

Client Address: Sampling 8 Analytical Method: I 
' 

Date: 17-/r-0 
Client Conlad: Grp& Gdee+ 

On SRe Lap 
Ab4m~Iatf.m~: R. background sample; BZ 8 ~ M N I  breathing LOW: IEF I fiml clarnncs; M = mlaobPp oSuW inside 
enckrurr: C€= outrld. endaum; GBA 8 g h b . 0  M.; BU< - *k; CRn Wnroom; NFO 8 no I3b.n o b w d  in 100 kldr. 

Y WPLES TMEN BY: W TIME ON SlTE IH TIME OFF SITE 

RELINW~SHED BY: (MTE~IME) ! TOTN BlLI+IXE HOURS - Phew Rings Concentric: Yes NO 

RFCENED BY: ToTN WLLAQLe SAMPLES + MuPLES - VaDED MUPLES) tf No. Rdjucled: 
I 

I 
. , 



GSA ASBESTOS ABATEMENT START-UP CHECKLIST 

- ~ u l l d i n g  : N e-6 Project : F ~ M  c&/ un/,u 

Date: /J&d ed4 d ,-;~ocation : <& //e 7)d  ?&) - 
1 t r a c t o r :  / Time Inspected: /rb 

9493~ Monitoring Wntr actor : &MP Time Work Started: 

Inspection Activity to Within Ptobl? 
Category be Checked Limits bEnco@~epd 

- y 4 .  

1. Work site a. P e r l p e t e r  B-ier 4 - 

Isolation 
, 

, 

b. mcontdnat ion  
Curtains 1/ - , / 

J 

c. Seals aromd ducts, 
windows and doors 2. . ,\ 

d. Vertical and Hori- I/ zontal openings 

e. "Negatve a i r  machine" 
i n  use '. - 

f .  Negative pressure 
> 0.02" __CC 

a. caution S ~ W  a t  L/ 
vestibule entry. ,- __-c- 

/- b. OSHA SIGN (ASBESTOS) ,, __CL 

c. Dumpster, ducts, drums, 
and bags labelled / 



- -- 
I ,: 

, GSA ASBESTOS ABATEMENT START-UP CHECKLIST (Back)  --- 

Inspection - .rActivity t o  
Category !'I. be' Cfrecked 

'l d -' HEPA Vacuum 
i n  U s e -  

Within 
Limits 

i e. Materid Kept 
Wetted Until Bagged. // 

Problsm 
Encountered 

4. Worker Protection 
a. Disposable Clothing . w 

U s e d 0 n e T i . m .  ';; 0 

b; Proper NIosFi 
HEPA respirators. 
PAPER . . 

nrpac* 

c. Proper Decontamination 
L- i- , 

- Sequence Followed 

5 .  Showers a. Functioning? 
.b. Soap and Towels? 
c. U s e d  Each 

6. Work Habits a. No Smoking / 
- L /  In Work Area 

b. Eating/drinking 

Field N o t e s :  
*Describle any problems ancountered hers. The questions 
are to be a n s w e r e d  either "YESa or "Problem Bncountered." 

GSA ASBESTOS ABATEMEN'l' MONITORING CHECKLIST 

P&& Report Prepared By: -I Date: / 3 -/re- 



Page of 

DAILY LOG 
. . .  

Project: /~ /Eo@ <@I./ .  ate: >-/6-0&. . 

. .. . . . . 

site:' 7 d / 3  . . EM1 Rap: C. H&&~JPAC/ 

Address: 9 1.7" 57/ /~ . r -  . . EM1 Job No: . . . . _ . .  _ ...-....__ - . . . ,  . . . , . - . . . i .... "'. . I .  . . . 9 ' " !. . ' - 
. , i . I . .  . . . .- 

. . . .  . . 
G# e , .;; .; : :: Client Phone: 2d-  C'C-YY ' r . ' Client Contact. G&/Pw . . 

. . 



Page of 

--. 

DAILY LOG 



Page of 



lnanwm,linisi;e :HARd:.:, i 
, C &d/J .. mci: : '&, f,g-& P C o c l t r a c t ~  ,q7/ / />/~ - 

. ; . . . . =i;x' :, -:. i .-a; .:; - . .;; ! d~ C O ~ U C :  'GA/,, &&& cN CdfadOf carnu*. s&$,-@ CAI?& 
L 

, . '  e . ,  

a 1 ~ 6 ~ 8  ~ h m a . ~ , ~  , ~ 6 ~ o d  I? 7 Contractor Phone: 4 

. i t t e ~ m :  79 r (7&, @,+ clm~kdnu: Sampnng & Analytical Method: 

. . .  

I I K  * - . .  . . .  . . .  
8 :  

- 8  ...__... I . . . .  

. . .  . . .  . . . .  . 'I . . 1 I 
7 .  .. , 7 , . :  . . . .  

% ,  - E S T ~ B V : .  &-.' . . . :' . . ~ ~ m m e ,  . , ' , . ;  ' -  ' ~ ~ r ~ o n ~  
. . . , i 

kParosmpa ID: 

AEUHO(nSHf(! Be ((Mtmr) t: s . , : . r o r e ~ E ~ s  , ,, . . P h o ~  RImConeslll*. .Yea No 

- -... & ~ ~ I ~ ~ ~ ~ ~ ~ A ~ ~ - + W P C ~ - M ~ O E D W R E ~ ~  I ~ e .  ~mtitur(ed: OK 



3100 Pennsylvania Avenue, sk 
Washlnglon, DC 20020 
(202) 682-2461 I 

Industrial Hyg1enist:~c .# Date: / 3- -/ 6- 
r f u -  a& 

client: C TA client Conlad: &c9/~/y &,&+- contractor ~ m l a c t :  f;/b,> CP/f& 
C 

site: /vgufl Client phone: 939 ~C6fiu u Q 3 Contractor Phone: .: 

site names: 79r 1 729 ~ f i ,  c\ient wdroos: Sampling L Analytical Method: 

I Job No.: I AbbNvl.tlon8: Pra 8 bc(rClrwnd umpta; 62 = pnorul b u l t ~ i n g z ~  IEF- l i ~ l  cbnnce; M = mkmb.p h v r t  IE = t n d o  
mcbun; OE = wtJd. endaun; GBA = glcmbeg a m ;  ELK= blq115 C R - . e n  mmq HFO = no fikn obwnrd In 100 hkfr. 

.. .. . 11 i w s  r M u  a*: re , y n TIME ON SITE In TIMEOFF W e  

1 BY: (MTE/TIME) IF ,: 
.* : .  

, . .'TOTAL.tULL+M.EHWRS- 

TOT* B I L L ~ ~ ~ E  WPLES (BLIWICS'+ ~ , P L E S  . WOEO GUIRES) - 

1 
. .. . 

MC-pa ID: 

Phaw Rings Con#mlrlo: .Yes NO 

n NO, ~aadjurfd: OK 

-1 I . . .. 
- I 



I 
. . . .  , 

3100 Pennsylvania Asienue, st: 
I Washlng!onl DC 20020 

,I- - . -A 

- 
I 1 

s : . . c  &W -, writs TMH BY; , n l n M e m m E ,  - ~ T I W O F F ~ ~ T F  ~~arc.ucope ID: 

rwwo st (wmq - 1  tofu BR~+EHOURP - Phm~Rfng.Caneanlrla: Y a  ND 

- - -. rmrc ~ I ~ I ~ : ~ U A ~ ~ ~ ' + E A M P L ~ . ~ W # E B )  I Na. RsDdfutted: OK 



lndustrlal Hygienist: C, Date: /$- /6-uO Contmct or : /41-//13 H 

CI,~ G $A Clknf Contad:&,&.+ G& e .  Contractor Contact 
s 

Caent Phooa: Contractor Phone: .; 
I 

1 

3100 Pennsylvanla Avenue, s t  
Washlngton, DC 20020 
(2023 682-2461 I 

On Stte LaP 
I 

Job No.: M v l r t l a n c :  Pn r bukgmund umple: BZ t pemcal kw!hlng ton* Iff f i ~ l  ckunnca; EX = m M p  rrh.% I€ = lndde 
mebrwa; OE artcld.eWum: CBA * p h b q  a m ;  ELK- blank: CRr. d b . n  m: NFO =no fiben ob.ansd In 1W W d s .  

, 
.1* RELINOUISHEO B*: (MT€/TIME) TOTAL BILLABLE HOURS - Phase R i n g s ~ t r i c :  Yes NO 

RECEMD BY: TOTU BILLABLE SAMPLES ( ~ t c s ' +  SAUKEB - W M D  SAUPCES) tf No. Readjutlbd: OK 
- I 



. . .  

osa WeEsTos A-NT MONITORING CHECKLIST 

. . .  ~ u i l d i n g :  N@/? project: !?*/./ CO;/ V W ~  -41 . . . .  
. 

-TION: 73 r / 7 4  A ,  Date: / ~ - - / / F & Q - -  

RBrnoval &trootor: H ;/fib ~ ~ o e  s t e e d :  0 7 ~ 0 .  . . . . ... 

Monitoring Contracer; . 6 ~ 3  ~ & e  : ~ t o ~ p e d : s  . / d / ~  - .  

. . . .  . .  . . . . .  
- Iirspeeion. -ti-=- to: . . - .. a . Within ........-.$.. ..,.. .:.:,lwblem. ..: : . . 

. . . . . . . . . . . . .  Category checked ~ 3 . m d . t ~  . . ~ ~ r i c g u n t ~ e d , .  
- 

i work :.s$*e: dm p"u*teje *.&at .\y - : . . :- :.*: - . . ; . . , . . . - . . . . 
I , .  - . ,  . . .. , 

Isolation , . .  
. . . . . . .  

j, *. ~ m q t ~ & t i o n  .................... . . . . .  . . . . .  
. . . .  . . _ , . . . . .  . . . .  . -  -- . .  . - - ,  - -. 

. . 

. . . . . . i  

. ~ ~ ~ ~ ~ t i v e .  air '. - . , 

. . . . .  
- in use . . - . .  

. . 

5.  ~e~ative pressure 
>0:42" *. - / .  

2, Signage - a. Caution -Sign at 
vestibule entry. .w' 

- ,. : 
0. '~urnE'ter,, a-, d m s , L /  

and begs Labelled ' 

k 

b- - 
4 

3. Work a. H a m m ~ s ,  Saws, etc. 
Practices NOT-in use. /- 

./.-.. 
: .. I . . 

b. Removed Ma erial w. 
. . v c. Debris-Stoped in 

remov,ai' area. I 

i. 
, .  _ \ .  

8 ," 
, , ' i s i  



GSA ASBESTOS ABAT- MONITORING CHECKING (Back) 

Act iv i ty  to 
bs Checked 

#I thin 
L i m f t s  

. d, 'HEPA Vacuum .-&-. . .- 

.in use. 
I , - .  

e. uaterial Kept 
Wetted Until Bagged. 

b. Proper"NIOSH . 
, . D - ' P I ,  - , .  

resp*stiorrs. HBPA I / . *  
PAPR 

., TYPWC9- 
0. -pat Decontami~tion . _ _ . . ,  

SW~IIC~‘ F~l lowed  I / - % r , - #  . . - .  . . . .  . . . . . .  . . .  . . . . . .  
a. -0-7. . - .. - . . -  . . . - -.,-.: . . "  . , . . _ .  . . . .  
b, sotip .end Towels? . . . . . . . .  - .7 .- . - . . .  . , :. . 

. . . . . . . . . .  C. 'used . S a d  Departure? . . . . .  . s .  . ._ , . . . . . .  . . .  - -- . . . .  " . . .  ... . . -. . . . . .  
/ . . : . . . . .  a. NO '-5mr,Wng . . . . 6. work Habits i .  

In Work Area .. - . . . .  - - 
b. rp. . '~ating/m~cln~ ,/ 

Field N o t e s :  - . '  - " 

*Describle my. problem ancountered here. The. above questions. " - 
are to be enswered either "YESg or' "Pmblea Emcountered. a 

.... 
/ 

&part Prepared ~ y :  E;/&* Date: /P~/A'~H 



Pag e--of- 

Envi.ro -danugEmelzt, gnc. 

DAILY LOG 

Project: 6,f 0 ~ ~ f 5  Date:  US- a/ 

Site: ' f e  p d ~ /  EMI Rep: C- HHR&Y~/V/ 

Client Contact: LL e Q A  Client Phone: P P - ~ 6 ( - - u u  97 
/@P--AR&;~Q~' O N  j ofid -,+ w,-j-+ ~ 5 - q  ~ / L Y x -  



I SXMPLES TAKEN BY: M TIME ON SITE - It4 TIMEOFF SITE - 
AELINOUISHED BY: (MTEZTlME) a* I TOTAL en-E HOURS - 

Microaoopo 10: 

Phase Rings Cancac~lrlc: Yes No 

RCCEMD BY: TOTAL BILLABLE SAMPLES (BUNG+ WPLES VOIDED WPCES)  If No. Reactjmld: OK 
I 

I 



GSA ASBESTOS ABATEMENT START-UP CHECKLIST - 
roect: f&y TOJ( vw/-/ 

i~ocation: 345- 17*' ~f , ,v- ,  Data: P / -d pee/ 

*.Removal Contractor: 2 Time  Inspected : /'??a 

Monitoring Contractor: T i m e  Work Started: /fy# t. ,? 

Inspection Activity to Within Problem 
Categow be Checked L i m i t s  

1. work site a. Perimeter Barrier V ' 
Iso lat ion  * / ,  ? 

b. Decontamination r - 
Curtains ( - .- 

c. Seals around ducts, 
J 

windows and doors v 

2.  Signage 

d. Vertical and Hori- 
zontal Openings /' 

e. "Negatve a i r  machine" 
i n  use / /- . 

w 

f. Negative pressure / 

> 0.02" - 

a. Caution Signs a t  
vestibule entry. L/ 

b. OSHA SIGN (ASBESTOS) / / 

c. Dumpster, ducts, drums, 
and bags label led / 



- -- 
A 

. GSA ASBESTOS ABATEMENT START-UB CHECKLIST (Back) - -  

Inspection ::Activity to Within Problem 
Category ; be Checked Limits Encountered 

>'' d . ' HEPA Vacuum 
in use. 

; e. Material Kept 
Wetted Until Bagged. k 

4. Worker Protection 
8, Disposable Clothing 

a Used One Time. L-- 
b. Proper NIOSB 

respirators. E 2 x /  
PAPER 
'171P"CW 

c. moper Decontamination 
Yguence Followed ('1' 

5. Showers a. Functioning? 
b. Soap and Towels? 
c. Used Each 

6. Work Habits a. No Smoking 
In Work Area 

b, Eating/drinking C/ 
F i e l d  N o t e s :  
*Describle any problems encountered hers. The questions 
are to be a n s w e r e d  either "YES' or w P r o b l e m  Encountered," 

GSA ASBESTOS 

Report Prepared By: 



Page d- 



2- 
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DAILY LOG 

" 
9 &//P*. - 
T ~ r n f l l f i  #?L &/'we,/ fa @/- 4 

'd~? -44959 7 / I /vR-/ a' .: 
5 4 / c e 3 ~  C,'WA dw- c 
r&rr>?k k 3 4  $ ; r / ~ (  I?/;- D - - - . -. - - 

- - . 

/ Y 4r'rff.t.  &dl- g 
54>/ /~  @ G?PW-[ @d-- r- 

/ / c / 5 ' - * ~ ! / Y a ~ f ~ d  e . .. 



DAILY LOG - 



' I :  G Clbnt Contact: &./- G& e- Contractor Contad: 
C 

3100 Pennsylvania Avenue, st: 

I Mr-pa lo: 
* ' TOTAL 0lLl+E HOURS - Phase Rings C6noentric: Yes NO 

RECEMD BY: TOTAL BILU~LE SAMPLES (RANIS' + GMIPLES -VOIDED ~ R E S )  n NO. ~eadjmsd: OK 

I 

I 



, , 
.' f 

. . ,... 

Sampling & Analytical Meihd:  
3100 Pennsylvania Avenue, s t  

_. .. . 
SUAPLES T M N  BY: I H TIME ON SITE IH TIME OFF SITE 

RELlHoUlSHED BY: ( M T ~ I M E )  ..., j , .. . ~TOTALBILI+EHWRS - 
. . 

% E M D  BY: TOTU 8kb . tu  w~PLES (BWG + Y P C E S  - VMMD W P L E S )  

I I 
I I 

Phaw Ring8 Conwnldc: .Yes NO 

I No, Rdjuded: OK 

.. 



3100 Pennsylvania Avenue, s t  
I Washington, DC 20020 

SAMPLES T M N  By: B I  TIME ON SITE W TIME OFF SITE 

RELUrWlSHED BY: (MTE~IME) I TOTM B n Y E  HOURS - Phow Rings Cmmntrio: Yes NO 

%€NED BY: TOTM L~UWLESAUPLES (w&+ MUPLEB -VOIDED MUPLES) If NO. ReadjuPtsd: 
I I . , 

I I 



3100 Pennsylvania Avenue, s t  
Washlngton, DC 20020 
(202) 682-2461 I 

Industrial Hyglenlst: c. /!Au;sd) Date: (/0610 / 

' c n t :  G m ~tknt Contact: lCri G L ~ ~  
t 

site: ~ d j ?  cj ' r i ~  CIM ~ h ~ n :  %f>-q6T-o 04 7 
Site Address: 7 9 jJ ( 7 rf 5 *, r / d  C l M  Address: 

Contractor Phone: 2, 

Samp(lng & Analylbl Method: 

*bbnvl.tlon#: R e  8 bckground umpl.; BL = praonal bruthlng MI; IEF = (irul clesnncr; M = m-p cduwf IE = lnrlds 
I n c ~ u n . ~ = ~ e ~ u m ; ~ ~ ~ g ~ ~ ~ ~ = ~ ~ ~ ~ ~ n m a m ; ~ ~ ~ = n o f i ~ ~ ~ ~ ~ n ~ ~ ~ ~ ~ s .  11 

1 

AMPLES T ~ N  BY: I ~ i k i o r  arc H TIME OFF SITE . - H 
 SHED BY: (MTE~IIME) .- 6IUpl.E HWRS - 

' 8 ~ :  ~~ WPLES ( E I U N ~  + WBCYPLES- VOIDED WIRES) I Phow Riws Concentric: .Y.s No 

I No. Reodjvslsd: OK 



GSA ASBESTOS ABA-NT MONITORING CHECKLIST 

euilding: N E Q ~  ,Lib Project: k/pf 
,'- cQ/-/ ~n/;/r 

LpCXTION: 7 4 c  /.7& $?, Nvv Date: O/poL-o/  

Ramoval contractor : ,+;//fly Time Started: 063d 

Monitoring Contractor: 6 ~ 3  Time -Stopped : 2 

xnspection Activity to 
Category be Checked 

Within 
Limit8 

Problem 
Encountered 

1. Work site a. Perimeter Barrier k 
Isolation 

b. Decontamination w'- 
Curtains 

- 
c. Negative Pressure 

- olovebag Project. d// 
d. Seals around ducts, 

- windows and doors b'- 

0. "Negative air machinew/ . 

in use 

f. Negative pressure 
>0.02" / 

2. Signage 

.. 
3. Work 

Practices 

a. Caution Sign at 
vestibule entry. 

b. OSH;'. SIGN (ASBESTOS) / 
5 

c. Dumpter, ducts, drums, 
Ma bags labelled 

a. Hammers, Saws, etC. / 
NOT in use. -. - - 

b. ~emoved  ater rial 
Promptly dagged. v- 

i 

c. Debris Stoped In 
removal area. 

2 



GSA ASBESTOS ABATEMENT MONITORING CHECKING (Back) 

Inspection 
Category 

Activity to 
be Checked 

Within Problem 
Limits Encountered 

d. HEPA Vacuum 
in use. 

e. Material Kept 
Wetted Until Bagged. b fi 

4. Worker Protection 
6. Disposable Clothimg 

used ~ n e  TW. V 
b. Proper NIOSH 01- 

respfrstions. FiEPA / 
PAPR 
TYPUC" 7 

c. Proper Decontamination 
Sequence Followed L-' 

5. Showers a. Functioning? 
b. Soap and Towels? 
c. Used Each 

6. Work Habits a. No Snroklng 
In Work Area 

b.  No Bating/Drinking ,/ 
Field Notes: 
*Describle any problems encountered here. The above questions." 
are to be answered either "YES' or "Problem Emcountered." 

Report Prepared By: Date: @/-o&-d( 



Page of 

DAILY LOG 

Project: \bjL ci IT, Date: 1 / &  ' A / L - ~  

Site: L L- :-, EMlRep: h l i ~ ~ t  
/ 1-1 ?A 

Address: (;f / I ,  LL EM1 Job No: 

Client Contact: . . Client Phone: 



3100 Pennsylvania Atienue, s t  
I Washlngton, DC 20020 

(202) 662-2461 . 

. . 
a. , . 

, . , . . . 
. , - - . . - -. . . , 

- 
I 

h 4 h ~ ~ ~ p s  ID: 

P h a ~  Rfnga Ccmmitrle: .Yes No 

I NO. ~ d j m l s d :  OK 

. > 
* 

. 
'WPLES TMN BY: ( :., ( i/\ , ;d !,,i , 

.- ! .. 
. . 

RECEMD BY: 

, .. . , . turki . , , lHtlMtZOFFSlTE MTIMEONSITE 
7 . )  

TOTNDAI+EHOUAS - 
/ 

TOTAL enlMLe SAMPLES (w'+ WPLES VOIDED ~ P C E S )  :, 



GSA ASBESTOS ABATEMENT START-UP CHECKLIST 

-. 8bLlding : 1V L 2' Y.: Project : [ c-qi 

*$mcation: cf it1 i b  Date: [dl A /c' f -  - 
- ,  

%Removal contractor: /-I. / j  t o [v Time Inspeceed : (-3 0 (-1 

Monitoring "tractor; L Time Work Started: / q 3 ,-, 
X 

Inspection Activity to  Within Problem 
Categoq be Checked L i m i t s  -Encovbgerpd 

, // w 
1 Work site a. P e r l p e t e r  B a r r i e r  -. , - , ,,. . 

Isolation 

b. Decontamination 
Curtains - / 

4 

c. Seals around ducts, /' 

windows and doors ' . , , 

d. Vertical and Hori- /' 

I 
zontal Openings - 

e "Negatve a i r  macNneW 
in  use '. - 

, f .  Negative pressure /' 
> 0.02" 

/' 
a, Caution S i p  a t  j 

vestibule e n t y  . ,,J' 

L b. OSHA SIGN (ASBESTOS) 

c. ~umpster, ducts, drums, i 
and bags labelled 1 ' 



- -- 
I ..,; 

;: GSA ASBESTOS ABATEMENT START-UP CHECKLIST ( Back ) --- _ 

~nspection -'::~ctivity to 
Category !'i. be' Checked 

d . '-HEPA Vacuum 
.. in use. 

Within 
Limits 
/ 

, e. Material Kept / 
Wetted Until Bagged. 

4. Worker Protection 
a. Disposable Clothing . .,J 

*I' 

Used One Time. LJ a 

b. moper NIOSH DisP-? /" 
respirators. HEPA i 

PAP- 
TYP"CR 

Problm 
Encountered 

c* Proper Decontamination /' .. + 

Sequence Followed 

5. Showers a. Functioning? 
b. Soap and Towels? -+&- 
c. Used E a c h  Departure? 

6. Work Habits a. No Smoking + In Work Area 
L 

/' 
b* Eating/drinking 

Field Notes: 
+Describle any problems encountered here. The questions 
are to be - w e d  either "YES" or RProblem Bncountered." 

.. 
.+ 

/ - _/-- 

GSA ASBESTOS ABATEMENT PIONITORING CHECKLIST 
I 

L- L )  

Report Prepared By: ~ 0 L . j  ,l,,y[q i/ Date: f ' 1.2 1 c ? /  , 
'\ 



Page of 

EnviTo - d a n a g ~ m e n t ,  One. 

DAILY LOG 

/ 

Project: NEOA /-an Date: 01- 13- 0 1  

site: hfFO.6 EM1 Rep: C~/661r/ 

Address: 17" & EMI Job No: 

Client Contact: GQh-fI G@-&'3 Client Phone: 



.- - -----. 
DAILY LOG 



3100 Pennsylvania Avenue, s t  
I Washington, DC 20020 

(202) 682-2461 I 

.. . Y R E S  T M N  BY: I i&bmm U( TIME OFF SITE I ~ ~ ~ C ~ O S C O ~ O  I& H 

L 

Industrial Hygienist: C3/ GrI 
client: GSQ 
SHe: 5 
~ t e  ~ddress: 7 25- 

[74- 

I 

Job NO.: 

, 

 ate: 01 - 13 - 
Cllent Contact: 

Client Phone: 

Client Address: 

k * l n ~ o  BY: (MTE~IME) 
I 

.r* . 

\ 

Contractor. 

Contractor Cwtact: 

Contractor Phone: ., 

Sampling & Analytical Method: 

on site Lat) 

Abbnvl.tkn8: h 8 k k g r w n d  umpl*; BL 8 pwsonal buthlng M.; IEF = lirul chnncr;  D( = rnkro(rop oduuct IE + Inside 
~nclaun; OE 8 oubkk e d o t u n ;  OBA 8 gbnlug vu; WX = blank CRa e n r o a n ;  NFO 8 no fikn obwnrd h 100 (kldr. I 

-\ I 

I . /  
I 

TOTAL HOURS 

TOTN W J k U  SAMPLES (me+ BM(PLES - VO(DE0 M E S )  

Phow RingsCanosnldc: Yes EJO 

If NO. RePdjktSIsd: OK 



Sampling EL Analytical Method: 

Phase Rings Conmnlrlc: Yah No 

I 
'. . , 



Phase Rings ConccHitrlc: Yes NO 
,- 



Indudrial Hygknlrl: C '  Dale: 0 1 -  f Y F f l /  Contraclor: /g;//,vF *&&I k&.y 
~ k n t :  G $4 Client Conlact: Ga/prJ c ~ ~ 0 f c ~ a c t : 9 ~ & >  c,#r%& 

I 

3100 Pennsylvania Avenue, st 
Washington, DC 20020 

I WRESTWH w: I m TIME ON en  - IH TIMEOFF SITE - 
RELINOUISHED BY: (MT&IME) TOTAL BK-E HOVRS - Phase Rings Cbncmlric: Y w  No 

RECEMD BY: TOT* ~~E SAMPLES (awl&+ WPLES -VOIDED SAMPLES) If No. Readjusted: OK 



GSA ASBESTOS ABATEMENT MONITORING CHECKLIST 

,, ~ - d g  BUILDING: / PROJECT: & j ' o  L u; / V F / * ~  jF 

LOCATION: j'9 C / Tfi 5 k, /v,-. DATE: 0/-17- a /  
REMOVAL CONTRACTOR: //;///'# I-' TIME STARTED: 0~6 3&' 
MONITORING CONTRACTOR: 4' /?= TIME STOPPED: 7 "? 

INSPECTION ACTIVITY TO BE WITHIN 
CATEGORY CHECKED LIMITS 

1. WORK SITE a. PERIMETER BARRIER / 
ISOLATION 

b. DECONTAMrNATlON 
CURTAfNS /' 

c. NEGATIVE PRESSURE 
GLOVEBAG PROJECT /' 

d. SEALS AROUND DUCTS 
WINDOWS & DOORS / 

e. NEGATIVE AIR 
MACHINE TN USE A 

f. NEGATIVE PRESSURE 
> 0.02 

J' 

a. CAUTION SIGNS AT 
VESTIBULE ENTRY /' 

b. OSHA SIGN (ASBESTOS) 

3. WORK a. HAMMERS, SAWS, ETC 
PRACTICES NOT IN USE J 

b. REMOVED MATERIAL 
PROMPTLY BAGGED / 

C. DEBRIS STOREDIN ' 

REMOVAL AREA / 

d. HEPA VACCUUM W USE / 

PROBLEMS 
ENCOUNTERED 

2. MATERIAL KEPT WET 
UNTIL BAGGED A 



GSA ASBESTOS ABATEMENT MONITORING CHECK LIST 

PAGE 2 

4. WORKER PROTECTION 

a DISPOSABLE CLOTHTNG 
USED ONCE / 

b. PROPER NIOSH 
RESPIRATORS DISPOSAL 

HEPA 4 
PAPER 
TYPE "C" 

c. PROPER DECONTAMINATION 
SEQUENCE FOLLOWED / 

5. SHOWERS a. FUNCTIONTNG a6 

b. SOAP & TOWELS tJft 

c. USED EACH DEPARTURE 
n/r9 

6 .  WORK HABITS 
IN WORK AREA a. NO SMOKING A 

FIELD NOTES: 
(*DESCRIBE ANY PROBLEMS ENCOUNTERED HERE. THE QUESTIONS ARE TO BE ANSWERED EITHER 
"YES" OR "PROBLEM ENCOUNTERED". 

REPORT PREPARED B DATE: 0/ - @3- 01 



GSA National Capital Region - Public Buildings Service 
Safety, Environment & Fire Protection Branch (WPYG) 

APRIL 9,2001 

MEMORANDUM TO: KERRY BONOS 
WHITE HOUSE SDT (WPW) 

GALEN GREEN 
WHITE HOUSE PROJECTS OFFICE (WPW) 

FROM: 

SUBJECT: 

TIM SLEETH, INDUSTRIAL HYGIENIST 
SAFETY, ENVIRONMENT AND 
FIRE PROTECTION BRANCH (WPYG) 

ASBESTOS ABATEMENT MONITORING 
FAN COIL REPLACEMENT PROJECT 
NEW EXECUTIVE OFFICE BUILDING (NEOB) 
725 1 7 ~ ~  ST., NW 
WASHINGTON, DC 

From February 9' through March 1 0 ~ ,  2001, Industrial Hygiene Technology, Inc. monitored the 
abatement of known asbestos-containing materials (ACMs) from the New Executive Office 
Building (NEOB), located at 725 17' St., NW, Washington, DC. During abatement operations 
asbestos containing thermal system insulation, overspray, and fire retardant debris was removed 
from various areas throughout the building (See attached report). 

Asbestos abatement activities were conducted utilizing negative pressure "mini-enclosures". 
Additionally, wet methods and HEPA (High Efficiency Particulate Air) vacuums were utilized 
during abatement operations to control fiber release. During asbestos abatement operation 
workers utilized protective clothing and half-face HEPA respirators. 

Air monitoring samples were collected and analyzed on site by Phase Contrast Microscopy 
(PCM), NIOSH 7400 Method. All air samples collected outside the work area and final clearance 
air samples yielded results below then Reoccupancy Standard of c0.01 fiberslcc. Please retain a 
copy of this report for your asbestos facility files. 

Should you have any questions please contact me at (202) 708-5257. 



lndustrial Hygiene Technologies, Inc. 
Environmental & Industrial Hygiene Consultants 

%it20 s ( 
?c o/os 

CC: G f i r d  ~ p d € u +  
GSA, NCR, Service Delivery Support 

Safety, Environmental, & Fire KR*~  
7" & D Streets, SW 73a m> 

Room 2080 
Washington, D.C. 20407 

PROJECT PROGRESS 1 CLOSEOUT REPORT 

Site Name: New Executive Office Building 

Project Name: Fan Coil Unit Replacement Project - Chilled Water I Hot Water 
Supply Line Access Door Installation, Asbestos Hazard Reduction 

Work Area Location: 7th Floor Room 7212 through 7234, Even Rooms, Risers 69A to 
61A, Work Areas A,B,C,D,E,F,G,H,&I 

Order Number: 
P-11-01 -DC-0101 

Contract Number: ACT Number: 
GS1 I POOMQD0098 PO2642534 

Project Date (s): February 9, 10,2001 

Sampling Conducted: Pre-abatement, Area, Work Area, Remote, and Final Clearance 
Monitoring - PCM Analysis (NIOSH 7400 Method) 

Project Description: Industrial Hygiene Technologies, Inc. (IHT) was retained to 
conduct asbestos abatement project monitoring and design 
conformance control during the installation of perimeter wall 
plumbing access doors associated with the New Executive Office 
Building Fan Coil Unit replacement Project. 

Hillian Brothers, Inc. was retained to erect mini-negative pressure 
enclosures to be used in the demolition of perimeter plaster walls, 
cleaning of plumbing chases, and removal of asbestos TSI, as 
encountered. Known asbestos hazards associated with this 
project include over-spray 1 delaminated spray applied asbestos 
fire retardant, cementitious fittings, pipe insulation, and 
contaminated debris. Hillian Brothers is utilizing asbestos 
engineering controls to ensure demolition activities which may 
disturb friable asbestos materials and contaminated debris within 
the chases, do not contaminate adjacent office areas. When 
encountered, asbestos is removed using wet methods. 
Regardless of the existence of asbestos TSI on plumbing, each 
chase area is presumed to be contaminated with asbestos fire 
retardant, and decontaminated. 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541-9015, Fax (703) 541-9019 Page 1 



Report Prepared for: industrial Hygiene Technologies, Inc. 
Environmental & Industrial Hygiene Consultants GSA, NCR, Service Delivery Support 

Safety, Environmental, & Fire 
7" & D Streets, SW 

Room 2080 
Washington, D.C. 20407 

Project Description Work began at 7pm, February 9, 2001. Preparation of the work 
Continued: area, and pre-abatement monitoring were conducted. All work was 

conducted as per abatement plan, with the exception of fan coil unit 
decontamination. This work will take place during another phase of 
the project. 

The following work shift began at 6:30am, February 10, 2001 and 
involved lock-out 1 tag-out of the HVAC systems, additional 
preparations, demolition of perimeter walls, and decontamination of 
wall chases. 

IHT conducted sampling in each mini-containment (total of 9), within 
each separate office, at AFD Exhaust, remotely within adjacent 
hallways outside the work area, and on the floors above and below. 
The sampling plan was developed by Mark Sovich, Michael 
MacCabe, and Ryan Reed during a pre-work walkthrough conducted 
February 9,2001. The sampling plan involves assessment of each 
functional area of abatement, within the control areas, staging areas, 
AFD exhaust, and remotely such that the "sampling train" was 
sufficient to assess and delineate fiber migration should a fiber 
release episode occur during the operation. Immediate analysis of 
samples mid and end of shift is conducted to ensure safety of un- 
protected workers outside of the control area, and rapid response to 
fiber release. 

Work was completed and contractors fully demobilized by 7:30 PM 
02110101. All work was completed as per modified scope of work 1 
abatement plan, with no elevated fiber concentrations reported 
outside of the control area. Final clearance was achieved within 
each mini-NPE with all results reported below 0.01 Flcc. 

Deviations: 

Asbestos Removed: 

The GSA scope of work specifies cleaning of the Fan Coil Units. 
This work will be conducted during a future phase of the project. Due 
to the size of each mini-containment, 2 final clearance samples were 
utilized. This is a deviation from the GSA clearance protocol, but in 
conformance with District of Columbia Asbestos Regulation. 
Deviation was taken as the change was in compliance with 
applicable regulations, provided adequate assessment for 
completion, facilitated timely project completion, and provided 
significant overall cost savings for the client. 

No cementitious fittings or pipe insulation was encountered during 
this work. Overspray and fire retardant debris was removed. Each 
of 18 pipe chase penetrations, and 9 mini-NPE's were fully 
decontaminated and encapsulated. 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541-9015, Fax (703) 541-9019 Page 2 



lndustrial Hygiene Technologies, Inc. 
Environmental & lndustrial Hygiene Consultants 

PRE-ABATEMENT CHECKLIST & LOG 

I CLIENT: GSA, NCR, SDS, WPYG I ORDER I CONTRACT NUMBER: I ACT NUMBER: 
NUMBER: P-1141-DC-0101 GS1 lPOOMQD0098 PO2642534 I 

I PROJECT: 7TH Floor Fan Coil Unit Replacement Project I DATE: 09 Feb 01 I I 

-- 

BUILDING: New Executive Office Bldg: LOCATION: 725 17'" Street NW. Washington, DC 

Page 1 of 6 

Signature of Inspector/Project Monitor: Date: 09 Feb 01 

REMOVAL CONTRACTOR: Hillian 

CONTRACTOR SUPERVISOR: 

S~lv~o Argueta 

Project Monitor: Rvan S. Reed Training Cert.1 License No: 01 -01 04 
(Priflype) (Priflype) 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

ABATEMENT SCOPE OF WORK: Prep work for Class I removal operat~ons 

TYPE OF ASBESTOS Category 1 Friable Q N .  OF ASBESTOS Unknown 
MATERIAL TO BE ABATED MATERIAL TO BE 

ABATED 

OSHA ACTIVITY CLASS I X CLASS ll CLASS Ill CLASS IV 
CLASSIFICATION 

INSPECTION ACTlVlN TO BE CHECKED WITHIN DEVIATION 
CATEGORY LIMITS 

WORK SITE BARRIER TAPE TO ISOLATE STAGING AREA AND DECON x- Prep work 
lSoLATloN 

FULL CONTAINMENT x- Prep work 

NEGATIVE PRESSURE -0 02 MINIMUM X- Prep Work 

FOUR AIR CHANGES PER HOUR x- Prep work 

CRITICAL BARRIERS INTACT (DUCTS, WINDOWS, DOORS, ALL x- Prep work 
PENETRATIONS) 

FLOOR COVERED X- Prep Work 

WALLS COVERED X- Prep work 

AREA VENTILATION OFF & VENTS COVERED x- Prep work 

GLOVEBAGS SMOKE TESTED AND FOUND SATISFACTORY x- Prep Work 

SIGNAGE CAUTION SIGNS AT STAGING AREA X- Prep Work 

OSHA SIGN (ASBESTOS) AT ENTRANCES TO WORK AREA x- Prep work 

WASTE CONTAINERS LABELED PER NESHAP & GENERATOR x- Prep work 

HVAC SYSTEM TAGGED OUT X- Prep work 

NO SMOKING, EATING OR DRINKING IN THE WORK AREA X- Prep work 
F 

MONITORING CONTRACTOR: 
INDUSTRIAL HYGIENE TECHNOLOGIES, INC. 

TIME START: 1845 TIME COMPLETE:2215 



Industrial Hygiene Technologies, Inc. 
Environmental & lndustrial Hygiene Consultants 

PRE-ABATEMENT CHECKLIST & LOG 

Page 2 of 6 

ACT NUMBER: 
PO2642534 

Signature of lnspector/Project Monito Date: 09 Feb 01 

CONTRACT NUMBER: 
GSl lPOOMQD0098 

CLIENT: GSA, NCR, SDS, WPYG 

DEVIATION 

x- Prep work 

x- Prep work 

X- Prep work 

x- Prep work 

x- Prep work 

X- Prep Work 

X- Prep Work 

x- Prep work 

X- Prep work 

X- Prep Work 

x- Prep work 

X- Prep Work 

Project Monitor: Rvan S. Reed Training Cert.1 License No: 01 -01 04 
(PrinWP@ (PriMype) 

ORDER 
NUMBER: P-1101-DC-0101 

BUILDING: New Executive Office Bldg: 

PROJECT: 7" Floor Fan Coil Unit Replacement Project 

WITHIN 
LIMITS 

X 

X 

X 

X 

X 

MARK WI X, MARK 

INSPECTION 
CATEGORY 

lNSPECTlON 

WORKER 

SHOWERS 

WORK HABITS 

SAFETY 
MEETING 

BASELINE 
MONITORING 

PROJECT 
DESIGN 

DOCUMENTS 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

LOCATION: 725 17" Street NW. Washington. DC 

DATE: 09 Feb 01 

NA IF NOT REQUIREDIUTILIZED, EXPLAIN DEVIATIONS IN LOG 

ACTIVITY TO BE CHECKED 

HIGH-SPEED ABRASIVE DISC SAWS, COMPRESSED AIR, DRY 
SWEEPING, SHOVELING, EMPLOYEE ROTATION - NOT TO BE USED 

LABELED WASTE CONTAINERS ON SITE 

HEPA VACUUM FOUND WORKING AND ACCEPTABLE 

ACCESS TO WATER FOR WET METHODS 

AIRLESS SPRAYER WORKING AND IN WORK AREA 

DISPOSABLE COVERALLS & BOOT COVERS 

PROPER NlOSH RESPIRATORS 
TYPE RESPIRATOR: 
FILTER: 

HEAD PROTECTION 

EYE PROTECTION 

FUNCTIONING 

HOT AND COLD RUNNING WATER 

WATER COLLECTION I FILTERING DEVICE FUNCTIONAL 

HOUSE KEEPING - MATERIALS AND EQUIPMENT STORED. LOCKERS 
AND PERSONAL ITEM CONTAINERS 

COMPETENT PERSON HAS CONDUCTED A SAFETY MEETING 

BASELINE MONITORING CONDUCTED PRIOR TO START OF 
PREPARATIONS 

PROJECT DESIGN ON SITE, AND ALL PREPARATIONS COMPLETED IN 
ACCORDANCE WITH DESIGN 

NOTIFICATION, PERMIT, ABATEMENT PLAN, CONTRACTOR LICENSE, 
SUPERVISOR LICENSE, WORKER LICENSE, TRAINING, 8 MEDICAL, 
FIT TEST DOCUMENTATION ON SlTE AND IN ORDER 



Industrial Hygiene Technologies, Inc. 
Environmental & Industrial Hygiene Consultants 

PRE-ABATEMENT CHECKLIST & LOG 

MARK WI X, MARK NIA IF NOT REQUIREDIUTILIZED, EXPLAIN DEVIATIONS IN LOG 

DAILY LOG OF EVENTS 

ACT NUMBER: 
PO2642534 

Remediation Activities 

CONTRACT NUMBER: 
GSllPOOMQD0098 

CLIENT: GSA, NCR, SDS, WPYG 

1845:Hillian on site New Executive Office Building 725 1 7 ~ ~  Street NW Washington DC . Silvio Argueta Hillian 
superintendent informs IHT that Hillian shall be commencing prepwork for ACM Class I removal operations 
using Mini-Containments, hand tools, and wet methods. These removal activities are to occur in 7TH Floor 
Room 7212 - 7234 Even Rooms Risers 69A to 61A Mini-Containment Work Area's A, B, C, D, E, F, G, H, 
& I. 

ORDER 
NUMBER: P-1141-DC4101 

BUILDING: New Executive Office Bldg: 

PROJECT: 7Tn Floor Fan Coil Unit Replacement Project 

1935: Hillian workers mobilize and commence prepwork in 7TH Floor Room 7212 - 7234 Even Rooms Risers 69A to 
61A Mini-Containment Work Area's A, B, C, D, E, F, G, H, & 1. 

LOCATION: 725 17m Street NW. Washington, DC 

DATE: 09 Feb 01 

2145: Hillian workers halt prep work operations. Hillian to return to site tomorrow 211 0101 @ 6:30AM to continue 
prepwork operations and commence TSI fitting removal. 

2200: Hillian departed the site. 

Sampling 

1830: IHT on site to perform area air monitoring and abatement quality control. 

1920: IHT began sampling. 

2200: IHT completed sampling. IHT off site. 

Inspections 

No inspections necessary. 

Comments 

Hillian Prepwork operations proceeded without incident. 

PCM pre abatement air sample analysis preformed: IHT reported no elevated sample results: All area 
samples reported airborne fiber concentration levels below 0.01 fiberslcc. Deemed Satisfactory. 

Page 3 of 6 

Signature of InspectorlProject Moni Date: 09 Feb 01 

Project Monitor: Rvan S. Reed Training Cert.1 License No: 01 -01 04 
(PriMype) (PriMype) 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 



lndustrial Hygiene Technologies, Inc. 
Environmental & lndustrial Hygiene Consultants 

Page 4 of 6 

ACT NUMBER: 
PO2642534 

2534-020901 -02RR 

Signature of InspectorIProject Monito Date: 09 Feb 01 

CONTRACT NUMBER: 
GSI lPOOMQD0098 

CLIENT: GSA, NCR, SDS, WPYG 

2534-020901 -03RR 

2534-020901 -04RR 

2534-020901 -05RR 

Project Monitor: Rvan S. Reed Training Cert.1 License No: 01 -01 04 
(PriMype) ( P r i M y ~ e )  

ORDER 
NUMBER: P-11-01-DC-0101 

BUILDING: New Executive Office Bldg: 

PROJECT: 7TH Floor Fan Coil Unit Replacement Project 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

LOCATION: 725 17TH Street NW. Washington, DC 

DATE: 09Feb01 

PRE 

PRE 

PRE 

Hall adj to Room 7234 

New Executive Office Building: 
Room 7214 adj to Riser 69A 

Work Area A 

New Executive Office Building: 
Room 7216 adj to Riser 68A 

Work area B 

New Executive Office Building: 
Room 7218 adj to Riser 67A 

Work Area C 

10.0 

10.0 

10.0 

10.0 

10.0 

10.0 

PM 

7:23 
PM 

7:22 
PM 

7:24 
PM 

PM 

8:38 
PM 

8:40 
PM 

8:41 
PM 

75 

78 

77 

750 

780 

770 

8.0 

8.5 

8.0 

0.005 

0.005 

0.005 



lndustrial Hygiene Technologies, Inc. 
Environmental & lndustrial Hygiene Consultants 

PRE-ABATEMENT CHECKLIST & LOG 

CLIENT: GSA, NCR, SDS, WPYG 

Page 5 of 6 

2534-020901 -07RR 

2534-020901 -08RR 

2534-020901 -09RR 

Signature of Inspector/Project Monito Date: 09 Feb 01 

ORDER 
NUMBER: P-1141-DC-0101 

Project Monitor: Rvan S. Reed Training Cert.1 License No: 01 -01 04 
(PrintTType) (prinfl~pe) 

BUILDING: New Executive Office Bldg: 

PROJECT: 7M Floor Fan Coil Unit Replacement Project 

PRE 

PRE 

PRE 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

CONTRACT NUMBER: 
GSltPOOMQW098 

LOCATION: 725 17TH Street NW. Washington, DC 

DATE: 09 Feb 01 

ACT NUMBER: 
PO2642534 

New Executive Office Building: 
Room 7224 adj to Riser 65A 

Work Area E 

New Executive Office Building: 
Room 7226 adj to Riser 64A 

Work area F 

New Executive Office Building: 
Room 7228 adj to Riser 63A 

Work Area G 

10.0 

10.0 

10.0 

10.0 

10.0 

10.0 

8:33 
PM 

8:42 
PM 

8:44 
PM 

956 
PM 

955 
PM 

9:54 
PM 

83 

73 

70 

830 

730 

700 

4.0 

4.0 

7.5 

~0.004 

~0.005 

0.005 



lndustrial Hygiene Technologies, Inc. 
Environmental & Industrial Hygiene Consultants 

PRE-ABATEMENT CHECKLIST & LOG 

2534-020901 -1 1 RR 
Room 7232 adj to Riser 61A 

Work Area I 

CLIENT: GSA, NCR, SDS, WPYG 

Page 6 of 6 

Signature of InspectorlProject Mo Date: 09 Feb 01 

Project Monitor: Rvan S. Reed Training Cert.1 License No: 01 -01 04 
(PriMype) (PriMype) 

ACT NUMBER: 
PO2642534 

ORDER 
NUMBER: P-11-01-DC-0101 , 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

CONTRACT NUMBER: 
GSl l  POOMQW098 

BUILDING: New Executive Office Bldg: 

PROJECT: 7TH Floor Fan Coil Unit Replacement Project 

LOCATION: 725 17TH Street NW. Washington, DC 

DATE: 09 Feb 01 



Industrial Hygiene Technologies, Inc. 
Environmental & Industrial Hygiene Consultants 

ASBESTOS ABATEMENT MONITORING DAILY CHECKLIST & LOG OF EVENTS 

CLIENT: GSA, NCR, SDS, WPYG 

Page 1 of 12 

REMOVAL CONTRACTOR: Hillian 

CONTRACTOR SUPERVISOR: SIIVIO Argueta 

TIME ON SITE: 0615 TIME OFF SITE: 1930 

Signature of Inspector/Project Monit Date: 10Feb 01 

ORDER 
NUMBER: P-11-01-DC-0101 

Project Monitor: Rvan S. Reed Training Cert.1 License No: 01 -01 04 
(PriMype) (Priflype) 

BUILDING: New Executive Office Bldg: 

PROJECT: 7" Floor Fan Coil Unit Replacement Project 

MONITORING CONTRACTOR: 
INDUSTRIAL HYGIENE TECHNOLOGIES, INC. 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

CONTRACT NUMBER: 
GSllPOOMQD0098 

LOCATION: 725 17" Street NW. Washington, DC 

DATE: 10 Feb 01 

TIME ON SITE: 061 5 

ABATEMENT SCOPE OF WORK: Demolition, Decontaminatton w/ possible TSI removal 

GENERAL SHIFT WORK PLAN: (9) Mini-Containments wl Non-ACM demolition & ACM decontamlnatlon 

TYPE AND QUANTITY OF ASBESTOS REMOVED THIS SHIFT: N/A 

ACT NUMBER: 
PO2642534 

TIME OFF SITE: 1915 

OSHA ACTIVITY 
CLASSIFICATION 

CLASS Ill CLASS I CLASS IV 

INSPECTION 
CATEGORY 

WORK SITE 
lSoLATloN 

SIGNAGE 

X 

MARK WI X - EXPLAIN IN NOTES, MARK NIA IF NOT REQUIREDIUTILIZED, EXPLAIN DEVIATIONS IN LOG 

ACTIVITY TO BE CHECKED 

BARRIER TAPE 

FULL CONTAINMENT 

NEGATIVE PRESSURE -0 02 MINIMUM 

FOUR AIR CHANGES PER HOUR 

FLOOR COVERED 

WALLS COVERED 

CRITICAL BARRIERS INTACT 

AREA VENTILATION OFF & VENTS COVERED 

NEGATIVEPRESSUREGLOVEBAGUSED 

CAUTION SIGNS AT STAGING AREA 

OSHA SIGN (ASBESTOS) AT ENTRANCES TO WORK AREA 

WASTE CONTAINERS LABELED PER NESHAP & GENERATOR 

HVAC TAG OUT 

CLASS ll 

WITHIN 
LIMITS 

NIA 

Mini(s) 

X 

X 

X 

X 

X 

X 

NIA 

X 

X 

X 

X 

PROBLEMS 
ENCOUNTERED 

- 



lndustrial Hygiene Technologies, lnc. 
Envimnmental & Industrial Hygiene Consultants 

ASBESTOS ABATEMENT MONITORING DAILY CHECKLIST & LOG OF EVENTS 

Project Monitor: Rvan S. Reed Training Cert.1 License No: 01 -01 04 
(printhype) (Priflype) 

- 
CLIENT: GSA, NCR, SDS, WPYG 

INSPECTION 
CATEGORY 

WORK PRACTICES 

WORKER 
PROTECTION 

SHOWERS 

WORK HABITS IN 
WORK AREA 

DOCUMENTS 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

CONTRACT NUMBER: 
GSI lPOOMQW098 

ORDER 
NUMBER: P-I 1-01-DC-0101 

ACT NUMBER: 
PO2642534 

I 

BUILDING: New Executive Office Bldg: 

PROJECT: 7TH Floor Fan Coil Unit Replacement Project 

PROBLEMS 
ENCOUNTERED 

ACTIVITY TO BE CHECKED 

HIGH-SPEED TOOLS, COMPRESSED AIR, 
DRY SWEEPING, SHOVELING, EMPLOYEE 
ROTATION NOT IN USE - 
REMOVED MATERIAL PROPERLY BAGGED 

WASTE REMOVED PRIOR TO SHIFT END 

HEPA VACUUM IN USE 

MATERIAL KEPT WET / USE OF WET 
METHODS 

AIRLESS SPRAYER IN USE 

OSHA COMPLIANT GLOVEBAG PROCEDURE 

DISPOSABLE CLOTHING USED ONCE 

PROPER NlOSH RESPIRATORS 
TYPE RESPIRATOR: 
FILTER: % Face APR P-100 

PROPER DECON SEQUENCE FOLLOWED 

FUNCTIONING 

HOT AND COLD RUNNING WATER 

USEDEACHDEPARTURE 

WATER COLLECTED & FILTERED PROPERLY 

NO SMOKING, EATING OR DRINKING IN THE 
WORK AREA 

NOTIFICATION, PERMIT, ABATEMENT PLAN, 
CONTRACTOR LICENSE, SUPERVISOR 
LICENSE, WORKER LICENSE, TRAINING, & 
MEDICAL, FIT TEST DOCUMENTATION ON 
SITE AND IN ORDER 

LOCATION: 725 17*" Street NW. Washington, DC 

DATE: 10 Feb 01 

WITHIN LIMITS 

X 

X 

X 

X 

X 

X (Hudson 
Sprayer) 

NIA 

X 

X 

X 

NIA 

N/A 

X 

X 

X 

X 



Industrial Hygiene Technologies, Inc. 
Environmental & Industrial Hygiene Consultants 

ASBESTOS ABATEMENT MONITORING DAILY CHECKLIST & LOG OF EVENTS 

MARK WI X - EXPLAIN IN NOTES, MARK NIA IF NOT REQUIREDIUTILIZED, EXPLAIN DEVIATIONS IN LOG 

DAILY LOG OF EVENTS 

CLIENT: GSA, NCR, SDS, WPYG 

Remediation Activities 

CONTRACT NUMBER: 
GSI 1 POOMQWO98 

ORDER 
NUMBER: P-11-O1-DC-0101 

0615:Hillian on site New Executive Office Building 725 1 7 ~ ~  Street NW Washington DC . Silvio Argueta Hillian 
superintendent informs IHT that Hillian shall be commencing demolition and decontamination operations with 
the potential for ACM Class I removal operations using Mini-Containments, hand tools, and wet methods. 
These removal activities are to occur in 7'" Floor Room 7212 - 7234 Even Rooms Risers 69A to 61A Mini- 
Containment Work Area's A, B, C, D, E, F, G, H, & I. Hillian has been contracted to cut out (2) 2'x2 sections 
of non-ACM plaster wall per riser at the general location of the fittings associated with the Fan Coil Unit with 
a Mini-Containment. Spray-On Surfacing material is located above the position of the cut and there is the 
possibility of TSI hard plaster fittings on the elbows. Hillian has been contracted to conduct decontamination 
operations for Spray-On Surfacing Material Debris and possible TSI fitting removal once the access panels 
have been cut. All debris to be disposed of as regulated ACM waste in EPA approved landfill. 

ACT NUMBER: 
PO2642534 

BUILDING: New Executive Office Bldg: 

PROJECT: 7'" Floor Fan Coil Unit Replacement Project 

0645: Hillian workers mobilize and continue prepwork in 7TH Floor Room 7212 - 7234 Even Rooms Risers 69A to 61A 
Mini-Containment Work Area's A, 6, C, D, E, F, G, H, & I. Hillian expects to be ready to commence removal 
operations around 8:OP. 

LOCATION: 725 17TH Street NW. Washington, DC 

DATE: 10 Feb 01 

081 0: Hillian workers commence demolition operations in 7TH Floor Room 721 4 - 7220 Even Rooms Risers 69A to 
67A Mini-Containment Work Area's A, B, & C. 

0810: Hillian workers commence demolition operations in 7TH Floor Room 7222 - 7226 Even Rooms Risers 66A to 
64A Mini-Containment Work Area's 0, E, & F. 

121 5-1 330: Hillian Break 

141 0: Hillian workers commence demolition operations in 7TH Floor Room 7228 - 7230 Even Rooms Risers 63A to 
62A Mini-Containment Work Area's G, & H. 

1530: Hillian workers commence demolition operations in 7TH Floor Room 7234 Riser 61A Mini-Containment Work 
Area I. 

1625: Hillian workers complete demolition and decontamination operations in 7TH Floor Room 7234 Riser 61AMini- 
Containment Work Area I. Hillian informs IHT that Hillian did not encounter TSI fittings; therefore, Class I 
removal operations was unnecessary. 

Page 3 of 12 

Signature of Inspector/Project Monit Date: 10Feb 01 

Project Monitor: Rvan S. Reed Training Cert.1 License No: 01 -01 04 
(Priflype) (Priflype) 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 



Industrial Hygiene Technologies, Inc. 
Environmental & Industrial Hygiene Consultants 

ASBESTOS ABATEMENT MONITORING DAILY CHECKLIST & LOG OF EVENTS 

1 930: Hillian departed the site. 

Sampling 

ACT NUMBER: 
PO2642534 

061 5: IHT on site to perform area air monitoring and abatement quality control. 

CONTRACT NUMBER: 
GSllPOOMQD0098 

CLIENT: GSA, NCR, SDS, WPYG 

071 0: IHT began sampling. 

ORDER 
NUMBER: P-11-01-DC-0101 

BUILDING: New Executive Office Bldg: 

PROJECT: 7TH Floor Fan Coii Unit Replacement Project 

1920: IHT completed sampling. IHT off site. 

LOCATION: 725 17TH Street NW. Washington, DC 

DATE: 10 Feb 01 

Inspections 

0805: IHT conducts pre-commencement inspection of Room 721 4 Riser 69A Mini-Containment A work area. IHT 
notes that Hillian has set up a Mini-Containment, with single layer Critical Barrier, Drop Layer of Poly, AFD 
in operation, signs & DCON bucket in place. Deemed satisfactory Hillian authorized to commence demolition 
& decontamination operations in Mini-Containment A 

0810: IHT conducts pre-commencement inspection of Room 7216 Riser 68A Mini-Containment B work area. IHT 
notes that Hillian has set up a Mini-Containment, with single layer Critical Barrier, Drop Layer of Poly, AFD 
in operation, signs & DCON bucket in place. Deemed satisfactory Hillian authorized to commence demolition 
& decontamination operations in Mini-Containment B 

0845: IHT conducts pre-commencement inspection of Room 721 8 Riser 67A Mini-Containment C work area. IHT 
notes that Hillian has set up a Mini-Containment, with single layer Critical Barrier, Drop Layer of Poly, AFD 
in operation, signs & DCON bucket in place. Deemed satisfactory Hillian authorized to commence demolition 
& decontamination operations in Mini-Containment C 

0955: IHT conducts pre-commencement inspection of Room 7222 Riser 66A Mini-Containment D work area. IHT 
notes that Hillian has set up a Mini-Containment, with single layer Critical Barrier, Drop Layer of Poly, AFD 
in operation, signs & DCON bucket in place. Deemed satisfactory Hillian authorized to commence demolition 
& decontamination operations in Mini-Containment D 

1005: IHT conducts pre-commencement inspection of Room 7224 Riser 65A Mini-Containment E work area. IHT 
notes that Hillian has set up a Mini-Containment, with single layer Critical Barrier, Drop Layer of Poly, AFD 
in operation, signs & DCON bucket in place. Deemed satisfactory Hillian authorized to commence demolition 
& decontamination operations in Mini-Containment E 

1020: IHT conduct pre-sealant inspection of Room 721 4 Riser 69A Mini-Containment A work area. IHT notes area 
free of visible ACM dust and debris. Hillian supervisor informs IHT that Hillian worker did not encounter any 
TSI fittings. Deemed satisfactory. Hillian authorized to encapsulate work area. 

Page 4 of 12 

Signature of InspectorlProject Monitor: Date: 10Feb 01 

Project Monitor: Rvan S. Reed Training Cert.1 License No: 01 -01 04 
(prinnype) (PriMype) 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 



Industrial Hygiene Technologies, Inc. 
Environmental & Industrial Hygiene Consultants 

ASBESTOS ABATEMENT MONITORING DAILY CHECKLIST & LOG OF EVENTS 

1030: IHT conduct pre-sealant inspection of Room 721 6 Riser 68A Mini-Containment 6 work area. IHT notes area 
free of visible ACM dust and debris. Hillian supervisor informs IHT that Hillian worker did not encounter any 
TSI fittings. Deemed satisfactory. Hillian authorized to encapsulate work area. 

1040: IHT conduct pre-sealant inspection of Room 721 8 Riser 67A Mini-Containment C work area. IHT notes area 
free of visible ACM dust and debris. Hillian supervisor informs IHT that Hillian worker did not encounter any 
TSI fittings. Deemed satisfactory. Hillian authorized to encapsulate work area. 

CLIENT: GSA, NCR, SDS, WPYG 

1145: IHT conducts pre-commencement inspection of Room 7226 Riser 64A Mini-Containment F work area. IHT 
notes that Hillian has set up a Mini-Containment, with single layer Critical Barrier, Drop Layer of Poly, AFD 
in operation, signs & DCON bucket in place. Deemed satisfactory Hillian authorized to commence demolition 
& decontamination operations in Mini-Containment F. Hillian to commence removal operations after lunch. 

CONTRACT NUMBER: 
GSllPQOMQWK)98 

ORDER 
NUMBER: P-1141-DC41Ol 

1 150: IHT conduct pre-sealant inspection of Room 7222 Riser 66A Mini-Containment D work area. IHT notes area 
free of visible ACM dust and debris. Hillian supervisor informs IHT that Hillian worker did not encounter any 
TSI fittings. Deemed satisfactory. Hillian authorized to encapsulate work area. 

ACT NUMBER: 
PO2642534 

BUILDING: New Executive Office Bldg: 

PROJECT: 7TH Floor Fan Coil Unit Replacement Project 

1155: IHT conduct pre-sealant inspection of Room 7224 Riser 65A Mini-Containment E work area. IHT notes area 
free of visible ACM dust and debris. Hillian supervisor informs IHT that Hillian worker did not encounter any 
TSI fittings. Deemed satisfactory. Hillian authorized to encapsulate work area. 

LOCATION: 725 17TH Street NW. Washington, DC 

DATE: 10 Feb 01 

1345: IHT conducts pre-commencement inspection of Room 7228 Riser 63A Mini-Containment G work area. IHT 
notes that Hillian has set up a Mini-Containment, with single layer Critical Barrier, Drop Layer of Poly, AFD 
in operation, signs & DCON bucket in place. Deemed satisfactory Hillian authorized to commence demolition 
& decontamination operations in Mini-Containment G. 

1355: IHT conducts pre-commencement inspection of Room 7230 Riser 62A Mini-Containment H work area. IHT 
notes that Hillian has set up a Mini-Containment, with single layer Critical Barrier, Drop Layer of Poly, AFD 
in operation, signs & DCON bucket in place. Deemed satisfactory Hillian authorized to commence demolition 
& decontamination operations in Mini-Containment H. 

a 

1605: IHT conduct pre-sealant inspection of Room 7234 Riser 64A Mini-Containment F work area. IHT notes area 
free of visible ACM dust and debris. Hillian supervisor informs IHT that Hillian worker did not encounter any 
TSI fittings. Deemed satisfactory. Hillian authorized to encapsulate work area. 

1455: IHT conduct pre-sealant inspection of Room 7228 Riser 63A Mini-Containment G work area. IHT notes area 
free of visible ACM dust and debris. Hillian supervisor informs IHT that Hillian worker did not encounter any 
TSI fittings. Deemed satisfactory. Hillian authorized to encapsulate work area. 

1500: IHT conducts pre-commencement inspection of Room 7234 Riser 61 A Mini-Containment I work area. IHT notes 

Page 5 of 12 

Signature of InspectorIProject Moni Date: 10Feb 01 

Project Monitor: Rvan S. Reed Training Cert.1 License No: 01 -01 04 
(Priflype) (PriMYpe) 

72204 Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 



lndustrial Hygiene Technologies, Inc. 
Environmental & lndustrial Hygiene Consultants 

ASBESTOS ABATEMENT MONITORING DAILY CHECKLIST & LOG OF EVENTS 

that Hillian has set up a Mini-Containment, with single layer Critical Barrier, Drop Layer of Poly, AFD in 
operation, signs & DCON bucket in place. Deemed satisfactory Hillian authorized to commence demolition 
& decontamination operations in Mini-Containment I. 

1530: IHT conduct pre-sealant inspection of Room 7234 Riser 62A Mini-Containment H work area. IHT notes area 
free of visible ACM dust and debris. Hillian supervisor informs IHT that Hillian worker did not encounter any 
TSI fittings. Deemed satisfactory. Hillian authorized to encapsulate work area. 

ACT NUMBER: 
PO2642534 

1615: IHT conduct pre-sealant inspection of Room 7234 Riser 61A Mini-Containment I work area. IHT notes area 
free of visible ACM dust and debris. Hillian supervisor informs IHT that Hillian worker did not encounter any 
TSI fittings. Deemed satisfactory. Hillian authorized to encapsulate work area. 

CONTRACT NUMBER: 
GS1 IWOMQMW)98 

CLIENT: GSA, NCR, SDS, WPYG 

Comments 

ORDER 
NUMBER: P-11-01-DC-0101 

BUILDING: New Executive Office Bldg: 

PROJECT: 7m Floor Fan Coil Unit Replacement Project 

ACM Class I demolition and decontamination operations in proceeded without incident. PCM air sample 
analysis preformed: IHT reported noelevated sample results: All area samples outside 7TH Floor Room 7212 
- 7234 Even Rooms Risers 69A to 61A Mini-Containment Work Area's A, B, C, D, E, F, G, H, & I. reported 
airborne fiber concentration levels below 0.01 fiberslcc. 

LOCATION: 725 17" Street NW. Washington, DC 

DATE: 10 Feb 01 

PCM post abatement air sample analysis preformed: IHT reported no elevated sample results: All area 
samples inside 7TH Floor Room 7212 - 7234 Even Rooms Risers 69A to 61A Mini-Containment Work Area's 
A, B, C, D, E, F, G, H, & I. work area reported airborne fiber concentration levels below 0.01 fiberslcc. 
Deemed Satisfactory. IHT authorizes Hillian to tear down 7m Floor Room 7212 - 7234 Even Rooms Risers 
69A to 61A Mini-Containment Work Area's A, B, C, D, E, F, G, H, & 1. 

Page 6 of 12 

Signature of InspectorIProject M Date: 10Feb 01 

Project Monitor: Rvan S. Reed Training Cert.1 License No: 01 -01 04 
(printrrype) (Pn'flype) 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 



Industrial Hygiene Technologies, Inc. 
Envimnmental & Industrial Hygiene Consultants 

Page 7 of 12 

CLIENT: GSA, NCR, SDS, WPYG 

04RR 

2534-02 1 001 - 
05RR 

Signature of Inspector/Project Monit Date: 10Feb 01 

ORDER 
NUMBER: P-11-01-DC-0101 

CONTRACT NUMBER: 
G S l l  POOMQD0098 

Project Monitor: Rvan S. Reed Training Cert.1 License No: 01 -01 04 
(PrintTType) (PrintTType) 

ACT NUMBER: 
PO2642534 

BUILDING: New Executive Office Bldg: 

PROJECT: 7Tn Floor Fan Coil Unit Replacement Project 

CB 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

LOCATION: 725 17m Street NW. Washington, DC 

DATE: 10 Feb 01 

Room 7234 

New Executive Office Building: Room 
721 4 Riser 69A Work Area A critical 

barrier adj to DCON 

10.0 10.0 

AM 

7:36 
AM 

AM 

10:21 
AM 

165 1650 9.5 0.003 



lndustrial Hygiene Technologies, Inc. 
Environmental & Industrial Hygiene Consultants 

ASBESTOS ABATEMENT MONITORING DAILY CHECKLIST & LOG OF EVENTS 

CLIENT: GSA, NCR, SDS, WPYG 

Page 8 of 12 

2534-021 001 - 
07RR 

2534-021 001 - 
08RR 

2534-02 1 001 - 
09RR 

Signature of InspectorlProject Monito Date: 10Feb 01 

ORDER 
NUMBER: P-11-01 -DC-0101 

Project Monitor: Rvan S. Reed Training Cert.1 License No: 01 -01 04 
(PrinflyF-3 (Prinflype) 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

I 

CB 

STA 

CB 

CONTRACT NUMBER: 
GSl 1 POOMQDO098 

BUILDING: New Executive Office Bldg: 

PROJECT: 7m Floor Fan Coil Unit Replacement Project 

ACT NUMBER: 
PO2642534 

LOCATION: 725 17'" Street NW. Washington, DC 

DATE: 10 Feb 01 - 

New Executive Office Building: Room 
7216 Riser 68A Work Area B critical 

barrier adj to DCON 

New Executive Office Building: Room 
7216 Riser 68A Work Area B inside Mini- 

Containment 

New Executive Office Building: Room 
721 8 Riser 67A Work Area C critical 

barrier adj to DCON 

10.0 

3.0 

10.0 

10.0 

3.0 

10.0 

8:03 
AM 

8:03 
AM 

8:39 
AM 

10:34 
AM 

10:34 
AM 

10:41 
AM 

151 

151 

122 

1510 

453 

1220 

10.0 

Particle 
Overload 

8.0 

0.003 

Sample 
Void 

0.003 



Industrial Hygiene Technologies, Inc. 
Environmental & Industrial Hygiene Consultants 

ASBESTOS ABATEMENT MONITORING DAILY CHECKLIST & LOG OF EVENTS 

CLIENT: GSA, NCR, SDS, WPYG 

Page 9 of 12 

2534-021 001 - 

Signature of InspectorlProject Monito Date: 10Feb 01 

ORDER 
NUMBER: P-1141-DC-0101 

11RR 

2534-021 001 - 
12RR 

2534-021 001 - 
13RR 

Project Monitor: Rvan S. Reed Training Cert.1 License No: 01 -01 04 
(Prinfl~pe) (Prinflype) 

BUILDING: New Executive Office Bldg: 

PROJECT: 7'" Floor Fan Coil Unit Replacement Project 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

CONTRACT NUMBER: 
GSllWOMQD0098 

LOCATION: 725 17TH Street NW. Washington, DC 

DATE: 10 Feb 01 

STA 

CB 

ACT NUMBER: 
PO2642534 

7222 Riser 66A Work Area D critical 
barrier adj to DCON 

New Executive Office Building: Room 
7222 Riser 66A Work Area D inside Mini- 

Containment 

New Executive Office Building: Room 
7224 Riser 65A Work Area E critical 

barrier adj to DCON 

3.0 

10.0 

3.0 

10.0 

AM 

9:58 
AM 

10:05 
AM 

PM 

12:01 
PM 

12:04 
PM 

123 

119 

369 

1190 

11.5 

7.0 

0.01 5 

0.003 



Industrial Hygiene Technologies, Inc. 
Environmental & Industrial Hygiene Consultants 

ASBESTOS ABATEMENT MONITORING DAILY CHECKLIST & LOG OF EVENTS 

2534-02 1 00 1 - CB New Executive Office Building: Room 10.0 10.0 1 :42 259 77 770 4.5 e0.004 
17RR 7228 Riser 63A Work Area G critical PM PM 

barrier adj to DCON 

CLIENT: GSA, NCR, SDS, WPYG 

Page 10 of 12 

Signature of Inspector/Project Monitor: Date: 1 OFeb 01 

ORDER 
NUMBER: P-1 I-01-DC-0101 

Project Monitor: Rvan S. Reed Training Cert.1 License No: 01 -01 04 
(PriMype) (Priflype) 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

BUILDING: New Executive Office Bldg: 

PROJECT: 7TH Floor Fan Coil Unit Replacement Project 

CONTRACT NUMBER: 
GSl lPOOMQD0098 

LOCATION: 725 17TH Street NW. Washington, DC 

DATE: 10 Feb 01 

ACT NUMBER: 
PO2642534 



Industrial Hygiene Technologies, lnc. 
Environmental & Industrial Hygiene Consultants 

ASBESTOS ABATEMENT MONITORING DAILY CHECKLIST & LOG OF EVENTS 

Page 11 of 12 

Signature of InspectorIProject Moni Date: 10Feb 01 

ACT NUMBER: 
PO2642534 

2534-021 001 - 
19RR 

2534-021 001 - 
20RR 

2534-02 1 001 - 
21 RR 

7 

Project Monitor: Rvan S. Reed Training Cert.1 License No: 01 -01 04 
(Prinny~e) (Printilype) 

CONTRACT NUMBER: 
GSllPWMQDW98 

CLIENT: GSA, NCR, SDS, WPYG 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

ORDER 
NUMBER: P-1141-DC4101 

I 

CB 

STA 

CB 

BUILDING: New Executive Office Bldg: 

PROJECT: 7TH Floor Fan Coil Unit Replacement Project 

LOCATION: 725 17TH Street NW. Washington, DC 

DATE: 10 Feb 01 

New Executive Office Building: Room 
7230 Riser 62A Work Area H critical 

barrier adj to DCON 

New Executive Office Building: Room 
7230 Riser 62A Work Area H inside Mini- 

Containment 

New Executive Office Building: Room 
7234 Riser 61A Work Area I critical 

barrier adj to DCON 

10.0 

3.0 

10.0 

10.0 

3.0 

10.0 

1 :48 
PM 

11 :49 
AM 

3:02 
PM 

3:33 
PM 

3:33 
PM 

4: 13 
PM 

105 

224 

71 

1050 

672 

710 

7.5 

13.0 

5.0 

0.004 

0.009 

~0.005 



Industrial Hygiene Technologies, Inc. 
Environmental & Industrial Hygiene Consultants 

ASBESTOS ABATEMENT MONITORING DAILY CHECKLIST & LOG OF EVENTS 

Page 12 of 12 

ACT NUMBER: 
PO2642534 

CLIENT: GSA, NCR, SDS, WPYG 

2534-021 001 - 
23RR 

2534-021 001 - 
24RR 

2534-021 001 - 
25RR 

2534-021001 - 
26RR 

Signature of InspectorlProject Monitor: Date: 10Feb 01 

Project Monitor: Rvan S. Reed Training Cert.1 License No: 01 -01 04 
(Prinflype) (Priflype) 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

ORDER 
NUMBER: P-11-01-DC-0101 

BUILDING: New Executive Office Bldg: 

PROJECT: 7TH Floor Fan Coil Unit Replacement Project 

REM 

REM 

REM 

REM 

CONTRACT NUMBER: 
GSl lPOOMQDO098 

LOCATION: 725 17TH Street NW. Washington, DC 

DATE: 10 Feb 01 

New Executive Office Building: Room 
821 8 

New Executive Office Building: Room 
6224 

New Executive Office Building: Hall adj to 
Room 72 1 2 

New Executive Office Building: Hall adj to 
Room 7234 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

11 :26 
AM 

11 :32 
AM 

11 :19 
AM 

11 : 18 
AM 

3:55 
PM 

3:49 
PM 

3:49 
PM 

3:48 
PM 

269 

257 

270 

270 

1345 

1285 

1350 

1350 

5.0 

4.5 

6.0 

6.0 

~0.003 

~0.003 

~0.003 

~0.003 

' 



3 P ,-- ,- ,,,-,,.!ncezt i c z ~ ~ , t ~ r  s c s  recess;. v 
?it 5.00 PM . ' r ,dcy,  3 T r E  
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Industrial Hygiene Technologies, Inc. 
Envimnmental & Industrial Hygiene Consultants 

ABATEMENT FINAL INSPECTION CHECKLIST & LOG 

Project Monitor: Rvan S. Reed Training Cert.1 License No: 01 -01 04 
(Priflype) (Prinflype) 

ACT NUMBER: 
PO2642534 

CLIENT: GSA, NCR SDS, WPYG 

REMOVAL CONTRACTOR: H~lllan 

CONTRACTOR SUPERVISOR: SIIVIO Argueta 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

ORDER 
NUMBER: P-11-01-DC-0101 

BUILDING: New Executive Office Bldg: 

PROJECT: 7m Floor Fan Coil Unit Replacement Project 

MONITORING CONTRACTOR: 
INDUSTRIAL HYGIENE TECHNOLOGIES, INC. 

CONTRACT NUMBER: 
GSllPOOMQD0098 

LOCATION: 725 17" Street NW. Washington, DC 

DATE: 10 Feb 01 

TIME START: 061 5 

ABATEMENT SCOPE OF WORK: Demolition, Decontamination wl posslble TSI removal 

TIME COMPLETE: 1915 

TYPE OF ASBESTOS 
MATERIAL ABATED 

QTY. OF ASBESTOS 
MATERIAL ABATED 

NIA NIA 

CLASS Ill CLASS ll OSHA ACTIVITY 
CLASSIFICATION 

CLASS IV CLASS I 

DESCRIBE SPECIFIC WORK AREA INSPECTED: NEOB: 7TH Floor Room 7212 - 7234 Even Rooms Risers 
69A to 61A Mini-Containment Work Area's A, By C, D, E, F, G, H, & I 

TOTAL SQUARE FOOTAGE OF WORK AREA: 9 Mini-Containments 40ft2 per work area 

FINAL CLEARANCE (AHERA, PCM, NlOSH 7402, AGGRESSIVE): PCM 

INSPECTION 
CATEGORY 

Restdual Dust I 
Debns 

(The above questions are to be answered "YES" or "Problem Encountered Noted" ) 

ACTIVITY TO BE 
CHECKED 

Floor 

Horizontal Surfaces 

Pipes 

Ventilation Equip. 

Ductwork 

Registers 

Ltghts 

Other 

WITHIN 
LIMITS 

YES 

YES 

YES 

YES 

N/A 

NIA 

NIA 

NIA 

PROBLEMS ENCOUNTERED 



Industrial Hygiene Technologies, Inc. 
Environmental & lndustrial Hygiene Consultants 

ABATEMENT FINAL INSPECTION CHECKLIST & LOG 

See Asbestos Abatement Monitoring Checklist and Log of Events- Daily Log of Events for details 
concerning project. 

CLIENT: GSA, NCR, SDS, WPYG 

Page 2 of 7 

Signature of Inspector/Project Monit Date: 10Feb 01 

Project Monitor: Rvan S. Reed Training Cert.1 License No: 01 -01 04 
(PriMype) (Priflype) 

ORDER 
NUMBER: P-1141 -DC4101 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

BUILDING: New Executive Office Bldg: 

PROJECT: 7m Floor Fan Coil Unit Replacement Project 

CONTRACT NUMBER: 
GS11 POOMQD0098 

LOCATION: 725 17m Street NW. Washington, DC 

DATE: 10 Feb 01 

ACT NUMBER: 
PO2642534 



Industrial Hygiene Technologies, Inc. 
Environmental & Industrial Hygiene Consultants 

CLIENT: GSA, NCR, SDS, WPYG 

Page 3 of 7 

Signature of InspectorIProject Monitor: Date: 10Feb 01 

2534-021 001 -27RR 

2534-021 001 -28RR 

2534-021 001 -29RR 

2534-021 001 -30RR 

Project Monitor: Rvan S. Reed Training Cert.1 License No: 01-0104 
(PrintlType) (Prinnype) 

ORDER 
NUMBER: P-1141-DC-0101 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

BUILDING: New Executive Office Bldg: 

PROJECT: 7" Floor Fan Coil Unit Replacement Project 

POST 

POST 

POST 

POST 

CONTRACT NUMBER: 
GSllPOOMQD0098 

LOCATION: 725 17'"Street NW. Washington, DC 

DATE: 10 Feb 01 

ACT NUMBER: 
PO2642534 

New Executive Office Building: 
Room 7224 Riser 69A Work Area 

A inside Mini-Containment 

New Executive Office Building: 
Room 7224 Riser 69A Work Area 

A inside Mini-Containment 

New Executive Office Building: 
Room 7224 Riser 68A Work Area 

B inside Mini-Containment 

New Executive Office Building: 
Room 7224 Riser 68A Work Area 

B inside Mini-Containment 

10.0 

10.0 

10.0 

10.0 

10.0 

10.0 

10.0 

10.0 

1253 
PM 

12:53 
PM 

1256 
PM 

1256 
PM 

2:54 
PM 

2:54 
PM 

2:57 
PM 

257 
PM 

121 

121 

121 

121 

1210 

1210 

1210 

1210 

6.0 

7.5 

5.5 

5.0 

<0.003 

0.003 

<O. 003 

0.002 



lndustrial Hygiene Technologies, Inc. 
Envimnmental & lndustrial Hygiene Consultants 

ABATEMENT FINAL INSPECTION CHECKLIST & LOG 

CLIENT: GSA, NCR, SDS, WPYG 

Page 4 of 7 

Signature of lnspectorlProject Monito Date: 10Feb 01 

Project Monitor: Rvan S. Reed Training Cert.1 License No: 01 -01 04 
(PriMype) (PrinVType) 

2534-021 001 -32RR 

2534-021 001 -33RR 

2534-021 001 -34RR 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

ORDER 
NUMBER: P-1141 -DC4101 

BUILDING: New Executive Office Bldg: 

PROJECT: 7TH Floor Fan Coil Unit Replacement Project 

POST 

POST 

POST 

CONTRACT NUMBER: 
G S l l  WOMQDOOSB 

LOCATION: 725 17TH Street NW. Washington, DC 

DATE: 10 Feb 01 * 

ACT NUMBER: 
PO2642534 

New Executive Office Building: 
Room 7224 Riser 67A Work Area 

C inside Mini-Containment 

New Executive Office Building: 
Room 7224 Riser 66A Work Area 

D inside Mini-Containment 

New Executive Office Building: 
Room 7224 Riser 66A Work Area 

D inside Mini-Containment 

10.0 

10.0 

10.0 

10.0 

10.0 

10.0 

1257 
PM 

3:02 
PM 

3:02 
PM 

257 
PM 

5:02 
PM 

5:02 
PM 

120 

1 20 

120 

1200 

1200 

1200 

4.5 

3.0 

6.5 

<0.003 

~0.003 

<0.003 



Industrial Hygiene Technologies, Inc. 
Environmental & Industrial Hygiene Consultants 

ABATEMENT FINAL INSPECTION CHECKLIST & LOG 

2534-021 001 -4 

I 
- 

2534-021 001 -42RR POST New Executive Office Building: 10.0 10.0 4: 12 6: 12 120 1200 4.0 <0.003 
Room 7224 Riser 62A Work Area PM PM 

H inside Mini-Containment 

CLIENT: GSA, NCR, SDS, WPYG 

Page 6 of 7 

Signature of InspectorlProject Monitor: Date: 10Feb 01 

Project Monitor: Rvan S. Reed Training Cert.1 License No: 01 -0104 
(PrinVType) (Prinf l~~e) 

ORDER 
NUMBER: P-11-01-DC-0101 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

BUILDING: New Executive Office Bldg: 

PROJECT: 7m Floor Fan Coil Unit Replacement Project 

CONTRACT NUMBER: 
GS l l  POOMQD0098 

LOCATION: 725 17" Street NW. Washington, DC 

DATE: 10 Feb 01 

ACT NUMBER: 
PO2642534 



Industrial Hygiene Technologies, lnc. 
Environmental & Industrial Hygiene Consultants 

ABATEMENT FINAL INSPECTION CHECKLIST & LOG 

CLIENT: GSA, NCR, SDS, WPYG 

Page 7 of 7 

Signature of InspectorIProject Monitor: Date: 10Feb 01 

2534-021 001 -43RR 

2534-021 001 -44RR 

Project Monitor: Rvan S. Reed Training Cert.1 License No: 01 -01 04 
(PrintTTyps) (Prinflyps) 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

ORDER 
NUMBER: P-1141 -DC4101 

BUILDING: New Executive Office Bldg: 

PROJECT: 7TH Floor Fan Coil Unit Replacement Project 

POST 

POST 

CONTRACT NUMBER: 
G S l l  POOMQW098 

LOCATION: 725 17TH Street NW. Washington, DC 

DATE: 10 Feb 01 

ACT NUMBER: 
PO2642534 

New Executive Office Building: 
Room 7224 Riser 61 A Work Area 

I inside Mini-Containment 

New Executive Office Building: 
Room 7224 Riser 61A Work Area 

I inside Mini-Containment 

on 

10.0 

10.0 

off 

10.0 

10.0 

on 

4:40 
PM 

4:40 
PM 

off 

6:40 
PM 

6:40 
PM 

120 

120 

1200 

1200 

3.5 

2.0 

<0.003 

<0.003 



Industrial Hygiene Technologies, Inc. 
Environmental & Industrial Hygiene Consultants 

PRE-ABATEMENT CHECKLIST & LOG 

Page 1 of 3 

ACT NUMBER: 
PO2642534 

REMOVAL CONTRACTOR: Hillian 

CONTRACTOR SUPERVISOR: s ~ l v ~ o  Argueta 

Signature of InspectorIProject Moni Date: 10Feb 01 

CONTRACT NUMBER: 
GSllWOMQWK)98 

CLIENT: GSA, NCR, SDS, WPYG 

MONITORING CONTRACTOR: 
INDUSTRIAL HYGIENE TECHNOLOGIES, INC 

TIME START: 0615 TIME COMPLETE: 1915 

Project Monitor: Rvan S. Reed Training Cert.1 License No: 01 -01 04 
(Priflype) (PriHype) 

ORDER 
NUMBER: P-1141-DCUlO1 

BUILDING: New Executive Office Bldg: 

PROJECT: 7m Floor Fan Coil Unit Replacement Project 

7220-U Telegraph Square Drive, Lorton, Virginia 22079 (703) 541 -901 5, Fax (703) 541 -901 9 

LOCATION: 725 17TH Street NW. Washington, DC 

DATE: 10Feb01 

ABATEMENT SCOPE OF WORK: Prep work for potentla1 Class I removal operat~ons 

TYPE OF ASBESTOS 
MATERIAL TO BE ABATED 

Category 1 Friable QTY. OF ASBESTOS 
MATERIAL TO BE 
ABATED 

OSHA ACTIVITY 
CLASSIFICATION 

Unknown 

CLASS I X CLASS Ill CLASS I1 

INSPECTION 
CATEGORY 

WORK SITE 
lSoLATloN 

SIGNAGE 

CLASS IV 

ACTIVITY TO BE CHECKED 

BARRIER TAPE TO ISOLATE STAGING AREA AND DECON 

' FULL CONTAINMENT 

NEGATIVE PRESSURE -0 02 MINIMUM 

FOUR AIR CHANGES PER HOUR 

CRITICAL BARRIERS INTACT (DUCTS, WINDOWS, DOORS, ALL 
PENETRATIONS) 

FLOOR COVERED 

WALLS COVERED 

AREA VENTILATION OFF & VENTS COVERED 

GLOVEBAGS SMOKE TESTED AND FOUND SATISFACTORY 

CAUTION SIGNS AT STAGING AREA 

OSHA SIGN (ASBESTOS) AT ENTRANCES TO WORK AREA 

WASTE CONTAINERS LABELED PER NESHAP & GENERATOR 

HVAC SYSTEM TAGGED OUT 

NO SMOKING, EATING OR DRINKING IN THE WORK AREA 

WITHIN 
LIMITS 

NIA 

MINI 

X 

x 

x 

X 

X 

X 

N/A 

X 

x 

x 

x 

x 

I 
DEVIATION 




